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A-5.30 ENLARGED RESTROOM PLANS/ELEVATIONS - AREA A    

A-5.31 ENLARGED RESTROOM PLANS/ELEVATIONS - AREA A    

A-5.32 ENLARGED RESTROOM PLANS/ELEVATIONS    

A-5.33 ENLARGED RESTROOM PLANS/ELEVATIONS    

A-5.34 ENLARGED RESTROOM PLANS/ELEVATIONS    

A-5.35 ENLARGED RESTROOM PLANS/ELEVATIONS    

A-5.36 ENLARGED RESTROOM PLANS/ELEVATIONS    

A-5.37 ENLARGED RESTROOM PLANS/ELEVATIONS    

A-5.38 ENLARGED RESTROOM PLANS/ELEVATIONS       

A-5.39 NOT USED

A-5.40 NOT USED

A-5.41 LEVEL 01 ENLARGED PLANS    

A-5.42 LEVEL 02 ENLARGED PLANS    

A-5.43 LEVEL 02 ENLARGED PLANS    

A-5.44 LEVEL 02 ENLARGED PLANS    

A-5.45 LEVEL 02 ENLARGED PLANS    

A-5.46 LEVEL 02 ENLARGED PLANS    

A-5.47 LEVEL 03 ENLARGED PLANS    

A-5.48 LEVEL 03 ENLARGED PLANS

A-5.50 INTERIOR ELEVATIONS - AREA A    

A-5.51 INTERIOR ELEVATIONS - AREA A    

A-5.52 LEVEL 01 INTERIOR ELEVATIONS    

A-5.53 LEVEL 01 INTERIOR ELEVATIONS    

A-5.54 LEVEL 01 INTERIOR ELEVATIONS    

A-5.55 LEVEL 02 INTERIOR ELEVATIONS    

A-5.56 LEVEL 02 INTERIOR ELEVATIONS    

A-5.57 LEVEL 02 INTERIOR ELEVATIONS    

A-5.58 LEVEL 02 INTERIOR ELEVATIONS    

A-5.59 LEVEL 02 INTERIOR ELEVATIONS    

A-5.60 LEVEL 02 INTERIOR ELEVATIONS    

A-5.61 LEVEL 02 INTERIOR ELEVATIONS    

A-5.62 LEVEL 02 INTERIOR ELEVATIONS    

A-5.63 LEVEL 02 INTERIOR ELEVATIONS    

A-5.64 LEVEL 03 INTERIOR ELEVATIONS    

A-5.65 LEVEL 03 INTERIOR ELEVATIONS    

A-5.66 LEVEL 03 INTERIOR ELEVATIONS    

A-5.67 LEVEL 03 INTERIOR ELEVATIONS    

A-5.78 ENLARGED DETAILS - CINEMA    

A-5.79 ENLARGED DETAILS - CINEMA

A-5.80 INTERIOR DETAILS       

A-5.81 INTERIOR DETAILS    

A-5.82 INTERIOR DETAILS    

A-5.83 INTERIOR DETAILS    

A-5.84 INTERIOR DETAILS    

A-5.85 INTERIOR METAL PANEL DETAILS

A-5.86 INTERIOR DETAILS      

A-5.88 INTERIOR DETAILS - EXPANSION JOINTS   

A-5.90 CASEWORK DETAILS    

A-5.91 CASEWORK DETAILS    

A-5.92 CASEWORK DETAILS

A-5.93 CASEWORK ELEVATIONS AND DETAILS

A-5.94 CASEWORK ELEVATIONS AND DETAILS

A-5.95 CASEWORK ELEVATIONS AND DETAILS   

A-6.1 LEVEL 01 RCP - OVERALL

A-6.1a LEVEL 01 RCP - AREA A       

A-6.1b LEVEL 01 RCP - AREA B    

A-6.1c LEVEL 01 RCP - AREA C    

A-6.1d LEVEL 01 RCP - AREA D    

A-6.1e LEVEL 01 RCP - AREA E    

A-6.1f LEVEL 01 RCP - AREA F    

A-6.2 LEVEL 02 RCP - OVERALL

A-6.2a LEVEL 02 RCP - AREA A    

A-6.2b LEVEL 02 RCP - AREA B    

A-6.2c LEVEL 02 RCP - AREA C    

A-6.2d LEVEL 02 RCP - AREA D    

A-6.2e LEVEL 02 RCP - AREA E    

A-6.2f LEVEL 02 RCP - AREA F    

A-6.3 LEVEL 03 RCP - OVERALL    

A-6.3b LEVEL 03 RCP - AREA B    

A-6.3c LEVEL 03 RCP - AREA C    

A-6.3d LEVEL 03 RCP - AREA D    

A-6.3e LEVEL 03 RCP - AREA E    

A-6.3f LEVEL 03 RCP - AREA F    

A-6.10 CEILING DETAILS - AREA A    

A-6.11 CEILING DETAILS - AREA A

A-6.12 CEILING DETAILS   

A-6.13 CEILING DETAILS   

A-6.14 CEILING DETAILS   

A-6.15 CEILING DETAILS

A-6.16 CEILING DETAILS  

A-6.18 CEILING DETAILS

A-6.20 CEILING DETAILS  

A-6.22 CEILING DETAILS - EXPANSION JOINT    

A-7.1 ROOF PLAN - OVERALL

A-7.1a ROOF PLAN - AREA A    

A-7.1b ROOF PLAN - AREA B    

A-7.1c ROOF PLAN - AREA C    

A-7.1d ROOF PLAN - AREA D    

A-7.1e ROOF PLAN - AREA E    

A-7.1f ROOF PLAN - AREA F

A-7.2 ROOF DETAILS    

A-7.3 ROOF DETAILS    

A-7.4 ROOF DETAILS    

A-7.5 ROOF DETAILS    

A-7.6 EXPANSION JOINT DETAILS    

A-8.1 DOOR SCHEDULE - L01 AND EXISTING STUDENT CENTER AND ALUMNI GYM   

A-8.2 DOOR SCHEDULE - L02   

A-8.3 DOOR SCHEDULE - L03 AND PENTHOUSE AND NON STANDARD DOOR TYPES   

A-8.4 DOOR AND FRAME TYPES

A-8.5 STEEL WINDOW AND CURTAINWALL FRAME TYPES AND DETAILS    

A-8.6 STEEL WINDOW FRAME DETAILS    

A-8.7 RATED ACCORDION DOOR DETAILS    

A-8.8 RATED ACCORDION DOOR DETAILS    

A-8.9 RATED ACCORDION DOOR DETAILS

A-8.11 STOREFRONT FRAMES, TYPES & DETAILS    

A-8.12 STOREFRONT FRAMES, TYPES & DETAILS    

A-8.13 TYPICAL STOREFRONT DETAILS

A-8.24 STEEL WINDOW FRAME DETAILS    

A-8.25 CURTAINWALL FRAME DETAILS    

A-8.26 CURTAINWALL FRAME DETAILS    

A-8.27 HOLLOW METAL, CURTAINWALL, AND SPECIALTY DETAILS

A-8.28 HOLLOW METAL, CURTAINWALL, AND SPECIALTY DETAILS

A-9.20 SIGNAGE DETAILS    

A-9.21 MISCELLANEOUS DETAILS    

A-9.22 MISCELLANEOUS DETAILS

A-9.23 MISCELLANEOUS DETAILS    

A-10.0 FINISH LEGEND

A-10.1a LEVEL 01 FINISH FLOOR PLAN - AREA A    

A-10.1b LEVEL 01 FINISH FLOOR PLAN - AREA B    

A-10.1c LEVEL 01 FINISH FLOOR PLAN - AREA C    

A-10.1d LEVEL 01 FINISH FLOOR PLAN - AREA D    

A-10.1e LEVEL 01 FINISH FLOOR PLAN - AREA E    

A-10.1f LEVEL 01 FINISH FLOOR PLAN - AREA F

A-10.2a LEVEL 02 FINISH FLOOR PLAN - AREA A    

A-10.2b LEVEL 02 FINISH FLOOR PLAN - AREA B    

A-10.2c LEVEL 02 FINISH FLOOR PLAN - AREA C    

A-10.2d LEVEL 02 FINISH FLOOR PLAN - AREA D    

A-10.2e LEVEL 02 FINISH FLOOR PLAN - AREA E    

A-10.2f LEVEL 02 FINISH FLOOR PLAN - AREA F    

A-10.3b LEVEL 03 FINISH FLOOR PLAN - AREA B    

A-10.3c LEVEL 03 FINISH FLOOR PLAN - AREA C    

A-10.3d LEVEL 03 FINISH FLOOR PLAN - AREA D    

A-10.3e LEVEL 03 FINISH FLOOR PLAN - AREA E    

A-10.3f LEVEL 03 FINISH FLOOR PLAN - AREA F

A-11.0 EQUIPMENT SCHEDULE

A-11.1a LEVEL 01 FURNITURE/EQUIPMENT PLAN - AREA A    

A-11.2a LEVEL 02 FURNITURE/EQUIPMENT PLAN - AREA A

G-0.1 SITE EGRESS PLAN    

G-1.0 LEVEL 01 CODE REVIEW PLAN    

G-1.1 LEVEL 01 EGRESS REVIEW PLAN    

G-1.2 LEVEL 01 FIREPROOFING PLAN    

G-1.3 LEVEL 01 - GSF    

G-2.0 LEVEL 02 CODE REVIEW PLAN    

G-2.1 LEVEL 02 EGRESS REVIEW PLAN    

G-2.2 LEVEL 02 FIREPROOFING PLAN    

G-2.3 LEVEL 02 - GSF    

G-3.0 LEVEL 03 CODE REVIEW PLAN    

G-3.1 LEVEL 03 EGRESS REVIEW PLAN    

G-3.2 LEVEL 03 FIREPROOFING PLAN    

G-3.3 LEVEL 03 - GSF    

G-4.0 LEVEL 04 CODE REVIEW PLAN    

G-4.2 LEVEL 04 FIREPROOFING PLAN    

G-4.3 LEVEL 04 - GSF

G-4.4 SPECIAL INSPECTIONS AND WIND DESIGN CRITERIA

A-0.1 SYMBOLS AND ABBREVIATIONS    

A-0.2 GENERAL INFORMATION SHEET    

A-0.3 MOUNTING HEIGHTS

A-0.4 EXTERIOR ASSEMBLIES    

A-0.5 EXTERIOR ASSEMBLIES    

A-0.6 INTERIOR ASSEMBLIES    

A-0.7 INTERIOR PARTITION TYPES    

A-0.8 INTERIOR PARTITION TYPES

A-0.9 KEYNOTE LEGEND    

A-1.1 LEVEL 01 - KEY PLAN

A-1.1a LEVEL 01 PLAN - AREA A    

A-1.1a-d LEVEL 01 DIMENSION PLAN - AREA A    

A-1.1b LEVEL 01 PLAN - AREA B    

A-1.1b-d LEVEL 01 DIMENSION PLAN - AREA B    

A-1.1c LEVEL 01 PLAN - AREA C    

A-1.1c-d LEVEL 01 DIMENSION PLAN - AREA C    

A-1.1d LEVEL 01 PLAN - AREA D    

A-1.1d-d LEVEL 01 DIMENSION PLAN - AREA D    

A-1.1e LEVEL 01 PLAN - AREA E    

A-1.1e-d LEVEL 01 DIMENSION PLAN - AREA E    

A-1.1e-r WATER MITIGATION AT LOADING DOCK

A-1.1f LEVEL 01 PLAN - AREA F    

A-1.1f-d LEVEL 01 DIMENSION PLAN - AREA F    

A-1.2 LEVEL 02 - KEY PLAN

A-1.2a LEVEL 02 PLAN - AREA A    

A-1.2a-d LEVEL 02 DIMENSION PLAN - AREA A   

A-1.2b LEVEL 02 PLAN - AREA B    

A-1.2b-d LEVEL 02 DIMENSION PLAN - AREA B    

A-1.2c LEVEL 02 PLAN - AREA C    

A-1.2c-d LEVEL 02 DIMENSION PLAN - AREA C    

A-1.2d LEVEL 02 PLAN - AREA D    

A-1.2d-d LEVEL 02 DIMENSION PLAN - AREA D    

A-1.2e LEVEL 02 PLAN - AREA E    

A-1.2e-d LEVEL 02 DIMENSION PLAN - AREA E    

A-1.2f LEVEL 02 PLAN - AREA F    

A-1.2f-d LEVEL 02 DIMENSION PLAN - AREA F    

A-1.3 LEVEL 03 - KEY PLAN    

A-1.3b LEVEL 03 PLAN - AREA B    

A-1.3b-d LEVEL 03 DIMENSION PLAN - AREA B    

A-1.3c LEVEL 03 PLAN - AREA C    

A-1.3c-d LEVEL 03 DIMENSION PLAN - AREA C    

A-1.3d LEVEL 03 PLAN - AREA D    

A-1.3d-d LEVEL 03 DIMENSION PLAN - AREA D    

A-1.3e LEVEL 03 PLAN - AREA E    

A-1.3e-d LEVEL 03 DIMENSION PLAN - AREA E    

A-1.3f LEVEL 03 PLAN - AREA F    

A-1.3f-d LEVEL 03 DIMENSION PLAN - AREA F    

A-1.4 LEVEL PENTHOUSE - KEY PLAN    

A-1.4b LEVEL PENTHOUSE PLAN - AREA B    

A-1.4b-d LEVEL PENTHOUSE DIMENSION PLAN - AREA B    

A-1.4c LEVEL PENTHOUSE PLAN - AREA C    

A-1.4c-d LEVEL PENTHOUSE DIMENSION PLAN - AREA C    

A-1.4e LEVEL PENTHOUSE PLAN - AREA E    

A-1.4e-d LEVEL PENTHOUSE DIMENSION PLAN - AREA E    

A-1.6 BRIDGE PLAN    

A-2.1 OVERALL BUILDING ELEVATIONS

A-2.2 BUILDING ELEVATIONS - AREA A    

A-2.3 BUILDING ELEVATIONS - AREA B    

A-2.10 EXTERIOR ELEVATIONS    

A-2.11 EXTERIOR ELEVATIONS    

A-2.12 EXTERIOR ELEVATIONS    

A-2.13 EXTERIOR ELEVATIONS    

A-2.14 EXTERIOR ELEVATIONS    

A-2.15 EXTERIOR ELEVATIONS    

A-2.16 EXTERIOR ELEVATIONS    

A-2.17 EXTERIOR ELEVATIONS    

A-2.18 EXTERIOR ELEVATIONS    

A-2.19 EXTERIOR ELEVATIONS    

A-2.20 EXTERIOR ELEVATIONS    

A-2.21 EXTERIOR ELEVATIONS    

A-2.22 EXTERIOR ELEVATIONS    

A-2.23 EXTERIOR ELEVATIONS    

A-2.24 EXTERIOR ELEVATIONS

A-2.30 REPAIR ELEVATIONS- AREA A    

A-2.31 REPAIR ELEVATIONS- AREA B    

A-2.32 ALUMNI GYM CORNICE, PORTICO, AND WATER TABLE REPAIR    

A-3.1 OVERALL BUILDING SECTIONS

A-3.2 BUILDING SECTIONS - AREA A    

A-3.3 BUILDING SECTIONS - BBT

A-3.4 BUILDING SECTIONS - CINEMA

A-3.5 BUILDING SECTIONS - AREA A / B

A-4.1 EXTERIOR WALL SECTIONS    

A-4.2 EXTERIOR WALL SECTIONS    

A-4.3 EXTERIOR WALL SECTIONS    

A-4.4 EXTERIOR WALL SECTIONS    

A-4.5 EXTERIOR WALL SECTIONS    

A-4.6 EXTERIOR WALL SECTIONS    

A-4.7 EXTERIOR WALL SECTIONS    

A-4.8 EXTERIOR WALL SECTIONS    

A-4.9 EXTERIOR WALL SECTIONS    

A-4.10 EXTERIOR WALL SECTIONS    

A-4.11 EXTERIOR WALL SECTIONS    

A-4.12 EXTERIOR WALL SECTIONS    

A-4.13 EXTERIOR WALL SECTIONS    

A-4.14 EXTERIOR WALL SECTIONS    

A-4.15 EXTERIOR WALL SECTIONS    

A-4.16 EXTERIOR WALL SECTIONS    

A-4.17 EXTERIOR WALL SECTIONS    

A-4.18 EXTERIOR WALL SECTIONS    

A-4.19 EXTERIOR WALL SECTIONS    

A-4.20 EXTERIOR WALL SECTIONS    

A-4.21 EXTERIOR WALL SECTIONS    

A-4.22 EXTERIOR WALL SECTIONS    

A-4.23 EXTERIOR WALL SECTIONS

A-4.24 ALUMNI GYM LARGE FORMAT MONITORS

A-4.25 BRIDGE SECTIONS

A-4.30 ALUMNI GYM AREAWAY DETAILS    

A-4.31 38 STUDENT UNION EXTERIOR DETAILS    

A-4.50 EXTERIOR DETAILS    

A-4.51 EXTERIOR DETAILS    

A-4.52 EXTERIOR DETAILS    

A-4.53 EXTERIOR DETAILS    

A-4.54 EXTERIOR DETAILS    

A-4.55 EXTERIOR DETAILS    

A-4.60 EXTERIOR DETAILS - EXPANSION JOINT    

A-4.61 EXTERIOR DETAILS - EXPANSION JOINT    

A-4.62 EXTERIOR DETAILS - EXPANSION JOINT    

A-4.63 EXTERIOR DETAILS - EXPANSION JOINT

A-4.64 NOT USED       

A-4.65 EXTERIOR DETAILS - GLASS CANOPY    

A-4.66 EXTERIOR DETAILS - GLASS CANOPY

A-4.67 NOT USED       

A-4.68 EXTERIOR DETAILS - CINEMA / BBT

A-4.69 NOT USED

A-4.70 NOT USED

A-4.71 NOT USED    

A-4.72 EXTERIOR DETAILS - PIERS    

A-4.73 MOCK-UP DETAILS    

A-4.74 UK SIGN DETAILS    

A-4.80 PLAN DETAILS - LEVEL 01    

A-4.81 PLAN DETAILS - LEVEL 02    

A-5.1 ENLARGED STAIR PLANS AND SECTIONS - AREA A    

A-5.2 ENLARGED STAIR PLANS AND SECTIONS - AREA A    

A-5.3 ENLARGED STAIR PLAN - ST-A & ST-XB-B    

A-5.4 ENLARGED STAIR PLAN - ST-B

A-5.5 NOT USED       

A-5.6 ENLARGED STAIR PLAN - ST-D    

A-5.7 ENLARGED STAIR PLAN - ST-F    

A-5.8 ENLARGED STAIR PLAN - ST-H & ST-T    

A-5.9 ENLARGED STAIR PLAN - ST-J & ST-A300M    

A-5.10 ENLARGED STAIR PLAN - ST-P    

A-5.11 ENLARGED STAIR PLAN - ST-A200 & ST-A285    

A-5.12 ENLARGED STAIR PLAN - ST-Q & ST-R    

A-5.13 ENLARGED STAIR PLAN - AREA D OPEN STAIR   

A-5.14 ENLARGED STAIR PLAN - UK STAIR    

A-5.15 ENLARGED STAIR PLAN - SOCIAL STAIR

A-5.16 NOT USED    

A-5.17 ENLARGED RAMP AND FIREPLACE PLANS    

A-5.18A ENLARGED RAMP PLANS

A-5.18B ENLARGED RAMP PLANS       

A-5.19A STAIR DETAILS

A-5.19B NOT USED    

A-5.19C STAIR DETAILS    

A-5.19D 38 STUDENT UNION RAILING DETAILS    

A-5.19E 38 STUDENT UNION RAILING DETAILS

A-5.20 ENLARGED ELEVATOR PLANS - EL-A    

A-5.21 ENLARGED ELEVATOR PLANS - EL-B    

A-5.22 ENLARGED ELEVATOR PLANS - EL-C

A-5.23 ENLARGED ELEVATOR PLANS - EL-D    

A-5.24 ENLARGED ELEVATOR PLANS - EL-E

A-5.25 ENLARGED ELEVATOR PLANS - EL-F      

A-5.26 ENLARGED ELEVATOR PLANS - EL-G    

A-5.27 ENLARGED ELEVATOR PLANS - EL-H
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SPACES OUTLINED IN 

GREEN ARE ACCESSORY 

OCCUPANCIES TO THE A-3 
PER 503.2

2 STORY EXIT 

STAIRWAY UP 

TO LEVEL 02 
DISCHARGE

3 STORY EXIT 

STAIRWAY -

UP TO LEVEL 
02 

DISCHARGE

2 STORY 

PASSENGER 
ELEVATOR

4 STORY 

FREIGHT 
ELEVATOR

OPEN EXIT 

ACCESS STAIR 

PER 1009.3, 
EXCEPTION 1

TWO STORY 

ATRIUM

1-HOUR FIRE 

BARRIER 

AROUND 2 
STORY ATRIUM
EXISTING 

WINDOWS WILL 

REQUIRE
CLOSELY 

SPACES 

SPRINKLERS 

PER 404.6, 
EXCEPTION 1

3 STORY EXIT 

STAIRWAY

EXISTING 2 

STORY EXIT 
STAIRWAY

EXISTING 2 

STORY EXIT 
STAIRWAY

EXIT DISCHARGE 

FROM STAIR 

THROUGH 
CORRIDOR PER 

1027.1, EXCEPTION 1

1-HOUR FIRE 

BARRIER 

SEPARATING 

S-2 FROM THE 
REST OF THIS 

FLOOR

3 STORY 

SERVICE 
ELEVATOR

3 STORY EXIT 

STAIRWAY

3 STORY PASSENGER 

ELEVATOR ON 
EMERGENCY POWER

3 STORY SERVICE 

ELEVATOR

A-3

A-3

A-3

B
(9,074 SF)

A-2
(54,576 SF)

A-2
(7,613 SF)

A-2
(677 SF)

S-2
(15,729 SF)

B
(1,492 SF)

2-HOUR FIRE 

BARRIER 

SEPARATING 
GENERATOR 

ROOM

SMOKE 

EVAC RELIEF 
AIR

M
(1,696 SF)

1-HOUR FIRE 

BARRIER 

6" HIGH 

RAISED PAD 
(674 SF)

GATES WITH PANIC HARDWARE

1003.3.1(2)

1-HOUR FIRE 

BARRIER AROUND 

3 STORY ATRIUM -
FOLDING DOOR

1-HOUR FIRE BARRIER 

AROUND 3 STORY 

ATRIUM - FOLDING 

DOOR FIRE-RATED 
ASSEMBLY, DOORS W/ 

HOLD OPENS

3 STORY PASSENGER 

ELEVATOR ON 
EMERGENCY POWER

2-HOUR FIRE 

BARRIER 

RAMP PER 1003.5

E

AREA A AREA 
C

AREA A

AREA B

AREA B AREA 
D

AREA 
D

AREA F

AREA C AREA E

AREA E

AREA F

B
(631 SF)

THREE STORY 

ATRIUM WITH 

SMOKE CONTROL 
SYSTEM PER 404.5

EXTERIOR WALLS TO BE 

1-HOUR RATED FOR 10' 

FROM STAIRS PER 
1022.7

GRAPHIC LEGEND

SHAFT ENCLOSURE COMPLYING WITH 713 
AND WITH 2 HOUR FIRE BARRIERS ON ALL 
SIDES

ELEVATOR SHAFT ENCLOSURE COMPLYING WITH 
713 AND WITH 2-HOUR FIRE BARRIERS ON ALL 
SIDES

INTERIOR EXIT STAIRWAY COMPLYING WITH 1022 AND 
WITH 2 HOUR FIRE BARRIERS ON ALL SIDES. 
(EXTERIOR WALLS MAY BE UNRATED PER TABLE 602 
AND A FIRE SEPARATION DISTANCE GREATER THAN 30 
FEET.)

ACCESSORY OCCUPANCIES

EXIT DISCHARGE

E

100

30300

CALCULATED OCCUPANT LOAD FOR EACH SPACE

VALUE FROM TABLE 1004.1.2

OCCUPANT LOAD ASSIGNED TO EGRESS 
COMPONENT

SMOKE EVACUATION RELIEF AIR

1 HOUR RATED FIRE BARRIER

O OCCUPANT LOAD LIMIT SIGNAGE

NON-SEPARATED MIX OCCUPANCIES 
ON THIS FLOOR PER SECTION 508 

A-2 BANQUET / FOOD SERVICE  (60,820 SF)

A-3 MAIN OCCUPANCY OF ENTIRE BUILDING

B BUSINESS  (11,003 SF)

S-2 PARKING  (12,751 SF OR 9% OF TOTAL)

SEPARATED MIX OCCUPANCIES 
ON THIS FLOOR PER SECTION 508 

THIS LEVEL CONTAINS FOUR DIFFERENT NON-SEPARATED MIX 
OCCUPANTS PLUS ONE SEPARATED OCCUPANCY AS SHOWN. 
PORTIONS OF THIS LEVEL ARE ACCESSIBLE TO THE PUBLIC AND 
PORTIONS ARE SECURED AND NOT ACCESSIBLE TO THE 
PUBLIC.

THIS LEVEL IS EQUIPPED WITH AN AUTOMATIC SPRINKLER 
SYSTEM PER SECTION 903.2.1. (NOT REQUIRED FOR HEIGHT OR 
AREA INCREASES)

ALL STORAGE ROOMS OVER 100 SF SHALL BE SMOKE-TIGHT

CODE INFORMATION

ALLOWED UNLIMITED AREA PER TABLE 503

ACCESSORY OCCUPANCY LIMITED TO 14,131 SF PER SECTION 
508.2.1

INCIDENTAL USES LIMITED TO 14,131 SF PER SECTION 509.3 AND 
TABLE 509.

FLOOR AREA: 146,605 GSF

M MERCANTILE (1,874 SF)

BUILDING CODE ANALYSIS 

FOR NEW CONSTRUCTION (2013 KBC)

FIRE-RESISTANCE RATINGS REQUIREMENTS (TABLE 601)

STRUCTURAL FRAME

INCLUDING COLUMNS, GIRDERS, TRUSSES 
(EXCLUDES DIAGONAL BRACING FOR WIND LOADS)

BEARING WALLS 

EXTERIOR

NON BEARING WALLS AND PARTITIONS

EXTERIOR
(BASED ON FIRE SEPARATION DISTANCE GREATER THAN 
30 FEET PER TABLE 602)

INTERIOR

BUILDING ELEMENTS HOURS

FLOOR CONSTRUCTION

INCLUDING METAL DECK, SUPPORTING BEAM, AND JOIST

ROOF CONSTRUCTION

INCLUDING METAL DECK, SUPPORTING BEAM, AND JOIST

INTERIOR

SPECIAL CONDITIONS

2

2

2

0

0

2

1

MIXED OCCUPANCY:

FIRST FLOOR: 

  NON-SEPARATED A-2, A-3, AND B, 
  WITH SEPARATED S-2.

SECOND FLOOR:

  NON-SEPARATED A-1, A-2, A-3, B, AND M.

THIRD FLOOR:

  NON-SEPARATED A-1, A-2, A-3, B, AND M.

OCCUPANCY GROUP:

CONSTRUCTION TYPE: 1B, NONCOMBUSTIBLE

3 OCCUPIED WITH ROOFTOP PENTHOUSES 

(ALLOWED 5 PER TABLE 503 FOR USE GROUP 
A-1.)

NUMBER OF STORIES:

APPROXIMATE AREAS: FIRST FLOOR 

TOTAL

146,605 SF

378,686 SF

OCCUPANCY LOAD (1004.1):

2,634

BUILDING TOTAL 10,518

AUTOMATIC SPRINKLER:

1ST FLOOR

(REQUIRES 4 EXITS) =

5,530

FIRE 

SEPARATION 
DISTANCE:

FULL AUTOMATIC PROVIDED 

AND ATRIUM REQUIRED.

GREATER THAN 30 FEET TO ADJACENT 

BUILDINGS. 

APPROXIMATE HEIGHT: 65 FEET TO TOP OF PENTHOUSE 

(LIMITED TO 160 FEET PER TABLE 503)

AREA 

INCREASES 
(506.3):

NOT REQUIRED - AREA 

UNLIMITED PER TABLE 503

AREA OF 

OPENINGS (705.8):
UNLIMITED FOR FIRE 

SEPARATION DISTANCE PER 
TABLE 705.8

SECOND FLOOR 142,020 SF

THIRD FLOOR 68,978 SF

SECOND FLOOR

(REQUIRES 4 EXITS) =

2,354

THIRD FLOOR

(REQUIRES 4 EXITS) =

(ALLOWED 

UNLIMITED AREA 

PER TABLE 503 FOR 

NON-SEPARATED 
USES AND 79,000 

FOR S-2)

INTERIOR WHERE SUPPORTING ROOF ONLY 1

SUPPORTING ROOF ONLY (EQUIPMENT PENTHOUSE 
COLUMNS)

1

SHAFT ENCLOSURES (PER 713.4)

1

ATRIA: THE BUILDING INCLUDES TWO 

TWO-STORY ATRIA AND ONE 

THREE-STORY ATRIUM WITH 
AN AUTOMATIC SMOKE 

CONTROL SYSTEM

PENTHOUSE FLOOR (PER 1509.2.5) EXCEPTION 1

2

PENTHOUSES: 1/3 OF AREA OF SUPPORTING 

DECK

UL DESIGN CLASSIFICATIONS:
-COLUMNS X772; X697
-FLOOR/CEILING D916
-ROOF S735
-WALLS SEE "WALL TYPES" CHART

PROVIDE SPRAY FIRE-PROOFING FOR CONCEALED AREAS AND THIN FILM 
INTUMESCENT FIRE-PROOFING FOR EXPOSED TO VIEW AREAS.

REFER TO SHEET G-4.4 FOR SPECIAL INSPECTIONS AND WIND DESIGN 
CRITERIA

a

b,c

MECH PENTHOUSE 21,083 SF
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GRAPHIC LEGEND

SHAFT ENCLOSURE COMPLYING WITH 713 
AND WITH 2 HOUR FIRE BARRIERS ON ALL 
SIDES

ELEVATOR SHAFT ENCLOSURE COMPLYING WITH 
713 AND WITH 2-HOUR FIRE BARRIERS ON ALL 
SIDES

INTERIOR EXIT STAIRWAY COMPLYING WITH 1022 AND 
WITH 2 HOUR FIRE BARRIERS ON ALL SIDES. 
(EXTERIOR WALLS MAY BE UNRATED PER TABLE 602 
AND A FIRE SEPARATION DISTANCE GREATER THAN 30 
FEET.)

ACCESSORY OCCUPANCIES

EXIT DISCHARGE

E

100

30300

CALCULATED OCCUPANT LOAD FOR EACH SPACE

VALUE FROM TABLE 1004.1.2

OCCUPANT LOAD ASSIGNED TO EGRESS 
COMPONENT

SMOKE EVACUATION RELIEF AIR

1 HOUR RATED FIRE BARRIER

O OCCUPANT LOAD LIMIT SIGNAGE

OCCUPANT LOADS AND EGRESS COMPONENTS

OCCUPANT LOAD PER 1004.1:

A-2 ASSEMBLY:
A-3 ASSEMBLY:
B BUSINESS:
S-2 PARKING:

TOTAL THIS LEVEL

1,969
474
144
47

2,634
(REQUIRES 4 EXITS)

EGRESS COMPONENTS:

EXTERIOR EXITS:
INTERIOR EXIT 
STAIRWAYS:

TOTAL THIS LEVEL

9
4

13

MAXIMUM TRAVEL DISTANCE IS 250' PER TABLE 1016.2. 

MAXIMUM TRAVEL DISTANCE IN ATRIUMS IS 200' PER SECTION 
404.9

MAXIMUM COMMON PATH OF TRAVEL IS 75' PER TABLE 1014.3.

STAIRWAY CAPACITY = OCCUPANCY LOAD x .2 INCHES
ACCORDANCE WITH 903.3.1 AND 907.5.2.2

SECTION 1005.3.2 
OTHER EGRESS COMPONENTS = OCCUPANT LOAD x .15 INCHES
(DOORS, CORRIDORS, GATES, RAMPS)
ACCORDANCE WITH 903.1.1 AND 907.5.2.2
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FIREPROOFING NOTES                          
1. THE FIREPROOFING PLANS ARE INTENDED TO IDENTIFY 

LOCATIONS WHERE DIFFERENT TYPES OF SPRAY FIRE-
RESISTANT MATERIALS (SFRM) AND MASTIC AND  
INTUMESCENT FIRE RESISTIVE COATINGS (MIFRC) ARE TO BE 
LOCATED, INCLUDING 078100 "APPLIED FIREPROOFING" AND 
078123 "INTUMESCENT FIREPROOFING" USED FOR 
PROTECTING FLOOR DECKING, ROOF DECKING AND 
STRUCTURAL STEEL FOR SUPPORTING EITHER FLOOR OR 
ROOF ASSEMBLIES.

2. ALL SPRAYED FIRE-RESISTANT MATERIALS (SFRM & MIFRC) TO 
BE INSTALLED IN ACCORDANCE WITH SPECIFICATIONS 078100 
"APPLIED FIREPROOFING," 078123 "INTUMESCENT 
FIREPROOFING," 2013 EDITION OF KENTUCKY BUILDING CODE 
AND NOTES ON FIRE PROOFING PLANS.  REFERENCE TO "FIRE 
RESISTANT RATED MATERIALS" IN THESE GENERAL NOTES 
WILL BE THE SAME WITH SPRAY FIRE-RESISTANT MATERIALS 
(SFRM) INCLUDING APPLIED FIREPROOFING AND 
INTUMESCENT FIREPROOFING.

3. WHERE COLUMNS ARE REQUIRED TO HAVE PROTECTION TO 
BE FIRE-RESISTANCE RATED, THE ENTIRE COLUMN SHALL BE 
PROVIDED WITH INDIVIDUAL ENCASEMENT PROTECTION BY 
PROTECTING IT ON ALL SIDES FOR THE FULL COLUMN 
LENGTH, INCLUDING CONNECTIONS TO OTHER STRUCTURAL 
MEMBERS, WITH MATERIALS HAVING THE REQUIRED FIRE-
RESISTANCE RATING.  WHERE THE COLUMN EXTENDS 
THROUGH A CEILING, THE ENCASEMENT PROTECTION SHALL 
BE CONTINUOUS FROM THE TOP OF THE FOUNDATION OR 
FLOOR/CEILING ASSEMBLY BELOW THROUGH THE CEILING 
SPACE TO THE TOP OF THE COLUMN.

4. IF NON-RATED STRUCTURAL STEEL ITEMS ARE ATTACHED TO 
THE SURFACE OF A COLUMN OR OTHER STRUCTURAL 
MEMBER REQUIRING PROTECTION TO BE FIRE-RESISTANCE 
RATED, THE RATING MAY NOT BE INTERRUPTED.  THE NON-
RATED ITEM MUST BE INSTALLED OVER THE FIRE-RESISTANCE 
RATED MATERIAL OR BE INCLUDED WITHIN THE FIRE-
RESISTANCE RATING.

5. INSTALLATION/APPLICATION OF FIRE-RESISTANT RATED 
MATERIALS TO STRUCTURAL MEMBERS MUST BE PERFORMED 
PRIOR TO INSTALLATION OF OTHER ITEMS THAT MAY 
PREVENT FIRE-RESISTANT RATED MATERIAL APPLICATION TO 
ALL REQUIRED SURFACES OF THE STRUCTURAL MEMBER.

6. ALL FIRE-RESISTANT RATED MATERIALS MUST BE APPLIED IN 
TEMPERATURES AND WEATHER CONDITIONS CONDUCIVE TO 
APPLICATION REQUIREMENTS FOR EACH FIRE-RESISTANT 
RATED MATERIAL AND PER MANUFACTURES 
RECOMMENDATIONS.  IN ADDITION, AFTER 
INSTALLATION/APPLICATION ALL FIRE-RESISTANT RATED 
MATERIALS MUST BE FULLY PROTECTED FROM WEATHER 
CONDITIONS UNTIL STRUCTURE IS WEATHER TIGHT.

7. STEEL FABRICATOR TO PREPARE STEEL AND/OR APPLY 
APPROVED PRIMER THAT MEETS THE REQUIREMENTS OF THE 
(SFRM & MIFRC) MANUFACTURER AND TO MEET U.L. TESTED 
ASSEMBLY.

8. FULLY PREPARE EXISTING PAINTED AND/OR UNPAINTED 
STEEL COLUMNS PER (SFRM & MIFRC) MANUFACTURER 
REQUIREMENTS TO MEET U.L. TESTED ASSEMBLY.  THIS 
INCLUDES STRIPPING OF EXISTING COATINGS OR GRINDING 
EXISTING STEEL SURFACES IF REQUIRED BY THE (SFRM OR 
MIFRC) MANUFACTURER.

9. REFER TO STRUCTURAL SHEETS FOR STEEL FRAMING.
10. REFER TO AND COORDINATE SFRM AND MIFRC APPLICATION 

TO OPTIMIZE SEQUENCE OF OTHER TRADE-WORK INCLUDING 
MECHANICAL AND ELECTRICAL WORK.

11. CROSS BRACING IS REQUIRED TO RECEIVE FIRE-PROOFING.
12. PRIME ALL STEEL SCHEDULED TO "NOT" RECEIVE 

FIREPROOFING MATERIALS.
13. REFER TO TABLE 704.10 FOR 1-HOUR INTUMESCENT SPRAY 

FIRE-PROOFING ON EXTERIOR STEEL CANOPIES AT 
ENTRANCES.

14. PROVIDE HIGH-DENSITY SPRAY-APPLIED FIREPROOFING IN ALL 
CEILING AREAS.

15. REFER TO STRUCTURAL DRAWINGS, AND EXISTING DRAWINGS 
FOR BEAM AND BAR JOIST LOCATIONS.  PROVIDE RATED 
ASSEMBLY ON WEBBING.

16. FIRE-PROOFING REQUIRED IN ALL AREAS DESIGNATED AS 
SHELL SPACE.

FIREPROOFING COLUMN LEGEND

NEW STEEL COLUMN WITH SPRAY APPLIED 
FIREPROOFING, ALLOW FOR CLEARANCES WITH NEW 
WORK.
NEW STEEL RECTANGULAR TUBE COLUMN WITH SPAY 
APPLIED FIREPROOFING

NEW STEEL WIDE FLANGE COLUMN WITH INTUMESCENT 
FIREPROOFING

NEW STEEL RECTANGULAR TUBE COLUMN WITH 
INTUMESCENT FIREPROOFING

NEW 24" DIAMETER ROUND 2 HOUR CAST-IN-PLACE 
CONCRETE COLUMN

EXISTING STEEL WIDE-FLANGE COLUMN IN SHALL 
RECEIVE PREP, PRIMER AND SPRAY APPLIED 
FIREPROOFING

EXISTING STEEL WIDE FLANGE COLUMN WITH AN 
EXISTING CLAY TILE FIREPROOFING UP TO 20'. PREP, 
PRIME AND APPLY SPRAY APPLIED FIREPROOFING 
FOR THE REMAINDER OF THE COLUMN HEIGHT

EXISTING 2 HOUR EQUIVALENT STEEL COLUMN WITHIN 
EXISTING WALL. NO ADDITIONAL FIREPROOFING 
NECESSARY

EXISTING WIDE FLANGE SHALL RECEIVE PREP, 
PRIMER AND INTUMESCENT FIRE PROOFING.

NEW STEEL CIRCULAR COLUMN WITH INTUMESCENT 
FIREPROOFING, ALLOW FOR CLEARANCES WITH NEW 
WORK.

2 PCO 140

2-HOUR SPRAY APPLIED FIREPROOFING ON CONCRETE DECK 
AND SUPPORTING STRUCTURE (BEAMS ARE STEEL IN 
SECTIONS ENCASED IN CONCRETE). PROVIDE STEEL LATTICE 
AS NECESSARY FOR ADHERING SPRAY APPLIED FIRE 
PROOFING.

2-HOUR SPRAY APPLIED FIREPROOFING ON SUPPORTING 
STEEL STRUCTURE ONLY. NOTE: COMPOSITE FLOOR DECK 
IS SUFFICIENT THICKNESS TO ACHIEVE 2 HOUR FIRE 
RATING.

1-HOUR SPRAY APPLIED FIREPROOFING ON 
SUPPORTING STRUCTURE AND 1-HOUR SPRAY APPLIED 
FIREPROOFING ON DECK

1-HOUR SPRAY APPLIED FIREPROOFING ON 
SUPPORTING STRUCTURE ONLY.

FIREPROOFING LEGEND

TABLE 601

              TYPE I

BUILDING ELEMENT        B

FIRE-RESISTANCE RATING REQUIREMENTS FOR BUILDING 
ELEMENTS (hours)

STRUCTURAL FRAME           2

BEARING WALLS
EXTERIOR           2
INTERIOR           2

NONBEARING WALLS AND PARTITIONS       
EXTERIOR           0

NONBEARING WALLS AND PARTITIONS
INTERIOR           0

FLOOR CONSTRUCTION
INCLUDING SUPPORTING BEAMS AND JOISTS           2

ROOF CONSTRUCTION
INCLUDING SUPPORTING BEAMS AND JOISTS           1

a

a

c

For SI: 1 foot = 304.8mm

a. Roof supports: Fire-resistance ratings of primary structural 
frame and bearing walls are permitted to be reduced by 1 hour 
where supporting a roof only. 

b. Except in Group F-1, H, M and S-1 occupancies, fire 
protection of structural members shall not be required, 
including protection of roof framing and decking where every 
part of the roof construction is 20 feet or more above any floor 
immediately below. Fire-retardant-treated wood members 
shall be allowed to be used for such unprotected members. 

c. In all occupancies, heavy timber shall be allowed where a 1-
hour or less fire-resistance rating is required. 

d. An approved automatic sprinkler system in accordance with 
Section 903.3.1.1 shall be allowed to be substituted for 1-
hour-fire-resistance-rated construction, provided such system 
is not otherwise required by other provisions of the code or 
used for an allowable area increase in accordance with 
Section 506.3 or an allowable height increase in accordance 
with Section 504.2. The 1-hour substitution for the fire 
resistance of exterior walls shall not be permitted. 

e. Not less than the fire-resistance rating required by other 
sections of this code. 

f. Not less than the fire-resistance rating based on fire 
separation distance (see Table 602)

g. Not less than the fire-resistance rating as referenced in 
Section 704.10. 

2013 KENTUCKY BUILDING CODE 

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

APPLY SPRAY APPLIED FIREPROOFING TO SECOND FLOOR 
DECKING AT LOCATIONS WHERE CONCRETE DECK THICKNESS
IS COMPROMISED BY ELECTRICAL / COMMUNICATIONS DEVICES

AREA A AREA 
C

AREA A

AREA B AREA 
D

AREA 
D

AREA F

AREA C AREA E

AREA E

AREA F

OPEN TO ABOVE

OPEN TO ABOVE OPEN TO ABOVE

OPEN TO ABOVE

OPEN TO ABOVE

SOFFIT ABOVE

REFER TO 
SHEET G-2.2

2 PCO 140

2 PCO 140
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AREA A

AREA B

AREA 
C

AREA 
D

STUDENT CENTER (AREAS A-F)

LEVEL 01 146,605
LEVEL 02 142,020
LEVEL 03   68,978
MECH PENT   21,083

TOTAL 378,686 SF

TOTAL BUILDING GROSS AREA

RENOVATED PORTIONS OF STUDENT CENTER (AREAS A-B)

ALUMNI GYM
LEVEL 01 18,498
LEVEL 02 17,615
SUB-TOTAL 36,113

1938 STUDENT UNION
LEVEL 01 22,342
LEVEL 02 22,342
LEVEL 03 18,023
MECH PENT   1,494
SUB-TOTAL 64,201

TOTAL          100,314 SF

NEW PORTIONS OF STUDENT CENTER (AREAS C-F)

LEVEL 01          105,765
LEVEL 02          102,063
LEVEL 03 50,955
MECH PEN 19,589

TOTAL          278,372 SF
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SHAFT

41 SF

TWO STORY 

PASSENGE

R 
ELEVATOR

1 HOUR FIRE 

BARRIER AROUND 
TWO STORY ATRIUM

TWO STORY OPEN 

EXIT ACCESS STAIR 

PER 109.3, 
EXCEPTION 5

TWO STORY 

ATRIUM

TWO STORY EXIT 

ACCESS STAIR PER 
1009.3, EXCEPTION 5

1 HOUR FIRE BARRIER AROUND TWO STORY 

ATRIUM - EXISTING WINDOWS WILL REQUIRE 

CLOSELY SPACED SPRINKLERS PER 404.6, 
EXCEPTION 1

TWO STORY 

ATRIUM

TWO STORY 

FLOOR 

OPENINGS 
COMPLYING 

WITH 712.1.8

LEVEL OF EXIT 

DISCHARGE PER 
1007.7.1

1-HOUR FIRE 

BARRIER 

AROUND 3 STORY 
ATRIUM -

FOLDING DOOR

1 HOUR FIRE 

BARRIER AROUND 

THREE STORY 
ATRIUM

1 HOUR FIRE 

BARRIER AROUND 

THREE STORY 
ATRIUM

EGRESS THROUGH 

INTERVENING 
SPACE PER 1014.2

OPEN EXIT ACCESS 

STAIR PER 1009.8, 
EXCEPTION 5

THREE 

STORY 
ATRIUM 

WITH SMOKE 

CONTROL 

SYSTEM PER 
404.5

OPEN EXIT ACCESS 

RAMP PER 1009.3, 
EXCEPTION 5

TWO STORY OPEN 

EXIT STAIR PER 
1009.3, EXCEPTION

1 HOUR FIRE 

BARRIER

OPEN TO 

SEPARATED S-2 
BELOW

EXIT DISCHARGE 

FROM STAIR 

THROUGH 
CORRIDOR PER 

1027.1, EXCEPTION 1

FURNITURE LAYOUT TO 

COMPLY WITH 1028

B

B

A-1

B

A-1

(7,523 SF)

(8,032 SF)

(3,352 SF)(7,112 SF)

(2,883 SF)

M

(1,041 SF)

A-2

(28,182 SF)

B

(1,704 SF)

M

(13,679 SF)

A-3

A-3

2,000 SF

LOCATION OF FIRE 

ALARM PANEL

DOOR 
SWING

LEVEL OF EXIT 

DISCHARGE PER 
1007.7.1

2-STORY

FULL HEIGHT STOREFRONT ENCLOSURE

AREA A AREA 
C

AREA A

AREA B

AREA B AREA 
D

AREA 
D

AREA F

AREA C AREA E

AREA E

AREA F

E

E

E

E

E

E

E

E

A-1
(1,280 SF)

1-HOUR FIRE BARRIER 

AROUND 3 STORY 
ATRIUM - FOLDING DOOR

1-HOUR FIRE BARRIER 

AROUND 3 STORY 
ATRIUM - FOLDING DOOR

1-HOUR FIRE 

BARRIER 

AROUND 3 STORY 
ATRIUM -

FOLDING DOOR

EXTERIOR WALLS TO BE 

1-HOUR RATED FOR 10' 

FROM STAIRS PER 
1022.7

NON-SEPARATED MIX OCCUPANCIES 
ON THIS FLOOR PER SECTION 508 

A-2 BANQUET / FOOD SERVICE (26,901 SF)

A-3 MAIN OCCUPANCY OF ENTIRE BUILDING

B BUSINESS (18,513 SF)

THIS LEVEL CONTAINS FIVE DIFFERENT NON-SEPARATED MIXED 
OCCUPANCIES AS SHOWN AND IS ACCESSIBLE TO THE PUBLIC.

THIS LEVEL IS EQUIPPED WITH AN AUTOMATIC SPRINKLER 
SYSTEM PER SECTION 903.2.1. (NOT REQUIRED FOR HEIGHT OR 
AREA INCREASES)

ALL STORAGE ROOMS OVER 100 SF SHALL BE SMOKE-TIGHT

CODE INFORMATION

ALLOWED UNLIMITED AREA PER TABLE 503

ACCESSORY OCCUPANCY LIMITED TO 13,735 SF PER SECTION 
508.2.1

INCIDENTAL USES LIMITED TO 13,735 SF PER SECTION 509.3 AND 
TABLE 509.

FLOOR AREA: 142,020 GSF

A-1 THEATER (11,259 SF)

M MERCANTILE (14,392 SF)

GRAPHIC LEGEND

SHAFT ENCLOSURE COMPLYING WITH 713 
AND WITH 2 HOUR FIRE BARRIERS ON ALL 
SIDES

ELEVATOR SHAFT ENCLOSURE COMPLYING WITH 
713 AND WITH 2-HOUR FIRE BARRIERS ON ALL 
SIDES

INTERIOR EXIT STAIRWAY COMPLYING WITH 1022 AND 
WITH 2 HOUR FIRE BARRIERS ON ALL SIDES. 
(EXTERIOR WALLS MAY BE UNRATED PER TABLE 602 
AND A FIRE SEPARATION DISTANCE GREATER THAN 30 
FEET.)

ACCESSORY OCCUPANCIES

EXIT DISCHARGE

E

100

30300

CALCULATED OCCUPANT LOAD FOR EACH SPACE

VALUE FROM TABLE 1004.1.2

OCCUPANT LOAD ASSIGNED TO EGRESS 
COMPONENT

SMOKE EVACUATION RELIEF AIR

1 HOUR RATED FIRE BARRIER

O OCCUPANT LOAD LIMIT SIGNAGE

BUILDING CODE ANALYSIS 

FOR NEW CONSTRUCTION (2013 KBC)

FIRE-RESISTANCE RATINGS REQUIREMENTS (TABLE 601)

STRUCTURAL FRAME

INCLUDING COLUMNS, GIRDERS, TRUSSES 
(EXCLUDES DIAGONAL BRACING FOR WIND LOADS)

BEARING WALLS 

EXTERIOR

NON BEARING WALLS AND PARTITIONS

EXTERIOR
(BASED ON FIRE SEPARATION DISTANCE GREATER THAN 
30 FEET PER TABLE 602)

INTERIOR

BUILDING ELEMENTS HOURS

FLOOR CONSTRUCTION

INCLUDING METAL DECK, SUPPORTING BEAM, AND JOIST

ROOF CONSTRUCTION

INCLUDING METAL DECK, SUPPORTING BEAM, AND JOIST

INTERIOR

SPECIAL CONDITIONS

2

2

2

0

0

2

1

MIXED OCCUPANCY:

FIRST FLOOR: 

  NON-SEPARATED A-2, A-3, AND B, 
  WITH SEPARATED S-2.

SECOND FLOOR:

  NON-SEPARATED A-1, A-2, A-3, B, AND M.

THIRD FLOOR:

  NON-SEPARATED A-1, A-2, A-3, B, AND M.

OCCUPANCY GROUP:

CONSTRUCTION TYPE: 1B, NONCOMBUSTIBLE

3 OCCUPIED WITH ROOFTOP PENTHOUSES 

(ALLOWED 5 PER TABLE 503 FOR USE GROUP 
A-1.)

NUMBER OF STORIES:

APPROXIMATE AREAS: FIRST FLOOR 

TOTAL

146,605 SF

378,686 SF

OCCUPANCY LOAD (1004.1):

2,634

BUILDING TOTAL 10,518

AUTOMATIC SPRINKLER:

1ST FLOOR

(REQUIRES 4 EXITS) =

5,530

FIRE 

SEPARATION 
DISTANCE:

FULL AUTOMATIC PROVIDED 

AND ATRIUM REQUIRED.

GREATER THAN 30 FEET TO ADJACENT 

BUILDINGS. 

APPROXIMATE HEIGHT: 65 FEET TO TOP OF PENTHOUSE 

(LIMITED TO 160 FEET PER TABLE 503)

AREA 

INCREASES 
(506.3):

NOT REQUIRED - AREA 

UNLIMITED PER TABLE 503

AREA OF 

OPENINGS (705.8):
UNLIMITED FOR FIRE 

SEPARATION DISTANCE PER 
TABLE 705.8

SECOND FLOOR 142,020 SF

THIRD FLOOR 68,978 SF

SECOND FLOOR

(REQUIRES 4 EXITS) =

2,354

THIRD FLOOR

(REQUIRES 4 EXITS) =

(ALLOWED 

UNLIMITED AREA 

PER TABLE 503 FOR 

NON-SEPARATED 
USES AND 79,000 

FOR S-2)

INTERIOR WHERE SUPPORTING ROOF ONLY 1

SUPPORTING ROOF ONLY (EQUIPMENT PENTHOUSE 
COLUMNS)

1

SHAFT ENCLOSURES (PER 713.4)

1

ATRIA: THE BUILDING INCLUDES TWO 

TWO-STORY ATRIA AND ONE 

THREE-STORY ATRIUM WITH 
AN AUTOMATIC SMOKE 

CONTROL SYSTEM

PENTHOUSE FLOOR (PER 1509.2.5) EXCEPTION 1

2

PENTHOUSES: 1/3 OF AREA OF SUPPORTING 

DECK

UL DESIGN CLASSIFICATIONS:
-COLUMNS X772; X697
-FLOOR/CEILING D916
-ROOF S735
-WALLS SEE "WALL TYPES" CHART

PROVIDE SPRAY FIRE-PROOFING FOR CONCEALED AREAS AND THIN FILM 
INTUMESCENT FIRE-PROOFING FOR EXPOSED TO VIEW AREAS.

REFER TO SHEET G-4.4 FOR SPECIAL INSPECTIONS AND WIND DESIGN 
CRITERIA

a

b,c

MECH PENTHOUSE 21,083 SF
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1015

5100

5100

6100 54

6100 16100

1315

1315

2100

19

18100

1015 14

1100

2100

11100

3 3

1300

1015 36 3 3 30 1015

74

3100

432100

6100

3100

1715

14100

2100

4100

1300

141008100

6100

2315

43

85F

1300

1300

1300

11100

6
2100

1300
2100

2100

2100

650

1100

2100

3100

12

3115

32
1300

7
2100

3530
36

1100

1300

2200

2200
238

4765

1300

4

6015

4

4

2100

1300

1300

1300

1300

82008

480

177

142
240

240
146

296

7187

7387

7077

177

240

296

357

357

776

212

3300

17100

1100

3100

1300

637

808

4430

240 240

153
226

26630

18415

1200

1300

226

120

686

1567

151 151

14750

2250

5450

5650

2250

1300

1300

138

37

134

256

256

384

200

480

20015

3015

615

2515

25

2100

2100

1415
2015

63

192

1157

249

192

575F

3300

23004100

4

3

9

2

118 OCCUPANTS 

DOWN EXIT 

ACCESS STAIR 
FROM LEVEL 

THREE

360 OCCUPANTS 

DOWN EXIT 

ACCESS STAIR 
FROM LEVEL 

THREE

EXTERIOR DOORS

74" MIN. REQUIRED
120" PROVIDED

240 OCCUPANTS 

DOWN EXTERIOR 

STAIR FROM LEVEL 
THREE

EXTERIOR DOORS

95" MIN. REQUIRED
108" PROVIDED

EXTERIOR DOORS

121" MIN. REQUIRED
144" PROVIDED

4 OCCUPANTS 

DOWN OPEN EXIT 

ACCESS STAIR 
FROM LEVEL THREE

STAIR DOOR

71" MIN. REQUIRED
72" PROVIDED

EXTERIOR DOOR 32" 

MIN. REQUIRED
36" PROVIDED

284 OCCUPANTS 

DOWN EXTERIOR 
STAIR FROM LEVEL 03

EXTERIOR DOORS

102" MIN. REQUIRED
160" PROVIDED

EXTERIOR DOOR

32" MIN. REQUIRED
36" PROVIDED

120 OCCUPANTS 

DOWN OPEN EXIT 

ACCESS STAIR 
FROM LEVEL THREE

153 

OCCUPANTS 

DOWN FROM 
LEVEL 03 

CORRIDOR DOORS

72" MIN. REQUIRED
72" PROVIDED

FOLDING 

PARTITIONS

2163

GRAND TOTAL 

EXTERIOR DOORS

116" MIN. 

REQUIRED
160" PROVIDED

CORRIDOR DOORS

72" MIN. REQUIRED
72" PROVIDED

CORRIDOR WIDTH

102" MIN. REQUIRED
205" PROVIDED

EXTERIOR DOORS

96" MIN. REQUIRED
144" PROVIDED

CORRIDOR WIDTH

117" MIN. REQUIRED
144" PROVIDED

THREE STORY ATRIUM 

WITH SMOKE 

CONTROL SYSTEM 
PER 414.5

2
0
0
' T

D
 I
N

 A
T

R
IU

M

200' TD IN ATRIUM

200' TD IN ATRIUM

NO OCCUPANT 

LOAD FOR PRE-
FUNCTION

NUMBER OF EXITS 

REQUIRED = 4 PER 
1019.1 AND 1015.2.2

EXTERIOR DOORS

56" MIN. REQUIRED
72" PROVIDED

GATE REQUIRED

420 OCCUPANTS DOWN 

FROM LEVEL 03 AND 48 

OCCUPANTS FROM 

LEVEL 01 AND A POINT OF 
CONVERGENCE PER 

1005.6

REFER TO COMMON 

PATH OF EGRESS 

TRAVEL 1025.8 & 8.1 
AND FIGURE 1025.10.2

STAIR DOOR

32" MIN. REQUIRED
42" PROVIDED

THREE STORY 

INTERIOR EXIT 

STAIRWAY

54" MIN. REQUIRED 
(PER LEVEL 03)

54" PROVIDED

REFER TO 1019.1 

COMMENTARY

AREA A AREA 
C

AREA A

AREA B

AREA B AREA 
D

AREA 
D

AREA F

AREA C AREA E

AREA E

AREA F

E

E

E

E

E

E

E

E
O

O

O

O

O

2-STORY

238

EXTERIOR DOOR 

36" MIN. REQUIRED
36" PROVIDED

199

7115

6

EXTERIOR DOORS

32" MIN. REQUIRED
36" PROVIDED

1300

1300

3100

3

1300

STAIR DOORS

32" MIN. REQUIRED
36" PROVIDED

48 48 OCCUPANTS UP 

FROM LEVEL 01

EXTERIOR STAIR 

DOWN TO PUBLIC 

WAY ON LEVEL 01

72" MIN. 
REQUIRED

149" PROVIDED

20015

128

2 ASI 303

2 ASI 303

2 ASI 303

58

153 87

OCCUPANT LOADS AND EGRESS COMPONENTS

OCCUPANT LOAD PER 1004.1:

A-1 ASSEMBLY:
A-2 ASSEMBLY:
A-3 ASSEMBLY:
B BUSINESS:
M MERCANTILE:
TOTAL THIS LEVEL

593
2,955

995
411
576

5530
(REQUIRES 4 EXITS)

EGRESS COMPONENTS:

EXTERIOR EXITS:
INTERIOR EXIT 
STAIRWAYS:
EXIT ACCESS STAIRS:
TOTAL THIS LEVEL

11
2
1

14

MAXIMUM TRAVEL DISTANCE IS 250' PER TABLE 1016.2. 

MAXIMUM TRAVEL DISTANCE IN ATRIUMS IS 200' PER SECTION 
404.9

MAXIMUM COMMON PATH OF TRAVEL IS 75' PER TABLE 1014.3.

STAIRWAY CAPACITY = OCCUPANCY LOAD x .2 INCHES
ACCORDANCE WITH 903.3.1 AND 907.5.2.2

SECTION 1005.3.2 
OTHER EGRESS COMPONENTS = OCCUPANT LOAD x .15 INCHES
(DOORS, CORRIDORS, GATES, RAMPS)
ACCORDANCE WITH 903.1.1 AND 907.5.2.2

CODE INFORMATION

GRAPHIC LEGEND

SHAFT ENCLOSURE COMPLYING WITH 713 
AND WITH 2 HOUR FIRE BARRIERS ON ALL 
SIDES

ELEVATOR SHAFT ENCLOSURE COMPLYING WITH 
713 AND WITH 2-HOUR FIRE BARRIERS ON ALL 
SIDES

INTERIOR EXIT STAIRWAY COMPLYING WITH 1022 AND 
WITH 2 HOUR FIRE BARRIERS ON ALL SIDES. 
(EXTERIOR WALLS MAY BE UNRATED PER TABLE 602 
AND A FIRE SEPARATION DISTANCE GREATER THAN 30 
FEET.)

ACCESSORY OCCUPANCIES

EXIT DISCHARGE

E

100

30300

CALCULATED OCCUPANT LOAD FOR EACH SPACE

VALUE FROM TABLE 1004.1.2

OCCUPANT LOAD ASSIGNED TO EGRESS 
COMPONENT

SMOKE EVACUATION RELIEF AIR

1 HOUR RATED FIRE BARRIER

O OCCUPANT LOAD LIMIT SIGNAGE
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1 EGRESS COMPONENT PLAN @ LEVEL 02
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OPEN TO ABOVE

OPEN TO ABOVE

AREA A AREA 
C

AREA A

AREA B

AREA B AREA 
D

AREA 
D

AREA F

AREA C AREA E

AREA E

AREA F

CEILING STRUCTURE > 20'-0" ; NO 
FIRE PROOFING REQUIRED IN 

THIS AREA PER TABLE 601 
EXCEPTION C

CEILING STRUCTURE > 20'-0" ; NO 
FIRE PROOFING REQUIRED IN 

THIS AREA PER TABLE 601 
EXCEPTION C

HORIZONTAL LATERAL SUPPORT 
BEAM TO RECEIVE INTUMESCENT 
FIREPROOFING IN AREA A, 
TYPICAL.  REFER TO 
STRUCTURAL DRAWINGS

HORIZONTAL LATERAL SUPPORT 
BEAM TO RECEIVE SPRAY 
APPLIED FIREPROOFING IN 
CONCEALED AREAS OF AREA A, 
TYPICAL.  REFER TO 
STRUCTURAL DRAWINGS

2 PCO 140

SUPPORTING 
STEEL TO 
RECEIVE 2-HR 
INTUMESCENT 
FIRE PROOFING

FIREPROOFING NOTES                          
1. THE FIREPROOFING PLANS ARE INTENDED TO IDENTIFY 

LOCATIONS WHERE DIFFERENT TYPES OF SPRAY FIRE-
RESISTANT MATERIALS (SFRM) AND MASTIC AND  
INTUMESCENT FIRE RESISTIVE COATINGS (MIFRC) ARE TO BE 
LOCATED, INCLUDING 078100 "APPLIED FIREPROOFING" AND 
078123 "INTUMESCENT FIREPROOFING" USED FOR 
PROTECTING FLOOR DECKING, ROOF DECKING AND 
STRUCTURAL STEEL FOR SUPPORTING EITHER FLOOR OR 
ROOF ASSEMBLIES.

2. ALL SPRAYED FIRE-RESISTANT MATERIALS (SFRM & MIFRC) TO 
BE INSTALLED IN ACCORDANCE WITH SPECIFICATIONS 078100 
"APPLIED FIREPROOFING," 078123 "INTUMESCENT 
FIREPROOFING," 2013 EDITION OF KENTUCKY BUILDING CODE 
AND NOTES ON FIRE PROOFING PLANS.  REFERENCE TO "FIRE 
RESISTANT RATED MATERIALS" IN THESE GENERAL NOTES 
WILL BE THE SAME WITH SPRAY FIRE-RESISTANT MATERIALS 
(SFRM) INCLUDING APPLIED FIREPROOFING AND 
INTUMESCENT FIREPROOFING.

3. WHERE COLUMNS ARE REQUIRED TO HAVE PROTECTION TO 
BE FIRE-RESISTANCE RATED, THE ENTIRE COLUMN SHALL BE 
PROVIDED WITH INDIVIDUAL ENCASEMENT PROTECTION BY 
PROTECTING IT ON ALL SIDES FOR THE FULL COLUMN 
LENGTH, INCLUDING CONNECTIONS TO OTHER STRUCTURAL 
MEMBERS, WITH MATERIALS HAVING THE REQUIRED FIRE-
RESISTANCE RATING.  WHERE THE COLUMN EXTENDS 
THROUGH A CEILING, THE ENCASEMENT PROTECTION SHALL 
BE CONTINUOUS FROM THE TOP OF THE FOUNDATION OR 
FLOOR/CEILING ASSEMBLY BELOW THROUGH THE CEILING 
SPACE TO THE TOP OF THE COLUMN.

4. IF NON-RATED STRUCTURAL STEEL ITEMS ARE ATTACHED TO 
THE SURFACE OF A COLUMN OR OTHER STRUCTURAL 
MEMBER REQUIRING PROTECTION TO BE FIRE-RESISTANCE 
RATED, THE RATING MAY NOT BE INTERRUPTED.  THE NON-
RATED ITEM MUST BE INSTALLED OVER THE FIRE-RESISTANCE 
RATED MATERIAL OR BE INCLUDED WITHIN THE FIRE-
RESISTANCE RATING.

5. INSTALLATION/APPLICATION OF FIRE-RESISTANT RATED 
MATERIALS TO STRUCTURAL MEMBERS MUST BE PERFORMED 
PRIOR TO INSTALLATION OF OTHER ITEMS THAT MAY 
PREVENT FIRE-RESISTANT RATED MATERIAL APPLICATION TO 
ALL REQUIRED SURFACES OF THE STRUCTURAL MEMBER.

6. ALL FIRE-RESISTANT RATED MATERIALS MUST BE APPLIED IN 
TEMPERATURES AND WEATHER CONDITIONS CONDUCIVE TO 
APPLICATION REQUIREMENTS FOR EACH FIRE-RESISTANT 
RATED MATERIAL AND PER MANUFACTURES 
RECOMMENDATIONS.  IN ADDITION, AFTER 
INSTALLATION/APPLICATION ALL FIRE-RESISTANT RATED 
MATERIALS MUST BE FULLY PROTECTED FROM WEATHER 
CONDITIONS UNTIL STRUCTURE IS WEATHER TIGHT.

7. STEEL FABRICATOR TO PREPARE STEEL AND/OR APPLY 
APPROVED PRIMER THAT MEETS THE REQUIREMENTS OF THE 
(SFRM & MIFRC) MANUFACTURER AND TO MEET U.L. TESTED 
ASSEMBLY.

8. FULLY PREPARE EXISTING PAINTED AND/OR UNPAINTED 
STEEL COLUMNS PER (SFRM & MIFRC) MANUFACTURER 
REQUIREMENTS TO MEET U.L. TESTED ASSEMBLY.  THIS 
INCLUDES STRIPPING OF EXISTING COATINGS OR GRINDING 
EXISTING STEEL SURFACES IF REQUIRED BY THE (SFRM OR 
MIFRC) MANUFACTURER.

9. REFER TO STRUCTURAL SHEETS FOR STEEL FRAMING.
10. REFER TO AND COORDINATE SFRM AND MIFRC APPLICATION 

TO OPTIMIZE SEQUENCE OF OTHER TRADE-WORK INCLUDING 
MECHANICAL AND ELECTRICAL WORK.

11. CROSS BRACING IS REQUIRED TO RECEIVE FIRE-PROOFING.
12. PRIME ALL STEEL SCHEDULED TO "NOT" RECEIVE 

FIREPROOFING MATERIALS.
13. REFER TO TABLE 704.10 FOR 1-HOUR INTUMESCENT SPRAY 

FIRE-PROOFING ON EXTERIOR STEEL CANOPIES AT 
ENTRANCES.

14. PROVIDE HIGH-DENSITY SPRAY-APPLIED FIREPROOFING IN ALL 
CEILING AREAS.

15. REFER TO STRUCTURAL DRAWINGS, AND EXISTING DRAWINGS 
FOR BEAM AND BAR JOIST LOCATIONS.  PROVIDE RATED 
ASSEMBLY ON WEBBING.

16. FIRE-PROOFING REQUIRED IN ALL AREAS DESIGNATED AS 
SHELL SPACE.

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

FIREPROOFING COLUMN LEGEND

NEW STEEL COLUMN WITH SPRAY APPLIED 
FIREPROOFING, ALLOW FOR CLEARANCES WITH NEW 
WORK.
NEW STEEL RECTANGULAR TUBE COLUMN WITH SPAY 
APPLIED FIREPROOFING

NEW STEEL WIDE FLANGE COLUMN WITH INTUMESCENT 
FIREPROOFING

NEW STEEL RECTANGULAR TUBE COLUMN WITH 
INTUMESCENT FIREPROOFING

NEW 24" DIAMETER ROUND 2 HOUR CAST-IN-PLACE 
CONCRETE COLUMN

EXISTING STEEL WIDE-FLANGE COLUMN IN SHALL 
RECEIVE PREP, PRIMER AND SPRAY APPLIED 
FIREPROOFING

EXISTING STEEL WIDE FLANGE COLUMN WITH AN 
EXISTING CLAY TILE FIREPROOFING UP TO 20'. PREP, 
PRIME AND APPLY SPRAY APPLIED FIREPROOFING 
FOR THE REMAINDER OF THE COLUMN HEIGHT

EXISTING 2 HOUR EQUIVALENT STEEL COLUMN WITHIN 
EXISTING WALL. NO ADDITIONAL FIREPROOFING 
NECESSARY

EXISTING WIDE FLANGE SHALL RECEIVE PREP, 
PRIMER AND INTUMESCENT FIRE PROOFING.

NEW STEEL CIRCULAR COLUMN WITH INTUMESCENT 
FIREPROOFING, ALLOW FOR CLEARANCES WITH NEW 
WORK.

2 PCO 140

2-HOUR SPRAY APPLIED FIREPROOFING ON CONCRETE DECK 
AND SUPPORTING STRUCTURE (BEAMS ARE STEEL IN 
SECTIONS ENCASED IN CONCRETE). PROVIDE STEEL LATTICE 
AS NECESSARY FOR ADHERING SPRAY APPLIED FIRE 
PROOFING.

2-HOUR SPRAY APPLIED FIREPROOFING ON SUPPORTING 
STEEL STRUCTURE ONLY. NOTE: COMPOSITE FLOOR DECK 
IS SUFFICIENT THICKNESS TO ACHIEVE 2 HOUR FIRE 
RATING.

1-HOUR SPRAY APPLIED FIREPROOFING ON 
SUPPORTING STRUCTURE AND 1-HOUR SPRAY APPLIED 
FIREPROOFING ON DECK

1-HOUR SPRAY APPLIED FIREPROOFING ON 
SUPPORTING STRUCTURE ONLY.

FIREPROOFING LEGEND

TABLE 601

              TYPE I

BUILDING ELEMENT        B

FIRE-RESISTANCE RATING REQUIREMENTS FOR BUILDING 
ELEMENTS (hours)

STRUCTURAL FRAME           2

BEARING WALLS
EXTERIOR           2
INTERIOR           2

NONBEARING WALLS AND PARTITIONS       
EXTERIOR           0

NONBEARING WALLS AND PARTITIONS
INTERIOR           0

FLOOR CONSTRUCTION
INCLUDING SUPPORTING BEAMS AND JOISTS           2

ROOF CONSTRUCTION
INCLUDING SUPPORTING BEAMS AND JOISTS           1

a

a

c

For SI: 1 foot = 304.8mm

a. Roof supports: Fire-resistance ratings of primary structural 
frame and bearing walls are permitted to be reduced by 1 hour 
where supporting a roof only. 

b. Except in Group F-1, H, M and S-1 occupancies, fire 
protection of structural members shall not be required, 
including protection of roof framing and decking where every 
part of the roof construction is 20 feet or more above any floor 
immediately below. Fire-retardant-treated wood members 
shall be allowed to be used for such unprotected members. 

c. In all occupancies, heavy timber shall be allowed where a 1-
hour or less fire-resistance rating is required. 

d. An approved automatic sprinkler system in accordance with 
Section 903.3.1.1 shall be allowed to be substituted for 1-
hour-fire-resistance-rated construction, provided such system 
is not otherwise required by other provisions of the code or 
used for an allowable area increase in accordance with 
Section 506.3 or an allowable height increase in accordance 
with Section 504.2. The 1-hour substitution for the fire 
resistance of exterior walls shall not be permitted. 

e. Not less than the fire-resistance rating required by other 
sections of this code. 

f. Not less than the fire-resistance rating based on fire 
separation distance (see Table 602)

g. Not less than the fire-resistance rating as referenced in 
Section 704.10. 

2013 KENTUCKY BUILDING CODE 
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DN DN

AREA A AREA 
C

AREA 
C

AREA E

AREA 
D

AREA FAREA B AREA D

AREA E

AREA F

AREA A

AREA B

STUDENT CENTER (AREAS A-F)

LEVEL 01 146,605
LEVEL 02 142,020
LEVEL 03   68,978
MECH PENT   21,083

TOTAL 378,686 SF

TOTAL BUILDING GROSS AREA

RENOVATED PORTIONS OF STUDENT CENTER (AREAS A-B)

ALUMNI GYM
LEVEL 01 18,498
LEVEL 02 17,615
SUB-TOTAL 36,113

1938 STUDENT UNION
LEVEL 01 22,342
LEVEL 02 22,342
LEVEL 03 18,023
MECH PENT   1,494
SUB-TOTAL 64,201

TOTAL          100,314 SF

NEW PORTIONS OF STUDENT CENTER (AREAS C-F)

LEVEL 01          105,765
LEVEL 02          102,063
LEVEL 03 50,955
MECH PEN 19,589

TOTAL          278,372 SF
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UP

DN

DN

DN

DN

AV

JJ JJ J

JJ

E

E

E

E

E

E

OTB

OTB

OTB

1 HOUR FIRE 

BARRIER AROUND 2 
STORY ATRIUM 

2 STORY OPEN EXIT 

ACCESS STAIR PER 
1009.3, EXCEPTION 5

2 STORY ATRIUM

1 HOUR RATED 

FOLDING 
DOOR

OPEN EXIT ACCESS 

STAIR PER 1009.3, 
EXCEPTION 5.

3 STORY ATRIUM WITH 

SMOKE CONTROL 
SYSTEM PER 404.5

1 HOUR FIRE BARRIER 

AROUND, 3 STORY ATRIUM

INCIDENTAL USE PER TABLE 

509

TWO STORY FLOOR OPENING 

COMPLYING WITH 712.1.8
OTB1 HOUR RATED 

FOLDING DOORS

1 HOUR FIRE 

BARRIER AROUND 
ATRIUM

2 STORY OPENING IS 

CONTIGUOUS WITH 3 

STORY ATRIUM WITH 
SMOKE CONTROL 

SYSTEM

A-2
(18,262 SF)

A-1
(3,019 SF)

A-1
(813 SF)

B
(1,296 SF)

M
(15,301 SF)

2-HOUR FIRE 

BARRIER 

SEPARATING MAIN 
ELECTRIC ROOM

BALCONY
(3,525 SF)

OTB

OTB

BALCONY
(1,680 SF)

EGRESS BALCONY 

SHALL COMPLY 
WITH SECTION 1019

EXTERIOR EGRESS 

BALCONY INCREASE 

OF 100' TRAVEL 

DISTANCE PER 
SECTION 1016.2.1 

AND SECTION 1019

SECTION 409

UPPER 
TERRACE

AREA A AREA 
C

AREA A

AREA B

AREA B AREA 
D

AREA 
D

AREA F

AREA C AREA E

AREA E

AREA F
1 HOUR RATED 

FOLDING DOOR

EXTERIOR WALLS TO BE 

1-HOUR RATED FOR 10' 

FROM STAIRS PER 
1022.7

NON-SEPARATED MIX OCCUPANCIES 
ON THIS FLOOR PER SECTION 508 

A-2 BANQUET / FOOD SERVICE  (18,790 SF)

A-3 MAIN OCCUPANCY OF ENTIRE BUILDING

B BUSINESS  (1,300 SF)

THIS LEVEL CONTAINS FIVE DIFFERENT NON-SEPARATED MIXED 
OCCUPANCIES AS SHOWN AND IS ACCESSIBLE TO THE PUBLIC.

THIS LEVEL IS EQUIPPED WITH AN AUTOMATIC SPRINKLER 
SYSTEM PER SECTION 903.2.1. (NOT REQUIRED FOR HEIGHT OR 
AREA INCREASES)

ALL STORAGE ROOMS OVER 100 SF SHALL BE SMOKE-TIGHT

CODE INFORMATION

ALLOWED UNLIMITED AREA PER TABLE 503

ACCESSORY OCCUPANCY LIMITED TO 6,556 SF PER SECTION 
508.2.1

INCIDENTAL USES LIMITED TO 6,556 SF PER SECTION 509.3 AND 
TABLE 509.

DOES NOT INCLUDE AREA OF PENTHOUSES ABOVE PER 1509.2.2

FLOOR AREA: 68,978 GSF

A-1 THEATER  (3,753 SF)

M MERCANTILE  (14,528 SF)

GRAPHIC LEGEND

SHAFT ENCLOSURE COMPLYING WITH 713 
AND WITH 2 HOUR FIRE BARRIERS ON ALL 
SIDES

ELEVATOR SHAFT ENCLOSURE COMPLYING WITH 
713 AND WITH 2-HOUR FIRE BARRIERS ON ALL 
SIDES

INTERIOR EXIT STAIRWAY COMPLYING WITH 1022 AND 
WITH 2 HOUR FIRE BARRIERS ON ALL SIDES. 
(EXTERIOR WALLS MAY BE UNRATED PER TABLE 602 
AND A FIRE SEPARATION DISTANCE GREATER THAN 30 
FEET.)

ACCESSORY OCCUPANCIES

EXIT DISCHARGE

E

100

30300

CALCULATED OCCUPANT LOAD FOR EACH SPACE

VALUE FROM TABLE 1004.1.2

OCCUPANT LOAD ASSIGNED TO EGRESS 
COMPONENT

SMOKE EVACUATION RELIEF AIR

1 HOUR RATED FIRE BARRIER

O OCCUPANT LOAD LIMIT SIGNAGE

BUILDING CODE ANALYSIS 

FOR NEW CONSTRUCTION (2013 KBC)

FIRE-RESISTANCE RATINGS REQUIREMENTS (TABLE 601)

STRUCTURAL FRAME

INCLUDING COLUMNS, GIRDERS, TRUSSES 
(EXCLUDES DIAGONAL BRACING FOR WIND LOADS)

BEARING WALLS 

EXTERIOR

NON BEARING WALLS AND PARTITIONS

EXTERIOR
(BASED ON FIRE SEPARATION DISTANCE GREATER THAN 
30 FEET PER TABLE 602)

INTERIOR

BUILDING ELEMENTS HOURS

FLOOR CONSTRUCTION

INCLUDING METAL DECK, SUPPORTING BEAM, AND JOIST

ROOF CONSTRUCTION

INCLUDING METAL DECK, SUPPORTING BEAM, AND JOIST

INTERIOR

SPECIAL CONDITIONS

2

2

2

0

0

2

1

MIXED OCCUPANCY:

FIRST FLOOR: 

  NON-SEPARATED A-2, A-3, AND B, 
  WITH SEPARATED S-2.

SECOND FLOOR:

  NON-SEPARATED A-1, A-2, A-3, B, AND M.

THIRD FLOOR:

  NON-SEPARATED A-1, A-2, A-3, B, AND M.

OCCUPANCY GROUP:

CONSTRUCTION TYPE: 1B, NONCOMBUSTIBLE

3 OCCUPIED WITH ROOFTOP PENTHOUSES 

(ALLOWED 5 PER TABLE 503 FOR USE GROUP 
A-1.)

NUMBER OF STORIES:

APPROXIMATE AREAS: FIRST FLOOR 

TOTAL

146,605 SF

378,686 SF

OCCUPANCY LOAD (1004.1):

2,634

BUILDING TOTAL 10,518

AUTOMATIC SPRINKLER:

1ST FLOOR

(REQUIRES 4 EXITS) =

5,530

FIRE 

SEPARATION 
DISTANCE:

FULL AUTOMATIC PROVIDED 

AND ATRIUM REQUIRED.

GREATER THAN 30 FEET TO ADJACENT 

BUILDINGS. 

APPROXIMATE HEIGHT: 65 FEET TO TOP OF PENTHOUSE 

(LIMITED TO 160 FEET PER TABLE 503)

AREA 

INCREASES 
(506.3):

NOT REQUIRED - AREA 

UNLIMITED PER TABLE 503

AREA OF 

OPENINGS (705.8):
UNLIMITED FOR FIRE 

SEPARATION DISTANCE PER 
TABLE 705.8

SECOND FLOOR 142,020 SF

THIRD FLOOR 68,978 SF

SECOND FLOOR

(REQUIRES 4 EXITS) =

2,354
THIRD FLOOR

(REQUIRES 4 EXITS) =

(ALLOWED 

UNLIMITED AREA 

PER TABLE 503 FOR 

NON-SEPARATED 
USES AND 79,000 

FOR S-2)

INTERIOR WHERE SUPPORTING ROOF ONLY 1

SUPPORTING ROOF ONLY (EQUIPMENT PENTHOUSE 
COLUMNS)

1

SHAFT ENCLOSURES (PER 713.4)

1

ATRIA: THE BUILDING INCLUDES TWO 

TWO-STORY ATRIA AND ONE 

THREE-STORY ATRIUM WITH 
AN AUTOMATIC SMOKE 

CONTROL SYSTEM

PENTHOUSE FLOOR (PER 1509.2.5) EXCEPTION 1

2

PENTHOUSES: 1/3 OF AREA OF SUPPORTING 

DECK

UL DESIGN CLASSIFICATIONS:
-COLUMNS X772; X697
-FLOOR/CEILING D916
-ROOF S735
-WALLS SEE "WALL TYPES" CHART

PROVIDE SPRAY FIRE-PROOFING FOR CONCEALED AREAS AND THIN FILM 
INTUMESCENT FIRE-PROOFING FOR EXPOSED TO VIEW AREAS.

REFER TO SHEET G-4.4 FOR SPECIAL INSPECTIONS AND WIND DESIGN 
CRITERIA

a

b,c

MECH PENTHOUSE 21,083 SF
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1217

3

509509

3208

1300

256

256

240

1300

1100

2300

253
270

2100

278

1915

1715

1300

1300

1300

5515

19

38

2300

3915
1815

64

6415

4015

40

4415

44
39

7715

39

48

210

74

7415

233
2

1300

1300

1300

4100

1100
1300

1100

25

4100

4

33

120

11

5300

10

8300

23960

120

OPEN TWO STORY 

EXIT ACCESS 

STAIR
24" MIN. REQUIRED

60" PROVIDED

182' TD

423

240' 

TD

STAIR DOOR

32" MIN. 

REQUIRED
36" PROVIDED

FOUR STORY 

INTERIOR EXIT 

STAIRWAY
31" MIN. REQUIRED

60" PROVIDED

EXTERIOR DOOR

32" MIN. 

REQUIRED
36" PROVIDED

EXTERIOR STAIR 

DOWN TO PUBLIC 

WAY ON LEVEL 02

57" MIN. 
REQUIRED

72" PROVIDED

EXTERIOR DOOR

32" MIN. 

REQUIRED
72" PROVIDED

THREE STORY 

INTERIOR EXIT 

STAIR
84" MIN. REQUIRED

84" PROVIDED

TWO STORY EXIT 

ACCESS STAIRWAY

0.4" MIN. REQUIRED
60" PROVIDED

EXTERIOR DOOR

38" MIN. REQUIRED
108" PROVIDED

THREE STORY 

ATRIUM WITH 

SMOKE CONTROL 
SYSTEM PER 404.5

STAIR DOOR

41" MIN. REQUIRED
42" PROVIDED

THREE STORY 

INTERIOR EXIT 

STAIRWAY
54" MIN. REQUIRED

54" PROVIDED

EXTERIOR STAIR 

DOWN TO PUBLIC 

WAY ON LEVEL 02
78" MIN. REQUIRED

78" PROVIDED

STAIR DOOR

64" MIN. REQUIRED
72" PROVIDED

15 DOWN FROM 

PENTHOUSE

STAIR DOOR

36" MIN. 

REQUIRED
36" PROVIDED

THREE STORY 

INTERIOR EXIT 

STAIR
48" MIN. REQUIRED

48" PROVIDED

TWO STORY EXIT 

ACCESS STAIR

72" MIN. REQUIRED
72" PROVIDED

OTB

OTB

OTB

OTB

OTB

2527

50% LANDSCAPED

7

(8,520 SF)
259

6

384

MAXIMUM POSTED 

OCCUPANCY 1,018

AREA A AREA 
C

AREA A

AREA B

AREA B AREA 
D

AREA 
D

AREA F

AREA C AREA E

AREA E

AREA F

E

E

E

E

E

E

188' TD

O

OTB

2300

4
300

2
3
0
0

2100

2300

1300

TWO STORY EXIT 

ACCESS STAIRWAY

51" MIN. REQUIRED
60" PROVIDED

NO OCCUPANT 

LOAD FOR PRE-
FUNCTION

512

TEMPORARY 

WALL AND 
DOOR

128

BELOW

BELOW

(POSTED OCCUPANT 1018)

575F

192 192

1300 2100
4

191

278

FUTURE FIT-
OUT DOOR 
WIDTH 
CHANGE

195

GRAPHIC LEGEND

SHAFT ENCLOSURE COMPLYING WITH 713 
AND WITH 2 HOUR FIRE BARRIERS ON ALL 
SIDES

ELEVATOR SHAFT ENCLOSURE COMPLYING WITH 
713 AND WITH 2-HOUR FIRE BARRIERS ON ALL 
SIDES

INTERIOR EXIT STAIRWAY COMPLYING WITH 1022 AND 
WITH 2 HOUR FIRE BARRIERS ON ALL SIDES. 
(EXTERIOR WALLS MAY BE UNRATED PER TABLE 602 
AND A FIRE SEPARATION DISTANCE GREATER THAN 30 
FEET.)

ACCESSORY OCCUPANCIES

EXIT DISCHARGE

E

100

30300

CALCULATED OCCUPANT LOAD FOR EACH SPACE

VALUE FROM TABLE 1004.1.2

OCCUPANT LOAD ASSIGNED TO EGRESS 
COMPONENT

SMOKE EVACUATION RELIEF AIR

1 HOUR RATED FIRE BARRIER

O OCCUPANT LOAD LIMIT SIGNAGE

OCCUPANT LOADS AND EGRESS COMPONENTS

OCCUPANT LOAD PER 1004.1:

A-1 ASSEMBLY:
A-2 ASSEMBLY:
A-3 ASSEMBLY:
B BUSINESS:
M MERCANTILE:
TOTAL THIS LEVEL

258
1,330

516
11

239
2,354

(REQUIRES 4 EXITS)

EGRESS COMPONENTS:

EXTERIOR EXITS:
INTERIOR EXIT 
STAIRWAYS:
EXIT ACCESS STAIRS:
TOTAL THIS LEVEL

2
4
4

10

MAXIMUM TRAVEL DISTANCE IS 250' PER TABLE 1016.2. 

MAXIMUM TRAVEL DISTANCE IN ATRIUMS IS 200' PER SECTION 
404.9

MAXIMUM COMMON PATH OF TRAVEL IS 75' PER TABLE 1014.3.

STAIRWAY CAPACITY = OCCUPANCY LOAD x .2 INCHES
ACCORDANCE WITH 903.3.1 AND 907.5.2.2

SECTION 1005.3.2 
OTHER EGRESS COMPONENTS = OCCUPANT LOAD x .15 INCHES
(DOORS, CORRIDORS, GATES, RAMPS)
ACCORDANCE WITH 903.1.1 AND 907.5.2.2
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CEILING STRUCTURE > 20'-0" ; NO 
FIRE PROOFING REQUIRED IN 

THIS AREA PER TABLE 601 
EXCEPTION C

CEILING STRUCTURE > 20'-0" ; 
NO FIRE PROOFING REQUIRED IN 

THIS AREA PER TABLE 601 EXCEPTION C

AREA A AREA 
C

AREA A

AREA B

AREA B AREA 
D

AREA 
D

AREA F

AREA C AREA E

AREA E

AREA F

ROOF TERRACE

PENTHOUSE 
FLOOR ABOVE

PENTHOUSE 
FLOOR ABOVE

PENTHOUSE 
FLOOR ABOVE

ROOF TERRACE

ROOF 
TERRACE

FIRE-PROOFING 
REQUIRED AS SCOPE OF 
BP#3

FIRE-PROOFING 
REQUIRED AS SCOPE OF 
BP#3

2 PCO 140

SUPPORTING 
STEEL TO 
RECEIVE 2-HR 
INTUMESCENT 
FIRE PROOFING

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

FIREPROOFING NOTES                          
1. THE FIREPROOFING PLANS ARE INTENDED TO IDENTIFY 

LOCATIONS WHERE DIFFERENT TYPES OF SPRAY FIRE-
RESISTANT MATERIALS (SFRM) AND MASTIC AND  
INTUMESCENT FIRE RESISTIVE COATINGS (MIFRC) ARE TO BE 
LOCATED, INCLUDING 078100 "APPLIED FIREPROOFING" AND 
078123 "INTUMESCENT FIREPROOFING" USED FOR 
PROTECTING FLOOR DECKING, ROOF DECKING AND 
STRUCTURAL STEEL FOR SUPPORTING EITHER FLOOR OR 
ROOF ASSEMBLIES.

2. ALL SPRAYED FIRE-RESISTANT MATERIALS (SFRM & MIFRC) TO 
BE INSTALLED IN ACCORDANCE WITH SPECIFICATIONS 078100 
"APPLIED FIREPROOFING," 078123 "INTUMESCENT 
FIREPROOFING," 2013 EDITION OF KENTUCKY BUILDING CODE 
AND NOTES ON FIRE PROOFING PLANS.  REFERENCE TO "FIRE 
RESISTANT RATED MATERIALS" IN THESE GENERAL NOTES 
WILL BE THE SAME WITH SPRAY FIRE-RESISTANT MATERIALS 
(SFRM) INCLUDING APPLIED FIREPROOFING AND 
INTUMESCENT FIREPROOFING.

3. WHERE COLUMNS ARE REQUIRED TO HAVE PROTECTION TO 
BE FIRE-RESISTANCE RATED, THE ENTIRE COLUMN SHALL BE 
PROVIDED WITH INDIVIDUAL ENCASEMENT PROTECTION BY 
PROTECTING IT ON ALL SIDES FOR THE FULL COLUMN 
LENGTH, INCLUDING CONNECTIONS TO OTHER STRUCTURAL 
MEMBERS, WITH MATERIALS HAVING THE REQUIRED FIRE-
RESISTANCE RATING.  WHERE THE COLUMN EXTENDS 
THROUGH A CEILING, THE ENCASEMENT PROTECTION SHALL 
BE CONTINUOUS FROM THE TOP OF THE FOUNDATION OR 
FLOOR/CEILING ASSEMBLY BELOW THROUGH THE CEILING 
SPACE TO THE TOP OF THE COLUMN.

4. IF NON-RATED STRUCTURAL STEEL ITEMS ARE ATTACHED TO 
THE SURFACE OF A COLUMN OR OTHER STRUCTURAL 
MEMBER REQUIRING PROTECTION TO BE FIRE-RESISTANCE 
RATED, THE RATING MAY NOT BE INTERRUPTED.  THE NON-
RATED ITEM MUST BE INSTALLED OVER THE FIRE-RESISTANCE 
RATED MATERIAL OR BE INCLUDED WITHIN THE FIRE-
RESISTANCE RATING.

5. INSTALLATION/APPLICATION OF FIRE-RESISTANT RATED 
MATERIALS TO STRUCTURAL MEMBERS MUST BE PERFORMED 
PRIOR TO INSTALLATION OF OTHER ITEMS THAT MAY 
PREVENT FIRE-RESISTANT RATED MATERIAL APPLICATION TO 
ALL REQUIRED SURFACES OF THE STRUCTURAL MEMBER.

6. ALL FIRE-RESISTANT RATED MATERIALS MUST BE APPLIED IN 
TEMPERATURES AND WEATHER CONDITIONS CONDUCIVE TO 
APPLICATION REQUIREMENTS FOR EACH FIRE-RESISTANT 
RATED MATERIAL AND PER MANUFACTURES 
RECOMMENDATIONS.  IN ADDITION, AFTER 
INSTALLATION/APPLICATION ALL FIRE-RESISTANT RATED 
MATERIALS MUST BE FULLY PROTECTED FROM WEATHER 
CONDITIONS UNTIL STRUCTURE IS WEATHER TIGHT.

7. STEEL FABRICATOR TO PREPARE STEEL AND/OR APPLY 
APPROVED PRIMER THAT MEETS THE REQUIREMENTS OF THE 
(SFRM & MIFRC) MANUFACTURER AND TO MEET U.L. TESTED 
ASSEMBLY.

8. FULLY PREPARE EXISTING PAINTED AND/OR UNPAINTED 
STEEL COLUMNS PER (SFRM & MIFRC) MANUFACTURER 
REQUIREMENTS TO MEET U.L. TESTED ASSEMBLY.  THIS 
INCLUDES STRIPPING OF EXISTING COATINGS OR GRINDING 
EXISTING STEEL SURFACES IF REQUIRED BY THE (SFRM OR 
MIFRC) MANUFACTURER.

9. REFER TO STRUCTURAL SHEETS FOR STEEL FRAMING.
10. REFER TO AND COORDINATE SFRM AND MIFRC APPLICATION 

TO OPTIMIZE SEQUENCE OF OTHER TRADE-WORK INCLUDING 
MECHANICAL AND ELECTRICAL WORK.

11. CROSS BRACING IS REQUIRED TO RECEIVE FIRE-PROOFING.
12. PRIME ALL STEEL SCHEDULED TO "NOT" RECEIVE 

FIREPROOFING MATERIALS.
13. REFER TO TABLE 704.10 FOR 1-HOUR INTUMESCENT SPRAY 

FIRE-PROOFING ON EXTERIOR STEEL CANOPIES AT 
ENTRANCES.

14. PROVIDE HIGH-DENSITY SPRAY-APPLIED FIREPROOFING IN ALL 
CEILING AREAS.

15. REFER TO STRUCTURAL DRAWINGS, AND EXISTING DRAWINGS 
FOR BEAM AND BAR JOIST LOCATIONS.  PROVIDE RATED 
ASSEMBLY ON WEBBING.

16. FIRE-PROOFING REQUIRED IN ALL AREAS DESIGNATED AS 
SHELL SPACE.

FIREPROOFING COLUMN LEGEND

NEW STEEL COLUMN WITH SPRAY APPLIED 
FIREPROOFING, ALLOW FOR CLEARANCES WITH NEW 
WORK.
NEW STEEL RECTANGULAR TUBE COLUMN WITH SPAY 
APPLIED FIREPROOFING

NEW STEEL WIDE FLANGE COLUMN WITH INTUMESCENT 
FIREPROOFING

NEW STEEL RECTANGULAR TUBE COLUMN WITH 
INTUMESCENT FIREPROOFING

NEW 24" DIAMETER ROUND 2 HOUR CAST-IN-PLACE 
CONCRETE COLUMN

EXISTING STEEL WIDE-FLANGE COLUMN IN SHALL 
RECEIVE PREP, PRIMER AND SPRAY APPLIED 
FIREPROOFING

EXISTING STEEL WIDE FLANGE COLUMN WITH AN 
EXISTING CLAY TILE FIREPROOFING UP TO 20'. PREP, 
PRIME AND APPLY SPRAY APPLIED FIREPROOFING 
FOR THE REMAINDER OF THE COLUMN HEIGHT

EXISTING 2 HOUR EQUIVALENT STEEL COLUMN WITHIN 
EXISTING WALL. NO ADDITIONAL FIREPROOFING 
NECESSARY

EXISTING WIDE FLANGE SHALL RECEIVE PREP, 
PRIMER AND INTUMESCENT FIRE PROOFING.

NEW STEEL CIRCULAR COLUMN WITH INTUMESCENT 
FIREPROOFING, ALLOW FOR CLEARANCES WITH NEW 
WORK.

2 PCO 140

2-HOUR SPRAY APPLIED FIREPROOFING ON CONCRETE DECK 
AND SUPPORTING STRUCTURE (BEAMS ARE STEEL IN 
SECTIONS ENCASED IN CONCRETE). PROVIDE STEEL LATTICE 
AS NECESSARY FOR ADHERING SPRAY APPLIED FIRE 
PROOFING.

2-HOUR SPRAY APPLIED FIREPROOFING ON SUPPORTING 
STEEL STRUCTURE ONLY. NOTE: COMPOSITE FLOOR DECK 
IS SUFFICIENT THICKNESS TO ACHIEVE 2 HOUR FIRE 
RATING.

1-HOUR SPRAY APPLIED FIREPROOFING ON 
SUPPORTING STRUCTURE AND 1-HOUR SPRAY APPLIED 
FIREPROOFING ON DECK

1-HOUR SPRAY APPLIED FIREPROOFING ON 
SUPPORTING STRUCTURE ONLY.

FIREPROOFING LEGEND

TABLE 601

              TYPE I

BUILDING ELEMENT        B

FIRE-RESISTANCE RATING REQUIREMENTS FOR BUILDING 
ELEMENTS (hours)

STRUCTURAL FRAME           2

BEARING WALLS
EXTERIOR           2
INTERIOR           2

NONBEARING WALLS AND PARTITIONS       
EXTERIOR           0

NONBEARING WALLS AND PARTITIONS
INTERIOR           0

FLOOR CONSTRUCTION
INCLUDING SUPPORTING BEAMS AND JOISTS           2

ROOF CONSTRUCTION
INCLUDING SUPPORTING BEAMS AND JOISTS           1

a

a

c

For SI: 1 foot = 304.8mm

a. Roof supports: Fire-resistance ratings of primary structural 
frame and bearing walls are permitted to be reduced by 1 hour 
where supporting a roof only. 

b. Except in Group F-1, H, M and S-1 occupancies, fire 
protection of structural members shall not be required, 
including protection of roof framing and decking where every 
part of the roof construction is 20 feet or more above any floor 
immediately below. Fire-retardant-treated wood members 
shall be allowed to be used for such unprotected members. 

c. In all occupancies, heavy timber shall be allowed where a 1-
hour or less fire-resistance rating is required. 

d. An approved automatic sprinkler system in accordance with 
Section 903.3.1.1 shall be allowed to be substituted for 1-
hour-fire-resistance-rated construction, provided such system 
is not otherwise required by other provisions of the code or 
used for an allowable area increase in accordance with 
Section 506.3 or an allowable height increase in accordance 
with Section 504.2. The 1-hour substitution for the fire 
resistance of exterior walls shall not be permitted. 

e. Not less than the fire-resistance rating required by other 
sections of this code. 

f. Not less than the fire-resistance rating based on fire 
separation distance (see Table 602)

g. Not less than the fire-resistance rating as referenced in 
Section 704.10. 

2013 KENTUCKY BUILDING CODE 
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DN

DN

DN

AREA A AREA 
C

AREA 
C

AREA E

AREA 
D

AREA FAREA B AREA D

AREA E

AREA F

AREA A

AREA B

STUDENT CENTER (AREAS A-F)

LEVEL 01 146,605
LEVEL 02 142,020
LEVEL 03   68,978
MECH PENT   21,083

TOTAL 378,686 SF

TOTAL BUILDING GROSS AREA

RENOVATED PORTIONS OF STUDENT CENTER (AREAS A-B)

ALUMNI GYM
LEVEL 01 18,498
LEVEL 02 17,615
SUB-TOTAL 36,113

1938 STUDENT UNION
LEVEL 01 22,342
LEVEL 02 22,342
LEVEL 03 18,023
MECH PENT   1,494
SUB-TOTAL 64,201

TOTAL          100,314 SF

NEW PORTIONS OF STUDENT CENTER (AREAS C-F)

LEVEL 01          105,765
LEVEL 02          102,063
LEVEL 03 50,955
MECH PEN 19,589

TOTAL          278,372 SF
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AV

JJ

UP

13300

ROOF BELOW

ROOF BELOW

ROOF BELOW

ROOF BELOW

ROOF BELOW

ROOF BELOW

ROOF BELOW

ROOF BELOW

PENTHOUSE 2

PENTHOUSE 3

PENTHOUSE 1

EXISTING INTERIOR 

2 STORY OPEN EXIT, 
ACCESS STAIR

INTERIOR AND EXTERIOR 

STAIRS ON EGRESS DOORS

E

4 STORY FREIGHT 

ELEVATOR

4 STORY 

INTERIOR EXIT 

STAIRWAY -
DOWN TO LEVEL 

02 DISCHARGE

37300

18 OCCUPANTS 

DOWN TO 

THIRD FLOOR 
EXITS

5300

37
126'

AREA A AREA 
C

AREA A

AREA B

AREA B AREA 
D

AREA 
D

AREA F

AREA C AREA E

AREA E

AREA F

2 ASI 402

2 ASI 402

2 ASI 402

GRAPHIC LEGEND

SHAFT ENCLOSURE COMPLYING WITH 713 
AND WITH 2 HOUR FIRE BARRIERS ON ALL 
SIDES

ELEVATOR SHAFT ENCLOSURE COMPLYING WITH 
713 AND WITH 2-HOUR FIRE BARRIERS ON ALL 
SIDES

INTERIOR EXIT STAIRWAY COMPLYING WITH 1022 AND 
WITH 2 HOUR FIRE BARRIERS ON ALL SIDES. 
(EXTERIOR WALLS MAY BE UNRATED PER TABLE 602 
AND A FIRE SEPARATION DISTANCE GREATER THAN 30 
FEET.)

ACCESSORY OCCUPANCIES

EXIT DISCHARGE

E

100

30300

CALCULATED OCCUPANT LOAD FOR EACH SPACE

VALUE FROM TABLE 1004.1.2

OCCUPANT LOAD ASSIGNED TO EGRESS 
COMPONENT

SMOKE EVACUATION RELIEF AIR

1 HOUR RATED FIRE BARRIER

O OCCUPANT LOAD LIMIT SIGNAGE

OCCUPANT LOADS AND EGRESS COMPONENTS

OCCUPANT LOAD PER 1004.1:

PENTHOUSE 1:
PENTHOUSE 2:
PENTHOUSE 3:

TOTAL THIS LEVEL

37
13
5

55
(REQUIRES 2 EXITS PER 1021)

MAXIMUM TRAVEL DISTANCE IS 250' PER TABLE 1016.2. 

MAXIMUM TRAVEL DISTANCE IN ATRIUMS IS 200' PER SECTION 
404.9

MAXIMUM COMMON PATH OF TRAVEL IS 75' PER TABLE 1014.3.

STAIRWAY CAPACITY = OCCUPANCY LOAD x .2 INCHES
ACCORDANCE WITH 903.3.1 AND 907.5.2.2

SECTION 1005.3.2 
OTHER EGRESS COMPONENTS = OCCUPANT LOAD x .15 INCHES
(DOORS, CORRIDORS, GATES, RAMPS)
ACCORDANCE WITH 903.1.1 AND 907.5.2.2

EGRESS CODE INFORMATION

THIS LEVEL INCLUDES THREE MECHANICAL EQUIPMENT 
PENTHOUSES COMPLYING WITH 1509.2. THIS LEVEL IS SECURE 
AND IS NOT ACCESSIBLE BY THE PUBLIC. 

THE OCCUPANT LOAD FOR THIS LEVEL DETERMINED BY 
SUBJECTING THE SQUARE FOOTAGE FOR FIXED AIR HANDLING 
EQUIPMENT BEFORE CALCULATING THE OCCUPANT LOAD PER 
TABLE 1004.1.2.

THIS LEVEL IS EQUIPPED WITH AN AUTOMATIC SPRINKLER 
SYSTEM PER 903.2.1. (NOT REQUIRED FOR HEIGHT OR AREA 
INCREASES.) 

CODE INFORMATION

LESS THAN 1/3 OF THE THIRD FLOOR BELOW PER 1509.2.2

FLOOR AREA: 21,083 GSF

BUILDING CODE ANALYSIS 

FOR NEW CONSTRUCTION (2013 KBC)

FIRE-RESISTANCE RATINGS REQUIREMENTS (TABLE 601)

STRUCTURAL FRAME

INCLUDING COLUMNS, GIRDERS, TRUSSES 
(EXCLUDES DIAGONAL BRACING FOR WIND LOADS)

BEARING WALLS 

EXTERIOR

NON BEARING WALLS AND PARTITIONS

EXTERIOR
(BASED ON FIRE SEPARATION DISTANCE GREATER THAN 
30 FEET PER TABLE 602)

INTERIOR

BUILDING ELEMENTS HOURS

FLOOR CONSTRUCTION

INCLUDING METAL DECK, SUPPORTING BEAM, AND JOIST

ROOF CONSTRUCTION

INCLUDING METAL DECK, SUPPORTING BEAM, AND JOIST

INTERIOR

SPECIAL CONDITIONS

2

2

2

0

0

2

1

MIXED OCCUPANCY:

FIRST FLOOR: 

  NON-SEPARATED A-2, A-3, AND B, 
  WITH SEPARATED S-2.

SECOND FLOOR:

  NON-SEPARATED A-1, A-2, A-3, B, AND M.

THIRD FLOOR:

  NON-SEPARATED A-1, A-2, A-3, B, AND M.

OCCUPANCY GROUP:

CONSTRUCTION TYPE: 1B, NONCOMBUSTIBLE

3 OCCUPIED WITH ROOFTOP PENTHOUSES 

(ALLOWED 5 PER TABLE 503 FOR USE GROUP 
A-1.)

NUMBER OF STORIES:

APPROXIMATE AREAS: FIRST FLOOR 

TOTAL

146,605 SF

378,686 SF

OCCUPANCY LOAD (1004.1):

2,634

BUILDING TOTAL 10,518

AUTOMATIC SPRINKLER:

1ST FLOOR

(REQUIRES 4 EXITS) =

5,530

FIRE 

SEPARATION 
DISTANCE:

FULL AUTOMATIC PROVIDED 

AND ATRIUM REQUIRED.

GREATER THAN 30 FEET TO ADJACENT 

BUILDINGS. 

APPROXIMATE HEIGHT: 65 FEET TO TOP OF PENTHOUSE 

(LIMITED TO 160 FEET PER TABLE 503)

AREA 

INCREASES 
(506.3):

NOT REQUIRED - AREA 

UNLIMITED PER TABLE 503

AREA OF 

OPENINGS (705.8):
UNLIMITED FOR FIRE 

SEPARATION DISTANCE PER 
TABLE 705.8

SECOND FLOOR 142,020 SF

THIRD FLOOR 68,978 SF

SECOND FLOOR

(REQUIRES 4 EXITS) =

2,354

THIRD FLOOR

(REQUIRES 4 EXITS) =

(ALLOWED 

UNLIMITED AREA 

PER TABLE 503 FOR 

NON-SEPARATED 
USES AND 79,000 

FOR S-2)

INTERIOR WHERE SUPPORTING ROOF ONLY 1

SUPPORTING ROOF ONLY (EQUIPMENT PENTHOUSE 
COLUMNS)

1

SHAFT ENCLOSURES (PER 713.4)

1

ATRIA: THE BUILDING INCLUDES TWO 

TWO-STORY ATRIA AND ONE 

THREE-STORY ATRIUM WITH 
AN AUTOMATIC SMOKE 

CONTROL SYSTEM

PENTHOUSE FLOOR (PER 1509.2.5) EXCEPTION 1

2

PENTHOUSES: 1/3 OF AREA OF SUPPORTING 

DECK

UL DESIGN CLASSIFICATIONS:
-COLUMNS X772; X697
-FLOOR/CEILING D916
-ROOF S735
-WALLS SEE "WALL TYPES" CHART

PROVIDE SPRAY FIRE-PROOFING FOR CONCEALED AREAS AND THIN FILM 
INTUMESCENT FIRE-PROOFING FOR EXPOSED TO VIEW AREAS.

REFER TO SHEET G-4.4 FOR SPECIAL INSPECTIONS AND WIND DESIGN 
CRITERIA

a

b,c

MECH PENTHOUSE 21,083 SF
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AREA A AREA 
C

AREA A

AREA B

AREA B AREA 
D

AREA 
D

AREA F

AREA C AREA E

AREA E

AREA F

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

FIREPROOFING NOTES                          
1. THE FIREPROOFING PLANS ARE INTENDED TO IDENTIFY 

LOCATIONS WHERE DIFFERENT TYPES OF SPRAY FIRE-
RESISTANT MATERIALS (SFRM) AND MASTIC AND  
INTUMESCENT FIRE RESISTIVE COATINGS (MIFRC) ARE TO BE 
LOCATED, INCLUDING 078100 "APPLIED FIREPROOFING" AND 
078123 "INTUMESCENT FIREPROOFING" USED FOR 
PROTECTING FLOOR DECKING, ROOF DECKING AND 
STRUCTURAL STEEL FOR SUPPORTING EITHER FLOOR OR 
ROOF ASSEMBLIES.

2. ALL SPRAYED FIRE-RESISTANT MATERIALS (SFRM & MIFRC) TO 
BE INSTALLED IN ACCORDANCE WITH SPECIFICATIONS 078100 
"APPLIED FIREPROOFING," 078123 "INTUMESCENT 
FIREPROOFING," 2013 EDITION OF KENTUCKY BUILDING CODE 
AND NOTES ON FIRE PROOFING PLANS.  REFERENCE TO "FIRE 
RESISTANT RATED MATERIALS" IN THESE GENERAL NOTES 
WILL BE THE SAME WITH SPRAY FIRE-RESISTANT MATERIALS 
(SFRM) INCLUDING APPLIED FIREPROOFING AND 
INTUMESCENT FIREPROOFING.

3. WHERE COLUMNS ARE REQUIRED TO HAVE PROTECTION TO 
BE FIRE-RESISTANCE RATED, THE ENTIRE COLUMN SHALL BE 
PROVIDED WITH INDIVIDUAL ENCASEMENT PROTECTION BY 
PROTECTING IT ON ALL SIDES FOR THE FULL COLUMN 
LENGTH, INCLUDING CONNECTIONS TO OTHER STRUCTURAL 
MEMBERS, WITH MATERIALS HAVING THE REQUIRED FIRE-
RESISTANCE RATING.  WHERE THE COLUMN EXTENDS 
THROUGH A CEILING, THE ENCASEMENT PROTECTION SHALL 
BE CONTINUOUS FROM THE TOP OF THE FOUNDATION OR 
FLOOR/CEILING ASSEMBLY BELOW THROUGH THE CEILING 
SPACE TO THE TOP OF THE COLUMN.

4. IF NON-RATED STRUCTURAL STEEL ITEMS ARE ATTACHED TO 
THE SURFACE OF A COLUMN OR OTHER STRUCTURAL 
MEMBER REQUIRING PROTECTION TO BE FIRE-RESISTANCE 
RATED, THE RATING MAY NOT BE INTERRUPTED.  THE NON-
RATED ITEM MUST BE INSTALLED OVER THE FIRE-RESISTANCE 
RATED MATERIAL OR BE INCLUDED WITHIN THE FIRE-
RESISTANCE RATING.

5. INSTALLATION/APPLICATION OF FIRE-RESISTANT RATED 
MATERIALS TO STRUCTURAL MEMBERS MUST BE PERFORMED 
PRIOR TO INSTALLATION OF OTHER ITEMS THAT MAY 
PREVENT FIRE-RESISTANT RATED MATERIAL APPLICATION TO 
ALL REQUIRED SURFACES OF THE STRUCTURAL MEMBER.

6. ALL FIRE-RESISTANT RATED MATERIALS MUST BE APPLIED IN 
TEMPERATURES AND WEATHER CONDITIONS CONDUCIVE TO 
APPLICATION REQUIREMENTS FOR EACH FIRE-RESISTANT 
RATED MATERIAL AND PER MANUFACTURES 
RECOMMENDATIONS.  IN ADDITION, AFTER 
INSTALLATION/APPLICATION ALL FIRE-RESISTANT RATED 
MATERIALS MUST BE FULLY PROTECTED FROM WEATHER 
CONDITIONS UNTIL STRUCTURE IS WEATHER TIGHT.

7. STEEL FABRICATOR TO PREPARE STEEL AND/OR APPLY 
APPROVED PRIMER THAT MEETS THE REQUIREMENTS OF THE 
(SFRM & MIFRC) MANUFACTURER AND TO MEET U.L. TESTED 
ASSEMBLY.

8. FULLY PREPARE EXISTING PAINTED AND/OR UNPAINTED 
STEEL COLUMNS PER (SFRM & MIFRC) MANUFACTURER 
REQUIREMENTS TO MEET U.L. TESTED ASSEMBLY.  THIS 
INCLUDES STRIPPING OF EXISTING COATINGS OR GRINDING 
EXISTING STEEL SURFACES IF REQUIRED BY THE (SFRM OR 
MIFRC) MANUFACTURER.

9. REFER TO STRUCTURAL SHEETS FOR STEEL FRAMING.
10. REFER TO AND COORDINATE SFRM AND MIFRC APPLICATION 

TO OPTIMIZE SEQUENCE OF OTHER TRADE-WORK INCLUDING 
MECHANICAL AND ELECTRICAL WORK.

11. CROSS BRACING IS REQUIRED TO RECEIVE FIRE-PROOFING.
12. PRIME ALL STEEL SCHEDULED TO "NOT" RECEIVE 

FIREPROOFING MATERIALS.
13. REFER TO TABLE 704.10 FOR 1-HOUR INTUMESCENT SPRAY 

FIRE-PROOFING ON EXTERIOR STEEL CANOPIES AT 
ENTRANCES.

14. PROVIDE HIGH-DENSITY SPRAY-APPLIED FIREPROOFING IN ALL 
CEILING AREAS.

15. REFER TO STRUCTURAL DRAWINGS, AND EXISTING DRAWINGS 
FOR BEAM AND BAR JOIST LOCATIONS.  PROVIDE RATED 
ASSEMBLY ON WEBBING.

16. FIRE-PROOFING REQUIRED IN ALL AREAS DESIGNATED AS 
SHELL SPACE.

FIREPROOFING COLUMN LEGEND

NEW STEEL COLUMN WITH SPRAY APPLIED 
FIREPROOFING, ALLOW FOR CLEARANCES WITH NEW 
WORK.
NEW STEEL RECTANGULAR TUBE COLUMN WITH SPAY 
APPLIED FIREPROOFING

NEW STEEL WIDE FLANGE COLUMN WITH INTUMESCENT 
FIREPROOFING

NEW STEEL RECTANGULAR TUBE COLUMN WITH 
INTUMESCENT FIREPROOFING

NEW 24" DIAMETER ROUND 2 HOUR CAST-IN-PLACE 
CONCRETE COLUMN

EXISTING STEEL WIDE-FLANGE COLUMN IN SHALL 
RECEIVE PREP, PRIMER AND SPRAY APPLIED 
FIREPROOFING

EXISTING STEEL WIDE FLANGE COLUMN WITH AN 
EXISTING CLAY TILE FIREPROOFING UP TO 20'. PREP, 
PRIME AND APPLY SPRAY APPLIED FIREPROOFING 
FOR THE REMAINDER OF THE COLUMN HEIGHT

EXISTING 2 HOUR EQUIVALENT STEEL COLUMN WITHIN 
EXISTING WALL. NO ADDITIONAL FIREPROOFING 
NECESSARY

EXISTING WIDE FLANGE SHALL RECEIVE PREP, 
PRIMER AND INTUMESCENT FIRE PROOFING.

NEW STEEL CIRCULAR COLUMN WITH INTUMESCENT 
FIREPROOFING, ALLOW FOR CLEARANCES WITH NEW 
WORK.

2 PCO 140

2-HOUR SPRAY APPLIED FIREPROOFING ON CONCRETE DECK 
AND SUPPORTING STRUCTURE (BEAMS ARE STEEL IN 
SECTIONS ENCASED IN CONCRETE). PROVIDE STEEL LATTICE 
AS NECESSARY FOR ADHERING SPRAY APPLIED FIRE 
PROOFING.

2-HOUR SPRAY APPLIED FIREPROOFING ON SUPPORTING 
STEEL STRUCTURE ONLY. NOTE: COMPOSITE FLOOR DECK 
IS SUFFICIENT THICKNESS TO ACHIEVE 2 HOUR FIRE 
RATING.

1-HOUR SPRAY APPLIED FIREPROOFING ON 
SUPPORTING STRUCTURE AND 1-HOUR SPRAY APPLIED 
FIREPROOFING ON DECK

1-HOUR SPRAY APPLIED FIREPROOFING ON 
SUPPORTING STRUCTURE ONLY.

FIREPROOFING LEGEND

TABLE 601

              TYPE I

BUILDING ELEMENT        B

FIRE-RESISTANCE RATING REQUIREMENTS FOR BUILDING 
ELEMENTS (hours)

STRUCTURAL FRAME           2

BEARING WALLS
EXTERIOR           2
INTERIOR           2

NONBEARING WALLS AND PARTITIONS       
EXTERIOR           0

NONBEARING WALLS AND PARTITIONS
INTERIOR           0

FLOOR CONSTRUCTION
INCLUDING SUPPORTING BEAMS AND JOISTS           2

ROOF CONSTRUCTION
INCLUDING SUPPORTING BEAMS AND JOISTS           1

a

a

c

For SI: 1 foot = 304.8mm

a. Roof supports: Fire-resistance ratings of primary structural 
frame and bearing walls are permitted to be reduced by 1 hour 
where supporting a roof only. 

b. Except in Group F-1, H, M and S-1 occupancies, fire 
protection of structural members shall not be required, 
including protection of roof framing and decking where every 
part of the roof construction is 20 feet or more above any floor 
immediately below. Fire-retardant-treated wood members 
shall be allowed to be used for such unprotected members. 

c. In all occupancies, heavy timber shall be allowed where a 1-
hour or less fire-resistance rating is required. 

d. An approved automatic sprinkler system in accordance with 
Section 903.3.1.1 shall be allowed to be substituted for 1-
hour-fire-resistance-rated construction, provided such system 
is not otherwise required by other provisions of the code or 
used for an allowable area increase in accordance with 
Section 506.3 or an allowable height increase in accordance 
with Section 504.2. The 1-hour substitution for the fire 
resistance of exterior walls shall not be permitted. 

e. Not less than the fire-resistance rating required by other 
sections of this code. 

f. Not less than the fire-resistance rating based on fire 
separation distance (see Table 602)

g. Not less than the fire-resistance rating as referenced in 
Section 704.10. 

2013 KENTUCKY BUILDING CODE 
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C

AREA 
C

AREA E

AREA 
D

AREA FAREA B AREA D

AREA E

AREA F

AREA A

AREA B

OPEN TO BELOW

STUDENT CENTER (AREAS A-F)

LEVEL 01 146,605
LEVEL 02 142,020
LEVEL 03   68,978
MECH PENT   21,083

TOTAL 378,686 SF

TOTAL BUILDING GROSS AREA

RENOVATED PORTIONS OF STUDENT CENTER (AREAS A-B)

ALUMNI GYM
LEVEL 01 18,498
LEVEL 02 17,615
SUB-TOTAL 36,113

1938 STUDENT UNION
LEVEL 01 22,342
LEVEL 02 22,342
LEVEL 03 18,023
MECH PENT   1,494
SUB-TOTAL 64,201

TOTAL          100,314 SF

NEW PORTIONS OF STUDENT CENTER (AREAS C-F)

LEVEL 01          105,765
LEVEL 02          102,063
LEVEL 03 50,955
MECH PEN 19,589

TOTAL          278,372 SF
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MATERIAL SYMBOLS
WHERE BUILDING MATERIALS OR SYSTEMS ARE SHOWN ON DRAWINGS, BUT ARE NOT SPECIFICALLY INDICATED BY NOTES, FURNISH AND INSTALL COMPLETE 
BUILDING SYSTEMS CONSISTENT WITH INDUSTRY STANDARD DESIGNATIONS.  REPRESENTATIVE SAMPLES OF MATERIAL SYMBOLS ARE SHOWN BELOW. REFER 
TO THE CURRENT EDITION OF THE AIA ARCHITECTURAL GRAPHIC STANDARDS AND OTHER CONTRACT DRAWINGS FOR A MORE COMPREHENSIVE RANGE OF 
MATERIAL SYMBOL DESIGNATIONS.  

RIGID INSULATION

BATT INSULATION

PLYWOOD (ROUGH 
OR FOR 
ARCHITECTURAL 
WOODWORK)

PARTICLE BOARD

EARTH

GRANULAR BASE

CONCRETE

STEE
L

STRUCTURAL STEEL
SHAPES

CONTINUOUS 
WOOD FRAMING 
AND BLOCKING

WOOD-FINISH

EXISTING 
BUILDINGS
AND STRUCTURES

INTERIOR GYPSUM
BOARD OR 
EXTERIOR
GYPSUM SHEATHING

CONCRETE
MASONRY UNITS

ACOUSTICAL 
CEILING (IN 
SECTION)

BRICK

NON-CONTINUOUS
WOOD BLOCKING

FIRE PROOFING

FIRE 
SAFING

OR

GROU
T

INSULATED GLAZING

SPRAY INSULATION

ALUMINUM

SPRAY INTUM.

FASTENERS 
(1/2" MINIMUM)

EXPANSION 
JOINT MATERIAL 
AND SEALANT

WATERSTOP AT 
CONC JOINT
(HORIZONTAL AND 
VERTICAL)

BACKER ROD 
AND SEALANT

MINERAL-WOOL 
BOARD INSULATION

GRAPHIC SYMBOLS
WHERE GRAPHIC SYMBOLS ARE SHOWN ON DRAWINGS, BUT ARE NOT SPECIFICALLY INDICATED BY NOTES OR TAG REFERENCES, FURNISH AND INSTALL COMPLETE 
BUILDING SYSTEMS CONSISTENT WITH THE BASIC BUILDING COMPONENTS UTILIZED. 

MANUAL PROJECTION 
SCREEN.
VERIFY OWNER'S PROJECTOR
THROW LENGTH

ELECTRIC PROJECTION 
SCREEN AND 
PROJECTOR MOUNT

VENTED OR NON-VENTED 
HOOD RESIDENTIAL 
EQUIPMENT

REFRIGERATOR

DISHWASHER

MICROWAVE

FLOOR DRAIN
(SLOPE TO DRAIN)

NEW DOOR, FRAME, AND
HARDWARE

FUTURE DOOR

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE 
REMOVED

FIRE EXTINGUISHER AND
CABINET - MATCH WALL RATING

FIRE EXTINGUISHER AND 
WALL BRACKET

AUDIO-VISUAL 
EQUIPMENT PODIUM

PORTABLE AUDIO-VISUAL
EQUIPMENT RACK

FREE-STANDING MONITOR
BRACKET

FLAT SCREEN MONITOR
BRACKET

SURFACE MOUNTED
CORNER GUARD

MARKER OR BULLETIN 
BOARD

ADA BOLLARD W/ OPERATOR

EPM

M

-12'   0"

MONITOR

MONITOR

A.V.

F.E.

F.E.C.

A/V

F.D.FUTURE WALL OR
WALL TO BE REMOVED

REFRIGERATOR

DISHWASHER

MICROWAVE

M.B. B.B.

8' 4'

e
ROLLER SHADE
(MANUAL AND ELECTRIC)

BOLLARD
SOLID W/ CAP

ACCESS PANEL (2 'X 2' MIN.) OR 
ROOF HATCH 

STEEL LADDER
(SAFETY CAGE)

FIRE-RATED SHAFT

REF.

DRINKING FOUNTAIN/
ELECTRIC WATER COOLER 
BOTTLE FILLER

D.F.

TURNSTILE

DW

MW

CARD READER C.R.

AUTOMATIC ELECTRIC 
DEFIBRILLATOR CABINET
(INTERNAL EQUIPMENT IS 
OFOI)

A.E.D
.

HIGH-LOW (ADA ACCESSIBLE) 
DRINKING FOUNTAINS WITH 
COMBINATION BOTTLE FILLER

T.A.
ROOF TIEBACK ANCHOR

1. THE TRADE SUBCONTRACTORS (CONTRACTOR) SHALL CAREFULLY EXAMINE ALL OF THE 
CONTRACT DOCUMENTS, AND BY BIDDING THE WORK HAVE FOUND THEM IN ALL 
RESPECTS TO BE COMPLETE, ACCURATE, CONSISTENT, COORDINATED, AND SUFFICIENT 
FOR CONSTRUCTION. CONTRACTORS SHALL REQUEST CLARIFICATIONS OF ANY 
INCONSISTENCIES DURING THE BIDDING PERIOD. IT SHALL BE THE CONTRACTOR'S 
RESPONSIBILITY TO COORDINATE ALL APPLICABLE DRAWINGS AND THE APPROPRIATE 
SPECIFICATIONS AS A UNIT. SCOPE SHALL INCLUDE COORDINATING OF PRIOR AND 
SUBSEQUENT BID PACKAGES AS IDENTIFIED BY CM. 

2. THE TERM TRADE SUBCONTRACTOR, OR CONTRACTOR IS USED IN THESE NOTES TO 
IDENTIFY THE PARTY WHO IS CONTRACTED TO THE CONSTRUCTION MANAGER AND WHO 
CAUSES THE WORK OF THE CONTRACT TO BE PERFORMED EITHER BY HIS OWN FORCES 
OR BY OTHER CONTRACTORS RETAINED BY HIM. THE CONSTRUCTION MANAGER (CM) WILL 
COORDINATE AND SUPERVISE THE WORK OF ALL SUB CONTRACTORS.  HE SHALL BE 
RESPONSIBLE FOR GIVING ALL TRADES SUCH INFORMATION, PLANS OR DETAILS AS MAY 
BE REQUIRED FOR THE PROPER INSTALLATION AND COMPLETION OF THEIR WORK.

3. THE CONTRACTOR SHALL DO THIS WORK IN ACCORDANCE WITH LOCAL LAWS AND 
ORDINANCES HAVING JURISDICTION. OTHER THAN THE KDHB&C BASIC BUILDING PERMIT, 
THE CONTRACTOR SHALL OBTAIN ALL OTHER KDHB&C PERMITS AND APPROVALS AS 
REQUIRED BY LAW FOR THE COMPLETION OF THE WORK AND ISSUANCE OF A FULL 
CERTIFICATE OF OCCUPANCY. REVIEW FEES ARE TO BE PAID BY THE RESPECTIVE TRADE 
CONTRACTOR.

4. THE SUBMISSION OF A PROPOSAL BY THE CONTRACTOR WILL BE CONSTRUED AS 
EVIDENCE THAT A CAREFUL AND THOROUGH EXAMINATION OF THE EXISTING CONDITIONS 
FOUND ON THE SITE HAS BEEN MADE AND LATER CLAIMS FOR LABOR, MATERIALS OR 
EQUIPMENT REQUIRED OR FOR DIFFICULTIES ENCOUNTERED, WHICH COULD HAVE BEEN 
FORESEEN HAD SUCH AN EXAMINATION BEEN MADE, WILL NOT BE RECOGNIZED. IT SHALL 
ALSO CONSTITUTE A REPRESENTATION THAT THE CONTRACTOR HAS CHECKED AND 
VERIFIED ALL QUANTITIES, WORK AND MATERIALS INVOLVED AND THAT HE SHALL TAKE 
RESPONSIBILITY FOR ANY DEFICIENCIES THEREIN. REFER TO WORK OF ALL ISSUED BID 
PACKAGES.

5. BEFORE ORDERING ANY MATERIAL OR DOING ANY WORK, EACH TRADE SHALL VERIFY 
ALL MEASUREMENTS IN THE FIELD AND SHALL BE RESPONSIBLE FOR THE CORRECTNESS 
OF SAME.  NO EXTRA CHARGE OR COMPENSATION WILL BE ALLOWED ON ACCOUNT OF 
DIFFERENCE BETWEEN ACTUAL DIMENSIONS AND THE MEASUREMENTS INDICATED ON 
THE DRAWINGS; ANY DISCREPANCIES BETWEEN THE DRAWINGS AND FIELD CONDITIONS 
WHICH MAY BE FOUND SHALL BE SUBMITTED TO THE ARCHITECT FOR CONSIDERATION 
AND CLARIFICATION BEFORE PROCEEDING WITH THE WORK.

6. ALL OF THE DRAWINGS AND CONSTRUCTION NOTES ARE COMPLIMENTARY AND WHAT IS 
CALLED FOR BY EITHER WILL BE BINDING AS IF CALLED FOR BY ALL:  ANY WORK SHOWN 
OR REFERRED TO ON ANY ONE DRAWING SHALL BE PROVIDED AS THOUGH SHOWN ON ALL 
DRAWINGS.  WHENEVER AN ITEM IS SPECIFIED AND/OR SHOWN ON THE DRAWINGS BY 
DETAIL OR REFERENCE IT SHALL BE CONSIDERED TYPICAL FOR OTHER ITEMS WHICH ARE 
OBVIOUSLY INTENDED TO BE THE SAME EVEN THOUGH NOT SO DESIGNATED OR 
SPECIFICALLY NAMED BUT DO SERVE THE SAME FUNCTION.

7. THE WORK TO BE PERFORMED CONSISTS OF FURNISHING ALL LABOR, EQUIPMENT, 
TOOLS, TRANSPORTATION, SUPPLIES, FEES, MATERIALS, AND SERVICES IN ACCORDANCE 
WITH THESE NOTES AND DRAWINGS AND PERFORMING ALL OPERATIONS NECESSARY TO 
CONSTRUCT AND INSTALL COMPLETE AND IN SATISFACTORY CONDITION THE VARIOUS 
MATERIALS AND EQUIPMENT AT THE LOCATIONS SHOWN.  IT IS INTENDED THAT THE 
PROJECT INCLUDE EVERYTHING REQUISITE AND NECESSARY TO FINISH THE ENTIRE WORK 
PROPERLY, NOTWITHSTANDING THE FACT THAT FULL DETAILS OF EVERY ITEM 
NECESSARILY INVOLVED MAY NOT BE SPECIFICALLY MENTIONED OR SHOWN.  ANY ITEM 
WHICH MAY BE REASONABLY CONSTRUED AS INCIDENTAL TO THE PROPER AND 
SATISFACTORY COMPLETION OF THE WORK IN ACCORDANCE WITH THE INTENT OF THESE 
NOTES AND DRAWINGS IS HEREBY INCLUDED.

8. THE CONTRACTOR SHALL ABIDE BY AND COMPLY WITH THE TRUE INTENT AND MEANING 
OF THE DRAWINGS AND NOTES TAKEN AS A WHOLE AND SHALL NOT AVAIL HIMSELF OF 
ANY OBVIOUS ERRORS OR OMISSIONS, SHOULD ANY EXIST.  SHOULD ANY ERROR OR 
DISCREPANCY APPEAR OR ANY DOUBT ARISE AS TO THE TRUE MEANING OF THE 
DRAWINGS OR NOTES, THE CONTRACTOR SHALL BRING SUCH ITEMS TO THE ATTENTION 
OF THE ARCHITECT BEFORE SUBMISSION OF PROPOSAL FOR EXPLANATION OR 
CORRECTION OF SAME. AFTER THE SUBMISSION OF PROPOSAL, THE CONTRACTOR WILL 
BE HELD RESPONSIBLE FOR ALL SUCH ITEMS. 

9. THE CHARACTER AND SCOPE OF THE WORK ARE ILLUSTRATED BY THE DRAWINGS AND 
NOTES.  TO INTERPRET AND EXPLAIN THE DRAWINGS OTHER INFORMATION DEEMED 
NECESSARY BY THE ARCHITECT WILL BE FURNISHED TO THE CONTRACTOR WHEN AND AS 
REQUIRED BY THE WORK AND IT IS TO BE UNDERSTOOD THAT SAID ADDITIONAL 
INFORMATION OR DRAWINGS ARE TO BE OF EQUAL FORCE WITH THESE. 

10. FULL SIZE OR LARGE SCALE DETAILS OR DRAWINGS SHALL GOVERN SMALL SCALE 
DRAWINGS WHICH THEY ARE INTENDED TO AMPLIFY.  DETAILS OR CONDITIONS INDICATED 
FOR A PORTION OF THE WORK BUT NOT CARRIED OUT FULLY FOR OTHER PORTIONS 
SHALL APPLY THROUGHOUT TO ALL SIMILAR PORTIONS EXCEPT AS OTHERWISE 
SPECIFICALLY NOTED.  IN EVERY CASE THE GREATER QUANTITY, OR A MORE EXPENSIVE 
ITEM OR METHOD SHALL BE ASSUMED OVER A LESSER QUANTITY OR A LESS EXPENSIVE 
ONE AND DIMENSIONS SHALL BE FIGURED RATHER THAN DETERMINED BY RULE OR SCALE.

11. THE CONTRACT DOCUMENTS (PLANS/SPECS/FRONT END) ARE COMPLEMENTARY, AND 
WHAT IS REQUIRED BY ONE SHALL BE AS IF REQUIRED BY ALL. 

12. THE SPECIFICATIONS ARE NOT INTENDED TO BE A COMPREHENSIVE LIST OF THE WORK 
INTENDED. FURTHER, IN THE EVENT OF CONFLICTS OR INCONSISTENCIES, THE 
FOLLOWING SHALL CONTROL: FIGURES GIVEN ON PLANS SHALL RULE OVER SCALED 
MEASUREMENTS; LARGER SCALE PLANS SHALL GOVERN, THE REQUIREMENTS OF 
SPECIFICATIONS SHALL GOVERN OVER DRAWINGS.

13. THE ARCHITECT/ENGINEER HAS MADE CERTAIN BASIS OF DESIGN SELECTIONS. EACH 
SUBCONTRACTOR OR TRADE CONTRACTOR SHALL NOTIFY THE CONSTRUCTION MANAGER 
UPON AWARD OF CONTRACT OF ANY SYSTEM REQUIREMENTS THAT WILL ALTER 
DIMENSIONS AS SHOWN ON DRAWINGS AS A RESULT OF ACTUAL APPROVED PRODUCTS.  
ALL CONTRACTORS OF ADJACENT WORK SHALL PROVIDE NECESSARY QUANTITY 
REVISIONS WITHOUT ADDITIONAL COST. IT IS THE RESPONSIBILITY OF THE VENDOR TO 
PROVIDE ANY ADDITIONAL COMPONENTS REQUIRED FOR ALTERNATIVE SYSTEMS THAT 
ARE NOT THE BASIS OF DESIGN.

14. THE PROJECT HAS BEEN DESIGNED AND DETAILED FOR THE SPECIFIC MATERIALS AND 
EQUIPMENT SPECIFIED.  NO SUBSTITUTIONS SHALL BE MADE WITHOUT THE EXPRESS 
WRITTEN CONSENT OF THE ARCHITECT AND OWNER.  IF THE SPECIFIED MATERIAL IS NOT 
AVAILABLE, THE CONTRACTOR SHALL PROPOSE AN ALTERNATE MATERIAL AND SHALL 
PROVIDE DRAWINGS, SAMPLES, SPECIFICATIONS, MANUFACTURER'S LITERATURE, 
PERFORMANCE DATE, ETC. IN ORDER THAT THE ARCHITECT CAN EVALUATE THE 
PROPOSED SUBSTITUTION.  IF THE SUBSTITUTION AFFECTS A CORRELATED FUNCTION, 
ADJACENT CONSTRUCTION, OR THE WORK OF ANY OTHER CONTRACTOR OR TRADE, THE 
NECESSARY CHANGES AND MODIFICATIONS TO THE AFFECTED WORK SHALL BE 
SUBMITTED WITH THE SUBSTITUTION AND ACCOMPLISHED BY THE CONTRACTOR AT NO 
ADDITIONAL EXPENSE TO THE OWNER.  NO REQUESTS FOR SUBSTITUTIONS WILL BE 
ENTERTAINED BY THE ARCHITECT DUE TO CONTRACTOR'S FAILURE TO ORDER MATERIALS 
IN A TIMELY MANNER.

15. THE STANDARD SPECIFICATIONS OF THE MANUFACTURERS APPROVED FOR USE IN THE 
PROJECT ARE HEREBY MADE A PART OF THESE NOTES WITH THE SAME FORCE AND 
EFFECT AS THOUGH HEREIN WRITTEN OUT IN FULL, EXCEPT THAT WHEREVER THE 
DRAWINGS REQUIRE HEAVIER MEMBERS, BETTER QUALITY MATERIALS OR ARE 
OTHERWISE MORE STRINGENT, THESE STRINGENT REQUIREMENTS SHALL GOVERN.

16. TRADE SUBCONTRACTORS SHALL KEEP A CURRENT SET OF THE CONSTRUCTION 
DRAWINGS ON THE JOB SITE DURING ALL PHASES OF THE WORK.

17. THE CM WILL KEEP A CURRENT EDITION OF THE KENTUCKY BUILDING CODE AT THE JOB 
SITE AND REFER TO IT FOR ISSUES PERTAINING TO CODE COMPLIANCE.

18. THE CM WILL PREPARE A SUBMITTAL SCHEDULE AND SUBMIT SHOP DRAWINGS FOR 
ALL EQUIPMENT AND MATERIALS PRIOR TO FABRICATION AS PER THE SPECIFICATIONS.

19. THE TRADE SUBCONTRACTORS SHALL COMPLY WITH ALL OCCUPATIONAL SAFETY AND 
HEALTH ADMINISTRATION (OSHA) REGULATIONS THAT APPLY TO THE WORK ASSOCIATED 
WITH THE PROJECT. THE CM WILL SUBMIT A SAFETY PLAN DESCRIBING HOW THE WORK 
WILL BE COMPLETED AS WELL AS CONFINED SPACE ENTRY METHODS.

20. THE TRADE SUBCONTRACTORS SHALL STABILIZE AND SECURE BUILDING COMPONENTS 
AS REQUIRED.

21. ALL CONTRACTORS SHALL FOLLOW ASTM STANDARDS FOR INSTALLATION 
REQUIREMENTS.

22. INSTALL ALL DOORS, EQUIPMENT, AND BUILDING COMPONENTS WITH DIMENSIONAL 
TOLERANCES IN COMPLIANCE WITH THE AMERICANS WITH DISABILITIES ACT (AND ANSI). 
WHERE CONFLICTS EXIST WITH THE CONTRACT DOCUMENTS, NOTIFY ARCHITECT PRIOR 
TO PROCEEDING.

23. IN THE EVENT THE CONTRACTOR UNEXPECTEDLY ENCOUNTERS ON THE SITE 
MATERIAL REASONABLY BELIEVED TO BE ASBESTOS, POLYCHLORINATED BIPHENYL (PCB) 
OR OTHER CLASSIFIED HAZARDOUS MATERIAL OR CONTAMINATED MATERIAL, NOTIFY THE 
CONSTRUCTION MANAGER OF THE DISCOVERY OF ANY HAZARDOUS MATERIALS AND 
IMMEDIATELY STOP WORK AND REPORT FINDINGS TO OWNER'S DEPARTMENT OF 
ENVIRONMENTAL HEALTH AND SAFETY AND CONSTRUCTION MANAGER IN WRITING AND 
DO NOT RESUME WORK UNTIL MITIGATION APPROACH IS IDENTIFIED.

24. CONTRACTORS SHALL ASSUME THAT DIGITAL DRAWING FILES ARE NOT AVAILABLE 
WITHOUT RESTRICTIONS UNLESS NOTED OTHERWISE IN SPECIFICATION SECTIONS: REFER 
TO SUMMARY OF WORK SPEC.

25. ALL DIMENSIONS SHOWN ON PLANS ARE TO CENTERLINE OF COLUMN, FACE OF 
MASONRY/CONCRETE/METAL FRAMING AND DO NOT INCLUDE THICKNESS OF FINISHES 
SUCH AS DRYWALL UNLESS OTHERWISE NOTED.  CONTRACTOR SHALL NOT SCALE 
DRAWINGS FOR DIMENSIONS. REFER TO ENLARGED PLANS FOR ADDITIONAL DIMENSIONS.

26. CONTRACTORS AND SUBCONTRACTORS SHALL VERIFY ALL DIMENSIONS IN THE FIELD 
PRIOR TO BEGINNING CONSTRUCTION OR ORDERING ANY MATERIALS. USE OF 
ESTABLISHED DIMENSIONS IS NOT PERMITTED UNLESS NOTED OTHERWISE IN 
SPECIFICATION SECTIONS.

27. ALL DIMENSIONS ON INTERIOR ROOM ELEVATIONS ARE TO FACE OF FINISH UNLESS 
OTHERWISE NOTED.  FIELD VERIFY ALL DIMENSIONS.

28. PROVIDE BLOCKING FOR CASEWORK, TOILET ACCESSORIES, MARKER AND BULLETIN 
BOARDS, TV BRACKETS, RAILS, GRAB BARS, CORNER GUARDS, WALL & CEILING MOUNTED 
EQUIPMENT, OWNER FURNISH CONTRACTOR INSTALLED ITEMS, AND OWNER FURNISHED 
OWNER INSTALLED ITEMS. PROVIDE FIRE TREATED MATERIAL WHERE REQUIRED BY THE 
KENTUCKY BUILDING CODE.

29. PROVIDE PRESSURE TREATED BLOCKING AT EXTERIOR LOCATIONS AS SHOWN OR AS 
REQUIRED FOR WARRANTY SYSTEM PERFORMANCE.  ISOLATE P.T. WOOD FROM METALS 
WITH SLIP SHEET OR UTILIZE DOUGLAS FIR.

30. PROVIDE SHIMS BETWEEN BUILDING SYSTEMS AND COMPONENTS AS REQUIRED FOR 
PROPER ALIGNMENT. AT EXTERIOR WALLS, FILL WITH INSULATION AND SEALANT.

31. SEPARATE NON-COMPATIBLE METALS AND DISSIMILAR MATERIALS TO PREVENT 
GALVANIC ACTION.

GENERAL NOTES
32. INSTALL SEALANT BETWEEN BUILDING SYSTEMS AT BOTH INTERIOR AND EXTERIOR 
LOCATIONS TO ENSURE A WATERTIGHT ENCLOSURE.  UTILIZE SHIMS, JOINT MATERIALS, 
AND BACKER RODS IN ORDER TO CONTAIN SEALANT. REFER ALSO TO SPECIFICATIONS FOR 
ADDITIONAL REQUIREMENTS.

33. LOCATIONS OF TEMPERED AND LAMINATED SAFETY GLAZING SHALL BE PROVIDED 
WHERE NOTED, AND AS REQUIRED BY THE CURRENT EDITION OF THE KENTUCKY BUILDING 
CODE. REFER ALSO TO SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS.

34. ALL FLOOR OPENINGS AND CHASES SHALL BE CURBED OR SEALED TO PREVENT 
LEAKAGE TO LOWER FLOORS. PROVIDE FIRE-RATINGS AS REQUIRED BY CODES.  AT 
GRATED OR PLATED OPENINGS, PROVIDE ADDITIONAL BRACING AND SUPPORTS AS 
REQUIRED BY ACTUAL MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE PROTECTION 
CONFIGURATIONS.

35. PROVIDE FIRE STOPPING, AND FIRE RATED ASSEMBLIES IN ALL RATED WALLS AND 
FLOORS. PROVIDE FIRE-SAFING MATERIAL FOR ALL PENETRATIONS OF RATED ASSEMBLIES 
IN COMPLIANCE WITH CODE ACCEPTANCE ASSEMBLIES, INCLUDING AT EXTERIOR CURTAIN 
WALL.

36. PROVIDE ACCESS PANELS WHERE REQUIRED FOR ACCESS TO ALL ACTIVE 
COMPONENTS OF EQUIPMENT INCLUDING MECHANICAL ELECTRICAL ITEMS.  WHERE 
ACCESS PANEL SIZE IS NOT SHOWN, PROVIDE 2' X 2' PANEL. ACCESS PANELS SHALL MATCH 
RATINGS OF SURROUNDING WALLS OR CEILINGS. REFER TO MEP DRAWINGS FOR 
ADDITIONAL LOCATIONS.

37. PROVIDE DRYWALL CONTROL JOINTS PER ASTM C-840 AND WHERE REQUIRED TO 
PREVENT CRACKING.

38. PROVIDE KNEE-WALL BRACES AT ALL WALLS THAT DO NOT GO TO CEILING (4' ON 
CENTER, BOLTED TO FLOOR).

39. ALL WALLS, BULKHEADS, AND SOFFITS TO RECEIVE PAINT IF NOT SCHEDULED 
OTHERWISE.

40. THE INTENT OF ALL EXTERIOR BUILDING SYSTEMS IS FOR THE CONTRACTOR TO INSTALL 
IN AN INTEGRATED METHOD AND LEVEL OF CRAFTSMANSHIP AS TO PROVIDE A 
CONTINUOUS WATERTIGHT ENVELOPE.

41. THE CONTRACTOR SHALL SUBMIT ALL FABRICATION SHOP DRAWINGS, SAMPLES, AND 
FIXTURE CUTS FOR THE ARCHITECT'S REVIEW AS REQUIRED AND/OR INDICATED ON 
DRAWINGS.  THE ARCHITECT'S REVIEW SHALL NOT BE CONSTRUED AS AN INDICATION THAT 
SUBMITTAL IS CORRECT OR SUITABLE NOR THAT WORK REPRESENTED BY SUBMITTAL 
COMPLIES WITH THE DRAWINGS, EXCEPT AS TO MATTERS OF FINISH, COLOR, AND OTHER 
ESTHETIC MATTERS.  ACTION NOTED ABOVE DOES NOT RELIEVE THE CONTRACTOR FROM 
RESPONSIBILITY TO COORDINATE ALL TRADES AND TO CHECK QUANTITIES AND 
DIMENSIONS AGAINST CONDITIONS IN THE FIELD. CONTRACTORS AND BASIS-OF-DESIGN 
ENGINEERS SHALL ASSUME RESPONSIBILITY FOR ALL ERRORS ON THEIR SHOP DRAWINGS.

42. ALL MATERIALS REQUIRED FOR THE PERFORMANCE OF THIS CONTRACT SHALL BE NEW 
AND OF THE BEST QUALITY OF KINDS SPECIFIED, ALL SUBJECT TO THE APPROVAL OF THE 
ARCHITECT.  THE USE OF OLD OR SECOND-HAND MATERIALS IS STRICTLY FORBIDDEN 
UNLESS NOTED FOR LEED CRITERIA.  THE CONTRACTOR SHALL, IF REQUIRED, FURNISH 
SATISFACTORY EVIDENCE AS TO THE KIND AND QUALITY OF MATERIALS AND 
WORKMANSHIP. MATERIALS SHALL BE USED IN ACCORDANCE WITH MANUFACTURER'S 
PRINTED INSTRUCTIONS.  UPON REQUEST, THE MANUFACTURER'S REPRESENTATIVE SHALL 
GO TO THE SITE AND INSTRUCT THE MECHANICS IN THE USE OF THE MATERIALS OR SHALL 
SUPERVISE THEIR USE.

43. FOR THE EXECUTION OF THE WORK TO BE PERFORMED UNDER THIS CONTRACT AND 
FOR THE MANUFACTURE OR TRANSPORTATION OF ANY OF THE MATERIALS OR EQUIPMENT 
TO BE USED OR INSTALLED, THE CONTRACTOR SHALL EMPLOY ONLY SUCH LABOR 
THROUGHOUT AS WILL NOT INTERFERE WITH THE SPEEDY AND UNINTERRUPTED 
COMPLETION OF THE PROJECT.  ALL WORK SHALL BE DONE BY MECHANICS SKILLED IN 
THEIR TRADE AND SHALL BE INSTALLED IN A NEAT AND WORKMANLIKE MANNER IN 
ACCORDANCE WITH THE BEST TRADE PRACTICES.

44. ANY MATERIALS DELIVERED OR WORK PERFORMED, CONTRARY TO THE DRAWINGS AND 
SPECIFICATIONS AND APPROVED SHOP DRAWINGS, SHALL BE REMOVED BY THE 
CONTRACTOR AT THIS OWN EXPENSE, AND THE SAME SHALL BE REPLACED WITH OTHER 
MATERIALS OR WORK SATISFACTORY TO THE ARCHITECT.  THE CONTRACTOR SHALL ALSO 
ASSUME THE COST OF REPLACING THE WORK WHICH MAY BE DISTURBED.

45. THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROPERLY AND ACCURATELY LAYING 
OUT THE WORK AND FOR THE LINES AND MEASUREMENTS HEREIN.  HE SHALL ESTABLISH 
NECESSARY REFERENCE LINES AND PERMANENT BENCH MARKS FROM WHICH BUILDING 
LINES AND ELEVATIONS SHALL BE TAKEN. ELEVATION HEIGHTS OF ALL WORK INCLUDING 
BUT NOT LIMITED TO SOFFITS, CEILINGS, DOORS, HOLLOW METAL SHALL BE TRUE AND 
LEVEL WITHIN A MAXIMUM TOLERANCE OF 1/8" OVERALL THE ENTIRE PROJECT.

46. AT ALL ROOMS WITH FLOOR DRAINS INDICATED WITH AN X: PITCH FLOOR TO DRAINS.  

47. FOR ALL PARTITIONS REFER TO PARTITION SYMBOLS ON DRAWINGS AND THE PARTITION 
TYPE SCHEDULE WHICH SHOWS PARTITION CORES AND FINISHES.  REFER TO LIFE SAFETY 
DRAWINGS FOR LOCATION OF 1-HOUR AND 2-HOUR PARTITIONS, SMOKE PARTITIONS, AND 
OTHER RATED WALLS.

48. THE CONTRACTOR SHALL KEEP THE CM INFORMED OF THE PROGRESS OF HIS WORK.  
NO WORK SHALL BE CLOSED OR COVERED UNTIL IT HAS BEEN DULY INSPECTED AND 
APPROVED.  SHOULD UNINSPECTED WORK BE COVERED, THE CONTRACTOR SHALL, AT HIS 
OWN EXPENSE, UNCOVER ALL SUCH WORK SO THAT IT CAN BE PROPERLY INSPECTED AND 
AFTER SUCH INSPECTION, HE SHALL PROPERLY REPAIR AND REPLACE ALL WORK 
INTERFERED WITH.

49. THE CM WILL MANAGE THE PROJECT LIMITS FENCE & ADJUST LOCATIONS AS REQUIRED 
BY PHASING & PERMITTED BY OWNER. THRU TRADE CONTRACTOR.

50. PROTECT OWNER'S PROPERTY, EQUIPMENT AND EMPLOYEES FROM INJURY AND 
DAMAGE.

51. ALL HVAC, PLUMBING, SPRINKLER AND ELECTRICAL LINES ARE TO BE COORDINATED SO 
THAT NO CONFLICTS OCCUR.  ANY CONFLICTS WHICH RESULT IN A RELOCATION OF A 
FINISHED SURFACE MUST BE BROUGHT TO THE ATTENTION OF THE ARCHITECT/ENGINEER 
PRIOR TO INSTALLATION.

52. CONTRACTOR SHALL CONSULT WITH ELECTRICAL AND PLUMBING SUB CONTRACTORS 
FOR LOCATIONS OF CONDUIT AND PIPES IN FOUNDATION, SLABS ON GRADE, AND EXTERIOR 
WALLS AND SHALL INSTALL WATERTIGHT PIPE SLEEVES AT THEIR RESPECTIVE LOCATIONS.

53. THE CONTRACTOR IS TO PROVIDE LOOSE STEEL ANGLE OR CMU LINTELS OVER ALL 
DUCTS & PENETRATIONS PASSING THROUGH MASONRY PARTITIONS.

54. THIS PROJECT SHALL BE CERTIFIED AS LEED SILVER UNDER THE LEED CRITERIA BY THE 
U.S.G.B.C. CONTRACTOR SHALL COORDINATE TEMPLATES & SUBMISSIONS AS REQUIRED 
FOR FULL COMPLIANCE. REFER TO SUSTAINABILITY SPECIFICATIONS. 

55. THE PREMISES AND THE JOB SITE SHALL BE MAINTAINED BY EACH CONTRACTOR IN A 
REASONABLY NEAT AND ORDERLY CONDITION AND KEPT FREE FROM ACCUMULATIONS OF 
WASTE MATERIALS AND RUBBISH DURING THE ENTIRE CONSTRUCTION PERIOD.

A. REMOVE CRATES, CARTONS AND OTHER FLAMMABLE WASTE MATERIALS OR TRASH 
FROM THE WORK AREAS AT THE END OF EACH WORKING DAY & COMPLY WITH LEED 
CRITERIA.

B. ELECTRICAL CLOSETS, PIPE AND DUCT SHAFTS, CHASES, FURRED SPACES AND SIMILAR 
SPACES WHICH ARE GENERALLY UNFINISHED SHALL BE CLEANED AND LEFT FREE FROM 
RUBBISH, LOOSE PLASTER, MORTAR DRIPPINGS, EXTRANEOUS CONSTRUCTION MATERIALS, 
DIRT AND DUST.

C. CARE SHALL BE TAKEN BY WORKMEN NOT TO MARK, SOIL, OR OTHERWISE DEFACE 
FINISHED SURFACES.  IN THE EVENT THAT FINISHED SURFACES BECOME DEFACED, CLEAN 
AND RESTORE SUCH SURFACES TO THEIR ORIGINAL CONDITION.  IF THIS IS NOT POSSIBLE, 
DAMAGED SURFACES SHALL BE REPLACED.

D. CLEAN UP IMMEDIATELY UPON COMPLETION OF EACH TRADE'S WORK.

E. CLEAN AREAS OF THE BUILDING IN WHICH PAINTING AND FINISHING WORK IS TO BE 
PERFORMED JUST PRIOR TO THE START OF THIS WORK, AND MAINTAIN THESE AREAS IN 
SATISFACTORY CONDITION FOR PAINTING AND FINISHING.

F. THIS CLEANING INCLUDES THE REMOVAL OF TRASH AND RUBBISH FROM THESE AREAS, 
BROOM CLEANING OF FLOORS, MOPPING. SEALING FLOORS, THE REMOVAL OF ANY 
PLASTER, MORTAR, DUST AND OTHER EXTRANEOUS MATERIALS FROM FINISH SURFACES, 
INCLUDING BUT NOT LIMITED TO, GLASS MISCELLANEOUS METAL, WOODWORK, PLASTER, 
GYPSUM DRYWALL, MASONRY, CONCRETE, MECHANICAL AND ELECTRICAL EQUIPMENT, 
PIPING, DUCTWORK, CONDUIT, AND SURFACES VISIBLE AFTER GRILLES, REGISTERS AND 
OTHER SUCH FIXTURES OR DEVICES ARE IN PLACE.

G. IN ADDITION TO THE CLEANING SPECIFIED ABOVE AND THE MORE SPECIFIC CLEANING 
WHICH MAY BE REQUIRED IN VARIOUS SECTIONS OF THE SPECIFICATIONS, THE PREMISES 
SHALL BE PREPARED FOR OCCUPANCY BY:

i. A THOROUGH CLEANING THROUGHOUT INCLUDING WASHING OR CLEANING BY OTHER 
APPROVED METHODS OF ALL FLOORS AND SURFACES ON WHICH DIRT OR DUST HAS 
COLLECTED AND BY WASHING  GLASS, REMOVING ALL PAINT, PUTTY AND STAINS 
THEREFROM.

ii. PROVIDING AND MAINTAINING ADEQUATE RUNNER STRIPS OF NON-STAINING 
REINFORCED KRAFT BUILDING PAPER ON FINISHED FLOORS AS REQUIRED FOR 
PROTECTION.

iii. LEAVING ALL FIXTURES AND EQUIPMENT IN AN UNDAMAGED, BRIGHT, CLEAN, POLISHED 
CONDITION. 

iv. CLEAN AND POLISH ALL HARDWARE, AND OTHER MEAL WORK.

v. ALL OTHER CLEANING AS REQUIRED TO TURN THE BUILDING AND PREMISES OVER TO 
THE OWNER IN A SPOTLESS AND ORDERLY CONDITION.

KEY NOTES
KEY NOTES HAVE BEEN CODED TO ASSIST THE CONTRACTOR IN LOCATING CSI 
FORMATTED SPECIFICATION REFERENCE NUMBERS. REFER TO CONTRACT DOCUMENT 
SPECIFICATIONS FOR FULL SCOPE OF PRODUCT AND EXECUTION WORK ASSOCIATED 
WITH THE INSTALLATION FOR A COMPLETE SYSTEM. FURTHER, THE FOLLOWING CODED 
NOTES ARE NOT INTENDED TO BE EXCLUSIVE TO DIVISION TRADES, AND DO INCLUDE 
REFERENCES TO RELATED WORK AND SPECIFICATIONS LOCATED UNDER OTHER 
SECTIONS. CONTRACTOR SHALL PROVIDE (FURNISH & INSTALL) ALL ITEMS SHOWN ON 
DRAWINGS WITH NOTES OR GRAPHIC LEGEND, AND ARE NOT LIMITED TO SPECIFIC 
TRADES.  WORK INCLUDES THE COMPLETE FABRICATION OF MATERIALS, ASSEMBLIES, 
AND INSTALLATION METHODS IN COMPLIANCE WITH MANUFACTURER'S MINIMUM 
REQUIREMENTS FOR A COMPLETE SYSTEM (OR AS SHOWN ON DRAWINGS WHEN 
EXCEEDING MANUFACTURER'S MINIMUM STANDARDS). WORK OF FIRE RATED 
ASSEMBLIES, SHALL BE IN COMPLETE COMPLIANCE WITH THE CURRENT EDITION OF THE 
KENTUCKY BUILDING CODE.
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WG WIRE GLASS

WH WALL HOSE / HYDRANT

WI WROUGHT IRON

WIN WINDOW

WK WORK

WNSCT WAINSCOT

WP WATERPROOF(ING)

WP WORK POINT

WPC WOOD PANEL CEILING

WPT WORK POINT

WR WATER RESISTANT

WT WEIGHT

Y.D. YARD DRAIN

YD YARD

SDC SEALED CONCRETE

SDF STATIC DISSAPATIVE FLOORING

SECT SECTION

SF SQUARE FEET

SF SOLID - SURFACING MATERIAL

SGT STRUCTURAL GLAZED TILE

SHT SHEET

SHTG SHEATHING

SHWR SHOWER

SIM SIMILAR

SM SPECIALIZED METAL

SND SANITARY NAPKIN DISPENSER

SNR SANITARY NAPKIN RECEPTACLE

SOG SLAB ON GRADE

SP SAFETY PAD

SPEC SPECIFY / SPECIFICATION

SPK SPEAKER

SQ SQUARE

SQFT SQUARE FEET

SQIN SQUARE INCH(ES)

SS STAINLESS STEEL

ST STAIR TREADS (RT)

STA STATION

STC SOUND TRANSMISSION CLASS

STD STANDARD

STDS STUDS

STIFF STIFFENER

STL STEEL

STN STAINED

STOR STORAGE

STR STAIR TREADS & RISERS (RT)

STRUCT STRUCTURE / STRUCTURAL

SUSP SUSPENDED

SV SHEET VINYL

SW SWITCH

SWC SPECIAL WALL COATING

SYM SYMMETRICAL

SYN SYNTHETIC

SYS SYSTEM

T TREAD

T&B TOP AND BOTTOM

T&G TONGUE AND GROOVE

TB TOWEL BAR

TB TACK BOARD

TBD TO BE DETERMINED

TC TOP OF CURB

TEL TELEPHONE

TEMP TEMPORARY / TEMPERATURE

TEMP TEMPORARY

TERR TERRAZZO

TERRB TERRAZZO BASE

TEXT TEXTURE

THK THICK

THRU THROUGH

TLT TOILET

TOC TOP OF CONCRETE

TOS TOP OF SLAB

TOS TOP OF STEEL

TOW TOP OF WALL

TP TANGENT POINT

TP TRADE PACKAGE

TPD TOILET PAPER DISPENSER

TPTN TOILET PARTITION

TRSLT TRANSLUCENT

TS TACKABLE SURFACE

TV TELEVISION

TYP TYPICAL

UC UNDERCUT

UCNT UNDERCOUNTER

UG UNDERGROUND

UL UNDERWRITER'S LABORATORY

UNF /
UNFIN

UNFINISHED

UON UNLESS OTHERWISE NOTED

UON UNLESS OTHERWISE NOTED

UPH UPHOLSTERY

UPS UNINTERRUPTIBLE POWER
SUPPLY

UR URINAL

V VOLT

VAC VACUUM

VB VAPOR BARRIER

VCT VINYL COMPOSITION TILE

VENT VENTILATE

VERT VERTICAL

VEST VESTIBULE

VET VINYL ENHANCE TILE

VIF VERIFY IN FIELD

VNL VINYL

VNR VENEER

VOL VOLUME

VT VINYL TILE

VTR VENT THRU ROOF

VWC VINYL WALLCOVERING

W WEST

W COMMERCIAL DRYER

W/ WITH

W/O WITHOUT

WAF WOOD ATHLETIC FLOORING

WC WATER CLOSET

WCV WALLCOVERING

WD WOOD

WDWTR WINDOW TREATMENT

WF WIDE FLANGE

OFOI OWNER FURNISHED OWNER
INSTALLED

OH OVERHEAD

OPG /
OPNG

OPENING

OPP OPPOSITE

ORD OVERFLOW ROOF DRAIN

OZ OUNCE

PART PARTIAL

PAT PATTERN

PBD PARTICLE BOARD

PC POLISHED CONCRETE

PCF POUNDS PER CUBIC FOOT

PCONC POLISHED CONCRETE

PED PEDESTAL

PER PERIMETER

PERF PERFORATED

PERP PERPENDICULAR

PF PRE-FINISHED

PIP POURED-IN-PLACE

PL PROPERTY LINE

PL PLATE

PLAM PLASTIC LAMINATE

PLAS PLASTER

PLP PLASTIC PANEL

PLSHD POLISHED

PLYWD PLYWOOD

PMF PRESSED METAL FRAMES

PMT PORCELAIN MOSAIC TILE

PNT PAINT(ED)

POP POINT OF PRESENCE

PR PAIR

PRCST PRE-CAST

PREFAB PREFABRICATED

PREFIN PREFINISHED

PROP PROPERTY

PRT PORCELAIN TILE

PRT POLY RESIN TILE

PSF POUNDS PER SQUARE FOOT

PSI POUNDS PER SQUARE INCH

PT PORCELAIN TILE

PTB PORCELAIN TILE BASE

PTD PAPER TOWEL DISPENSER

PTD/WR PAPER TOWEL DISPENSER &
WASTE RECEPTACLE

PTDF PRESSURE TREATED DOUGLAS
FIR

PTN PARTITION

PTR PAPER TOWEL RECEPTACLE

PVC POLYVINYL CHLORIDE

Q QUARTZ

QT QUARRY TILE

QTB QUARRY TILE BASE

QTY QUANTITY

R RISER

RAD RADIUS

RAF RESILIENT ATHLETIC FLOORING

RB RUBBER BASE (RESILIENT TILE)

RB RUBBER BASE (RESILIENT BASE)

RBF RUBBER FLOORING

RBR RUBBER (RESILIENT)

RBRT RUBBER TILE

RCP REFLECTED CEILING PLAN

RCP REFLECTED CEILING PLAN

RD ROOF DRAIN

RD ROOF DRAIN

REF REFERENCE

REFR REFRIGERATOR

REG REGISTER

REINF REINFORCE(D)

REINF REINFORCED(ING)

REQ REQUIRED

RESB RESILIENT BASE

RESIL RESILIENT

RESS RESILIENT SHEET

REST RESILIENT TILE

RET RETAINING

REV REVISE / REVISION

RF RESINOUS FLOORING

RFG ROOFING

RFL REFLECTED

RH RIGHT HAND

RM ROOM

RO ROUGH OPENING

ROW RIGHT OF WAY

RS RUBBER SHEET FLOORING

RSN RESILIENT STAIR NOSING

RST RUBBER STAIR TREADS

RST RESILIENT STAIR TRED

RSTR RUBBER STAIR TREADS &
RISERS

RT RUBBER TILE

RTU ROOF TOP UNIT

RV RIGID VINYL

RWD REDWOOD

RWL RAIN WATER LEADER

S SOUTH

SC SOLID CORE

SC SEALED CONCRETE

SCD SEAT COVER DISPENSER

SCHED SCHEDULE

SCN SCREEN

SCR SCREEN

SD SOAP DISPENSER / STORM
DRAIN

GRV GRAVEL

GST GLASS STAIR TILE

GT GLASS TILE

GWB GYPSUM WALL BOARD

GYP GYPSUM

GYP BD GYPSUM BOARD

HB HOSE BIB

HC HOLLOW CORE

HCP HANDICAPPED

HD HEAVY DUTY

HD HARD

HDR HEADER

HDWR HARDWARE

HI HIGH

HM HOLLOW METAL

HMI HOLLOW METAL INSULATED

HOR /
HORIZ

HORIZONTAL

HOSP HOSPITAL

HP HIGH POINT

HPC HIGH PERFORMANCE COATING

HPL HIGH PERFORMANCE
DECORATIVE LAMINATE

HR HANDRAIL

HR HOUR

HSS HOLLOW STRUCTURAL SECTION

HT HEIGHT

HVAC HEATING / VENTILATION / AIR
CONDITIONING

HW HARDWARE

HWB HEAT WELDING BEAD

HYD HYDRANT

IBC INTERNATIONAL BUILDING CODE

ID INSIDE DIAMETER

IN INCH / INCHES

INCL INCLUDE(D) / INCLUDING

INSUL INSULATE / INSULATION

INT INTERIOR

JAN JANITOR

JT JOINT

KBC KENTUCKY BUILDING CODE

KIT KITCHEN

LAB LABORATORY

LAM LAMINATE(D)

LAV LAVATORY

LB(S) POUND(S)

LF LINEAR FOOT (FEET)

LFUCG LEXINGTON GOVERNMENT

LGT LENGTH

LH LEFT HAND

LIN LINOLEUM

LKR LOCKER

LP LOW POINT

LT LIGHT

LVR LOUVER

LVT LUXURY VINYL TILE

LWT LIGHT WEIGHT

MACH MACHINE

MAINT MAINTENANCE

MARB MARBLE

MAS MASONRY

MATL MATERIAL

MAX MAXIMUM

MB MARKER BOARD

ME MECHANICAL EQUIPMENT

MECH MECHANICAL

MES METAL EDGE STRIP

MEZZ MEZZANINE

MFR MANUFACTURE(R)

MH MANHOLE

MIN MINIMUM

MIR MIRROR

MISC MISCELLANEOUS

MLD /
MLDG

MOULDING

MO MASONRY OPENING

MO MASONRY OPENING

MPC METAL PANEL CEILING

MR MOISTURE RESISTANT

MSS METAL SUSPENSION SYSTEM

MTD MOUNTED

MTL METAL

MUL MULLION

MW MILLWORK

N NORTH

NA OR N/A NOT AVAILABLE / APPLICABLE

NFC NATIONAL FIRE CODE

NFPA NATIONAL FIRE PROTECTION
ASSOCIATION

NIC NOT IN CONTRACT

NO / # NUMBER

NOM NOMINAL

NTS NOT TO SCALE

OA OVERALL

OBS OBSCURE

OC ON CENTER

OD OUTSIDE DIAMETER

OFCI OWNER FURNISHED
CONTRACTOR INSTALLED

OFF OFFICE

CT CERAMIC TILE

CTB CERAMIC TILE BASE

CTR COUNTER

CUH CABINET UNDER HEATER

CUS CUSPIDOR

CW CASEWORK

D COMMERCIAL DRYER

DBL DOUBLE

DEFS DIRECT APPLIED EXTERIOR
FINISH SYSTEM

DEG DEGREE

DEMO DEMOLISH

DEP DEPRESSION

DEPT DEPARTMENT

DET DETAIL

DF DRINKING FOUNTAIN

DIA DIAMETER

DIAG DIAGONAL

DIM DIMENSION

DISP DISPENSER

DIV DIVISION

DN DOWN

DR DOOR

DS DOWNSPOUT

DWG DRAWING

E EAST

EA EACH

EF EACH FREE

EIFS EXTERIOR INSUL FINISH SYSTEM

EJ EXPANSION JOINT

EL ELEVATION

ELEC ELECTRICAL

ELEV ELEVATOR

EM ENTRANCE MATS

EMB ELECTRONIC MARKER BOARD

EMER EMERGENCY

ENCL ENCLOSED / ENCLOSURE

ENG ENGINEER

EOD EDGE OF DECK

EOS EDGE OF SLAB

EQ EQUAL(LY)

EQPT EQUIPMENT

ER EPOXY RESIN

EST ESTIMATE

EST ESTIMATE(ED)

EWC ELECTRIC WATER COOLER

EXH EXHAUSE

EXIST EXISTING

EXP EXPANSION

EXP EXPOSED

EXT EXTERIOR

F.T. FIRE-TREATED

FA FIRE ALARM

FAST FASTEN(ER)

FB FLOOR BOX (POWER AND DATA)

FCO FLOOR CLEAN OUT

FD FLOOR DRAIN

FDN FOUNDATION

FE FIRE EXTINGUISHER

FEC FIRE EXTINGUISHER CABINET

FEC (R) FIRE EXTINGUISHER CABINET,
RECESSED

FEC (SR) FIRE EXTINGUISHER CABINET,
SEMI-RECESSED

FEW FIRE EXTINGUISHER, WALL
MOUNTED

FF FINISHED FLOOR

FG FOOT GILLE

FGL FIBERGLASS

FHC FIRE HOSE CABINET

FIN FINISH(ED)

FIXT FIXTURE

FL FLOOR

FLASH FLASH(ING)

FLUOR FLUORESCENT

FOC FACE OF CONCRETE

FOF FACE OF FINISH

FOM FACE OF MASONRY

FOS FACE OF STUDS

FOW FACE OF WALL

FP FIREPROOF

FR FRAME

FRC FIBER REINFORCED CONCRETE

FRGP FIBER REINFORCED GYPSUM
PLASTER

FRT FIRE RETARDANT TREATED

FS FLOOR SINK

FT FOOT/FEET

FTG FOOTING

FURN FURNISH(ED)(INGS)

FURR FURRING

FUT FUTURE

FWP FABRIC WRAPED PANEL

GA GAUGE

GALV GALVANIZE(D)

GB GRAB BAR

GC GENERAL CONTRACTOR BEST
VALUE

GFRC GLASS FIBER REINF CONC

GFRG GLASS FIBER REINF GYPSUM

GL GLASS / GLAZING

GLMU GLASS MASONRY UNIT

GMT GLASS MOSAIC TILE

GND GROUND

GR GRADE

& AND

@ AT

A / L ANGLE

A/C AIR CONDITIONER /
CONDITIONING

ABV ABOVE

ACC ACCESSIBLE

ACCS ACCESSORIES

ACM ASBESTOS CONTAINING
MATERIAL

ACSDR ACCESS DOOR (2X2) UNLESS
NOTED OTHERWISE

ACST /
ACOUS

ACOUSTICAL

ACT ACOUSTICAL CEILING TILE

AD AREA DRAIN

ADA AMERICANS WITH DISABILITIES
ACT

ADDL ADDITIONAL

ADDM ADDENDUM

ADJ ADJUSTABLE / ADJACENT

ADMIN ADMINISTRATION

AED AUTOMATED EXTERNAL
DEFIBRILLATOR AND CABINET

AFC ABOVE FINISHED COUNTER

AFF ABOVE FINISHED FLOOR

AFG ABOVE FINISHED GRADE

AFS ABOVE FINISHED SLAB

AGF ARCHITECTURAL GLASS
FLOORING

AGGR AGGREGATE

AHR ANCHOR

AHU AIR HANDLING UNIT

AL / ALUM ALUMINUM

ALNMT ALIGNMENT

ALT ALTERNATE

ANOD ANODIZED

AP ACCESS PANEL

APC ACOUSTICAL PANEL CEILING

APPROX APPROXIMATELY

APPVD APPROVED

ARCH ARCHITECT(URAL)

ASN ABRASIVE STAIR NOSE

ASPH ASPHALT

ASTM AMERICAN SOCIETY FOR
TESTING MATERIALS

ATC ACOUSTIC TILE CEILING

AUTO AUTOMATIC

AVG AVERAGE

AWP ACOUSTIC WALL PANEL

B.M. BENCH MARK

BD BOARD

BET BETWEEN

BG BUMPER GUARD

BITUM BITUMINOUS

BL BLACK

BLDG BUILDING

BLK BLOCK

BLKG BLOCKING

BM BEAM

BMS BALANCE MAGNETIC SWITCH

BOS BOTTOM OF STEEL

BOT BOTTOM

BP BID PACKAGE

BRG BEARING

BS BOTH SIDES

BSMT BASEMENT

C COURSE

CAB CABINET

CAS CASEWORK

CB CATCH BASIN

CEM CEMENT

CER CERAMIC

CF CUBIC FOOT

CFCI CONTRACTOR FURNISHED
CONTRACTOR INSTALLED

CFL CONDUCTIVE FLOORING

CG CORNER GUARD

CG CORNER GUARD

CH CEILING HEIGHT

CHAM CHAMFER

CI CAST IRON

CI CONTRACTOR INSTALLED

CIP CAST IN PLACE

CJ CONTROL JOINT (SEALANT)

CL CENTER LINE

CLG CEILING

CLO CLOSET

CLR CLEAR

CLRM CLASSROOM

CMT CERAMIC MOSAIC TILE

CMTB CERAMIC MOSAIC TILE BASE

CMU CONCRETE MASONRY UNIT

CO CLEAN/CLEAR OUT

CO CLEAN OUT

COL COLUMN

COMM COMMUNICATION

CONC CONCRETE

CONF CONFERENCE

CONST CONSTRUCTION

CONT CONTINUOUS

CONTR CONTRACTOR

CORR CORRIDOR

CPR COPPER

CPT CARPET(ED)(ING)

CR CRASH RAIL

CR CARD READER

ARCHITECTURAL ABBREVIATIONS
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JAMB AS 
REQUIRE
D

SECURE TO HEADER 
EACH SIDE AS REQUIRED

BUILT UP HEADER 
AS REQUIRED

INSULATE IN 
EXTERIOR WALL 
LOCATIONS

STRUCTURE ABOVE

ATTACH METAL SINGLE LONG-LEG 
RUNNER
TO UNDER SIDE OF DECK ABOVE AT 16" 
O.C.

FRICTION FIT STUDS INTO RUNNER.
PROVIDE BRIDGING WITHIN 12" OF TOP OF 
STUDS
ACOUSTICAL BATT INSULATION FULL HEIGHT
-- SEE WALL TYPES

SIZE VARIES, SEE 
SCHEDULE

DO NOT ATTACH 
GYPSUM BOARD
TO TOP TRACK --
ANCHOR TO
VERTICAL 
STUDS ONLY

ATTACH OUTER LAYER OF 
GYPSUM BOARD TO TOP 
RUNNER

PROVIDE SMOKE-TIGHT SEALANT 
BETWEEN GYPSUM BOARD

6"

3 5/8" OR

TRACK

WEB STIFFENER

COLD-
FORMED 
STUD

TOP RUNNER
DEFLECTION 
TRACK

BUILT UP 
BOX 
HEADER

THROUGH 
STUDS 'N', TYP.

BOTTOM 
RUNNER

DOUBLE
JACK STUDS

WIDTH "W"

ROUGH OPENING

M
A

X
 S

P
A

C
IN

G
 =

 5
' -

 0
"

18

A-0.2

SIM
____________________________________________

LINTEL 'C' RUNNER

LINTEL 'C' STUD

6" CONT. AT ENDS (TYP.)

WALL STUDS

FLUSH MOUNT 
BACKING

3/4"

4
 1

/2
"

5
/8

"

F
O

R
 S

IZ
E

S

S
E

E
 W

A
L

L
 T

Y
P

E
S

5
/8

"

THIS DETAIL TO BE USED ON 
TOP AND ENDS OF ALL LOW 
WALLS  UNLESS TOP OF LOW 
WALL IS INDICATED TO 
RECEIVE FINISH TRIM

FASTEN ALUMINUM 
REVEAL TO WALL 
FRAMING AND TAPE AND 
FINISH JOINTS.
EXTRUDED ALUMINUM 
WALL CAP

CONTRACTOR NOTE:

1. ALL CONTRACTOR'S SHALL NOTE THAT FINISH FLOOR ELEVATIONS (F.F.E) ARE BASED UPON SURVEY 
INFORMATION PROVIDED BY S&ME SURVEYORS. EACH FLOOR HAS A RANGE OF F.F.E.'S BASED UPON 
CONCRETE SLABS, FLOOR FINISHES, AND NORMAL VARIATIONS FOUND IN CONSTRUCTION. THE FOLLOWING 
SURVEY INFORMATION FOR THE GROUND FLOOR (LEVEL 1) OF THE 1937 STUDENT UNION RANGES FROM 
947.98' TO 948.02'. FLOOR (LEVEL 2) IS DESIGNATED AS 962.02', THE SECOND FLOOR (LEVEL 3) BALLROOM AS 
975.02', AND THE MECHANICAL MEZZANINE WAS NOT SURVEYED. THE MECHANICAL ROOM FLOOR OF THE 
1923 ALUMNI GYM IS DESIGNATED AS 945.03' AND THE FIRST FLOOR ENTRANCE AS 945.26, THE SECOND 
FLOOR RANGES FROM 956.02' TO 956.23', THE THIRD FLOOR MEZZANINE IS DESIGNATED AS 945.26'. FOR 
PURPOSES OF DETAILING F.F.E.'S AND WALL SECTIONS, THE FIRST FLOOR ELEVATION OF THE NEW ADDITION 
HAS BEEN ESTABLISHED TO CORRESPOND TO THE ASSUMED CONCRETE F.F.E. OF 948'-0" AS EQUAL TO 0' -
0". THE SECOND FLOOR HAS BEEN DESIGNATED AS 15' - 0" AND 17' - 0" ABOVE FINISH FLOOR (A.F.F.), THE 
THIRD FLOOR AS 14' - 0" A.F.F., REFER TO DOCK AREA FOR ELEVATIONS.

2. IT IS INCUMBENT UPON ALL CONTRACTORS TO VERIFY AND VALIDATE, WITH A NEW SURVEY, THESE 
PLANNING ASSUMPTIONS, AND TO ADJUST THEIR MEASUREMENTS (AT NO ADDITIONAL CHARGE TO THE 
OWNER) TO ALLOW EACH NEW FINISH FLOOR SLAB TO ALIGN FLUSH WITH THE EXISTING FINISH FLOOR 
SLABS. THIS NEW SURVEY SHALL BE PERFORMED BEFORE BEGINNING SHOP DRAWINGS. THIS WILL BE 
CRITICAL TO ESTABLISHING ELEVATOR RUNS, STAIR RUNS, AND TO PREVENT AWKWARD TRANSITIONS. 
SLIGHT VARIATIONS IN HEIGHT BETWEEN FLOOR FINISHES SHALL NOT RELY ON TRANSITION STRIPS AND 
EXPANSION JOINTS. NOTE LOCATIONS OF NEW RECESSED FLOOR SLABS FOR SPORTS FLOORING, 
ENTRANCE MATS, AND OTHER FLOOR FINISHES, AND MODIFY DEPTHS BASED UPON ACTUAL PRODUCTS 
SELECTED. UNDER NO CIRCUMSTANCES SHALL TRANSITION STRIPS EXCEED ADA CRITERIA FOR HEIGHT. 
ACTUAL DEPTHS OF EXISTING RECESSES ISN'T KNOWN.

3. BUILDING CONTROL POINTS FOR PLANS HAVE ALSO BEEN ESTABLISHED BY SURVEY INFORMATION, AND 
CONTRACTORS SHALL VERIFY, ADJUST, AND MODIFY QUANTITIES OF MATERIALS WITH SHOP DRAWINGS AT 
NO EXTRA COST TO THE OWNER WITH NEW SURVEY INFORMATION.

4. A FULL SET OF RECORD DOCUMENTS PREPARED BY PRIOR ARCHITECTS AND ENGINEERS IS AVAILABLE 
FROM THE OWNER INCLUDING MODIFICATIONS AND ALTERATIONS SINCE THE PROJECT WAS CONSTRUCTED.

5. PROVIDE STENCILED LETTERS ON ALL RATED WALLS WITH 12" TEXT IDENTIFYING THE RATED (ABOVE 
CEILING LINES).

6. PROVIDE MANUFACTURER'S STICKERS ADJACENT TO ALL THRU WALL PENETRATIONS IDENTIFYING THE 
PRODUCT CRITERIA.

GYPSUM BOARD

PULL AWAY PRE-MASK

FINISH FOR MONOLITHIC 
APPEARANCE

NO NOT REMOVE 
MASKING STRIP UNTIL 
PAINTING COMPLETE

THIS DETAIL TO BE USED EVERYWHERE 

GYPSUM BOARD INTERSECTS A DIFFERENT 

FINISH WALL MATERIAL ACCEPT WHERE 
ALUMINUM REVEALS ARE NOTED.

METAL STUD

NEW WALL CONSTRUCTION

H

(FEET
)

RUNNER CONNECTION

ANCHOR*
SPACING

≤ 10'-0'' 

15'-0'' 

20'-0'' 

16'' 3/16''ø 16''

16''

16''

STUD 

DESIGNATION**

STUD 

SPACIN
G

NO. OF ROWS 

OF 
BLOCKING

BOT. 

RUNNER

TOP 

RUNNER

6CSJ14

8CSJ14

8CSX14

1

2

3

6TSD14/6TSB1
8

8TSD14/8TSB1
6

8TSD14/8TSB1
4

6TSB18

8TSB16

8TSB14 3/16''ø

3/16''ø 16''

16''

MIN. FRAMING AROUND OPENING

CLEAR 

ROUGH 
OPENING 'W'

NO. OF  THROUGH 

STUDS 'N'

LINTEL 'C'

STUD
T. & B.

RUNNER

≤ 3'-0'' 

4'-0'' 

5'-0'' 

6'-0'' 

2 8CSJ18 TSB18

2

3

3

8CSJ18

8CSJ16

8CSJ14

TSB18

TSB16

TSB14

* - HILTI KWIK - CON  II+, 3/16''ø  SCREWS
** - STUD DESIGNATION SHOWN ARE BASED ON 
DIETRICH INDUSTRIES, INC.  PROVIDE STUDS AS 
SHOWN OR APP'D. EQUIV.

NOTES:
1. THROUGH STUDS SHALL BE OF THE SAME SIZE 
AND GAGE AS THAT OF WALL STUDS.

2. DEPTH OF RUNNERS AT TOP AND BOTTOM OF 
BUILT-UP.

GYPSUM BOARD

FASTEN EXTRUDED 
ALUMINUM HIGH-STRENGTH 
CORNER TO WALL FRAMING 
AND TAPE AND FINISH JOINTS 

092900 EXTRUDED ALUMINUM HIGH-
STRENGTH CORNER 

THIS DETAIL TO BE USED ON ALL 
OUTSIDE CORNERS ON WALL SURFACES.

METAL STUD

REFER TO UL XHBN JOINT SYSTEMS : SYSTEM 
NO. HW-D-0060, 2 HOUR ASSEMBLY RATING FOR 
FULL NOTES AND DIMENSIONS

SIMILAR FOR ONE HOUR WITH SINGLE LAYER.

DECK

PERPENDICULAR TO DECK PARALLEL TO DECK

ATTACH METAL STUD
SINGLE LONG-LEG RUNNER
TO UNDER SIDE OF METAL
DECK ABOVE AT 16" O.C.

FRICTION FIT STUDS INTO
RUNNER. PROVIDE
BRIDGING WITHIN 12" OF
TOP OF STUDS - SEE
SPECIFICATION SECTION
092216

STRUCTURAL 
CONCRETE SLAB

1
/4

" 
M

IN
.

DO NOT SCREW STUDS
TO TRACK

SEE FLOOR PLANS FOR 
WALL
TYPES
ACOUSTICAL BATT
INSULATION FULL HEIGHT -
SEE A-0.0b FOR WALL 
TYPES

CONTINUOUS 
ACOUSTICAL
SEALANT ON BOTH SIDES
OF WALL

BASE AND FINISHES 
NOT
SHOWN - SEE FINISH
SCHEDULES FOR TYPE

FLOOR LINE - SEE 
FINISH
SCHEDULES FOR TYPE

092900-01

REFER TO UL XHBN JOINT SYSTEMS : SYSTEM NO. HW-D-0081,
2 HOUR ASSEMBLY RATING FOR FULL NOTES AND 
DIMENSIONS

PERPENDICULA
R TO DECK

PARALLEL 
TO DECK

03 3000-01
CAST-IN-PLACE
REINFORCED
CONCRETE

04 2000-08
REINFORCED
CONCRETE
MASONRY UNITS

DECK

05 3100-03
STRUCTURAL STEEL
ANGLE

05 3100-03
STRUCTURAL STEEL
ANGLE

-TYPICAL AT 
HEAD OF 
CMU WALLS

REFER TO UL XHBN JOINT SYSTEMS : SYSTEM
NO. HW-D-0119, 2 HOUR ASSEMBLY RATING 
FOR
FULL NOTES AND DIMENSIONS

SIMILAR FOR ONE HOUR WITH SINGLE LAYER.

DECK

PERPENDICULAR TO DECK PARALLEL TO DECK

092216

092900-01

092216

092900-01

5/8" GAP FOR MOVEMENT

(2) 1 5/8" TYPE "X" GYPSUM BOARD
STRIPS FASTENED TO STUDS

METAL CONTROL JOINT

5/8" GAP FOR MOVEMENT

(2) 1 5/8" TYPE "X" GYPSUM BOARD
STRIPS FASTENED TO STUDS

METAL CONTROL JOINT

COLD-ROLLED
CHANNEL

CLIP ANGLE ATTACH
WITH 4 SCREWS AS
SHOWN

COLD-ROLLED CHANNEL 
AT
HINGE LOCATIONS

TOP TRACK

REINFORCE JAMBS WITH TWO STUDS

STEEL STUDS -
SEE WALL TYPES FOR SIZES

BOTTOM TRACK

HORIZONTAL 
BRIDGING

16

A-0.2
____________________________________________

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2216-01
NON-STRUCTURAL METAL
FRAMING

8

A-9.2

1' - 4"

BEGIN WALL FRAMING
LAYOUT FOR ALL WALLS
WITH FULL STUD CAVITY
AT STRIKE SIDE OF 
DOOR OPENING

MAXIMIZE OPEN AREA FOR 
LIGHT SWITCHES AND 
OTHER DEVICES ADJACENT
TO DOOR

DOOR FRAME

LATCH SIDE OF OPENING

THIS DETAIL TO BE USED 
AT DOOR OPENINGS

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD

V
A

R
IE

S

DASHED LINE 
INDICATES 
APPROXIMATE 
PROFILE OF 
CASEWORK

GYPSUM 
BOARD AND 
FINISHES NOT 
SHOWN

WALL FRAMING 
AND BLOCKING 
CONTINUES

BLOCKING TO CONTINUE TO THE FULL LENGTH 
OF EACH WALL REGARDLESS OF WHERE 
SPECIFIC CABINETS ARE LOCATED ON EACH 
WALL

SEE PLANS FOR 
WALL TYPES

WALL FRAMING 
HEIGHT NOT TO 
SCALE

8
"

2
' -

 1
0
"

5
' -

 2
"

8
' -

 0
"

CONTINUOUS 4" WIDE METAL 
BLOCKING SCREWED TO 
EACH STUD WITH A MINIMUM 
OF TWO SCREWS PER STUD

RETURN RAIL TO 
WALL BEYOND

3" MAX. WIDTH
STANDARD STEEL 
HANDRAIL BRACKET 
@ 4'-0" O.C. W/ 
ATTACHMENT AS
REQUIRED.

1 1/2" Ø STAINLESS
STEEL PIPERAIL 
(TYP.)

2 1/4"

1 1/2"

2
' 1

0
" 

A
.F

.F
. 
O

R
 S

T
A

IR
 N

O
S

IN
G

BLOCKING

FACE OF METAL STUDS

3" x 1/4" GALVANIZED STEEL PLATE 
BETWEEN STUDS - WELD OR BOLT

GYPSUM WALL BOARD

1 1/2" O STAINLESS 
STEEL
GRAB BAR
3/8" O STAINLESS STEEL BOLT

1" O STAINLESS STEEL 
BAR
SEPARATOR

3" O STAINLESS STEEL FLANGE

STAINLESS STEEL SET SCREWS

3"

NOTE:

INSTALLATION MUST WITHSTAND 250 LB.
FORCE IN ANY DIRECTION.

(3) 2" MIN. STAINLESS STEEL
MOUNTING SCREWS SECURED
TO IN-WALL BLOCKING - TYPICAL

3-1/2" O.D. STAINLESS
STEEL WALL FLANGE

1-1/2" O.D. 
STAINLESS
STEEL GRAB BAR

1 1/2"

BOXES OFFSET (1) STUD SPACE AND SEALING 
OF OPENINGS THROUGH PARTITIONS

PLAN

MIN.

6"

DOOR FRAME

REFER TO DOOR 
SCHEDULE FOR DOOR 
SIZE AND TYPE

PROVIDE WALL STOP 
AT ALL LOCATIONS

09 2216-01
NON-STRUCTURAL
METAL FRAMING

09 2900-01
GYPSUM BOARD

V
A

R
IE

S

09 2900-01
GYPSUM BOARD

FIRE BARRIER

3
"

1
 1

/2
"

3
"

2
' -

 0
" 

O
R

 A
S

PROTECT ALL OPENINGS

FROM END OF RATED WALL

15' - 0" MIN 30' - 0" MIN.
INTERVALS ALONG WALL 

1. FIRE WALLS, FIRE BARRIERS, FIRE PARTITIONS, SMOKE 
BARRIERS, AND SMOKE PARTITIONS (OR ANY OTHER 
CONSTRUCTION THAT IS REQUIRED TO HAVE PROTECTED 
OPENINGS/PENETRATIONS) SHALL BE PERMANENTLY 
IDENTIFIED WITH SIGNS OR STENCILING.

2. LOCATE MINIMUM 15' - 0" FROM THE END OF THE RATED 
WALL AND AT INTERVALS NOT TO EXCEED 30' - 0" 
HORIZONTALLY ALONG THE RATED PARTITION. 

3. LETTERING SHALL NOT BE LESS THAN 3" IN HEIGHT AND A 
MINIMUM 3/8" STROKE IN A CONTRASTING COLOR AND 
IDENTIFY THE FIRE AND/OR SMOKE BARRIER.

4. DIMENSION FROM TOP OF RATED PARTITION MAY VARY 
DEPENDING OF ADJACENT CEILING. LOCATION OF TEXT 
SHALL BE COORDINATED WITH ARCHITECT BEFORE 
IDENTIFICATION IS PLACED ON WALL.

CL

LOCATE IDENTIFICATION 
ABOVE FINISHED CEILING

3" MIN. TEXT HEIGHT 
WITH 3/8" MIN. STROKE IN 
A CONTRASTING COLOR

TOP OF RATED PARTITION
FIRE /  SMOKE BARRIER IDENTIFICATION NOTE:
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 12" = 1'-0"A-0.2

19 BOXED HEADER TO JAMB CONNECTION

 3" = 1'-0"A-0.2

3

TYPICAL DETAIL @ SMOKE TIGHT DEFLECTION
TRACK

 12" = 1'-0"A-0.2

17 WALL STUD WEB STIFFENER

 3/8" = 1'-0"A-0.2

13 ELEVATION

 3" = 1'-0"A-0.2

18 SECTION THROUGH HEADER

 1 1/2" = 1'-0"A-0.2

12 DETAIL BLOCKING

 6" = 1'-0"A-0.2

20 TYPICAL DETAIL @ WALL CAP

 12" = 1'-0"A-0.2

14 TYPICAL DETAIL @ GYPSUM BOARD EDGE

 12" = 1'-0"A-0.2

24

COLD-FRAMED FRAMING TABLE (SECTION 05-4400)
MINIMUM BASIS-OF-DESIGN CRITERIA

 12" = 1'-0"A-0.2

8

TYPICAL DETAIL @ EXTRUDED ALUMINUM
HIGHT-STRENGTH CORNER

0

 1 1/2" = 1'-0"A-0.2

2

TYPICAL DETAIL @ FIRE-RATED DEFLECTION
TRACK

 3" = 1'-0"A-0.2

6

TYPICAL DETAIL @ NON-RATED DEFLECTION
TRACK

 3" = 1'-0"A-0.2

1 TYPICAL DETAIL @ BASE OF SOUND RATED WALLS

 1 1/2" = 1'-0"A-0.2

23

TYPICAL DETAIL @ CONCRETE OR CMU WALL
HEAD

 1 1/2" = 1'-0"A-0.2

5

TYPICAL DETAIL @ SHAFTWALL DEFLECTION
TRACK

 3" = 1'-0"A-0.2

4

TYPICAL DETAIL @ CONTROL JOINTS IN FIRE
RATED WALLS

 1/4" = 1'-0"A-0.2

11 TYPICAL BLOCKING @ DOORS

 3" = 1'-0"A-0.2

16 TYPICAL DETAIL @ DOOR FRAMING

 1/2" = 1'-0"A-0.2

7 TYPICAL DETAIL @ CASEWORK BLOCKING

 3" = 1'-0"A-0.2

9 DETAIL-WALL RETURN FOR STEEL HANDRAIL

 3" = 1'-0"A-0.2

15 PLAN DETAIL- GRAB BAR

 3" = 1'-0"A-0.2

21 SECTION DETAIL-GRAB BAR
 3" = 1'-0"A-0.2

22 TYPICAL DETAIL WALL OUTLETS

 3" = 1'-0"A-0.2

10 TYPICAL WALL/DOOR OFFSET

A-0.2

25 FIRE/SMOKE RATED WALL IDENTIFICATION
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1. REFER TO CURRENT EDITION OF THE AMERICANS WITH 
DISABILITY ACT (ADA) FOR CONFIRMATION OF MOUNTING 
HEIGHTS AND THE ANSI REQUIREMENTS THAT PROVIDE 
ADDITIONAL INFORMATION

2. PROVIDE WALL BLOCKING FOR ITEMS ANCHORED IN GYPSUM 
DRYWALL PARTITIONS, AND WALLS OTHER THAN CONCRETE 
MASONRY UNITS OR CAST-IN-PLACE CONCRETE.  CONFIRM 
BLOCKING METHODS FOR METAL PANELS.

3. PROVIDE SEALANT BETWEEN FIXTURES & SUBSTRATES.

4. PROVIDE BLOCKING FOR O.F.O.I. ITEMS.

5. TOILET PAPER DISPENSERS, PAPER TOWEL DISPENSERS, 
AND SOAP DISPENSERS ARE OWNER FUNRIHSED OWNER 
INSTALLED.

GENERAL NOTES

6' - 0"

3' - 6"

.
1
7
-1

9

4' - 6"

VERTICAL 
GRAB BARS 
18''

32 MIN CLEAR

2
' -

 8
"

DOOR MUST 
SWING -OUT AND 
BE SELF CLOSING

3' - 6"

4' - 6"

.

35-37

2
' -

 4
"

1' - 6" MAX

1' - 4" MIN

1
'-
 3

" 
S

T
A

N
D

A
R

D
1

' -
 6

" 
A

C
C

E
S

S
IB

L
E

GRAB BARS

TOILET PAPER 
DISPENSER

WATER 
CLOSET

LOW HEIGHT 
FLUSH VALVE

WALL MOUNTED TOILET WITH FIXED GRAB 
BARS

3' - 4"

MIRROR

INSULATE EXPOSED 
TO VIEW DRAIN AND 
WATER PIPES 
(TYPICAL)

DASHED AREA 
INDICATES 
ACCESSIBLE KNEE 
AND TOE CLEARANCE 
SPACE WITH 
PROTECTION

LAVATORY
8" MIN

2
' -

 3
" 

M
IN

N
O

N
 A

C
C

E
S

S
IB

L
E

3
8

" 
T

O
 S

P
O

U
T

A
C

C
E

S
S

IB
L
E

3
6
" 

M
A

X
S

P
O

U
T

 H
E

IG
H

T

1' - 3" MIN

TOP OF 
SPOUT 

EQUIPMENT 
PERMITTED IN 
AREA SHOWN 
DASHED

ELECTRIC WATER COOLER

3
' -

 0
"

4
' -

 8
"

SHELF - PROVIDE IN ALL 
HOUSEKEEPING AND JANITORIAL 
CLOSETS

MOP HOLDER - PROVIDE IN ALL 
HOUSEKEEPING AND JANITORIAL 
CLOSETSSERVICE 
FAUCET AND 
CONTROLS

MOP BASIN

JANITOR CLOSET

5" MAX

1' - 3" MIN

SOAP DISPENSER

TOILET SEAT 
COVER 
DISPENSER

4
' -

 0
"

FEMININE NAPKIN 
DISPOSAL

3
' -

 8
"

1' - 0" 6"2' - 0"1' - 0" 3' - 6"

2
' -

 1
0

"

3
' -

 4
"

1
' -

 6
"

6" MAX

1
' -

 5
" 

A
C

C
E

S
S

IB
L

E

URINAL

PRIVACY 
SCREEN

2' - 0"

1
' -

 0
"

2
' -

 0
" 

S
T

A
N

D
A

R
D

CLEAR

2' - 6"

SIDE 
VIEW

FRONT 
VIEW

FACE OF 
WALL

LINE OF FINISHED 
CEILING

ELONGATED RIM 
FOR ACCESSIBLE 
URINAL

1'-2" MIN

SIDE 
VIEW

FRONT 
VIEW

SIDE 
VIEW

FRONT 
VIEW

SIDE 
VIEW

FRONT 
VIEW

NOTE:  ACCESSIBLE AND NON-ACCESSIBLE PLUMBING FIXTURES ARE INDICATED IN THE PLUMBING DRAWINGS.
     SYMBOLS ARE GENERIC REPRESENTATIONS ONLY, REFER TO SPECIFICATIONS FOR ACTUAL PRODUCTS.

9
" 

M
IN

6" MAX8" MIN

2
' -

 1
0
" 

A
C

C
E

S
S

IB
L

E

2
' -

 7
" 

S
T

A
N

D
A

R
D

2
' -

 5
" 

M
IN

PERPENDICULAR WALL  OR 
PROJECTING ELEMENT 4" MAX PROJECTION

5
' -

 6
"

1
 1

/4
"

1
 1

/4
"

PRIVACY SCREEN 
WITH 
CONTINUOUS 
WALL BRACKETS 
(NO SHOWN FOR 
CLARITY)

F
O

R
 B

O
T

T
L
E

 F
IL

L
E

R

4
4
" 

M
A

X
 R

E
A

C
H

PAPER 
TOWEL 

DISPENSER

SOAP 
DISPENSE

R

3
' -

 8
"

3
' -

 1
0

"

PAPER 
TOWEL 

DISPENSERS

TOWEL DISPENSER 
AND WASTE 

RECEPTACLE

4
' -

 0
"

ACCESSIBL
E COAT 
HOOK

FEMININE 
NAPKIN 

DISPENSER

ELECTRIC 
HAIR 

DRYERS

5
' -

 6
"

COAT 
HOOK

3
' -

 8
"

DIAPER SHELF/ 
CHANGING 

TABLE

3
' -

 4
"

4
"

4
"

NOTE: ALL DIMENSIONS INCLUDE ALL OPERABLE 
LEVERS, INCLUDING COIN SLOTS

CONTROL 
HEIGHT

WATER SUPPLY
(VACUUM BREAKER)

SHOWER SLIDE WITH 
HAND HELD SHOWER 
AND 60" HOSE

RECESSED 
SOAP DISH

3
' -

 6
"

7"

1' - 6"

3"

10"

3
' -

 8
" 6

' -
 0

"

6
' -

 4
"

FINISH TO FINISH

3' - 0" MIN

CONTINUOUS TWO 
WALL GRAB BAR

FOLDING SEAT

CURTAIN ROD

CONTROL WALL BACK WALL SEAT WALL

 THE DIAGRAM ILLUSTRATES A U-SHAPED GRAB BAR THAT WRAPS AROUND THE STALL.  THE 
GRAB BAR SHALL BE BETWEEN 33 TO 36 INCHES HIGH.  THE CONTROLS ARE PLACED IN AN 
AREA BETWEEN 38 INCHES AND 48 INCHES ABOVE THE FLOOR.  IF A FOLDING SEAT IS 
INCORPORATED INTO THE SHOWER, THEN THE CONTROLS ARE LOCATED ON THE BACK 
(LONG) WALL THEY SHALL BE LOCATED 27 INCHES FROM THE SIDE WALL WHERE THE SEAT IS 
LOCATED.  IF NO FOLDING SEAT IS INCORPORATED, THE SHOWER HEAD AND CONTROL AREA 
MAY BE LOCATED ON EITHER SIDE WALL. 

FINISH TO FINISH

5' - 0" MIN

NOTE:  SHOWER HOSE VACUUM BREAKER SHALL BE LOCATED A MINIMUM OF 6" ABOVE HAND SPRAY AT UPPERMOST POSITION ON SLIDE 
BAR

WATER SUPPLY
(VACUUM BREAKER)

SHOWER SLIDE WITH HAND 
HELD SHOWER AND 60" HOSE

RECESSED SOAP DISH

CURTAIN ROD

THERMOSTATIC 
MIXING VALVE

NURSE CALL

CONTINUOUS THREE 
WALL GRAB BAR

FINISH TO FINISH

2' - 6" MIN

6
' -

 4
"

BACK WALL CONTROL WALL

2
' -

 1
0

"

3
' -

 6
"

6
' -

 4
"

7" 8"

2' - 6"

30" X 60" SHOWER36" X 36" SHOWER

CURTAIN ROD

THERMOSTATI
C MIXING 
VALVE

1' - 6"

1
' -

 6
"

2' - 6" 2' - 0"A
L
IG

N

10"

A
C

C
E

S
S

IB
L
E

3
' -

 4
"

6
"

3
' -

 1
0

"

COAT ROD AND SHELF COAT HOOK STRIP

NOTE:  CLOSET 4'-0" WIDE AND LESS: ALL COAT STORAGE (ROD AND 
SHELF) TO BE MOUNTED PER ACCESSIBILITY REQUIREMENTS.

CLOSET GREATER THAN 4'-0" WIDE:  2'-0" LENGTH OF COAT STORAGE 
(ROD AND SHELF) TO BE MOUNTED PER ACCESSIBILITY REQUIREMENTS.
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"

6
"

SHELF

ROD

FIRE 
EXTINGUISHER
WALL MOUNTED 
CABINET
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' -
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" 

M
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3
' -

 6
"

FIRE 
EXTINGUISHE
R WALL 
HUNG

FIRE 
EXTINGUISHER 
IN RECESSED 
CABINET

FIRE EXTINGUISHER 
AND FIRE HOSE 
VALVE IN RECESSED 
CABINET

FIRE EXTINGUISHER, 
FIRE HOSE VALVE 
AND FIRE 
DEPARTMENT VALVE 
IN RECESSED 
CABINET

FIRE 
DEPARTMENT 
VALVE IN 
RECESSED 
CABINET

3
' -

 6
"

MEN

CORRESPONDING GRADE II 
BRAILLE.  1/10" WITHIN 
CELL.  2/10" BETWEEN 
CELLS, 1/40" MIN. RAISE 
ABOVE THE BACKGROUND.

WALL MOUNTED SIGNAGE TO BE LOCATED ON LATCH SIDE OF DOOR, CLEAR OF DOOR 
SWING.
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COMBINATION 
POWER/SIGNAL/OUTLE
T FOR WALL MOUNTED 
TELEVISION OR 
MONITOR

CLOCK 
(PLACED ON WALL 
WITH NO VISUAL 
BOARDS 
MOUNTED BELOW)

DOUBLE-SIDED 
PROJECTED 
CLOCK
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TYPICAL CASEWORK 
ASSEMBLY

TYPICAL 
WORKSTATION 

ASSEMBLY

1
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3' - 3"
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2' - 6"

E
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TYPICAL DEVICE MOUNTING HEIGHTS & LOCATIONS

6
'-
0
" 

M
IN

IM
U

M

3
' -

 8
"

6"

3
' -

 2
"

EXIT SIGN 

_ _

FIRE ALARM 
AUDIO/VISUA
L DEVICES

ROOM SIGNAGE

THERMOSTATS

WALL TELEPHONES

SWITCHES

FIRE ALARM PULL STATION 

TELEPHONE / 
DATA OUTLETS

RECEPTACLES

FINISHED FLOOR

1
' -

 8
"

3
' -

 1
0

"

7
' -

 0
"

NOTES:

1. MOUNTING HEIGHTS SHOWN ILLUSTRATE DESIGN INTENT AND ARE TO BE FOLLOWED UNLESS CONTRADICTED BY SPECIFICATION, DISCIPLINE, OR 
APPLICABLE CODE.  SPECIFIC DEVICES ARE SHOWN IN RELATIVE ORDER FROM DOOR JAMB; WHERE THESE DEVICES ARE NOT PRESENT AT A 
PARTICULAR LOCATION, ADJUST MOUNTING SO THAT FIRST DEVICE IS NOTED DISTANCE FROM FRAME, ETC.

2. WHERE DEVICES OF ANY DISCIPLINE ARE LOCATED IN THE SAME GENERAL AREA AND ARE SHOWN TO BE MOUNTED AT A SIMILAR HEIGHT, ALIGN 
HORIZONTALLY ALONG THE CENTERLINE AND SPACE NO MORE THAN 2" APART.

3. WHERE DEVICES OF ANY DISCIPLINE ARE LOCATED IN THE SAME GENERAL AREA AND ARE SHOWN MOUNTED AT DIFFERENT HEIGHTS, ALIGN 
VERTICALLY ALONG THE CENTERLINE.

4. ANY WALL OTHER THAN PAINTED GYPSUM BOARD, LOCATIONS MUST BE APPROVED BY ARCHITECT IN FIELD PRIOR TO INSTALLATION OF FINISHES.
5. DEVICES SHOWN ABOVE REPRESENT TYPICAL CONDITIONS; SEE INTERIOR ELEVATIONS FOR REQUIREMENTS OF SPECIFIC LOCATIONS.
6. DEVICES ARE TO BE CENTERED IN CMU BLOCK CORE.
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VISIBLE 
SIGNALS

CALL 
CONTROLS

8" TYP ON BLOCK WALLS, 6" TYP ON ALL OTHER WALLS

12" ON BLOCK WALLS, 8" ON ALL OTHER WALLS

ALIGN

CARD READER
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ELEVATOR 
CONTROL 
PANEL

HIGHEST 
CONTROL

LOWEST 
CONTROL

EXIT SIGN 

4
"

2
' -

 6
"

OCCUPANCY SENSOR

ADA FOOT 
ACTUATED 
ELEVATOR CALL 
CONTROLS

RESILIENT BASE

ALIGN ADA FOOT 
ACTUATED 
ELEVATOR CALL 
CONTROLS WITH 
TOP OF RESILIENT 
BASE

RESILIENT BASE

RESILIENT BASE

2 RFI 681

ALUMINUM 
BOLLARD WITH 
KYNAR (TWO 
COAT) FINISH TO 
MATCH CURTAIN 
WALL

6"

(B-1)    ACTUATOR BOLLARD

COORDINATE 
FLOOR BOX 
LOCATION. POWER 
AND DATA; FEED 
PRIOR TO SLAB 
POUR

4
' -

 0
"

2
' -

 6
"

4
"

ADA FOOT 
ACTUATED PUSH 
PLATE WITH 
EMBOSSED 
SYMBOL - 120V

3
' -

 8
"

CARD READER

ALUMINUM 
BOLLARD WITH 
KYNAR (TWO 
COAT) FINISH TO 
MATCH CURTAIN 
WALL

6"

(B-2)    GOOSENECK BOLLARD

COORDINATE 
FLOOR BOX 
LOCATION. POWER 
AND DATA; FEED 
PRIOR TO SLAB 
POUR

4
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 0
"

2
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 6
"

4
"

ADA FOOT 
ACTUATED PUSH 
PLATE WITH 
EMBOSSED 
SYMBOL - 120V3

' -
 6

"

45°

1
' -

 3
"

7" 1' - 8"

ACRYLIC HOUSING

LONG RANGE 
CARD READER

STEEL TUBE 
PEDESTAL

COORDINATE 
FLOOR BOX 
LOCATION. POWER 
AND DATA; FEED 
PRIOR TO SLAB 
POUR

15 1/4"W X 6 1/2"D X 15 
1/4"H CABINET - SEE 
SPECS - VERIFY ROUGH 
OPENING WITH 
MANUFACTURER

PROVIDE 
AUTOMATED 
EXTERNAL 
DEFIBRILLATOR 
CABINET

NOTE:

PROVIDE FIRE RATED UNIT WHEN IN 

RATED WALLS. SEE FLOOR PLANS 
FOR LOCATIONS OF AED CABINETS
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WALL OPENING

1' - 3 1/4"
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 3
 1

/4
"

DEPTH

6 1/2"

FULLY RECESSED 
AED CABINET. 
SECURE TO 
STUDS.

FIRE EXTINGUISHER
BRACKET & FIRE
EXTINGUISHER

PROVIDE BLOCKING

NOTE:

SEE FLOOR PLANS 

FOR LOCATIONS OF 
FIRE EXTINGUISHERS

4
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11 1/2"W X 6 7/8"D X 26"H 
F.E. CABINET - SEE 
SPECS - VERIFY ROUGH 
OPENING WITH 
MANUFACTURER

PROVIDE FIRE
EXTINGUISHER
& CABINET

NOTE:

PROVIDE FIRE RATED UNIT WHEN IN 

RATED WALLS. SEE FLOOR PLANS 
FOR LOCATIONS OF F.E. CABINETS
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DEPTH

6 7/8"

FULLY RECESSED 
F.E. CABINET. 
SECURE TO 
STUDS.

11 1/2"

2
' -

 2
"

.
1
6
-1

8

VERTICAL 
GRAB BARS 
18''

DOOR MUST 
SWING -OUT AND 
BE SELF CLOSING

42 MIN. 56 MIN.

6
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" 
M
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.

.
.
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2
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2
4

WIDE STYLE 
DOORS

TYPICAL AT ALL DOORS 
WITH ACTUATORS 
AND/OR CARD READERS

REFER TO HARDWARE SETS
FOR QUANTITY AND LOCATIONS 
OF ALL BOLLARDS AND WALL 
MOUNTED ACTUATORS

(NOT TO SCALE)    
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INTERIOR 
SIDE

VESTIBULE EXTERIOR 
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(B-1) ACTUATOR BOLLARD (B-1) ACTUATOR BOLLARD (B-2) GOOSENECK BOLLARD
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MARK DESCRIPTION

AW100 FACE BRICK, METAL STUD BACKUP

ABOVE GRADE WALL ASSEMBLY

FACE BRICK ON 6" METAL STUD BACKUP, NO BATT INSULATIONAW100B

FACE BRICK ON 6" METAL STUD BACKUPAW100A

AIR SPACE

SECTION

PLAN

AIR SPACE

MARK DESCRIPTION

AW101 FACE BRICK, METAL STUD BACKUP, INTERIOR GYPSUM

BOARD

ABOVE GRADE WALL ASSEMBLY

NO. U418

FACE BRICK ON 6" METAL STUD BACKUP WITH (2) LAYERS 5/8" GYPSUM BOARD UL
263,

AW101B

FACE BRICK ON 6" METAL STUD BACKUP WITH 5/8" GYPSUM BOARDAW101A

AIR SPACE

SECTION

PLAN

AIR SPACE

6 7/8"7 1/4"

MARK DESCRIPTION

AW102 FACE BRICK, CMU BACKUP

ABOVE GRADE WALL ASSEMBLY

FACE BRICK, 10" CMU BACKUPAW102B

FACE BRICK, 8" CMU BACKUPAW102A

AIR SPACE
SECTION

PLAN

AIR SPACE

MARK DESCRIPTION

AW140 STONE MASONRY VENEER, METAL STUD BACKUP

ABOVE GRADE WALL ASSEMBLY

STONE MASONRY VENEER ON 6" METAL STUD BACKUPAW140A

AIR SPACE

SECTION

PLAN

AIR SPACE

MARK DESCRIPTION

AW142 STONE MASONRY VENEER, CMU BACKUP

ABOVE GRADE WALL ASSEMBLY

STONE MASONRY ON 8" CMU BACKUP WITH 2 3/4" AIRSPACEAW142D

STONE MASONRY ON 12" CMU BACKUPAW142C

STONE MASONRY ON 10" CMU BACKUPAW142B

STONE MASONRY ON 8" CMU BACKUPAW142A

AIR SPACE

AIR SPACE

SECTION

PLAN

6 7/8"

DEPTH

CMU

6 7/8"6 5/8"

04 2000-11
REINFORCED 8" CONCRETE MASONRY
UNIT

MARK DESCRIPTION

BW012 CMU WITH INSULATION

BELOW GRADE WALL ASSEMBLY

12" CMU WITH 2" INSULATIONBW012A

SECTION

MARK DESCRIPTION

BW014 CAST-IN-PLACE CONCRETE WITH INSULATION
BELOW GRADE WALL ASSEMBLY

CONCRETE AT ALL LOCATIONS ABOVE GRADE THAT ARE EXPOSED TO VIEW.

COORDINATE WITH FINISH GRADES. PROVIDE CAST-IN-PLACE ARCHITECTURAL* NOTE:

18" CAST-IN-PLACE CONCRETE WITH 2" INSULATIONBW014D

16" CAST-IN-PLACE CONCRETE WITH 2" INSULATIONBW014C

14" CAST-IN-PLACE CONCRETE WITH 2" INSULATIONBW014B

12" CAST-IN-PLACE CONCRETE WITH 2" INSULATIONBW014A

SECTION

PLAN

MARK DESCRIPTION

SW144 STONE MASONRY VENEER, CAST-IN-PLACE

CONCRETE BACKUP

SCREEN WALL ASSEMBLY

STONE MASONRY VENEER ONE SIDE ON 12" CAST IN PLACE CONCRETE BACKUPSW144B

STONE MASONRY VENEER ONE SIDE ON 6" CAST IN PLACE CONCRETE BACKUPSW144A

SECTION

PLAN

1" AIR SPACE - TYP.

1" AIR SPACE - TYP.

FLUID APPLIED AIR BARRIER 
ABOVE GRADE, SHEET 
WATERPROOFING BELOW GRADE

FLUID APPLIED AIR BARRIER 
ABOVE GRADE, SHEET 
WATERPROOFING BELOW GRADE

04 2000-13
REINFORCED 12" CONCRETE MASONRY
UNIT

DEPTH

CMU 6 7/8"

04 2000-13
REINFORCED 12" CONCRETE MASONRY
UNIT

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

09 2900-01
GYPSUM BOARD

05 4000-05
6" COLD-FORMED METAL FRAMING

05 4000-05
6" COLD-FORMED METAL FRAMING

05 4000-05
6" COLD-FORMED METAL FRAMING05 4000-05

6" COLD-FORMED METAL FRAMING

05 4000-05
6" COLD-FORMED METAL FRAMING

07 2100-08
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

07 2100-08
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

07 2100-08
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

04 2000-01
FACE BRICK

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR BARRIER

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

04 2000-01
FACE BRICK 04 2000-01

FACE BRICK

04 2000-01
FACE BRICK

04 2000-01
FACE BRICK

04 2000-01
FACE BRICK

04 2000-06
MASONRY VENEER ANCHORS

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

04 2000-06
MASONRY VENEER ANCHORS

04 2000-06
MASONRY VENEER ANCHORS

04 2000-06
MASONRY VENEER ANCHORS

04 2000-06
MASONRY VENEER ANCHORS

6 5/8" 6 7/8"

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

04 2000-06
MASONRY VENEER ANCHORS

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

04 2000-06
MASONRY VENEER ANCHORS

03 3000-06
CAST-IN-PLACE CONCRETE WALL

07 1326-03
MOLDED SHEET DRAINAGE PANEL

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

03 3000-06
CAST-IN-PLACE CONCRETE WALL

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

07 1326-03
MOLDED SHEET DRAINAGE PANEL

07 2100-08
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

07 1326-03
MOLDED SHEET DRAINAGE PANEL

07 1326-03
MOLDED SHEET DRAINAGE PANEL

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

03 3000-06
CAST-IN-PLACE CONCRETE WALL

03 3000-06
CAST-IN-PLACE CONCRETE WALL

MARK DESCRIPTION

SW164 STONE MASONRY VENEER, CAST-IN-PLACE

CONCRETE BACKUP

SCREEN WALL ASSEMBLY

STONE MASONRY VENEER BOTH SIDES ON 12" CAST IN PLACE CONCRETE BACKUPSW164B

STONE MASONRY VENEER BOTH SIDES ON 8" CAST IN PLACE CONCRETE BACKUPSW164A

SECTION

PLAN

1" AIR SPACE - TYP.

1" AIR SPACE - TYP.

FLUID APPLIED AIR BARRIER 
ABOVE GRADE, SHEET 
WATERPROOFING BELOW 
GRADE

FLUID APPLIED AIR BARRIER ABOVE 
GRADE, SHEET WATERPROOFING 
BELOW GRADE

MARK DESCRIPTION

SW162 STONE MASONRY VENEER, CMU BACKUP
SCREEN WALL ASSEMBLY

STONE MASONRY VENEER BOTH SIDES ON 8" CMU BACKUPSW162A

SECTION

PLAN

1" AIR SPACE - TYP.

1" AIR SPACE - TYP.

FLUID APPLIED AIR BARRIER 
ABOVE GRADE, SHEET 
WATERPROOFING BELOW 
GRADE

FLUID APPLIED AIR BARRIER 
ABOVE GRADE, SHEET 
WATERPROOFING BELOW GRADE

04 2000-11
REINFORCED 8" CONCRETE MASONRY
UNIT

04 2000-11
REINFORCED 8" CONCRETE MASONRY
UNIT

MARK DESCRIPTION

AW102 FACE BRICK, CMU BACKUP

ABOVE GRADE WALL ASSEMBLY

FACE BRICK ON 10" CMU BACKUPAW102B

AW102A

AIR SPACE

SECTION

AIR SPACE

04 2000-01
FACE BRICK

04 2000-01
FACE BRICK

MARK DESCRIPTION

AW141 STONE MASONRY VENEER, METAL STUD BACKUP,

INTERIOR GYPSUM BOARD

ABOVE GRADE WALL ASSEMBLY

STONE MASONRY VENEER ON 6" METAL STUD BACKUP WITH 5/8" GYPSUM BOARDAW141A

AIR SPACE

SECTION

PLAN

AIR SPACE

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

09 2900-01
GYPSUM BOARD

05 4000-05
6" COLD-FORMED METAL FRAMING

05 4000-05
6" COLD-FORMED METAL FRAMING

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR BARRIER

7 1/4" 6 7/8"
04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH
04 2000-06

MASONRY VENEER ANCHORS

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH
04 2000-06

MASONRY VENEER ANCHORS

MARK DESCRIPTION

AW144 STONE MASONRY VENEER,CAST-IN-PLACE CONCRETE

BACKUP

ABOVE GRADE WALL ASSEMBLY

ABOVE GRADE THAT ARE EXPOSED TO VIEW.

PROVIDE CAST-IN-PLACE ARCHITECTURAL CONCRETE AT ALL LOCATIONS* NOTE:

STONE MASONRY ON 11 1/8" CAST-IN-PLACE CONCRETE BACKUPAW144D

STONE MASONRY ON 12" CAST-IN-PLACE CONCRETE BACKUPAW144C

STONE MASONRY ON 10" CAST-IN-PLACE CONCRETE BACKUPAW144B

STONE MASONRY ON 8" CAST-IN-PLACE CONCRETE BACKUPAW144A

AIR SPACE

AIR SPACE

SECTION

PLAN

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR BARRIER

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

MARK DESCRIPTION

FE211 GLAZED ALUMINUM CURTAIN WALL, FRONT PLANE
FENESTRATION ASSEMBLY

CURTAIN WALL, FRONT PLANE, 2 1/2" x 7 1/2"FE211

INSULATED GLASS UNIT

PRESSURE PLATE @ 
JAMB, SILL & HEAD. TO 
ALLOW PRIMARY 
SEALANT @ GLAZING 
LINE. USE 'F' ANCHOR AS 
NECESSARY FOR JAMB 
ATTACHMENT.

PLAN

INTERIOR EXTERIOR

INTERIOR

EXTERIOR

SECTION

7 1/2"

MARK DESCRIPTION

AW211 LAP-SEAM METAL WALL PANELS, METAL STUD BACKUP

ABOVE GRADE WALL ASSEMBLY

LAP-SEAM METAL WALL PANELS TYPE C ON 6" METAL STUD BACKUPAW211E

WITH 5/8" GYPSUM BOARD AND 2 3/8" AIRSPACE

LAP-SEAM METAL WALL PANELS TYPE D ON 6" METAL STUD BACKUPAW211D

LAP-SEAM METAL WALL PANELS TYPE C ON 6" METAL STUD BACKUP, NO GWBAW211C

WITH 5/8" GYPSUM BOARD

LAP-SEAM METAL WALL PANELS TYPE B ON 6" METAL STUD BACKUPAW211B

WITH 5/8" GYPSUM BOARD

LAP-SEAM METAL WALL PANELS TYPE A ON 6" METAL STUD BACKUPAW211A

7/8" HAT CHANNEL (16 GA. MIN.), 4" COLD FORM METAL STUD WITH 5/8" GYPSUM
BOARD
AND 2 3/8" AIRSPACE

SECTION

METAL WALL PANEL SUB- FRAMING, 
2"

7 1/4" 4 1/2"

PLAN
06 1600-04

5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

09 2900-01
GYPSUM BOARD

05 4000-05
6" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR BARRIER

05 4000-05
6" COLD-FORMED METAL FRAMING

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

2 1/2"

6"
2"

8"

METAL PANEL TYPE A -
SOLID

METAL PANEL TYPE B -
LOUVERED

LOUVER TO MATCH SOLID 
PANEL PROFILE

PANEL CLIPS AT 
18" O.C

2 1/2"

6"
2"

8"

MARK DESCRIPTION

AW200 ZINC FORMED METAL WALL PANELS, CURVED METAL

STUD BACKUP

ABOVE GRADE WALL ASSEMBLY

ZINC FORMED METAL WALL PANELS, CURVED METAL STUD BACKUPAW200

05 4000.15-01
CURVED COLD-FORMED METAL
FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

05 3100-01
STEEL DECKING

05 3100-01
STEEL DECKING

COLD FORMED "L" CLIPS @ 2'-0" O.C.

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

MARK DESCRIPTION

AW212 LAP-SEAM METAL WALL PANELS, METAL STUD BACKUP

ABOVE GRADE WALL ASSEMBLY

LAP-SEAM METAL WALL PANELS TYPE A ON 10" CMU BACKUPAW212B

AW212A

SECTION

METAL WALL PANEL SUB-FRAMING, 2"

PLAN

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR BARRIER

04 2000-08
REINFORCED CONCRETE MASONRY
UNITS

4 1/2"

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 2100-03
GLASS-FIBER BLANKET INSULATION

6 7/8"

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS 07 1900-01

WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

07 1900-01
WATER REPELLENTS

, 1-1/2

, 5/8"

PROVIDE STEEL 
REINFORCEMENT AS
DEMONSTRATED BY 
DELEGATED
DESIGN ENGINEERING 
PER
PERFORMANCE 
CRITERIA

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

4 7/8"

DEPTH

CMU 4 7/8"

04 2000-11
REINFORCED 8" CONCRETE MASONRY
UNIT

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

PLAN

8 1/8" VARIES

DEPTH

CONCRETE

04 2000-06
MASONRY VENEER ANCHORS

04 2000-06
MASONRY VENEER ANCHORS

04 2000-06
MASONRY VENEER ANCHORS

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 2100-03
GLASS-FIBER BLANKET INSULATION

04 2000-06
MASONRY VENEER ANCHORS

07 2726-01
FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

DEPTH

CMU

04 2000-11
REINFORCED 8" CONCRETE MASONRY
UNIT

04 2000-06
MASONRY VENEER ANCHORS

PLAN

DEPTH

CMU 6 7/8"

04 2000-06
MASONRY VENEER ANCHORS

04 2000-06
MASONRY VENEER ANCHORS

04 2000-06
MASONRY VENEER ANCHORS

04 2000-06
MASONRY VENEER ANCHORS

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

04 2000-06
MASONRY VENEER ANCHORS

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

04 2000-06
MASONRY VENEER ANCHORS

DEPTH

CONCRETE 4 5/8"4 5/8" 1' - 4 5/8"

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

04 2000-06
MASONRY VENEER ANCHORS

04 2000-06
MASONRY VENEER ANCHORS

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

03 3000-06
CAST-IN-PLACE CONCRETE WALL

03 3000-06
CAST-IN-PLACE CONCRETE WALL

03 3000-06
CAST-IN-PLACE CONCRETE WALL

PER STRUCTURAL DRAWINGS

, PER STRUCTURAL DRAWINGS

, PER STRUCTURAL DRAWINGSPER STRUCTURAL DRAWINGS

, PER STRUCTURAL DRAWINGS

PER STRUCTURAL DRAWINGS
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PER STRUCTURAL DRAWINGS
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PER STRUCTURAL DRAWINGS

, PER STRUCTURAL DRAWINGS

, PER STRUCTURAL DRAWINGS

A142D = 1'-4"
1 ADD-2

1 ADD-2

2 PCO 154

C L
C L

6 
7/

8"

METAL PANEL TYPE C -
SOLID
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MARK DESCRIPTION

RF331 PROTECTED MEMBRANE ROOF,

CONCRETE ROOF PAVER ASSEMBLY

ROOF ASSEMBLY

PROTECTED MEMBRANE ROOF WITH CONCRETE PAVERS ON CONCRETE FLOORRF331

MARK DESCRIPTION

RF351 PROTECTED MEMBRANE ROOF,

INTENSIVE VEGETATED ROOF ASSEMBLY

ROOF ASSEMBLY

INTENSIVE VEGETATED PROTECTED MEMBRANE ROOF ON CONCRETE FLOORRF351

GROWING MEDIUM

FILTER FABRIC

ROOT BARRIER

SBS MODIFIED BITUMINOUS 
MEMBRANE ROOFING 

PROTECTION MAT

DRAINAGE PANELS

2'
 -

 0
"

5 
1/

4"

3 1/4" LIGHTWEIGHT CONCRETE OVER 2" 
COMPOSITE FLOOR DECK/ UL D916 (2 HOUR)

FILTER FABRIC

ROOT BARRIER

SBS MODIFIED BITUMINOUS 
MEMBRANE ROOFING 

PROTECTION MAT

DRAINAGE PANELS

4" MINIMUM - SLOPE TO DRAIN"

3 1/4" LIGHTWEIGHT CONCRETE OVER 
2" COMPOSITE FLOOR DECK/
ULD916 (2 HOUR)

MARK DESCRIPTION

RF111 SBS MODIFIED BITUMINOUS MEMBRANE ROOFING

ASSEMBLY

ROOF ASSEMBLY

SBS MODIFIED BITUMINOUS MEMBRANE ROOFING ASSEMBLYRF111

05 3100-02
ACOUSTICAL ROOF DECK

07 5216-02
POLYISOCYANURATE BOARD
INSULATION6" MINIMUM THICKNESS WITH 2" BOARDS

07 5216-11
5/8" COVER BOARD

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

07 5216-11
5/8" COVER BOARD

07 5216-11
5/8" COVER BOARD

07 5216-13
PAVER PEDESTALS

07 5216-12
CONCRETE PAVERS

07 5216-02
POLYISOCYANURATE BOARD
INSULATION

07 5216-02
POLYISOCYANURATE BOARD
INSULATION4" MINIMUM - SLOPE TO DRAIN"

MARK DESCRIPTION

RF330 PROTECTED MEMBRANE ROOF,

CONCRETE ROOF PAVER ASSEMBLY

ROOF ASSEMBLY

PROTECTED MEMBRANE ROOF WITH CONCRETE PAVERS ON CONCRETE SLABRF330

MARK DESCRIPTION

RF350 PROTECTED MEMBRANE ROOF,

INTENSIVE VEGETATED ROOF ASSEMBLY

ROOF ASSEMBLY

INTENSIVE VEGETATED PROTECTED MEMBRANE ROOF ON SLABRF350

GROWING MEDIUM

FILTER FABRIC

ROOT BARRIER

SBS MODIFIED BITUMINOUS 
MEMBRANE ROOFING 

PROTECTION MAT

DRAINAGE PANELS

10" CAST-IN-PLACE CONCRETE SLAB, SEE 
STRUCTURAL

10" CAST-IN-PLACE CONCRETE SLAB, SEE 
STRUCTURAL

MARK DESCRIPTION

RF332 PROTECTED MEMBRANE ROOF,

CONCRETE ROOF PAVER ASSEMBLY

ROOF ASSEMBLY

PROTECTED MEMBRANE ROOF WITH CONCRETE PAVERS ON CONCRETE FLOORRF332

FILTER FABRIC

ROOT BARRIER

SBS MODIFIED BITUMINOUS 
MEMBRANE ROOFING 

PROTECTION MAT

DRAINAGE PANELS

4" MINIMUM

SLOPED CONCRETE SLAB

07 5216-11
5/8" COVER BOARD

07 5216-13
PAVER PEDESTALS

07 5216-12
CONCRETE PAVERS

07 5216-02
POLYISOCYANURATE BOARD
INSULATION

FILTER FABRIC

ROOT BARRIER

SBS MODIFIED BITUMINOUS 
MEMBRANE ROOFING 

PROTECTION MAT

DRAINAGE PANELS

4" MINIMUM - SLOPE TO DRAIN"

07 5216-11
5/8" COVER BOARD

07 5216-13
PAVER PEDESTALS

07 5216-12
CONCRETE PAVERS

07 5216-02
POLYISOCYANURATE BOARD
INSULATION

3 1/4" LIGHTWEIGHT CONCRETE OVER 
2" COMPOSITE FLOOR DECK/ULD916 (2 HOUR)

MARK DESCRIPTION

RF352 PROTECTED MEMBRANE ROOF,

INTENSIVE VEGETATED ROOF ASSEMBLY

ROOF ASSEMBLY

INTENSIVE VEGETATED PROTECTED MEMBRANE ROOF ON CONCRETE FLOORRF352

FILTER FABRIC

ROOT BARRIER

SBS MODIFIED BITUMINOUS 
MEMBRANE ROOFING 

PROTECTION MAT

DRAINAGE PANELS

 4" MINIMUM

SLOPED CONCRETE SLAB

07 5216-11
5/8" COVER BOARD

07 5216-02
POLYISOCYANURATE BOARD
INSULATION

3 1/4" LIGHTWEIGHT CONCRETE OVER 
2" COMPOSITE FLOOR DECK/UL D916 (2 HOUR)

GROWING MEDIUM

MARK DESCRIPTION

RF361 PROTECTED MEMBRANE ROOF,

INTENSIVE GRAVEL ROOF ASSEMBLY

ROOF ASSEMBLY

INTENSIVE DECORATIVE STONE PROTECTED MEMBRANE ROOF ON CONCRETE
FLOOR

RF361

DECORATIVE STONE

FILTER FABRIC

ROOT BARRIER

SBS MODIFIED BITUMINOUS 
MEMBRANE ROOFING 

PROTECTION MAT

DRAINAGE PANELS

1'
 -

 4
"

5 
1/

4"

3 1/4" LIGHTWEIGHT CONCRETE OVER 
2" COMPOSITE FLOOR DECK/ 
UL D916 (2 HOUR)

07 5216-11
5/8" COVER BOARD

07 5216-02
POLYISOCYANURATE BOARD
INSULATION4" MINIMUM - SLOPE TO DRAIN"

MARK DESCRIPTION

FL110 CONCRETE SLAB ON COMPOSITE FLOOR DECK
FLOOR ASSEMBLY

5 1/4" CONCRETE SLAB ON COMPOSITE FLOOR DECKFL110A

MARK DESCRIPTION

FL100 CONCRETE SLAB ON GRADE
FLOOR ASSEMBLY

8" CONCRETE SLAB ON GRADEFL100C

6" CONCRETE SLAB ON GRADEFL100B

5" CONCRETE SLAB ON GRADEFL100A

CONCRETE SLAB

3 1/4" LIGHTWEIGHT CONCRETE OVER 
2" COMPOSITE FLOOR DECK

UL D916 (2 HOUR)

MARK DESCRIPTION

FL101 CONCRETE SLAB
FLOOR ASSEMBLY

22" CONCRETE SLABFL101C

 CONCRETE SLAB

V
A

R
IE

S

MARK DESCRIPTION

AW403 CAST-IN-PLACE ARCHITECTURAL

CONCRETE WALL

ABOVE GRADE WALL ASSEMBLY

26" CAST-IN-PLACE ARCHITECTURALCONCRETE WALLAW403G

18" CAST-IN-PLACE ARCHITECTURALCONCRETE WALLAW403F

16" CAST-IN-PLACE ARCHITECTURALCONCRETE WALLAW403E

14" CAST-IN-PLACE ARCHITECTURALCONCRETE WALLAW403D

12" CAST-IN-PLACE ARCHITECTURALCONCRETE WALLAW403C

10" CAST-IN-PLACE ARCHITECTURALCONCRETE WALLAW403B

8" CAST-IN-PLACE ARCHITECTURAL CONCRETE WALLAW403A

SECTION

PLAN

UL P722 (1 HOUR)

03 3000-05
15 MIL VAPOR BARRIER

5 
1/

4"
1'

 -
 4

"

10
"

1'
 -

 4
"

03 3300-01
CAST-IN-PLACE ARCHITECTURAL
CONCRETE

, PER STRUCTURAL 
DRAWINGS

03 3300-01
CAST-IN-PLACE ARCHITECTURAL
CONCRETE

, PER STRUCTURAL 
DRAWINGS

COMPACTED CRUSHED 
STONE

07 8100-01
SPRAY-APPLIED FIREPROOFING

MARK DESCRIPTION

FL099 2-HOUR RATED ASSEMBLY
HORIZONTAL MEMBRANE ELEVATOR CAP

(3) LAYERS TYPE 'X' GYPSUM BOARD. SEAL EDGE OF ASSEMBLY WITH FIRE-SEALANT

STEEL C-H STUDS. REFER TO USG TABLE FOR REQUIRED STUD SIZE FOR SPAN

1" GYPSUM LINER PANELFL099

STL C-H SHAPED OR BACK 
TO BACK E-SHAPED STUDS 

FIRE-SEALANT AT EDGE

6 
1/

2"

09 2900-01
GYPSUM BOARD

09 2116.23-01
GYPSUM BOARD - SHAFT WALL

(3) LAYERS

CMU ELEVATOR SHAFT

STL J STUD AT EDGE

2 PCO 197

2 PCO 567

2 PCO 567

2 PCO 567 2 PCO 567
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MARK DESCRIPTION

FE122 ALUMINUM-FRAMED STOREFRONT, CENTER PLANE
FENESTRATION ASSEMBLY

ALUMINUM-FRAMED STOREFRONT, CENTER PLANE, 2" X 4 1/2"FE122

PLAN

SECTION

4 
1/

2"

MARK DESCRIPTION

FE822 FIRE RATED CURTAIN WALL, FRONT PLANE
FENESTRATION ASSEMBLY

FIRE RATED CURTAIN WALL, 120 MINUTEFE822.2

FIRE RATED CURTAIN WALL, 60 MINUTEFE822.1

PLAN

SECTION

08 4113-01
ALUMINUM-FRAMED ENTRANCES AND
STOREFRONTS

08 4410-01
FIRE RATED ALUMINUM CURTAIN WALL

08 8000-02
GL11 - CLEAR MONOLITHIC
GLASS(10MM)

08 4410-02
FIRE RATED GLAZING (120MIN)

MARK DESCRIPTION

WF612 ACOUSTICAL PANEL
INTERIOR WALL FINISH ASSEMBLY

BALLROOM ACOUSTICAL PANEL, 1 1/2"WF612A

MARK DESCRIPTION

WF812 GYPSUM WALL BOARD WITH FURRING CHANNEL
INTERIOR WALL FINISH ASSEMBLY

SINGLE LAYER GYPSUM WALL BOARD, 7/8" FURRING CHANNELWF812A

MARK DESCRIPTION

WF412 LIMESTONE
INTERIOR WALL FINISH ASSEMBLY

LIMESTONE WITH 3 1/4" AIRSPACEWF412C

LIMESTONE WITH 3/8" AIRSPACE AND CUSTOM SPLIT FACE FINISHWF412B

LIMESTONE WITH 3/8" AIRSPACEWF412A

MARK DESCRIPTION

WF312 FACE BRICK WITH AIRSPACE
INTERIOR WALL ASSEMBLY

FAVE BRICK WITH 3 1/4" AIRSPACEWF312B

FACE BRICK WITH 3/8" AIRSPACEWF312A

MARK DESCRIPTION

WF122 TILE
INTERIOR WALL FINISH ASSEMBLY

GLASS TILE, 4" x 16"WF122B

CERAMIC TILE, 12" x 24"WF122A

SECTION

PLAN

SECTION

PLAN

SECTION

PLAN

SECTION

PLAN

SECTION

PLAN

09 2216-15
7/8" HAT-SHAPED FURRING CHANNEL

09 2900-01
GYPSUM BOARD

09 2216-15
7/8" HAT-SHAPED FURRING CHANNEL

09 2900-01
GYPSUM BOARD

AIR SPACE 

AIR SPACE 

1/4"

1/4"

GROUT

TILE (SEE SCHEDULED 
PARTITION FOR 
MATERIAL AND SIZE)

GROUT

TILE (SEE SCHEDULED 
PARTITION FOR 
MATERIAL AND SIZE)

LIMESTONE

LIMESTONE

1/
2"

04 2000-01
FACE BRICK

04 2000-01
FACE BRICK

AIR SPACE 

AIR SPACE 

W
F

31
2B

 =
 6

 7
/8

"

W
F

31
2A

 =
 4

"

1" 1"

09 7723-01
1" FABRIC WRAPPED ACOUSTIC PANEL

AIR SPACE 

09 7723-01
1" FABRIC WRAPPED ACOUSTIC PANEL

AIR SPACE 

2"

7/8"
5/8"

1 
1/

2"

06 1053-01
FIRE-TREATED WOOD BLOCKING

09 7723-02
Z-CLIPS FOR FABRIC WRAPPED
ACOUSTIC PANEL

09 7723-02
Z-CLIPS FOR FABRIC WRAPPED
ACOUSTIC PANEL

06 1053-01
FIRE-TREATED WOOD BLOCKING

MARK DESCRIPTION

WF512 ZINC FORMED METAL WALL PANELS, CURVED METAL

STUD BACKUP

INTERIOR WALL ASSEMBLY

ZINC FORMED METAL WALL PANELS, CURVED METAL STUD BACKUPWF512

05 4000-05
6" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

1 1/2"

05 3100-01
STEEL DECKING

05 3100-01
STEEL DECKING

, 1-1/2

COLD FORMED "L" CLIPS @ 2'-0" O.C.

5/8" 3/4"

1' - 1 1/2"

, 5/8"

GROUT FRAME 
SOLID

STRUCTURE

MARK DESCRIPTION

FE622 INTERIOR HOLLOW METAL DOUBLE RABBET FRAMES
FENESTRATION TYPE

INTERIOR HOLLOW METAL DOUBLE RABBET FRAMEFE622

GL-38

METAL STUDS @ 16" O.C. 
MAX., DESIGNED TO 
ACCOMODATE LOADS FROM 
CURTAIN WALL ATTACHMENT.

PROVIDE 1/2" SPACE 
FROM RUNNER TO TOP 
OF STUD TO ALLOW FOR 
FLOOR SLAB DEFLECTION 
WITH FIRESTOPPING

STRUCTURE

CEILING

COLD FORMED METAL STUDS 
@ 16" O.C. MAX., WITH BOX 
HEADER DESIGNED TO 
ACCOMODATE LOADS FROM 
STOREFRONT ATTACHMENTPROVIDE 1/2" SPACE 

FROM RUNNER TO TOP 
OF STUD TO ALLOW FOR 
FLOOR SLAB 
DEFLECTION.  PROVIDE 
FIRESTOPPING OR 
ACOUSTICAL 
INSULATION AS 
REQUIRED PER 
SCHEDULED PARTITION

STRUCTURE

1/
2"

1/2"

SEE REFLECTED CEILING 
AND FINISH PLANS FOR 
CEILING MATERIAL AND 
FINISH

07 2100-03
GLASS-FIBER BLANKET INSULATION

WF312B = 6 7/8"

WF312A = 4"

1/
2"

CEILING

PARTITION

SCHEDULED

P
A

R
T

IT
IO

N

S
C

H
E

D
U

LE
D

P
A

R
T

IT
IO

N

S
C

H
E

D
U

LE
D

PARTITION

SCHEDULED

SCHEDULED PARTITION

P
A

R
T

IT
IO

N

S
C

H
E

D
U

LE
D

WF412C = 6 7/8"

WF412A&B= 4"

W
F

41
2C

 =
 6

 7
/8

"

W
F

41
2A

&
B

=
 4

"

PARTITION

SCHEDULED

P
A

R
T

IT
IO

N

S
C

H
E

D
U

LE
D

PARTITION

SCHEDULED

P
A

R
T

IT
IO

N

S
C

H
E

D
U

LE
D

MARK DESCRIPTION

WF912 GYPSUM WALL BOARD WITH Z-FURRING CHANNEL
INTERIOR WALL FINISH ASSEMBLY

2 1/2" Z-FURRING CHANNEL, NO GYPSUM BOARDWF912D

SINGLE LAYER GYPSUM BOARD, 2" Z-FURRING CHANNEL  (WITHOUT INSULATION)WF912C

2" Z-FURRING CHANNEL, RIGID INSULATION (WITHOUT GYPSUM BOARD)WF912B

SINGLE LAYER GYPSUM BOARD, 2" Z-FURRING CHANNEL, RIGID INSULATIONWF912A

SECTION

PLAN

09 2900-01
GYPSUM BOARD

09 2900-01
GYPSUM BOARD

PARTITION

SCHEDULED

P
A

R
T

IT
IO

N

S
C

H
E

D
U

LE
D

09 2216-14
2" Z FURRING CHANNEL

07 2100-08
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

07 2100-08
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

09 2216-14
2" Z FURRING CHANNEL

MARK DESCRIPTION

WF913 GYPSUM WALL BOARD WITH METAL STUD AND RIGID

INSULATION

INTERIOR WALL FINISH ASSEMBLY

FINISH,  3 5/8" METAL STUD, RIGID INSULATION

SINGLE LAYER 5/8" CEMENTITIOUS BACKER BOARD WITH FIBER REINFORCED
PLASTIC

WF913A

SECTION

PLAN

09 3013-04
TILE BACKER PANEL

09 2900-01
GYPSUM BOARD

PARTITION

SCHEDULED

P
A

R
T

IT
IO

N

S
C

H
E

D
U

LE
D

09 2216-03
3-5/8" STUDS AND RUNNERS

07 2100-08
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

07 2100-08
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

2" 3 5/8"

5/8"

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 2100-03
GLASS-FIBER BLANKET INSULATION

FIBER REINFORCED 
PLASTIC WALL COVERING, 
REFER TO FOOD SERVICE 
DRAWINGS FOR LOCATIONS

FIBER REINFORCED 
PLASTIC WALL COVERING, 
REFER TO FOOD SERVICE 
DRAWINGS FOR LOCATIONS

2 PCO 257

MARK DESCRIPTION

WF914 (NO GYPSUM BOARD)
INTERIOR WALL WITH Z-FURRING

2 1/2" METAL STUD, SINGLE LAYER GYP. BOARD (FOR BP#3 RATED WALL ASSEMBLIES)WF914B

2 1/2" METAL STUD, NO GYPSUM BOARDWF914A

SECTION

PLAN

PARTITION

SCHEDULED

P
A

R
T

IT
IO

N

S
C

H
E

D
U

LE
D

09 2216-02
2-1/2" STUDS AND RUNNERS

GYPSUM BOARD TO BE 
INSTALLED UNDER 
BARNES & NOBLE FIT-
OUT PROJECT

GYPSUM BOARD TO BE 
INSTALLED UNDER 
BARNES & NOBLE FIT-
OUT PROJECT

09 2216-02
2-1/2" STUDS AND RUNNERS

2 PCO 337

2 ASI 356
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A11

STL STUDS 

1-HR RATED WITH GYP BD
TO STRUCTURE ABOVE

NON-RATED WITH GYP BD
TO STRUCTURE ABOVE (SMOKE RESIST)
NON-RATED WITH GYP BD
TO 6" ABOVE CEILING
NON-RATED WITH STUDS & GYP BD
TO FINISHED CEILING
PARTIAL HEIGHT PARTITION.  SEE FLOOR 
PLANS FOR HEIGHTS.  NOTE 1.

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER (WHERE APPLICABLE)

NOTE:
1. STC IS PREDICTED USING THE "INSUL" COMPUTER PROGRAM.
2. STC IS MODIFIED FROM THE REFERENCE.
3. STC IS BASED ON 0.018" THICK (25 GA) STUDS

A1_ S
T

C

A12

A13

A14

A21

A22

A23

A24

A20

39 46

46

2 1/2"

3 3/4"

-

SIM USG
860808

-

2 1/2"

3 3/4"

2"

SIM SA
831001

UL DES
U419

A2_ S
T

C

A31

A32

A33

A34

A30

39

39

3 5/8"

4 7/8"

-

SIM USG
860808

UL DES
U465

A3_ S
T

C

A41

A42

A43

A44

A40

47

47

3 5/8"

4 7/8"

3"

SIM USG
870717

UL DES
U465

A4_ S
T

C

A51

A52

A53

A54

A50

39

39

4"

5 1/4"

-

SIM USG
860808

UL DES
U465

A5_ S
T

C

A61

A62

A63

A64

A60

47

47

4"

5 1/4"

3"

SIM SA
870717

UL DES
U465

A6_ S
T

C

A71

A72

A73

A74

A70

40

40

6"

7 1/4"

-

SIM USG 
860808
NOTE 3

UL DES
U465

A7_ S
T

C

A81

A82

A83

A84

A80

48

48

6"

7 1/4"

5 1/2"

SIM USG 
870717
NOTE 4

UL DES
U465

A8_ S
T

C

* *

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION

WHERE SCHEDULED

1 LAYER, EA SIDE

A
BASIC PARTITION THICKNESS

B11

2 LAYERS ON SYMBOL 
SIDE & 1 LAYER OTHER SIDE

STL STUDS

1-HR RATED WITH GYP BD
TO STRUCTURE ABOVE

NON-RATED WITH GYP BD
TO STRUCTURE ABOVE 
NON-RATED WITH GYP BD
TO 6" ABOVE CEILING
NON-RATED WITH STUDS & GYP BD
TO FINISHED CEILING
PARTIAL HEIGHT PARTITION.  SEE FLOOR 
PLANS FOR HEIGHTS.  NOTE 1.

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER (WHERE APPLICABLE)

NOTE:
1. REVEALS ARE ACCEPTABLE IN THE OUTER LAYER OF DOUBLE GYPSUM BOARD AND STILL MAINTAIN THE 1-HR RATING.
2. STC IS PREDICTED USING "INSUL" COMPUTER PROGRAM.
3. STC IS BASED ON 0.018" THICK (25 GA) STUDS.

B1_ S
T

C

B12

B13

B14

B21

B22

B23

B24

B20

44 51

46

2 1/2"

4 3/8"

-

SIM TL
69-148

-

2 1/2"

4 3/8"

2"

SIM SA
800504

UL DES U419
U448

B2_ S
T

C

B31

B32

B33

B34

B30

42

42

3 5/8"

5 1/2"

-

SIM TL
69-148

UL DES
U419

B3_ S
T

C

B41

B42

B43

B44

B40

53

53

3 5/8"

5 1/2"

3"

SIM SA
800504

UL DES
U419

B4_ S
T

C

B51

B52

B53

B54

B50

42

42

4"

5 7/8"

-

SIM TL
69-148

UL DES
U419

B5_ S
T

C

B61

B62

B63

B64

B60

53

53

4"

5 7/8"

3"

SIM SA
800504

UL DES
U419

B6_ S
T

C

B71

B72

B73

B74

B70

44

44

6"

7 7/8"

-

SIM TL        
69-148

NOTE 5

UL DES
U419

B7_ S
T

C

B81

B82

B83

B84

B80

54

54

6"

7 7/8"

5 1/2"

SIM SA 
800504
NOTE 5

UL DES
U419

B8_ S
T

C
BASIC PARTITION THICKNESS

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION
WHERE SCHEDULED

B

C11

2 LAYERS, EA SIDE

STL STUDS

WHERE SCHEDULED

2-HR RATED WITH GYP BD
TO STRUCTURE ABOVE

NON-RATED WITH GYP BD
TO STRUCTURE ABOVE 

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER (WHERE APPLICABLE)

NOTE:
1. STC IS MODIFIED FROM THE REFERENCE.
2. STC IS PREDICTED USING THE "INSUL" COMPUTER PROGRAM.
3. STC IS BASED ON 0.018" THICK (25 GA) STUDS.

C1_ S
T

C

C21

C20

49 55

55

2 1/2"

5"

-

SIM BBN
770408

UL DES  
U411

2 1/2"

5"

2"

SIM USG
840818  
NOTE 2

UL DES   
U411

C2_ S
T

C

C31

C30

48

48

3 5/8"

6 1/8"

-

SIM BBN
770408

UL DES
U411

C3_ S
T

C

C41

C40

57

57

3 5/8"

6 1/8"

3"

SIM USG
840818

UL DES
U411

C4_ S
T

C

C51

C50

48

48

4"

6 1/2"

-

SIM BBN
770408

UL DES
U411

C5_ S
T

C

C61

C60

57

57

4"

6 1/2"

3"

SIM USG
840818

UL DES
U411

C6_ S
T

C

C71

C70

50

50

6"

8 1/2"

-

SIM BBN        
770408
NOTE 3

UL DES
U411

C7_ S
T

C

C81

C80

58

58

6"

8 1/2"

5 1/2"

SIM USG 
840818
NOTE 3

UL DES
U411

C8_ S
T

C

BASIC PARTITION THICKNESS

C10 49

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION

C

D13

STL STUDS 

WHERE SCHEDULED

NON-RATED WITH GYP BD
TO STRUCTURE ABOVE

NON-RATED WITH STUDS & GYP BD
TO FINISHED CEILING 

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

NOTE:
1. STC'S ARE PREDICTED USING THE "INSUL" COMPUTER PROGRAM.
2. STC'S ARE BASED ON 0.018" THICK (25 GA) STUDS.

D1_ S
T

C

D23

D21 29

2 1/2"

3 1/8"

-

NOTE 1

2 1/2"

3 1/8"

2"

D2_ S
T

C

D33

D31 27

3 5/8"

4 1/4"

-

D3_ S
T

C

D43

D41 30

3 5/8"

4 1/4"

3"

D4_ S
T

C

D53

D51 27

4"

4 5/8"

-

D5_ S
T

C

D63

D61 30

4"

4 5/8"

3"

D6_ S
T

C

D73

D71 27

6"

6 5/8"

-

D7_ S
T

C

D83

D81 31

6"

6 5/8"

5 1/2"

D8_ S
T

C

D11 27

NOTE 1 NOTE 1 NOTE 1 NOTE 1 NOTE 1 NOTE 1 NOTE 1

D93

D91 26

1 1/2"

2 1/8"

1"

D9_ S
T

C

NOTE 1

NON-RATED WITH GYP BD
TO 6" ABOVE CEILING

D22 D32 D42 D52 D62 D72 D82D12 D92

BASIC PARTITION THICKNESS

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2900-01
GYPSUM BOARD
1 LAYER ON SYMBOL SIDE

D

E13

2 LAYERS ON SYMBOL SIDE

STL STUDS

WHERE SCHEDULED

NON-RATED WITH GYP BD
TO STRUCTURE ABOVE

NON-RATED WITH STUDS & GYP BD
TO FINISHED CEILING 

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

NOTE:
1. STC'S ARE PREDICTED USING THE "INSUL" COMPUTER PROGRAM.
2. STC'S ARE BASED ON 0.018" THICK (25 GA) STUDS.

E1_ S
T

C

E23

E21 34

2 1/2"

3 3/4"

-

NOTE 1

2 1/2"

3 3/4"

2"

E2_ S
T

C

E33

E31 33

3 5/8"

4 7/8"

-

E3_ S
T

C

E43

E41 35

3 5/8"

4 7/8"

3"

E4_ S
T

C

E53

E51 33

4"

5 1/4"

-

E5_ S
T

C

E63

E61 35

4"

5 1/4"

3"

E6_ S
T

C

E73

E71 33

6"

7 1/4"

-

E7_ S
T

C

E83

E81 30

6"

7 1/4"

5 1/2"

E8_ S
T

C

E11 33

NOTE 1 NOTE 1 NOTE 1 NOTE 1 NOTE 1 NOTE 1 NOTE 1

E93

E91 36

1 1/2"

2 3/4"

1"

E9_ S
T

C

NOTE 1

NON-RATED WITH GYP BD
TO 6" ABOVE CEILING

E22 E32 E42 E52 E62 E72 E82E12 E92

BASIC PARTITION THICKNESS

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION

E

F11

1 LAYER, EA SIDE

STL STUDS

WHERE SCHEDULED (SYMBOL SIDE ONLY, UNO)

1-HR RATED WITH GYP BD
TO STRUCTURE ABOVE.  NOTES 2 & 6

NON-RATED WITH GYP BD
TO STRUCTURE ABOVE 
NON-RATED WITH GYP BD
TO 6" ABOVE CEILING
NON-RATED WITH STUDS & GYP BD
TO FINISHED CEILING
PARTIAL HEIGHT PARTITION.  SEE FLOOR 
PLANS FOR HEIGHTS.  NOTE 8.

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER (WHERE APPLICABLE)

NOTE:
1. STEEL RUNNER BRACING SHALL BE A MIN OF 4 1/2" LONG.
2. USE OF GYP BD BRACING AT RATED WALLS, LIMITS THE STUD CAVITY DEPTH TO 9 1/2".
3. STC IS PREDICTED USING THE "INSUL" COMPUTER PROGRAM.
4. UL DESIGN INCLUDES A FIRE-PROOF STEEL TRUSS WITHIN THE CAVITY WALL.
5. ACOUSTICAL INSULATION IS IN ONE SIDE ONLY.
6. IN FIRE RATED WALLS, 3 1/2" IS TOTAL ALLOWABLE ACOUSTICAL INSULATION THICKNESS.
7. STC'S ARE BASED ON 0.018" THICK (25 GA) STUDS.

F1_ S
T

C

F12

F13

F14

F21

F22

F23

F24

F20

42 50

50

1 5/8"

SEE PLAN

-

NOTE 3

UL DES   
U420

1 5/8"

SEE PLAN

3 1/2"

UL DES
U420

F2_ S
T

C

F31

F32

F33

F34

44

44

2 1/2"

SEE PLAN

-

-

F3_ S
T

C

F41

F42

F43

F44

53

53

2 1/2"

SEE PLAN

3 1/2"

-

F4_ S
T

C

F51

F52

F53

F54

45

3 5/8"

SEE PLAN

-

-

F5_ S
T

C

F61

F62

F63

F64

57

3 5/8"

SEE PLAN

3 1/2"     
NOTE 5

-

F6_ S
T

C

F71

F72

F73

F74

45

4"

SEE PLAN

-

-

F7_ S
T

C

F81

F82

F83

F84

57

4"

SEE PLAN

3 1/2"     
NOTE 5

-

F8_ S
T

C

F91

F92

F93

F94

45

6"

SEE PLAN

-

-

F9_ S
T

C

F101

F102

F103

F104

57

6"

SEE PLAN

3 1/2"     
NOTE 5

-

F10_ S
T

C

BASIC PARTITION THICKNESS

STL RUNNER BRACING 4'-0" OC
MAX VERT, 24" OC MAX HORIZ

F10 42

TL-76-155 NOTE 3 TL-76-155 NOTE 3 TL-76-155 NOTE 3 TL-76-155 NOTE 3 TL-76-155

24" MAX

AT FIRE RATED PARTITION,
9 1/2" MAX W/ GYP BD BRACING

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION

F

G11

2 LAYERS SYMBOL SIDE & 1 LAYER OTHER SIDE

STL STUDS 

WHERE SCHEDULED (SYMBOL SIDE ONLY, UNO)

1-HR RATED WITH GYP BD
TO STRUCTURE ABOVE.  NOTES 2 & 6

NON-RATED WITH GYP BD
TO STRUCTURE ABOVE 
NON-RATED WITH GYP BD
TO 6" ABOVE CEILING
NON-RATED WITH STUDS & GYP BD
TO FINISHED CEILING

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER (WHERE APPLICABLE)

NOTE:
1. STEEL RUNNER BRACING SHALL BE A MIN OF 4 1/2" LONG.
2. USE OF GYP BD BRACING AT RATED WALLS, LIMITS THE STUD CAVITY DEPTH TO 9 1/2".
3. STC IS PREDICTED USING THE "INSUL" COMPUTER PROGRAM.
4. UL DESIGN INCLUDES A FIRE-PROOF STEEL TRUSS WITHIN THE CAVITY WALL.
5. ACOUSTICAL INSULATION IS IN ONE SIDE ONLY.
6. REVEALS ARE ACCEPTABLE IN OUTER LAYER OF 2-LAYERED GYPSUM BOARD AND STILL MAINTAIN 1-HOUR FIRE RATING.
7. STC'S ARE BASED ON 0.018" THICK (25 GA) STUDS.

G1_ S
T

C

G12

G13

G21

G22

G23

G20

45 55

55

1 5/8"

SEE PLAN

-

NOTE 3

UL DES   
U420

1 5/8"

SEE PLAN

3 1/2"

UL DES
U420

G2_ S
T

C

G31

G32

G33

51

51

2 1/2"

SEE PLAN

-

-

G3_ S
T

C

G41

G42

G43

59

59

2 1/2"

SEE PLAN

3 1/2"

-

G4_ S
T

C

G51

G52

G53

52

3 5/8"

SEE PLAN

-

-

G5_ S
T

C

G61

G62

G63

62

3 5/8"

SEE PLAN

3 1/2"     
NOTE 5

-

G6_ S
T

C

G71

G72

G73

52

4"

SEE PLAN

-

-

G7_ S
T

C

G81

G82

G83

62

4"

SEE PLAN

3 1/2"     
NOTE 5

-

G8_ S
T

C

G91

G92

G93

52

6"

SEE PLAN

-

-

G9_ S
T

C

G101

G102

G103

62

6"

SEE PLAN

3 1/2"     
NOTE 5

-

G10_ S
T

C

BASIC PARTITION THICKNESS

STL RUNNER BRACING 4'-0" 
OC MAX, VERT

G10 45

TL-76-155 NOTE 3 TL-76-155 NOTE 3 TL-76-155 NOTE 3 TL-76-155 NOTE 3 TL-76-155

24" MAX

AT FIRE RATED PARTITION
9 1/2" MAX W/ GYP BD BRACING

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2900-01
GYPSUM BOARD

G

H11

2 LAYERS, EA SIDE

STL STUDS

WHERE SCHEDULED (SYMBOL SIDE ONLY, UNO)

2-HR RATED WITH GYP BD
TO STRUCTURE ABOVE.  NOTES 2 

NON-RATED WITH GYP BD
TO STRUCTURE ABOVE 
NON-RATED WITH GYP BD
TO 6" ABOVE CEILING
NON-RATED WITH STUDS & GYP BD
TO FINISHED CEILING

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER (WHERE APPLICABLE)

NOTE:
1. STEEL RUNNER BRACING SHALL BE A MIN. OF 4 1/2" LONG.
2. USE OF GYP BD BRACING AT RATED WALLS, LIMIT THE STUD CAVITY DEPTH TO 9 1/2".
3. STC IS PREDICTED USING THE "INSUL" COMPUTER PROGRAM.
4. UL DESIGN INCLUDES A FIRE PROOFED STEEL TRUSS WITHIN THE CAVITY OF THE WALL.
5. ACOUSTICAL INSULATION IS IN ONE SIDE ONLY.
6. STC'S ARE BASED ON 0.018" THICK (25 GA) STUDS.

H1_ S
T

C

H12

H13

H21

H22

H23

H20

45 50

50

1 5/8"

SEE PLAN

-

TL 76-162 
SIM

UL DES U420   
OR U436 
NOTE 4

1 5/8"

SEE PLAN

2 1/2"

UL DES U420
OR U436 
NOTE 4

H2_ S
T

C

H31

H32

H33

53

2 1/2"

SEE PLAN

-

-

H3_ S
T

C

H41

H42

H43

64

2 1/2"

SEE PLAN

3 1/2"    
NOTE 5

-

H4_ S
T

C

H51

H52

H53

54

3 5/8"

SEE PLAN

-

-

H5_ S
T

C

H61

H62

H63

63

3 5/8"

SEE PLAN

3 1/2"     
NOTE 5

-

H6_ S
T

C

H71

H72

H73

54

4"

SEE PLAN

-

-

H7_ S
T

C
H81

H82

H83

63

4"

SEE PLAN

3 1/2"     
NOTE 5

-

H8_ S
T

C

H91

H92

H93

55

6"

SEE PLAN

-

-

H9_ S
T

C

H101

H102

H103

64

6"

SEE PLAN

3 1/2"     
NOTE 5

-

H10_ S
T

C

BASIC PARTITION THICKNESS

STL RUNNER BRACING 4'-0" 
OC MAX, VERT

H10 45

NOTE 3 - NOTE 3 - NOTE 3 NOTE 3

24" MAX

TL 76-156  
SIM

TL 76-162  
SIM

TL 76-156  
SIM

FIRE RATED PARTITION
9 1/2" MAX W/ GYP BD BRACING

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION

H

1 LAYER ON SYMBOL SIDE

STL C-H SHAPED OR BACK 
TO BACK E-SHAPED STUDS 

WHERE SCHEDULED

1-HR RATED SHAFT WALL

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER 

NOTE:
1. THE STC WAS PREDICTED USING THE "INSULATION" COMPUTER PROGRAM.

J1_ S
T

C

J20 45

2 1/2"

4 1/8"

-

NOTE 2

UL DES  
U415 (A)

2 1/2"

4 1/8"

1"

UL DES   
U415 (A)

J2_ S
T

C

J30 38

4"

5 5/8"

-

NOTE 2

UL DES
U415 (A)

J3_ S
T

C

J40 47

4"

5 5/8"

2 1/2"

NOTE 2

UL DES
U415 (A)

J4_ S
T

C

J50 40

6"

7 5/8"

-

NOTE 2

UL DES
U415 (A)

J5_ S
T

C

J60 48

6"

7 5/8"

4 1/2"

NOTE 2

J6_ S
T

C

UL DES
U415 (A)

J10 36

BASIC PARTITION THICKNESS

NOTE 2

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2900-01
GYPSUM BOARD

09 2116.23-01
GYPSUM BOARD - SHAFT WALL
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1. REFER TO DIMENSION AND ENLARGED FLOOR PLANS FOR LOCATION OF 
        PARTITION TYPES.  ALL PARTITIONS ARE TYPE A81 UNLESS NOTED    
        OTHERWISE. NOT ALL PARTITION TYPES SHOWN ARE UTILIZED.

PARTITION TYPE TAG

2. REFER TO A-0.2 FOR TYPICAL PARTITION DETAILS

3. REFER TO INTERIOR WALL FINISH ASSEMBLIES, DIMENSION PLANS, AND 
FINISH PLANS FOR FINAL FINISHES ON PARTITIONS.  PARTITION TYPE IN 
CHARTS REFER TO BASE WALL ONLY.

4. PARTITIONS ARE DIMENSIONED TO THE FINISHED FACE OF THE WALL 
UNLESS NOTED OTHERWISE.

5. PARTITIONS NOT DIMENSIONED ARE GENERALLY LOCATED BY ONE OF 
THE FOLLOWING CRITERIA:

CENTERLINE - CENTER OF PARTITION ALIGNS WITH THE CENTER OF 
GRIDLINE OR OBJECT  CENTERLINE (SUCH AS A COLUMN OR WINDOW 
MULLION).  CENTER THE OVERALL PARTITION WIDTH, RATHER  THAN
STUD WIDTH ON THE LINE.

ALIGN - LOCATE PARTITION FLUSH WITH FACE OF GYPSUM BOARD, OR 
OTHER SURFACE INDICATED.

MAINTAIN DIMENSIONS NOTED AS "MINIMUM" OR "CLEAR".

6.  IF NOT DIMENSIONED, LOCATE HINGE SIDE OF DOOR FRAME 4" FROM 
PERPENDICULAR WALL UNLESS NOTED OTHERWISE.

7. WHEN BLOCKING IS REQUIRED IN A PARTITION, USE A MINIMUM .033"
(20 GA) STUD.

8. PROVIDE ONE LAYER OF 5/8" GLASS MATT WATER-RESISTANT BACKING 
BOARD AT ALL WALLS BEHIND A WET FIXTURE SUCH AS A LAVATORY, 

SINK, 
WATER CLOSET, URINAL, HOSE BIBB OR OTHER SIMILAR FIXTURE 

WITHOUT 
TILE. 

9. PROVIDE CEMENTITIOUS BACKER UNITS AT ALL TILED WALLS AND WALL 
PANELS IN SHOWERS AND BATHTUBS.

10. ALL LOAD BEARING WALLS SHALL BE CONSTRUCTED PER STRUCTURAL 
DRAWINGS AND SPECIFICATIONS.

11. PROVIDE FIRE TREATED WOOD BLOCKING, SHEET METAL OR STEEL 
BACKING IN PARTITIONS TO SUPPORT WALL MOUNTED ITEMS AND 
EQUIPMENT.  FOR EXAMPLE, AT CABINETS, HANDRAILS, GUARDRAILS, 
TOILET PARTITIONS AND ACCESSORIES, WALL-MOUNTED EQUIPMENT, 

ETC.

12. "LINE OF STRUCTURE" AS SHOWN AT THE HEAD CONDITIONS OF THE 
PARTITION DETAIL DOES NOT INDICATE THE EXACT CONSTRUCTION 
CONDITION.  REFER TO UL DETAILS FOR ADDITIONAL INFORMATION 
CONCERNING RATED PARTITIONS.

13. ISOLATE NON-LOAD BEARING FRAMING FROM STRUCTURAL ELEMENTS TO 
PREVENT THE TRANSFER OF LOAD TO PARTITION FRAMING.  STOP STUDS 
1/2" BELOW METAL RUNNER (TOP TRACK) TO ALLOW FOR VERTICAL 
EXPANSION.  SET TOP TRACK 1" BELOW DEFLECTION TRACK.  DO NOT 
ATTACH STUDS TO TOP TRACK.  DO NOT ATTACH GYPSUM BOARD TO THE 
DEFLECTION TRACK.  

FIRE RATED PARTITIONS

1. REFER TO SPECIFICATIONS FOR ADDITIONAL INFORMATION ON 
PENETRATIONS THRU RATED PARTITIONS, FIRE RESISTANT JOINT 
SYSTEMS, SLIP TRACKS AT NON-BEARING PARTITIONS CONNECTION TO 
STRUCTURE AND WALL PRIORITY.

2. UL DESIGN REFERS TO FIRE RESISTANT DIRECTORY'S MOST RECENT
ISSUE.

3. CONSTRUCT RATED PARTITIONS BEFORE NON-RATED.

ACOUSTICAL (THE  FOLLOWING NOTES APPLY TO ALL PARTITIONS 
DESIGNATED TO HAVE A SOUND TRANSMISSION CLASS (STC) RATING ON THE 
PARTITION CHARTS.)

1. ALL ACOUSTICALLY CLASSED PARTITIONS SHALL BE CONSTRUCTED IN 
STRICT ACCORDANCE TO THE REFERENCED TEST.

2. STAGGER AND SEAL ALL JOINTS ON MULTIPLE GYPSUM BOARD LAYER 
PARTITIONS.

3. SEAL PARTITIONS AIR TIGHT AT FLOORS, SIDES, AND CEILINGS ON BOTH 
SIDES
WITH NON-HARDENING ACOUSTICAL SEALANT.

4. ALL BATTS AND BLANKETS IN RATED PARTITIONS MUST BEAR THE 
REQUIRED

UL CLASSIFICATION MARKING AS TO FIRE-RESISTANCE.  

5. AT ACOUSTICALLY RATED PARTITIONS, DO NOT FILL THE STUD CAVITY 
(DEPTH) FULLY WITH SOUND BATTS.  THE WIDTH OF THE SOUND BATTS 
SHOULD BE SLIGHTLY SMALLER THAN CAVITY TO AVOID BATT 
COMPRESSION;
HOWEVER, THE ENTIRE LENGTH AND HEIGHT OF THE PARTITION SHOULD 
HAVE CONTINUOUS AND UNINTERRUPTED SOUND ATTENUATION BATTS.

6. SEAL ALL WALL INTERSECTIONS AND CONTROL JOINTS AT ACOUSTICALLY 
CLASSED PARTITIONS.

7. SEAL ALL CONDUIT, STRUCTURAL, DUCT AND LARGE PIPE PENETRATIONS 
WITH ACOUSTICAL SEALANT UNLESS THE PARTITION IS ALSO FIRE RATED 
WHERE UL LISTED FIRESTOPPING SYSTEMS ARE REQUIRED.

8. OUTLETS ON OPPOSITE SIDES OF ACOUSTICALLY CLASSED PARTITIONS 
SHOULD BE SEPARATED BY A MINIMUM OF ONE STUD AND SEALED WITH 
ACOUSTICAL SEALANT UNLESS THE PARTITION IS IS ALSO FIRE RATED
WHERE UL LISTED FIRESTOPPING SYSTEMS ARE REQUIRED.

9. THE ARCHITECT SHALL OBSERVE THAT ALL BOXES REQUIRED TO BE 
ACOUSTICALLY SEALED ARE SEALED PRIOR TO CLOSING IN PARTITIONS
AND INSTALLING DEVICES AND COVER PLATES.

10. "Z" FURRINGS OR RESILIENT CHANNELS ARE REQUIRED AT CMU WALLS TO 
MAINTAIN DESIGNATED STC.

11. HEAVIER GAGE STUDS, WITH THEIR ADDED THICKNESS HAVE A NEGATIVE 
IMPACT ON THE SOUND INSULATION OF A PARTITION.

?

PARTITION TYPES

GENERAL NOTES

Wall Type D12 is to have a 10 mil polyethylene vapor retarder along the back side of 
the gypsum board and the gypsum board is to be a Moisture Resistant Gypsum 
Board.  This changes only applies to furring the exterior walls of the 1938 Student 
Union.
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8" CMU BACK-UP (NOTE 3)

MTL HAT-SHAPED CHANNELS 

MTL 'Z' FURRING 
CHANNELS

NON-RATED WITH GYP BD
TO STRUCTURE ABOVE

FURRING CHANNEL

"Z" CHANNEL

BASIC PARTITION THICKNESS.  NOTE 1

ACOUSTICAL INSULATION THICKNESS

NOTE:
1. CMU WALLS MUST BE BRACED PERPENDICULAR TO PLANE OF WALL
2. CMU WALLS MUST HAVE A REINFORCED BOND BEAMV AT TOP OF WALL
3. PROVIDE ADDITIONAL SPACE FOR SHIMS AS REQUIRED.
4. STC MODIFIED FROM REFERENCE.
5. ALL STC RATINGS FOR PARTITION TYPE "M" ARE CALCULATED USING AN 8" 
  HOLLOW CMU WALL BACK UP TO THE FURRING AND "Z" CHANNELS.
6. SEAL PERIMETER OF PARTITION SIMILIAR TO DETAILS 1, 4, 7, AND 8/A-8102

M1_ S
T

C

M21 51

7/8"

-

1 1/2" +

-

-

1"

1 5/8" +

M2_ S
T

C

M31 51

-

1 1/2"

2 1/8" +

M3_ S
T

C

M41 57

-

1 1/2"

2 1/8" +

M4_ S
T

C

M51 52

-

2"

2 5/8" +

M5_ S
T

C

M61 59

-

2"

2 5/8" +

M6_ S
T

C

M71 57

-

3"

3 5/8" +

M7_ S
T

C

M81 61

-

3"

3 5/8" +

M8_ S
T

C

M11 50

- -

WHERE SCHEDULED

ACOUSTICAL TEST NUMBER NOTE 2 NOTE 2 NOTE 2 NOTE 2

1 1/2"

TMS
0320

-

OCBA

2"

-

-

-

3"

NON-RATED WITH GYP BD
TO 6" ABOVE CEILING

M22 M32 M42 M52 M62 M72 M82M12

NON-RATED WITH GYP BD
AND FURRING TO CEILING

M23 M33 M43 M53 M63 M73 M83M13

1 LAYER ON SYMBOL SIDE

2-HR RATED TO STRUCTURE 
ABOVE WITH GYP BD TO 6" ABOVE 
CEILING

M10 50

FIRE TEST NUMBER (WHERE APPLICABLE) - -UL DESIGN
U905 (1+2 

HR)

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2900-01
GYPSUM BOARD

M

CONCRETE MASONRY UNITS
(BEARING AND NON-BEARING)

NON-FIRE RATED CMU
TO STRUCTURE ABOVE

BASIC PARTITION THICKNESS

NOMINAL MASONRY THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

NOTE:
1. CMU WALLS MUST BE BRACED PERPENDICULAR TO PLANE OF WALL
2. CMU WALLS MUST HAVE A REINFORCED BOND BEAM AT TOP OF WALL
3. STC IS PREDICTED USING THE "INSUL" COMPUTER PROGRAM AND THE TEST REFERENCE.
4. FILL CORE SPACE IN CMU WITH LOOSE FILL INSULATION.
5. REFER TO UL DESIGN FOR ALLOWABLE COMPRESSIVE STRESS IN CMU.
6. REFER TO UL DESIGN FOR ADDITIONAL CMU CRITERIA.
7. FIGURES SHOWN ARE FOR NORMAL WEIGHT, HOLLOW CORE, CONCRETE MASONRY UNITS.
8. *F SUFFIX: DECORATIVE CMU WITH 1 FACE GROUND
9. **FF SUFFIX: DECORATIVE CMU WITH 2 FACES GROUND

N1_ S
T

C

N20 40

1 5/8"

2"

-

-

3 5/8"

4"

-

N2_ S
T

C

N30 45

5 7/8"

6"

-

N3_ S
T

C

N40 50

7 5/8"

8"

NOTE 2

N4_ S
T

C

N50 47

9 5/8"

10"

-

N5_ S
T

C

N60 51

11 5/8"

12"

NOTE 2

N6_ S
T

C

OCBA
NOTE 1

CCI INDUST
NOTE 1

FIRE TEST NUMBER (WHERE APPLICABLE) - - UL DESIGN
U906 (1+2 

HR)
NOTE 3

UL DESIGN
U905 (1+2 HR)

U904 (3 HR)
U901 (4 HR)

NOTE 1 NOTE 1 NOTE 1

1-HR RATED CMU
TO STRUCTURE ABOVE

N31 N41 N51 N61

2-HR RATED CMU
TO STRUCTURE ABOVE

N32 N42 N52 N62

3-HR RATED CMU
TO STRUCTURE ABOVE

N43 N53 N63

4-HR RATED CMU
TO STRUCTURE ABOVE

N44 N54 N64

NON-FIRE RATED CMU
TO 6" ABOVE CEILING

N25 N35 N45 N55 N65N15

NON-FIRE RATED CMU
TO UNDER SIDE OF CEILING

N26 N36 N46 N56 N66N16

PARTIAL HEIGHT PARTITION N27 N37 N47 N57 N67N17

45

UL DESIGN
U905 (1+2 HR)

U904 (3 HR)
U901 (4 HR)

47 51

UL DESIGN
U905 (1+2 HR)

U904 (3 HR)
U901 (4 HR)

BASIC PARTITION THICKNESS

N, NF*, NFF**

45

S
T

C

N40A

7 5/8"

8"

NOTE 2 & 4

N4_A

UL DESIGN
U905 (1+2 HR)

U904 (3 HR)
U901 (4 HR)

NOTE 1

2 ASI 146

45

3 LAYERS, EA SIDE

STL STUDS

WHERE SCHEDULED

3-HR RATED WITH GYP BD
TO STRUCTURE ABOVE

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

NOTE:
1. STUDS SHALL BE CUT 3/8" TO 3/4" LESS THAN THE ASSEMBLY HEIGHT.
2. THE STC'S ARE BASED ON 0.018" THICK (25 GA) STUDS .

P1_ S
T

C

P20 59

1 5//8"

5 3/8"

-

-

1 5/8"

5 3/8"

1 1/2"

P2_ S
T

C

P30

2 1/2"

6 1/4"

-

P3_ S
T

C

P40 63

2 1/2"

6 1/4"

2"

P4_ S
T

C

P50

3 5/8"

7 3/8"

-

P5_ S
T

C

P60

3 5/8"

7 3/8"

3"

P6_ S
T

C

P70

4"

7 3/4"

-

P7_ S
T

C

P80

4"

7 3/4"

3"

P8_ S
T

C

P10

SA-830112 -
RAL-TL-      
87-152

- - - -

P90

6"

9 3/4"

-

P9_ S
T

C

-

P100

6"

9 3/4"

5"

P10_ S
T

C

-

FIRE TEST NUMBER
UL DES

U419
UL DES

U419
UL DES

U419
UL DES

U419
UL DES

U419
UL DES

U419
UL DES

U419
UL DES

U419
UL DES

U419
UL DES

U419

BASIC PARTITION THICKNESS

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION P

1 LAYER, EA SIDE

0.033" THK (20 GA) STUDS 

WHERE SCHEDULED

1-HR RATED WITH GYP BD
TO STRUCTURE ABOVE

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER  (WHERE APPLICABLE)

NOTE:

Q1_ S
T

C

Q20 54

2 1/2"

4 1/4"

2"

RAL-TL-
87-156

UL DES  
U451

3 5/8"

5 3/8"

3"

UL DES   
U419

Q2_ S
T

C

Q30 56

6"

7 3/4"

5"

UL DES
U419

Q3_ S
T

C

Q10 50

0.018" THK (25 GA), 1/2" RESILIENT 
STL CHANNELS

Q21 54 Q31 56Q11 50
NON-RATED WITH GYP BD
TO STRUCTURE ABOVE

RAL-TL-
83-216

RAL-TL-
84-141

BASIC PARTITION THICKNESS

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2900-01
GYPSUM BOARD

Q

1 LAYER, EA SIDE

0.018" THK (25 GA) STL STUDS

WHERE 
SCHEDULED

1-HR RATED WITH GYP BD
TO STRUCTURE ABOVE

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER  (WHERE APPLICABLE)

NOTE:
1. STC IS PREDICTED USING THE "INSUL" COMPUTER PROGRAM.
2. STC IS MODIFIED FROM THE REFERENCE.

R1_ S
T

C

R20 47

3 5/8"

4 7/8"

-

USG
860808

UL DES   
U465

3 5/8"

4 7/8"

3"

UL DES   
U465

R2_ S
T

C

R30 39

4"

5 1/4"

-

UL DES
U465

R3_ S
T

C

R10 39

LEAD SHIELDING ON ROOM SIDE. 
HEIGHT AND THICKNESS 
PER PHYSICIST'S REPORT.

R21 47 R31 39R11 39
NON-RATED WITH GYP BD
TO STRUCTURE ABOVE (SMOKE RESIST)

USG 
87017

USG
860808

BASIC PARTITION THICKNESS

R40 47

4"

5 1/4"

3"

UL DES
U465

R4_ S
T

C

R41 47

USG
87017

R50 40

6"

7 1/4"

-

UL DES
U465

R5_ S
T

C

R51 40

USG 860808
NOTE 2

R60 48

6"

7 1/4"

5 1/2"

UL DES
U465

R6_ S
T

C

R61 48

USG 870717
NOTE 3

R22 R32R12
NON-RATED WITH GYP BD
TO 6" ABOVE CEILING

R42 R52 R62

R23 R33R13
NON-RATED WITH STUDS AND 
GYP BD TO FINISHED CEILING

R43 R53 R63

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION R

3-LAYERS ON SYMBOL SIDE

STL C-H OR BACK TO BACK E-SHAPED 
STUDS

3-HR RATED SHAFT WALL

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER  

NOTE:

S1_ S
T

C

S20 45

2 1/2"

4 3/8"

-

-

UL DES   
U415 (G)

2 1/2"

4 3/8"

1"

S2_ S
T

C

S30

4"

5 7/8"

-

S3_ S
T

C

S10

WHERE SCHEDULED

RAL-TL89-
379

-

S40

4"

5 7/8"

2 1/2"

S4_ S
T

C

-

S50

6"

7 7/8"

-

S5_ S
T

C

S60

6"

7 7/8"

4 1/2"

S6_ S
T

C

BASIC PARTITION THICKNESS

UL DES   
U415 (G)

UL DES   
U415 (G)

UL DES   
U415 (G)

UL DES   
U415 (G)

UL DES   
U415 (G)

- -

09 2900-01
GYPSUM BOARD

09 2116.23-01
GYPSUM BOARD - SHAFT WALL

07 2100-03
GLASS-FIBER BLANKET INSULATION

S

3 LAYERS ON SYMBOL 
SIDE AND 2 LAYERS OTHER SIDE

3 1/2", 0.033" THK (20GA) STL, 
CHANNEL SHAPED STUDS

3-HR RATED WITH GYP BD
TO STRUCTURE ABOVE

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER (WHERE APPLICABLE)  

NOTE:

T1_ S
T

C

3 1/2" CHANNEL SHAPED

7 1/8"

3"

RAL-TL-     
83-213

UL DES   
U455

T10

0.018" THK (25), 1/2" RESILIENT 
STL CHANNELS

BASIC PARTITION THICKNESS

62

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION T

1 OR 2-HR FIRE RATED WITH GYP BD
TO STRUCTURE ABOVE
NON-RATED WITH GYP BD
TO STRUCTURE ABOVE (SMOKE RESIST)

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

FIRE TEST NUMBER

NOTE:
1. SEAL AIR TIGHT AT FLOOR, SIDES AND CEILING ON BOTH SIDES WITH 
NON- HARDENING ACOUSTICAL SEALANT.
2. STAGGER AND SEAL ALL JOINTS ON MULTIPLE LAYER PARTITIONS.
3. SEAL ALL CONDUIT AND STRUCTURAL PENETRATIONS. SEAL DUCT AND 

LARGE PIPE PENETRATIONS.
4. OUTLETS ON OPPOSITE SIDES OF PARTITIONS SHOULD BE SEPARATED BY 
A MINIMUM OF ONE STUD. 
5. SEAL ALL INTERSECTIONS AND CONTROL JOINTS.

U1_ S
T

C

2 1/2" OR 
3 5/8"

10 1/4"

5" TOTAL

UL DES   
U805

U10

BASIC PARTITION THICKNESS

64

U11 64

1" AIR SPACE

2 LAYERS, EA SIDE

0.018" THK (25 GA),   
2 1/2" STL STUDS

0.018" THK (25 GA),    
3 5/8" STL STUDS 

ROOM SIDE

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2900-01
GYPSUM BOARD

U

V11

2 LAYERS, EA SIDE

WHERE SCHEDULED

0.033" THK (20 GA), 1/2" RESILIENT  
STL CHANNELS 

2-HR RATED WITH GYP BD
TO STRUCTURE ABOVE

NON-RATED WITH GYP BD
TO STRUCTURE ABOVE 

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER (WHERE APPLICABLE)

NOTE:

V1_ S
T

C

V21

V20

2 1/2"

5 1/2"

-

-

UL DES  
U419

2 1/2"

5 1/2"

2"

UL DES   
U419

V2_ S
T

C

V31

V30

3 5/8"

6 5/8"

-

UL DES
U419

V3_ S
T

C

V41

V40

61

61

3 5/8"

6 5/8"

3"

UL DES
U419

V4_ S
T

C

V51

V50

4"

7"

-

UL DES
U419

V5_ S
T

C

V61

V60

61

61

4"

7"

3"

UL DES
U419

V6_ S
T

C

V71

V70

6"

9"

-

UL DES
U419

V7_ S
T

C

V81

V80

62

62

6"

9"

5"

UL DES
U419

V8_ S
T

C

BASIC PARTITION THICKNESS

V10

0.033" THK (20 GA) STL STUDS 

- -
RAL-TL-
83-214

-
RAL-TL-
83-214

-
RAL-TL-
84-139

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION V

1 1 /2"-HR RATED WITH GYP BD
TO STRUCTURE ABOVE
NON-RATED WITH GYP BD
TO STRUCTURE ABOVE

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

FIRE TEST NUMBER (WHERE 
APPLICABLE)
NOTE:

W1_ S
T

C

3 5/8"

6"

3"

UL DES   
U419

W10 58

W11 58

W2_ S
T

C

6"

8 3/8"

5"

UL DES   
U452

W20 59

W21 59

2 LAYERS ON SYMBOL 
SIDE AND 1 LAYER OTHER SIDE

WHERE SCHEDULED

0.018" THK (25 GA), 1/2" RESILIENT 
STL FURRING CHANNELS

0.033" THK (20 GA) STL STUDS

BASIC PARTITION THICKNESS

ACOUSTICAL TEST NUMBER
RAL-TL-
83-215

RAL-TL-
84-140

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2900-01
GYPSUM BOARD

W

NON-FIRE RATED
TO STRUCTURE ABOVE
1-HOUR RATED 
TO STRUCTURE ABOVE

BASIC PARTITION THICK

NOMINAL MASONRY THICK

ACOUSTICAL INSULATION THICK

FIRE TEST NUMBER (WHERE 
APPLICABLE)

NOTE:
1. CMU WALLS MUST BE BRACED PERPENDICULAR TO PLANE OF WALL
2. CMU WALLS MUST HAVE A REINFORCED BOND BEAMV AT TOP OF WALL
3. MAINTAIN CLEAR 1" AIR SPACE WITHOUT TIES, MORTAR OR OTHER MATERIALS
4. PAINT BOTH SIDE OF CONCRETE BLOCK WITH CEMENTITIOUS BLOCK FILLER
5. FILL BLOCKS WITH DRY SAND
6. CAULK TOP AND BOTTOM OF EA GYPSUM BOARD PANEL TO DECK AND FLOOR 

WITH A NON-HARDENING CAULK.  CAULK TOP AND BOTTOM OF MASONRY
7. ALL CAULKING SHALL BE ACOUSTICAL SEALANT BY USG TREMCO OR 
EQUIVALENT
8. GYP BD PANEL JOINTS SHOULD BE STAGGERED AND SEALED
9. SLEEVE WALL PENETRATIONS, PACK WITH FIBERGLASS AND CAULK AIR TIGHT

X1_ S
T

C

1'-1 1/2"

8"

3 1/2"

UL DES   
U905 (1+2)

U904 (3 HR)
U901 (4 HR)

X10 65

X11 65

ACOUSTICAL TEST NUMBER -

2 LAYERS

8" NOM CMU-BRACED AND REINFORCED
(35LB/FT AVG DRY WT)

1" AIR SPACE

0.018" THK (25 GA), 
3 5/8" STL STUDS

DRY SAND FILL IN CMU

PAINT CMU ON 
BOTH SIDES

2-HOUR RATED 
TO STRUCTURE ABOVE

X12 65

3-HOUR RATED
TO STRUCTURE ABOVE

X13 65

4-HOUR RATED
TO STRUCTURE ABOVE

X14 65

BASIC PARTITION THICKNESS

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION

X

2 LAYER ON SYMBOL SIDE

STL C-H SHAPED OR BACK TO 
BACK E-SHAPED STUDS 

WHERE SCHEDULED

2-HR RATED SHAFT WALL

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER 

NOTE:
1. STC IS PREDICTED USING THE "INSUL" COMPUTER PROGRAM.
2. STC IS MODIFIED FROM REFERENCE.

K1_ S
T

C

K20 50

2 1/2"

4 3/4"

-

USG 750302
NOTE 3

UL DES  
U415 (B)

2 1/2"

4 3/4"

1"

UL DES   
U415 (B)

K2_ S
T

C

K30 43

4"

6 1/4"

-

NOTE 2

UL DES
U415 (B)

K3_ S
T

C

K40 50

4"

6 1/4"

2 1/2"

NOTE 2

UL DES
U415 (B)

K4_ S
T

C

K50 45

6"

8 1/4"

-

NOTE 2

UL DES
U415 (B)

K5_ S
T

C

K60 51

6"

8 1/4"

4 1/2"

NOTE 2

K6_ S
T

C

UL DES
U415 (B)

K10 41

BASIC PARTITION THICKNESS

USG 750302
NOTE 3

09 2900-01
GYPSUM BOARD

09 2116.23-01
GYPSUM BOARD - SHAFT WALL

07 2100-03
GLASS-FIBER BLANKET INSULATION K

1 LAYER, EA SIDE

BACK TO BACK "E" STUDS 
(2 1/2" MIN D) (U415(E) ONLY) @ 24"OC 
OR STL C-H SHAPED STUDS 
(2 1/2"W x 1 1/2"D)  
(FOR U467 OR U415(E))

(NON-SYMBOL SIDE)

2-HR RATED SHAFT WALL

STUD SIZE

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION THICKNESS

ACOUSTICAL TEST NUMBER

NOTE:
1. USE MINERAL BATTS ONLY AT U467.
2. WHEN USING DESIGN U415(E), EITHER MINERAL WOOL OR GLASS FIBER BATTS ARE ACCEPTABLE.
3. STC'S ARE PREDICTED USING THE "INSUL" COMPUTER PROGRAM.

L1_ S
T

C

L20 50

2 1/2"

4 3/4"

-

BISN 750704
NOTE 4

2 1/2"

4 3/4"

1"
NOTE 3

L2_ S
T

C

L30 43

4"

6 1/4"

-

L3_ S
T

C

L40 51

4"

6 1/4"

2 1/2"

L4_ S
T

C

L50 45

6" (C-H)

8 1/4"

-

L5_ S
T

C

L60 52

6" (C-H)

8 1/4"

4 1/2"

L6_ S
T

C

L70 45

6" (2XE)

8 1/4"

-

L7_ S
T

C

L80 52

6" (2XE)

8 1/4"

4 1/2"

L8_ S
T

C

L10 41

NOTE 4 NOTE 4

BASIC PARTITION THICKNESS
WHERE SCHEDULED

FIRE TEST NUMBER
UL DES U467
OR U415 (E)

UL DES U467
OR U415(E)

UL DES
U415(E)

UL DES
U415(E)

NOTE 4

UL DES
U415(E)

NOTE 4

UL DES
U415(E)

NOTE 4

UL DES
U415(E)

NOTE 4

UL DES
U415(E)

NOTE 4

09 2900-01
GYPSUM BOARD

09 2116.23-01
GYPSUM BOARD - SHAFT WALL

07 2100-03
GLASS-FIBER BLANKET INSULATION
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Keynote Legend

Key Value Keynote Text

07 4213.13-02 FORMED METAL WALL PANELS

07 4213.13-03 THERMALLY BROKEN Z-GIRT

07 4213.13-04 LAP-SEAM METAL WALL PANEL, ALUMINUM REVEAL JOINT

07 4213.23-03 EXTERIOR ALUMINUM REVEAL METAL COLUMN COVER

07 5216-00 SBS MODIFIED BITUMINOUS MEMBRANE ROOF ASSEMBLY

07 5216-01 SBS MODIFIED BITUMINOUS MEMBRANE ROOFING

07 5216-02 POLYISOCYANURATE BOARD INSULATION

07 5216-03 ROOF INSULATION OVER SLOPED STRUCTURE

07 5216-04 TAPERED ROOF INSULATION AT 1/4" PER FOOT SLOPE

07 5216-05 LIQUID-APPLIED FLASHING SYSTEM

07 5216-06 WALKWAY PAD

07 5216-08 EXTENSIVE VEGETATED ROOF ASSEMBLY

07 5216-09 1/2" COVER BOARD

07 5216-10 FOIL CLAD, MODIFIED BITUMEN FLASHING

07 5216-11 5/8" COVER BOARD

07 5216-12 CONCRETE PAVERS

07 5216-13 PAVER PEDESTALS

07 6200-01 STAINLESS STEEL SHEET FLASHING

07 6200-02 ALUMINUM SHEET FLASHING AND TRIM

07 7100-01 ALUMINUM COPING

07 7100-02 ALUMINUM REGLET AND COUNTER FLASHING

07 7100-03 ZINC COPING

07 7129-01 EJ-1 ALUMINIUM ROOF EXPANSION JOINT

07 7129-02 EJ-2 ALUMINIUM ROOF EXPANSION JOINT

07 7200-01 ROOF CURB

07 7200-06 ROOF HATCH

07 7253-01 ZINC SNOW RAILS

07 8100-01 SPRAY-APPLIED FIREPROOFING

07 8100-02 SPRAY-APPLIED FIREPROOFING

07 8123-01 INTUMESCENT FIREPROOFING

07 8413-01 PENETRATION FIREPROOFING

07 8413-02 FIRESTOPPING

07 8443-01 FIRE-RESISTIVE JOINT SYSTEM

07 9200-00 JOINT SEALANT

07 9200-01 JOINT SEALANT AND BACKER ROD

07 9500-01 EXPANSION CONTROL

07 9500-02 INTERIOR EJ-3 FIRE RATED FLOOR-TO-FLOOR JOINT ASSEMBLY

07 9500-04 INTERIOR EJ-5 NON-RATED WALL-TO-WALL ASSEMBLY

07 9500-07 INTERIOR EJ-8 CEILING TO CORNER COVER

07 9500-08 INTERIOR EJ-9 FIRE RATED WALL-TO-WALL JOINT ASSEMBLY

07 9500-11 EXTERIOR EJ-12 FIRE RATED WALL-TO-WALL AND SOFFIT JOINT ASSEMBLY

08 1113-01 HOLLOW METAL FRAME

08 1113-02 HOLLOW METAL DOOR

08 1116-01 FIRE RATED ENTRANCES AND STOREFRONTS

08 1416-01 FLUSH WOOD DOOR

08 3113-01 ACCESS DOOR

08 3326-01 OVERHEAD COILING DOOR

08 4113-01 ALUMINUM-FRAMED ENTRANCES AND STOREFRONTS

08 4410-01 FIRE RATED ALUMINUM CURTAIN WALL

08 4413-01 GLAZED ALUMINUM CURTAIN WALL

08 4433-01 SLOPED GLAZING ASSEMBLIES

08 5123.13-01 HOT-ROLLED STEEL WINDOWS

08 8000-01 GL10 - CLEAR MONOLITHIC GLASS(6MM)

08 8000-02 GL11 - CLEAR MONOLITHIC GLASS(10MM)

08 8000-07 GL32 - LOW E CLEAR INSULATED GLAZING SPANDREL PANEL

08 8000-08 GL33 - LOW E CLEAR INSULATED GLAZING, TEMPERED, LAMINATED WITH FRIT
PATTERN

08 8000-09 GL37 - LOW E CLEAR INSULATED SLOPED GLAZING, TEMPERED, LAMINATED
WITH FRIT PATTERN

08 9119-01 FIXED LOUVER

09 0190.52-01 MAINTENANCE REPAINTING

09 2116.23-01 GYPSUM BOARD - SHAFT WALL

09 2216-01 NON-STRUCTURAL METAL FRAMING

09 2216-02 2-1/2" STUDS AND RUNNERS

09 2216-03 3-5/8" STUDS AND RUNNERS

09 2216-14 2" Z FURRING CHANNEL

09 2216-15 7/8" HAT-SHAPED FURRING CHANNEL

09 2216-17 CORNERBEAD

09 2216-18 DRYWALL F REVEAL

09 2216-22 DRYWALL J REVEAL

09 2216-23 DRYWALL L BEAD

09 2226-01 GYPSUM BOARD METAL SUSPENSION SYSTEM

09 2400-01 CEMENT PLASTERING SYSTEM

09 2410-01 CEMENT PLASTER REPAIR

09 2900-01 GYPSUM BOARD

09 2900-02 GYPSUM BOARD - ABUSE-RESISTANT

09 2900-04 GYPSUM BOARD TRIM

09 2900-05 GYPSUM BOARD - TYPE X

09 3013-01 CERAMIC TILE

09 3013-02 SADDLE

09 3013-03 METAL EDGE STRIP

09 3013-04 TILE BACKER PANEL

09 3013-05 CERAMIC TILE BASE

09 3033-01 STONE TILE

09 3033-02 STONE TILE BASE

09 5113-01 ACOUSTICAL PANEL CEILING

09 5113-02 CEILING SUSPENSION SYSTEM

09 5436-01 WOOD SLAT CEILING

09 5436-02 WOOD SLAT WALL GRID

09 6466-01 WOOD ATHLETIC FLOORING

09 6466-02 VENTED RESILIENT WALL BASE

09 6513-01 RESILIENT BASE

09 6513-02 RESILIENT ACCESSORY

09 6566-01 RESILIENT ATHLETIC FLOORING

09 6623-01 EPOXY RESIN TERRAZZO FLOORING

09 6723-01 RESINOUS FLOORING

09 6813-01 CARPET TILE

09 6813-02 WALK-OFF CARPET

09 9113-01 EXTERIOR PAINTED FINISH

09 9123-01 INTERIOR PAINTED FINISH

09 9600-01 HIGH-PERFORMANCE COATING FINISH

09 9653-01 ELASTOMERIC COATING

10 2113.17-01 PHENOLIC-CORE TOILET COMPARTMENT

10 2213-01 WIRE MESH PARTITION

10 2249-01 FOLDING PANEL PARTITION

10 5113-01 METAL LOCKERS

11 1200-01 SAFETY TIE BACK ANCHORS

11 1413-01 TURNSTILES

11 3100-02 REFRIGERATOR/FREEZER

11 6623-01 GYMNASIUM EQUIPMENT

12 2413-01 MANUAL SINGLE-ROLLER WINDOW SHADE

12 2413-03 MOTOR-OPERATED SINGLE ROLLER SHADE

12 3661.16-01 SOLID SURFACING COUNTERTOPS

12 3661.16-02 SOLID SURFACING SILLS

12 3661.21-01 PRE-CAST CONCRETE COUNTERTOP

22 0100-01 2-PIECE DUAL FUNCTION ROOF DRAIN WITH 4" HIGH OVERFLOW, REFER TO
PLUMBING DRAWINGS

31 2000-01 COMPACT GRAVEL FILL

Keynote Legend

Key Value Keynote Text

02 4119-01 PROVIDE SELECTIVE DEMOLITION AND REPAIR

03 0130-02 PROVIDE MAINTENANCE OF CAST-IN-PLACE CONCRETE CAPITAL ON ALL
PILASTERS

03 0130-03 PROVIDE MAINTENANCE OF CAST-IN-PLACE CONCRETE WATER TABLE,
CONTINUOUSLY ON ALL SIDES

03 0130-04 PROVIDE MAINTENANCE OF CAST-IN-PLACE CONCRETE BASE

03 0130-05 PROVIDE MAINTENANCE OF CAST-IN-PLACE CONCRETE FLOOR PRIOR TO
APPLICATION OF HYDRAULIC CEMENT UNDERLAYMENT

03 3000-01 CAST-IN-PLACE REINFORCED CONCRETE

03 3000-02 CAST-IN-PLACE REINFORCED CONCRETE FLOOR SLAB

03 3000-03 EXPANSION JOINT & SEALANT

03 3000-04 WATERSTOP

03 3000-05 15 MIL VAPOR BARRIER

03 3000-06 CAST-IN-PLACE CONCRETE WALL

03 3300-01 CAST-IN-PLACE ARCHITECTURAL CONCRETE

03 3543-01 POLISHED CONCRETE FINISHING

03 5416-01 HYDRAULIC CEMENT UNDERLAYMENT

04 0110-01 MASONRY CLEANING

04 0120.63-01 BRICK MASONRY REPAIR

04 0120.64-01 BRICK MASONRY REPOINTING

04 0140.61-01 STONE REPAIR

04 0140.62-01 STONE REPOINTING

04 2000-01 FACE BRICK

04 2000-02 BOND BEAM

04 2000-03 CAVITY DRAINAGE MATERIAL

04 2000-04 MASONRY THRU-WALL FLASHING

04 2000-06 MASONRY VENEER ANCHORS

04 2000-07 MASONRY WEEPS AND VENTS

04 2000-08 REINFORCED CONCRETE MASONRY UNITS

04 2000-09 REINFORCED 4" CONCRETE MASONRY UNIT

04 2000-11 REINFORCED 8" CONCRETE MASONRY UNIT

04 2000-13 REINFORCED 12" CONCRETE MASONRY UNIT

04 2000-14 DECORATIVE CONCRETE MASONRY UNITS

04 2000-15 ANCHORED INDIANA CUT LIMESTONE MASONRY SILL

04 2000-16 STRUCTURAL CLAY TILE

04 2100-01 REINFORCED UNIT MASONRY

04 4313.13-01 ANCHORED INDIANA CUT LIMESTONE MASONRY VENEER, SMOOTH FINISH

04 4313.13-02 ANCHORED RUSTICATED KENTUCKY LIMESTONE MASONRY VENEER

04 4313.13-03 ANCHORED KENTUCKY RIVER MARBLE LIMESTONE CAP

05 0020-01 ADHESIVE (CHEMICAL) ANCHORS AND EXPANSION ANCHORS

05 1200-01 STRUCTURAL STEEL FRAMING

05 1200-02 EXPOSED-TO-VIEW STRUCTURAL STEEL FRAMING

05 1213-01 ARCHITECTURALLY EXPOSED STRUCTURAL STEEL FRAMING

05 3100-01 STEEL DECKING

05 3100-02 ACOUSTICAL ROOF DECK

05 3100-03 STRUCTURAL STEEL ANGLE

05 3100-05 STRUCTURAL STEEL BENT PLATE

05 4000-01 COLD-FORMED METAL FRAMING

05 4000-04 4" COLD-FORMED METAL FRAMING

05 4000-05 6" COLD-FORMED METAL FRAMING

05 5000-01 STEEL LADDER

05 5000-02 STEEL LADDER WITH SAFETY CAGE

05 5000-03 METAL FABRICATION

05 5000-04 SLOTTED CHANNEL FRAMING

05 5000-05 PREFABRICATED CROSS-OVER SHIPS LADDER

05 5000-07 STEEL SECURITY LADDER DOOR AND LOCK

05 5113-01 METAL PAN STAIRS

05 5113-03 CONCRETE FILLED STEEL TREADS

05 5213-01 STEEL TUBE GUARDRAIL

05 5213-02 STEEL TUBE HANDRAIL

05 5313-01 ALUMINUM BAR GRATING

05 5813-01 COLUMN COVERS

05 7100-01 DECORATIVE METAL STAIR

05 7300-01 DECORATIVE STAINLESS STEEL HANDRAIL

05 7300-02 DECORATIVE STAINLESS STEEL CABLE RAIL

05 7313-01 GLAZED DECORATIVE METAL RAILING

06 1053-01 WOOD BLOCKING

06 1600-01 1/2" GLASS-MAT GYPSUM SHEATHING WITH SEALED JOINTS

06 1600-02 PLYWOOD SHEATHING

06 1600-03 3/4" FIRE-RETARDANT-TREATED PLYWOOD

06 1600-04 5/8" GLASS-MAT GYPSUM SHEATHING WITH SEALED JOINTS

06 2013-01 EXTERIOR FINISH CARPENTRY REPAIR

06 4023-01 INTERIOR ARCHITECTURAL WOODWORK

06 4116-01 PLASTIC LAMINATE CABINET

07 1113-01 BITUMINOUS DAMPPROOFING

07 1326-01 SELF-ADHERING SHEET WATERPROOFING

07 1326-03 MOLDED SHEET DRAINAGE PANEL

07 1413-01 HOT FLUID-APPLIED RUBBERIZED ASPHALT WATERPROOFING

07 1413-02 MOLDED SHEET DRAINAGE PANEL

07 1616-01 CRYSTALLINE WATERPROOFING

07 1900-01 WATER REPELLENTS

07 2100-01 R-15 BELOW SLAB PERIMETER EXTRUDED POLYSTYRENE FOAM-PLASTIC
BOARD

07 2100-02 2" CONTINUOUS MINERAL-WOOL BOARD INSULATION

07 2100-03 GLASS-FIBER BLANKET INSULATION

07 2100-04 SOUND-ATTENUATION INSULATION

07 2100-05 MINERAL-WOOL BOARD INSULATION

07 2100-08 EXTRUDED POLYSTYRENE FOAM-PLASTIC BOARD

07 2600-01 10 MIL POLYETHYLENE VAPOR RETARDER

07 2726-01 FLUID-APPLIED AIR BARRIER

07 2726-02 MODIFIED BITUMINOUS STRIP

07 2726-04 SELF-ADHERED MEMBRANE FLASHING

07 2726-05 FLEXIBLE SILICONE SHEET FLASHING

07 4113.16-01 STANDING-SEAM ZINC METAL ROOF PANELS

07 4113.16-02 SELF-ADHERING, HIGH-TEMPERATURE UNDERLAYMENT

07 4113.16-03 FORMED METAL FLASHING ZINC BOX GUTTER-ANCHORED TO WOOD
BLOCKING AS REQUIRED FOR PROPER PERFORMANCE

07 4113.16-04 FORMED METAL FLASHING ZINC DOWNSPOUT

07 4113.16-05 ¾” FIRE-RETARDANT TREATED PLYWOOD NAIL BASE POLYISOCYANURATE
INSULATION BOARD

07 4113.16-07 ZINC SHEET FLASHING AND TRIM
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CONFERENCE ROOMS, GREEN ROOMS, TEAM ROOMS, GAMING 
LOUNGE, CORRIDORS
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CONTROL PANEL (PROVIDE 
AT SIDE CLOSEST TO DOOR)

AV CREDENZA
REFER TO AV PLANS 
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B118 GROUP FITNESS CYCLING
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FOR LOCATION

REFER TO ARCHITECTURAL
INTERIOR ELEVATIONS
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A268 SENATE - BENCH FRONT
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WALL BOX

R
E

F
E

R
 T

O
 R

C
P

's
 F

O
R

 C
E

IL
IN

G
 H

E
IG

H
T

IN
T

E
R

IO
R

 E
L

E
V

A
T

IO
N

R
E

F
E

R
 T

O
A

R
C

H
IT

E
C

T
U

R
A

L

6
6
"

1
0
"

EQ EQ

EQ EQ

6
' -

 1
1

"

ALIGN

CLOCK

2 PCO 266

B115 GROUP FITNESS A, B116 GROUP FITNESS B
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40"  TV WITH SWIVEL MOUNT 
(TV SHOWN AT ANGLE)

EQ EQ

TV MONITORS (TV AND MOUNT) ARE NOT TO PROTRUDE GREATER THAN 4" 
FROM FINISH FACE OF WALL.

ALL MOUNTING HEIGHTS ARE TO COMPLY WITH 2010 ADA STANDARDS FOR 
ACCESSIBLE DESIGN.

BOX LOCATIONS ARE BASED  ON TV BRACKET BASIS OF DESIGN (REFER TO 
SPECIFICATION 11 5200.  ANY ALTERNATE MOUNT PROVIDED MUST COMPLY 
WITH BASIS OF DESIGN CONFIGURATION.

GENERAL AV MOUNTING HEIGHT NOTES
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1 55" CEILING MOUNTING HEIGHT
 1/2" = 1'-0"A-0.31

4 55", 65", 70", 75" MOUNTING HEIGHT
 1/2" = 1'-0"A-0.31

2 65" MOUNTING HEIGHT - GROUP FITNESS CYCLING

 1/2" = 1'-0"A-0.31

5 65"MOUNTING HEIGHT - SENATE BENCH FRONT
 1/2" = 1'-0"A-0.31

6 65"MOUNTING HEIGHT CONTROL DESK
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3 75"MOUNTING HEIGHT - GROUP FITNESS
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7 40" MOUNTING HEIGHT RECEPTION
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PROTECT EXISTING FRAZEE HALL

PROTECT EXISTING BARKER HALL

A-1.1d - LEVEL 01 PLAN - AREA D
A-1.1d-d - LEVEL 01 DIMENSION PLAN - AREA D

A-1.1c - LEVEL 01 PLAN - AREA C
A-1.1c-d - LEVEL 01 DIMENSION PLAN - AREA C

A-1.1f - LEVEL 01 PLAN - AREA F
A-1.1f-d - LEVEL 01 DIMENSION PLAN - AREA F

A-1.1e - LEVEL 01 PLAN - AREA E
A-1.1e-d - LEVEL 01 DIMENSION PLAN - AREA E

A-1.1b - LEVEL 01 PLAN - AREA B
A-1.1b-d - LEVEL 01 DIMENSION PLAN - AREA B

A-1.1a - LEVEL 01 PLAN - AREA A
A-1.1a-d - LEVEL 01 DIMENSION PLAN - AREA A

A-1.1c - LEVEL 01 PLAN - AREA C
A-1.1c-d - LEVEL 01 DIMENSION PLAN - AREA C

A-1.1e - LEVEL 01 PLAN - AREA E
A-1.1e-d - LEVEL 01 DIMENSION PLAN - AREA E

A-1.1d - LEVEL 01 PLAN - AREA D
A-1.1d-d - LEVEL 01 DIMENSION PLAN - AREA D

A-1.1f - LEVEL 01 PLAN - AREA F
A-1.1f-d - LEVEL 01 DIMENSION PLAN - AREA F

A-1.1b - LEVEL 01 PLAN - AREA B
A-1.1b-d - LEVEL 01 DIMENSION PLAN - AREA B

A-1.1a - LEVEL 01 PLAN - AREA A
A-1.1a-d - LEVEL 01 DIMENSION PLAN - AREA A

 1" = 20'-0"A-1.1

1 LEVEL 01 FLOOR PLAN (948'-0")
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CONCRETE WALLS 
AND AREAWAYS

09 2216-14
2" Z FURRING CHANNEL

07 2600-01
10 MIL POLYETHYLENE VAPOR
RETARDER

09 2216-14
2" Z FURRING CHANNEL

07 2100-08
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

07 8100-02
SPRAY-APPLIED
FIREPROOFING

05 1200-01
STRUCTURAL STEEL FRAMING

09 2216-03
3-5/8" STUDS AND
RUNNERS

07 1616-01
CRYSTALLINE WATERPROOFING
ALONG INTERIOR 
FACE OF CONCRETE 
WALL

WF912B

10 MIL FIRE RETARDANT REINFORCED 
POLYETHYLENE VAPOR RETARDERS 
WHERE NO GYP. TYP.

04 2000-08
REINFORCED
CONCRETE
MASONRY UNITS

N40

12a

Ha

G.9a

D31

WF912C

09 2216-14
2" Z FURRING CHANNEL

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 2216-03
3-5/8" STUDS AND RUNNERS

WF912C

EXISTING CONCRETE 
EXTERIOR WALLS

09 9653-01
ELASTOMERIC COATING
OVER EXISTING 
CONCRETE 
EXTERIOR WALLS

05 1200-01
STRUCTURAL STEEL FRAMING

07 8100-02
SPRAY-APPLIED FIREPROOFING

VESTIBULE SIDE

COORDINATE SLAB DEPTH THICKNESS WITH ACTUAL FLOORING 
PRODUCTS UTILIZED.

EXISTING FINISH FLOOR ELEVATION WAS IDENTIFIED BY SURVEYOR AS 
945.0' FOR ALUMNI GYM. NEW F.F.E. HAS BEEN SET AT 945' - 0". 
EXISTING FINISH FLOOR ELEVATION WAS IDENTIFIED AS 948.01' FOR 
1938 STUDENT UNION. NEW F.F.E. HAS BEEN SET AT 948'-0". VERIFY BY 
SURVEY ESTABLISHED F.F.E'S AND ADJUST ACCORDINGLY.

PROVIDE TURNSTILES W/ HAND-SCANNER. EXIT BARS TO DROP 
DURING POWER FAILURE.

ALL AV ROUGH-IN IS BP#3. ALL A/V EQUIPMENT IS SCOPE OF FUTURE 
BID PACK.

REFER TO TOILET ACCESSORY SCHEDULE ON A-5.30 FOR           
INDICATORS.

CHANGES FROM POLISHED TO SEALED CONCRETE FLOORS SHALL 
NOT BE VISIBLE FROM THE POLISHED CONCRETE SIDE OF THE FLOOR.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING FOR ALL WALLS WITH 
CASEWORK. 

SEE A-8 SERIES DRAWINGS FOR CURTAIN WALL, LOUVER, DOOR AND 
OTHER OPENING TYPES. 

SEE ENLARGED PLANS AND INTERIOR ELEVATIONS FOR ADDITIONAL 
EQUIPMENT ITEMS NOT SHOWN ON THE FLOOR PLANS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEM 
ARE TO BE LAPPED TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL 
PENETRATIONS THROUGH THE EXTERIOR ENVELOPE SHALL BE 
SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT 
AIR AN WATER INFILTRATION, TYPICAL. 

REFER TO CONSTRUCTION MANAGER'S PHASING PLAN FOR TRADE 
PACKAGES BID PRIOR TO OR WILL BE BID SUBSEQUENT TO BID PACK # 
3.

ALL WORK NOT INDICATED AS WORK OF BID PACK 1 OR 2 SHALL BE 
WORK OF BID PACK 3. 

PROVIDE FIRE TREATED PLYWOOD PAINTED WHITE IN ALL MDF, IDF 
ROOMS ON ALL WALLS. LEAVE STAMP VISIBLE. 

REFER TO AV SHEETS FOR PROJECTOR MOUNT LOCATIONS & 
ESTABLISH A 4' X 4' FREE AREA AROUND EACH PROJECTOR TO AVOID 
INTERFERENCE OF MEP ITEMS.

ENCLOSE ALL EXPOSED HOLES & PENETRATIONS FROM DEMOLISHED 
DUCTS, PIPES, CONDUITS, ETC. IN FINISHED SPACE WITH 
CONSTRUCTION AND FINISH TO MATCH ADJACENT CONSTRUCTION. 

PROVIDE ACCESS DOORS OF APPROPRIATE SIZE, TYPE AND FIRE 
RATING FOR ALL CONCEALED ITEMS THAT REQUIRE ADJUSTMENT, 
MAINTENANCE, MONITORING, ETC. COORDINATE LOCATIONS WITH 
ARCHITECT. PROVIDE 2'x2' MININUM SIZE UNITS.

DO NOT DETERMINE DIMENSIONS AND SIZE OF THE GRAPHIC 
REPRESENTATIONS SHOWN ON THE DRAWINGS BY USING MEASURING 
DEVICES (DO NOT "SCALE"). RELY ON THE NUMERIC DIMENSIONS 
SHOWN ON THE DRAWINGS FOR MEASUREMENT.

DIMENSIONS ARE TAKEN FROM CENTERLINE OF STRUCTURE, FACE OF 
CONCRETE OR FINISHED FACE OF PARTITIONS. SEE PARTITION TYPES 
SHEETS FOR PARTITION THICKNESS AND MATERIALS. 

REFER TO FINISH LEGEND FOR FINISH PLAN SYMBOLS.

SEE A-8.1 FOR DOOR SCHEDULE.

STRUCTURAL COLUMNS TO RECEIVE INTUMESCENT COATING WHERE 
EXPOSED TO VIEW. CONCEALED COLUMN LOCATIONS TO RECEIVE 
SPRAY FIREPROOFING UNDER SCOPE OF BP#3. 

REFER TO FIRE-PROOFING SHEETS FOR STRUCTURAL PROTECTION 
REQUIREMENTS. 

PATCH & REPAIR ALL SURFACES IMPACTED BY REMAINING FLOORS, 
WALLS, CEILINGS AS DEMOLISHED ON D-SERIES SHEETS OF BP#1. 

REFER TO BP#1 FOR WORK ASSOCIATED WITH EARTH MOVING, 
SHORING & BUILDING SUPPORT AND SITE UTILITIES. REFER TO 
BP#2 FOR WORK ASSOCIATED WITH STRUCTURAL STEEL, NEW 
ELEVATOR, FOUNDATIONS AND FIREPROOFING.

PROVIDE WALL BLOCKING FOR ALL WALL MOUNTED EQUIPMENT, 
INCLUDING EQUIPMENT NOTED AS O.F.O.I.

PAINT OVER ALL STEEL THAT IS SCHEDULED TO RECEIVE 
INTUMESCENT OR SPRAY FIREPROOFING THAT IS EXPOSED TO VIEW. 

SEAL ALL MECHANICAL AND ELECTRICAL EXTERIOR PENETRATIONS 
WITH INSULATION, SEALANT, AND RATED MATERIALS AND ASSEMBLIES.

PATCH AND REPAIR ALL FIRE-RATED PENETRATIONS DAMAGED 
DURING CONSTRUCTION WITH MANUFACTURER'S RECOMMENDED 
METHODS.
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COORDINATE SLAB DEPTH THICKNESS WITH ACTUAL FLOORING 
PRODUCTS UTILIZED.

EXISTING FINISH FLOOR ELEVATION WAS IDENTIFIED BY SURVEYOR AS 
945.0' FOR ALUMNI GYM. NEW F.F.E. HAS BEEN SET AT 945' - 0". 
EXISTING FINISH FLOOR ELEVATION WAS IDENTIFIED AS 948.01' FOR 
1938 STUDENT UNION. NEW F.F.E. HAS BEEN SET AT 948'-0". VERIFY BY 
SURVEY ESTABLISHED F.F.E'S AND ADJUST ACCORDINGLY.

PROVIDE TURNSTILES W/ HAND-SCANNER. EXIT BARS TO DROP 
DURING POWER FAILURE.

ALL AV ROUGH-IN IS BP#3. ALL A/V EQUIPMENT IS SCOPE OF FUTURE 
BID PACK.

REFER TO TOILET ACCESSORY SCHEDULE ON A-5.30 FOR           
INDICATORS.

CHANGES FROM POLISHED TO SEALED CONCRETE FLOORS SHALL 
NOT BE VISIBLE FROM THE POLISHED CONCRETE SIDE OF THE FLOOR.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING FOR ALL WALLS WITH 
CASEWORK. 

SEE A-8 SERIES DRAWINGS FOR CURTAIN WALL, LOUVER, DOOR AND 
OTHER OPENING TYPES. 

SEE ENLARGED PLANS AND INTERIOR ELEVATIONS FOR ADDITIONAL 
EQUIPMENT ITEMS NOT SHOWN ON THE FLOOR PLANS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEM 
ARE TO BE LAPPED TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL 
PENETRATIONS THROUGH THE EXTERIOR ENVELOPE SHALL BE 
SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT 
AIR AN WATER INFILTRATION, TYPICAL. 

REFER TO CONSTRUCTION MANAGER'S PHASING PLAN FOR TRADE 
PACKAGES BID PRIOR TO OR WILL BE BID SUBSEQUENT TO BID PACK # 
3.

ALL WORK NOT INDICATED AS WORK OF BID PACK 1 OR 2 SHALL BE 
WORK OF BID PACK 3. 

PROVIDE FIRE TREATED PLYWOOD PAINTED WHITE IN ALL MDF, IDF 
ROOMS ON ALL WALLS. LEAVE STAMP VISIBLE. 

REFER TO AV SHEETS FOR PROJECTOR MOUNT LOCATIONS & 
ESTABLISH A 4' X 4' FREE AREA AROUND EACH PROJECTOR TO AVOID 
INTERFERENCE OF MEP ITEMS.

ENCLOSE ALL EXPOSED HOLES & PENETRATIONS FROM DEMOLISHED 
DUCTS, PIPES, CONDUITS, ETC. IN FINISHED SPACE WITH 
CONSTRUCTION AND FINISH TO MATCH ADJACENT CONSTRUCTION. 

PROVIDE ACCESS DOORS OF APPROPRIATE SIZE, TYPE AND FIRE 
RATING FOR ALL CONCEALED ITEMS THAT REQUIRE ADJUSTMENT, 
MAINTENANCE, MONITORING, ETC. COORDINATE LOCATIONS WITH 
ARCHITECT. PROVIDE 2'x2' MININUM SIZE UNITS.

DO NOT DETERMINE DIMENSIONS AND SIZE OF THE GRAPHIC 
REPRESENTATIONS SHOWN ON THE DRAWINGS BY USING MEASURING 
DEVICES (DO NOT "SCALE"). RELY ON THE NUMERIC DIMENSIONS 
SHOWN ON THE DRAWINGS FOR MEASUREMENT.

DIMENSIONS ARE TAKEN FROM CENTERLINE OF STRUCTURE, FACE OF 
CONCRETE OR FINISHED FACE OF PARTITIONS. SEE PARTITION TYPES 
SHEETS FOR PARTITION THICKNESS AND MATERIALS. 

REFER TO FINISH LEGEND FOR FINISH PLAN SYMBOLS.

SEE A-8.1 FOR DOOR SCHEDULE.

STRUCTURAL COLUMNS TO RECEIVE INTUMESCENT COATING WHERE 
EXPOSED TO VIEW. CONCEALED COLUMN LOCATIONS TO RECEIVE 
SPRAY FIREPROOFING UNDER SCOPE OF BP#3. 

REFER TO FIRE-PROOFING SHEETS FOR STRUCTURAL PROTECTION 
REQUIREMENTS. 

PATCH & REPAIR ALL SURFACES IMPACTED BY REMAINING FLOORS, 
WALLS, CEILINGS AS DEMOLISHED ON D-SERIES SHEETS OF BP#1. 

REFER TO BP#1 FOR WORK ASSOCIATED WITH EARTH MOVING, 
SHORING & BUILDING SUPPORT AND SITE UTILITIES. REFER TO 
BP#2 FOR WORK ASSOCIATED WITH STRUCTURAL STEEL, NEW 
ELEVATOR, FOUNDATIONS AND FIREPROOFING.

PROVIDE WALL BLOCKING FOR ALL WALL MOUNTED EQUIPMENT, 
INCLUDING EQUIPMENT NOTED AS O.F.O.I.

PAINT OVER ALL STEEL THAT IS SCHEDULED TO RECEIVE 
INTUMESCENT OR SPRAY FIREPROOFING THAT IS EXPOSED TO VIEW. 

SEAL ALL MECHANICAL AND ELECTRICAL EXTERIOR PENETRATIONS 
WITH INSULATION, SEALANT, AND RATED MATERIALS AND ASSEMBLIES.

PATCH AND REPAIR ALL FIRE-RATED PENETRATIONS DAMAGED 
DURING CONSTRUCTION WITH MANUFACTURER'S RECOMMENDED 
METHODS.

GENERAL PLAN NOTES
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DEMOLISH AND 
REMOVE 
EXISTING STEEL 
BARS AT 
WINDOWS. 

DEMOLISH AND REMOVE EXISTING 
WINDOWS. REFER TO HAZARDOUS 
MATERIAL REPORT AND SPECIFICATION 
SECTION 022600 FOR HAZARDOUS 
MATERIAL LOCATIONS AND 
PROCEDURES.  PROVIDE TEMPORARY 
WEATHERTIGHT ENCLOSURE UNTIL 
PERMANENT CONSTRUCTION IS IN 
PLACE.

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES
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PROVIDE SELECTIVE
DEMOLITION AND REPAIR

02 4119-01
PROVIDE SELECTIVE
DEMOLITION AND REPAIR

. CLEAN CONCRETE
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PROVIDE SELECTIVE
DEMOLITION AND REPAIR
PROVIDE SELECTIVE DEMOLITION 
OF REMAINING CONCRETE 
STOOP WALLS. REMOVE WINDOW 
AND SECURITY BAR 
COMPONENTS.

REMOVE REMAINING PORTIONS 
OF AREAWAY THAT WAS 
CONCEALED FROM VIEW.
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COORDINATE SLAB DEPTH THICKNESS WITH ACTUAL FLOORING 
PRODUCTS UTILIZED.

EXISTING FINISH FLOOR ELEVATION WAS IDENTIFIED BY SURVEYOR AS 
945.0' FOR ALUMNI GYM. NEW F.F.E. HAS BEEN SET AT 945' - 0". 
EXISTING FINISH FLOOR ELEVATION WAS IDENTIFIED AS 948.01' FOR 
1938 STUDENT UNION. NEW F.F.E. HAS BEEN SET AT 948'-0". VERIFY BY 
SURVEY ESTABLISHED F.F.E'S AND ADJUST ACCORDINGLY.

PROVIDE TURNSTILES W/ HAND-SCANNER. EXIT BARS TO DROP 
DURING POWER FAILURE.

ALL AV ROUGH-IN IS BP#3. ALL A/V EQUIPMENT IS SCOPE OF FUTURE 
BID PACK.

REFER TO TOILET ACCESSORY SCHEDULE ON A-5.30 FOR           
INDICATORS.

CHANGES FROM POLISHED TO SEALED CONCRETE FLOORS SHALL 
NOT BE VISIBLE FROM THE POLISHED CONCRETE SIDE OF THE FLOOR.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING FOR ALL WALLS WITH 
CASEWORK. 

SEE A-8 SERIES DRAWINGS FOR CURTAIN WALL, LOUVER, DOOR AND 
OTHER OPENING TYPES. 

SEE ENLARGED PLANS AND INTERIOR ELEVATIONS FOR ADDITIONAL 
EQUIPMENT ITEMS NOT SHOWN ON THE FLOOR PLANS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEM 
ARE TO BE LAPPED TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL 
PENETRATIONS THROUGH THE EXTERIOR ENVELOPE SHALL BE 
SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT 
AIR AN WATER INFILTRATION, TYPICAL. 

REFER TO CONSTRUCTION MANAGER'S PHASING PLAN FOR TRADE 
PACKAGES BID PRIOR TO OR WILL BE BID SUBSEQUENT TO BID PACK # 
3.

ALL WORK NOT INDICATED AS WORK OF BID PACK 1 OR 2 SHALL BE 
WORK OF BID PACK 3. 

PROVIDE FIRE TREATED PLYWOOD PAINTED WHITE IN ALL MDF, IDF 
ROOMS ON ALL WALLS. LEAVE STAMP VISIBLE. 

REFER TO AV SHEETS FOR PROJECTOR MOUNT LOCATIONS & 
ESTABLISH A 4' X 4' FREE AREA AROUND EACH PROJECTOR TO AVOID 
INTERFERENCE OF MEP ITEMS.

ENCLOSE ALL EXPOSED HOLES & PENETRATIONS FROM DEMOLISHED 
DUCTS, PIPES, CONDUITS, ETC. IN FINISHED SPACE WITH 
CONSTRUCTION AND FINISH TO MATCH ADJACENT CONSTRUCTION. 

PROVIDE ACCESS DOORS OF APPROPRIATE SIZE, TYPE AND FIRE 
RATING FOR ALL CONCEALED ITEMS THAT REQUIRE ADJUSTMENT, 
MAINTENANCE, MONITORING, ETC. COORDINATE LOCATIONS WITH 
ARCHITECT. PROVIDE 2'x2' MININUM SIZE UNITS.

DO NOT DETERMINE DIMENSIONS AND SIZE OF THE GRAPHIC 
REPRESENTATIONS SHOWN ON THE DRAWINGS BY USING MEASURING 
DEVICES (DO NOT "SCALE"). RELY ON THE NUMERIC DIMENSIONS 
SHOWN ON THE DRAWINGS FOR MEASUREMENT.

DIMENSIONS ARE TAKEN FROM CENTERLINE OF STRUCTURE, FACE OF 
CONCRETE OR FINISHED FACE OF PARTITIONS. SEE PARTITION TYPES 
SHEETS FOR PARTITION THICKNESS AND MATERIALS. 

REFER TO FINISH LEGEND FOR FINISH PLAN SYMBOLS.

SEE A-8.1 FOR DOOR SCHEDULE.

STRUCTURAL COLUMNS TO RECEIVE INTUMESCENT COATING WHERE 
EXPOSED TO VIEW. CONCEALED COLUMN LOCATIONS TO RECEIVE 
SPRAY FIREPROOFING UNDER SCOPE OF BP#3. 

REFER TO FIRE-PROOFING SHEETS FOR STRUCTURAL PROTECTION 
REQUIREMENTS. 

PATCH & REPAIR ALL SURFACES IMPACTED BY REMAINING FLOORS, 
WALLS, CEILINGS AS DEMOLISHED ON D-SERIES SHEETS OF BP#1. 

REFER TO BP#1 FOR WORK ASSOCIATED WITH EARTH MOVING, 
SHORING & BUILDING SUPPORT AND SITE UTILITIES. REFER TO 
BP#2 FOR WORK ASSOCIATED WITH STRUCTURAL STEEL, NEW 
ELEVATOR, FOUNDATIONS AND FIREPROOFING.

PROVIDE WALL BLOCKING FOR ALL WALL MOUNTED EQUIPMENT, 
INCLUDING EQUIPMENT NOTED AS O.F.O.I.

PAINT OVER ALL STEEL THAT IS SCHEDULED TO RECEIVE 
INTUMESCENT OR SPRAY FIREPROOFING THAT IS EXPOSED TO VIEW. 

SEAL ALL MECHANICAL AND ELECTRICAL EXTERIOR PENETRATIONS 
WITH INSULATION, SEALANT, AND RATED MATERIALS AND ASSEMBLIES.

PATCH AND REPAIR ALL FIRE-RATED PENETRATIONS DAMAGED 
DURING CONSTRUCTION WITH MANUFACTURER'S RECOMMENDED 
METHODS.
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COORDINATE SLAB DEPTH THICKNESS WITH ACTUAL FLOORING 
PRODUCTS UTILIZED.

EXISTING FINISH FLOOR ELEVATION WAS IDENTIFIED BY SURVEYOR AS 
945.0' FOR ALUMNI GYM. NEW F.F.E. HAS BEEN SET AT 945' - 0". 
EXISTING FINISH FLOOR ELEVATION WAS IDENTIFIED AS 948.01' FOR 
1938 STUDENT UNION. NEW F.F.E. HAS BEEN SET AT 948'-0". VERIFY BY 
SURVEY ESTABLISHED F.F.E'S AND ADJUST ACCORDINGLY.

PROVIDE TURNSTILES W/ HAND-SCANNER. EXIT BARS TO DROP 
DURING POWER FAILURE.

ALL AV ROUGH-IN IS BP#3. ALL A/V EQUIPMENT IS SCOPE OF FUTURE 
BID PACK.

REFER TO TOILET ACCESSORY SCHEDULE ON A-5.30 FOR           
INDICATORS.

CHANGES FROM POLISHED TO SEALED CONCRETE FLOORS SHALL 
NOT BE VISIBLE FROM THE POLISHED CONCRETE SIDE OF THE FLOOR.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING FOR ALL WALLS WITH 
CASEWORK. 

SEE A-8 SERIES DRAWINGS FOR CURTAIN WALL, LOUVER, DOOR AND 
OTHER OPENING TYPES. 

SEE ENLARGED PLANS AND INTERIOR ELEVATIONS FOR ADDITIONAL 
EQUIPMENT ITEMS NOT SHOWN ON THE FLOOR PLANS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEM 
ARE TO BE LAPPED TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL 
PENETRATIONS THROUGH THE EXTERIOR ENVELOPE SHALL BE 
SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT 
AIR AN WATER INFILTRATION, TYPICAL. 

REFER TO CONSTRUCTION MANAGER'S PHASING PLAN FOR TRADE 
PACKAGES BID PRIOR TO OR WILL BE BID SUBSEQUENT TO BID PACK # 
3.

ALL WORK NOT INDICATED AS WORK OF BID PACK 1 OR 2 SHALL BE 
WORK OF BID PACK 3. 

PROVIDE FIRE TREATED PLYWOOD PAINTED WHITE IN ALL MDF, IDF 
ROOMS ON ALL WALLS. LEAVE STAMP VISIBLE. 

REFER TO AV SHEETS FOR PROJECTOR MOUNT LOCATIONS & 
ESTABLISH A 4' X 4' FREE AREA AROUND EACH PROJECTOR TO AVOID 
INTERFERENCE OF MEP ITEMS.

ENCLOSE ALL EXPOSED HOLES & PENETRATIONS FROM DEMOLISHED 
DUCTS, PIPES, CONDUITS, ETC. IN FINISHED SPACE WITH 
CONSTRUCTION AND FINISH TO MATCH ADJACENT CONSTRUCTION. 

PROVIDE ACCESS DOORS OF APPROPRIATE SIZE, TYPE AND FIRE 
RATING FOR ALL CONCEALED ITEMS THAT REQUIRE ADJUSTMENT, 
MAINTENANCE, MONITORING, ETC. COORDINATE LOCATIONS WITH 
ARCHITECT. PROVIDE 2'x2' MININUM SIZE UNITS.

DO NOT DETERMINE DIMENSIONS AND SIZE OF THE GRAPHIC 
REPRESENTATIONS SHOWN ON THE DRAWINGS BY USING MEASURING 
DEVICES (DO NOT "SCALE"). RELY ON THE NUMERIC DIMENSIONS 
SHOWN ON THE DRAWINGS FOR MEASUREMENT.

DIMENSIONS ARE TAKEN FROM CENTERLINE OF STRUCTURE, FACE OF 
CONCRETE OR FINISHED FACE OF PARTITIONS. SEE PARTITION TYPES 
SHEETS FOR PARTITION THICKNESS AND MATERIALS. 

REFER TO FINISH LEGEND FOR FINISH PLAN SYMBOLS.

SEE A-8.1 FOR DOOR SCHEDULE.

STRUCTURAL COLUMNS TO RECEIVE INTUMESCENT COATING WHERE 
EXPOSED TO VIEW. CONCEALED COLUMN LOCATIONS TO RECEIVE 
SPRAY FIREPROOFING UNDER SCOPE OF BP#3. 

REFER TO FIRE-PROOFING SHEETS FOR STRUCTURAL PROTECTION 
REQUIREMENTS. 

PATCH & REPAIR ALL SURFACES IMPACTED BY REMAINING FLOORS, 
WALLS, CEILINGS AS DEMOLISHED ON D-SERIES SHEETS OF BP#1. 

REFER TO BP#1 FOR WORK ASSOCIATED WITH EARTH MOVING, 
SHORING & BUILDING SUPPORT AND SITE UTILITIES. REFER TO 
BP#2 FOR WORK ASSOCIATED WITH STRUCTURAL STEEL, NEW 
ELEVATOR, FOUNDATIONS AND FIREPROOFING.

PROVIDE WALL BLOCKING FOR ALL WALL MOUNTED EQUIPMENT, 
INCLUDING EQUIPMENT NOTED AS O.F.O.I.

PAINT OVER ALL STEEL THAT IS SCHEDULED TO RECEIVE 
INTUMESCENT OR SPRAY FIREPROOFING THAT IS EXPOSED TO VIEW. 

SEAL ALL MECHANICAL AND ELECTRICAL EXTERIOR PENETRATIONS 
WITH INSULATION, SEALANT, AND RATED MATERIALS AND ASSEMBLIES.

PATCH AND REPAIR ALL FIRE-RATED PENETRATIONS DAMAGED 
DURING CONSTRUCTION WITH MANUFACTURER'S RECOMMENDED 
METHODS.
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WATER REPELLENTS
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ALUMNI GYM.
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OF ATRIUM A100C. ADD 
FIRE BLOCKING AT 
EXPOSED ENDS OF 
CORNICE.

PORTION OF CORNICE WILL BE ON THE 
INTERIOR OF ATRIUM A100C. ADD FIRE 
BLOCKING AT EXPOSED ENDS OF 
CORNICE.

PORTION OF CORNICE WILL BE ON THE 
INTERIOR OF ATRIUM A100C. ADD FIRE 
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TRIM: CONCEALED CONDITION: 
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SHEET METAL FLASHING AND WOOD 
LUMBER FOR ENTIRE CORNICE ON 
ALUMNI GYM.

PORTION OF CORNICE WILL 
BE ON THE INTERIOR OF 
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ALUMINUM COPING
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EXTERIOR PAINTED FINISH
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MAINTENANCE REPAINTING
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CAST-IN-PLACE CONCRETE
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TRIM: CONCEALED CONDITION: 
ASSUME 30% REPLACEMENT OF 
SHEET METAL FLASHING AND 
WOOD LUMBER FOR ENTIRE 
CORNICE ON ALUMNI GYM.
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AREA B

AREA F

AREA A

AREA D

AREA 
E

SOME FLASHING AND TRIMS ARE NOT SHOWN ON THE 
SMALL-SCALE ELEVATION DRAWINGS. SEE THE WALL 
SECTIONS AND DETAILS FOR THESE COMPONENTS.

GRADE LINES SHOWN ARE APPROXIMATE. SEE SITE DRAWINGS 
FOR ACTUAL GRADE LOCATIONS. 

PROTECT EXISTING COPING, GUTTERS AND DOWNSPOUTS FROM 
DAMAGE, TYPICAL. 

REFER TO SHEETS A-2.30 THROUGH A-2.31 FOR MASONRY 
REPAIR NOTES ASSOCIATED WITH EXISTING BUILDING 
ENVELOPE.

REFER TO DEMOLITION SHEETS IN BID PACK # 1 FOR REMEDIAL 
WORK REQUIRED. 

TOOTH ALL BRICK INFILL INTO EXISTING BRICK MASONRY.

MASONRY WATER REPELLANT WILL BE APPLIED TO ALL NEW 
CONSTRUCTION. ALL EXISTING MASONRY WILL RECEIVE WATER 
REPELLANT. 

CLEAN ALL EXISTING BRICK, STONE AND CONCRETE SURFACES 
AS REQUIRED. 

ALL ROOF PENETRATIONS TO BE SEALED AND FLASHED TO 
PREVENT AIR AND WATER INFILTRATION, TYPICAL.

COORDINATE TOP OF WATERPROOFING SYSTEMS WITH FINISH 
GRADES. SUBSURFACE WATERPROOFING SYSTEMS MUST NOT 
BE VISIBLE ABOVE FINISH GRADE.

EXISTING EXTERIOR SIGNAGE AND PLAQUES TO BE PROTECTED. 

USE SALVAGED BRICK AS AVAILABLE, AND NEW SPECIAL SIZED 
BRICK THAT EXCEEDS AVAILABLE SALVAGE

MATERIALS NOT SHOWN IN ELEVATION SHALL RETURN TO 
NEAREST INSIDE CORNER
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EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

Bb Cb Db Eb FbAb Gb Hb

LINE OF 
GRADE

AFTER CLEANING AND 
RESTORING BRICK

EX - S.U. - MECH
984' - 0 1/4"

3

A-4.5
____________________________________________
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____________________________________________

EX - S.U. - LOW
PARAPET

991' - 0"
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PARAPET
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20' - 0" 20' - 0" 20' - 0" 20' - 0" 20' - 0" 20' - 0" 20' - 0"

140' - 0"

07 1900-01
WATER REPELLENTS

04 2000-01
FACE BRICK

CW8 CW8 CW8 CW8 CW8 CW8

CW9CW9CW9CW9CW9CW9CW9CW9CW9CW9

CW13

07 7100-01
ALUMINUM COPING

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

REFURBISHED LIGHTS 
TO BE RE-INSTALLED 
IN SAME LOCATION

MATCH VERTICAL 
RUNNING BOND, 
REVEAL, AND 
SOLDIER COURSE 
FROM EXISTING 
FACADE

NEW EXTERIOR 
STAIR

2' - 0" 9' - 2 3/4"

05 7313-01
GLAZED DECORATIVE METAL
RAILING

09 9600-01
HIGH-PERFORMANCE COATING
FINISH
BP#1 WROUGHT IRON WORK 
TO REMAIN IN PLACE, BE 
PROTECTED AND POWER 
CLEANED TO ACCEPT HIGH-
PERFORMANCE PAINT UNDER
BP#3

09 0190.52-01
MAINTENANCE REPAINTING

09 0190.52-01
MAINTENANCE REPAINTING

09 0190.52-01
MAINTENANCE REPAINTING
ALL WROUGHT IRON 
RAILS

04 0140.61-01
STONE REPAIR

ALL SILLS

04 0140.61-01
STONE REPAIR
ALL SILLS

3

A-7.5
____________________________________________

7

A-7.5
____________________________________________

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

07 4113.16-03
FORMED METAL FLASHING ZINC
BOX GUTTER-ANCHORED TO
WOOD BLOCKING AS REQUIRED
FOR PROPER PERFORMANCE

07 7100-01
ALUMINUM COPING

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

07 7200-06
ROOF HATCH

04 4313.13-01
ANCHORED INDIANA CUT
LIMESTONE MASONRY VENEER,
SMOOTH FINISH
MATCH EXISTING 1958 
STUDENT UNION

04 2000-01
FACE BRICK

NEW CONSTRUCTION

22 0100-01

ROOF DRAIN OVER-
FLOW OUTLET

22 0100-01

ROOF DRAIN OVER-
FLOW OUTLET

04 2000-01
FACE BRICK

04 2000-15
ANCHORED INDIANA CUT
LIMESTONE MASONRY SILL
-TYPICAL AT ALL EXISTING 
LIMESTONE SILLS IN AREA B ON WEST 
ELEVATION

04 2000-15
ANCHORED INDIANA CUT LIMESTONE 
MASONRY SILL -TYPICAL AT ALL 
EXISTING LIMESTONE SILLS IN AREA 
B ON WEST ELEVATION

TYP.
1' - 4"

TYP.

FIELD VERIFY
TYP.
1' - 4"

TYP.
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FIELD VERIFY
TYP.
1' - 4"
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CW14 CW14

04 2000-01
FACE BRICK

07 1900-01
WATER REPELLENTS
AFTER CLEANING AND 
RESTORING BRICK

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

INFILL LOUVER 
AND WINDOW 
OPENING 
WITH BRICK 
CAVITY WALL. USE 
SALVAGED BRICK.

INFILL DOOR OPENING 
WITH BRICK CAVITY WALL. 
CONTINUE REVEALS. USE 
SALVAGED BRICK

INFILL WINDOW OPENING 
WITH BRICK CAVITY WALL. 
CONTINUE REVEALS. USE 
SALVAGED BRICK.

08 9119-01
FIXED LOUVER

NEW CONSTRUCTION

07 7100-01
ALUMINUM COPING

REMOVAL OF 
MASONRY FOR 
OPENING 
UNDER BP3 
WORK. SALVAGE 
BRICK.

53' - 9 1/2"41' - 4 1/4"10' - 0 5/8"17' - 4"9' - 0"17' - 1"

NEW SINGLE DOOR 
OPENING IN EXISTING 
DOUBLE DOOR 
OPENING. 

8
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"

7
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"

7
' -

 4
" 1

3
' -

 0
"

INFILL OPENINGS 
MADE BY REMOVAL 
OF STAIR WITH BRICK 
CAVITY WALL - USE 
SALVAGED BRICK. 
CONTINUE REVEALS 
AND ADJACENT 
MASONRY WORK

9
' -

 0
 1

/4
"

7
' -
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"

7' - 7 7/8"

5' - 7 7/8"

INFILL DOOR OPENING 
WITH BRICK CAVITY 
WALL. CONTINUE 
REVEALS. USE 
SALVAGED BRICK
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A-4.7
____________________________________________

REMOVAL OF 
MASONRY FOR 
OPENING 
UNDER BP3 
WORK. SALVAGE 
BRICK.

REMOVAL OF 
MASONRY FOR 
OPENING 
UNDER BP3 
WORK. SALVAGE 
BRICK.

NEW EXTERIOR BRICK 
ON METAL STUD 
CAVITY WALL - USE 
SALVAGED BRICK

09 0190.52-01
MAINTENANCE REPAINTING
ALL WROUGHT IRON RAILS

04 0140.61-01
STONE REPAIR
ALL SILLS

8

A-7.5
____________________________________________

07 4213.13-02
FORMED METAL WALL PANELS

05 5000-05
PREFABRICATED CROSS-OVER
SHIPS LADDER

6

A-7.5
____________________________________________

LINE OF NEW 
BUILDING 
CONSTRUCTION

LINE OF NEW 
BUILDING 
CONSTRUCTION

07 7100-01
ALUMINUM COPING
07 7100-01
ALUMINUM COPING

07 7100-01
ALUMINUM COPING
07 7100-01
ALUMINUM COPING

LV-1 LV-1 LV-2 LV-2

NEW MECH 
LOUVER IN 
EXISTING LOUVER 
OPENING

NEW MECH 
LOUVER IN 
EXISTING LOUVER 
OPENING

994' - 3 1/32"

ANCHORED INDIANA CUT 
LIMESTONE MASONRY SILL -
TYPICAL AT ALL EXISTING 
LIMESTONE SILLS IN AREA B 
ON NORTH ELEVATION.

04 2000-15

TYP.
1' - 4"

TYP.

F.V. TYP.
1' - 4"

7

RD061
____________________________________________

EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

5b4b3b2b1b 10b9b8b7b6b

2

A-4.5
____________________________________________

1

A-4.5
____________________________________________
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PARAPET

991' - 0"

EX - S.U. HIGH
PARAPET
1008' - 6"
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15' - 10" 14' - 2" 18' - 0" 18' - 0" 18' - 0" 18' - 0" 18' - 0" 18' - 0" 18' - 0"

156' - 0"

LINE OF GRADE

NEW EXTERIOR 
BRICK ON METAL 
STUD CAVITY WALL -
NEW BRICK TO 
MATCH EXISTING

CW10 CW10

CW11

CW8

CW11

CW8

CW11 CW11 CW11 CW11 CW11 CW11 CW11 CW11 CW11

CW8CW8CW8 CW8

CW12 CW12

LINE OF GRADE

04 2000-01
FACE BRICK

07 1900-01
WATER REPELLENTS
AFTER CLEANING AND 
RESTORING BRICK

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

NEW CONSTRUCTION

07 7100-01
ALUMINUM COPING

1
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INFILL OPENING 
FROM REMOVED  
WINDOWS - USE 
SALVAGED BRICK

994' - 3 1/32"
SOLDIER 
COURSE

NEW EXTERIOR STAIR AND RAILS

EXISTING 
INFILL TO 
REMAIN

6

A-4.7
____________________________________________

04 0120.63-01
BRICK MASONRY REPAIR

______________________

A-2.31
7

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

07 1413-01

PROVIDE HOT FLUID-APPLIED 
RUBBERIZED ASPHALT WATERPROOFING 
OVER EXISTING BRICK BELOW GRADE. 
EXTEND TO EXISTING FOOTING.  
COORDINATE WITH EXCAVATION.

9' - 3"

04 2000-15
ANCHORED INDIANA CUT
LIMESTONE MASONRY SILL
-TYPICAL AT ALL EXISTING 
LIMESTONE SILLS IN AREA B 
ON SOUTH ELEVATION.

5' - 8"

LIMESTONE SILLS TO 
BE REMOVED IN 
THESE LOCATIONS.

6' - 0"

WALL - INTERIOR CURTAIN WALL 
IN GREAT HALL TO MATCH  CW10 
IN EXISTING OPENING

CW10 CW10

BEYOND BEYOND

1 ADD-2

9

RD064
____________________________________________

SOME FLASHING AND TRIMS ARE NOT SHOWN ON THE 
SMALL-SCALE ELEVATION DRAWINGS. SEE THE WALL 
SECTIONS AND DETAILS FOR THESE COMPONENTS.

GRADE LINES SHOWN ARE APPROXIMATE. SEE SITE DRAWINGS 
FOR ACTUAL GRADE LOCATIONS. 

PROTECT EXISTING COPING, GUTTERS AND DOWNSPOUTS FROM 
DAMAGE, TYPICAL. 

REFER TO SHEETS A-2.30 THROUGH A-2.31 FOR MASONRY 
REPAIR NOTES ASSOCIATED WITH EXISTING BUILDING 
ENVELOPE.

REFER TO DEMOLITION SHEETS IN BID PACK # 1 FOR REMEDIAL 
WORK REQUIRED. 

TOOTH ALL BRICK INFILL INTO EXISTING BRICK MASONRY.

MASONRY WATER REPELLANT WILL BE APPLIED TO ALL NEW 
CONSTRUCTION. ALL EXISTING MASONRY WILL RECEIVE WATER 
REPELLANT. 

CLEAN ALL EXISTING BRICK, STONE AND CONCRETE SURFACES 
AS REQUIRED. 

ALL ROOF PENETRATIONS TO BE SEALED AND FLASHED TO 
PREVENT AIR AND WATER INFILTRATION, TYPICAL.

COORDINATE TOP OF WATERPROOFING SYSTEMS WITH FINISH 
GRADES. SUBSURFACE WATERPROOFING SYSTEMS MUST NOT 
BE VISIBLE ABOVE FINISH GRADE.

EXISTING EXTERIOR SIGNAGE AND PLAQUES TO BE PROTECTED. 

USE SALVAGED BRICK AS AVAILABLE, AND NEW SPECIAL SIZED 
BRICK THAT EXCEEDS AVAILABLE SALVAGE

MATERIALS NOT SHOWN IN ELEVATION SHALL RETURN TO 
NEAREST INSIDE CORNER

GENERAL ELEVATION NOTES
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GbHb

EX - S.U. - MECH
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____________________________________________
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994' - 3 1/32"
07 7100-01
ALUMINUM COPING

04 2000-01
FACE BRICK

SOLDIER COURSE

MATCH VERTICAL 
RUNNING BOND AND 
SOLDIER COURSE 
FROM SOUTH 
ELEVATION

MATCH REVEALS 
FROM SOUTH 
ELEVATION08 4413-01
GLAZED ALUMINUM
CURTAIN WALL

TO MATCH 
EXISTING

-MATCH EXISTING 
PROFILE AND 
ELEVATION FROM 
SAME TYPE 
WINDOWS ON 
SOUTH ELEVATION.

04 2000-01
FACE BRICK

04 2000-15
ANCHORED INDIANA
CUT LIMESTONE
MASONRY SILL
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-
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GL30

977'-0"

MASONRY 
RELIEVING 
ANGLE

989'-0"

MASONRY 
RELIEVING 
ANGLE

GL30

05 4000-01
COLD-FORMED METAL FRAMING
05 4000-01
COLD-FORMED METAL FRAMING
- WING WALL TO BE 
SUSPENDED FROM 
ALUMNI GYM. GRAVITY 
LOAD DOES NOT CARRY 
TO FLOOR SLAB

____________________________________________
A-7.6

1

____________________________________________
A-7.6

2

07 9500-11
EXTERIOR EJ-12 FIRE RATED
WALL-TO-WALL AND SOFFIT
JOINT ASSEMBLY

07 9500-11
EXTERIOR EJ-12 FIRE RATED
WALL-TO-WALL AND SOFFIT
JOINT ASSEMBLY

07 9500-11
EXTERIOR EJ-12 FIRE RATED
WALL-TO-WALL AND SOFFIT
JOINT ASSEMBLY

LEVEL 02
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LEVEL 03
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ANGLE

994'-8"

07 7100-01
ALUMINUM COPING
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MASONRY RELIEVING 
ANGLE
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MASONRY RELIEVING 
ANGLE

GLASS HATCH 
LEGEND

SPANDREL 
PANEL

FRITTED 
GLAZING

GENERAL 
NOTES

1. REFER TO A.04 & A.05 FOR WALL AND ROOF 
ASSEMBLIES

2. SOME FLASHING AND TRIMS ARE NOT 
SHOWN ON THE SMALL-SCALE ELEVATION 
DRAWINGS.  SEE THE WALL SECTIONS AND 
DETAILS FOR THESE COMPONENTS.

3. GRADE LINES SHOWN ARE APPROXIMATE.  
SEE SITE DRAWING FOR ACTUAL GRADE 
LOCATIONS.

4. PROTECT EXISTING COPING, GUTTERS AND 
DOWNSPOUTS FROM DAMAGE, TYPICAL.

5. REFER TO SHEETS A-2.21 THROUGH A-2.23 
FOR MASONRY REPAIR NOTES ASSOCIATED 
WITH EXISTING BUILDING ENVELOPE.

6. REFER TO DEMOLITION SHEETS FOR 
REMEDIAL WORK REQUIRED.

7. TOOTH ALL BRICK INFILL INTO EXISTING 
BRICK MASONRY.

8. MASONRY WATER REPELLANT WILL BE 
APPLIED TO ALL NEW CONSTRUCTION.  ALL 
EXISTING MASONRY WILL RECEIVE WATER 
REPELLANT.

9. CLEAN ALL EXISTING BRICK, STONE AND 
CONCRETE SURFACES AS REQUIRED.

10. ALL WALL PENETRATIONS TO BE SEALED 
AND FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL.

11. COORDINATE TOP OF WATERPROOFING 
SYSTEMS WITH FINISH GRADES.  
SUBSURFACE WATERPROOFING SYSTEMS 
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ASSEMBLIES

2. SOME FLASHING AND TRIMS ARE NOT 
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DRAWINGS.  SEE THE WALL SECTIONS AND 
DETAILS FOR THESE COMPONENTS.

3. GRADE LINES SHOWN ARE APPROXIMATE.  
SEE SITE DRAWING FOR ACTUAL GRADE 
LOCATIONS.

4. PROTECT EXISTING COPING, GUTTERS AND 
DOWNSPOUTS FROM DAMAGE, TYPICAL.

5. REFER TO SHEETS A-2.21 THROUGH A-2.23 
FOR MASONRY REPAIR NOTES ASSOCIATED 
WITH EXISTING BUILDING ENVELOPE.

6. REFER TO DEMOLITION SHEETS FOR 
REMEDIAL WORK REQUIRED.

7. TOOTH ALL BRICK INFILL INTO EXISTING 
BRICK MASONRY.

8. MASONRY WATER REPELLANT WILL BE 
APPLIED TO ALL NEW CONSTRUCTION.  ALL 
EXISTING MASONRY WILL RECEIVE WATER 
REPELLANT.

9. CLEAN ALL EXISTING BRICK, STONE AND 
CONCRETE SURFACES AS REQUIRED.

10. ALL WALL PENETRATIONS TO BE SEALED 
AND FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL.

11. COORDINATE TOP OF WATERPROOFING 
SYSTEMS WITH FINISH GRADES.  
SUBSURFACE WATERPROOFING SYSTEMS 
MUST NOT BE VISIBLE ABOVE FINISH GRADE.

12. EXISTING EXTERIOR SIGNAGE AND 
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FRITTED 
GLAZING

GENERAL 
NOTES

1. REFER TO A.04 & A.05 FOR WALL AND ROOF 
ASSEMBLIES

2. SOME FLASHING AND TRIMS ARE NOT 
SHOWN ON THE SMALL-SCALE ELEVATION 
DRAWINGS.  SEE THE WALL SECTIONS AND 
DETAILS FOR THESE COMPONENTS.

3. GRADE LINES SHOWN ARE APPROXIMATE.  
SEE SITE DRAWING FOR ACTUAL GRADE 
LOCATIONS.

4. PROTECT EXISTING COPING, GUTTERS AND 
DOWNSPOUTS FROM DAMAGE, TYPICAL.

5. REFER TO SHEETS A-2.21 THROUGH A-2.23 
FOR MASONRY REPAIR NOTES ASSOCIATED 
WITH EXISTING BUILDING ENVELOPE.

6. REFER TO DEMOLITION SHEETS FOR 
REMEDIAL WORK REQUIRED.

7. TOOTH ALL BRICK INFILL INTO EXISTING 
BRICK MASONRY.

8. MASONRY WATER REPELLANT WILL BE 
APPLIED TO ALL NEW CONSTRUCTION.  ALL 
EXISTING MASONRY WILL RECEIVE WATER 
REPELLANT.

9. CLEAN ALL EXISTING BRICK, STONE AND 
CONCRETE SURFACES AS REQUIRED.

10. ALL WALL PENETRATIONS TO BE SEALED 
AND FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL.

11. COORDINATE TOP OF WATERPROOFING 
SYSTEMS WITH FINISH GRADES.  
SUBSURFACE WATERPROOFING SYSTEMS 
MUST NOT BE VISIBLE ABOVE FINISH GRADE.

12. EXISTING EXTERIOR SIGNAGE AND 
PLAQUES TO BE PROTECTED.
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NOTES

1. REFER TO A.04 & A.05 FOR WALL AND ROOF 
ASSEMBLIES

2. SOME FLASHING AND TRIMS ARE NOT 
SHOWN ON THE SMALL-SCALE ELEVATION 
DRAWINGS.  SEE THE WALL SECTIONS AND 
DETAILS FOR THESE COMPONENTS.

3. GRADE LINES SHOWN ARE APPROXIMATE.  
SEE SITE DRAWING FOR ACTUAL GRADE 
LOCATIONS.

4. PROTECT EXISTING COPING, GUTTERS AND 
DOWNSPOUTS FROM DAMAGE, TYPICAL.

5. REFER TO SHEETS A-2.21 THROUGH A-2.23 
FOR MASONRY REPAIR NOTES ASSOCIATED 
WITH EXISTING BUILDING ENVELOPE.

6. REFER TO DEMOLITION SHEETS FOR 
REMEDIAL WORK REQUIRED.

7. TOOTH ALL BRICK INFILL INTO EXISTING 
BRICK MASONRY.

8. MASONRY WATER REPELLANT WILL BE 
APPLIED TO ALL NEW CONSTRUCTION.  ALL 
EXISTING MASONRY WILL RECEIVE WATER 
REPELLANT.

9. CLEAN ALL EXISTING BRICK, STONE AND 
CONCRETE SURFACES AS REQUIRED.

10. ALL WALL PENETRATIONS TO BE SEALED 
AND FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL.

11. COORDINATE TOP OF WATERPROOFING 
SYSTEMS WITH FINISH GRADES.  
SUBSURFACE WATERPROOFING SYSTEMS 
MUST NOT BE VISIBLE ABOVE FINISH GRADE.

12. EXISTING EXTERIOR SIGNAGE AND 
PLAQUES TO BE PROTECTED.
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GLASS HATCH 
LEGEND

SPANDREL 
PANEL

FRITTED 
GLAZING

GENERAL 
NOTES

1. REFER TO A.04 & A.05 FOR WALL AND ROOF 
ASSEMBLIES

2. SOME FLASHING AND TRIMS ARE NOT 
SHOWN ON THE SMALL-SCALE ELEVATION 
DRAWINGS.  SEE THE WALL SECTIONS AND 
DETAILS FOR THESE COMPONENTS.

3. GRADE LINES SHOWN ARE APPROXIMATE.  
SEE SITE DRAWING FOR ACTUAL GRADE 
LOCATIONS.

4. PROTECT EXISTING COPING, GUTTERS AND 
DOWNSPOUTS FROM DAMAGE, TYPICAL.

5. REFER TO SHEETS A-2.21 THROUGH A-2.23 
FOR MASONRY REPAIR NOTES ASSOCIATED 
WITH EXISTING BUILDING ENVELOPE.

6. REFER TO DEMOLITION SHEETS FOR 
REMEDIAL WORK REQUIRED.

7. TOOTH ALL BRICK INFILL INTO EXISTING 
BRICK MASONRY.

8. MASONRY WATER REPELLANT WILL BE 
APPLIED TO ALL NEW CONSTRUCTION.  ALL 
EXISTING MASONRY WILL RECEIVE WATER 
REPELLANT.

9. CLEAN ALL EXISTING BRICK, STONE AND 
CONCRETE SURFACES AS REQUIRED.

10. ALL WALL PENETRATIONS TO BE SEALED 
AND FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL.

11. COORDINATE TOP OF WATERPROOFING 
SYSTEMS WITH FINISH GRADES.  
SUBSURFACE WATERPROOFING SYSTEMS 
MUST NOT BE VISIBLE ABOVE FINISH GRADE.

12. EXISTING EXTERIOR SIGNAGE AND 
PLAQUES TO BE PROTECTED.
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EX - ALUM - 02
956' - 2 3/4"

Ha Ga Fa Ea Da Ca Ba Aa

ALUM - TOP OF
PARAPET

989' - 3 1/2"

B.5a

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

G.9a A.1aF.5a

W1W1W1W1

W4A W4A

W2W2

C.5a

DASHED LINE 
REPRESENTS EXTENDS OF 
EXISTING CHIMNEY WALLS 
TO BE DEMOLISHED. 
REFERENCE DETAIL 2/A-4.4 
FOR DEMOLITION

W2A

333

3

44 4

7

8

5

1 TYP

8

5
5

85

2

TYP

1

TYP

2

TYP

8

5

2 TYP

5

88

2

2

TYP

TYP

2

TYP

1 TYP

6

4 1 ADD-3

EX - ALUM - 02
956' - 2 3/4"

14a 13a 12a 11a 10a 9a 8a 7a 6a 5a 4a 3a 2a 1a

ALUM - TOP OF
PARAPET

989' - 3 1/2"

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

1.1a13.9a

W1 W1 W1

W2

W1 W1 W1

W4AW4AW4A

W2

REMOVE EXISTING
CONCRETE
SLAG

REMOVE EXISTING
CONCRETE

SLAG

1
A1
6

A-2.32

2.5a13.5a

W4AW4A W4A

CW5
CW5

2

6

TYP

8

1 TYP

8

1 TYP

REPAIR DAMAGED 
CORNER OF EXISTING 
CORNICE

2TYP

5

55

8

4 4 444

1TYP

2 TYP

7

2 TYP

1 TYP

1 TYP

1TYP

2TYP

8

5

5

2TYP

5 5

2TYP

999999

9

9999

9

W1 W1 W1 W1W1

EX - ALUM - 02
956' - 2 3/4"

14a13a12a11a10a9a8a7a6a5a4a3a2a1a

ALUM - TOP OF
PARAPET

989' - 3 1/2"

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

1.1a 13.9a

LINE OF FINISH FLOOR

963'-0"

948'-0"

W1

W5W5

W1 W1W1W1W1

W5 W5

REMOVE 
EXISTING
RENOVATION 
RESIDUE

1
A1
5

A-2.32

2.5a 13.5a

W5

W1

SF15

DASHED LINE REPRESENTS EXTENDS OF EXISTING CHIMNEY 
WALLS TO BE DEMOLISHED. TUCK POINT PARAPET WALL 
BEYOND AFTER DEMOLITION OF OTHER 3 SIDES OF CHIMNEY.

444444

4444

INFILL ABOVE DOOR 
WITH GYPSUM WALL 
BOARD ON METAL 
STUDS. SEE WALL 
SECTIONS FOR WALL 
TYPE.

3333 33

888

1 TYP

7

1 TYP

55

2 TYP

6

7

2 TYP

88

2 TYP2 TYP1 TYP

1TYP

5

58

5

8

7

2 TYP

5

2 TYP

7

1 TYP
9

9

9 9

9
9

EX - ALUM - 02
956' - 2 3/4"

HaGaFaEaDaCaBaAa

ALUM - TOP OF
PARAPET

989' - 3 1/2"

B.5a

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

G.9aA.1a F.5a

LINE OF GRADE

W1 W1 W1 W1 W1 W1 W1

W4W4W4W4W4W4A

REMOVE PAINT OVERSPRAY

C.5a

W6

DASHED LINE 
REPRESENTS EXTENDS OF 
EXISTING CHIMNEY WALLS 
TO BE DEMOLISHED. 

REPAIR DAMAGED 
CORNER OF  CORNICE

6

8 8 8 8 8 8

7

5 5551 TYP 1 TYP 5

1TYP

1 TYP 5

2 TYP

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

1.  THIS PLAN IS FOR REFERENCE ONLY. SEE ELEVATIONS AND 
     SCHEDULE REFERENCED ON THIS PLAN FOR DESCRIPTION
     AND APPROXIMATE LOCATION OF WORK, TO BE VERIFIED IN 
     FIELD BY CONTRACTOR. 
2.  CRACKS, AREAS AND OTHER DAMAGE SHOWN ON THE 
     ELEVATIONS ARE SCHEMATIC AND ARE NOT NECESSARILY 
     ACCURATE. THEY ARE SHOWN TO INDICATE AREAS OF 
     SIGNIFICANT DAMAGE REQUIRING REPAIR. 
3.  EXTERIOR GRADE INDICATED AGAINST ALL BUILDINGS ARE 
     APPROXIMATIONS. BELOW GRADE REPAIRS ARE NOT 
     ASSESSED. 
4.  REFER TO ARCHITECTURAL DRAWINGS FOR WINDOW 
     LOCATIONS TO BE REMOVED, FILLED, OR TO RECEIVE NEW
     WINDOWS OR LOUVERS.
5.  PROTECT EXISTING HOSE BIB COVERS ON 38 STUDENT UNION.

GENERAL NOTES

DESCRIPTIONSYMBOL 

WALL REPAIRS LEGEND

CRACKS IN EXISTING MASONRY, CUT OUT CRACK 
AND 
REPOINT WITH TYPE "N" MORTAR. REPAIR/ REPLACE
ANY BRICK MASONRY UNITS DAMAGED IN THE 
PROCESS.

DAMAGED MASONRY TO BE REMOVED AND 
RECONSTRUCTED WITH NEW OR GOOD SALVAGED 
BRICK MASONRY USING TYPE "N" MORTAR. 

EXISTING OPENING TO BE INFILLED WITH BRICK 
MASONRY. REPOINT ALL ADJOINING BRICK MASONRY 
WITH TYPE "N" MASONRY.

EXISTING OPENING TO BE INFILLED WITH NEW 
CONCRETE MASONRY UNITS. TOOTH IN ALL NEW 
CMU 
UNITS CLEANLY. PATCH ALL ADJOINING WALLS AS 
NECESSARY.

REPAIR EXISTING CAST IN PLACE CONCRETE 
PILASTER, COLUMN BASE, AND WATER TABLE AS 
REQUIRED. SEE SHEET A-2.32 FOR EXAMPLE 
CONDITIONS.

ABANDONED ARCHITECTURAL COMPONENTS TO BE 
REMOVED. CLEAN ALL RESIDUE AS NEEDED. 
REPLACE/
REPAIR BRICK MASONRY UNITS AS REQUIRED. 
REPOINT ALL ADJOINING BRICK MASONRY UNITS 
WITH 
TYPE "N" MORTAR.

TUCK-POINT ALL EXISTING MASONRY ABOVE 
CORNICE WITH TYPE "N" MORTAR. REPAIR/ REPLACE
ANY BRICK MASONRY UNITS DAMAGED IN THE 
PROCESS.

REPAIR EXISTING CRACKS IN EXISTING CAST IN 
PLACE CONCRETE AS REQUIRED.

NOTE: 

REFER TO SPECIFICATIONS 03 0130 "MAINTENANCE OF CAST-IN-PLACE CONCRETE," AND  04 0110 
"MASONRY CLEANING," 04 0120.63 "BRICK MASONRY REPAIR," 04 0120.64 "BRICK MASONRY 
REPOINTING," 04 0140.61 "STONE REPAIR," 04 0140.62 "STONE REPOINTING," AND 09 0190.52 
"MAINTENANCE REPAINTING" FOR MORE INFORMATION ON WALL REPAIR.

SEE SHEETS A-2.30 AND 2.31 FOR ALL AREAS REQUIRING EXTERIOR WALL REPAIR.
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7
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4

3

2

1

# 

REMOVE ALL EXISTING ROOF DRAIN OVER-FLOWS AND 
DOWNSPOUTS. REPAIR PENETRATIONS IN BRICK, 
DAMAGED MASONRY TO BE REMOVED AND 
RECONSTRUCTED WITH NEW OR GOOD SALVAGED 
BRICK MASONRY USING TYPE "N" MORTAR. REPAIR 
DOWNSPOUT PENETRATIONS IN EXISTING CAST-IN-
PLACE CONCRETE WATER TABLE
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EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

5b 4b 3b 2b 1b10b 9b 8b 7b 6b

EX - S.U. - LOW
PARAPET

991' - 0"

EX - S.U. HIGH
PARAPET
1008' - 6"

REMOVE WHITE PAINT 
AND CLEAN BRICK

NEW EXTERIOR BRICK 
ON METAL STUD 
CAVITY WALL - USE 
SALVAGED BRICK.

REPAIR ANY DAMAGE CAUSED BY 
REMOVAL OF EXISTING LADDER

REPAIR AND REPLACE 
BRICK AT DEMOLISHED 
STAIR STRINGERS AND 
LANDINGS

3
3

3 33

3

3

3

3

3

2 TYP 2TYP

2TYP

2TYP

2TYP 1TYP

1TYP

7

7

1 TYP

1 TYP

7

7

7

______________________

A-2.31
4

PATCH AND REPAIR 
ROUGH CUT DEMO 
BRICK - TOOTH IN ALL 
SALVAGED BRICK 
CLEANLY. REPOINT 
ALL ADJOINING BRICK 
MASONRY WITH TYPE 
"N" MASONRY.

CUT EXISITING FLASHING AT FACE, 
INSTALL NEW METAL REGLET AND 
FLASHING TYP.

REMOVE ABANDONED STEEL ANGLES 
ATTACHED TO WALL. REPLACE/REPAIR 
BRICK MASONRY UNITS AS REQUIRED. 
REPOINT ALL ADJOINING BRICK MASONRY 
UNITS WITH TYPE "N" MORTAR.

REMOVE AND PATCH 
ABANDONED SCUPPER

EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

5b4b3b2b1b 10b9b8b7b6b

EX - S.U. - LOW
PARAPET

991' - 0"

EX - S.U. HIGH
PARAPET
1008' - 6"

REMOVE CONCRETE LINTEL. 
REPAIR / REPLACE BRICK 
UNDERNEATH.  TOOTH INTO 
EXISTING MASONRY. MATCH 
DIAGONAL BRICK PATTERN 
WITH SALVAGED BRICK.

______________________

A-2.31
7

2.5a

3 3

1 TYP

1 TYP

1TYP

1TYP

7

1 TYP

1 TYP

2TYP
1 TYP 1 TYP

1 TYP

1 TYP

1 TYP

1 TYP

1 TYP
1 TYP

1TYP 1TYP 1TYP

1 TYP
1 TYP

1 TYP

______________________

A-2.31
6

NEW EXTERIOR BRICK ON 
METAL STUD CAVITY WALL -
NEW BRICK TO MATCH 
EXISTING

PATCH AND REPAIR ROUGH CUT 
DEMO BRICK - TOOTH IN ALL 
BRICK CLEANLY. REPOINT ALL 
ADJOINING BRICK MASONRY 
WITH TYPE "N" MASONRY.

CUT EXISITING FLASHING AT 
FACE, INSTALL NEW METAL 
REGLET AND FLASHING TYP.

PATCH AND REPAIR 
ROUGH CUT DEMO BRICK -
TOOTH IN ALL SALVAGED 
BRICK CLEANLY. REPOINT 
ALL ADJOINING BRICK 
MASONRY WITH TYPE "N" 
MASONRY.

REMOVE AND PATCH 
ABANDONED 
SCUPPER

EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

Bb Cb Db Eb FbAb Gb Hb

EX - S.U. - LOW
PARAPET

991' - 0"

EX - S.U. HIGH
PARAPET
1008' - 6"

CUT EXISITING FLASHING AT FACE, 
INSTALL NEW METAL REGLET AND 
FLASHING TYP.

NEW SITE WALLS AT WEST 
ENTRY. BRICK TO MATCH 
EXISTING. SEE DETAILS ON A-
4.31 FOR MORE INFORMATION.

1 TYP

1 TYP
7

1TYP

7

1TYP

1 TYP

1TYP
1 TYP

1

TYP

1

TYP

PREP FOR REPAINTING
______________________

A-2.31
9

______________________

A-2.31
9

NEW EXTERIOR STAIR 
- BRICK TO MATCH 
EXISTING. SEE 
DETAILS ON A-4.31 
FOR MORE 
INFORMATION

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

1.  THIS PLAN IS FOR REFERENCE ONLY. SEE ELEVATIONS AND 
     SCHEDULE REFERENCED ON THIS PLAN FOR DESCRIPTION
     AND APPROXIMATE LOCATION OF WORK, TO BE VERIFIED IN 
     FIELD BY CONTRACTOR. 
2.  CRACKS, AREAS AND OTHER DAMAGE SHOWN ON THE 
     ELEVATIONS ARE SCHEMATIC AND ARE NOT NECESSARILY 
     ACCURATE. THEY ARE SHOWN TO INDICATE AREAS OF 
     SIGNIFICANT DAMAGE REQUIRING REPAIR. 
3.  EXTERIOR GRADE INDICATED AGAINST ALL BUILDINGS ARE 
     APPROXIMATIONS. BELOW GRADE REPAIRS ARE NOT 
     ASSESSED. 
4.  REFER TO ARCHITECTURAL DRAWINGS FOR WINDOW 
     LOCATIONS TO BE REMOVED, FILLED, OR TO RECEIVE NEW
     WINDOWS OR LOUVERS.
5.  PROTECT EXISTING HOSE BIB COVERS ON 38 STUDENT UNION.

GENERAL NOTES

DESCRIPTIONSYMBOL 

WALL REPAIRS LEGEND

CRACKS IN EXISTING MASONRY, CUT OUT CRACK 
AND 
REPOINT WITH TYPE "N" MORTAR. REPAIR/ REPLACE
ANY BRICK MASONRY UNITS DAMAGED IN THE 
PROCESS.

DAMAGED MASONRY TO BE REMOVED AND 
RECONSTRUCTED WITH NEW OR GOOD SALVAGED 
BRICK MASONRY USING TYPE "N" MORTAR. 

EXISTING OPENING TO BE INFILLED WITH BRICK 
MASONRY. REPOINT ALL ADJOINING BRICK MASONRY 
WITH TYPE "N" MASONRY.

EXISTING OPENING TO BE INFILLED WITH NEW 
CONCRETE MASONRY UNITS. TOOTH IN ALL NEW 
CMU 
UNITS CLEANLY. PATCH ALL ADJOINING WALLS AS 
NECESSARY.

REPAIR EXISTING CAST IN PLACE CONCRETE 
PILASTER, COLUMN BASE, AND WATER TABLE AS 
REQUIRED. SEE SHEET A-2.32 FOR EXAMPLE 
CONDITIONS.

ABANDONED ARCHITECTURAL COMPONENTS TO BE 
REMOVED. CLEAN ALL RESIDUE AS NEEDED. 
REPLACE/
REPAIR BRICK MASONRY UNITS AS REQUIRED. 
REPOINT ALL ADJOINING BRICK MASONRY UNITS 
WITH 
TYPE "N" MORTAR.

TUCK-POINT ALL EXISTING MASONRY ABOVE 
CORNICE WITH TYPE "N" MORTAR. REPAIR/ REPLACE
ANY BRICK MASONRY UNITS DAMAGED IN THE 
PROCESS.

REPAIR EXISTING CRACKS IN EXISTING CAST IN 
PLACE CONCRETE AS REQUIRED.

NOTE: 

REFER TO SPECIFICATIONS 03 0130 "MAINTENANCE OF CAST-IN-PLACE CONCRETE," AND  04 0110 
"MASONRY CLEANING," 04 0120.63 "BRICK MASONRY REPAIR," 04 0120.64 "BRICK MASONRY 
REPOINTING," 04 0140.61 "STONE REPAIR," 04 0140.62 "STONE REPOINTING," AND 09 0190.52 
"MAINTENANCE REPAINTING" FOR MORE INFORMATION ON WALL REPAIR.

SEE SHEETS A-2.30 AND 2.31 FOR ALL AREAS REQUIRING EXTERIOR WALL REPAIR.
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REMOVE ALL EXISTING ROOF DRAIN OVER-FLOWS AND 
DOWNSPOUTS. REPAIR PENETRATIONS IN BRICK, 
DAMAGED MASONRY TO BE REMOVED AND 
RECONSTRUCTED WITH NEW OR GOOD SALVAGED 
BRICK MASONRY USING TYPE "N" MORTAR. REPAIR 
DOWNSPOUT PENETRATIONS IN EXISTING CAST-IN-
PLACE CONCRETE WATER TABLE

9

REMOVE CONCRETE LINTEL. 
REPAIR/REPLACE ADJACENT 
MASONRY. TOOTH INTO 
EXISTING MASONRY WITH 
BRICK SOLDIER COURSE.

REFER TO A-SERIES 
DRAWINGS FOR INFILL OF 
EXISTING OPENINGS. 
MATCH EXISTING BRICK 
COLOR, TEXTURE, AND 
BLEND AT INFILLED 
OPENINGS (TYP.)

PATCH AND REPAIR 
BRICK WHERE EXISTING 
STAIR WAS REMOVED IN 
BID PACKAGE 1. REFER 
TO A-SERIES AND 
REPAIR ELEVATIONS.

REMOVE EXISTING 
PAINT AND PLASTER 
FROM BRICK (TYP.)

3

3

3

3

3

REPAIR ANY DAMAGE 
CAUSED BY REMOVE 
OF EXISTING LADDER

2

REMOVE EXISTING 
HANDRAIL 

2

______________________

A-2.31
7

REMOVE CONCRETE LINTEL. 
REPAIR/REPLACE ADJACENT 
MASONRY. TOOTH INTO 
EXISTING MASONRY WITH BRICK 
SOLDIER COURSE.

MAJOR MASONRY RESTORATION 
OF PILASTER BETWEEN 
EXISTING ENTRY DOORS DUE TO 
CANOPY DEMOLITION

PATCH AND REPAIR ROUGH 
DEMO TO PREPARE FOR 
INSTALLATION OF NEW BRICK 
WALLS AND CONCRETE ENTRY. 
- NEW BRICK CHEEK WALLS 
WILL BE TOOTHED INTO THE 
SAME LOCATION AS THE 
DEMOLISHED MASONRY CHEEK 
WALLS.

EXISTING PLAQUE TO REMAIN

PATCH AND REPAIR 
ROUGH CUT DEMO 
OF CONCRETE SLAB 
TO RECEIVE NEW 
CONCRETE SLAB

WATERPROOF ALL 
MASONRY BELOW 
GRADE BEFORE 
BACKFILL (TYP.)

REMOVE CONCRETE LINTEL. 
REPAIR/REPLACE ADJACENT 
MASONRY. TOOTH INTO EXISTING 
MASONRY WITH BRICK SOLDIER 
COURSE.

04 0110-01
MASONRY CLEANING
04 0110-01
MASONRY CLEANING
- TYPICAL ON EXISTING 
EXTERIOR ELEVATIONS

REPAIR/REPLACE 
FLASHING TYP.

3 3

1

A-2.31
8

1

04 0120.63-01
BRICK MASONRY REPAIR

04 0120.64-01
BRICK MASONRY REPOINTING
- TYPICAL ON EXISTING 
EXTERIOR ELEVATIONS

REMOVE ENTIRE 
MASONRY SITE WALL 
AND STONE CAP. 
NEW SITE WALL TO 
BE REBUILT IN SAME 
LOCATION.

09 0190.52-01
MAINTENANCE REPAINTING
- EXISTING LIGHT 
FIXTURES 04 0110-01
MASONRY CLEANING
04 0110-01
MASONRY CLEANING
- TYPICAL ON EXISTING 
EXTERIOR ELEVATIONS

DOCUMENT BRICK 
RECESSES TO BE 
RECREATED IN NEW 
SITE WALL.

7

A-4.31
____________________________________________
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A-2.32

1 WATER TABLE DAMAGE

A-2.32

2 WATER TABLE DAMAGE

A-2.32

5 WATER TABLE DAMAGE A-2.32

6 WATER TABLE DAMAGE

A-2.32

7 WATER TABLE DAMAGE

A-2.32

3 WATER TABLE DAMAGE
A-2.32

4 WATER TABLE DAMAGE

A-2.32

8 WATER TABLE DAMAGE

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-04
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE BASE

03 0130-04
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE BASE

03 0130-04
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE BASE

03 0130-04
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE BASE

03 0130-04
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE BASE

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-04
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE BASE

03 0130-04
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE BASE

03 0130-04
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE BASE

03 0130-04
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE BASE

EX - ALUM - 02
956' - 2 3/4"

8
 3

/4
"

7
 1

/4
"

1
 1

/2
"

1' - 2"

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

09 9653-01
ELASTOMERIC COATING

07 1900-01
WATER REPELLENTS

04 0120.64-01
BRICK MASONRY REPOINTING

04 0120.63-01
BRICK MASONRY REPAIR

04 0110-01
MASONRY CLEANING
04 0110-01
MASONRY CLEANING

14

A-2.32
____________________________________________

09 0190.52-01
MAINTENANCE REPAINTING
09 0190.52-01
MAINTENANCE REPAINTING

REMOVE WHITE PAINT 
OVERSPRAY ON EXISTING 
BRICK.

07 6200-02
ALUMINUM SHEET
FLASHING AND TRIM
ALUMINUM COUNTER 
FLASHING. EMBED IN 
GROUT BENEATH NEW SILL 
WHERE APPLICABLE. 
OTHERWISE, INSERT IN 
RAKED MORTAR JOINT A 
MINIMUM OF 2" AND APPLY 
SEALANT.

OF ALL WOOD 
COMPONENTS

06 2013-01
EXTERIOR FINISH CARPENTRY
REPAIR

REPAIR AND REPLACE DAMAGED 
EXTERIOR FINISH CARPENTRY 
TO RECEIVE EXTERIOR PAINT

CONDITION OF SUBSTRATE IS 
CONCEALED AND THEREFORE 
UNKNOWN. ASSUME A 30% 
REPLACEMENT OF WOOD TRIM. 
USE CUSTOM PROFILES TO 
MATCH HISTORIC PROFILES.

06 2013-01
EXTERIOR FINISH CARPENTRY
REPAIR

04 0110-01
MASONRY CLEANING

12

A-2.32
____________________________________________

13

A-2.32
____________________________________________

09 9113-01
EXTERIOR PAINTED FINISH
09 9113-01
EXTERIOR PAINTED FINISH

07 6200-02
ALUMINUM SHEET
FLASHING AND TRIM

07 6200-02
ALUMINUM SHEET
FLASHING AND TRIM
ALUMINUM COUNTER FLASHING. 
INSERT IN RAKED MORTAR JOINT A 
MINIMUM OF 2" AND APPLY 
SEALANT.

PEDIMENT: ELEMENTS INCLUDE GABLE, 
CORNICE AND ENTABLATURE - ASSUME 
30% REPAIR AND/OR REPLACEMENT OF 
TRIM AND/OR SUBSTRATES.

06 2013-01
EXTERIOR FINISH CARPENTRY
REPAIR

06 2013-01
EXTERIOR FINISH CARPENTRY
REPAIR

09 0190.52-01
MAINTENANCE REPAINTING

06 2013-01
EXTERIOR FINISH CARPENTRY
REPAIR

03 0130-02
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
CAPITAL ON ALL PILASTERS

REPAIR AND REPLACE 
DAMAGED EXTERIOR FINISH 
CARPENTRY TO RECEIVE 
EXTERIOR PAINT

CONDITION OF SUBSTRATE IS 
CONCEALED AND THEREFORE 
UNKNOWN. ASSUME A 30% 
REPLACEMENT OF WOOD TRIM. 
USE CUSTOM PROFILES TO 
MATCH HISTORIC PROFILES.

- INCLUDES REMOVING EXISTING
PAINT FROM FORMED SHEET 
METAL ON CORNICE, SOLDERING 
METAL, AND REPAINTING 09 9113-
01.

06 2013-01
EXTERIOR FINISH
CARPENTRY REPAIR

M
IN4
"

TRIM PAINT. TURN UP 
MASONRY WALL 4" MIN.

CONTINUOUS 
CLEAT. FASTEN TO 
PORTICO.

REMOVE EXISTING PAINT FROM 
OVERHEAD CANOPY AND 
SUPPORTS. CLEAN AND 
PREPARE TO RECEIVE NEW 
PAINT.

08 4413-01
GLAZED ALUMINUM
CURTAIN WALL

09 9113-01
EXTERIOR PAINTED
FINISH

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIM

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIM
ALUMINUM COUNTER FLASHING. 
EMBED IN GROUT BENEATH NEW 
SILL

09 0190.52-01
MAINTENANCE REPAINTING

______________________

A-8.6
6

REPAIR AND REPLACE 
DAMAGED EXTERIOR FINISH 
CARPENTRY TO RECEIVE 
EXTERIOR PAINT

CONDITION OF SUBSTRATE IS 
CONCEALED AND THEREFORE 
UNKNOWN. ASSUME A 30% 
REPLACEMENT OF WOOD TRIM. 
USE CUSTOM PROFILES TO 
MATCH HISTORIC PROFILES.

NOTE: BEFORE STARTING NEW WORK, REMOVE 
EXISTING METAL FLASHING AND STRIP PAINT FROM 
CORNICE. CLEAN AND PREPARE SURFACE FOR NEW 
FLASHING AND EXTERIOR PAINT.

09 9113-01
EXTERIOR PAINTED
FINISH

09 9113-01
EXTERIOR PAINTED
FINISH

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIM

4
"

07 6200-02
ALUMINUM SHEET
FLASHING AND TRIM

CONTINUOUS CLEAT.
FASTEN TO CORNICE

CONTINUOUS CLEAT. 
FASTEN TO 
CORNICE.

07 6200-02

09 9113-01
EXTERIOR PAINTED
FINISH

09 9113-01
EXTERIOR PAINTED FINISH

TRIM - TURN UP MASONRY WALL 4" 
MIN.

ALUMINUM COUNTER FLASHING. 
INSERT IN RAKED MORTAR 
JOINT 2" MINIMUM AND APPLY 
SEALANT

07 7100-01
ALUMINUM COPING

07 9200-00
JOINT SEALANT

06 2013-01
EXTERIOR FINISH
CARPENTRY REPAIR
REPAIR AND REPLACE 
DAMAGED EXTERIOR FINISH 
CARPENTRY TO RECEIVE 
EXTERIOR PAINT

CONDITION OF SUBSTRATE IS 
CONCEALED AND THEREFORE 
UNKNOWN. ASSUME A 30% 
REPLACEMENT OF WOOD TRIM. 
USE CUSTOM PROFILES TO 
MATCH HISTORIC PROFILES.

NOTE: BEFORE STARTING NEW WORK, REMOVE 
EXISTING METAL FLASHING AND STRIP PAINT 
FROM CORNICE. CLEAN AND PREPARE SURFACE 
FOR NEW FLASHING AND EXTERIOR PAINT.

CONTINUOUS 
CLEAT. FASTEN TO 
CORNICE.

4
"

09 9113-01
EXTERIOR PAINTED
FINISH

07 6200-02

ALUMINUM COUNTER FLASHING. 
INSERT IN RAKED MORTAR JOINT 
2” MINIMUM AND APPLY SEALANT

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIM

09 9113-01
EXTERIOR PAINTED FINISH

TRIM - TURN UP MASONRY WALL 4” 
MIN. AND SET IN SAW CUT REGLET

07 1900-01
WATER REPELLENTS

PEDIMENT: ELEMENTS INCLUDE GABLE, 
CORNICE AND ENTABLATURE - ASSUME 
30% REPAIR AND/OR REPLACEMENT OF 
TRIM AND/OR SUBSTRATES.

REPAIR AND REPLACE 
DAMAGED EXTERIOR FINISH 
CARPENTRY TO RECEIVE 
EXTERIOR PAINT

CONDITION OF SUBSTRATE IS 
CONCEALED AND THEREFORE 
UNKNOWN. ASSUME A 30% 
REPLACEMENT OF WOOD TRIM. 
USE CUSTOM PROFILES TO 
MATCH HISTORIC PROFILES.

06 2013-01
EXTERIOR FINISH
CARPENTRY REPAIR

______________________

A-2.32
15

3' - 1"

1
' -

 6
"

2
' -

 9
"

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIMTRIM - TURN UP MASONRY WALL 
4” MIN. AND SET IN SAW CUT 
REGLET

EXISTING SHEET METAL 
CORNICE ASSUME 30% 
REPLACEMENT OF SHEET 
EXISTING METAL FLASHING 
AS QUANTITY ALLOWANCE

CONCEALED CONDITION: FIELD 
VERIFY WOOD LUMBER FRAMING FOR 
ENTIRE CORNICE ON ALUMNI GYM. 
ASSUME 30% REPLACEMENT OF 
WOOD FRAMING AS QUANTITY 
ALLOWANCE

CONTINUOUS 
CLEAT. FASTEN 
TO CORNICE.

09 0190.52-01
MAINTENANCE REPAINTING
INCLUDES REMOVING EXISTING
PAINT FROM FORMED SHEET METAL
ON CORNICE, SOLDERING METAL,
AND REPAINTING 09 9113-01.

09 9113-01
EXTERIOR PAINTED
FINISH

09 9113-01
EXTERIOR PAINTED
FINISH
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 1 1/2" = 1'-0"A-2.32

9 WATER TABLE REPAIR DETAIL

 1/2" = 1'-0"A-2.32

11 ALUMNI GYM ENLARGED PORTICO ELEVATION

 1/2" = 1'-0"A-2.32

10 ALUMNI GYM ENLARGED CORNICE ELEVATION

 1" = 1'-0"A-2.32

14 ALUMNI GYM PORTICO DETAIL

 1" = 1'-0"A-2.32

12 ALUMNI GYM CORNICE DETAIL

 1" = 1'-0"A-2.32

13 ALUMNI GYM CORNICE DETAIL

 3" = 1'-0"A-2.32
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T ectonic Cop yright 2007

T ectonic Cop yright 2007

T ectonic Cop yright 2007

LEVEL 01
948' - 0"

LEVEL 02
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LEVEL 03
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LEVEL ROOF LOW
(990.0)
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LEVEL ROOF
INTERMEDIATE

998' - 0"

LEVEL ROOF HIGH
1008' - 0"

LEVEL
PENTHOUSE
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BEYOND

CORR
BEYON
D

17' - 4" 13' - 4" 14' - 0" 28' - 0" 28' - 0" 28' - 0" 28' - 0" 28' - 0" 4' - 0" 20' - 0" 28' - 0" 28' - 0" 28' - 0" 28' - 0" 28' - 0" 28' - 0" 25' - 0" 14' - 0" 16' - 0 7/8"1' - 7" 18' - 0" 18' - 0" 18' - 0" 18' - 0" 18' - 0" 18' - 0" 18' - 0" 14' - 2" 15' - 10"

EX - S.U. - 03
975' - 0"

LEVEL 02
BOOKSTORE

959' - 0"

UK-08.3

LEVEL 01 FOOD
SERVICE

946' - 0"

UK-10.2

UK-19.1

UK-04.5
UK-05.4UK-05.6 UK-06.3 UK-07.5

UK-08.5

UK-11.2 UK-12.2 UK-18.8

LEVEL 01
948' - 0"

LEVEL 02
963' - 0"

LEVEL 03
977' - 0"

LEVEL ROOF LOW
(990.0)

990' - 0"

UK-D UK-C UK-B UK-AUK-EUK-FUK-GUK-HUK-K UK-J

KB-A.9

UK-C.2UK-G.9UK-H.7UK-J.2 UK-AAUK-BB

LEVEL ROOF
INTERMEDIATE

998' - 0"

LEVEL ROOF HIGH
1008' - 0"

LEVEL
PENTHOUSE

992' - 0"

EX - S.U. - 02
962' - 0"

LEVEL SERVICE
942' - 0"

REC/MECH
BOH CIRC

AUNTIE ANNE'S

TERRACE

CIRCULATION

CIRCSUBWAY PREP

PENTHOUSE

STORAGESTORAGECIRC

CINEMA

PROJECTION

PRESENTATION
LOUNGE

RECEPTION/
GREETING

PLAZ
A

SOUTH RETAIL
DINING

1
0

' 
- 

0
"

6
' 
- 

0
"

2
' 
- 

0
"

1
3

' 
- 

0
"

1
4

' 
- 

0
"

1
5

' 
- 

0
"

6
' 
- 

0
"

24' - 0" 7' - 0" 21' - 0" 24' - 0" 14' - 0" 24' - 0" 34' - 0" 4' - 0" 38' - 0" 38' - 0" 26' - 0" 12' - 0" 38' - 0" 19' - 0" 16' - 0" 5' - 0"

ALUMNI GYM 
BEYOND 

EXISTING 
FRAZEE HALL 

BEYOND

MECHANIC
AL

UK-E.9

EX - S.U. - 03
975' - 0"

LEVEL 02
BOOKSTORE

959' - 0"

UK-D.4

LEVEL
944' - 0"

UK-C.7UK-D.2

LEVEL 01
948' - 0"

LEVEL 02
963' - 0"

LEVEL 03
977' - 0"

LEVEL ROOF LOW
(990.0)

990' - 0"

UK-D UK-C UK-B UK-AUK-EUK-FUK-GUK-HUK-K UK-J KB-A.9UK-C.2UK-G.9UK-H.7UK-J.2 UK-AAUK-BB

LEVEL ROOF
INTERMEDIATE

998' - 0"

LEVEL ROOF HIGH
1008' - 0"

LEVEL
PENTHOUSE

992' - 0"

LEVEL SERVICE
942' - 0"

CATERING

VESTIBULE

CIRC

CIRCST. VAULT

VESTIBULE
SOCIAL STAIR 
BEYOND

BRIDG
E

BARKER HALL 
BEYOND

1
0

' 
- 

0
"

6
' 
- 

0
"

2
' 
- 

0
"

1
3

' 
- 

0
"

1
4

' 
- 

0
"

1
5

' 
- 

0
"

6
' 
- 

0
"

24' - 0" 7' - 0" 21' - 0" 24' - 0" 14' - 0" 24' - 0" 34' - 0" 42' - 0" 38' - 0" 26' - 0" 12' - 0" 38' - 0" 6' - 0" 13' - 0" 16' - 0" 5' - 0"

UK-E.9

LEVEL 02
BOOKSTORE

959' - 0"

3
6

' 
- 

4
"

UK-D.4

LEVEL 01 FOOD
SERVICE

946' - 0"
LEVEL

944' - 0"

UK-C.7

UK-C.6

UK-D.7

LEVEL 01
948' - 0"

LEVEL 02
963' - 0"

LEVEL 03
977' - 0"

LEVEL ROOF LOW
(990.0)

990' - 0"

UK-D UK-C UK-B UK-AUK-EUK-FUK-GUK-HUK-K UK-J KB-A.9UK-C.2UK-G.9UK-H.7UK-J.2 UK-AAUK-BB

LEVEL ROOF
INTERMEDIATE

998' - 0"

LEVEL ROOF HIGH
1008' - 0"

LEVEL
PENTHOUSE

992' - 0"

LEVEL SERVICE
942' - 0"

24' - 0" 7' - 0" 21' - 0" 24' - 0" 14' - 0" 24' - 0" 34' - 0" 42' - 0" 38' - 0" 26' - 0" 12' - 0" 38' - 0" 6' - 0" 13' - 0" 16' - 0" 5' - 0"

1
0

' 
- 

0
"

6
' 
- 

0
"

2
' 
- 

0
"

1
3

' 
- 

0
"

1
4

' 
- 

0
"

1
5

' 
- 

0
"

6
' 
- 

0
"

AYCE DINING

MULTI- PURPOSE

PRE-FUNCTION
/LOUNGE

AYCE DINING AYCE DINING

?

MAIN ELEC

CIRC

DOCK LOADING DOCK CATERING

BOOKSTORE

GENERAL
MERCH AREA

MECHANICAL 
PENTHOUSE

UK-E.9

LEVEL 02
BOOKSTORE

959' - 0"

2
5

' 
- 

4
"

6
' 
- 

8
"

8
' 
- 

2
 1

/2
"

5
' 
- 

1
0

"

UK-D.4

LEVEL 01 FOOD
SERVICE

946' - 0"
LEVEL

944' - 0"

UK-C.7

UK-C.6

R
E

C
O

R
D

 D
O

C
U

M
E

N
T

S

T
h
e
s
e
 R

e
c
o
rd

 D
o
c
u
m

e
n
ts

 h
a
v
e
 b

e
e
n
 p

re
p
a
re

d
 b

a
s
e
d
 o

n
 

in
fo

rm
a
ti
o
n
 p

ro
v
id

e
d
 b

y
 o

th
e
rs

. 
T

h
e
 C

o
n
s
u
lt
a
n
t 
h
a
s
 n

o
t 
v
e
ri
fi
e
d
 t
h
e
 

a
c
c
u
ra

c
y
 a

n
d
/o

r 
c
o
m

p
le

te
n
e
s
s
 o

f 
th

is
 i
n
fo

rm
a
ti
o
n
 a

n
d
 s

h
a
ll 

n
o
t 
b
e
 

re
s
p
o
n
s
ib

le
 f
o
r 

a
n
y
 e

rr
o
rs

 o
r 

o
m

is
s
io

n
s
 t
h
a
t 
m

a
y
 b

e
 i
n
c
o
rp

o
ra

te
d
 

a
s
 a

 r
e
s
u
lt
 o

f 
e
rr

o
n
e
o
u
s
 i
n
fo

rm
a
ti
o
n
 p

ro
v
id

e
d
 b

y
 o

th
e
rs

.

D
A

T
E

Jo
b
 N

um
b
er

:
R
ev

is
io

n:
C

he
ck

ed
 B

y:
D

ra
w

n 
B
y:

Le
xi

ng
to

n,
 K

en
tu

ck
y

1
3
1
5
 P

ea
ch

tr
ee

 S
tr
ee

t
A

tla
nt

a
, 

G
eo

rg
ia

 3
0

3
0
9

p
 4

0
4
.8

3
7
.2

3
0
0

w
w

w
.p

er
ki

ns
w

ill
.c

o
m

RECORD DRAWINGS

U
K

 -
S
TU

D
E
N

T 
C
E
N

TE
R
 R

E
N

O
V

A
TI

O
N

 A
N

D
 E

X
P
A

N
S
IO

N
 B

P
#

3

J
a
n

u
a
ry

 2
0
1
9

A-3.1

O
V

E
R
A

LL
 B

U
IL

D
IN

G
 S

E
C
T
IO

N
S

P+
W

P+
W

N
O

V
 2

0
1

5
1
4
0
4
.0

0

1" = 20'-0"A-3.1

1
OVERALL EAST-WEST BUILDING SECTION LOOKING
SOUTH

1" = 20'-0"A-3.1

2
OVERALL NORTH-SOUTH BUILDING SECTION THROUGH
CINEMA LOOKING WEST

1" = 20'-0"A-3.1

3
OVERALL NORTH-SOUTH BUILDING SECTION LOOKING
WEST

1" = 20'-0"A-3.1

4
OVERALL NORTH-SOUTH BUILDING SECTION THROUGH
BOOKSTORE LOOKING WEST

N
o

.
D

e
s
c
ri

p
ti

o
n

D
a
te

E NO.

COMMONWEALTH
OF

STERED

IG

R

TNEK
U C K Y

7481

RF

E

J

AI
RB

EY ST

IHCRA
T E C T

N

E F

R
BA

N
ov

em
be

r 2
01

9



T ectonic Cop yright 2007

ALUM - TOP OF
PILASTERS

978' - 7 9/16"

14a13a12a11a10a9a8a7a6a5a4a3a2a1a

ALUM - TOP OF
PARAPET

989' - 3 1/2"

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

2

A-3.2

____________________________________________

2

A-3.2

____________________________________________

CORRIDOR

B100B

WITH 8" VERTICAL 
SCORE

NEW 
RETAINING 
WALL

CARDIO

B213

1.1a 13.9a

STAIR 
BEYOND

1
0

' 
- 

8
"

2
0

' 
- 

1
 5

/8
"

1
3

' 
- 

6
"

GROUP FITNESS
B

B116

FREE WEIGHTS

B211

STAIR 
BEYOND

4
4

' 
- 

3
 1

/2
"

CARDIO

B213

3

A-4.1

____________________________________________

______________________

A-4.2

2
OPP.

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

SF1B111
B112A

ST-M.1

ST-M.3

SF2 SF3 ST-N.1

W4A W4A

SF14
B214.1

ST-N.3
W3

W1W1W1

B100B

1924 ALUMNI GYM AS RECREATION CENTER

W6

W1 W1

______________________

A-6.10

15
______________________

A-6.11

1

1

A-4.24

____________________________________________

1

A-4.2

____________________________________________

REMOVE PAINT AND 
CLEAN ALL EXISTING 
INTERIOR BRICK

2.5a 13.5a

04 0110-01
MASONRY CLEANING

08 4433-01
SLOPED GLAZING ASSEMBLIES

08 8000-08
GL33 - LOW E CLEAR INSULATED
GLAZING, TEMPERED,
LAMINATED WITH FRIT PATTERN

05 5213-01
STEEL TUBE
GUARDRAIL

W3

04 2000-14

DECORATIVE
CONCRETE
MASONRY UNITS

08 4433-01
SLOPED GLAZING
ASSEMBLIES

08 8000-08
GL33 - LOW E CLEAR INSULATED
GLAZING, TEMPERED,
LAMINATED WITH FRIT PATTERN

BI-LEVEL WATER 
FOUNTAIN WITH 
BOTTLE FILLER

BI-LEVEL WATER 
FOUNTAIN WITH 
BOTTLE FILLER

EXISTING ROOF 
STRUCTURE TO 
REMAIN

NEW BAR 
GRATE

15

A-5.19C

____________________________________________

EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

ALUM - TOP OF
PILASTERS

978' - 7 9/16"

HaGaFaEaDaCaBaAa

ALUM - TOP OF
PARAPET

989' - 3 1/2"

D.5aB.5a

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

Ab

CIRC

A100CCORRIDOR

B100B

STRENGTH
(SELECTORIZED)

B210

1924 ALUMNI GYM AS RECREATION CENTER

1
3

' 
- 

6
"

3
0

' 
- 

9
 1

/2
"

CARDIO

B213

1

A-3.2

____________________________________________

1

A-3.2

____________________________________________

G.9aA.1a

EXPOSED TO VIEW 
CEILING & 
TRUSSES

PROTECT EXISTING 
STORM TUNNEL

F.5a

EX - S.U. - MECH
984' - 0 1/4"

MULTIPURPOSE
MAT ROOM

B120

EX - S.U. HIGH
PARAPET
1008' - 6"

______________________

A-7.1a

2

4
4

' 
- 

3
 1

/2
"

MEN'S
RESTROOM

B113B

W1 W1

W2 W2

W1

W5

______________________

A-4.1

3

______________________

A-4.4

1

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

07 5216-10
FOIL CLAD,
MODIFIED BITUMEN
FLASHING

B118A.1

948' - 0"

945' - 0"

STAIR L

ST-L

GRAPHIC CONTENT 
IN FUTURE BID 
PACK - LEVEL 5 
GYPSUM BOARD 

STAIR

ST-J

______________________

A-5.51

9

REMOVE PAINT AND 
CLEAN ALL EXISTING 
INTERIOR BRICK

C.5a
4

A-7.5

____________________________________________

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

08 4433-01
SLOPED GLAZING ASSEMBLIES
08 8000-08
GL33 - LOW E CLEAR INSULATED
GLAZING, TEMPERED,
LAMINATED WITH FRIT PATTERN

04 0110-01
MASONRY
CLEANING

1

A-3.5

____________________________________________

2

A-3.5

____________________________________________

3

A-4.2

____________________________________________

4

A-4.2

____________________________________________

1

A-7.7

____________________________________________

8

RD065

____________________________________________

AREA C

AREA B

AREA F

AREA A
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AREA 
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SEE A-0.1 FOR MATERIAL SYMBOLS FOR ITEMS THAT ARE DRAWN AND 
IDENTIFIED BY MATERIAL SYMBOL ONLY AND NOTE SPECIFICALLY IDENTIFIED 
BY NOTES.

SEE DRAWINGS G-1.2, G-2.2, G-3.2, AND G-4.2 FOR REQUIRED FIRE-RATINGS 
FOR APPLIED SPRAY FIREPROOFING.  CONTRACTOR SHALL PROVIDE 
REQUIRED FIRE-RATING PROTECTION ON ALL STRUCTURAL STEEL WHETHER 
FIRE-PROOFING IS INDICATED ON DRAWINGS OR NOT.

SEE FLOOR PLANS AND REFLECTED CEILING PLANS FOR LOCATIONS OF 
FIRE-RATED AND SOUND-RATED WALLS. 

SEE FLOOR PLANS FOR ALL WALL TYPE INDICATORS.

SEE FLOOR PLANS FOR WINDOW AND LOUVER TYPE MARKERS. 

SEE REFLECTED CEILING PLANS FOR CEILING HEIGHTS AND MATERIALS. 

SEE FINISH SCHEDULES FOR WALL FINISHES BEYOND.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING.

GRADE LINES SHOWN ARE APPROXIMATE.  SEE SITE DRAWINGS FOR ACTUAL 
GRADE ELEVATIONS. 

COORDINATE TOP OF WATERPROOFING SYSTEM WITH FINISH GRADES.  
WATERPROOFING SYSTEM MUST NOT BE VISIBLE ABOVE  FINISH GRADE. 

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH GRADES.  BRICK LEDGES 
MUST NOT BE VISIBLE ABOVE FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE LINE.   

BRICK VENEER ANCHORS MUST BE INSTALLED AND SPACED CORRECTLY AS 
SPECIFIED.  THE OWNER RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION AS SPECIFIED, INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S EXPENSE.

CONCRETE REINFORCING NOT SHOWN FOR CLARITY.  SEE STRUCTURAL 
DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND FASTENERS NOT SHOWN 
FOR CLARITY.  SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING SHOWN IS DIAGRAMMATIC.  ACTUAL BRACING 
CONFIGURATION AND SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

COLD-FORMED HEADERS SHOWN ARE DIAGRAMMATIC.  ACTUAL HEADER 
CONFIGURATION AND SIZE TO BE DETERMINED BY CONTRACTOR BASED ON 
REQUIRED ENGINEERING CALCULATIONS.  

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE PROPERLY FLASHED TO 
MAINTAIN WATER-TIGHT ENCLOSURE. 

FLASHING AND TRIMS ARE NOT SHOWN FOR CLARITY.  REFER TO ENLARGED 
DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESS SHOWN ARE APPROXIMATE.  SEE ROOF PLAN 
FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, AND LOCATIONS OF 
CRICKETS AND SADDLES.

DOOR HARDWARE NOT SHOWN FOR CLARITY.

ALL INTERIOR SURFACES TO BE PAINTED AS INDICATED ON FINISH 
SCHEDULES AND IN THE PAINTING SPECIFICATIONS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEMS ARE 
TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL PENETRATIONS 
THROUGH THE EXTERIOR ENVELOPE SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT AIR AND 
WATER INFILTRATION, TYPICAL. 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES PERPENDICULAR 
TO PLANE OF THE WALL. 

ALL CMU WALLS RECEIVE A REINFORCED BOND BEAM AT TOP OF WALL 
UNLESS NOTED OTHERWISE. FOR ADDITIONAL DETAILS AND INFORMATION 
SEE STRUCTURAL DRAWINGS.

PROVIDE STONE REPAIR  PER SPECIFICATION SECTION 040140.61.

PROVIDE STONE REPOINTING PER SPECIFICATION SECTION 040140.62.

PROVIDE MASONRY CLEANING ON INTERIOR AND EXTERIOR OF THE 1924 
ALUMNI GYM, AND THE EXTERIOR OF THE 1936 STUDENT UNION BUILDING 
PER SPECIFICATION SECTION 040110.

PROVIDE BRICK MASONRY REPAIR AND BRICK MASONRY REPOINTING ON 
THE INTERIOR AND EXTERIOR OF THE 1924 ALUMNI GYM, AND THE EXTERIOR 
OF THE 1938  STUDENT UNION BUILDING PER SPECIFICATION SECTIONS 
040120.63 AND 040120.64.  

TYPICAL SECTION NOTES
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08 4113-01
ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

09 5113-01
ACOUSTICAL PANEL CEILING

04 2000-08
REINFORCED CONCRETE
MASONRY UNITS

04 2000-14
DECORATIVE CONCRETE
MASONRY UNITS

05 7100-01
DECORATIVE METAL STAIR

08 4413-01

GLAZED ALUMINUM
CURTAIN WALL

09 5113-01
ACOUSTICAL PANEL CEILING

08 4413-01

GLAZED ALUMINUM
CURTAIN WALL

A270

A100C A170C
A171

?

ST-P1.1

ST-P2.1

ST-PA3

B100A

3

RD066

____________________________________________
5

RD066

____________________________________________

2

A-7.7

____________________________________________

SEE A-0.1 FOR MATERIAL SYMBOLS FOR ITEMS THAT ARE DRAWN AND 
IDENTIFIED BY MATERIAL SYMBOL ONLY AND NOTE SPECIFICALLY IDENTIFIED 
BY NOTES.

SEE DRAWINGS G-1.2, G-2.2, G-3.2, AND G-4.2 FOR REQUIRED FIRE-RATINGS 
FOR APPLIED SPRAY FIREPROOFING.  CONTRACTOR SHALL PROVIDE 
REQUIRED FIRE-RATING PROTECTION ON ALL STRUCTURAL STEEL WHETHER 
FIRE-PROOFING IS INDICATED ON DRAWINGS OR NOT.

SEE FLOOR PLANS AND REFLECTED CEILING PLANS FOR LOCATIONS OF 
FIRE-RATED AND SOUND-RATED WALLS. 

SEE FLOOR PLANS FOR ALL WALL TYPE INDICATORS.

SEE FLOOR PLANS FOR WINDOW AND LOUVER TYPE MARKERS. 

SEE REFLECTED CEILING PLANS FOR CEILING HEIGHTS AND MATERIALS. 

SEE FINISH SCHEDULES FOR WALL FINISHES BEYOND.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING.

GRADE LINES SHOWN ARE APPROXIMATE.  SEE SITE DRAWINGS FOR ACTUAL 
GRADE ELEVATIONS. 

COORDINATE TOP OF WATERPROOFING SYSTEM WITH FINISH GRADES.  
WATERPROOFING SYSTEM MUST NOT BE VISIBLE ABOVE  FINISH GRADE. 

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH GRADES.  BRICK LEDGES 
MUST NOT BE VISIBLE ABOVE FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE LINE.   

BRICK VENEER ANCHORS MUST BE INSTALLED AND SPACED CORRECTLY AS 
SPECIFIED.  THE OWNER RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION AS SPECIFIED, INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S EXPENSE.

CONCRETE REINFORCING NOT SHOWN FOR CLARITY.  SEE STRUCTURAL 
DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND FASTENERS NOT SHOWN 
FOR CLARITY.  SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING SHOWN IS DIAGRAMMATIC.  ACTUAL BRACING 
CONFIGURATION AND SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

COLD-FORMED HEADERS SHOWN ARE DIAGRAMMATIC.  ACTUAL HEADER 
CONFIGURATION AND SIZE TO BE DETERMINED BY CONTRACTOR BASED ON 
REQUIRED ENGINEERING CALCULATIONS.  

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE PROPERLY FLASHED TO 
MAINTAIN WATER-TIGHT ENCLOSURE. 

FLASHING AND TRIMS ARE NOT SHOWN FOR CLARITY.  REFER TO ENLARGED 
DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESS SHOWN ARE APPROXIMATE.  SEE ROOF PLAN 
FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, AND LOCATIONS OF 
CRICKETS AND SADDLES.

DOOR HARDWARE NOT SHOWN FOR CLARITY.

ALL INTERIOR SURFACES TO BE PAINTED AS INDICATED ON FINISH 
SCHEDULES AND IN THE PAINTING SPECIFICATIONS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEMS ARE 
TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL PENETRATIONS 
THROUGH THE EXTERIOR ENVELOPE SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT AIR AND 
WATER INFILTRATION, TYPICAL. 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES PERPENDICULAR 
TO PLANE OF THE WALL. 

ALL CMU WALLS RECEIVE A REINFORCED BOND BEAM AT TOP OF WALL 
UNLESS NOTED OTHERWISE. FOR ADDITIONAL DETAILS AND INFORMATION 
SEE STRUCTURAL DRAWINGS.

PROVIDE STONE REPAIR  PER SPECIFICATION SECTION 040140.61.

PROVIDE STONE REPOINTING PER SPECIFICATION SECTION 040140.62.

PROVIDE MASONRY CLEANING ON INTERIOR AND EXTERIOR OF THE 1924 
ALUMNI GYM, AND THE EXTERIOR OF THE 1936 STUDENT UNION BUILDING 
PER SPECIFICATION SECTION 040110.

PROVIDE BRICK MASONRY REPAIR AND BRICK MASONRY REPOINTING ON 
THE INTERIOR AND EXTERIOR OF THE 1924 ALUMNI GYM, AND THE EXTERIOR 
OF THE 1938  STUDENT UNION BUILDING PER SPECIFICATION SECTIONS 
040120.63 AND 040120.64.  

TYPICAL SECTION NOTES
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956' - 2 3/4"

Aa

ALUM - TOP OF
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ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

A.1a

EXISTING MASONRY WALL

EXISTING CONCRETE WALL

EXISTING LIMESTONE 
KEY STONE

______________________

A-8.6

3

______________________

A-8.6

6

______________________

A-8.24

3

______________________

A-8.24

6

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

03 3300-01
CAST-IN-PLACE ARCHITECTURAL
CONCRETE

09 6566-01
RESILIENT ATHLETIC FLOORING

F
.V

.

1
7
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4
"

F
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.

5
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6
 3

/8
"

F
.V
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9
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2
"

09 6513-01
RESILIENT BASE

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

05 3100-01
STEEL DECKING

07 8100-01
SPRAY-APPLIED FIREPROOFING
07 8100-01
SPRAY-APPLIED FIREPROOFING

07 2100-08
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

05 1200-01
STRUCTURAL STEEL FRAMING

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

@ 16" O.C. MAXIMUM

09 6513-01
RESILIENT BASE

03 3543-01
POLISHED CONCRETE FINISHING

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

FUNCTIONAL
TRAINING

B212

EQUIPMENT
STORAGE

B112A

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

07 2100-01
R-15 BELOW SLAB PERIMETER
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

W1

W4A

07 7100-01
ALUMINUM COPING
OVER EXISTING STONE COPING

03 0130-02
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
CAPITAL ON ALL PILASTERS

07 5216-04
TAPERED ROOF INSULATION AT
1/4" PER FOOT SLOPE

05 3100-02
ACOUSTICAL ROOF DECK
DECKING - WITH FIELD APPLIED 
POWDER COAT FINISH 
(COLOR: WHITE)

EXISTING STEEL STRUCTURE -
20'-0" ABOVE THE  NEW FIRST 
FLOOR AND WILL NOT REQUIRE 
APPLIED FIREPROOFING

09 0190.52-01
MAINTENANCE REPAINTING
(COLOR: CHARCOAL BLACK)

______________________

A-2.32

13

09 9653-01
ELASTOMERIC COATING

OVER EXTERIOR CONCRETE 
WALLS AND AREAWAYS, TYP.

07 2600-01
10 MIL POLYETHYLENE VAPOR
RETARDER

07 1616-01
CRYSTALLINE WATERPROOFING

05 1200-01
STRUCTURAL STEEL FRAMING

DGA BARRIER

09 9653-01
ELASTOMERIC COATING

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

03 0130-04
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE BASE

03 3000-03
EXPANSION JOINT & SEALANT

04 4313.13-01

07 1900-01
WATER REPELLENTS

04 0120.63-01
BRICK MASONRY REPAIR

04 0110-01
MASONRY CLEANING

09 0190.52-01
MAINTENANCE REPAINTING

04 0120.63-01
BRICK MASONRY REPAIR

04 0120.64-01
BRICK MASONRY REPOINTING

09 9123-01

03 3000-03
EXPANSION JOINT & SEALANT

03 3000-05
15 MIL VAPOR BARRIER

09 9653-01
ELASTOMERIC COATING

09 9653-01
ELASTOMERIC COATING

NEW CUT LIMESTONE 
SILL

07 5216-11
5/8" COVER BOARD

CENTER HORIZONTAL BRACE 
BETWEEN WINDOW 
MULLIONS. REFER TO STEEL 
WINDOW ELEVATIONS AND 
TYPES FOR MULLION 
LOCATION.

E
Q

E
Q

INCLUDES REMAINING EXISTING PAINT 
FROM FORMED SHEET METAL ON 
CORNICE, SOLDERING METAL, AND 
REPAINTING 09 9113-01.

CRUSHED STONE

DRAINAGE MAT

CONCEALED CONDITION: 
CONTRACTOR TO VERIFY 
SUBSTRATES. ASSUME 30% 
REPLACEMENT OF SHEET 
METAL FLASHING AND WOOD 
LUMBER FOR ENTIRE 
CORNICE ON ALUMNI GYM AS 
QUANTITY ALLOWANCE

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIMTRIM - TURN UP MASONRY WALL 
4” MIN. AND SET IN SAW CUT 
REGLET

2 PCO 056
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08 5123.13-01
HOT-ROLLED STEEL WINDOWS

EXISTING MASONRY 
WALL

EXISTING PORTICO

07 2100-08
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

09 2216-14
2" Z FURRING CHANNEL

04 2000-08
REINFORCED CONCRETE
MASONRY UNITS
09 6513-01
RESILIENT BASE

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

07 2100-01
R-15 BELOW SLAB PERIMETER
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

05 5000-02
STEEL LADDER WITH SAFETY
CAGE

05 3100-02
ACOUSTICAL ROOF DECK

EXISTING BRICK WALL

EXISTING LIMESTONE 
KEYSTONE

03 3543-01
POLISHED CONCRETE FINISHING

W2

CW5

______________________

A-5.19C
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____________________________________________

INACCESSIBLE SPACE

07 7100-01
ALUMINUM COPING

OVER EXISTING STONE COPING

09 0190.52-01
MAINTENANCE REPAINTING

03 0130-02
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
CAPITAL ON ALL PILASTERS

07 2600-01
10 MIL POLYETHYLENE VAPOR
RETARDER
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DGA BARRIER

DRAINAGE MAT.

04 0120.63-01
BRICK MASONRY REPAIR
AT INTERIOR AND 
EXTERIOR LOCATIONS ON 
ALL FOUR (4) SIDES OF 
THE BUILDING

04 0110-01
MASONRY CLEANING
CLEAN ENTIRE HEIGHT OF 
BRICK WALL ON ALL FOUR 
(4) BUILDING ELEVATIONS

2-HR FIRE RATED ENCLOSURE

D31D31

EXISTING C.I.P. CONCRETE 
WALLS, SLABS, AND 
FOUNDATIONS

07 7200-06
ROOF HATCH

N60

DECKING - WITH FIELD APPLIED 
POWDER COAT FINISH
(COLOR: WHITE)

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

07 5216-04
TAPERED ROOF INSULATION AT
1/4" PER FOOT SLOPE

09 0190.52-01
MAINTENANCE REPAINTING
(COLOR: CHARCOAL BLACK)

______________________
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14

______________________

A-2.32

12

05 5000-07
STEEL SECURITY LADDER DOOR
AND LOCK

04 0120.63-01
BRICK MASONRY REPAIR

04 0120.64-01
BRICK MASONRY REPOINTING

09 0190.52-01
MAINTENANCE REPAINTING

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

04 4313.13-01

NEW CUT LIMESTONE SILL

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

INFILL OPENING ABOVE EXISTING 
WALL WITH 2-HR RATED WALL 
ASSEMBLY

09 9123-01

03 3000-03
EXPANSION JOINT & SEALANT

04 0110-01
MASONRY CLEANING

04 0120.64-01
BRICK MASONRY REPOINTING

04 0120.63-01
BRICK MASONRY REPAIR

07 1900-01
WATER REPELLENTS

03 3000-05
15 MIL VAPOR BARRIER
03 3000-05
15 MIL VAPOR BARRIER

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

PROVIDE ROOF RAILS 
WITH HATCH

NEW ARCHITECTURAL 
RAILING SYSTEM TO 
MATCH BARKER HALL 
PROFILE AND 
MATERIALS

4 EQ TREADS @ 11" =
3' - 8"

3
' 
- 

0
"

CENTER HORIZONTAL BRACE 
BETWEEN WINDOW 
MULLIONS. REFER TO STEEL 
WINDOW ELEVATIONS AND 
TYPES FOR MULLION 
LOCATION.

INCLUDES REMAINING 
EXISTING PAINT FROM FORMED 
SHEET METAL ON CORNICE, 
SOLDERING METAL, AND 
REPAINTING 09 9113-01.

CONCEALED CONDITION: 
CONTRACTOR TO VERIFY 
SUBSTRATES. ASSUME 30% 
REPLACEMENT OF SHEET METAL 
FLASHING AND WOOD LUMBER 
FOR ENTIRE CORNICE ON ALUMNI 
GYM AS QUANTITY ALLOWANCE

CRUSHED STONE

DRAINAGE MAT.

CRUSHED STONE

09 0190.52-01
MAINTENANCE REPAINTING

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIMTRIM - TURN UP MASONRY 
WALL 4” MIN. AND SET IN SAW 
CUT REGLET

EX - ALUM - 02
956' - 2 3/4"

Aa

ALUM - TOP OF
PARAPET

989' - 3 1/2"

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

A.1a

______________________

A-8.6

3

______________________

A-8.6

6

EXISTING LIMESTONE
KEYSTONE

EXISTING MASONRY WALL

NEW CUT LIMESTONE SILL

05 5313-01
ALUMINUM BAR GRATING

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

05 3100-02
ACOUSTICAL ROOF DECK

CARDIO

B213

WOMEN'S
SHOWERS

B114A

03 3000-03
EXPANSION JOINT & SEALANT

09 6566-01
RESILIENT ATHLETIC FLOORING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

05 3100-01
STEEL DECKING

07 8100-01
SPRAY-APPLIED FIREPROOFING
07 8100-01
SPRAY-APPLIED FIREPROOFING

05 1200-01
STRUCTURAL STEEL FRAMING

04 2000-08
REINFORCED CONCRETE
MASONRY UNITS

09 2226-01
GYPSUM BOARD METAL
SUSPENSION SYSTEM

09 3013-01
CERAMIC TILE

09 3013-05
CERAMIC TILE BASE

09 3013-01
CERAMIC TILE

07 2100-01
R-15 BELOW SLAB PERIMETER
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

F
.V

.

1
7

' 
- 

4
"

F
.V

.

3
' 
- 

6
"

3

A-4.30

____________________________________________

F
.V

.

EXISTING AREAWAY 
FOOTING CONDITION 
UNKNOWN

954' - 9"

946' - 10"

F.V.

F.V.

ALIGN WITH GRADE

EXISTING CONCRETE 
AREAWAY

N62F

N40

INTEGRAL WATER 
PROOFING

07 2100-08
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

07 7100-01
ALUMINUM COPING
OVER EXISTING STONE COPING

09 0190.52-01
MAINTENANCE REPAINTING

03 0130-02
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
CAPITAL ON ALL PILASTERS

03 0130-04
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE BASE

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

04 0110-01
MASONRY CLEANING
(EXISTING PAINT REMOVAL IS 
PART OF BP #1)

EXTEND 6" ABOVE CEILING

05 5000-03
METAL FABRICATION
GALVANIZED STEEL 
SUPPORTS W/ CHEMICAL 
ANCHORS

04 2100-01
REINFORCED UNIT MASONRY

EXISTING SLAB TO 
REMAIN

REFER TO PLANS FOR 
RECESSED SLAB 
LOCATIONS

09 9653-01
ELASTOMERIC COATING

ON ALL EXTERIOR 
C.I.P CONCRETE

INCLUDES REMAINING EXISTING 
PAINT FROM FORMED SHEET METAL 
ON CORNICE, SOLDERING METAL, 
AND REPAINTING 09 9113-01.

09 9653-01
ELASTOMERIC COATING
ON CONCRETE BASE AND 
CAPITALS AT EACH PILASTER 
(ALL 4 SIDES OF BUILDING)

______________________

A-4.30

1

DECKING - WITH FIELD APPLIED 
POWDER COAT FINISH 
(COLOR: WHITE)

EXISTING STRUCTURE -
20'-0" ABOVE THE  NEW FIRST 
FLOOR AND WILL NOT REQUIRE 
APPLIED FIREPROOFING

09 0190.52-01
MAINTENANCE REPAINTING
(COLOR: CHARCOAL BLACK)

DGA BARRIER

03 3000-03
EXPANSION JOINT & SEALANT

09 9123-01

04 4313.13-01

03 3000-05
15 MIL VAPOR BARRIER

09 9653-01
ELASTOMERIC
COATING

SIM

REPLACE EXISTING CMU 
WITH TWO WYTHES OF 
SALVAGED BRICK. 
TOOTH INTO EXISTING 
BRICK WALL. MATCH 
EXISTING ROWLOCK 
COURSING PATTERN. 
SEE EXISTING 
CONDITION PHOTO 
4/A-4.1

12 3661.16-02
SOLID SURFACING SILLS

07 5216-11
5/8" COVER BOARD

CENTER HORIZONTAL BRACE 
BETWEEN WINDOW 
MULLIONS. REFER TO STEEL 
WINDOW ELEVATIONS AND 
TYPES FOR MULLION 
LOCATION.

W1

09 0190.52-01
MAINTENANCE REPAINTING

CONCEALED CONDITION: CONTRACTOR 
TO VERIFY SUBSTRATES. ASSUME 30% 
REPLACEMENT OF SHEET METAL 
FLASHING AND WOOD LUMBER FOR 
ENTIRE CORNICE ON ALUMNI GYM AS 
QUANTITY ALLOWANCE

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

CRUSHED STONE

DRAINAGE MAT

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIMTRIM - TURN UP MASONRY WALL 4”
MIN. AND SET IN SAW CUT REGLET

09 9113-01
EXTERIOR PAINTED FINISH

SEE A-0.1 FOR MATERIAL SYMBOLS FOR ITEMS THAT ARE DRAWN AND 
IDENTIFIED BY MATERIAL SYMBOL ONLY AND NOTE SPECIFICALLY IDENTIFIED 
BY NOTES.

SEE DRAWINGS G-1.2, G-2.2, G-3.2, AND G-4.2 FOR REQUIRED FIRE-RATINGS 
FOR APPLIED SPRAY FIREPROOFING.  CONTRACTOR SHALL PROVIDE 
REQUIRED FIRE-RATING PROTECTION ON ALL STRUCTURAL STEEL WHETHER 
FIRE-PROOFING IS INDICATED ON DRAWINGS OR NOT.

SEE FLOOR PLANS AND REFLECTED CEILING PLANS FOR LOCATIONS OF 
FIRE-RATED AND SOUND-RATED WALLS. 

SEE FLOOR PLANS FOR ALL WALL TYPE INDICATORS.

SEE FLOOR PLANS FOR WINDOW AND LOUVER TYPE MARKERS. 

SEE REFLECTED CEILING PLANS FOR CEILING HEIGHTS AND MATERIALS. 

SEE FINISH SCHEDULES FOR WALL FINISHES BEYOND.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING.

GRADE LINES SHOWN ARE APPROXIMATE.  SEE SITE DRAWINGS FOR ACTUAL 
GRADE ELEVATIONS. 

COORDINATE TOP OF WATERPROOFING SYSTEM WITH FINISH GRADES.  
WATERPROOFING SYSTEM MUST NOT BE VISIBLE ABOVE  FINISH GRADE. 

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH GRADES.  BRICK LEDGES 
MUST NOT BE VISIBLE ABOVE FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE LINE.   

BRICK VENEER ANCHORS MUST BE INSTALLED AND SPACED CORRECTLY AS 
SPECIFIED.  THE OWNER RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION AS SPECIFIED, INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S EXPENSE.

CONCRETE REINFORCING NOT SHOWN FOR CLARITY.  SEE STRUCTURAL 
DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND FASTENERS NOT SHOWN 
FOR CLARITY.  SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING SHOWN IS DIAGRAMMATIC.  ACTUAL BRACING 
CONFIGURATION AND SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

COLD-FORMED HEADERS SHOWN ARE DIAGRAMMATIC.  ACTUAL HEADER 
CONFIGURATION AND SIZE TO BE DETERMINED BY CONTRACTOR BASED ON 
REQUIRED ENGINEERING CALCULATIONS.  

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE PROPERLY FLASHED TO 
MAINTAIN WATER-TIGHT ENCLOSURE. 

FLASHING AND TRIMS ARE NOT SHOWN FOR CLARITY.  REFER TO ENLARGED 
DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESS SHOWN ARE APPROXIMATE.  SEE ROOF PLAN 
FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, AND LOCATIONS OF 
CRICKETS AND SADDLES.

DOOR HARDWARE NOT SHOWN FOR CLARITY.

ALL INTERIOR SURFACES TO BE PAINTED AS INDICATED ON FINISH 
SCHEDULES AND IN THE PAINTING SPECIFICATIONS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEMS ARE 
TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL PENETRATIONS 
THROUGH THE EXTERIOR ENVELOPE SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT AIR AND 
WATER INFILTRATION, TYPICAL. 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES PERPENDICULAR 
TO PLANE OF THE WALL. 

ALL CMU WALLS RECEIVE A REINFORCED BOND BEAM AT TOP OF WALL 
UNLESS NOTED OTHERWISE. FOR ADDITIONAL DETAILS AND INFORMATION 
SEE STRUCTURAL DRAWINGS.

PROVIDE STONE REPAIR  PER SPECIFICATION SECTION 040140.61.

PROVIDE STONE REPOINTING PER SPECIFICATION SECTION 040140.62.

PROVIDE MASONRY CLEANING ON INTERIOR AND EXTERIOR OF THE 1924 
ALUMNI GYM, AND THE EXTERIOR OF THE 1936 STUDENT UNION BUILDING 
PER SPECIFICATION SECTION 040110.

PROVIDE BRICK MASONRY REPAIR AND BRICK MASONRY REPOINTING ON 
THE INTERIOR AND EXTERIOR OF THE 1924 ALUMNI GYM, AND THE EXTERIOR 
OF THE 1938  STUDENT UNION BUILDING PER SPECIFICATION SECTIONS 
040120.63 AND 040120.64.  

TYPICAL SECTION NOTES

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

REMOVE EXISTING 
CMU AND WEATHER 
BARRIER. FACE 
BRICK ON EXTERIOR 
TO REMAIN. CUT 
BRICK TIES.

REMOVE EXISTING 
WINDOW

REMOVE EXISTING  
BRICK COURSES. 
FACE BRICK ON 
EXTERIOR TO 
REMAIN.

CLEAN EXISTING 
INTERIOR BRICK -
PAINT REMOVAL 
PART OF BP #1 
SCOPE

3
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SEE A-0.1 FOR MATERIAL SYMBOLS FOR ITEMS THAT ARE DRAWN AND 
IDENTIFIED BY MATERIAL SYMBOL ONLY AND NOTE SPECIFICALLY IDENTIFIED 
BY NOTES.

SEE DRAWINGS G-1.2, G-2.2, G-3.2, AND G-4.2 FOR REQUIRED FIRE-RATINGS 
FOR APPLIED SPRAY FIREPROOFING.  CONTRACTOR SHALL PROVIDE 
REQUIRED FIRE-RATING PROTECTION ON ALL STRUCTURAL STEEL WHETHER 
FIRE-PROOFING IS INDICATED ON DRAWINGS OR NOT.

SEE FLOOR PLANS AND REFLECTED CEILING PLANS FOR LOCATIONS OF 
FIRE-RATED AND SOUND-RATED WALLS. 

SEE FLOOR PLANS FOR ALL WALL TYPE INDICATORS.

SEE FLOOR PLANS FOR WINDOW AND LOUVER TYPE MARKERS. 

SEE REFLECTED CEILING PLANS FOR CEILING HEIGHTS AND MATERIALS. 

SEE FINISH SCHEDULES FOR WALL FINISHES BEYOND.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING.

GRADE LINES SHOWN ARE APPROXIMATE.  SEE SITE DRAWINGS FOR ACTUAL 
GRADE ELEVATIONS. 

COORDINATE TOP OF WATERPROOFING SYSTEM WITH FINISH GRADES.  
WATERPROOFING SYSTEM MUST NOT BE VISIBLE ABOVE  FINISH GRADE. 

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH GRADES.  BRICK LEDGES 
MUST NOT BE VISIBLE ABOVE FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE LINE.   

BRICK VENEER ANCHORS MUST BE INSTALLED AND SPACED CORRECTLY AS 
SPECIFIED.  THE OWNER RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION AS SPECIFIED, INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S EXPENSE.

CONCRETE REINFORCING NOT SHOWN FOR CLARITY.  SEE STRUCTURAL 
DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND FASTENERS NOT SHOWN 
FOR CLARITY.  SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING SHOWN IS DIAGRAMMATIC.  ACTUAL BRACING 
CONFIGURATION AND SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

COLD-FORMED HEADERS SHOWN ARE DIAGRAMMATIC.  ACTUAL HEADER 
CONFIGURATION AND SIZE TO BE DETERMINED BY CONTRACTOR BASED ON 
REQUIRED ENGINEERING CALCULATIONS.  

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE PROPERLY FLASHED TO 
MAINTAIN WATER-TIGHT ENCLOSURE. 

FLASHING AND TRIMS ARE NOT SHOWN FOR CLARITY.  REFER TO ENLARGED 
DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESS SHOWN ARE APPROXIMATE.  SEE ROOF PLAN 
FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, AND LOCATIONS OF 
CRICKETS AND SADDLES.

DOOR HARDWARE NOT SHOWN FOR CLARITY.

ALL INTERIOR SURFACES TO BE PAINTED AS INDICATED ON FINISH 
SCHEDULES AND IN THE PAINTING SPECIFICATIONS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEMS ARE 
TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL PENETRATIONS 
THROUGH THE EXTERIOR ENVELOPE SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT AIR AND 
WATER INFILTRATION, TYPICAL. 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES PERPENDICULAR 
TO PLANE OF THE WALL. 

ALL CMU WALLS RECEIVE A REINFORCED BOND BEAM AT TOP OF WALL 
UNLESS NOTED OTHERWISE. FOR ADDITIONAL DETAILS AND INFORMATION 
SEE STRUCTURAL DRAWINGS.

PROVIDE STONE REPAIR  PER SPECIFICATION SECTION 040140.61.

PROVIDE STONE REPOINTING PER SPECIFICATION SECTION 040140.62.

PROVIDE MASONRY CLEANING ON INTERIOR AND EXTERIOR OF THE 1924 
ALUMNI GYM, AND THE EXTERIOR OF THE 1936 STUDENT UNION BUILDING 
PER SPECIFICATION SECTION 040110.

PROVIDE BRICK MASONRY REPAIR AND BRICK MASONRY REPOINTING ON 
THE INTERIOR AND EXTERIOR OF THE 1924 ALUMNI GYM, AND THE EXTERIOR 
OF THE 1938  STUDENT UNION BUILDING PER SPECIFICATION SECTIONS 
040120.63 AND 040120.64.  

TYPICAL SECTION NOTES

EX - ALUM - 02
956' - 2 3/4"

14a

ALUM - TOP OF
PARAPET

989' - 3 1/2"

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

13.9a

______________________

A-8.6

3

______________________

A-8.6

6

______________________

A-8.24

3

______________________

A-8.24

6

EXISTING LIMESTONE KEYSTONE

FITNESS LAB /
WELLNESS

CENTER

B214

GROUP FITNESS
A

B115

EXISTING CONCRETE SILL

EXISTING CONCRETE 
WALL

NEW CUT LIMESTONE SILL

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

05 3100-02
ACOUSTICAL ROOF DECK

09 6513-01
RESILIENT BASE

09 6566-01
RESILIENT ATHLETIC FLOORING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 1200-01
STRUCTURAL STEEL FRAMING

07 2100-08
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

09 2216-14
2" Z FURRING CHANNEL

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 6466-02
VENTED RESILIENT WALL BASE

09 6466-01
WOOD ATHLETIC FLOORING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

07 2100-01
R-15 BELOW SLAB PERIMETER
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

EXISTING 
MASONRY WALL

W1

W4A

EXISTING AREAWAY TO 
REMAIN

07 1616-01
CRYSTALLINE WATERPROOFING

05 5313-01
ALUMINUM BAR GRATING

EXISTING AREAWAY 
FOUNDATION 
CONDITION

NEW CONCRETE 
EXTENSION OF EXISTING 
AREAWAY. ANCHOR IN 
EXISTING CONCRETE

4

A-4.30

____________________________________________

954' - 8"VARIE
S

2x8 HSS - REFER 
TO STRUCTURAL

07 7100-01
ALUMINUM COPING
OVER EXISTING STONE 
COPING

04 0110-01
MASONRY CLEANING

CLEAN ENTIRE HEIGHT OF BRICK WALL 
ON ALL FOUR (4) BUILDING ELEVATIONS

09 0190.52-01
MAINTENANCE REPAINTING

03 0130-02
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
CAPITAL ON ALL PILASTERS

09 9653-01
ELASTOMERIC COATING
ON CONCRETE AND CAPITALS AT EACH 
PILASTER (ALL 4 SIDES OF BUILDING)

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

09 9653-01
ELASTOMERIC COATING
ON CONCRETE AND 
CAPITALS AT EACH 
PILASTER (ALL 4 SIDES OF 
BUILDING)

03 0130-04
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE BASE

______________________

A-4.30

4
SIM.

EXISTING FOUNDATION

04 0110-01
MASONRY CLEANING
(EXISTING PAINT REMOVAL IS 
PART OF BP#1 SCOPE)

EXISTING STRUCTURE - 20'-0" 
ABOVE THE  NEW FIRST FLOOR 
AND WILL NOT REQUIRE 
APPLIED FIREPROOFING

(COLOR: CHARCOAL BLACK)

DGA BARRIER

04 4313.13-01

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

12 3661.16-02
SOLID SURFACING SILLS

12 3661.16-02
SOLID SURFACING SILLS

03 3000-03
EXPANSION JOINT & SEALANT

09 0190.52-01
MAINTENANCE REPAINTING

09 9123-01
INTERIOR PAINTED FINISH

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING

09 9113-01
EXTERIOR PAINTED FINISH

04 0120.63-01
BRICK MASONRY REPAIR

04 0120.64-01
BRICK MASONRY REPOINTING

07 5216-11
5/8" COVER BOARD

06 1053-01
WOOD BLOCKING
-DOUGLAS-FIR, 
ANCHORED INTO EXISTING 
STONE COPING

INCLUDES REMAINING EXISTING 
PAINT FROM FORMED SHEET METAL 
ON CORNICE, SOLDERING METAL, 
AND REPAINTING 09 9113-01.

CONCEALED CONDITION: CONTRACTOR 
TO VERIFY SUBSTRATES. ASSUME 30% 
REPLACEMENT OF SHEET METAL 
FLASHING AND WOOD LUMBER FOR 
ENTIRE CORNICE ON ALUMNI GYM AS 
QUANTITY ALLOWANCE

CRUSHED STONE

DRAINAGE MAT

03 3000-05
15 MIL VAPOR BARRIER

03 3000-03
EXPANSION JOINT & SEALANT

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIMTRIM - TURN UP MASONRY 
WALL 4” MIN. AND SET IN 
SAW CUT REGLET

E
Q

E
Q

CENTER HORIZONTAL 
BRACE BETWEEN 
WINDOW MULLIONS. 
REFER TO STEEL WINDOW 
ELEVATIONS AND TYPES 
FOR MULLION LOCATION.

EX - ALUM - 02
956' - 2 3/4"

Aa

ALUM - TOP OF
PARAPET

989' - 3 1/2"

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

A.1a

1' - 0"

5

A-4.30

____________________________________________

______________________

A-8.6

6

______________________

A-8.6

3

W1

FITNESS LAB /
WELLNESS

CENTER

B214

GROUP FITNESS
A

B115

EXISTING MASONRY WALL

EXISTING LIMESTONE KEYSTONE

07 5216-10
FOIL CLAD,
MODIFIED BITUMEN
FLASHING

12 3661.16-02
SOLID SURFACING SILLS

09 6566-01
RESILIENT ATHLETIC
FLOORING

03 3000-02
CAST-IN-PLACE
REINFORCED
CONCRETE FLOOR
SLAB

07 8100-01
SPRAY-APPLIED
FIREPROOFING

05 1200-01
STRUCTURAL STEEL
FRAMING

NEW CUT LIMESTONE SILL

NEW 
AREAWAY

07 2100-08
EXTRUDED
POLYSTYRENE
FOAM-PLASTIC
BOARD
09 2216-14
2" Z FURRING
CHANNEL

______________________

A-8.24

3

W4A

______________________

A-8.24

6
07 1616-01
CRYSTALLINE
WATERPROOFING

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 6466-02
VENTED RESILIENT
WALL BASE

09 6466-01
WOOD ATHLETIC
FLOORING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

3/8"

955' - 0"

ALIGN 
TOP WITH 
GRADE

05 5313-01

ALUMINUM BAR
GRATING

946' - 6" F.V.

09 0190.52-01
MAINTENANCE REPAINTING

03 0130-02
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
CAPITAL ON ALL PILASTERS

04 0110-01
MASONRY CLEANING
CLEAN ENTIRE HEIGHT OF BRICK 
WALL ON ALL FOUR (4) BUILDING 
ELEVATIONS

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

04 0110-01
MASONRY
CLEANING(EXISTING PAINT 
REMOVAL IS PART 
OF BP#1 SCOPE)

09 9653-01
ELASTOMERIC COATING

ON CONCRETE AND CAPITALS AT EACH 
PILASTER (ALL 4 SIDES OF BUILDING)

ON CONCRETE AND CAPITALS 
AT EACH PILASTER (ALL 4 
SIDES OF BUILDING)

09 9653-01
ELASTOMERIC COATING

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

EXISTING 
CONCRETE 
FOUNDATION

______________________

A-4.30

2
SIM

05 3100-01
STEEL DECKING

07 7100-01
ALUMINUM COPING
OVER EXISTING STONE COPING

EXISTING STRUCTURE -
20'-0" ABOVE THE  NEW 
FIRST FLOOR AND WILL 
NOT REQUIRE APPLIED 
FIREPROOFING

07 5216-04
TAPERED ROOF
INSULATION AT 1/4"
PER FOOT SLOPE

05 3100-02
ACOUSTICAL ROOF
DECK
PERFORATED DECK 
WITH FIELD APPLIED 
POWDER COAT FINISH 
(COLOR: WHITE)

09 0190.52-01
MAINTENANCE REPAINTING
(COLOR: CHARCOAL 
BLACK)

DGA BARRIER

03 3000-03
EXPANSION JOINT &
SEALANT

04 4313.13-01

03 3000-05
15 MIL VAPOR BARRIER

03 3000-03
EXPANSION JOINT &
SEALANT

04 0120.63-01
BRICK MASONRY REPAIR

04 0120.64-01
BRICK MASONRY REPOINTING

09 9113-01
EXTERIOR PAINTED FINISH

12 3661.16-02
SOLID SURFACING SILLS

STEEL 
ANGLE -
REFER TO 
STRUCTURA
L

09 9123-01

07 5216-11
5/8" COVER BOARD

06 1053-01
WOOD BLOCKING
DOUGLAS-FIR, 
ANCHORED INTO 
EXISTING STONE COPING

CENTER HORIZONTAL 
BRACE BETWEEN 
WINDOW MULLIONS. 
REFER TO STEEL WINDOW 
ELEVATIONS AND TYPES 
FOR MULLION LOCATION.

E
Q

E
Q

INCLUDES REMAINING EXISTING PAINT 
FROM FORMED SHEET METAL ON 
CORNICE, SOLDERING METAL, AND 
REPAINTING 09 9113-01.

CONCEALED CONDITION: 
CONTRACTOR TO VERIFY 
SUBSTRATES. ASSUME 30% 
REPLACEMENT OF SHEET METAL 
FLASHING AND WOOD LUMBER 
FOR ENTIRE CORNICE ON ALUMNI 
GYM AS QUANTITY ALLOWANCE

CRUSHED STONE

DRAINAGE MAT

07 2100-01
R-15 BELOW SLAB PERIMETER
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIMTRIM - TURN UP MASONRY WALL 4”
MIN. AND SET IN SAW CUT REGLET

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

EX - ALUM - 02
956' - 2 3/4"

14a

ALUM - TOP OF
PARAPET

989' - 3 1/2"

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

13.9a

EXISTING 
MASONRY WALL

EXISTING CONCRETE WALL

OVER EXISTING STONE 
COPING

(EXISTING PAINT REMOVAL IS 
PART OF BP #1)

ON CONCRETE BASE AND 
CAPITALS AT EACH PILASTER (ALL 
4 SIDES OF BUILDING)

CLEAN ENTIRE HEIGHT OF BRICK WALL 
ON ALL FOUR (4) BUILDING ELEVATIONS

EXISTING STRUCTURE -
20'-0" ABOVE THE  NEW 
FIRST FLOOR AND WILL NOT 
REQUIRE APPLIED 
FIREPROOFING

WITH FIELD APPLIED POWDER 
COAT FINISH 
(COLOR: WHITE)

(COLOR: CHARCOAL BLACK)

DGA BARRIER

DGA BARRIER

09 6566-01
RESILIENT ATHLETIC FLOORING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

05 3100-01
STEEL DECKING

05 1200-01
STRUCTURAL STEEL FRAMING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

07 2100-01
R-15 BELOW SLAB PERIMETER
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

03 3000-05
15 MIL VAPOR BARRIER

03 3000-03
EXPANSION JOINT & SEALANT03 3000-03

EXPANSION JOINT & SEALANT

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

03 3000-05
15 MIL VAPOR BARRIER

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 9123-01
INTERIOR PAINTED FINISH

03 3000-03
EXPANSION JOINT & SEALANT

REC/MECH

A173C

GROUP FITNESS
B

B116

CARDIO

B213

04 0120.63-01
BRICK MASONRY REPAIR

05 3100-02
ACOUSTICAL ROOF DECK

04 0110-01
MASONRY CLEANING

09 9123-01
INTERIOR PAINTED FINISH

09 9123-01

09 0190.52-01
MAINTENANCE REPAINTING

05 1200-01
STRUCTURAL STEEL FRAMING

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

07 5216-03
ROOF INSULATION OVER SLOPED
STRUCTURE

07 7100-01
ALUMINUM COPING

09 0190.52-01
MAINTENANCE REPAINTING

04 0120.63-01
BRICK MASONRY REPAIR

04 0120.64-01
BRICK MASONRY REPOINTING

______________________

A-4.3

4

07 7129-02

EJ-2b ALUMINUM ROOF 
EXPANSION JOINT

09 9653-01
ELASTOMERIC COATING

07 5216-11
5/8" COVER BOARD

06 1053-01
WOOD BLOCKING
- DOUGLAS-FIR, ANCHORED 
INTO EXISTING STONE COPING

INCLUDES REMAINING EXISTING 
PAINT FROM FORMED SHEET 
METAL ON CORNICE, SOLDERING 
METAL, AND REPAINTING 09 
9113-01.EXISTING CORNICE: CONCEALED 
CONDITION: CONTRACTOR TO 
VERIFY SUBSTRATES. ASSUME 30% 
REPLACEMENT OF SHEET METAL 
FLASHING AND WOOD LUMBER FOR 
ENTIRE CORNICE ON ALUMNI GYM 
AS QUANTITY ALLOWANCE

07 8100-02
SPRAY-APPLIED FIREPROOFING

CRUSHED STONE

DRAINAGE MAT

09 6466-02
VENTED RESILIENT WALL BASE

09 6466-01
WOOD ATHLETIC FLOORING

CONCRETE GRADE BEAM

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIMTRIM - TURN UP MASONRY WALL 4”
MIN. AND SET IN SAW CUT REGLET

09 9113-01
EXTERIOR PAINTED FINISH

07 8123-01
INTUMESCENT FIREPROOFING

1 ADD-4

______________________

RD064

7

EX - ALUM - 02
956' - 2 3/4"

14a

ALUM - TOP OF
PARAPET

989' - 3 1/2"

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

13.9a

CARDIO

B213

GROUP FITNESS
B

B116

REC/MECH

A173C

04 2000-01
FACE BRICK

07 2726-01
FLUID-APPLIED AIR BARRIER

05 4000-01
COLD-FORMED METAL FRAMING

07 2100-03
GLASS-FIBER BLANKET
INSULATION

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

NEW CUT LIMESTONE SILL

04 2000-08
REINFORCED CONCRETE
MASONRY UNITS

EXISTING LIMESTONE KEYSTONE

EXISTING CORNICE: CONCEALED 
CONDITION: CONTRACTOR TO 
VERIFY SUBSTRATES. ASSUME 
30% REPLACEMENT OF SHEET 
METAL FLASHING AND WOOD 
LUMBER FOR ENTIRE CORNICE 
ON ALUMNI GYM AS QUANTITY 
ALLOWANCE

EXISTING MASONRY WALL

EXISTING CONCRETE WALL

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

07 5216-03
ROOF INSULATION OVER SLOPED
STRUCTURE

05 3100-02
ACOUSTICAL ROOF DECK

09 6566-01
RESILIENT ATHLETIC FLOORING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

05 3100-01
STEEL DECKING

05 1200-01
STRUCTURAL STEEL FRAMING

07 8100-01
SPRAY-APPLIED FIREPROOFING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

07 2100-01
R-15 BELOW SLAB PERIMETER
EXTRUDED POLYSTYRENE
FOAM-PLASTIC BOARD

F
.V

.

3
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- 

0
"

F
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.

1
1
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- 

8
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/8
"

7
' 
- 

5
 3

/4
" 

F
.V

.

F
.V

.

9
' 
- 

1
0

 1
/4

"

______________________

A-8.6

3

W2

07 7100-01
ALUMINUM COPING

OVER EXISTING STONE 
COPING

09 0190.52-01
MAINTENANCE REPAINTING

03 0130-02
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
CAPITAL ON ALL PILASTERS

W/ VERTICAL REINFORCING @ 
16" O.C. - SLUSH SOLID

04 0110-01
MASONRY CLEANING
(EXISTING PAINT REMOVAL IS 
PART OF BP #1)

03 3000-01
CAST-IN-PLACE REINFORCED
CONCRETE

09 9653-01
ELASTOMERIC COATING

ON CONCRETE BASE AND 
CAPITALS AT EACH PILASTER (ALL 
4 SIDES OF BUILDING)

04 0120.63-01
BRICK MASONRY REPAIR
CLEAN ENTIRE HEIGHT OF BRICK WALL 
ON ALL FOUR (4) BUILDING 
ELEVATIONS

EXISTING STRUCTURE - 20'-0" 
ABOVE THE  NEW FIRST FLOOR 
AND WILL NOT REQUIRE APPLIED 
FIREPROOFING

WITH FIELD APPLIED POWDER 
COAT FINISH (COLOR: WHITE)

09 9123-01
INTERIOR PAINTED FINISH
(COLOR: CHARCOAL BLACK)

SALVAGED BRICK OR NEW 
TO MATCH EXISTING

DGA BARRIER

03 3000-05
15 MIL VAPOR BARRIER

03 3000-03
EXPANSION JOINT & SEALANT

04 0120.63-01
BRICK MASONRY REPAIR

04 0120.64-01
BRICK MASONRY REPOINTING

09 9123-01

DGA BARRIER

03 3000-03
EXPANSION JOINT & SEALANT

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

03 3000-05
15 MIL VAPOR BARRIER

N60

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 9123-01
INTERIOR PAINTED FINISH

03 3000-03
EXPANSION JOINT & SEALANT

04 0120.63-01
BRICK MASONRY REPAIR

07 8123-01
INTUMESCENT FIREPROOFING

IF BRICK IS MISSING AND/OR 
DAMAGED. ADD AND SECURE 
SUBSTRATE AS NECESSARY.

12 3661.16-02
SOLID SURFACING SILLS

GROUT CAVITY 
SOLID

05 1200-01
STRUCTURAL STEEL FRAMING

09 0190.52-01
MAINTENANCE REPAINTING

05 1200-01
STRUCTURAL STEEL FRAMING
05 1200-01
STRUCTURAL STEEL FRAMING

09 9113-01
EXTERIOR PAINTED FINISH

04 0120.64-01
BRICK MASONRY REPOINTING

07 7129-02

EJ-2b ALUMINUM ROOF 
EXPANSION JOINT

07 7100-02
ALUMINUM REGLET AND
COUNTER FLASHING

04 2000-04
MASONRY THRU-WALL FLASHING

07 5216-11
5/8" COVER BOARD

04 4313.13-01

09 6466-01
WOOD ATHLETIC FLOORING

09 6466-02
VENTED RESILIENT WALL BASE

INCLUDES REMAINING 
EXISTING PAINT FROM 
FORMED SHEET METAL ON 
CORNICE, SOLDERING METAL, 
AND REPAINTING 09 9113-01.

CONCRETE 
GRADE BEAM

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIMTRIM - TURN UP MASONRY WALL 4”
MIN. AND SET IN SAW CUT REGLET

4 5/8"
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EX - ALUM - 02
956' - 2 3/4"

Ha

ALUM - TOP OF
PARAPET

989' - 3 1/2"

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

G.9a

CURVE CUT DEFLECTION 
TRACK TO MATCH 
EXISTING MASONRY ARCH 
PROFILE

04 2000-01
FACE BRICK

04 2000-06
MASONRY VENEER ANCHORS

07 2726-01
FLUID-APPLIED AIR BARRIER

05 4000-01
COLD-FORMED METAL FRAMING
6" STUDS AT 16" O.C. MAXIMUM

STRENGTH
(SELECTORIZED)

B210

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

07 2100-03
GLASS-FIBER BLANKET
INSULATION

IF BRICK IS DAMAGED AND/OR 
MISSING, PATCH AND REPAIR. 
ADD AND SECURE SUBSTRATE 
AS NECESSARY.

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

EXISTING MASONRY 
WALL

EXISTING LIMESTONE KEYSTONE

RAMP

A170C

NEW CUT LIMESTONE SILL

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

05 3100-01
STEEL DECKING

EXISTING MASONRY WALL

06 1600-01
1/2" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

09 6566-01
RESILIENT ATHLETIC FLOORING

05 3100-01
STEEL DECKING

07 8100-01
SPRAY-APPLIED FIREPROOFING
07 8100-01
SPRAY-APPLIED FIREPROOFING

05 1200-01
STRUCTURAL STEEL FRAMING
05 1200-01
STRUCTURAL STEEL FRAMING

03 3543-01
POLISHED CONCRETE FINISHING

F
.V

.

9
' 
- 

9
 7

/8
"

F
.V

.

2
2

' 
- 

2
 7

/8
"

03 0130-02
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
CAPITAL ON ALL PILASTERS

EXISTING FOUNDATION WALL

D31

B100C

04 0110-01
MASONRY CLEANING
(EXISTING PAINT REMOVAL 
IS PART OF BP #1)

09 9600-01
HIGH-PERFORMANCE COATING
FINISHFINISH ON CONCRETE BASE AND 
CAPITALS AT EACH PILASTER (ALL 4 
SIDES OF BUILDING)

04 0110-01
MASONRY CLEANING
CLEAN ENTIRE HEIGHT OF BRICK WALL 
ON ALL FOUR (4) BUILDING 
ELEVATIONS

AW103

______________________

A-7.5

1

EXISTING STRUCTURE -
20'-0" ABOVE THE  NEW FIRST 
FLOOR AND WILL NOT REQUIRE 
APPLIED FIREPROOFING

(COLOR: CHARCOAL BLACK)

SALVAGED BRICK

4" DGA BARRIER

04 4313.13-01

03 3000-03
EXPANSION JOINT & SEALANT

03 3000-05
15 MIL VAPOR BARRIER

03 3000-03
EXPANSION JOINT & SEALANT
03 3000-03
EXPANSION JOINT & SEALANT

D31

07 7100-01
ALUMINUM COPING

______________________

A-4.3

5

______________________

A-4.3

6

______________________

A-9.22

12

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

09 2216-14
2" Z FURRING CHANNEL

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

04 0120.63-01
BRICK MASONRY REPAIR

REFER TO FINISH PLANS/SCHEDULE

CORRIDOR

B100C

07 9500-02
INTERIOR EJ-3 FIRE RATED
FLOOR-TO-FLOOR JOINT
ASSEMBLY

09 0190.52-01
MAINTENANCE REPAINTING

DECKING WITH FIELD 
APPLIED POWDER COAT 
FINISH (COLOR: WHITE)

09 9123-0105 3100-02
ACOUSTICAL ROOF DECK

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING
(COLOR: CHARCOAL BLACK)

07 5216-04
TAPERED ROOF INSULATION AT
1/4" PER FOOT SLOPE

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

3' - 1 1/4"

07 5216-11
5/8" COVER BOARD

06 1053-01
WOOD BLOCKING
DOUGLAS-FIR, 
ANCHORED INTO 
EXISTING STONE COPING

07 7129-02
EJ-2 ALUMINIUM ROOF
EXPANSION JOINT

07 8123-01
INTUMESCENT FIREPROOFING

07 8123-01
INTUMESCENT FIREPROOFING

CENTER HORIZONTAL BRACE 
BETWEEN WINDOW MULLIONS. 
REFER TO STEEL WINDOW 
ELEVATIONS AND TYPES FOR 
MULLION LOCATION.

TYPICAL AT ARCH
5/8" OFFSET INFILL

PORTION OF CORNICE WILL BE ON 
THE INTERIOR OF ATRIUM A100C. ADD 
FIRE BLOCKING AT EACH END OF 
CORNICE.

EXISTING CORNICE: CONCEALED 
CONDITION: CONTRACTOR TO 
VERIFY SUBSTRATES. ASSUME 30% 
REPLACEMENT OF SHEET METAL 
FLASHING AND WOOD LUMBER FOR 
ENTIRE CORNICE ON ALUMNI GYM 
AS QUANTITY ALLOWANCE

09 0190.52-01
MAINTENANCE REPAINTING
INCLUDES REMAINING EXISTING PAINT FROM 
FORMED SHEET METAL ON CORNICE, 
SOLDERING METAL, AND REPAINTING 09 9113-01.

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIM

EX - ALUM - 02
956' - 2 3/4"

Ha

ALUM - TOP OF
PARAPET

989' - 3 1/2"

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

G.9a

ATRIUM

A100C

STRENGTH
(SELECTORIZED)

B210

EXISTING LIMESTONE KEYSTONE

EXISTING MASONRY 
WALL

- NEW CUT LIMESTONE SILL

______________________

A-8.6

6

______________________

A-8.6

3

EXISTING MASONRY WALL

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

09 6566-01
RESILIENT ATHLETIC FLOORING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 1200-01
STRUCTURAL STEEL FRAMING

05 1200-01
STRUCTURAL STEEL FRAMING

09 6513-01
RESILIENT BASE

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

09 2216-01
NON-STRUCTURAL METAL
FRAMING
2" Z FURRING @ 16" O.C. MAX. 

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

F
.V

.

2
1

' -
 1

0
 3

/4
"

SF15

W1

______________________

A-5.94

5

03 0130-02
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
CAPITAL ON ALL PILASTERS

EXISTING FOUNDATION WALL

09 2216-01
NON-STRUCTURAL METAL
FRAMING

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

(EXISTING PAINT REMOVAL 
IS PART OF BP #1)

09 9653-01
ELASTOMERIC COATING
ON CONCRETE BASE AND 
CAPITALS AT EACH PILASTER (ALL 
4 SIDES OF BUILDING)

04 0110-01
MASONRY CLEANING
CLEAN ENTIRE HEIGHT OF BRICK 
WALL ON ALL FOUR (4) BUILDING 
ELEVATIONS

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

______________________

A-7.5

1

04 0110-01
MASONRY CLEANING

EXISTING STRUCTURE - 20'-0" ABOVE 
THE NEW FIRST FLOOR AND WILL NOT 
REQUIRE APPLIED FIREPROOFING

05 3100-02
ACOUSTICAL ROOF DECK
DECKING WITH FIELD APPLIED 
POWDER COAT FINISH

09 0190.52-01
MAINTENANCE REPAINTING

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

______________________

A-7.2

5
SIM

4" DGA BARRIER

04 4313.13-01
ANCHORED INDIANA CUT
LIMESTONE MASONRY VENEER,
SMOOTH FINISH

03 3000-03
EXPANSION JOINT & SEALANT

03 3000-05
15 MIL VAPOR BARRIER

09 9123-01

07 1900-01
WATER REPELLENTS

04 0120.63-01
BRICK MASONRY REPAIR

04 0120.64-01
BRICK MASONRY REPOINTING

03 3000-03
EXPANSION JOINT & SEALANT
03 3000-03
EXPANSION JOINT & SEALANT

4" DGA BARRIER

03 3000-05
15 MIL VAPOR BARRIER

12 3661.16-02
SOLID SURFACING SILLS

05 7300-02
DECORATIVE STAINLESS STEEL
CABLE RAIL

07 5216-04
TAPERED ROOF INSULATION AT
1/4" PER FOOT SLOPE

04 0120.63-01
BRICK MASONRY REPAIR

04 0120.64-01
BRICK MASONRY REPOINTING

05 3100-01
STEEL DECKING

07 2100-04
SOUND-ATTENUATION
INSULATION

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING

CORRIDOR

B100A

JAN / HKG

B110B

FRAMING - 6" STUDS @ 16" O.C. MAXIMUM

07 5216-11
5/8" COVER BOARD

CENTER HORIZONTAL BRACE 
BETWEEN WINDOW MULLIONS. 
REFER TO STEEL WINDOW 
ELEVATIONS AND TYPES FOR 
MULLION LOCATION.

E
Q

E
Q

PORTION OF CORNICE WILL BE 
ON THE INTERIOR OF ATRIUM 
A100C. ADD FIRE BLOCKING AT 
EACH END OF CORNICE.

DELEGATED DESIGN: CLOSELY 
SPACED SPRINKLER SYSTEM 
REQUIRED PER KBC 404.6 
EXCEPTION 1. MINIMIZE SPRINKER 
PIPE IN FRONT OF WINDOW. REFER 
TO G SERIES FOR LOCATIONS, 
SPRINKLERS TO BE ON BOTH SIDES 
OF WINDOW.  TYP. 

TYP.
4"-12"

EXISTING CORNICE: CONCEALED 
CONDITION: CONTRACTOR TO 
VERIFY SUBSTRATES. ASSUME 
30% REPLACEMENT OF SHEET 
METAL FLASHING AND WOOD 
LUMBER FOR ENTIRE CORNICE 
ON ALUMNI GYM AS QUANTITY 
ALLOWANCE

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIM

986' - 7"

______________________

RD068

3

SEE A-0.1 FOR MATERIAL SYMBOLS FOR ITEMS THAT ARE DRAWN AND 
IDENTIFIED BY MATERIAL SYMBOL ONLY AND NOTE SPECIFICALLY IDENTIFIED 
BY NOTES.

SEE DRAWINGS G-1.2, G-2.2, G-3.2, AND G-4.2 FOR REQUIRED FIRE-RATINGS 
FOR APPLIED SPRAY FIREPROOFING.  CONTRACTOR SHALL PROVIDE 
REQUIRED FIRE-RATING PROTECTION ON ALL STRUCTURAL STEEL WHETHER 
FIRE-PROOFING IS INDICATED ON DRAWINGS OR NOT.

SEE FLOOR PLANS AND REFLECTED CEILING PLANS FOR LOCATIONS OF 
FIRE-RATED AND SOUND-RATED WALLS. 

SEE FLOOR PLANS FOR ALL WALL TYPE INDICATORS.

SEE FLOOR PLANS FOR WINDOW AND LOUVER TYPE MARKERS. 

SEE REFLECTED CEILING PLANS FOR CEILING HEIGHTS AND MATERIALS. 

SEE FINISH SCHEDULES FOR WALL FINISHES BEYOND.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING.

GRADE LINES SHOWN ARE APPROXIMATE.  SEE SITE DRAWINGS FOR ACTUAL 
GRADE ELEVATIONS. 

COORDINATE TOP OF WATERPROOFING SYSTEM WITH FINISH GRADES.  
WATERPROOFING SYSTEM MUST NOT BE VISIBLE ABOVE  FINISH GRADE. 

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH GRADES.  BRICK LEDGES 
MUST NOT BE VISIBLE ABOVE FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE LINE.   

BRICK VENEER ANCHORS MUST BE INSTALLED AND SPACED CORRECTLY AS 
SPECIFIED.  THE OWNER RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION AS SPECIFIED, INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S EXPENSE.

CONCRETE REINFORCING NOT SHOWN FOR CLARITY.  SEE STRUCTURAL 
DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND FASTENERS NOT SHOWN 
FOR CLARITY.  SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING SHOWN IS DIAGRAMMATIC.  ACTUAL BRACING 
CONFIGURATION AND SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

COLD-FORMED HEADERS SHOWN ARE DIAGRAMMATIC.  ACTUAL HEADER 
CONFIGURATION AND SIZE TO BE DETERMINED BY CONTRACTOR BASED ON 
REQUIRED ENGINEERING CALCULATIONS.  

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE PROPERLY FLASHED TO 
MAINTAIN WATER-TIGHT ENCLOSURE. 

FLASHING AND TRIMS ARE NOT SHOWN FOR CLARITY.  REFER TO ENLARGED 
DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESS SHOWN ARE APPROXIMATE.  SEE ROOF PLAN 
FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, AND LOCATIONS OF 
CRICKETS AND SADDLES.

DOOR HARDWARE NOT SHOWN FOR CLARITY.

ALL INTERIOR SURFACES TO BE PAINTED AS INDICATED ON FINISH 
SCHEDULES AND IN THE PAINTING SPECIFICATIONS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEMS ARE 
TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL PENETRATIONS 
THROUGH THE EXTERIOR ENVELOPE SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT AIR AND 
WATER INFILTRATION, TYPICAL. 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES PERPENDICULAR 
TO PLANE OF THE WALL. 

ALL CMU WALLS RECEIVE A REINFORCED BOND BEAM AT TOP OF WALL 
UNLESS NOTED OTHERWISE. FOR ADDITIONAL DETAILS AND INFORMATION 
SEE STRUCTURAL DRAWINGS.

PROVIDE STONE REPAIR  PER SPECIFICATION SECTION 040140.61.

PROVIDE STONE REPOINTING PER SPECIFICATION SECTION 040140.62.

PROVIDE MASONRY CLEANING ON INTERIOR AND EXTERIOR OF THE 1924 
ALUMNI GYM, AND THE EXTERIOR OF THE 1936 STUDENT UNION BUILDING 
PER SPECIFICATION SECTION 040110.

PROVIDE BRICK MASONRY REPAIR AND BRICK MASONRY REPOINTING ON 
THE INTERIOR AND EXTERIOR OF THE 1924 ALUMNI GYM, AND THE EXTERIOR 
OF THE 1938  STUDENT UNION BUILDING PER SPECIFICATION SECTIONS 
040120.63 AND 040120.64.  

TYPICAL SECTION NOTES

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

Ha

PULL AWAY PRE-MASK 
"L" BEAD- FINISH FOR 
MONOLITHIC APPEARANCE.
DO NOT REMOVE MASKING
STRIP UNTIL PAINTING
IS COMPLETE

04 2000-01
FACE BRICK
NEW OR SALVAGED

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

05 4000-01
COLD-FORMED
METAL FRAMING

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

07 2100-03
GLASS-FIBER BLANKET
INSULATION

EXISTING 
MASONRY 
WALL

07 2726-01
FLUID-APPLIED AIR BARRIER

AW103

TYPICAL AT ARCH
5/8" OFFSET INFILL

Ha

PULL AWAY PRE-MASK 
"L" BEAD- FINISH FOR 
MONOLITHIC APPEARANCE.
DO NOT REMOVE MASKING
STRIP UNTIL PAINTING
IS COMPLETE

EXISTING MASONRY WALL

05 4000-01
COLD-FORMED METAL FRAMING

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

AW103

04 2000-01
FACE BRICK

NEW OR SALVAGED

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

07 2100-03
GLASS-FIBER BLANKET
INSULATION

07 2726-01
FLUID-APPLIED AIR BARRIER

04 4313.13-01

NEW CUT 
LIMESTONE SILL

14a

04 0120.63-01
BRICK MASONRY REPAIR

07 7129-02

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

05 3100-01
STEEL DECKING

07 5216-12
CONCRETE PAVERS

07 7100-02
ALUMINUM REGLET AND
COUNTER FLASHING

EJ-2b ALUMINUM ROOF EXPANSION JOINT

4"

06 1053-01
WOOD BLOCKING

2 ASI 121

2 ASI 121
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5 DETAIL @ WINDOW INFILL HEAD
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6 DETAIL @ WINDOW INFILL SILL
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EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

Ha

ALUM - TOP OF
PARAPET

989' - 3 1/2"

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

Ab G.9a

EX - S.U. - LOW
PARAPET

991' - 0"

944' - 3 3/4"

MULTIPURPOSE
MAT ROOM

B120

CIRC

A100C

STRENGTH
(SELECTORIZED)

B210

F
.V

.

1
7

' 
- 

3
 7

/8
"

5
' 
- 

6
 3

/8
"

______________________

A-8.6

3

______________________

A-8.6

6

W1

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

12 3661.16-02
SOLID SURFACING SILLS

09 6566-01
RESILIENT ATHLETIC FLOORING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 1200-01
STRUCTURAL STEEL FRAMING

09 2216-01
NON-STRUCTURAL METAL
FRAMING
2" Z FURRING @ 16" O.C. MAX.

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

09 6513-01
RESILIENT BASE

03 3000-05
15 MIL VAPOR BARRIER

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

EXISTING LIMESTONE 
KEYSTONE

PORTION OF EXISTING CORNICE WILL 
BE ON THE INTERIOR OF ATRIUM 
A100C. ADD FIRE BLOCKING AT EACH 
END OF CORNICE.

EXISTING MASONRY 
WALL

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

07 5216-04
TAPERED ROOF INSULATION AT
1/4" PER FOOT SLOPE

05 3100-01
STEEL DECKING

NEW CUT LIMESTONE SILL

CUT LIMESTONE SILL 
TO MATCH EXISTING 
ALUMNI GYM SILL 
PROFILE

EXISTING 
MASONRY 
WALL

05 3100-01

STEEL DECKING

1' - 4 1/2"

______________________

A-7.5

1

W5

04 0110-01
MASONRY CLEANING
(EXISTING PAINT REMOVAL 
IS PART OF BP #1)

- CLEAN ENTIRE HEIGHT OF BRICK 
WALL ON ALL FOUR (4) BUILDING 
ELEVATIONS

20'-0" ABOVE THE  NEW FIRST FLOOR AND 
WILL NOT REQUIRE APPLIED FIREPROOFING

07 5216-04
TAPERED ROOF INSULATION AT
1/4" PER FOOT SLOPE

05 3100-02
ACOUSTICAL ROOF DECK
PERFORATED DECK WITH 
FIELD APPLIED POWDER COAT 

______________________

A-5.94

7

______________________

A-7.2

1
SIM

EXISTING WALL 
FOUNDATION

EXISTING 
CONCRETE 
STORM 
CULVERT

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

09 6623-01
EPOXY RESIN TERRAZZO
FLOORING

______________________

A-8.24

3

______________________

A-8.24

6

4" DGA BARRIER

03 3000-03
EXPANSION JOINT &
SEALANT

03 3000-05
15 MIL VAPOR BARRIER

07 7129-02
EJ-2 ALUMINIUM ROOF
EXPANSION JOINT

09 9653-01
ELASTOMERIC
COATING

03 3000-03
EXPANSION JOINT & SEALANT

03 3000-03
EXPANSION JOINT & SEALANT

4" DGA BARRIER 

04 4313.13-01

07 8100-02
SPRAY-APPLIED FIREPROOFING

04 0110-01
MASONRY CLEANING

09 9123-01

05 7300-02
DECORATIVE STAINLESS STEEL
CABLE RAIL

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

09 9653-01
ELASTOMERIC COATING

06 4023-01
INTERIOR ARCHITECTURAL
WOODWORK
- RIFT CUT WHITE OAK TO 
MATCH SOCIAL STAIR 

04 4313.13-01
03 3000-02

CAST-IN-PLACE
REINFORCED
CONCRETE FLOOR
SLAB

03 3000-03
EXPANSION JOINT &
SEALANT

04 2000-14
DECORATIVE CONCRETE
MASONRY UNITS

08 1113-01
HOLLOW METAL FRAME

05 5213-02
STEEL TUBE HANDRAIL

05 5113-01
METAL PAN STAIRS

04 0120.63-01
BRICK MASONRY REPAIR

04 0110-01
MASONRY CLEANING

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

07 5216-00
SBS MODIFIED
BITUMINOUS
MEMBRANE ROOF
ASSEMBLY

07 5216-00

SBS MODIFIED
BITUMINOUS
MEMBRANE ROOF
ASSEMBLY

07 7100-01

ALUMINUM COPING

1

A-3.5

____________________________________________

1

A-3.5

____________________________________________

2

A-3.5

____________________________________________

2

A-3.5

____________________________________________

07 7100-02
ALUMINUM REGLET AND
COUNTER FLASHING

07 5216-11
5/8" COVER BOARD

COATING ON CONCRETE AND 
CAPITALS AT EACH PILASTER 
(ALL 4 SIDES OF BUILDING)

09 0190.52-01
MAINTENANCE REPAINTING

PROVIDE ROOF 
HATCH SAFETY 
RAILS (TYP.)

E
Q

E
Q

CENTER HORIZONTAL 
BRACE BETWEEN WINDOW 
MULLIONS. REFER TO STEEL 
WINDOW ELEVATIONS AND 
TYPES FOR MULLION 
LOCATION.

06 4023-01
INTERIOR ARCHITECTURAL
WOODWORK

TYP.
4"-12"

DELEGATED DESIGN: CLOSELY 
SPACED SPRINKLER SYSTEM 
REQUIRED PER KBC 404.6 
EXCEPTION 1. MINIMIZE 
SPRINKER PIPE IN FRONT OF 
WINDOW. REFER TO G SERIES 
FOR LOCATIONS, SPRINKLERS 
TO BE ON BOTH SIDES OF 
WINDOW.  TYP. 

6
 1

/4
"

EXISTING CORNICE: CONCEALED CONDITION: 
CONTRACTOR TO VERIFY SUBSTRATES. 
ASSUME 30% REPLACEMENT OF SHEET METAL 
FLASHING AND WOOD LUMBER FOR ENTIRE 
CORNICE ON ALUMNI GYM AS QUANTITY 
ALLOWANCE

09 0190.52-01
MAINTENANCE REPAINTING
INCLUDES REMAINING EXISTING 
PAINT FROM FORMED SHEET 
METAL ON CORNICE, SOLDERING 
METAL, AND REPAINTING 09 
9113-01.

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIM

SEE A-0.1 FOR MATERIAL SYMBOLS FOR ITEMS THAT ARE DRAWN AND 
IDENTIFIED BY MATERIAL SYMBOL ONLY AND NOTE SPECIFICALLY IDENTIFIED 
BY NOTES.

SEE DRAWINGS G-1.2, G-2.2, G-3.2, AND G-4.2 FOR REQUIRED FIRE-RATINGS 
FOR APPLIED SPRAY FIREPROOFING.  CONTRACTOR SHALL PROVIDE 
REQUIRED FIRE-RATING PROTECTION ON ALL STRUCTURAL STEEL WHETHER 
FIRE-PROOFING IS INDICATED ON DRAWINGS OR NOT.

SEE FLOOR PLANS AND REFLECTED CEILING PLANS FOR LOCATIONS OF 
FIRE-RATED AND SOUND-RATED WALLS. 

SEE FLOOR PLANS FOR ALL WALL TYPE INDICATORS.

SEE FLOOR PLANS FOR WINDOW AND LOUVER TYPE MARKERS. 

SEE REFLECTED CEILING PLANS FOR CEILING HEIGHTS AND MATERIALS. 

SEE FINISH SCHEDULES FOR WALL FINISHES BEYOND.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING.

GRADE LINES SHOWN ARE APPROXIMATE.  SEE SITE DRAWINGS FOR ACTUAL 
GRADE ELEVATIONS. 

COORDINATE TOP OF WATERPROOFING SYSTEM WITH FINISH GRADES.  
WATERPROOFING SYSTEM MUST NOT BE VISIBLE ABOVE  FINISH GRADE. 

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH GRADES.  BRICK LEDGES 
MUST NOT BE VISIBLE ABOVE FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE LINE.   

BRICK VENEER ANCHORS MUST BE INSTALLED AND SPACED CORRECTLY AS 
SPECIFIED.  THE OWNER RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION AS SPECIFIED, INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S EXPENSE.

CONCRETE REINFORCING NOT SHOWN FOR CLARITY.  SEE STRUCTURAL 
DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND FASTENERS NOT SHOWN 
FOR CLARITY.  SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING SHOWN IS DIAGRAMMATIC.  ACTUAL BRACING 
CONFIGURATION AND SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

COLD-FORMED HEADERS SHOWN ARE DIAGRAMMATIC.  ACTUAL HEADER 
CONFIGURATION AND SIZE TO BE DETERMINED BY CONTRACTOR BASED ON 
REQUIRED ENGINEERING CALCULATIONS.  

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE PROPERLY FLASHED TO 
MAINTAIN WATER-TIGHT ENCLOSURE. 

FLASHING AND TRIMS ARE NOT SHOWN FOR CLARITY.  REFER TO ENLARGED 
DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESS SHOWN ARE APPROXIMATE.  SEE ROOF PLAN 
FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, AND LOCATIONS OF 
CRICKETS AND SADDLES.

DOOR HARDWARE NOT SHOWN FOR CLARITY.

ALL INTERIOR SURFACES TO BE PAINTED AS INDICATED ON FINISH 
SCHEDULES AND IN THE PAINTING SPECIFICATIONS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEMS ARE 
TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL PENETRATIONS 
THROUGH THE EXTERIOR ENVELOPE SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT AIR AND 
WATER INFILTRATION, TYPICAL. 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES PERPENDICULAR 
TO PLANE OF THE WALL. 

ALL CMU WALLS RECEIVE A REINFORCED BOND BEAM AT TOP OF WALL 
UNLESS NOTED OTHERWISE. FOR ADDITIONAL DETAILS AND INFORMATION 
SEE STRUCTURAL DRAWINGS.

PROVIDE STONE REPAIR  PER SPECIFICATION SECTION 040140.61.

PROVIDE STONE REPOINTING PER SPECIFICATION SECTION 040140.62.

PROVIDE MASONRY CLEANING ON INTERIOR AND EXTERIOR OF THE 1924 
ALUMNI GYM, AND THE EXTERIOR OF THE 1936 STUDENT UNION BUILDING 
PER SPECIFICATION SECTION 040110.

PROVIDE BRICK MASONRY REPAIR AND BRICK MASONRY REPOINTING ON 
THE INTERIOR AND EXTERIOR OF THE 1924 ALUMNI GYM, AND THE EXTERIOR 
OF THE 1938  STUDENT UNION BUILDING PER SPECIFICATION SECTIONS 
040120.63 AND 040120.64.  

TYPICAL SECTION NOTES

ALUM - TOP OF
PILASTERS

978' - 7 9/16"

Ha

ALUM - TOP OF
PARAPET

989' - 3 1/2"

G.9a

ANCHORED INTO 
EXISTING MASONRY 
PARAPET WALL AND 
NEW CONCRETE 
SLAB

______________________

A-7.5

1
SIM

EXISTING MASONRY 
PILASTER BEYOND

03 3000-02
CAST-IN-PLACE
REINFORCED
CONCRETE FLOOR
SLAB

CAPPED ABANDONED 
EXISTING UTILITIES 
AND PIPING INSIDE 
EXISTING MASONRY 
CHIMNEY

EXISTING STRUCTURE

07 8443-01

FIRE-RESISTIVE
JOINT SYSTEM

07 8443-01

FIRE-RESISTIVE
JOINT SYSTEM

05 1200-01

STRUCTURAL STEEL
FRAMING

05 1200-01

STRUCTURAL STEEL
FRAMING

07 8100-02

SPRAY-APPLIED
FIREPROOFING

05 0020-01

07 5216-11
5/8" COVER BOARD

PORTION OF CORNICE 
WILL BE ON THE 
INTERIOR OF ATRIUM 
A100C. ADD FIRE 
BLOCKING AT EACH END 
OF CORNICE.

ALUM - TOP OF
PILASTERS

978' - 7 9/16"

Ha

ALUM - TOP OF
PARAPET

989' - 3 1/2"

CUT CONCRETE CAP 
OVER MASONRY 
CHIMNEY AT LINE OF 
ADJACENT CONCRETE 
COPING

DEMOLISH AND REMOVE 
MASONRY WALLS DOWN 
TO DEMOLITION 
DEMARCATION LINE, 
SALVAGE BRICK TO BE 
REUSED

DEMOLISH AND REMOVE 
CONCRETE CAP TO EAST 
OF CUT LINE

ABANDONED EXISTING 
UTILITIES AND PIPING 
INSIDE EXISTING 
MASONRY CHIMNEY TO 
BE CAPPED AFTER 
BEING DEMOLISHED 6" 
BELOW DEMOLITION 
DEMARCATION LINE

DEMOLITION 
DEMARCATION LINE

984' - 5"

LOCATE DEMOLITION 
DEMARCATION LINE FOR 
EXISTING MASONRY CHIMNEY 
AT GROUT JOINT CLOSEST TO 
NOTED ELEVATION ABOVE 
ADJACENT FRIEZE

EXISTING MASONRY 
PARAPET WALL TO 
REMAIN. TEMPORARILY 
BRACE DURING 
DEMOLITION OF EXISTING 
CHIMNEY CAP AND 
MASONRY WALL

PORTION OF CORNICE 
WILL BE ON THE 
INTERIOR OF ATRIUM 
A100C. ADD FIRE 
BLOCKING AT EACH END 
OF CORNICE.

EXISTING STRUCTURE
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3 BRICK CHIMNEY ROOF DETAIL
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2 BRICK CHIMNEY ROOF DEMOLITION DETAIL
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EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

Hb

EX - S.U. - LOW
PARAPET

991' - 0"

AV EQUIP

A360C

(i.e BLACK
STUDENT UNION)

SHARED
ASSIGNMENT#4

A255E

OFFICE OF
STUDENT

INVOLVEMENT

A154R

F
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.

6
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- 

8
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F
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.
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F
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F
.V
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8
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CW11

CW8

EXISTING LIMESTONE SILL TO 
REMAIN (TYPICAL)

EXISTING LIMESTONE
SILL TO REMAIN (TYPICAL)

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

EXISTING CONCRETE 
SLAB TO REMAIN

EXISTING CONCRETE 
SLAB TO REMAIN

EXISTING CONCRETE 
SLAB TO REMAIN

PROTECT EXISTING 
MULTI-WYTHE BRICK 
WALL

07 7100-01
ALUMINUM COPING
OVER EXISTING STONE COPING

04 0110-01
MASONRY CLEANING

CLEAN ENTIRE HEIGHT OF 
BRICK WALL ON ALL FOUR (4) 
BUILDING ELEVATIONS

EXISTING MASONRY WALL

04 0110-01
MASONRY CLEANING

CLEAN ENTIRE HEIGHT OF 
BRICK WALL ON ALL FOUR (4) 
BUILDING ELEVATIONS

09 5113-01
ACOUSTICAL PANEL CEILING

12 2413-03
MOTOR-OPERATED SINGLE
ROLLER SHADE

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD

12 2413-03
MOTOR-OPERATED SINGLE
ROLLER SHADE
09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-01
ACOUSTICAL PANEL CEILING

04 0110-01
MASONRY CLEANING
REMOVE EXISTING PAINT FROM 
ALL BRICK AREAS EXPOSED TO 
VIEW

EXISTING MASONRY WALL

______________________

A-8.25

6

______________________

A-8.25

3

______________________

A-8.26

3

______________________

A-8.25

6

______________________

A-7.2

1
SIM

04 0140.61-01
STONE REPAIR

EXISTING STEEL DECK

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

EXISTING FOUNDATION

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

12 3661.16-02
SOLID SURFACING SILLS

04 0140.61-01
STONE REPAIR

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

09 6513-01
RESILIENT BASE

09 6813-01
CARPET TILE

04 0120.63-01
BRICK MASONRY REPAIR

12 3661.16-02
SOLID SURFACING SILLS

09 2216-03
3-5/8" STUDS AND RUNNERS
09 2900-01
GYPSUM BOARD

09 6513-01
RESILIENT BASE

09 6813-01
CARPET TILE
03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

04 0120.63-01
BRICK MASONRY REPAIR

07 8100-02
SPRAY-APPLIED FIREPROOFING

______________________

A-6.15

6

______________________

A-6.15

6

EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

1b

EX - S.U. - LOW
PARAPET

991' - 0"

PROTECT EXISTING 
MULTI-WYTHE BRICK 
WALL

PROTECT EXISTING ROOF 
STRUCTURE- BEYOND

EXISTING CONCRETE 
SLAB TO REMAIN

EXISTING LIMESTONE SILL TO 
REMAIN (TYPICAL)

EXISTING CONCRETE 
SLAB TO REMAIN

EXISTING LIMESTONE SILL TO 
REMAIN (TYPICAL)
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GREAT HALL

A258

OFFICE OF
STUDENT

INVOLVEMENT

A154R

CW8

CW9

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

07 5216-03
ROOF INSULATION OVER SLOPED
STRUCTURE

EXISTING DOUBLE 
TILED BRICK. REFER 
1938 RECORD 
DRAWINGS.

09 2226-01
GYPSUM BOARD METAL
SUSPENSION SYSTEM

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

EXISTING DOUBLE TILED BRICK. 
REFER 1938 RECORD 
DRAWINGS.

PANEL RADIATOR. 
SEE MEP DRAWINGS FOR DETAILS

EXISTING 1" PLASTER OVER 
DOUBLE TILED BRICK. REFER 
TO 1938 RECORD DRAWINGS.

07 7100-01
ALUMINUM COPING
OVER EXISTING STONE COPING

EXISTING MASONRY WALL

04 0110-01
MASONRY CLEANING
CLEAN ENTIRE HEIGHT OF BRICK 
WALL ON ALL FOUR (4) BUILDING 
ELEVATIONS

EXISTING MASONRY WALL

04 0110-01
MASONRY CLEANING
CLEAN ENTIRE HEIGHT OF BRICK 
WALL ON ALL FOUR (4) BUILDING 
ELEVATIONS

09 5113-01
ACOUSTICAL PANEL CEILING

09 2900-01
GYPSUM BOARD

09 2216-01
NON-STRUCTURAL METAL
FRAMING

______________________

A-8.26

6

______________________

A-8.26

3

______________________

A-8.25

6

______________________

A-8.25

3

______________________

A-7.2

1
SIM

EXISTING STEEL DECK

07 8100-02
SPRAY-APPLIED FIREPROOFING

09 2410-01
CEMENT PLASTER
REPAIR

09 2410-01
CEMENT PLASTER REPAIR

04 0140.61-01
STONE REPAIR

09 3033-02
STONE TILE BASE

09 3033-01
STONE TILE

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

04 0140.61-01
STONE REPAIR

EXISTING FOUNDATION

09 6813-01
CARPET TILE

09 6513-01
RESILIENT BASE

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

12 3661.16-02
SOLID SURFACING SILLS

07 5216-11
5/8" COVER BOARD

EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

1b

EX - S.U. - LOW
PARAPET

991' - 0"

PROTECT EXISTING 
MULTI-WYTHE BRICK 
WALL

PROTECT EXISTING ROOF 
STRUCTURE- BEYOND

EXISTING CONCRETE 
SLAB TO REMAIN

EXISTING LIMESTONE SILL TO 
REMAIN (TYPICAL)

EXISTING CONCRETE 
FLOOR SLAB TO REMAIN
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BRICK SLAB - BASKET 
WEAVE PATTERN. 
REFER 1938 RECORD 
DRAWINGS.

EXISTING DOUBLE TILED 
BRICK. REFER TO 1938 
RECORD DRAWINGS.

GREAT HALL
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A100K1

CW9
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CW13

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

08 4113-01
ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

BEYOND

EXISTING 1" PLASTER OVER 
DOUBLE TILED BRICK. REFER 
TO 1938 RECORD DRAWINGS.

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

PANEL RADIATOR. 
SEE MEP DRAWINGS FOR DETAILS

07 7100-01
ALUMINUM COPING
OVER EXISTING STONE COPING

EXISTING MASONRY WALL

04 0110-01
MASONRY CLEANING
CLEAN ENTIRE HEIGHT OF BRICK 
WALL ON ALL FOUR (4) BUILDING 
ELEVATIONS

07 5216-03
ROOF INSULATION OVER SLOPED
STRUCTURE

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

09 2226-01
GYPSUM BOARD METAL
SUSPENSION SYSTEM

______________________

A-8.26

6

______________________

A-8.26

3

______________________

A-7.2

1
SIM

04 0140.61-01
STONE REPAIR

09 3033-02
STONE TILE BASE

09 3033-01
STONE TILE

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

09 2410-01
CEMENT PLASTER REPAIR

EXISTING STEEL DECK

09 6813-02
WALK-OFF CARPET

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

04 0120.63-01
BRICK MASONRY REPAIR

07 8100-02
SPRAY-APPLIED FIREPROOFING

09 2410-01
CEMENT PLASTER REPAIR

7

A-4.31

____________________________________________

EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

Hb

HARRIS
BALLROOM

A350

CSI GRAPHICS
WORKSTATIONS

A252C

SC ADMIN

A150J
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/8
"

CW8

CW11

EXISTING MASONRY WALL

EXISTING LIMESTONE SILL 
TO REMAIN (TYPICAL)

EXISTING LIMESTONE SILL TO 
REMAIN (TYPICAL)

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

05 1200-01
STRUCTURAL STEEL FRAMING

EXISTING CONCRETE 
SLAB TO REMAIN

EXISTING CONCRETE 
SLAB TO REMAIN

EXISTING CONCRETE 
SLAB TO REMAIN

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

07 7100-01
ALUMINUM COPING

OVER EXISTING STONE COPING

04 0110-01
MASONRY CLEANING

CLEAN ENTIRE HEIGHT OF 
BRICK WALL ON ALL FOUR (4) 
BUILDING ELEVATIONS

EXISTING FOUNDATION

EXISTING MASONRY WALL

04 0110-01
MASONRY CLEANING

CLEAN ENTIRE HEIGHT OF 
BRICK WALL ON ALL FOUR (4) 
BUILDING ELEVATIONS

09 5113-01
ACOUSTICAL PANEL CEILING

12 2413-03
MOTOR-OPERATED SINGLE
ROLLER SHADE

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD

09 5113-01
ACOUSTICAL PANEL CEILING

12 2413-03
MOTOR-OPERATED SINGLE
ROLLER SHADE

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD

______________________

A-8.25

6

______________________

A-8.25

3

______________________

A-8.26

3

______________________

A-8.25

6

______________________

A-7.4

13

09 6813-01
CARPET TILE

09 6513-01
RESILIENT BASE

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

04 0140.61-01
STONE REPAIR

12 3661.16-02
SOLID SURFACING SILLS

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

09 6813-01
CARPET TILE

09 6513-01
RESILIENT BASE

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

04 0140.61-01
STONE REPAIR

12 3661.16-02
SOLID SURFACING SILLS

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

09 2900-01
GYPSUM BOARD
RECREATE EXISTING 
COLUMN WRAP AND ART 
DECO FORMS, TYP.

EXISTING STEEL DECK

07 8100-02
SPRAY-APPLIED FIREPROOFING
07 8100-02
SPRAY-APPLIED FIREPROOFING

07 8100-02
SPRAY-APPLIED FIREPROOFING
07 8100-02
SPRAY-APPLIED FIREPROOFING

______________________

A-6.15

6

______________________

A-6.15

6

SIM

SEE A-0.1 FOR MATERIAL SYMBOLS FOR ITEMS THAT ARE DRAWN AND 
IDENTIFIED BY MATERIAL SYMBOL ONLY AND NOTE SPECIFICALLY IDENTIFIED 
BY NOTES.

SEE DRAWINGS G-1.2, G-2.2, G-3.2, AND G-4.2 FOR REQUIRED FIRE-RATINGS 
FOR APPLIED SPRAY FIREPROOFING.  CONTRACTOR SHALL PROVIDE 
REQUIRED FIRE-RATING PROTECTION ON ALL STRUCTURAL STEEL WHETHER 
FIRE-PROOFING IS INDICATED ON DRAWINGS OR NOT.

SEE FLOOR PLANS AND REFLECTED CEILING PLANS FOR LOCATIONS OF 
FIRE-RATED AND SOUND-RATED WALLS. 

SEE FLOOR PLANS FOR ALL WALL TYPE INDICATORS.

SEE FLOOR PLANS FOR WINDOW AND LOUVER TYPE MARKERS. 

SEE REFLECTED CEILING PLANS FOR CEILING HEIGHTS AND MATERIALS. 

SEE FINISH SCHEDULES FOR WALL FINISHES BEYOND.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING.

GRADE LINES SHOWN ARE APPROXIMATE.  SEE SITE DRAWINGS FOR ACTUAL 
GRADE ELEVATIONS. 

COORDINATE TOP OF WATERPROOFING SYSTEM WITH FINISH GRADES.  
WATERPROOFING SYSTEM MUST NOT BE VISIBLE ABOVE  FINISH GRADE. 

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH GRADES.  BRICK LEDGES 
MUST NOT BE VISIBLE ABOVE FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE LINE.   

BRICK VENEER ANCHORS MUST BE INSTALLED AND SPACED CORRECTLY AS 
SPECIFIED.  THE OWNER RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION AS SPECIFIED, INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S EXPENSE.

CONCRETE REINFORCING NOT SHOWN FOR CLARITY.  SEE STRUCTURAL 
DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND FASTENERS NOT SHOWN 
FOR CLARITY.  SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING SHOWN IS DIAGRAMMATIC.  ACTUAL BRACING 
CONFIGURATION AND SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

COLD-FORMED HEADERS SHOWN ARE DIAGRAMMATIC.  ACTUAL HEADER 
CONFIGURATION AND SIZE TO BE DETERMINED BY CONTRACTOR BASED ON 
REQUIRED ENGINEERING CALCULATIONS.  

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE PROPERLY FLASHED TO 
MAINTAIN WATER-TIGHT ENCLOSURE. 

FLASHING AND TRIMS ARE NOT SHOWN FOR CLARITY.  REFER TO ENLARGED 
DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESS SHOWN ARE APPROXIMATE.  SEE ROOF PLAN 
FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, AND LOCATIONS OF 
CRICKETS AND SADDLES.

DOOR HARDWARE NOT SHOWN FOR CLARITY.

ALL INTERIOR SURFACES TO BE PAINTED AS INDICATED ON FINISH 
SCHEDULES AND IN THE PAINTING SPECIFICATIONS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEMS ARE 
TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL PENETRATIONS 
THROUGH THE EXTERIOR ENVELOPE SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT AIR AND 
WATER INFILTRATION, TYPICAL. 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES PERPENDICULAR 
TO PLANE OF THE WALL. 

ALL CMU WALLS RECEIVE A REINFORCED BOND BEAM AT TOP OF WALL 
UNLESS NOTED OTHERWISE. FOR ADDITIONAL DETAILS AND INFORMATION 
SEE STRUCTURAL DRAWINGS.

PROVIDE STONE REPAIR  PER SPECIFICATION SECTION 040140.61.

PROVIDE STONE REPOINTING PER SPECIFICATION SECTION 040140.62.

PROVIDE MASONRY CLEANING ON INTERIOR AND EXTERIOR OF THE 1924 
ALUMNI GYM, AND THE EXTERIOR OF THE 1936 STUDENT UNION BUILDING 
PER SPECIFICATION SECTION 040110.

PROVIDE BRICK MASONRY REPAIR AND BRICK MASONRY REPOINTING ON 
THE INTERIOR AND EXTERIOR OF THE 1924 ALUMNI GYM, AND THE EXTERIOR 
OF THE 1938  STUDENT UNION BUILDING PER SPECIFICATION SECTIONS 
040120.63 AND 040120.64.  

TYPICAL SECTION NOTES
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EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

10b 9b14d

EX - S.U. - LOW
PARAPET

991' - 0"

UKSC - 03
977' - 0"

UKSC - 02
963' - 0"

PREFUNCTION

A300M

SENATE

A268

SGA

A267A

SUBWAY DINING

A163

HARRIS
BALLROOM

A350

CATS DEN

A162

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

07 5216-04
TAPERED ROOF INSULATION AT
1/4" PER FOOT SLOPE

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

07 7253-01
ZINC SNOW RAILS

EXISTING CONCRETE 
FLOOR SLAB TO REMAIN

09 2900-01
GYPSUM BOARD

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-01
ACOUSTICAL PANEL CEILING

EXISTING CONCRETE 
FLOOR SLAB TO REMAIN

09 5113-01
ACOUSTICAL PANEL CEILING

05 4000-01
COLD-FORMED METAL FRAMING

EXISTING CONCRETE 
FLOOR SLAB TO REMAIN

______________________

A-7.5

3

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

EXISTING STRUCTURE

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

07 8100-02
SPRAY-APPLIED FIREPROOFING

07 8100-02
SPRAY-APPLIED FIREPROOFING

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

EXISTING STEEL DECK

EXISTING STRUCTURE

07 8100-02
SPRAY-APPLIED FIREPROOFING

07 8100-02
SPRAY-APPLIED FIREPROOFING
07 8100-02
SPRAY-APPLIED FIREPROOFING

07 8100-02
SPRAY-APPLIED FIREPROOFING

07 9500-01
EXPANSION CONTROL

05 1200-01
STRUCTURAL STEEL FRAMING

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

09 5113-02
CEILING SUSPENSION SYSTEM

09 2900-01
GYPSUM BOARD

09 2900-01
GYPSUM BOARD

RECREATE EXISTING ART 
DECO COLUMN WRAPS 
AND DENTIL WORK

______________________

A-7.4

1

EXISTING STRUCTURE

EXTEND NEW 1-1/2" 
ROOF DECK TO ALIGN 
WITH EXISTING DECK 
BEYOND.

EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

10b 9b14d

EX - S.U. - LOW
PARAPET

991' - 0"

UKSC - 03
977' - 0"

UKSC - 02
963' - 0"

LGBTQ*
RESOURCES

A250A

HARRIS
BALLROOM

A350

PARAPET BEYOND

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

07 5216-04
TAPERED ROOF INSULATION AT
1/4" PER FOOT SLOPE

09 5113-01
ACOUSTICAL PANEL CEILING

EXISTING CONCRETE 
FLOOR SLAB TO REMAIN

EXISTING CONCRETE 
FLOOR SLAB AND 
STRUCTURE TO 
REMAIN

EXISTING CONCRETE 
FLOOR SLAB TO REMAIN

SC ADMIN

A150J

CHAIR & TABLE
STOR

A350A

994' - 3 1/32"

2
' 
- 

1
0

 1
/4

"

6

A-4.7

____________________________________________

AW101B

04 2000-01
FACE BRICK

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET
INSULATION

05 4000-01
COLD-FORMED METAL FRAMING
6" STUDS AT 16" O.C. MAXIMUM

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

04 2000-07
MASONRY WEEPS AND VENTS

04 2000-04
MASONRY THRU-WALL FLASHING

04 2000-03
CAVITY DRAINAGE MATERIAL

04 2000-07
MASONRY WEEPS AND VENTS

04 2000-07
MASONRY WEEPS AND VENTS

04 2000-03
CAVITY DRAINAGE MATERIAL

04 2000-04
MASONRY THRU-WALL FLASHING

04 2000-07
MASONRY WEEPS AND VENTS

04 2000-03
CAVITY DRAINAGE MATERIAL

04 2000-06
MASONRY VENEER ANCHORS

CONTINUE REVEALS FROM 
EXISTING MASONRY WALLS ON 
OTHER ELEVATIONS

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

EXISTING STEEL DECK

07 7253-01
ZINC SNOW RAILS

EXISTING STRUCTURE

09 5113-02
CEILING SUSPENSION SYSTEM

09 2900-01
GYPSUM BOARD

RECREATE EXISTING ART 
DECO COLUMN WRAPS 
AND DENTIL WORK

GROUT SOLID

EXEC DIRECTOR

A150D

GREEK
ORGANIZATIONS

A252B

09 2900-01
GYPSUM BOARD

07 8100-02
SPRAY-APPLIED FIREPROOFING

09 5113-01
ACOUSTICAL PANEL CEILING

12 2413-01
MANUAL SINGLE-ROLLER
WINDOW SHADE
09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

CW8A

12 3661.16-02
SOLID SURFACING SILLS

07 2726-01
FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

09 6513-01
RESILIENT BASE

09 2900-01
GYPSUM BOARD

04 4313.13-01

NEW CUT LIMESTONE SILL -
MATCH EXISTING PROFILE

04 2000-07
MASONRY WEEPS AND VENTS

______________________

A-6.15

7

______________________

A-4.7

2
SIM

07 8100-02
SPRAY-APPLIED FIREPROOFING

05 1200-01
STRUCTURAL STEEL FRAMING

______________________

A-7.4

1

EXISTING STRUCTURE

______________________

A-8.27

18

______________________

A-8.27

19
07 2726-01
FLUID-APPLIED AIR BARRIER

REMOVE TEMPORARY WALLS 
AND ROOFING THIS AREA. 
SYNCRONIZE WITH NEW WORK.

04 2000-07
MASONRY WEEPS AND VENTS

04 2000-04
MASONRY THRU-WALL FLASHING

04 2000-03
CAVITY DRAINAGE MATERIAL

STEEL BRICK SUPPORT 
PLATE - SEE 
STRUCTURAL
STRUCTURAL STEEL 
TUBE - SEE 
STRUCTURAL 

EXISTING 
GRADE BEAM

EXISTING 
PIER

04 2000-07
MASONRY WEEPS AND VENTS

04 2000-04
MASONRY THRU-WALL FLASHING

2 ASI

9

RD064

____________________________________________

5 1/4"

SEE A-0.1 FOR MATERIAL SYMBOLS FOR ITEMS THAT ARE DRAWN AND 
IDENTIFIED BY MATERIAL SYMBOL ONLY AND NOTE SPECIFICALLY IDENTIFIED 
BY NOTES.

SEE DRAWINGS G-1.2, G-2.2, G-3.2, AND G-4.2 FOR REQUIRED FIRE-RATINGS 
FOR APPLIED SPRAY FIREPROOFING.  CONTRACTOR SHALL PROVIDE 
REQUIRED FIRE-RATING PROTECTION ON ALL STRUCTURAL STEEL WHETHER 
FIRE-PROOFING IS INDICATED ON DRAWINGS OR NOT.

SEE FLOOR PLANS AND REFLECTED CEILING PLANS FOR LOCATIONS OF 
FIRE-RATED AND SOUND-RATED WALLS. 

SEE FLOOR PLANS FOR ALL WALL TYPE INDICATORS.

SEE FLOOR PLANS FOR WINDOW AND LOUVER TYPE MARKERS. 

SEE REFLECTED CEILING PLANS FOR CEILING HEIGHTS AND MATERIALS. 

SEE FINISH SCHEDULES FOR WALL FINISHES BEYOND.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING.

GRADE LINES SHOWN ARE APPROXIMATE.  SEE SITE DRAWINGS FOR ACTUAL 
GRADE ELEVATIONS. 

COORDINATE TOP OF WATERPROOFING SYSTEM WITH FINISH GRADES.  
WATERPROOFING SYSTEM MUST NOT BE VISIBLE ABOVE  FINISH GRADE. 

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH GRADES.  BRICK LEDGES 
MUST NOT BE VISIBLE ABOVE FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE LINE.   

BRICK VENEER ANCHORS MUST BE INSTALLED AND SPACED CORRECTLY AS 
SPECIFIED.  THE OWNER RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION AS SPECIFIED, INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S EXPENSE.

CONCRETE REINFORCING NOT SHOWN FOR CLARITY.  SEE STRUCTURAL 
DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND FASTENERS NOT SHOWN 
FOR CLARITY.  SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING SHOWN IS DIAGRAMMATIC.  ACTUAL BRACING 
CONFIGURATION AND SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

COLD-FORMED HEADERS SHOWN ARE DIAGRAMMATIC.  ACTUAL HEADER 
CONFIGURATION AND SIZE TO BE DETERMINED BY CONTRACTOR BASED ON 
REQUIRED ENGINEERING CALCULATIONS.  

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE PROPERLY FLASHED TO 
MAINTAIN WATER-TIGHT ENCLOSURE. 

FLASHING AND TRIMS ARE NOT SHOWN FOR CLARITY.  REFER TO ENLARGED 
DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESS SHOWN ARE APPROXIMATE.  SEE ROOF PLAN 
FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, AND LOCATIONS OF 
CRICKETS AND SADDLES.

DOOR HARDWARE NOT SHOWN FOR CLARITY.

ALL INTERIOR SURFACES TO BE PAINTED AS INDICATED ON FINISH 
SCHEDULES AND IN THE PAINTING SPECIFICATIONS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEMS ARE 
TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL PENETRATIONS 
THROUGH THE EXTERIOR ENVELOPE SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT AIR AND 
WATER INFILTRATION, TYPICAL. 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES PERPENDICULAR 
TO PLANE OF THE WALL. 

ALL CMU WALLS RECEIVE A REINFORCED BOND BEAM AT TOP OF WALL 
UNLESS NOTED OTHERWISE. FOR ADDITIONAL DETAILS AND INFORMATION 
SEE STRUCTURAL DRAWINGS.

PROVIDE STONE REPAIR  PER SPECIFICATION SECTION 040140.61.

PROVIDE STONE REPOINTING PER SPECIFICATION SECTION 040140.62.

PROVIDE MASONRY CLEANING ON INTERIOR AND EXTERIOR OF THE 1924 
ALUMNI GYM, AND THE EXTERIOR OF THE 1936 STUDENT UNION BUILDING 
PER SPECIFICATION SECTION 040110.

PROVIDE BRICK MASONRY REPAIR AND BRICK MASONRY REPOINTING ON 
THE INTERIOR AND EXTERIOR OF THE 1924 ALUMNI GYM, AND THE EXTERIOR 
OF THE 1938  STUDENT UNION BUILDING PER SPECIFICATION SECTIONS 
040120.63 AND 040120.64.  
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SBS MODIFIED
BITUMINOUS
MEMBRANE ROOF
ASSEMBLY
07 5216-04
TAPERED ROOF
INSULATION AT 1/4"
PER FOOT SLOPE

05 3100-01
STEEL DECKING

04 2000-07
MASONRY WEEPS AND VENTS

05 4000-05
6" COLD-FORMED METAL
FRAMING AT  16”  O.C. MAXIMUM

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

04 2000-06
MASONRY VENEER ANCHORS

09 5113-01
ACOUSTICAL PANEL
CEILING

EXISTING FLOOR 
SLAB TO REMAIN
SEE FINISH SCHEDULE 
FOR FLOOR FINISH

EXISTING MASONRY WALL 

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

05 3100-01
STEEL DECKING

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

EXISTING FLOOR 
SLAB TO REMAIN
SEE FINISH SCHEDULE 
FOR FLOOR FINISH

EXISTING FLOOR 
SLAB TO REMAIN
SEE FINISH SCHEDULE 
FOR FLOOR FINISH

______________________

A-4.7

3

______________________

A-4.7

5

______________________

A-4.7
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SIM
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04 2000-03
CAVITY DRAINAGE MATERIAL

______________________
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4

SIM

05 1200-01
STRUCTURAL STEEL
FRAMING

07 8100-01
SPRAY-APPLIED
FIREPROOFING

04 2000-07
MASONRY WEEPS AND VENTS

04 2000-04
MASONRY THRU-WALL FLASHING

07 7100-02
ALUMINUM REGLET AND
COUNTER FLASHING

BEYOND

04 2000-01
FACE BRICK
NEW OR SALVAGED

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER
BLANKET
INSULATION

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

EXISTING STRUCTURE

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

09 2900-01
GYPSUM BOARD

09 2216-01
NON-STRUCTURAL
METAL FRAMING

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

07 8123-01
INTUMESCENT FIREPROOFING

07 7100-01
ALUMINUM COPING

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR BARRIER

1' - 5 3/8"
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GLASS-FIBER
BLANKET
INSULATION

04 2000-01
FACE BRICK

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

04 2000-06
MASONRY VENEER ANCHORS

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

PROTECT 
EXISTING 
STRUCTURE TO 
REMAIN

PROTECT 
EXISTING FLOOR 
SLAB TO REMAIN

EXISTING MASONRY 
WALL

04 2000-04
MASONRY THRU-WALL FLASHING

04 2000-03
CAVITY DRAINAGE MATERIAL

04 2000-07
MASONRY WEEPS AND VENTS

NEW OR SALVAGED

GROUT SOLID AT 
EXISTING CONCRETE 
BEAM

973' - 10 1/8"

REMOVE EXISTING 
BRICK ABOVE ANGLE, 
REPLACE WITH NEW 
BRICK

SELF ADHERED THRU 
WALL FLASHING

SELF ADHERED THRU 
WALL FLASHING

4x4x3/8 ANGLE BOLTED 
TO BEAM - SEE  
STRUCTURAL DETAIL

BEAM 
ELEVATION 
VARIES AS BEAM 
SLOPES FROM 
WEST TO EAST

SEE STRUCTURAL 
DETAIL FOR SLAB 
INFILL

2
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2
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287

2
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287

2
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287
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1/2"

EXISTING MASONRY WALL

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

09 6513-01
RESILIENT BASE

05 1200-01
STRUCTURAL STEEL
FRAMING

07 8100-02
SPRAY-APPLIED
FIREPROOFING

EXISTING FLOOR SLAB

EXISTING STRUCTURE

09 6513-01
RESILIENT BASE

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND
RUNNERS

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT
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09 6513-01
RESILIENT BASE

09 2216-03
3-5/8" STUDS AND
RUNNERS

09 2900-01
GYPSUM BOARD

EXISTING FLOOR 
SLAB

EXISTING 
FOUNDATION

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

1/2"

6
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IN
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07 7100-01
ALUMINUM COPING

06 1053-01

DOUGLAS FIR WOOD BLOCKING

07 2726-02
MODIFIED BITUMINOUS STRIP

07 2726-01
FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

07 5216-11
5/8" COVER BOARD

CANT AS REQUIRED BY ROOFING 
SYSTEM MANUFACTURER

07 5216-09
1/2" COVER BOARD

05 3100-01
STEEL DECKING

2"

1 1/4"

3 5/8"

5/8"

6"

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

04 2000-06
MASONRY VENEER ANCHORS

04 2000-01
FACE BRICK

04 2000-07
MASONRY WEEPS AND VENTS

05 3100-03
STRUCTURAL STEEL
ANGLE

05 4000-01
COLD-FORMED METAL FRAMING

07 5216-02
POLYISOCYANURATE
BOARD INSULATION

Cd Ab

NEW OR SALVAGED

07 8123-01
INTUMESCENT FIREPROOFING

3" MIN.1"

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION
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SLAB TO REMAIN
SEE FINISH SCHEDULE 
FOR FLOOR FINISH

EXISTING FLOOR 
SLAB TO REMAIN
SEE FINISH SCHEDULE 
FOR FLOOR FINISH

09 5113-01
ACOUSTICAL PANEL
CEILING

09 2216-03
3-5/8" STUDS AND
RUNNERS

09 2900-01
GYPSUM BOARD
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"

09 5113-01
ACOUSTICAL PANEL
CEILING

EXISTING FLOOR 
SLAB TO REMAIN
SEE FINISH 
SCHEDULE 
FOR FLOOR FINISH

09 5113-01
ACOUSTICAL PANEL
CEILING

AW101

04 2000-01
FACE BRICK

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

07 5216-00
SBS MODIFIED
BITUMINOUS
MEMBRANE ROOF
ASSEMBLY

07 5216-04
TAPERED ROOF
INSULATION AT 1/4"
PER FOOT SLOPE

05 3100-01
STEEL DECKING
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04 2000-06
MASONRY VENEER ANCHORS

04 2000-04
MASONRY THRU-WALL FLASHING

04 2000-07
MASONRY WEEPS AND VENTS

04 2000-03
CAVITY DRAINAGE MATERIAL

04 2000-07
MASONRY WEEPS AND VENTS

05 4000-05
6" COLD-FORMED METAL
FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

EXISTING 
MASONRY WALL

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

09 2900-01
GYPSUM BOARD

09 2216-01
NON-STRUCTURAL
METAL FRAMING

EXISTING 
STRUCTURE

LGBTQ*
RESOURCES

A250A

SC ADMIN

A150J

09 2900-01
GYPSUM BOARD

09 2216-01
NON-STRUCTURAL
METAL FRAMING

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

03 5416-01
HYDRAULIC CEMENT
UNDERLAYMENT

09 2900-01
GYPSUM BOARD

05 1200-01
STRUCTURAL STEEL
FRAMING
07 8100-02
SPRAY-APPLIED
FIREPROOFING

07 2100-03
GLASS-FIBER
BLANKET
INSULATION

07 8123-01
INTUMESCENT
FIREPROOFING

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-01
FLUID-APPLIED AIR
BARRIER

8
"

2 ASI 183

AbCd

04 2000-07
MASONRY WEEPS AND VENTS

04 2000-03
CAVITY DRAINAGE MATERIAL

04 2000-04
MASONRY THRU-WALL FLASHING

07 7100-02
ALUMINUM REGLET AND
COUNTER FLASHING

05 3100-05
STRUCTURAL STEEL BENT PLATE

CANT AS REQUIRED BY 
ROOF SYSTEM 
MANUFACTURER

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

04 2000-01
FACE BRICK
NEW OR SALVAGED

05 1200-01
STRUCTURAL STEEL
FRAMING

07 8123-01
INTUMESCENT
FIREPROOFING

07 2100-03
GLASS-FIBER
BLANKET
INSULATION

09 2900-01
GYPSUM BOARD

04 2000-06
MASONRY VENEER
ANCHORS

07 2726-01
FLUID-APPLIED AIR
BARRIER

07 2726-04
SELF-ADHERED MEMBRANE
FLASHINGFLASHING - SHINGLE OVER  
THRU-WALL FLASHING

07 5216-11
5/8" COVER BOARD
ANCHORED TO MASONRY PER 
MANUFACTURER'S STANDARDS

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

SEE A-0.1 FOR MATERIAL SYMBOLS FOR ITEMS THAT ARE DRAWN AND 
IDENTIFIED BY MATERIAL SYMBOL ONLY AND NOTE SPECIFICALLY IDENTIFIED 
BY NOTES.

SEE DRAWINGS G-1.2, G-2.2, G-3.2, AND G-4.2 FOR REQUIRED FIRE-RATINGS 
FOR APPLIED SPRAY FIREPROOFING.  CONTRACTOR SHALL PROVIDE 
REQUIRED FIRE-RATING PROTECTION ON ALL STRUCTURAL STEEL WHETHER 
FIRE-PROOFING IS INDICATED ON DRAWINGS OR NOT.

SEE FLOOR PLANS AND REFLECTED CEILING PLANS FOR LOCATIONS OF 
FIRE-RATED AND SOUND-RATED WALLS. 

SEE FLOOR PLANS FOR ALL WALL TYPE INDICATORS.

SEE FLOOR PLANS FOR WINDOW AND LOUVER TYPE MARKERS. 

SEE REFLECTED CEILING PLANS FOR CEILING HEIGHTS AND MATERIALS. 

SEE FINISH SCHEDULES FOR WALL FINISHES BEYOND.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING.

GRADE LINES SHOWN ARE APPROXIMATE.  SEE SITE DRAWINGS FOR ACTUAL 
GRADE ELEVATIONS. 

COORDINATE TOP OF WATERPROOFING SYSTEM WITH FINISH GRADES.  
WATERPROOFING SYSTEM MUST NOT BE VISIBLE ABOVE  FINISH GRADE. 

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH GRADES.  BRICK LEDGES 
MUST NOT BE VISIBLE ABOVE FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE LINE.   

BRICK VENEER ANCHORS MUST BE INSTALLED AND SPACED CORRECTLY AS 
SPECIFIED.  THE OWNER RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION AS SPECIFIED, INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S EXPENSE.

CONCRETE REINFORCING NOT SHOWN FOR CLARITY.  SEE STRUCTURAL 
DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND FASTENERS NOT SHOWN 
FOR CLARITY.  SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING SHOWN IS DIAGRAMMATIC.  ACTUAL BRACING 
CONFIGURATION AND SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

COLD-FORMED HEADERS SHOWN ARE DIAGRAMMATIC.  ACTUAL HEADER 
CONFIGURATION AND SIZE TO BE DETERMINED BY CONTRACTOR BASED ON 
REQUIRED ENGINEERING CALCULATIONS.  

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE PROPERLY FLASHED TO 
MAINTAIN WATER-TIGHT ENCLOSURE. 

FLASHING AND TRIMS ARE NOT SHOWN FOR CLARITY.  REFER TO ENLARGED 
DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESS SHOWN ARE APPROXIMATE.  SEE ROOF PLAN 
FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, AND LOCATIONS OF 
CRICKETS AND SADDLES.

DOOR HARDWARE NOT SHOWN FOR CLARITY.

ALL INTERIOR SURFACES TO BE PAINTED AS INDICATED ON FINISH 
SCHEDULES AND IN THE PAINTING SPECIFICATIONS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEMS ARE 
TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL PENETRATIONS 
THROUGH THE EXTERIOR ENVELOPE SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT AIR AND 
WATER INFILTRATION, TYPICAL. 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES PERPENDICULAR 
TO PLANE OF THE WALL. 

ALL CMU WALLS RECEIVE A REINFORCED BOND BEAM AT TOP OF WALL 
UNLESS NOTED OTHERWISE. FOR ADDITIONAL DETAILS AND INFORMATION 
SEE STRUCTURAL DRAWINGS.

PROVIDE STONE REPAIR  PER SPECIFICATION SECTION 040140.61.

PROVIDE STONE REPOINTING PER SPECIFICATION SECTION 040140.62.

PROVIDE MASONRY CLEANING ON INTERIOR AND EXTERIOR OF THE 1924 
ALUMNI GYM, AND THE EXTERIOR OF THE 1936 STUDENT UNION BUILDING 
PER SPECIFICATION SECTION 040110.

PROVIDE BRICK MASONRY REPAIR AND BRICK MASONRY REPOINTING ON 
THE INTERIOR AND EXTERIOR OF THE 1924 ALUMNI GYM, AND THE EXTERIOR 
OF THE 1938  STUDENT UNION BUILDING PER SPECIFICATION SECTIONS 
040120.63 AND 040120.64.  

TYPICAL SECTION NOTES
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WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING 
PLANS FOR LOCATIONS OF FIRE-RATED AND 
SOUND-RATED WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS 
FOR WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING 
TYPE AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE 
SITE DRAWINGS FOR
ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES.
WATERPROOFING SYSTEM MUST NOT BE VISIBLE 
ABOVE FINISH
GRADE.

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK
LEDGES MUST NOT BE VISIBLE ABOVE FINISH 
GRADE EXCEPT WHERE
THE TOP OF CONCRETE IS SHOWN ABOVE THE 
ADJACENT GRADE LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED 
AND SPACED CORRECTLY AS SPECIFIED. THE 
OWNER RESERVES THE RIGHT TO TEST FOR 
CORRECT INSTALLATION ANS SPECIFIED, 
INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S 
EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR 
CLARITY. SEE
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT
SHOWN FOR CLARITY. SEE STRUCTURAL 
DRAWINGS FOR THIS
INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN 
IS DIAGRAMMATIC. ACTUAL BRACING
CONFIGURATION AND SPACING TO BE 
DETERMINED BY CONTRACTOR
BASED ON REQUIRED ENGINEERING 
CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO 
BE PROPERLY FLASHED TO MAINTAIN WATER-
TIGHT ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN 
FOR CLARITY. REFER TO
ENLARGED DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE 
APPROXIMATE. SEE ROOF PLAN FOR ROOF 
SLOPES, MINIMUM INSULATION THICKNESS, AND 
LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-
MODIFIED ROOFING SYSTEMS ARE TO BE LAPPED 
AS SHOWN TO FORM A CONTINUOUS AND WATER 
TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE 
EXTERIOR ENVELOPE SHALL BE SEALED AND 
FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE 
SLAB ON GRADE TO BE SEALED TO PREVENT AIR 
AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND 
FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST 
LATERAL FORCES PERPENDICULAR TO PLANE OF 
THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED 
BOND BEAM AT TOP OF WALL INLESS NOTED 
OTHERWISE. FOR ADDITIONAL DETAILS AND 
INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF 
ANGLES @ 24" O.C. FOR ALL STONE AND BRICK 
VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR 
ALL BRICK AND STONE VENEER. ALIGN WITH 
WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT 
SHOWN IN ALL INSTANCES ON WALL SECTIONS 
AND DETAILS FOR CLARITY 
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WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING 
PLANS FOR LOCATIONS OF FIRE-RATED AND 
SOUND-RATED WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS 
FOR WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING 
TYPE AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE 
SITE DRAWINGS FOR
ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES.
WATERPROOFING SYSTEM MUST NOT BE VISIBLE 
ABOVE FINISH
GRADE.

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK
LEDGES MUST NOT BE VISIBLE ABOVE FINISH 
GRADE EXCEPT WHERE
THE TOP OF CONCRETE IS SHOWN ABOVE THE 
ADJACENT GRADE LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED 
AND SPACED CORRECTLY AS SPECIFIED. THE 
OWNER RESERVES THE RIGHT TO TEST FOR 
CORRECT INSTALLATION ANS SPECIFIED, 
INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S 
EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR 
CLARITY. SEE
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT
SHOWN FOR CLARITY. SEE STRUCTURAL 
DRAWINGS FOR THIS
INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN 
IS DIAGRAMMATIC. ACTUAL BRACING
CONFIGURATION AND SPACING TO BE 
DETERMINED BY CONTRACTOR
BASED ON REQUIRED ENGINEERING 
CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO 
BE PROPERLY FLASHED TO MAINTAIN WATER-
TIGHT ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN 
FOR CLARITY. REFER TO
ENLARGED DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE 
APPROXIMATE. SEE ROOF PLAN FOR ROOF 
SLOPES, MINIMUM INSULATION THICKNESS, AND 
LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-
MODIFIED ROOFING SYSTEMS ARE TO BE LAPPED 
AS SHOWN TO FORM A CONTINUOUS AND WATER 
TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE 
EXTERIOR ENVELOPE SHALL BE SEALED AND 
FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE 
SLAB ON GRADE TO BE SEALED TO PREVENT AIR 
AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND 
FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST 
LATERAL FORCES PERPENDICULAR TO PLANE OF 
THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED 
BOND BEAM AT TOP OF WALL INLESS NOTED 
OTHERWISE. FOR ADDITIONAL DETAILS AND 
INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF 
ANGLES @ 24" O.C. FOR ALL STONE AND BRICK 
VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR 
ALL BRICK AND STONE VENEER. ALIGN WITH 
WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT 
SHOWN IN ALL INSTANCES ON WALL SECTIONS 
AND DETAILS FOR CLARITY 
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LOCATIONS.
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WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING PLANS 
FOR LOCATIONS OF FIRE-RATED AND SOUND-RATED 
WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS FOR 
WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING TYPE 
AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE SITE 
DRAWINGS FOR ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES. WATERPROOFING SYSTEM 
MUST NOT BE VISIBLE ABOVE FINISH GRADE.

WALL SECTION - LEGEND

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK LEDGES MUST NOT BE VISIBLE ABOVE 
FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE 
LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED AND 
SPACED CORRECTLY AS SPECIFIED. THE OWNER 
RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION ANS SPECIFIED, INCLUDING REMOVAL 
OF INCORRECTLY INSTALLED MASONRY VENEER AT 
CONTRACTOR'S EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR CLARITY. 
SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT SHOWN FOR CLARITY. SEE 
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN IS 
DIAGRAMMATIC. ACTUAL BRACING CONFIGURATION AND 
SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE 
PROPERLY FLASHED TO MAINTAIN WATER-TIGHT 
ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN FOR 
CLARITY. REFER TO ENLARGED DETAILS FOR THESE 
ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE APPROXIMATE. SEE 
ROOF PLAN FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, 
AND LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING 
SYSTEMS ARE TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS 
AND WATER TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE EXTERIOR ENVELOPE 
SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO 
BE SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND FLASHED TO 
PREVENT AIR AND WATER INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES 
PERPENDICULAR TO PLANE OF THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED BOND BEAM AT 
TOP OF WALL INLESS NOTED OTHERWISE. FOR ADDITIONAL 
DETAILS AND INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF ANGLES @ 24" 
O.C. FOR ALL STONE AND BRICK VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR ALL BRICK 
AND STONE VENEER. ALIGN WITH WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT SHOWN IN ALL 
INSTANCES ON WALL SECTIONS AND DETAILS FOR CLARITY 
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LEVEL 02
963' - 0"

LEVEL 03
977' - 0"

UK-AA

LEVEL ROOF
INTERMEDIATE

998' - 0"

A-4.52

3

SCHEDULED CEILING 
ASSEMBLY

TOP OF SLAB

LEVEL 02 BOOKSTORE
959' - 0"

FE211
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PAVERS ON GRADE
SEE C-700
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Sim
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8
Sim
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9
Sim Opp
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WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING 
PLANS FOR LOCATIONS OF FIRE-RATED AND 
SOUND-RATED WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS 
FOR WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING 
TYPE AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE 
SITE DRAWINGS FOR
ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES.
WATERPROOFING SYSTEM MUST NOT BE VISIBLE 
ABOVE FINISH
GRADE.

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK
LEDGES MUST NOT BE VISIBLE ABOVE FINISH 
GRADE EXCEPT WHERE
THE TOP OF CONCRETE IS SHOWN ABOVE THE 
ADJACENT GRADE LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED 
AND SPACED CORRECTLY AS SPECIFIED. THE 
OWNER RESERVES THE RIGHT TO TEST FOR 
CORRECT INSTALLATION ANS SPECIFIED, 
INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S 
EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR 
CLARITY. SEE
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT
SHOWN FOR CLARITY. SEE STRUCTURAL 
DRAWINGS FOR THIS
INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN 
IS DIAGRAMMATIC. ACTUAL BRACING
CONFIGURATION AND SPACING TO BE 
DETERMINED BY CONTRACTOR
BASED ON REQUIRED ENGINEERING 
CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO 
BE PROPERLY FLASHED TO MAINTAIN WATER-
TIGHT ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN 
FOR CLARITY. REFER TO
ENLARGED DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE 
APPROXIMATE. SEE ROOF PLAN FOR ROOF 
SLOPES, MINIMUM INSULATION THICKNESS, AND 
LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-
MODIFIED ROOFING SYSTEMS ARE TO BE LAPPED 
AS SHOWN TO FORM A CONTINUOUS AND WATER 
TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE 
EXTERIOR ENVELOPE SHALL BE SEALED AND 
FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE 
SLAB ON GRADE TO BE SEALED TO PREVENT AIR 
AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND 
FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST 
LATERAL FORCES PERPENDICULAR TO PLANE OF 
THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED 
BOND BEAM AT TOP OF WALL INLESS NOTED 
OTHERWISE. FOR ADDITIONAL DETAILS AND 
INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF 
ANGLES @ 24" O.C. FOR ALL STONE AND BRICK 
VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR 
ALL BRICK AND STONE VENEER. ALIGN WITH 
WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT 
SHOWN IN ALL INSTANCES ON WALL SECTIONS 
AND DETAILS FOR CLARITY 

WALL SECTION - LEGEND
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LEVEL 02
963' - 0"

LEVEL 03
977' - 0"

LEVEL ROOF LOW
(990.0)

990' - 0"

UK-A UK-AAUK-BB

LEVEL PENTHOUSE
992' - 0"

A-4.72

7

LEVEL 02 BOOKSTORE
959' - 0"

RF111

3'
 -

 4
"

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

AW100A

BOOKSTORE

A285

WEB PROCESSING

A385A

A-4.50

6
Sim

03 3300-01
CAST-IN-PLACE ARCHITECTURAL
CONCRETE

AW100A

2' - 0"

03 3300-01
CAST-IN-PLACE ARCHITECTURAL
CONCRETE

A-4.50

2
Sim

FL100B

FL110

SCHEDULED
CEILING 
ASSEMBLY

07 7100-01
ALUMINUM COPING

05 3100-03
STRUCTURAL STEEL ANGLE

A-4.52

3
SIM

A-4.50

11
SIM

A-4.50

11
SIM

04 2000-07
MASONRY WEEPS AND VENTSTYP.

04 2000-07
MASONRY WEEPS AND VENTSTYP.
04 2000-07

MASONRY WEEPS AND VENTS

05 3100-03
STRUCTURAL STEEL ANGLE

04 2000-04
MASONRY THRU-WALL FLASHING

04 2000-03
CAVITY DRAINAGE MATERIAL

1 ADD 4

1 ADD 41 ADD 4

2 PCO 063

2 PCO 063

2 PCO 063

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

04 2000-07
MASONRY WEEPS AND VENTS
TYPICAL

2 PCO 063

2 PCO 063

04 2000-04
MASONRY THRU-WALL FLASHING

GROUT SOLID

PROVIDE CREDIT FOR 
REMOVAL OF STRUCTUAL 
STEEL FOR FORMER 
LOCATION OF FOLDING 
GLASS WALL

PAVERS ON SLAB ON GRADE

LEVEL 02
963' - 0"

LEVEL 03
977' - 0"

LEVEL ROOF LOW
(990.0)

990' - 0"

UK-A UK-AA

LEVEL PENTHOUSE
992' - 0"

A-4.50

5

LEVEL 02 BOOKSTORE
959' - 0"

RF111

WEB PROCESSING

A385A

BOOKSTORE

A285

10"

977'-0"

989'-0"

3'
 -

 4
"

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

AW100A

2' - 0"

05 3100-03
STRUCTURAL STEEL ANGLE

05 3100-03
STRUCTURAL STEEL ANGLE

PAVERS ON GRADE
SEE C-700

FL100B

A-4.50

2
Sim

FL110

03 3300-01
CAST-IN-PLACE ARCHITECTURAL
CONCRETE

A-4.50

11
SIM

07 7100-01
ALUMINUM COPING

SCHEDULED 
CEILING
ASSEMBLY

A-4.50

11
SIM

1 ADD 4

1 ADD 4

1 ADD 4

2 ASI 356

WF914A

LEVEL 02
963' - 0"

LEVEL 03
977' - 0"

LEVEL ROOF LOW
(990.0)

990' - 0"

UK-A UK-AA

GENERAL MERCH
AREA

A385

A-4.50

6

LEVEL 02 BOOKSTORE
959' - 0"

BOOKSTORE

A285

RF111

1' - 8"

GRADE BEAM

FE211

10"

A-4.72

8

A-4.50

2
Sim

2' - 0"

BRICK PIER
BEYOND

PAVERS ON GRADE
SEE C-700

03 3300-01
CAST-IN-PLACE ARCHITECTURAL
CONCRETE

FL100B

FL110

7'
 -

 4
"

7 
1/

8"
8"

3'
 -

 4
"

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

07 7100-01
ALUMINUM COPING

A-4.52

3
SIM

1 ADD 4

RD013

5

RD016

10

LEVEL 02
963' - 0"

LEVEL 03
977' - 0"

LEVEL ROOF LOW
(990.0)

990' - 0"

UK-11 UK-10 UK-09

LEVEL ROOF
INTERMEDIATE

998' - 0"

LEVEL PENTHOUSE
992' - 0"

A-4.60

2

A-4.52

1

A-4.52

2

LEVEL 02 BOOKSTORE
959' - 0"

07 7129-02
EJ-2 ALUMINIUM ROOF EXPANSION
JOINT

RF111

SCHEDULED CEILING ASSEMBLY

FE211

RF111RF111

SCHEDULED 
CEILING 

ASSEMBLY

FE211

VF-01

10"

2' - 0"

FL100B
PAVERS 

ON 
GRADE

SEE C-700

VESTIBULE

A200A1

BOOKSTORE

A285

WEB PROCESSING

A385A

ROOF

RF-481

VESTIBULE

A200A1

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

A-6.15

8
Sim

07 7100-01
ALUMINUM COPING

3'
 -

 4
"

A-4.52

3
SIM

A-4.51

9
Sim Opp

ALIGN

ALIGN

A-4.50

11
SIM

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

WF312B A80

2
ASI 220
RFI 906

RD003

7

BOTTOM 
OF BRICK 
RELIEF 
ANGLE

976'-3 7/8"

962'-3 7/8"

BOTTOM 
OF BRICK 
RELIEF 
ANGLE

WF914B

2 ASI 356

WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING PLANS 
FOR LOCATIONS OF FIRE-RATED AND SOUND-RATED 
WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS FOR 
WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING TYPE 
AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE SITE 
DRAWINGS FOR ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES. WATERPROOFING SYSTEM 
MUST NOT BE VISIBLE ABOVE FINISH GRADE.

WALL SECTION - LEGEND

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK LEDGES MUST NOT BE VISIBLE ABOVE 
FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE 
LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED AND 
SPACED CORRECTLY AS SPECIFIED. THE OWNER 
RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION ANS SPECIFIED, INCLUDING REMOVAL 
OF INCORRECTLY INSTALLED MASONRY VENEER AT 
CONTRACTOR'S EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR CLARITY. 
SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT SHOWN FOR CLARITY. SEE 
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN IS 
DIAGRAMMATIC. ACTUAL BRACING CONFIGURATION AND 
SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE 
PROPERLY FLASHED TO MAINTAIN WATER-TIGHT 
ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN FOR 
CLARITY. REFER TO ENLARGED DETAILS FOR THESE 
ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE APPROXIMATE. SEE 
ROOF PLAN FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, 
AND LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING 
SYSTEMS ARE TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS 
AND WATER TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE EXTERIOR ENVELOPE 
SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO 
BE SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND FLASHED TO 
PREVENT AIR AND WATER INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES 
PERPENDICULAR TO PLANE OF THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED BOND BEAM AT 
TOP OF WALL INLESS NOTED OTHERWISE. FOR ADDITIONAL 
DETAILS AND INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF ANGLES @ 24" 
O.C. FOR ALL STONE AND BRICK VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR ALL BRICK 
AND STONE VENEER. ALIGN WITH WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT SHOWN IN ALL 
INSTANCES ON WALL SECTIONS AND DETAILS FOR CLARITY 
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WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING PLANS 
FOR LOCATIONS OF FIRE-RATED AND SOUND-RATED 
WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS FOR 
WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING TYPE 
AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE SITE 
DRAWINGS FOR ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES. WATERPROOFING SYSTEM 
MUST NOT BE VISIBLE ABOVE FINISH GRADE.

WALL SECTION - LEGEND

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK LEDGES MUST NOT BE VISIBLE ABOVE 
FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE 
LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED AND 
SPACED CORRECTLY AS SPECIFIED. THE OWNER 
RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION ANS SPECIFIED, INCLUDING REMOVAL 
OF INCORRECTLY INSTALLED MASONRY VENEER AT 
CONTRACTOR'S EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR CLARITY. 
SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT SHOWN FOR CLARITY. SEE 
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN IS 
DIAGRAMMATIC. ACTUAL BRACING CONFIGURATION AND 
SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE 
PROPERLY FLASHED TO MAINTAIN WATER-TIGHT 
ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN FOR 
CLARITY. REFER TO ENLARGED DETAILS FOR THESE 
ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE APPROXIMATE. SEE 
ROOF PLAN FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, 
AND LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING 
SYSTEMS ARE TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS 
AND WATER TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE EXTERIOR ENVELOPE 
SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO 
BE SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND FLASHED TO 
PREVENT AIR AND WATER INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES 
PERPENDICULAR TO PLANE OF THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED BOND BEAM AT 
TOP OF WALL INLESS NOTED OTHERWISE. FOR ADDITIONAL 
DETAILS AND INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF ANGLES @ 24" 
O.C. FOR ALL STONE AND BRICK VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR ALL BRICK 
AND STONE VENEER. ALIGN WITH WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT SHOWN IN ALL 
INSTANCES ON WALL SECTIONS AND DETAILS FOR CLARITY 

1ADD 4

LEVEL 02
963' - 0"

LEVEL 03
977' - 0"

LEVEL ROOF LOW
(990.0)

990' - 0"

UK-A UK-AAUK-BB

LEVEL PENTHOUSE
992' - 0"

LEVEL 02 BOOKSTORE
959' - 0"

RF111

PAVERS ON GRADE
SEE C-700

BOOKSTORE

A285

WEB PROCESSING

A385A

A-4.50

6
Sim

03 3300-01
CAST-IN-PLACE ARCHITECTURAL
CONCRETE

2' - 0"

A-4.50

2
Sim

FL100B

FL110

SCHEDULED CEILING 
ASSEMBLY

07 7100-01
ALUMINUM COPING

05 3100-03
STRUCTURAL STEEL ANGLE

A-4.52

3
SIM

A-4.12a

3

A-4.12a

4

A-4.12a

2

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

05 4000-01
COLD-FORMED METAL FRAMING

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

03 3300-01
CAST-IN-PLACE ARCHITECTURAL
CONCRETE

08 4113-01
ALUMINUM-FRAMED ENTRANCES AND
STOREFRONTS

ALUMINUM THRESHOLD

PAVERS ON SLAB ON GRADE

7'
 -

 3
 7

/8
"

UK-A

BRICK PIER BEYOND

BREAK METAL

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL STEEL
FRAMING

AIR CURTAIN -
PART OF FUTURE 
BID PACKAGE

10
"

07 8123-01
INTUMESCENT FIREPROOFING

SECURE TO STRUCTURAL STEEL SUPPORT

1' - 4 1/2"

PROVIDE HOLES IN 
STEEL TUBE FOR 
POWER SUPPLY TO 
AIR CURTAIN. 
COORDINATE WITH 
MANUFACTURER.

ROUGH OPENING

VENEER ASSEMBLY - ANCHOR TO 
STRUCTURL STEEL SUPPORT 

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

08 3523-01
EXTERIOR PANEL FOLDING DOOR
SECURE TO STRUCTURAL STEEL 
SUPPORT PER MANUFACTURER'S 
INSTRUCTIONS

07 9200-01
JOINT SEALANT AND BACKER ROD

05 3100-03
STRUCTURAL STEEL ANGLE

966'-0"

07 2100-05
MINERAL-WOOL BOARD INSULATION

07 9200-00
JOINT SEALANT

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL STEEL
FRAMING

07 8123-01
INTUMESCENT FIREPROOFING

UK-A

LEVEL 02 BOOKSTORE
959' - 0"

08 3523-01
EXTERIOR PANEL FOLDING DOOR

FLUSH BOTTOM TRACK WITH SILL

03 3300-01
CAST-IN-PLACE ARCHITECTURAL
CONCRETE

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

PAVERS  - REFER TO SITE 
DRAWINGS IN FUTURE BID PACK

1' - 4 1/2"

PAVERS ON SLAB
4"

2 
3/

4"
6"

3/
4"

2 
1/

2"

TOP OF GRADE BEAM

UK-A

04 2000-06
MASONRY VENEER ANCHORS

04 2000-01
FACE BRICK

07 2100-03
GLASS-FIBER BLANKET INSULATION

05 1200-01
STRUCTURAL STEEL FRAMING

04 2000-03
CAVITY DRAINAGE MATERIAL

05 3100-03
STRUCTURAL STEEL ANGLE

07 2100-02
2" CONTINUOUS MINERAL-WOOL BOARD
INSULATION

04 2000-07
MASONRY WEEPS AND VENTS

05 4000-04
4" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

EQ EQ

07 4113.16-02
SELF-ADHERING, HIGH-TEMPERATURE
UNDERLAYMENT

07 4113.16-07

ZINC SHEET METAL SOFFIT       

09 5113-01
ACOUSTICAL PANEL CEILING 07 4113.16-07

ZINC FLASHING 
CLEAT      

09 2216-16
1-1/2" HAT-SHAPED FURRING CHANNEL

07 4113.16-07

ZINC FASCIA

07 4113.16-02
SELF-ADHERING, HIGH-TEMPERATURE
UNDERLAYMENT

07 4113.16-02
SELF-ADHERING, HIGH-TEMPERATURE
UNDERLAYMENT

07 4113.16-01
STANDING-SEAM ZINC METAL ROOF
PANELS

07 4113.16-02
SELF-ADHERING, HIGH-TEMPERATURE
UNDERLAYMENT

EQ EQ

07 4113.16-07

ZINC SHEET METAL SOFFIT

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

ACP-13

05 4000-04
4" COLD-FORMED METAL FRAMING

2 ASI 210 PCO 245

2 ASI 210 PCO 245

2 ASI 210 PCO 245

CONCRETE PLAZA PAVERS

SAND LEVELING COURSE

CONCRETE SLAB

WASHED #57 STONE

COMPACTED SUBGRADE

POLYMERIC SAND 
SWEPT JOINTS

FILTER FABRIC

2 
1/

2"
3/

4"
6"

6" x 6" #10 WELDED WIRE MESH

6"
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WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING 
PLANS FOR LOCATIONS OF FIRE-RATED AND 
SOUND-RATED WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS 
FOR WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING 
TYPE AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE 
SITE DRAWINGS FOR
ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES.
WATERPROOFING SYSTEM MUST NOT BE VISIBLE 
ABOVE FINISH
GRADE.

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK
LEDGES MUST NOT BE VISIBLE ABOVE FINISH 
GRADE EXCEPT WHERE
THE TOP OF CONCRETE IS SHOWN ABOVE THE 
ADJACENT GRADE LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED 
AND SPACED CORRECTLY AS SPECIFIED. THE 
OWNER RESERVES THE RIGHT TO TEST FOR 
CORRECT INSTALLATION ANS SPECIFIED, 
INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S 
EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR 
CLARITY. SEE
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT
SHOWN FOR CLARITY. SEE STRUCTURAL 
DRAWINGS FOR THIS
INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN 
IS DIAGRAMMATIC. ACTUAL BRACING
CONFIGURATION AND SPACING TO BE 
DETERMINED BY CONTRACTOR
BASED ON REQUIRED ENGINEERING 
CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO 
BE PROPERLY FLASHED TO MAINTAIN WATER-
TIGHT ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN 
FOR CLARITY. REFER TO
ENLARGED DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE 
APPROXIMATE. SEE ROOF PLAN FOR ROOF 
SLOPES, MINIMUM INSULATION THICKNESS, AND 
LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-
MODIFIED ROOFING SYSTEMS ARE TO BE LAPPED 
AS SHOWN TO FORM A CONTINUOUS AND WATER 
TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE 
EXTERIOR ENVELOPE SHALL BE SEALED AND 
FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE 
SLAB ON GRADE TO BE SEALED TO PREVENT AIR 
AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND 
FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST 
LATERAL FORCES PERPENDICULAR TO PLANE OF 
THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED 
BOND BEAM AT TOP OF WALL INLESS NOTED 
OTHERWISE. FOR ADDITIONAL DETAILS AND 
INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF 
ANGLES @ 24" O.C. FOR ALL STONE AND BRICK 
VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR 
ALL BRICK AND STONE VENEER. ALIGN WITH 
WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT 
SHOWN IN ALL INSTANCES ON WALL SECTIONS 
AND DETAILS FOR CLARITY 
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REFER TO BID  PACKAGE #
4 SITE DRAWINGS
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SELF-ADHERING SHEET
WATERPROOFING
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AW142A

SCHEDULED 
CEILING 
ASSEMBLY
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ASSEMBLY

BW014A

RF111
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DOOR

A81

N62
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SIM
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OF EXISTING CMU TO BE 
CHIPPED AWAY TO 
ACCOMODATE TYPE OF ATM 
MACHINE. ATM REQUIRES 
MAX 13" TOTAL WALL 
THICKNESS. SLUSH ALL 
EXPOSED CMU CAVITIES 
SOLID.

2 PCO 480

2 PCO 480

2 PCO 480

RD050

4

CARLISLE 'PROTECTION BOARD H' BETWEEN 
SHEET WATERPROOFING AND MOLDED SHEET 
DRAINAGE PANEL (CARLISLE MIRA DRAIN 
BOARD) FOR WARRANTY AT HORIZ. 
APPLICATION)

07 1326-03
MOLDED SHEET DRAINAGE PANEL(IN CONTRACT)

2 PCO 550

WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING 
PLANS FOR LOCATIONS OF FIRE-RATED AND 
SOUND-RATED WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS 
FOR WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING 
TYPE AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE 
SITE DRAWINGS FOR
ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES.
WATERPROOFING SYSTEM MUST NOT BE VISIBLE 
ABOVE FINISH
GRADE.

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK
LEDGES MUST NOT BE VISIBLE ABOVE FINISH 
GRADE EXCEPT WHERE
THE TOP OF CONCRETE IS SHOWN ABOVE THE 
ADJACENT GRADE LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED 
AND SPACED CORRECTLY AS SPECIFIED. THE 
OWNER RESERVES THE RIGHT TO TEST FOR 
CORRECT INSTALLATION ANS SPECIFIED, 
INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S 
EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR 
CLARITY. SEE
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT
SHOWN FOR CLARITY. SEE STRUCTURAL 
DRAWINGS FOR THIS
INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN 
IS DIAGRAMMATIC. ACTUAL BRACING
CONFIGURATION AND SPACING TO BE 
DETERMINED BY CONTRACTOR
BASED ON REQUIRED ENGINEERING 
CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO 
BE PROPERLY FLASHED TO MAINTAIN WATER-
TIGHT ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN 
FOR CLARITY. REFER TO
ENLARGED DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE 
APPROXIMATE. SEE ROOF PLAN FOR ROOF 
SLOPES, MINIMUM INSULATION THICKNESS, AND 
LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-
MODIFIED ROOFING SYSTEMS ARE TO BE LAPPED 
AS SHOWN TO FORM A CONTINUOUS AND WATER 
TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE 
EXTERIOR ENVELOPE SHALL BE SEALED AND 
FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE 
SLAB ON GRADE TO BE SEALED TO PREVENT AIR 
AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND 
FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST 
LATERAL FORCES PERPENDICULAR TO PLANE OF 
THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED 
BOND BEAM AT TOP OF WALL INLESS NOTED 
OTHERWISE. FOR ADDITIONAL DETAILS AND 
INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF 
ANGLES @ 24" O.C. FOR ALL STONE AND BRICK 
VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR 
ALL BRICK AND STONE VENEER. ALIGN WITH 
WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT 
SHOWN IN ALL INSTANCES ON WALL SECTIONS 
AND DETAILS FOR CLARITY 
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4
SIM
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1
SIM

WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING PLANS 
FOR LOCATIONS OF FIRE-RATED AND SOUND-RATED 
WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS FOR 
WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING TYPE 
AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE SITE 
DRAWINGS FOR ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES. WATERPROOFING SYSTEM 
MUST NOT BE VISIBLE ABOVE FINISH GRADE.

WALL SECTION - LEGEND

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK LEDGES MUST NOT BE VISIBLE ABOVE 
FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE 
LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED AND 
SPACED CORRECTLY AS SPECIFIED. THE OWNER 
RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION ANS SPECIFIED, INCLUDING REMOVAL 
OF INCORRECTLY INSTALLED MASONRY VENEER AT 
CONTRACTOR'S EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR CLARITY. 
SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT SHOWN FOR CLARITY. SEE 
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN IS 
DIAGRAMMATIC. ACTUAL BRACING CONFIGURATION AND 
SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE 
PROPERLY FLASHED TO MAINTAIN WATER-TIGHT 
ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN FOR 
CLARITY. REFER TO ENLARGED DETAILS FOR THESE 
ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE APPROXIMATE. SEE 
ROOF PLAN FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, 
AND LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING 
SYSTEMS ARE TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS 
AND WATER TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE EXTERIOR ENVELOPE 
SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO 
BE SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND FLASHED TO 
PREVENT AIR AND WATER INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES 
PERPENDICULAR TO PLANE OF THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED BOND BEAM AT 
TOP OF WALL INLESS NOTED OTHERWISE. FOR ADDITIONAL 
DETAILS AND INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF ANGLES @ 24" 
O.C. FOR ALL STONE AND BRICK VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR ALL BRICK 
AND STONE VENEER. ALIGN WITH WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT SHOWN IN ALL 
INSTANCES ON WALL SECTIONS AND DETAILS FOR CLARITY 
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WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING 
PLANS FOR LOCATIONS OF FIRE-RATED AND 
SOUND-RATED WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS 
FOR WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING 
TYPE AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE 
SITE DRAWINGS FOR
ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES.
WATERPROOFING SYSTEM MUST NOT BE VISIBLE 
ABOVE FINISH
GRADE.

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK
LEDGES MUST NOT BE VISIBLE ABOVE FINISH 
GRADE EXCEPT WHERE
THE TOP OF CONCRETE IS SHOWN ABOVE THE 
ADJACENT GRADE LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED 
AND SPACED CORRECTLY AS SPECIFIED. THE 
OWNER RESERVES THE RIGHT TO TEST FOR 
CORRECT INSTALLATION ANS SPECIFIED, 
INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S 
EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR 
CLARITY. SEE
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT
SHOWN FOR CLARITY. SEE STRUCTURAL 
DRAWINGS FOR THIS
INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN 
IS DIAGRAMMATIC. ACTUAL BRACING
CONFIGURATION AND SPACING TO BE 
DETERMINED BY CONTRACTOR
BASED ON REQUIRED ENGINEERING 
CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO 
BE PROPERLY FLASHED TO MAINTAIN WATER-
TIGHT ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN 
FOR CLARITY. REFER TO
ENLARGED DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE 
APPROXIMATE. SEE ROOF PLAN FOR ROOF 
SLOPES, MINIMUM INSULATION THICKNESS, AND 
LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-
MODIFIED ROOFING SYSTEMS ARE TO BE LAPPED 
AS SHOWN TO FORM A CONTINUOUS AND WATER 
TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE 
EXTERIOR ENVELOPE SHALL BE SEALED AND 
FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE 
SLAB ON GRADE TO BE SEALED TO PREVENT AIR 
AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND 
FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST 
LATERAL FORCES PERPENDICULAR TO PLANE OF 
THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED 
BOND BEAM AT TOP OF WALL INLESS NOTED 
OTHERWISE. FOR ADDITIONAL DETAILS AND 
INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF 
ANGLES @ 24" O.C. FOR ALL STONE AND BRICK 
VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR 
ALL BRICK AND STONE VENEER. ALIGN WITH 
WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT 
SHOWN IN ALL INSTANCES ON WALL SECTIONS 
AND DETAILS FOR CLARITY 

WALL SECTION - LEGEND
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WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING PLANS 
FOR LOCATIONS OF FIRE-RATED AND SOUND-RATED 
WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS FOR 
WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING TYPE 
AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE SITE 
DRAWINGS FOR ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES. WATERPROOFING SYSTEM 
MUST NOT BE VISIBLE ABOVE FINISH GRADE.

WALL SECTION - LEGEND

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK LEDGES MUST NOT BE VISIBLE ABOVE 
FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE 
LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED AND 
SPACED CORRECTLY AS SPECIFIED. THE OWNER 
RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION ANS SPECIFIED, INCLUDING REMOVAL 
OF INCORRECTLY INSTALLED MASONRY VENEER AT 
CONTRACTOR'S EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR CLARITY. 
SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT SHOWN FOR CLARITY. SEE 
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN IS 
DIAGRAMMATIC. ACTUAL BRACING CONFIGURATION AND 
SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE 
PROPERLY FLASHED TO MAINTAIN WATER-TIGHT 
ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN FOR 
CLARITY. REFER TO ENLARGED DETAILS FOR THESE 
ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE APPROXIMATE. SEE 
ROOF PLAN FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, 
AND LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING 
SYSTEMS ARE TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS 
AND WATER TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE EXTERIOR ENVELOPE 
SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO 
BE SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND FLASHED TO 
PREVENT AIR AND WATER INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES 
PERPENDICULAR TO PLANE OF THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED BOND BEAM AT 
TOP OF WALL INLESS NOTED OTHERWISE. FOR ADDITIONAL 
DETAILS AND INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF ANGLES @ 24" 
O.C. FOR ALL STONE AND BRICK VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR ALL BRICK 
AND STONE VENEER. ALIGN WITH WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT SHOWN IN ALL 
INSTANCES ON WALL SECTIONS AND DETAILS FOR CLARITY 
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WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING 
PLANS FOR LOCATIONS OF FIRE-RATED AND 
SOUND-RATED WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS 
FOR WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING 
TYPE AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE 
SITE DRAWINGS FOR
ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES.
WATERPROOFING SYSTEM MUST NOT BE VISIBLE 
ABOVE FINISH
GRADE.

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK
LEDGES MUST NOT BE VISIBLE ABOVE FINISH 
GRADE EXCEPT WHERE
THE TOP OF CONCRETE IS SHOWN ABOVE THE 
ADJACENT GRADE LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED 
AND SPACED CORRECTLY AS SPECIFIED. THE 
OWNER RESERVES THE RIGHT TO TEST FOR 
CORRECT INSTALLATION ANS SPECIFIED, 
INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S 
EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR 
CLARITY. SEE
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT
SHOWN FOR CLARITY. SEE STRUCTURAL 
DRAWINGS FOR THIS
INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN 
IS DIAGRAMMATIC. ACTUAL BRACING
CONFIGURATION AND SPACING TO BE 
DETERMINED BY CONTRACTOR
BASED ON REQUIRED ENGINEERING 
CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO 
BE PROPERLY FLASHED TO MAINTAIN WATER-
TIGHT ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN 
FOR CLARITY. REFER TO
ENLARGED DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE 
APPROXIMATE. SEE ROOF PLAN FOR ROOF 
SLOPES, MINIMUM INSULATION THICKNESS, AND 
LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-
MODIFIED ROOFING SYSTEMS ARE TO BE LAPPED 
AS SHOWN TO FORM A CONTINUOUS AND WATER 
TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE 
EXTERIOR ENVELOPE SHALL BE SEALED AND 
FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE 
SLAB ON GRADE TO BE SEALED TO PREVENT AIR 
AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND 
FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST 
LATERAL FORCES PERPENDICULAR TO PLANE OF 
THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED 
BOND BEAM AT TOP OF WALL INLESS NOTED 
OTHERWISE. FOR ADDITIONAL DETAILS AND 
INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF 
ANGLES @ 24" O.C. FOR ALL STONE AND BRICK 
VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR 
ALL BRICK AND STONE VENEER. ALIGN WITH 
WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT 
SHOWN IN ALL INSTANCES ON WALL SECTIONS 
AND DETAILS FOR CLARITY 
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WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING PLANS 
FOR LOCATIONS OF FIRE-RATED AND SOUND-RATED 
WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS FOR 
WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING TYPE 
AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE SITE 
DRAWINGS FOR ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES. WATERPROOFING SYSTEM 
MUST NOT BE VISIBLE ABOVE FINISH GRADE.

WALL SECTION - LEGEND

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK LEDGES MUST NOT BE VISIBLE ABOVE 
FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE 
LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED AND 
SPACED CORRECTLY AS SPECIFIED. THE OWNER 
RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION ANS SPECIFIED, INCLUDING REMOVAL 
OF INCORRECTLY INSTALLED MASONRY VENEER AT 
CONTRACTOR'S EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR CLARITY. 
SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT SHOWN FOR CLARITY. SEE 
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN IS 
DIAGRAMMATIC. ACTUAL BRACING CONFIGURATION AND 
SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE 
PROPERLY FLASHED TO MAINTAIN WATER-TIGHT 
ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN FOR 
CLARITY. REFER TO ENLARGED DETAILS FOR THESE 
ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE APPROXIMATE. SEE 
ROOF PLAN FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, 
AND LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING 
SYSTEMS ARE TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS 
AND WATER TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE EXTERIOR ENVELOPE 
SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO 
BE SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND FLASHED TO 
PREVENT AIR AND WATER INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES 
PERPENDICULAR TO PLANE OF THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED BOND BEAM AT 
TOP OF WALL INLESS NOTED OTHERWISE. FOR ADDITIONAL 
DETAILS AND INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF ANGLES @ 24" 
O.C. FOR ALL STONE AND BRICK VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR ALL BRICK 
AND STONE VENEER. ALIGN WITH WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT SHOWN IN ALL 
INSTANCES ON WALL SECTIONS AND DETAILS FOR CLARITY 
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DIAMOND CONFIG.

CHRISTIE TILE WALL SCREEN,
RECESS IN POCKET.

COORDINATE WITH DBA

WALL CAVITY TO CONTAIN SUBWOOFER,
OFFSET TO CLEAR FIREPLACE DUCT

PAVERS ON GRADE - SEE C102
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WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING 
PLANS FOR LOCATIONS OF FIRE-RATED AND 
SOUND-RATED WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS 
FOR WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING 
TYPE AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE 
SITE DRAWINGS FOR
ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES.
WATERPROOFING SYSTEM MUST NOT BE VISIBLE 
ABOVE FINISH
GRADE.

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK
LEDGES MUST NOT BE VISIBLE ABOVE FINISH 
GRADE EXCEPT WHERE
THE TOP OF CONCRETE IS SHOWN ABOVE THE 
ADJACENT GRADE LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED 
AND SPACED CORRECTLY AS SPECIFIED. THE 
OWNER RESERVES THE RIGHT TO TEST FOR 
CORRECT INSTALLATION ANS SPECIFIED, 
INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S 
EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR 
CLARITY. SEE
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT
SHOWN FOR CLARITY. SEE STRUCTURAL 
DRAWINGS FOR THIS
INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN 
IS DIAGRAMMATIC. ACTUAL BRACING
CONFIGURATION AND SPACING TO BE 
DETERMINED BY CONTRACTOR
BASED ON REQUIRED ENGINEERING 
CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO 
BE PROPERLY FLASHED TO MAINTAIN WATER-
TIGHT ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN 
FOR CLARITY. REFER TO
ENLARGED DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE 
APPROXIMATE. SEE ROOF PLAN FOR ROOF 
SLOPES, MINIMUM INSULATION THICKNESS, AND 
LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-
MODIFIED ROOFING SYSTEMS ARE TO BE LAPPED 
AS SHOWN TO FORM A CONTINUOUS AND WATER 
TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE 
EXTERIOR ENVELOPE SHALL BE SEALED AND 
FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE 
SLAB ON GRADE TO BE SEALED TO PREVENT AIR 
AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND 
FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST 
LATERAL FORCES PERPENDICULAR TO PLANE OF 
THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED 
BOND BEAM AT TOP OF WALL INLESS NOTED 
OTHERWISE. FOR ADDITIONAL DETAILS AND 
INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF 
ANGLES @ 24" O.C. FOR ALL STONE AND BRICK 
VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR 
ALL BRICK AND STONE VENEER. ALIGN WITH 
WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT 
SHOWN IN ALL INSTANCES ON WALL SECTIONS 
AND DETAILS FOR CLARITY 

WALL SECTION - LEGEND
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PAVERS ON GRADE - SEE C102
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WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING 
PLANS FOR LOCATIONS OF FIRE-RATED AND 
SOUND-RATED WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS 
FOR WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING 
TYPE AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE 
SITE DRAWINGS FOR
ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES.
WATERPROOFING SYSTEM MUST NOT BE VISIBLE 
ABOVE FINISH
GRADE.

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK
LEDGES MUST NOT BE VISIBLE ABOVE FINISH 
GRADE EXCEPT WHERE
THE TOP OF CONCRETE IS SHOWN ABOVE THE 
ADJACENT GRADE LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED 
AND SPACED CORRECTLY AS SPECIFIED. THE 
OWNER RESERVES THE RIGHT TO TEST FOR 
CORRECT INSTALLATION ANS SPECIFIED, 
INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S 
EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR 
CLARITY. SEE
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT
SHOWN FOR CLARITY. SEE STRUCTURAL 
DRAWINGS FOR THIS
INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN 
IS DIAGRAMMATIC. ACTUAL BRACING
CONFIGURATION AND SPACING TO BE 
DETERMINED BY CONTRACTOR
BASED ON REQUIRED ENGINEERING 
CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO 
BE PROPERLY FLASHED TO MAINTAIN WATER-
TIGHT ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN 
FOR CLARITY. REFER TO
ENLARGED DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE 
APPROXIMATE. SEE ROOF PLAN FOR ROOF 
SLOPES, MINIMUM INSULATION THICKNESS, AND 
LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-
MODIFIED ROOFING SYSTEMS ARE TO BE LAPPED 
AS SHOWN TO FORM A CONTINUOUS AND WATER 
TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE 
EXTERIOR ENVELOPE SHALL BE SEALED AND 
FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE 
SLAB ON GRADE TO BE SEALED TO PREVENT AIR 
AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND 
FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST 
LATERAL FORCES PERPENDICULAR TO PLANE OF 
THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED 
BOND BEAM AT TOP OF WALL INLESS NOTED 
OTHERWISE. FOR ADDITIONAL DETAILS AND 
INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF 
ANGLES @ 24" O.C. FOR ALL STONE AND BRICK 
VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR 
ALL BRICK AND STONE VENEER. ALIGN WITH 
WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT 
SHOWN IN ALL INSTANCES ON WALL SECTIONS 
AND DETAILS FOR CLARITY 
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SIM
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07 7100-01
ALUMINUM COPING

AW142A

03 3300-01
CAST-IN-PLACE ARCHITECTURAL
CONCRETE

WF812A

BW014B

FL110

WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING 
PLANS FOR LOCATIONS OF FIRE-RATED AND 
SOUND-RATED WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS 
FOR WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING 
TYPE AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE 
SITE DRAWINGS FOR
ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES.
WATERPROOFING SYSTEM MUST NOT BE VISIBLE 
ABOVE FINISH
GRADE.

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK
LEDGES MUST NOT BE VISIBLE ABOVE FINISH 
GRADE EXCEPT WHERE
THE TOP OF CONCRETE IS SHOWN ABOVE THE 
ADJACENT GRADE LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED 
AND SPACED CORRECTLY AS SPECIFIED. THE 
OWNER RESERVES THE RIGHT TO TEST FOR 
CORRECT INSTALLATION ANS SPECIFIED, 
INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S 
EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR 
CLARITY. SEE
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT
SHOWN FOR CLARITY. SEE STRUCTURAL 
DRAWINGS FOR THIS
INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN 
IS DIAGRAMMATIC. ACTUAL BRACING
CONFIGURATION AND SPACING TO BE 
DETERMINED BY CONTRACTOR
BASED ON REQUIRED ENGINEERING 
CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO 
BE PROPERLY FLASHED TO MAINTAIN WATER-
TIGHT ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN 
FOR CLARITY. REFER TO
ENLARGED DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE 
APPROXIMATE. SEE ROOF PLAN FOR ROOF 
SLOPES, MINIMUM INSULATION THICKNESS, AND 
LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-
MODIFIED ROOFING SYSTEMS ARE TO BE LAPPED 
AS SHOWN TO FORM A CONTINUOUS AND WATER 
TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE 
EXTERIOR ENVELOPE SHALL BE SEALED AND 
FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE 
SLAB ON GRADE TO BE SEALED TO PREVENT AIR 
AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND 
FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST 
LATERAL FORCES PERPENDICULAR TO PLANE OF 
THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED 
BOND BEAM AT TOP OF WALL INLESS NOTED 
OTHERWISE. FOR ADDITIONAL DETAILS AND 
INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF 
ANGLES @ 24" O.C. FOR ALL STONE AND BRICK 
VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR 
ALL BRICK AND STONE VENEER. ALIGN WITH 
WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT 
SHOWN IN ALL INSTANCES ON WALL SECTIONS 
AND DETAILS FOR CLARITY 
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SEE C-700
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FE211

959'-3"
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2" EXTRUDED POLYSTYRENE 
FOAM-PLASTIC BOARD

CL
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CL

2' - 7 1/2"
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10

SIM

WIDEN GYP BEAM 
WRAP AS NECESSARY 
TO ENCLOSE PIPE. 
KEEP AS CLOSE TO 
PIPE AS POSSIBLE. 
WIDEN ALONG ENTIRE 
LENGTH OF BEAM.

2 PCO 602

GYP BEAM WRAP 
ALONG ENTIRE 
LENGTH OF BEAM. 
EXTEND WRAP TO BE 
4" OFF BRICK WALL OF 
ALUMNI GYM.

2 PCO 602

2 PCO 440

A-6.17

9
SIM

WALL SECTION - GENERAL NOTES 

ASSEMBLY TAG: REFER 
TO SHEETS A-0.4 
THROUGH A-0.7 FOR 
INTERIOR AND EXTERIOR 
WALL, ROOF AND FLOOR 
ASSEMBLIES.

AW101A

SEE FLOOR PLANS AND REFLECTED CEILING 
PLANS FOR LOCATIONS OF FIRE-RATED AND 
SOUND-RATED WALLS

SEE FLOOR PLANS AND EXTERIOR ELEVATIONS 
FOR WALL TYPE INDICATORS

SEE REFLECTED CEILING PLANS FOR CEILING 
TYPE AND HEIGHT 

GRADE LINES SHOWN ARE APPROXIMATE. SEE 
SITE DRAWINGS FOR
ACTUAL GRADE ELEVATIONS.

COORDINATE TOP OF WATERPROOFING SYSTEM 
WITH FINISH GRADES.
WATERPROOFING SYSTEM MUST NOT BE VISIBLE 
ABOVE FINISH
GRADE.

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH 
GRADES. BRICK
LEDGES MUST NOT BE VISIBLE ABOVE FINISH 
GRADE EXCEPT WHERE
THE TOP OF CONCRETE IS SHOWN ABOVE THE 
ADJACENT GRADE LINE.

BRICK VENEER ANCHORS MUST BE INSTALLED 
AND SPACED CORRECTLY AS SPECIFIED. THE 
OWNER RESERVES THE RIGHT TO TEST FOR 
CORRECT INSTALLATION ANS SPECIFIED, 
INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S 
EXPENSE

CONCRETE REINFORCING NOT SHOWN FOR 
CLARITY. SEE
STRUCTURAL DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND 
FASTENERS NOT
SHOWN FOR CLARITY. SEE STRUCTURAL 
DRAWINGS FOR THIS
INFORMATION.

COLD-FORMED BRACING AND HEADERS SHOWN 
IS DIAGRAMMATIC. ACTUAL BRACING
CONFIGURATION AND SPACING TO BE 
DETERMINED BY CONTRACTOR
BASED ON REQUIRED ENGINEERING 
CALCULATIONS.

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO 
BE PROPERLY FLASHED TO MAINTAIN WATER-
TIGHT ENCLOSURE

SOME FLASHING AND TRIMS ARE NOT SHOWN 
FOR CLARITY. REFER TO
ENLARGED DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESSES SHOWN ARE 
APPROXIMATE. SEE ROOF PLAN FOR ROOF 
SLOPES, MINIMUM INSULATION THICKNESS, AND 
LOCATIONS OF CRICKETS AND SADDLES

DOOR HARDWARE NOT SHOWN FOR CLARITY

THE FLUID-APPLIED AIR BARRIER AND SBS-
MODIFIED ROOFING SYSTEMS ARE TO BE LAPPED 
AS SHOWN TO FORM A CONTINUOUS AND WATER 
TIGHT EXTERIOR ENVELOPE AROUND THE ENTIRE 
BUILDING. ALL PENETRATIONS THROUGH HE 
EXTERIOR ENVELOPE SHALL BE SEALED AND 
FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE 
SLAB ON GRADE TO BE SEALED TO PREVENT AIR 
AND WATER INFILTRATION, TYPICAL. 

ALL ROOF PENETRATIONS TO BE SEALED AND 
FLASHED TO PREVENT AIR AND WATER 
INFILTRATION, TYPICAL 

ALL CMU WALLS TO BE BRACED AGAINST 
LATERAL FORCES PERPENDICULAR TO PLANE OF 
THE WALL 

ALL CMU WALLS TO RECIEVE A REINFORCED 
BOND BEAM AT TOP OF WALL INLESS NOTED 
OTHERWISE. FOR ADDITIONAL DETAILS AND 
INFORMATION SEE STRUCTURAL DRAWINGS. 

PROVIDE WEEPS AT BOTTOM OF. WALL & RELIEF 
ANGLES @ 24" O.C. FOR ALL STONE AND BRICK 
VENEER 

PROVIDE VENTS AT 24" O.C. @ TOP OF WALL FOR 
ALL BRICK AND STONE VENEER. ALIGN WITH 
WEEPS. 

FIREPROOFING OF STRUCTURAL FRAMING NOT 
SHOWN IN ALL INSTANCES ON WALL SECTIONS 
AND DETAILS FOR CLARITY 
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EaDa D.5a

ALUM - 02
958' - 6"

(9) LG 60LA6200 60" FLAT 
SCREEN TELEVISIONS 
MOUNTED AT ARRAY OF 
(3) UNITS TALL & 
(3) UNITS WIDE PER 
ELEVATION

POWER AS REQUIRED TO 
BE INSTALLED AT 
INTERMEDIATE BRACING
(ALL SIDES)

3" HSS TUBE. SEE 
STRUCTURAL DRAWINGS  

1.5" HSS TUBE. SEE 
STRUCTURAL DRAWINGS

STRUCTURAL STEEL ANGLE.
SEE STRUCTURAL DRAWINGS

GROMMET ALL STRUCTURAL 
STEEL DATA/ CABLING 
PENETRATIONS AS REQUIRED

7
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9
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IM

IZ
E
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L
E
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R
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E

 H
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H

T

14' - 2"

(2) UNI-STRUT VERTICAL 
REINFORCEMENTS AS
REQUIRED PER FLAT 
SCREEN TELEVISION 
MOUNTING HARDWARE
LOCATION (TYPICAL)

FLAT SCREEN 
TELEVISION MOUNTING 
HARDWARE. ATTACH 
PER MANUFACTURER 
SPECIFICATIONS
(TYPICAL)

3

4' - 0"  MAXIMUM

REMOVABLE, LIGHTWEIGHT
PERFORATED METAL PANELS. 
PANEL SIZING MUST ALLOW 
EASE OF USE/ MAINTENANCE
FOR ALL COMPONENTS 
REQUIRED PER INDIVIDUAL 
TELEVISION. SOME PANELS 
REMOVED FOR DRAWING 
CLARITY.

SUPPLY POWER/ CABLE/ DATA
AS REQUIRED FROM ABOVE. 
KEEP CONDUIT, CABLING AND 
JUNCTION BOXES TO A MINIMUM
PER REQUIRED.

EXISTING STRUCTURE  

05 1213-01

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

09 9123-01
INTERIOR PAINTED FINISH

TYP.

A-4.24

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

Ea

7
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05 1213-01

8" HSS TUBE. SEE 
STRUCTURAL DRAWINGS.

(2) UNI-STRUT VERTICAL 
REINFORCEMENTS AS 
REQUIRED PER FLAT 
SCREEN TELEVISION 
MOUNTING HARDWARE 
LOCATION (TYPICAL)

FLAT SCREEN TELEVISION 
MOUNTING HARDWARE. 
ATTACH PER 
MANUFACTURER 
SPECIFICATIONS.

LG 60LA6200 60" FLAT 
SCREEN TELEVISION

05 1213-01

3" HSS TUBE. SEE 
STRUCTURAL DRAWINGS.

REMOVABLE, LIGHTWEIGHT
PERFORATED METAL PANELS. 
PANEL SIZING MUST ALLOW 
EASE OF USE/ MAINTENANCE
FOR ALL COMPONENTS 
REQUIRED PER INDIVIDUAL 
TELEVISION. SOME PANELS 
REMOVED FOR DRAWING 
CLARITY.

3

A-4.24

8a7a
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Da
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A-4.24

____________________________________________

2

A-4.24

____________________________________________
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 B
E

L
O

W

CHANNEL ALL DATA/ POWER 
THROUGH STRUCTURE 
AS REQUIRED 

POWER AS REQUIRED TO 
BE INSTALLED AT 
INTERMEDIATE BRACING
(ALL SIDES)

OPEN TO BELOW

1.5" HSS TUBE. SEE 
STRUCTURAL DRAWINGS

(9) LG 60LA6200 60" FLAT 
SCREEN TELEVISIONS 
MOUNTED AT ARRAY OF 
(3) UNITS TALL & 
(3) UNITS WIDE PER 
ELEVATION

FLAT SCREEN 
TELEVISION MOUNTING 
HARDWARE. ATTACH 
PER MANUFACTURER 
SPECIFICATIONS
(TYPICAL)

(2) UNI-STRUT VERTICAL 
REINFORCEMENTS AS
REQUIRED PER FLAT 
SCREEN TELEVISION 
MOUNTING HARDWARE
LOCATION (TYPICAL)
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"
1
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4' - 3 5/8" . 4' - 3 5/8" . 4' - 3 5/8" .

11 3/8" 14' - 0" 11 3/8"

SEE A-0.1 FOR MATERIAL SYMBOLS FOR ITEMS THAT ARE DRAWN AND 
IDENTIFIED BY MATERIAL SYMBOL ONLY AND NOTE SPECIFICALLY IDENTIFIED 
BY NOTES.

SEE DRAWINGS G-1.2, G-2.2, G-3.2, AND G-4.2 FOR REQUIRED FIRE-RATINGS 
FOR APPLIED SPRAY FIREPROOFING.  CONTRACTOR SHALL PROVIDE 
REQUIRED FIRE-RATING PROTECTION ON ALL STRUCTURAL STEEL WHETHER 
FIRE-PROOFING IS INDICATED ON DRAWINGS OR NOT.

SEE FLOOR PLANS AND REFLECTED CEILING PLANS FOR LOCATIONS OF 
FIRE-RATED AND SOUND-RATED WALLS. 

SEE FLOOR PLANS FOR ALL WALL TYPE INDICATORS.

SEE FLOOR PLANS FOR WINDOW AND LOUVER TYPE MARKERS. 

SEE REFLECTED CEILING PLANS FOR CEILING HEIGHTS AND MATERIALS. 

SEE FINISH SCHEDULES FOR WALL FINISHES BEYOND.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING.

GRADE LINES SHOWN ARE APPROXIMATE.  SEE SITE DRAWINGS FOR ACTUAL 
GRADE ELEVATIONS. 

COORDINATE TOP OF WATERPROOFING SYSTEM WITH FINISH GRADES.  
WATERPROOFING SYSTEM MUST NOT BE VISIBLE ABOVE  FINISH GRADE. 

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH GRADES.  BRICK LEDGES 
MUST NOT BE VISIBLE ABOVE FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE LINE.   

BRICK VENEER ANCHORS MUST BE INSTALLED AND SPACED CORRECTLY AS 
SPECIFIED.  THE OWNER RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION AS SPECIFIED, INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S EXPENSE.

CONCRETE REINFORCING NOT SHOWN FOR CLARITY.  SEE STRUCTURAL 
DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND FASTENERS NOT SHOWN 
FOR CLARITY.  SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING SHOWN IS DIAGRAMMATIC.  ACTUAL BRACING 
CONFIGURATION AND SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

COLD-FORMED HEADERS SHOWN ARE DIAGRAMMATIC.  ACTUAL HEADER 
CONFIGURATION AND SIZE TO BE DETERMINED BY CONTRACTOR BASED ON 
REQUIRED ENGINEERING CALCULATIONS.  

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE PROPERLY FLASHED TO 
MAINTAIN WATER-TIGHT ENCLOSURE. 

FLASHING AND TRIMS ARE NOT SHOWN FOR CLARITY.  REFER TO ENLARGED 
DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESS SHOWN ARE APPROXIMATE.  SEE ROOF PLAN 
FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, AND LOCATIONS OF 
CRICKETS AND SADDLES.

DOOR HARDWARE NOT SHOWN FOR CLARITY.

ALL INTERIOR SURFACES TO BE PAINTED AS INDICATED ON FINISH 
SCHEDULES AND IN THE PAINTING SPECIFICATIONS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEMS ARE 
TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL PENETRATIONS 
THROUGH THE EXTERIOR ENVELOPE SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT AIR AND 
WATER INFILTRATION, TYPICAL. 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES PERPENDICULAR 
TO PLANE OF THE WALL. 

ALL CMU WALLS RECEIVE A REINFORCED BOND BEAM AT TOP OF WALL 
UNLESS NOTED OTHERWISE. FOR ADDITIONAL DETAILS AND INFORMATION 
SEE STRUCTURAL DRAWINGS.

PROVIDE STONE REPAIR  PER SPECIFICATION SECTION 040140.61.

PROVIDE STONE REPOINTING PER SPECIFICATION SECTION 040140.62.

PROVIDE MASONRY CLEANING ON INTERIOR AND EXTERIOR OF THE 1924 
ALUMNI GYM, AND THE EXTERIOR OF THE 1936 STUDENT UNION BUILDING 
PER SPECIFICATION SECTION 040110.

PROVIDE BRICK MASONRY REPAIR AND BRICK MASONRY REPOINTING ON 
THE INTERIOR AND EXTERIOR OF THE 1924 ALUMNI GYM, AND THE EXTERIOR 
OF THE 1938  STUDENT UNION BUILDING PER SPECIFICATION SECTIONS 
040120.63 AND 040120.64.  

TYPICAL SECTION NOTES
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(9) LG 60LA6200 60" FLAT 
SCREEN TELEVISIONS 
MOUNTED AT ARRAY OF 
(3) UNITS TALL & 
(3) UNITS WIDE PER 
ELEVATION

A-4.24 1/2" = 1'-0"

1 TYPICAL SECTION @ ALUMNI GYM LARGE FORMAT MONITORS

TR
U

E 
N

O
R

THPLAN NORTH

1 1/2" = 1'-0"A-4.24

2

TYPICAL SECTION @ ALUMNI GYM LARGE FORMAT
MONITORS

1/2" = 1'-0"A-4.24

3

ENLARGED PLAN - ALUMNI GYM LARGE FORMAT
MONITORS

REMOVABLE, LIGHTWEIGHT 
PERFORATED METAL PANELS. 
PANEL SIZING MUST ALLOW 
EASE OF USE / MAINTENANCE 
FOR ALL COMPONENTS 
REQUIRED PER INDIVIDUAL 
TELEVISION. SOME PANELS 
REMOVED FOR CLARITY.
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LEVEL 01
948' - 0"

LEVEL 02
963' - 0"

UK-11 UK-10 UK-09
1

A-4.25

3

A-3.1

LEVEL 02 BOOKSTORE
959' - 0"

20' - 0" 4' - 0"

SLOPE INSULATION 1/4" / 1'-0" 
TOWARDS ROOF DRAIN.

EXTENSIVE VEGETATIVE ROOF 
ASSEMBLY-REFER TO PLANS 
FOR EXTENTS OF 
VEGETATION

PERFORATED METAL PANEL 
SYSTEM WITH ACCESS PANELS

STAINLESS STEEL GUARDRAIL 
WITH INFILL GLASS PANELS

ROCK CURB WITH BATTERED 
PROFILE. 18" UNITS. CUT 
BOTTOMS TO PROVIDE LEVEL 
TOP COURSE.

1'
 -

 0
"

A-4.25

3

3'
 -

 0
"

1'
 -

 0
"

3'
 -

 7
 1

/2
"

3'
 -

 4
"

1'
 -

 2
"

10
' -

 6
"

3'
 -

 5
 1

/2
"

2"

1'
 -

 1
0"

3' - 10" 3' - 10"

22 0100-01

2-PIECE DUEL FUNCTION ROOF DRAIN 
WITH 2" HIGH OVERFLOW, REFER TO 
PLUMBING DRAWINGS

1'
 -

 0
"

2 PCO 103

2PCO 103

2 PCO 112

LEVEL 01
948' - 0"

LEVEL 02
963' - 0"

LEVEL 03
977' - 0"

UK-H UK-KUK-JUK-G.9 UK-H.7 UK-J.2

UTILITIES-INSULATED STEAM 
PIPES SUSPENDED FROM 
DECK ABOVE.

UTILITIES-INSULATED STEAM 
PIPES BELOW GRADE

STAINLESS STEEL GUARDRAIL 
WITH INFILL GLASS PANELS

STAINLESS STEEL GUARDRAIL 
WITH INFILL GLASS PANELS

LEVEL SERVICE
942' - 0"

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

SPANDREL PANEL

VISION GLAZING

ALUMINUM CANOPY

LEVEL 01 FOOD
SERVICE

946' - 0"

2

A-4.25 A-4.25

4

2

A-4.18

2 PCO 084

2

RD016

LEVEL 02
963' - 0"

3'
 -

 5
 1

/2
"

9"

05 4000-04
4" COLD-FORMED METAL FRAMING

07 4213.13-04

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

PROVIDE WEEPED REVEAL 
AT EDGE OF SOFFIT

09 5113-01
ACOUSTICAL PANEL CEILING

05 7313-01
GLAZED DECORATIVE METAL RAILING

A-4.25

5

OPTION 1) 
LAP-SEAM METAL WALL PANEL, 
ALUMINUM REVEAL JOINT
OPTION 2)
ALUMINUM-FACED COMPOSITE 
WALL PANELS

09 2216-14
2" Z FURRING CHANNEL
FOR ALUMINUM PANEL 
ATTACHMENT (SHIM AS 
REQUIRED)

LEVEL 02
963' - 0"

07 5216-12
CONCRETE PAVERS

07 5216-13
PAVER PEDESTALS

07 1413-02
MOLDED SHEET DRAINAGE PANEL

07 2100-09

03 30 00.D

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

07 5216-11
5/8" COVER BOARD

09 5133-01
ACOUSTICAL METAL PAN CEILINGS

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

07 5216-12
CONCRETE PAVERS

07 5216-12
CONCRETE PAVERS

1 1/2"

2 ASI 102

EXPOSED ARCHITECTURAL 
SAND BLASTED CONCRETE

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

LEVEL 02
963' - 0"

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

08 4413-03
EXTRUDED ALUMINIUM CURTAIN WALL
SILL EXTENSION

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

08 4413-01

ALUMINUM BREAK METAL 
(COLOR: Duranar XL Medium Gray 
UC51595XL)07 9200-00
JOINT SEALANT

07 4213.13-04

05 4000-04
4" COLD-FORMED METAL FRAMING

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT
PROVIDE WEEPED REVEAL 
AT EDGE OF SOFFIT09 5113-01

ACOUSTICAL PANEL CEILING

3'
 -

 4
"

9"

OPTION 1) 
LAP-SEAM METAL WALL PANEL, 
ALUMINUM REVEAL JOINT
OPTION 2)
ALUMINUM-FACED COMPOSITE 
WALL PANELS

09 2216-15
7/8" HAT-SHAPED FURRING CHANNEL
FOR ALUMINUM PANEL 
ATTACHMENT (SHIM AS 
REQUIRED)

2 PCO 363

2 PCO 363

LEVEL 02
963' - 0"

UK-11

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

04 2000-11
REINFORCED 8" CONCRETE MASONRY
UNIT

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

0"7 1/2"1' - 0 1/2"2' - 9"

07 8100-01
SPRAY-APPLIED FIREPROOFING

04 2000-07
MASONRY WEEPS AND VENTS

08 4413-03
EXTRUDED ALUMINIUM CURTAIN WALL
SILL EXTENSION

2 PCO 117

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

08 4413-01

ALUMINUM BREAK METAL 
(COLOR: Duranar XL Medium Gray 
UC51595XL)

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

07 2726-01
FLUID-APPLIED AIR BARRIER

07 9200-01
JOINT SEALANT AND BACKER ROD

07 8100-01
SPRAY-APPLIED FIREPROOFING

2 PCO 363

2 PCO 363

LEVEL 02
963' - 0"

09 2216-14
2" Z FURRING CHANNEL

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

07 9200-00
JOINT SEALANT

05 7313-01
GLAZED DECORATIVE METAL RAILING

SHIMS

07 9200-00
JOINT SEALANT

RUBBER GASKET

ALUMINUM BASE SHOE

STAINLESS STEEL CLADDING

05 3100-03
STRUCTURAL STEEL ANGLE

LEVEL 02
963' - 0"

UK-11

07 2726-01
FLUID-APPLIED AIR BARRIER

04 2000-11
REINFORCED 8" CONCRETE MASONRY
UNIT

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

0"7 1/2" 08 4413-03
EXTRUDED ALUMINIUM CURTAIN WALL
SILL EXTENSION

2 PCO 117

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

08 4413-01

ALUMINUM BREAK METAL 
(COLOR: Duranar XL Medium Gray 
UC51595XL)

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

07 2726-01
FLUID-APPLIED AIR BARRIER

07 9200-01
JOINT SEALANT AND BACKER ROD

2 PCO 363

A-4.25

10

2'
 -

 0
"

07 2100-05
MINERAL-WOOL BOARD INSULATION

SELF-ADHERED FLASHING - EXTEND 1" 
AT HEAD OF STEEL TUBE

2 PCO 363

STEEL TUBE
SPRAY  
FIREPROOFING

BACKER ROD 
AND SEALANT

S.S. FLASHING -
CONTRACTOR'S 
OPTION, MAY BE 
USED IF BACKER ROD 
AND SEALANT 
CANNOT BRIDGE GAP 
FROM CMU TO STEEL 
TUBE

STUFF CAVITY WITH 
MINERAL WOOL

AIR BARRIER

MINERAL WOOL 
INSULATION
LIMESTONE 
VENEER
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1
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1
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1/2" = 1'-0"A-4.25

2 BRIDGE EAST-WEST SECTION

1/8" = 1'-0"A-4.25

1 BRIDGE LONG SECTION

1" = 1'-0"A-4.25

3 GUARDRAIL/PLANTER SECTION AT BRIDGE

1/2" = 1'-0"A-4.25

4 BRIDGE TO WALKWAY SECTION

A-4.25

8 PARTIAL 3D VIEW - PED BRIDGE

1 1/2" = 1'-0"A-4.25

7 SECTION DETAIL

____________________________________________
7

A-4.25

____________________________________________
6

A-4.25

____________________________________________
3

A-4.25

1 1/2" = 1'-0"A-4.25

6 SECTION DETAIL REFER TO 8/A-4.53

3" = 1'-0"A-4.25

5 BRIDGE HANDRAIL CONNECTION DTAIL

2 PCO 256

____________________________________________
9

A-4.25

2 PCO 363

1 1/2" = 1'-0"A-4.25

9 SECTION DETAIL

3" = 1'-0"A-4.25

10 Detail 101
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1

A-0.10

____________________________________________

3

A-0.10

____________________________________________
4

A-0.10

____________________________________________

3

B-2

____________________________________________

6"

HPS PDR

EXISTING BARKER 
ADDITION BRICK & 
STONE WALL

EXISTING FOOTING

LINE OF NEW GRADE -
SEE SITE DRAWINGS 
FOR ELEVATIONS

EXTEND EXISTING UTILITY
MANHOLES TO REMAIN
TO NEW GRADE

03 3000-01
CAST-IN-PLACE REINFORCED
CONCRETE

CONCRETE PLAZA PAVERS
(2" X 12" X 24") SET IN SAND BED

SPACER TABS

NEW EARTH
BACKFILL 
+ / -   5'-0"

APPROX. LINE OF EXISTING GRADE (VARIES)

LINE OF NEW GRADE

6
"

1' - 0"

04 2000-08
REINFORCED CONCRETE
MASONRY UNITS

GROUT SOLID BELOW GRADE

04 2000-07
MASONRY WEEPS AND VENTS

04 2000-06
MASONRY VENEER ANCHORS

04 4313.13-02
ANCHORED RUSTICATED
KENTUCKY LIMESTONE
MASONRY VENEER

METAL CAP FLASHING & 
DRIP EDGE

03 3000-06
CAST-IN-PLACE CONCRETE WALL

07 1113-01
BITUMINOUS DAMPPROOFING

PANEL SOCKED INTO FOUNDATION
DRAIN

CMU SILL AT GRADE

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

STRUCTURAL REINFORCEMENT-
SEE SHEET F 2.23 FOR TYPICAL 
FOUNDATION WALL DETAIL

& PROTECTION BOARD

LOCATION VARIES, SEE SITE 
UTILITIES PROFILE IN BP#1

3
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A-4.26

2H
C1302

FLUID - APPLIED 
WATERPROOFING WITH 
DRAINAGE MAT 

DO NOT DISTURB 
GRADE BELOW 
EXISTING LINE 
WITHOUT 
PROVIDING 
BUILDING SUPPORT 
AND SHORING 
SYSTEM.

APPLY SMOOTH AND LEVEL 
CRYSTALLINE PARGE COAT OVER 
STONE AND BRICK WALL TO ASSIST 
APPLICATION OF WATERPROOFING

APPLY TERMITE SOIL 
TREATMENT ALONG 
ENTIRE LENGTH OF 
BARKER HALL / BUELL 
ARMORY EAST WALL

SOCK INTO FDN 
DRAIN

CONFIRM ALL 
LOCATIONS PRIOR TO 
PROCEEDING WITH NEW 
WORK

COORDINATE SCHEDULE 
AND SCOPE OF BP#1 
UTILITIES WITH BP#4 
SCOPE

ALIGN CURB 
WITH ROCK 
CURB SHOWN 
ON A-1.6

SNOW MELT SYSTEM 
BELOW PAVER. SEE SITE 
DETAIL.

REFER TO SITE PLAN 
FOR PLANT MATERIAL

WATERPROOF STONE 
BELOW GRADE

05 7313-01
GLAZED DECORATIVE METAL
RAILING
NEW ALL GLASS  GUARDRAIL

GROUT SOLID BELOW GRADE

BARKER HALL WALL 
REINFORCEMENT -
SEE STRUCTURAL

SLEF-ADHERED FLASHING
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HALL

1

N
o

.
D

e
s
c
ri

p
ti

o
n

D
a
te

R
E

C
O

R
D

 D
O

C
U

M
E

N
T

S

T
h
e
s
e
 R

e
c
o
rd

 D
o
c
u
m

e
n
ts

 h
a
v
e
 b

e
e
n
 p

re
p
a
re

d
 b

a
s
e
d
 o

n
 

in
fo

rm
a
ti
o
n
 p

ro
v
id

e
d
 b

y
 o

th
e
rs

. 
T

h
e
 C

o
n
s
u
lt
a
n
t 
h
a
s
 n

o
t 
v
e
ri
fi
e
d
 t
h
e
 

a
c
c
u
ra

c
y
 a

n
d
/o

r 
c
o
m

p
le

te
n
e
s
s
 o

f 
th

is
 i
n
fo

rm
a
ti
o
n
 a

n
d
 s

h
a
ll 

n
o
t 
b
e
 

re
s
p
o
n
s
ib

le
 f
o
r 

a
n
y
 e

rr
o
rs

 o
r 

o
m

is
s
io

n
s
 t
h
a
t 
m

a
y
 b

e
 i
n
c
o
rp

o
ra

te
d
 

a
s
 a

 r
e
s
u
lt
 o

f 
e
rr

o
n
e
o
u
s
 i
n
fo

rm
a
ti
o
n
 p

ro
v
id

e
d
 b

y
 o

th
e
rs

.

D
A

T
E

J
a
n

u
a
ry

 2
0
1
9

E
N

O
.

C
O

M
M

O
N

W
E

A
LT

H

O
F

S
T

E
R

ED

I
G

R

T
N

E
K

U
C

K
Y

23
68

J
W

.

S

L E
HCI M

AC

OB

I
H

C
RA

T
E

C
T

A

N
ov

em
be

r 
20

19



SADDLE CLIPS AS REQUIRED BY 
MANUFACTURER

ALIGN TOP OF GRATING WITH 
TOP OF AREAWAY WALLS TYP.

3/8"

STEEL CHANNEL -
REFER TO STRUCTURAL

D
E

T
E

R
M

IN
E

D
 B

Y
 

M
A

N
U

F
A

C
T

U
R

E
R

EX - ALUM - 02
956' - 2 3/4"

11a

ALUM - 01
945' - 0"

3/8"

FACE OF 
PILASTER 
BEYOND

EXISTING 
WATER 
TABLE

EXISTING 
MASONRY 
WALL

STEEL CHANNEL -
REFER TO 
STRUCTURAL

STEEL 
ANGLE

05 5313-01

ALUMINUM BAR
GRATING

STEEL ANGLE 
BEYOND

______________________

A-4.30

1 SIM

03 3000-03

EXPANSION JOINT &
SEALANT

07 9200-00

JOINT SEALANT

09 9653-01

ELASTOMERIC
COATING

09 9653-01
ELASTOMERIC
COATING

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES

SLOPE

13a

05 5313-01
ALUMINUM BAR
GRATING

1/2"

SLOPE

4" DGA

14a

05 5313-01
ALUMINUM BAR
GRATING

3/8"
NEW CONCRETE 
AREAWAY WALL

STEEL ANCHOR

STEEL CHANNEL -
REFER TO 
STRUCTURAL

STEEL ANCHOR 
BEYOND

F.V.946' - 6"

______________________

A-4.30

2
SIM

1' - 0"

09 9653-01
ELASTOMERIC
COATING

03 3000-01

REFER TO STRUCTURAL 
DRAWINGS FOR 
REINFORCEMENT

EX - ALUM - 01
945' - 0 3/8"

2

A-4.2

____________________________________________

954' - 8"VARIES

SEE SITE GRADING 
PLAN. ALIGN WITH 
SIDEWALK.

NEW CONCRETE 
EXTENSION OF 
EXISTING 
AREAWAY. ANCHOR 
IN EXISTING 
CONCRETE.

V
A

R
IE

S
 -

 F
IE

L
D

 V
E

R
IF

Y

EXISTING BRICK 
AND CONCRETE 
AREAWAY TO 
REMAIN

______________________

A-4.30

2
SIM 05 5313-01

ALUMINUM BAR
GRATING

EXISTING AREAWAY 
FOOTING CONDITION 
UNKNOWN

3/8"

6' - 7" F.V.

EXISTING BRICK 
AND CONCRETE 
AREAWAY TO 
REMAIN

03 3000-01

03 3000-03
EXPANSION JOINT &
SEALANT

03 3000-03
EXPANSION JOINT &
SEALANT

09 9653-01
ELASTOMERIC
COATING

09 9653-01
ELASTOMERIC
COATING

09 9653-01
ELASTOMERIC
COATING

09 9653-01
ELASTOMERIC
COATING

04 0120.63-01
BRICK MASONRY REPAIR

04 0120.63-01
BRICK MASONRY REPAIR

04 0110-01
MASONRY CLEANING

04 0110-01
MASONRY CLEANING

SADDLE CLIPS AS 
REQUIRED BY 
MANUFACTURER

ALIGN TOP OF GRATING 
WITH TOP OF AREAWAY 
WALLS TYP.

05 5313-01
ALUMINUM BAR GRATING

3/8"

2
 1

/8
"

D
E

T
E

R
M

IN
E

D
 B

Y
M

A
N

U
F

A
C

T
U

R
E

R

05 1200-01
STRUCTURAL STEEL
FRAMING
STEEL ANGLE. 
COORDINATE SIZE AND 
LOCATION ON WALL WITH 
GRATING MANUFACTURER. 
ANCHOR INTO CONCRETE.

REFER TO STRUCTURAL DRAWINGS
FOR REINFORCEMENT

12a

1/2"

INSTALL FLOOR 
DRAIN IN BASE 
OF NEW AREA 
WAY

EX - ALUM - 01
945' - 0 3/8"

3

A-4.1

____________________________________________

7' - 1" F.V.

05 5313-01
ALUMINUM BAR
GRATING

EXISTING 
CONCRETE 
AREAWAY WALLS 
TO REMAIN

______________________

A-4.30

1

7
' 
- 

1
1

"

EXISTING AREAWAY 
FOOTING CONDITION 
UNKNOWN

3/8" 3/8"

STEEL ANGLE 
BEYOND
2X8 HSS BEYOND -
REFER TO 
STRUCTURAL

946' - 10" F.V.

F
IE

L
D

 V
E

R
IF

Y

EXISTING 
CONCRETE 
AREAWAY WALLS 
TO REMAIN

09 9653-01
ELASTOMERIC
COATING

09 9653-01
ELASTOMERIC
COATING

04 0110-01
MASONRY CLEANING
04 0110-01
MASONRY CLEANING

- REMOVE ALL DEBRIS FROM 
AREAWAY. PATCH AND REPAIR WALLS 
AND FLOOR OF EXISTING AREAWAY.

SEE A-0.1 FOR MATERIAL SYMBOLS FOR ITEMS THAT ARE DRAWN AND 
IDENTIFIED BY MATERIAL SYMBOL ONLY AND NOTE SPECIFICALLY IDENTIFIED 
BY NOTES.

SEE DRAWINGS G-1.2, G-2.2, G-3.2, AND G-4.2 FOR REQUIRED FIRE-RATINGS 
FOR APPLIED SPRAY FIREPROOFING.  CONTRACTOR SHALL PROVIDE 
REQUIRED FIRE-RATING PROTECTION ON ALL STRUCTURAL STEEL WHETHER 
FIRE-PROOFING IS INDICATED ON DRAWINGS OR NOT.

SEE FLOOR PLANS AND REFLECTED CEILING PLANS FOR LOCATIONS OF 
FIRE-RATED AND SOUND-RATED WALLS. 

SEE FLOOR PLANS FOR ALL WALL TYPE INDICATORS.

SEE FLOOR PLANS FOR WINDOW AND LOUVER TYPE MARKERS. 

SEE REFLECTED CEILING PLANS FOR CEILING HEIGHTS AND MATERIALS. 

SEE FINISH SCHEDULES FOR WALL FINISHES BEYOND.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING.

GRADE LINES SHOWN ARE APPROXIMATE.  SEE SITE DRAWINGS FOR ACTUAL 
GRADE ELEVATIONS. 

COORDINATE TOP OF WATERPROOFING SYSTEM WITH FINISH GRADES.  
WATERPROOFING SYSTEM MUST NOT BE VISIBLE ABOVE  FINISH GRADE. 

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH GRADES.  BRICK LEDGES 
MUST NOT BE VISIBLE ABOVE FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE LINE.   

BRICK VENEER ANCHORS MUST BE INSTALLED AND SPACED CORRECTLY AS 
SPECIFIED.  THE OWNER RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION AS SPECIFIED, INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S EXPENSE.

CONCRETE REINFORCING NOT SHOWN FOR CLARITY.  SEE STRUCTURAL 
DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND FASTENERS NOT SHOWN 
FOR CLARITY.  SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING SHOWN IS DIAGRAMMATIC.  ACTUAL BRACING 
CONFIGURATION AND SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

COLD-FORMED HEADERS SHOWN ARE DIAGRAMMATIC.  ACTUAL HEADER 
CONFIGURATION AND SIZE TO BE DETERMINED BY CONTRACTOR BASED ON 
REQUIRED ENGINEERING CALCULATIONS.  

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE PROPERLY FLASHED TO 
MAINTAIN WATER-TIGHT ENCLOSURE. 

FLASHING AND TRIMS ARE NOT SHOWN FOR CLARITY.  REFER TO ENLARGED 
DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESS SHOWN ARE APPROXIMATE.  SEE ROOF PLAN 
FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, AND LOCATIONS OF 
CRICKETS AND SADDLES.

DOOR HARDWARE NOT SHOWN FOR CLARITY.

ALL INTERIOR SURFACES TO BE PAINTED AS INDICATED ON FINISH 
SCHEDULES AND IN THE PAINTING SPECIFICATIONS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEMS ARE 
TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL PENETRATIONS 
THROUGH THE EXTERIOR ENVELOPE SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT AIR AND 
WATER INFILTRATION, TYPICAL. 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES PERPENDICULAR 
TO PLANE OF THE WALL. 

ALL CMU WALLS RECEIVE A REINFORCED BOND BEAM AT TOP OF WALL 
UNLESS NOTED OTHERWISE. FOR ADDITIONAL DETAILS AND INFORMATION 
SEE STRUCTURAL DRAWINGS.

PROVIDE STONE REPAIR  PER SPECIFICATION SECTION 040140.61.

PROVIDE STONE REPOINTING PER SPECIFICATION SECTION 040140.62.

PROVIDE MASONRY CLEANING ON INTERIOR AND EXTERIOR OF THE 1924 
ALUMNI GYM, AND THE EXTERIOR OF THE 1936 STUDENT UNION BUILDING 
PER SPECIFICATION SECTION 040110.

PROVIDE BRICK MASONRY REPAIR AND BRICK MASONRY REPOINTING ON 
THE INTERIOR AND EXTERIOR OF THE 1924 ALUMNI GYM, AND THE EXTERIOR 
OF THE 1938  STUDENT UNION BUILDING PER SPECIFICATION SECTIONS 
040120.63 AND 040120.64.  

TYPICAL SECTION NOTES
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1 BAR GRATE DETAIL AT EXISTING AREAWAY

1" = 1'-0"A-4.30

4

SECTION DETAIL AT EXISTING AREAWAYS ON
EAST FACADE OF ALUMNI GYM

3" = 1'-0"A-4.30

2 BAR GRATE DETAIL AT AREAWAY

1" = 1'-0"A-4.30
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SECTION DETAIL AT NEW AREAWAY ON NORTH
FACADEOF ALUMNI GYM

1" = 1'-0"A-4.30
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SECTION DETAIL AT EXISTING AREAWAYS ON
NORTH FACADE OF ALUMNI GYM
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EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

Hb

EX - S.U. - LOW
PARAPET

991' - 0"

05 7300-01
DECORATIVE STAINLESS STEEL
HANDRAIL

LINE OF GRADE 
(BEYOND)

9' - 2" OPENING 2' - 0"

05 7313-01
GLAZED DECORATIVE METAL
RAILING

______________________

A-8.27

1

EXISTING 
MASONRY 
WALL

FOOTING 
(BEYOND)

1' - 0" 8' - 0"  + / -  (F.V.) 1' - 0" 9 1/4"

1' - 0"

4

A-4.31

____________________________________________

04 2000-01
FACE BRICK

______________________

A-4.31

3

______________________

A-8.26

3 SIM

______________________

A-8.26

6

SIM

______________________

A-5.19C

11SIM

5

A-4.31

____________________________________________

11' - 4"

961' - 9 1/32"

957' - 0"

1/4" / 1'-0"

1/4" / 1'-0"

FOOTING 
(BEYOND)

3
' 
- 

0
"

3
' 
- 

6
"

6
 7

/8
"

4
' 
- 

9
 1

/2
"

4' - 0"  (MAXIMUM)

3
' 
- 

6
"

GUARDRAIL (STAINLESS STEEL)

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

SLOPE AWAY FROM DOOR 
AT 1/4" PER FOOT

RAKE BACK MORTAR 
AND SET IN SEALANT
(TYPICAL)

A-2.31

8

______________________

A-2.31

5

04 4313.13-03
ANCHORED KENTUCKY RIVER
MARBLE LIMESTONE CAP

PATCH AND REPAIR
ALIGN AND MATCH
BRICK PATTERN WITH 
EXISTING BUILDING

PATCH AND REPAIR BRICK 
WHERE CANOPY WAS 
REMOVED IN THE 
SAME PATTERN

8 EQUAL TREADS @ 1' - 0" = 8' - 0"

8
 E

Q
U

A
L
 R

IS
E

R
S

 @
 6

 7
/8

" 
=

 4
' -

 6
 1

/2
"

GROUT SOLID AT THIS LOCATION

CONTINUE VERTICAL 
RUNNING BOND, 
REVEALS, AND SOLDIER 
COURSE FROM EXISTING 
FACADE

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

SEE A-0.1 FOR MATERIAL SYMBOLS FOR ITEMS THAT ARE DRAWN AND 
IDENTIFIED BY MATERIAL SYMBOL ONLY AND NOTE SPECIFICALLY IDENTIFIED 
BY NOTES.

SEE DRAWINGS G-1.2, G-2.2, G-3.2, AND G-4.2 FOR REQUIRED FIRE-RATINGS 
FOR APPLIED SPRAY FIREPROOFING.  CONTRACTOR SHALL PROVIDE 
REQUIRED FIRE-RATING PROTECTION ON ALL STRUCTURAL STEEL WHETHER 
FIRE-PROOFING IS INDICATED ON DRAWINGS OR NOT.

SEE FLOOR PLANS AND REFLECTED CEILING PLANS FOR LOCATIONS OF 
FIRE-RATED AND SOUND-RATED WALLS. 

SEE FLOOR PLANS FOR ALL WALL TYPE INDICATORS.

SEE FLOOR PLANS FOR WINDOW AND LOUVER TYPE MARKERS. 

SEE REFLECTED CEILING PLANS FOR CEILING HEIGHTS AND MATERIALS. 

SEE FINISH SCHEDULES FOR WALL FINISHES BEYOND.

SEE A-0.2 FOR TYPICAL CASEWORK BLOCKING.

GRADE LINES SHOWN ARE APPROXIMATE.  SEE SITE DRAWINGS FOR ACTUAL 
GRADE ELEVATIONS. 

COORDINATE TOP OF WATERPROOFING SYSTEM WITH FINISH GRADES.  
WATERPROOFING SYSTEM MUST NOT BE VISIBLE ABOVE  FINISH GRADE. 

COORDINATE BRICK LEDGE HEIGHTS WITH FINISH GRADES.  BRICK LEDGES 
MUST NOT BE VISIBLE ABOVE FINISH GRADE EXCEPT WHERE THE TOP OF 
CONCRETE IS SHOWN ABOVE THE ADJACENT GRADE LINE.   

BRICK VENEER ANCHORS MUST BE INSTALLED AND SPACED CORRECTLY AS 
SPECIFIED.  THE OWNER RESERVES THE RIGHT TO TEST FOR CORRECT 
INSTALLATION AS SPECIFIED, INCLUDING REMOVAL OF INCORRECTLY 
INSTALLED MASONRY VENEER AT CONTRACTOR'S EXPENSE.

CONCRETE REINFORCING NOT SHOWN FOR CLARITY.  SEE STRUCTURAL 
DRAWINGS FOR THIS INFORMATION.

STRUCTURAL STEEL CONNECTION DETAILS AND FASTENERS NOT SHOWN 
FOR CLARITY.  SEE STRUCTURAL DRAWINGS FOR THIS INFORMATION.

COLD-FORMED BRACING SHOWN IS DIAGRAMMATIC.  ACTUAL BRACING 
CONFIGURATION AND SPACING TO BE DETERMINED BY CONTRACTOR BASED 
ON REQUIRED ENGINEERING CALCULATIONS.

COLD-FORMED HEADERS SHOWN ARE DIAGRAMMATIC.  ACTUAL HEADER 
CONFIGURATION AND SIZE TO BE DETERMINED BY CONTRACTOR BASED ON 
REQUIRED ENGINEERING CALCULATIONS.  

ALL OPENINGS, BRICK RELIEF ANGLES, ETC. TO BE PROPERLY FLASHED TO 
MAINTAIN WATER-TIGHT ENCLOSURE. 

FLASHING AND TRIMS ARE NOT SHOWN FOR CLARITY.  REFER TO ENLARGED 
DETAILS FOR THESE ITEMS.

ROOF INSULATION THICKNESS SHOWN ARE APPROXIMATE.  SEE ROOF PLAN 
FOR ROOF SLOPES, MINIMUM INSULATION THICKNESS, AND LOCATIONS OF 
CRICKETS AND SADDLES.

DOOR HARDWARE NOT SHOWN FOR CLARITY.

ALL INTERIOR SURFACES TO BE PAINTED AS INDICATED ON FINISH 
SCHEDULES AND IN THE PAINTING SPECIFICATIONS.

THE FLUID-APPLIED AIR BARRIER AND SBS-MODIFIED ROOFING SYSTEMS ARE 
TO BE LAPPED AS SHOWN TO FORM A CONTINUOUS AIR AND WATER TIGHT 
EXTERIOR ENVELOPE AROUND THE ENTIRE BUILDING. ALL PENETRATIONS 
THROUGH THE EXTERIOR ENVELOPE SHALL BE SEALED AND FLASHED. 

ALL PENETRATIONS THROUGH THE CONCRETE SLAB ON GRADE TO BE 
SEALED TO PREVENT AIR AND WATER INFILTRATION, TYPICAL. 

ALL PENETRATIONS TO BE SEALED AND FLASHED TO PREVENT AIR AND 
WATER INFILTRATION, TYPICAL. 

ALL CMU WALLS TO BE BRACED AGAINST LATERAL FORCES PERPENDICULAR 
TO PLANE OF THE WALL. 

ALL CMU WALLS RECEIVE A REINFORCED BOND BEAM AT TOP OF WALL 
UNLESS NOTED OTHERWISE. FOR ADDITIONAL DETAILS AND INFORMATION 
SEE STRUCTURAL DRAWINGS.

PROVIDE STONE REPAIR  PER SPECIFICATION SECTION 040140.61.

PROVIDE STONE REPOINTING PER SPECIFICATION SECTION 040140.62.

PROVIDE MASONRY CLEANING ON INTERIOR AND EXTERIOR OF THE 1924 
ALUMNI GYM, AND THE EXTERIOR OF THE 1936 STUDENT UNION BUILDING 
PER SPECIFICATION SECTION 040110.

PROVIDE BRICK MASONRY REPAIR AND BRICK MASONRY REPOINTING ON 
THE INTERIOR AND EXTERIOR OF THE 1924 ALUMNI GYM, AND THE EXTERIOR 
OF THE 1938  STUDENT UNION BUILDING PER SPECIFICATION SECTIONS 
040120.63 AND 040120.64.  

TYPICAL SECTION NOTES
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ALIGN OUTSIDE FACE 
OF NEW STEPS WITH
PRIOR LOCATION
(BOTH SIDES)

A
L
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N

A
L
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REFER TO SITEWORK FOR 
SIDEWALK LOCATION AND
FINISH ELEVATION

04 4313.13-03
ANCHORED KENTUCKY RIVER
MARBLE LIMESTONE CAP

05 7313-01
GLAZED DECORATIVE METAL
RAILING(STAINLESS STEEL)

04 4313.13-03
ANCHORED KENTUCKY RIVER
MARBLE LIMESTONE CAP(BELOW)

03 3300-01
CAST-IN-PLACE ARCHITECTURAL
CONCRETE

05 7300-01
DECORATIVE STAINLESS STEEL
HANDRAIL1

/4
" 

/ 
1

'-
0

"

S
L
O

P
E

DR2.18 7

EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

3
' 
- 

0
"

3
' 
- 

6
"

1' - 8"

1' - 2"

05 7300-01
DECORATIVE
STAINLESS STEEL
HANDRAIL

04 2000-07
MASONRY WEEPS
AND VENTS

STAINLESS STEEL 
DOWEL AT CAP STONE

METAL CAP FLASHING 
AND DRIP EDGES

04 4313.13-03

FOOTING 
(BEYOND)

03 3300-01
CAST-IN-PLACE
ARCHITECTURAL
CONCRETE

03 3000-03
EXPANSION JOINT &
SEALANT

07 1113-01
BITUMINOUS
DAMPPROOFING

RAKE BACK MORTAR JOINT
BED AND SET IN SEALANT 

04 2000-01
FACE BRICK

04 2000-06
MASONRY VENEER ANCHORS

04 2000-08
REINFORCED CONCRETE
MASONRY UNITS

TO MATCH EXISTING
(BLEND, COLOR, FLASH) 

(GROUT SOLID)

MASONRY REINFORCEMENT-
VERTICAL REINFORCING BAR
@ 16" O.C. MAXIMUM MORTAR NET

04 2000-07
MASONRY WEEPS
AND VENTS

MORTAR NET AND THROUGH 
WALL FLASHING

ALIGN TO MATCH BRICK 
PATTERN AND PROFILE OF 
EXISTING BUILDING

04 2000-07
MASONRY WEEPS AND VENTS

7 5/8"

03 3000-06
CAST-IN-PLACE
CONCRETE WALL

04 2000-08
REINFORCED CONCRETE
MASONRY UNITS

07 1113-01
BITUMINOUS DAMPPROOFING

GROUT SOLID BELOW GRADE
(TYPICAL)

07 1413-02
MOLDED SHEET DRAINAGE
PANEL

07 1413-02
MOLDED SHEET DRAINAGE
PANEL

4" FOUNDATION DRAIN 

1
' 
- 

3
"

1' - 3"

STRUCTURAL REINFORCEMENT-
REFER TO STRUCTURAL 
DRAWINGS

EXTEND BRICK TO MATCH 
GRADING

ENGINEERED 
FILL

POSITION OUTSIDE FACE OF 
BOTH CHEEK WALLS WITH
EXISTING ALIGNMENT

04 4313.13-03

ANCHORED KENTUCKY RIVER 
MARBLE LIMESTONE CAP AND 
DRIP EDGES

ANCHORED KENTUCKY
RIVER MARBLE 
LIMESTONE CAP
AND DRIP EDGES
(BEYOND)

EX - S.U. - 02
962' - 0"

Hb

EXISTING CONCRETE 
FLOOR SLAB

EXISTING STRUCTURE

09 3033-01
STONE TILE FLOORING

EXISTING CMU AND 
MASONRY WALL

______________________

A-5.80

15
SIM

08 4113-01
ALUMINUM-FRAMED
ENTRANCES AND
STOREFRONTSREMOVE EXISTING 

CONCRETE THRESHOLD 

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

03 3000-03
EXPANSION JOINT & SEALANT

ENGINEERED FILL

07 1113-01
BITUMINOUS DAMPPROOFING

EX - S.U. - 01
948' - 0"

EX - S.U. - 02
962' - 0"

1' - 8"

1' - 2"

7 5/8"

1' - 3"

1
' 
- 

3
"

10"10"

04 4313.13-03
ANCHORED KENTUCKY RIVER
MARBLE LIMESTONE CAP
AND DRIP EDGES

METAL CAP FLASHING 
AND DRIP EDGES

04 2000-01
FACE BRICK
TO MATCH EXISTING
(BLEND, COLOR, FLASH)

05 7313-01
GLAZED DECORATIVE METAL
RAILING

04 4313.13-03
ANCHORED KENTUCKY RIVER
MARBLE LIMESTONE CAP
AND DRIP EDGES

(STAINLESS STEEL)

3
' 
- 

0
" 

.

3
' 
- 

6
"

05 7300-01
DECORATIVE
STAINLESS STEEL
HANDRAIL

GROUT SOLID

03 3000-02
CAST-IN-PLACE
REINFORCED
CONCRETE FLOOR
SLAB 04 2000-07

MASONRY WEEPS AND VENTS

03 3000-06
CAST-IN-PLACE CONCRETE WALL

04 2000-08
REINFORCED CONCRETE
MASONRY UNITS(GROUT SOLID)

07 1113-01
BITUMINOUS DAMPPROOFING

MASONRY REINFORCEMENT-
VERTICAL REINFORCING BAR
AT 16" O.C. MAXIMUM

ALIGN TO MATCH BRICK 
PATTERN AND PROFILE OF
EXISTING BUILDING

ENGINEERED  FILL

07 1113-01
BITUMINOUS
DAMPPROOFING

EXTEND BRICK TO MATCH 
GRADING

04 2000-07
MASONRY WEEPS AND VENTS

MORTAR NET AND THROUGH 
WALL FLASHING

07 1413-02
MOLDED SHEET DRAINAGE
PANEL

07 1413-02
MOLDED SHEET DRAINAGE
PANEL
4" FOUNDATION DRAIN

STRUCTURAL 
REINFORCEMENT-
REFER TO STRUCTURAL
DRAWINGS

GROUT SOLID BELOW GRADE 

04 2000-06
MASONRY VENEER ANCHORS

FOOTING 
(BEYOND)

EX - S.U. - 01
948' - 0"

6
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STAINLESS STEEL 
DOWEL AT CAP STONE

RAKE BACK MORTAR JOINT
BED AND SET IN SEALANT 

4
"

3
' 
- 

4
"

3' - 5"

1
' 
- 

0
"

6"

1' - 10"
04 2000-07
MASONRY WEEPS AND VENTS

04 2000-01
FACE BRICK

04 2000-06
MASONRY VENEER
ANCHORS

04 2000-11
REINFORCED 8" CONCRETE
MASONRY UNIT

MATCH EXISTING 

MASONRY REINFORCEMENT-
VERTICAL REINFORCING BAR
@ 16" O.C. MAXIMUM

GROUT SOLID BELOW 
GRADE (TYPICAL)

04 4313.13-03
ANCHORED KENTUCKY RIVER
MARBLE LIMESTONE CAP

METAL CAP 
FLASHING AND 
DRIP EDGES

04 2000-07
MASONRY WEEPS
AND VENTS

MORTAR NET AND THROUGH 
WALL FLASHING

07 1113-01
BITUMINOUS DAMPPROOFING

EX - S.U. - 01
948' - 0"

7

A-4.31

____________________________________________

5' - 3"

3
' 
- 

4
"

4
"

6"

1
' 
- 

0
"

STAINLESS STEEL 
DOWEL AT CAP STONE

RAKE BACK MORTAR JOINT
BED AND SET IN SEALANT 

MASONRY 
REINFORCEMENT-
VERTICAL 
REINFORCING BAR
@ 16" O.C. MAXIMUM

GROUT SOLID BELOW 
GRADE (TYPICAL)

METAL CAP 
FLASHING AND DRIP 
EDGES

MORTAR NET AND THROUGH 
WALL FLASHING

04 4313.13-03
ANCHORED KENTUCKY RIVER
MARBLE LIMESTONE CAP

04 2000-06
MASONRY VENEER ANCHORS

04 2000-07
MASONRY WEEPS AND VENTS

04 2000-01
FACE BRICK MATCH EXISTING 

07 1113-01
BITUMINOUS DAMPPROOFING

04 2000-07
MASONRY WEEPS AND VENTS

EXISTING MASONRY WALL

04 2000-11

REINFORCED 8"
CONCRETE
MASONRY UNIT
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1/2" = 1'-0"A-4.31

1 SECTION AT 38 STUDENT UNION EXTERIOR STAIR
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THPLAN NORTH

KEYPLAN - AREA B

1/4" = 1'-0"A-4.31

2

NEW EXTERIOR STAIR AT 38 STUDENT UNION
SOUTH ENTRANCE

1

1/2" = 1'-0"A-4.31

4 SECTION AT 38 STUDENT UNION EXTERIOR STAIR

1" = 1'-0"A-4.31

3

SECTION DETAIL @ 38 STUDENT UNION
ENTRANCE

1/2" = 1'-0"A-4.31

5 SECTION AT 38 STUDENT UNION EXTERIOR STAIR

1/2" = 1'-0"A-4.31

7 SECTION - SITE WALL AT 38 WEST ENTRY

1/2" = 1'-0"A-4.31

6 SECTION - SITE WALL AT 38 WEST ENTRY
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LEVEL 02
963' - 0"

UK-C

TYP.

2' - 0"

A-4.50

10

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

04 2000-03
CAVITY DRAINAGE MATERIAL

04 2000-01
FACE BRICK

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 3100-04
COMPOSITE FLOOR DECK

07 2726-01
FLUID-APPLIED AIR BARRIER

AW101A

RF331

07 6200-01

STAINLESS STEEL FLASHING 
AND COUNTERFLASHING

2 ASI 144

LEVEL 03
977' - 0"

UK-C

A-4.50

12

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL07 8100-01

SPRAY-APPLIED FIREPROOFING

CURTAIN WALL ATTACHMENT CLIP 
IN 1-1/2" RECESSED GROUTED 
POCKET

08 8000-07
GL32 - LOW E CLEAR INSULATED
GLAZING SPANDREL PANEL

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

08 8000-07
GL32 - LOW E CLEAR INSULATED
GLAZING SPANDREL PANEL

1' - 8"

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

09 2216-17
CORNERBEAD
09 2216-17

CORNERBEAD

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-03
SHADOW MOLDING

08 8000-03
GL20 - CLEAR LAMINATED GLASS

5 
1/

4"
1'

 -
 4

"

A-6.15

8
Sim

6"

STEEL REINFORCING TUBE WITH 
WELDED CAP INSIDE VERTICAL FRAMING 
MEMBERS.

WRAP AROUND VERTICAL STEEL TUBE AND 
OVER CURTAINWALL FRAMING. SEAL INTO 
GLAZING POCKET.

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

10"

09 2216-15
7/8" HAT-SHAPED FURRING CHANNEL

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

08 4413-07
CUSTOM CLOSURE PANEL
SEAL COPING INTO GLAZING PPOCKET.

SEE FLOOR  PLAN FOR ROOF TYPE

13

RD015

LEVEL 03
977' - 0"

UK-A

04 2000-01
FACE BRICK

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 4000-07
COLD-FORMED METAL FRAMING CLIP

05 4000-07
COLD-FORMED METAL FRAMING CLIP

2' - 0"
07 2726-01

FLUID-APPLIED AIR BARRIER

05 3100-03
STRUCTURAL STEEL ANGLE

1/2" x 2" x 8" STEEL STANDOFFS AT 32" 
O.C.

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

COMPRESSIBLE FILLER

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 6200-01
STAINLESS STEEL SHEET FLASHING

05 3100-03
STRUCTURAL STEEL ANGLE

04 2000-07
MASONRY WEEPS AND VENTS

04 2000-03
CAVITY DRAINAGE MATERIAL

07 9200-01
JOINT SEALANT AND BACKER ROD

05 4000-05
6" COLD-FORMED METAL FRAMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

04 2000-06
MASONRY VENEER ANCHORS

10"

UK-C

LEVEL PENTHOUSE
992' - 0"

07 5216-00
SBS MODIFIED BITUMINOUS MEMBRANE
ROOF ASSEMBLY

07 8100-01
SPRAY-APPLIED FIREPROOFING

2' - 0"

AW101A

05 4000-07
COLD-FORMED METAL FRAMING CLIP

7 1/4" 1' - 4 3/4"

A-4.52

7
Sim

_

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

05 4000-07
COLD-FORMED METAL FRAMING CLIP

2'
 -

 4
"

2 RFI 755

LEVEL 02
963' - 0"

04 2000-03
CAVITY DRAINAGE MATERIAL7 1/4" 3 1/4" 3 5/8"

1' - 2 1/8"

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

FL110

RF331

04 2000-07
MASONRY WEEPS AND VENTS

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

07 6200-01

STAINLESS STEEL FLASHING 
AND COUNTERFLASHING

2 ASI 144

LEVEL 03
977' - 0"

07 5216-11
5/8" COVER BOARD

WRAP AROUND VERTICAL STEEL TUBE AND OVER 
CURTAINWALL FRAMING. SEAL INTO GLAZING 
POCKET.SEE DETAIL 9/A-4.50.

STEEL REINFORCING TUBE WITH WELDED 
CAP INSIDE VERTICAL FRAMING MEMBERS.

08 8000-03
GL20 - CLEAR LAMINATED GLASS

SET IN A FULL BED OF MASTIC OVER 
MEMBRANE FLASHING. COPE AROUND 
VERTICAL MULLIONS AND SEAL INTO GLAZING 
POCKET.

SEE DETAIL 9/A-4.50

METAL TERMINATION BAR OVER 
CONTINUOUS STAINLESS STEEL 
CLIPS. PROVIDE NON-CONDUCTIVE 
SPACERS BETWEEN DISSIMILAR 
METALS. 

+/-1"

SLOPE 1/4":12"

8"
 M

IN
.

08 4413-07
CUSTOM CLOSURE PANEL

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

08 4413-07
CUSTOM CLOSURE PANEL
FULLY SEALED BACK PAN

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

08 8000-07
GL32 - LOW E CLEAR INSULATED
GLAZING SPANDREL PANEL

B.O. ANGLE 989'-0"

07 6200-01
STAINLESS STEEL SHEET FLASHING

04 2000-03
CAVITY DRAINAGE MATERIAL

05 3100-03
STRUCTURAL STEEL ANGLE

07 2100-03
GLASS-FIBER BLANKET INSULATION

1' - 2 1/8"

1/2" x 2" x 8" STEEL STANDOFFS AT 32" 
O.C.

7 1/4" 3 1/4" 3 5/8"

COMPRESSIBLE FILLER

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 9200-01
JOINT SEALANT AND BACKER ROD

05 4000-05
6" COLD-FORMED METAL FRAMING

04 2000-07
MASONRY WEEPS AND VENTS

LEVEL 03
977' - 0"

UK-A

CW ATTACHMENT CLIP IN
1 1/2" RECESSED GROUT POCKET

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

07 8100-02
SPRAY-APPLIED FIREPROOFING

1' - 8"

08 4413-03
EXTRUDED ALUMINIUM CURTAIN WALL
SILL EXTENSION

08 8000-05
GL30 - LOW E CLEAR INSULATED
GLAZING, TEMPERED

08 8000-07
GL32 - LOW E CLEAR INSULATED
GLAZING SPANDREL PANEL

FE211

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

FL110
, COPE AROUND COLUMN COVERS

05 3100-05
STRUCTURAL STEEL BENT PLATE10"

3 1/2"

LEVEL 02
963' - 0"

UK-C

07 8100-01
SPRAY-APPLIED FIREPROOFING

1' - 8"

A-4.50

7
1' - 0 1/2" 7 1/2"

FL110

RF331

2ASI 144

LEVEL 02
963' - 0"

08 4413-03
EXTRUDED ALUMINIUM CURTAIN WALL
SILL EXTENSION

07 6200-01

08 8000-05
GL30 - LOW E CLEAR INSULATED
GLAZING, TEMPERED

3 1/2" 7 1/2"

RF331

, COPE AROUND COLUMN COVERS

11"

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

STAINLESS STEEL FLASHING 
AND COUNTERFLASHING

2 ASI 144

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1053-01
FIRE-TREATED WOOD BLOCKING

07 5216-11
5/8" COVER BOARD

07 7100-01
ALUMINUM COPING10 3/4"

FE211

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

08 4413-07
CUSTOM CLOSURE PANEL
FULLY SEALED BACK PAN

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

07 2100-05
MINERAL-WOOL BOARD INSULATION

06 1600-03
3/4" FIRE-RETARDANT-TREATED
PLYWOOD

WRAP OVER PLYWOOD TO FRONT OF 
COPING

07 5216-00
SBS MODIFIED BITUMINOUS MEMBRANE
ROOF ASSEMBLY

08 4413-01 GLAZED ALUMINUM CURTAIN 
WALL  STEEL REINFORCING TUBE WITH 
WELDED CAP INSIDE VERTICAL FRAMING 
MEMBERS.07 2726-04 SELF ADHERED MEMBRANE 
FLASHING.  WRAP AROUND VERTICAL STEEL 
TUBE AND OVER HORIZONTAL CURTAINWALL 
FRAMING. SEAL INTO GLAZING POCKET.

CURTAIN WALL ASSEMBLY

07 5216-11 
5/8" COVER BOARD

05 4000-03
2 1/2" COLD-FORMED METAL FRAMING

08 4413-07 CUSTOM CLOSURE PANEL.
SET IN A FULL BED OF MASTIC OVER 
MEMBRANE FLASHING. COPE AROUND 
VERTICAL MULLIONS AND SEAL INTO GLAZING 
POCKET.
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LEVEL PENTHOUSE
992' - 0"

11
 1

/2
"

7 1/2"

AW200

05 3100-03
STRUCTURAL STEEL ANGLE

05 4000-07
COLD-FORMED METAL FRAMING CLIP

07 5216-11
5/8" COVER BOARD

07 6200-01
STAINLESS STEEL SHEET FLASHING

07 5216-02
POLYISOCYANURATE BOARD
INSULATION

07 6200-01
STAINLESS STEEL SHEET FLASHING

06 1053-01
FIRE-TREATED WOOD BLOCKING

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 2726-01
FLUID-APPLIED AIR BARRIER

05 4000.15-01
CURVED COLD-FORMED METAL
FRAMING
DELEGATED DESIGN CFMF 
FRAMING AND BRACING TYP.

LEVEL ROOF
INTERMEDIATE

998' - 0"

07 7100-03
ZINC COPING

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 2100-05
MINERAL-WOOL BOARD INSULATION

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

AW200

06 1053-01
FIRE-TREATED WOOD BLOCKING

07 2100-03
GLASS-FIBER BLANKET INSULATION

05 4000.15-01
CURVED COLD-FORMED METAL
FRAMING

07 5216-11
5/8" COVER BOARD

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 8100-01
SPRAY-APPLIED FIREPROOFING

7 1/2"

6 7/8" 4 1/8"

P
A

R
A

P
E

T
 H

E
IG

H
T

 V
A

R
IE

S

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

DELEGATED DESIGN CFMF 
FRAMING AND BRACING TYP.

05 3100-05
STRUCTURAL STEEL BENT PLATE

05 3100-05
STRUCTURAL STEEL BENT PLATE

05 4000.15-01
CURVED COLD-FORMED METAL
FRAMING

10 1/8"3 1/4"

LEVEL 03
977' - 0"

05 3100-04
COMPOSITE FLOOR DECK

05 4000-05
6" COLD-FORMED METAL FRAMING

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 3100-04
COMPOSITE FLOOR DECK

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 2726-01
FLUID-APPLIED AIR BARRIER

07 6200-01
STAINLESS STEEL SHEET FLASHING

05 3100-05
STRUCTURAL STEEL BENT PLATE

05 4000-06
8" COLD-FORMED METAL FRAMING

DELEGATED DESIGN CFMF 
FRAMING AND BRACING TYP.

RF331

1' - 1 1/2"

7" 2" 5/8"

VENTABLE / DRAINABLE POLYESTER MESH 
WITH WASHER ATTACHMENT - B.O.D. 
FLEX-O-VENT BY MARCO INDUSTRIES

07 6200-01
STAINLESS STEEL SHEET FLASHING

BREAK METAL

AND COUNTER FLASHING

2" SEISMIC COLORSEAL EMSEAL 
EXPANSION JOINT

07 2726-01
FLUID-APPLIED AIR BARRIER

2 PCO 156

LEVEL 02
963' - 0"

07 8100-01
SPRAY-APPLIED FIREPROOFING

STEEL  COLUMN BEYOND

07 2100-03
GLASS-FIBER BLANKET INSULATION

05 4000-05
6" COLD-FORMED METAL FRAMING

09 2900-01
GYPSUM BOARD

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000.15-01
CURVED COLD-FORMED METAL
FRAMING

05 3100-04
COMPOSITE FLOOR DECK

1 3/8"

DELEGATED DESIGN CFMF 
FRAMING AND BRACING TYP.

8"
1 

1/
2"

09 5133-01
ACOUSTICAL METAL PAN CEILINGS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-06
8" COLD-FORMED METAL FRAMING

05 4000-05
6" COLD-FORMED METAL FRAMING

AW200

05 3100-01
STEEL DECKING

CUSTOM ZINC CLOSURE PANEL

1/2" REVEAL

1' - 4"

4"

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

08 8000-05
GL30 - LOW E CLEAR INSULATED
GLAZING, TEMPERED

05 4000-05
6" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

UK-B

1' - 4"

5 
3/

8"
4 

1/
8"

DELEGATED DESIGN CFMF 
FRAMING AND BRACING TYP.

05 4000-05
6" COLD-FORMED METAL FRAMING

LEVEL PENTHOUSE
992' - 0"

07 5216-00
SBS MODIFIED BITUMINOUS MEMBRANE
ROOF ASSEMBLY

07 8100-01
SPRAY-APPLIED FIREPROOFING

08 4413-04
CURTAIN WALL ATTACHMENT

08 8000-07
GL32 - LOW E CLEAR INSULATED
GLAZING SPANDREL PANEL

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

A-4.50

13

9 1/4" 10 3/4"

1' - 8"

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD
09 2900-01

GYPSUM BOARD

09 2216-18
DRYWALL F REVEAL

07 5216-11
5/8" COVER BOARD

FE211

GRID

08 4413-04
CURTAIN WALL ATTACHMENT

08 4413-07
CUSTOM CLOSURE PANEL
FULLY SEALED BACK PAN

_

07 5216-02
POLYISOCYANURATE BOARD
INSULATION

09 5133-01
ACOUSTICAL METAL PAN CEILINGS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-04
4" COLD-FORMED METAL FRAMING

AW200

05 3100-01
STEEL DECKING

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

CUSTOM ZINC CLOSURE PANEL

1/2" REVEAL

1' - 4"

ALIGN

05 3100-01
STEEL DECKING

1 
1/

2"
8"

05 4000-01
COLD-FORMED METAL FRAMING

**UPDATED DETAIL ON SHEET A-4.73B AS PART OF ASI
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LEVEL 03
977' - 0"

UK-11

09 2900-01
GYPSUM BOARD

7 1/2" 1' - 0 1/2"

1' - 8"

FE211

8 1/4" 8 1/4"

2'
 -

 2
"

05 4000-03
2-1/2" COLD-FORMED METAL FRAMING

05 3100-03
STRUCTURAL STEEL ANGLE

07 8100-01
SPRAY-APPLIED FIREPROOFING

LEVEL 03
977' - 0"

UK-10 UK-09

05 3100-04
COMPOSITE FLOOR DECK

07 8100-02
SPRAY-APPLIED FIREPROOFING

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 4000-05
6" COLD-FORMED METAL FRAMING

04 2000-01
FACE BRICK

1' - 6"

05 4000-04
4" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 3100-03
STRUCTURAL STEEL ANGLE

05 4000-07
COLD-FORMED METAL FRAMING CLIP

05 4000-03
2-1/2" COLD-FORMED METAL FRAMING

04 2000-06
MASONRY VENEER ANCHORS

21 0100-02
METAL SPRINKLER PIPE

2' - 0" 1' - 2 1/8" 9 7/8"

4' - 0"

4' - 7 1/8"

09 2900-01
GYPSUM BOARD

1" 1' - 3 7/8"

GALVANIZED METAL Z CLIP

21 0100-01
SPRINKLER HEAD

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

8 1/4"8 1/4"

2'
 -

 2
"

UK-AA

LEVEL 02 BOOKSTORE
959' - 0"

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

PAVERS ON GRADE
SEE C-700

3' - 4 1/2" 7 1/2"

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

FL100B

FLOORING FINISH AS 
SCHEDULED

03 3300-01
CAST-IN-PLACE ARCHITECTURAL
CONCRETE

FE211

03 3000-05
15 MIL VAPOR BARRIER

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

LEVEL 02
963' - 0"

Ga-d UK-C

A-4.52

8

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

3' - 6 7/8"

CL
2' - 3 3/4"

FACE OF CURTAINWALL

10"

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

04 2000-01
FACE BRICKBEYOND

N42

RF331
FL110

CL
4 1/8"

LEVEL 03
977' - 0"

Ga-d UK-C

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

1' - 6 3/4" 10"

05 3100-04
COMPOSITE FLOOR DECK

CURTAIN WALL ATACHMENT CLIP IN 
1-1/2" RECESSED GROUTED 
POCKET

07 8100-01
SPRAY-APPLIED FIREPROOFING

08 8000-07
GL32 - LOW E CLEAR INSULATED
GLAZING SPANDREL PANEL

08 8000-05
GL30 - LOW E CLEAR INSULATED
GLAZING, TEMPERED

08 4413-03
EXTRUDED ALUMINIUM CURTAIN WALL
SILL EXTENSION

2 1/2" 7 1/2"

3' - 2 3/4"

FE211

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

FL110

COPE AROUND COLUMN COVERS

LEVEL 02
963' - 0"

UK-C

1 
1/

2"

3/4"

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

04 2000-01
FACE BRICKBEYOND

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

07 6200-01
STAINLESS STEEL SHEET FLASHING

4 1/8"

UK-C

06 1053-01
FIRE-TREATED WOOD BLOCKING

04 2000-01
FACE BRICK

07 2100-05
MINERAL-WOOL BOARD INSULATION

07 7100-01
ALUMINUM COPING

05 4000-07
COLD-FORMED METAL FRAMING CLIP

04 2000-07
MASONRY WEEPS AND VENTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 5216-11
5/8" COVER BOARD

AW101A

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

07 2726-01
FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2100-03
GLASS-FIBER BLANKET INSULATION

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

04 2000-06
MASONRY VENEER ANCHORS

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

_

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 2726-01
FLUID-APPLIED AIR BARRIER

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

2' - 0"

LEVEL 03
977' - 0"

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

AW142D

RF111

2 5/8" VARIES BY WALL TYPE

07 2726-01
FLUID-APPLIED AIR BARRIER

04 2000-06
MASONRY VENEER ANCHORS

07 5216-00
SBS MODIFIED BITUMINOUS MEMBRANE
ROOF ASSEMBLY

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 7100-01
ALUMINUM COPING

WRAP OVER CMU AND AIR BARRIER

06 1600-03
3/4" FIRE-RETARDANT-TREATED
PLYWOOD
07 2100-05

MINERAL-WOOL BOARD INSULATION

06 1053-01
FIRE-TREATED WOOD BLOCKING

WRAP OVER PLYWOOD 
TO FRONT OF COPING

05 3100-05
STRUCTURAL STEEL BENT PLATE
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1 1/2" = 1'-0"A-4.52

2 SECTION DETAIL

1 1/2" = 1'-0"A-4.52

1 SECTION DETAIL

1 1/2" = 1'-0"A-4.52

3 SECTION DETAIL

1 1/2" = 1'-0"A-4.52

5 SECTION DETAIL

1 1/2" = 1'-0"A-4.52

6 SECTION DETAIL

3" = 1'-0"A-4.52

8 SECTION DETAIL

3" = 1'-0"A-4.52
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LEVEL ROOF LOW
(990.0)

990' - 0"

KB-A.9

LEVEL PENTHOUSE
992' - 0"

AW211A

RF111

07 5216-00
SBS MODIFIED BITUMINOUS MEMBRANE
ROOF ASSEMBLY

05 3100-02
ACOUSTICAL ROOF DECK

05 3100-04
COMPOSITE FLOOR DECK

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

07 1326-02
METAL TERMINATION BAR

09.245

992'-3 3/4"

8"

1' - 8 1/4"

03 3000-06
CAST-IN-PLACE CONCRETE WALL

LEVEL 03
977' - 0"

UK-09

07 8100-01
SPRAY-APPLIED FIREPROOFING

04 2000-01
FACE BRICK

04 2000-06
MASONRY VENEER ANCHORS

05 3100-05
STRUCTURAL STEEL BENT PLATE

05 4000-05
6" COLD-FORMED METAL FRAMING

05 4000-04
4" COLD-FORMED METAL FRAMING
05 4000-04

4" COLD-FORMED METAL FRAMING

05 4000-07
COLD-FORMED METAL FRAMING CLIP

21 0100-02
METAL SPRINKLER PIPE

21 0100-01
SPRINKLER HEAD

10"

2' - 0"

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

05 1200-01
STRUCTURAL STEEL FRAMING

07 8123-01
INTUMESCENT FIREPROOFING

970'-2"

09 2216-22
DRYWALL J REVEAL

07 9200-01
JOINT SEALANT AND BACKER ROD

2 PCO 079

UK-09

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

06 1053-01
FIRE-TREATED WOOD BLOCKING

RF111

AW211A

11 3/4" 2 5/8"

1' - 9 5/8"

07 5216-11
5/8" COVER BOARD

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 5216-00
SBS MODIFIED BITUMINOUS MEMBRANE
ROOF ASSEMBLY

06 1600-03
3/4" FIRE-RETARDANT-TREATED
PLYWOOD

07 7100-01
ALUMINUM COPING

05 3100-05
STRUCTURAL STEEL BENT PLATE

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

LEVEL 03
977' - 0"

UK-A

04 2000-01
FACE BRICK

05 3100-04
COMPOSITE FLOOR DECK

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 4000-05
6" COLD-FORMED METAL FRAMING

2' - 0"

05 3100-03
STRUCTURAL STEEL ANGLE

05 1200-01
STRUCTURAL STEEL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-07
COLD-FORMED METAL FRAMING CLIP

05 3100-05
STRUCTURAL STEEL BENT PLATE

05 3100-03
STRUCTURAL STEEL ANGLE

04 2000-03
CAVITY DRAINAGE MATERIAL

04 2000-04
MASONRY THRU-WALL FLASHING

07 2726-01
FLUID-APPLIED AIR BARRIER

04 2000-07
MASONRY WEEPS AND VENTS

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

974'-0"

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

ALUMINUM THRU-WALL FLASHING 
AND COUNTERFLASHING - COLOR 
TO MATCH DURANAR XL MED 
GRAY

EXTERIOR SURFACE MOUNT 
OVERHEAD DOOR - COLOR TO 
MATCH DURANAR XL MED GRAY

GROUT CAVITY SOLID BEHIND DOOR

2 PCO 432

LEVEL 02
963' - 0"

KB-E.7

08 4413-03
EXTRUDED ALUMINIUM CURTAIN WALL
SILL EXTENSION

08 8000-07
GL32 - LOW E CLEAR INSULATED
GLAZING SPANDREL PANEL

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

07 8100-02
SPRAY-APPLIED FIREPROOFING

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

10"

09 5133-01
ACOUSTICAL METAL PAN CEILINGS

05 4000-05
6" COLD-FORMED METAL FRAMING

CW ATTACHMENT CLIP IN 1 1/2" 
RECESSED GROUT POCKET

FE211

FE211

08 8000-05
GL30 - LOW E CLEAR INSULATED
GLAZING, TEMPERED

08 8000-05
GL30 - LOW E CLEAR INSULATED
GLAZING, TEMPERED

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

09 2216-17
CORNERBEAD

09 5113-03
SHADOW MOLDING

09 5113-01
ACOUSTICAL PANEL CEILING

VF-03

6"

1' - 8"
08 4413-07

CUSTOM CLOSURE PANEL

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 2100-05
MINERAL-WOOL BOARD INSULATION

07 2726-01
FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2100-03
GLASS-FIBER BLANKET INSULATION

08 4413-07
CUSTOM CLOSURE PANEL

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

07 2100-11
MINERAL WOOL BLANKETS

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

07 9200-01
JOINT SEALANT AND BACKER ROD

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

09 2216-03
3-5/8" STUDS AND RUNNERS
09 2216-03

3-5/8" STUDS AND RUNNERS

09 2216-03
3-5/8" STUDS AND RUNNERS

07 2726-01
FLUID-APPLIED AIR BARRIER

FULLY SEALED BACK PAN

LEVEL 03
977' - 0"

KB-D.9 08 4413-01
GLAZED ALUMINUM CURTAIN WALL

07 8100-01
SPRAY-APPLIED FIREPROOFING

7 1/2"1' - 0 1/2"

09 5113-01
ACOUSTICAL PANEL CEILING

09 51 00.B1

09 5113-03
SHADOW MOLDING

09 2216-17
CORNERBEAD

09 2900-01
GYPSUM BOARD

09 2216-17
CORNERBEAD

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2216-17
CORNERBEAD

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

6"

FE211

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

RF351

RF361

07 1326-02
METAL TERMINATION BAR

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

1'
 -

 4
"

ALIGN

A-4.54

7
SIM

CL CL

4 7/8"11 1/2"

CL

1' - 4 3/8"

C L
1'

 -
 0

"

LEVEL 02
963' - 0"

UK-11

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

04 2000-11
REINFORCED 8" CONCRETE MASONRY
UNIT

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

0"7 1/2"1' - 0 1/2"2' - 9"

07 8100-01
SPRAY-APPLIED FIREPROOFING

04 2000-07
MASONRY WEEPS AND VENTS

08 4413-03
EXTRUDED ALUMINIUM CURTAIN WALL
SILL EXTENSION

2 PCO 117

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

08 4413-01

ALUMINUM BREAK METAL 
(COLOR: Duranar XL Medium Gray UC51595XL)

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

07 2726-01
FLUID-APPLIED AIR BARRIER

07 9200-01
JOINT SEALANT AND BACKER ROD
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1 1/2" = 1'-0"A-4.53

4 SECTION DETAIL

1 1/2" = 1'-0"A-4.53

1 SECTION DETAIL

3" = 1'-0"A-4.53

2 SECTION DETAIL

1 1/2" = 1'-0"A-4.53

5 SECTION DETAIL

1 1/2" = 1'-0"A-4.53

6 SECTION DETAIL

1 1/2" = 1'-0"A-4.53

7 SECTION DETAIL

1 1/2" = 1'-0"A-4.53

8 SECTION DETAIL

2 PCO-137

1 ADD-2

1 ADD-4

1 ADD-2

1 ADD-4

Add the following to Part 2 – Products:  2.15 BALLAST:  Where RF 361 
Extensive decorative stone rock ballast is indicated in details and plans, provide 
½” to ¾” round washed river rock.  Examples include sheet A-4.61, A4.53, 
A-4.50. 

1 ADD-4

1 ADD-2
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LEVEL 03
977' - 0"

KB-H

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

08 8000-07
GL32 - LOW E CLEAR INSULATED
GLAZING SPANDREL PANEL

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 2726-01
FLUID-APPLIED AIR BARRIER

05 4000-04
4" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-05
6" COLD-FORMED METAL FRAMING

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

1' - 8"
SLOPE
1/4" / 12"

07 4213.13-05
LAP-SEAM ZINC ROOF PANEL

07 4213.13-05
LAP-SEAM ZINC ROOF PANEL

6"

09 2216-04
6" STUDS AND RUNNERS

09 2216-19
DRYWALL Z REVEAL

09 2900-01
GYPSUM BOARD

09 5113-03
SHADOW MOLDING

09 5113-01
ACOUSTICAL PANEL CEILING

09 51 00.B1

REFER TO RCP

RD006

8

LEVEL 03
977' - 0"

UK-H

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 8100-01
SPRAY-APPLIED FIREPROOFING

WASHED GRAVEL

CURTAIN WALL ATTACHMENT 
CLIP IN 1-1/2" RECESSED 
GROUTED POCKET

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

08 8000-07
GL32 - LOW E CLEAR INSULATED
GLAZING SPANDREL PANEL

4' - 0"

4' - 0"

ALIGN

09 2216-21
DRYWALL W REVEAL

A-4.50

12
Sim

RF361

RF331

1'
 -

 4
"

5 
1/

4"

SCHEDULED CEILING SYSTEM

A-4.66

6
Sim

A-4.54

8

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

08 4413-07
CUSTOM CLOSURE PANEL

CL
3' - 2" 2 1/2"

LEVEL 03
977' - 0"

KB-01

AW101A

RF111

07 8100-01
SPRAY-APPLIED FIREPROOFING

RF111

04 2000-06
MASONRY VENEER ANCHORS

2' - 0"

2' - 0"

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 6200-01
STAINLESS STEEL SHEET FLASHING

07 6200-01
STAINLESS STEEL SHEET FLASHING

04 2000-07
MASONRY WEEPS AND VENTS

04 2000-03
CAVITY DRAINAGE MATERIAL

04 2000-07
MASONRY WEEPS AND VENTS

A-4.52

7
Sim

978'-4"

B.O. PLATE

CEILING AS SCHEDULED

05 3100-03
STRUCTURAL STEEL ANGLE

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

LEVEL 03
977' - 0"

UK-01

AW101A

RF111

A81

RF111

05 3100-02
ACOUSTICAL ROOF DECK

05 3100-02
ACOUSTICAL ROOF DECK

05 4000-07
COLD-FORMED METAL FRAMING CLIP

07 8100-01
SPRAY-APPLIED FIREPROOFING

2' - 0"

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 6200-01
STAINLESS STEEL SHEET FLASHING

07 8100-02
SPRAY-APPLIED FIREPROOFING

978'-4"

04 2000-07
MASONRY WEEPS AND VENTS

A-4.52

7
Sim

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 6200-01
STAINLESS STEEL SHEET FLASHING

04 2000-03
CAVITY DRAINAGE MATERIAL

05 3100-03
STRUCTURAL STEEL ANGLE

05 4000-04
4" COLD-FORMED METAL FRAMING

05 1200-01
STRUCTURAL STEEL FRAMING

05 3100-05
STRUCTURAL STEEL BENT PLATE

05 4000-05
6" COLD-FORMED METAL FRAMING

09 2216-01
NON-STRUCTURAL METAL FRAMING

1'
 -

 0
"

07 2726-01
FLUID-APPLIED AIR BARRIER

B.O. ANGLE

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

1'
 -

 6
 1

/2
"

RF351

RF331

RF361

OR

ROCK CURB WITH BATTERED 
PROFILE. 18" UNITS. CUT 
BOTTOMS TO PROVIDE LEVEL 
TOP COURSE.

6"

SCRIBE CUT OR SHIM AS 
REQUIRED FOR LEVELING 
SLOPED ON ROOFING.

6"

S
LO

P
E

D
 R

O
O

F
IN

G

V
A

R
IE

S
 D

U
E

 T
O

963' - 6"

963' - 0"

SLOPE INSULATION 
TO ROOF DRAINS

SNOW MELT SYSTEM

UTILIZE DRAIN SCREEN 
TO STABILIZE PAVERS

2 PCO 0103

RF361 RF331

PARAGUARD SEPARATOR LC

1'
 -

 4
"

A-4.50

12
Sim

A-4.66

6
Sim

3'
 -

 0
"

2 1/2"

LEVEL 02
963' - 0"

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

08 4413-07
CUSTOM CLOSURE PANEL

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

WRAP OVER ROOFING MEMBRANE 
AND INTO GLAZING POCKET

RF111

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

05 3100-05
STRUCTURAL STEEL BENT PLATE

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

08 4413-04
CURTAIN WALL ATTACHMENT

08 8000-07
GL32 - LOW E CLEAR INSULATED
GLAZING SPANDREL PANEL

2 PCO 440

2 ASI 383

STAINLESS STEEL FLASHING 
TURNED UP INTO GLAZING 
POCKET

SILICONE FLASHING

SBS CAP FLASHING

SBS BASE FLASHING

2" POLYISO INSULATION
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LEVEL 03
977' - 0"

EX - S.U. - 03
975' - 0"

AW200

07 2726-01
FLUID-APPLIED AIR BARRIER

07 6200-01
STAINLESS STEEL SHEET FLASHING

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 6200-01
STAINLESS STEEL SHEET FLASHING

07 5216-02
POLYISOCYANURATE BOARD
INSULATION

05 4000-05
6" COLD-FORMED METAL FRAMING

07 5216-11
5/8" COVER BOARD

WASHED GRAVEL

07 2100-03
GLASS-FIBER BLANKET INSULATION

DELEGATED DESIGN CFMF 
FRAMING AND BRACING TYP.

05 4000-05
6" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 3100-04
COMPOSITE FLOOR DECK

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

6"

09 5113-04
AXIOM CEILING TRIM

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

A-4.54

7
SIM

LEVEL 02
963' - 0"

KB-09

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

08 8000-05
GL30 - LOW E CLEAR INSULATED
GLAZING, TEMPERED

08 8000-07
GL32 - LOW E CLEAR INSULATED
GLAZING SPANDREL PANEL

07 8100-01
SPRAY-APPLIED FIREPROOFING

1' - 8"

CW ATTACHEMENT CLIP  IN 1 1/2"
RECESSED GROUT POCKET

FE211

FL110

10"

ALIGN

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2216-03
3-5/8" STUDS AND RUNNERS
09 2216-03

3-5/8" STUDS AND RUNNERS

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

08 4413-07
CUSTOM CLOSURE PANEL

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

08 4413-07
CUSTOM CLOSURE PANEL

FULLY SEALED BACK PAN

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

LEVEL 03
977' - 0"

KB-09

1' - 8"

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

08 8000-07
GL32 - LOW E CLEAR INSULATED
GLAZING SPANDREL PANEL

07 8100-01
SPRAY-APPLIED FIREPROOFING

HF-01

HF-01

STEEL REINFORCING TUBE WITH 
WELDED CAP INSIDE VERTICAL FRAMING 
MEMBERS.

WRAP AROUND VERTICAL STEEL TUBE AND 
OVER CURTAINWALL FRAMING. SEAL INTO 
GLAZING POCKET.SEE DETAIL 9/A-4.50.

A-4.50

12
Sim

A-6.15

8
Sim

SCHEDULED CEILING ASSEMBLY

RF331

1'
 -

 4
"

07 5216-11
5/8" COVER BOARD

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

08 4413-07
CUSTOM CLOSURE PANEL
FULLY SEALED BACK PAN

CW ATTACHEMENT CLIP  IN 1 1/2"
RECESSED GROUT POCKET

5 
1/

4"

08 4413-07
CUSTOM CLOSURE PANEL

10"

SEAL COPING INTO GLAZING 
POCKET 

A
LI

G
N

2 ASI 166

UK-H.7

AW200

09 5133-01
ACOUSTICAL METAL PAN CEILINGS

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

AW200

05 4000.15-01
CURVED COLD-FORMED METAL
FRAMING

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

LEVEL 02
963' - 0"

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-05
6" COLD-FORMED METAL FRAMING

A80

FL110

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 5133-01
ACOUSTICAL METAL PAN CEILINGS

09 5133-01
ACOUSTICAL METAL PAN CEILINGS

05 4000-05
6" COLD-FORMED METAL FRAMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

DELEGATED DESIGN CFMF 
FRAMING AND BRACING TYP.

TERAZZO FLOOR & BASE
09 6513-01

RESILIENT BASE

05 4000-06
8" COLD-FORMED METAL FRAMING

4"

1/2" REVEAL

1' - 7 3/4"CUSTOM ZINC CLOSURE PANEL

05 3100-01
STEEL DECKING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS
07 2726-01

FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

5'
 -

 0
"

8"

3'
 -

 6
"

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

05 4000-05
6" COLD-FORMED METAL FRAMING

NON-STRUCTURAL Z-GIRT

ZINC FLASHING

SELF-ADHERED FLASHING

ROLLED ANGLE

VENTABLE / DRAINABLE 
POLYESTER MESH WITH WASHER 
ATTACHMENT - B.O.D. FLEX-O-
VENT BY MARCO INDUSTRIES

WEEP AT FOLD

2 ASI 250, ASI 286

2 ASI 250

2 ASI 250

2 ASI 250

2 ADD 4

LEVEL 01
948' - 0"

7 1/2"

1/
2"
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5 SECTION DETAIL
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4 SECTION DETAIL

1 1/2" = 1'-0"A-4.55

1 SECTION DETAIL
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3 SECTION DETAIL
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LEVEL ROOF LOW
(990.0)

990' - 0"

UK-10 UK-09

LEVEL ROOF
INTERMEDIATE

998' - 0"

LEVEL PENTHOUSE
992' - 0"

CL

2' - 0"

11 7/8"1 1/4"7/8"

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 3100-03
STRUCTURAL STEEL ANGLE

RF111

AW211A

07 7129-02
EJ-2 ALUMINIUM ROOF EXPANSION
JOINT

A-4.60

6

05 4000-05
6" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

4" 2' - 0"

05 4000-07
COLD-FORMED METAL FRAMING CLIP

07 8100-01
SPRAY-APPLIED FIREPROOFING

09 2900-01
GYPSUM BOARD

FL110

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

05 3100-05
STRUCTURAL STEEL BENT PLATE

4"

09 5113-04
AXIOM CEILING TRIM

09 5113-01
ACOUSTICAL PANEL CEILING

999'-3 1/4"

1000'-0 7/8"

998'-9 7/8"

2 RFI 824

2 RFI 824

2 RFI 824

LEVEL ROOF LOW
(990.0)

990' - 0"

UK-10 UK-09

LEVEL ROOF
INTERMEDIATE

998' - 0"

LEVEL PENTHOUSE
992' - 0"

06 1053-01
FIRE-TREATED WOOD BLOCKING

07 2100-05
MINERAL-WOOL BOARD INSULATION

07 5216-11
5/8" COVER BOARD

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

2'
 -

 8
"

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 8100-02
SPRAY-APPLIED FIREPROOFING

07 7100-01
ALUMINUM COPING

RF111

FE211

05 3100-05
STRUCTURAL STEEL BENT PLATE

A-4.60

5

RF111

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2100-11
MINERAL WOOL BLANKETS

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2216-17
CORNERBEAD

09 2900-01
GYPSUM BOARD

6"

4" 2' - 0"

05 4000-05
6" COLD-FORMED METAL FRAMING

07 5216-00
SBS MODIFIED BITUMINOUS MEMBRANE
ROOF ASSEMBLY

07 5216-11
5/8" COVER BOARD

CL
9 1/4" 10 3/4"

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL1' - 8"

07 2726-01
FLUID-APPLIED AIR BARRIER

A-4.50

13
SIM

07 2726-01
FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 5216-11
5/8" COVER BOARD

8" 1 1/4" 1' - 0 5/8"

2 RFI 906

UK-10

LEVEL PENTHOUSE
992' - 0"

4" 2' - 0"

05 4000-05
6" COLD-FORMED METAL FRAMING

07 5216-11
5/8" COVER BOARD

07 7129-01
EJ-1 ALUMINIUM ROOF EXPANSION
JOINT

07 8100-01
SPRAY-APPLIED FIREPROOFING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 3100-05
STRUCTURAL STEEL BENT PLATE

2' - 0"4"

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-03
SHADOW MOLDING

07 9500-06
INTERIOR EJ-7 CEILING TO CEILING
COVER

09 5113-03
SHADOW MOLDING

09 5113-01
ACOUSTICAL PANEL CEILING

UK-10.2

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

07 6200-01
STAINLESS STEEL SHEET FLASHING

07 2726-04
SELF-ADHERED MEMBRANE FLASHING
WRAP AROUND BLOCKING AND SEAL TO SHEATHING

07 2100-11
MINERAL WOOL BLANKETS

07 5216-00
SBS MODIFIED BITUMINOUS MEMBRANE
ROOF ASSEMBLY

8"
 M

IN
.

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

LEVEL ROOF LOW
(990.0)

990' - 0"

UK-10 UK-09

LEVEL ROOF
INTERMEDIATE

998' - 0"

LEVEL PENTHOUSE
992' - 0"

CL

2' - 0"

RF111

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

07 5216-11
5/8" COVER BOARD

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 8100-02
SPRAY-APPLIED FIREPROOFING

FE211

RF111

A-4.60

5

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-05
6" COLD-FORMED METAL FRAMING

1' - 8" 4"

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 3100-05
STRUCTURAL STEEL BENT PLATE

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

07 2100-10
MINERAL WOOL BOARD – CURTAIN WALL

10 3/4"9 1/4"
07 2726-01

FLUID-APPLIED AIR BARRIER

A-4.50

13
SIM

08 4413-07
CUSTOM CLOSURE PANEL
FULLY SEALED BACK PAN

07 2100-11
MINERAL WOOL BLANKETS

_

07 7100-01
ALUMINUM COPING

07 2100-05
MINERAL-WOOL BOARD INSULATION

06 1053-01
FIRE-TREATED WOOD BLOCKING

07 2726-01
FLUID-APPLIED AIR BARRIER

RD014

2

06 1053-01
FIRE-TREATED WOOD BLOCKING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 7129-02
EJ-2 ALUMINIUM ROOF EXPANSION
JOINT

06 1053-01
FIRE-TREATED WOOD BLOCKING

05 4000-05
6" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

FE211

4"

05 4000-05
6" COLD-FORMED METAL FRAMING

07 5216-11
5/8" COVER BOARD

07 2100-11
MINERAL WOOL BLANKETS

07 6200-01
STAINLESS STEEL SHEET FLASHING

07 2726-01
FLUID-APPLIED AIR BARRIER

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

WRAP AROUND BLOCKING AND SEAL TO AIR BARRIER

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

2 ASI 220

07 5216-09
1/2" COVER BOARD

AW211A
07 2726-04

SELF-ADHERED MEMBRANE FLASHING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 7129-02
EJ-2 ALUMINIUM ROOF EXPANSION
JOINT

06 1053-01
FIRE-TREATED WOOD BLOCKING

07 5216-11
5/8" COVER BOARD

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS
06 1600-04

5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-05
6" COLD-FORMED METAL FRAMING

4"

07 2100-11
MINERAL WOOL BLANKETS

05 4000-05
6" COLD-FORMED METAL FRAMING

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

WRAP AROUND BLOCKING AND SEAL TO AIR BARRIER

07 6200-02
ALUMINUM SHEET FLASHING AND TRIM

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS
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LEVEL 03
977' - 0"

KB-D.9

6" MIN 4" 1' - 8"

7 1/2"

1'
 -

 4
"

07 8100-01
SPRAY-APPLIED FIREPROOFING

FL110

FE211

RF351

07 9500-07
INTERIOR EJ-8 CEILING TO CORNER
COVER

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-03
SHADOW MOLDING

A81

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 6200-03
STAINLESS STEEL SILL PAN FLASHING

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

09 2216-04
6" STUDS AND RUNNERS

WOODFOLD ROLLING DOOR, 
ATTACHED TO STUCTURE ABOVE

OPENING IN GYP. FOR ROLLING DOOR, VERIFY W/ MFR

09 2900-01
GYPSUM BOARD

A-4.54

7
SIM

LEVEL 03
977' - 0"

KB-08

6" MIN 4" 2' - 0"

AW211D

FL110

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 3100-05
STRUCTURAL STEEL BENT PLATE

1'
 -

 4
"

RF351

05 4000-07
COLD-FORMED METAL FRAMING CLIP

05 4000-07
COLD-FORMED METAL FRAMING CLIP

1"

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-04
AXIOM CEILING TRIM

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

09 2216-17
CORNERBEAD

09 2900-01
GYPSUM BOARD

WF612

KB-08.2

1/2"x1/2" SOLID STOCK 
REVEAL

DOOR AS SCHEDULED

A
LI

G N

VENEER AT ALL EXPOSED 
EDGES. ATTACH TO 
PARTITION WITH CONCEALED 
HANGERS

1/
2"

1/2"

M
IN1"

06 1053-01
FIRE-TREATED WOOD BLOCKING

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2216-03
3-5/8" STUDS AND RUNNERS

06 1053-01
FIRE-TREATED WOOD BLOCKING

06 4216-01
FLUSH WOOD PANELING

09 2900-01
GYPSUM BOARD

06 1053-01
FIRE-TREATED WOOD BLOCKING

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

2' - 0"

RF361

A-4.54

7
SIM

05 4000-05
6" COLD-FORMED METAL FRAMING

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 6200-01
STAINLESS STEEL SHEET FLASHING

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

07 8100-01
SPRAY-APPLIED FIREPROOFING

6 
1/

8"

2"

RCP

REFER TO

2
RFI 929 -
SUPPLEMENT

1/
8"

09 7723-01
1" FABRIC WRAPPED ACOUSTIC PANEL

LEVEL 03
977' - 0"

KB-08

6" MIN 4" 2' - 0"

FL110

AW101A

05 4000-05
6" COLD-FORMED METAL FRAMING

05 4000-05
6" COLD-FORMED METAL FRAMING

05 3100-05
STRUCTURAL STEEL BENT PLATE

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 8100-01
SPRAY-APPLIED FIREPROOFING

1'
 -

 4
"

RF361

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-05
GYPSUM BOARD - TYPE X

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-03
SHADOW MOLDING

SCHEDULED CLG

REFER TO RCP

7 1/4" 1' - 4 3/4"

04 2000-03
CAVITY DRAINAGE MATERIAL

07 6200-01
STAINLESS STEEL SHEET FLASHING

07 2726-01
FLUID-APPLIED AIR BARRIER

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-04
AXIOM CEILING TRIM

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2216-02
2-1/2" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

09 2216-17
CORNERBEAD

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-05
GYPSUM BOARD - TYPE X

09 2216-03
3-5/8" STUDS AND RUNNERS

8"

05 4000-05
6" COLD-FORMED METAL FRAMING
TO BOTTOM OF ROOF STRUCTURE

04 2000-07
MASONRY WEEPS AND VENTS

KB-08.2

VERIFY W/ MFR

1' - 6"

9" 9"

STEEL PLATE TO SUPPORT DOOR, 
SEE STRUCTURAL DWGS

1/2" DIA. THREADED RODS WITH 
NUTS AND WASHERS

08 3513-01
INTERIOR FIRE-RATED FOLDING DOOR

AND PREFINISHED TRACK ASSEMBLY
BY MANUFACTURER

2' - 0"

1' - 9 3/4"
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KB-08

KB-G

UK-09

05 4000-04
4" COLD-FORMED METAL FRAMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

2' - 0"

4"

AW144C FE211

AW140A

07 9500-10
EXTERIOR EJ-11 UNRATED
WALL-TO-WALL AND SOFFIT JOINT
ASSEMBLY

09 2900-01
GYPSUM BOARD

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

09 2216-03
3-5/8" STUDS AND RUNNERS

D71

1' - 2 1/2"

A80

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

KB-08.2

D32

WF812A

12 3661.16-02
SOLID SURFACING SILLS

2 PCO 280

KB-08

KB-G

UK-09

2' - 0"

4"

AW101A

07 9500-10
EXTERIOR EJ-11 UNRATED
WALL-TO-WALL AND SOFFIT JOINT
ASSEMBLY

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

09 2216-03
3-5/8" STUDS AND RUNNERS

FE211

FE211

FE211

07 8100-01
SPRAY-APPLIED FIREPROOFING

WF312B

A80

1' - 4 1/2" 07 9500-10
EXTERIOR EJ-11 UNRATED
WALL-TO-WALL AND SOFFIT JOINT
ASSEMBLY

KB-08.2

3 5/8" 3 1/4"5/8"
6"

10 1/2"

UK-A

UK-09

C L
C L

7 
1/

2"
1'

 -
 4

 1
/2

"

4" 2' - 0"

08 8000-05
GL30 - LOW E CLEAR INSULATED
GLAZING, TEMPERED

05 4000-05
6" COLD-FORMED METAL FRAMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2900-01
GYPSUM BOARD

05 4000-05
6" COLD-FORMED METAL FRAMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 9500-10
EXTERIOR EJ-11 UNRATED
WALL-TO-WALL AND SOFFIT JOINT
ASSEMBLY

FE211

AW100A

3/16"

KB-08

KB-G

UK-09

FE211

FE211

AW101A

AW101A

07 9500-10
EXTERIOR EJ-11 UNRATED
WALL-TO-WALL AND SOFFIT JOINT
ASSEMBLY

KB-08.2

UK-A

UK-09

FE211

AW100A

07 9500-10
EXTERIOR EJ-11 UNRATED
WALL-TO-WALL AND SOFFIT JOINT
ASSEMBLY

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 9500-10
EXTERIOR EJ-11 UNRATED
WALL-TO-WALL AND SOFFIT JOINT
ASSEMBLY

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-05
6" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-04
4" COLD-FORMED METAL FRAMING

05 4000-04
4" COLD-FORMED METAL FRAMING
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UK-10

KB-D.9

2 1/2"

4"

2 1/2"

07 9500-10
EXTERIOR EJ-11 UNRATED
WALL-TO-WALL AND SOFFIT JOINT
ASSEMBLY

07 9500-10
EXTERIOR EJ-11 UNRATED
WALL-TO-WALL AND SOFFIT JOINT
ASSEMBLY

FE211

FE211

4" 2' - 0"

EXTERIOR SEAL 
BASE CLOSURE

05 5813-01
COLUMN COVERS

07 8100-01
SPRAY-APPLIED FIREPROOFING

09 2216-14
2" Z FURRING CHANNEL

UK-10.2

COORDINATE SIZE WITH APPLIED 
FIREPROOFING AND CLEARLY INDICATE 
ANY DEVIATIONS ON SHOP DRAWINGS.

R 11"

10b

Eb UK-F

UK-20

07 8100-01
SPRAY-APPLIED FIREPROOFING

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2216-03
3-5/8" STUDS AND RUNNERS

FE822.2

07 9500-05
INTERIOR EJ-6 NON-RATED
WALL-TO-WALL CORNER JOINT
ASSEMBLY

FE122

07 9500-08
INTERIOR EJ-9 FIRE RATED
WALL-TO-WALL JOINT ASSEMBLY

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 4000-05
6" COLD-FORMED METAL FRAMING

09 2900-05
GYPSUM BOARD - TYPE X

09 2216-09
6" SHAFT WALL METAL STUD

K60

D31

D31

09 2900-01
GYPSUM BOARD

09 2900-01
GYPSUM BOARD

5 7/8" 4"

1'
 -

 6
 5

/8
"

5 7/8" 4"

10b

Eb UK-F

UK-20

UK-E.9

C80

05 4000-05
6" COLD-FORMED METAL FRAMING

05 4000-05
6" COLD-FORMED METAL FRAMING

07 9500-08
INTERIOR EJ-9 FIRE RATED
WALL-TO-WALL JOINT ASSEMBLY

05 4000-05
6" COLD-FORMED METAL FRAMING

09 2900-05
GYPSUM BOARD - TYPE X

09 2900-05
GYPSUM BOARD - TYPE X

09 2116.23-01
GYPSUM BOARD - SHAFT WALL

09 2116.23-01
GYPSUM BOARD - SHAFT WALL

09 2216-03
3-5/8" STUDS AND RUNNERS

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 8100-01
SPRAY-APPLIED FIREPROOFING

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

07 9500-05
INTERIOR EJ-6 NON-RATED
WALL-TO-WALL CORNER JOINT
ASSEMBLY

09 2900-01
GYPSUM BOARD

FE122

K60

K60

D31

D31

1'
 -

 6
 5

/8
"

5 7/8" 4"

5 7/8" 4"

10b

Eb UK-F

UK-20

UK-E.9

05 4000-05
6" COLD-FORMED METAL FRAMING

05 4000-05
6" COLD-FORMED METAL FRAMING

07 9500-08
INTERIOR EJ-9 FIRE RATED
WALL-TO-WALL JOINT ASSEMBLY

05 4000-05
6" COLD-FORMED METAL FRAMING

09 2900-05
GYPSUM BOARD - TYPE X

09 2900-05
GYPSUM BOARD - TYPE X

09 2116.23-01
GYPSUM BOARD - SHAFT WALL

09 2216-03
3-5/8" STUDS AND RUNNERS

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 8100-01
SPRAY-APPLIED FIREPROOFING

FE822.2

09 2900-01
GYPSUM BOARD

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

07 9500-05
INTERIOR EJ-6 NON-RATED
WALL-TO-WALL CORNER JOINT
ASSEMBLY

09 2900-01
GYPSUM BOARD

K60

D31

D31

1'
 -

 6
 5

/8
"

5 7/8" 4"

5 7/8" 4"

KB-08

KB-F
AW211D

AW101A

KB-E

KB-D.9

AW211D

FE211

09 2900-01
GYPSUM BOARD

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2100-03
GLASS-FIBER BLANKET INSULATION

05 4000-04
4" COLD-FORMED METAL FRAMING

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

07 9200-01
JOINT SEALANT AND BACKER ROD

05 4000-04
4" COLD-FORMED METAL FRAMING

D71

KB-08.2

UK-10

KB-D.9

UK-10.2

07 9500-10
EXTERIOR EJ-11 UNRATED
WALL-TO-WALL AND SOFFIT JOINT
ASSEMBLY

07 9500-10
EXTERIOR EJ-11 UNRATED
WALL-TO-WALL AND SOFFIT JOINT
ASSEMBLY

05 4000-05
6" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-05
6" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

2 1/2"
4"

2 1/2"

4" 2' - 0"

1"

1"

1"

1"

08 4413-07
CUSTOM CLOSURE PANEL

08 4413-07
CUSTOM CLOSURE PANEL
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06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

08 9900-03
GL21 - CLEAR LAMINATED GLASS WITH
FRIT PATTERN

07 7100-05
ALUMINUM GUTTER

12' - 0"

3"
3"

08 4413-07
CUSTOM CLOSURE PANEL

1 
1/

2"

CL CL CL
8"7' - 4"3' - 1"11"

05 4000-04
4" COLD-FORMED METAL FRAMING

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

8"

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

1'
 -

 6
 1

/2
"

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

THERMAL BRAKE PLATE. SEE STRUCTURAL 
STEEL GENERAL NOTE 27 ON SHEET F0.03

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

08 4413-07
CUSTOM CLOSURE PANEL

07 2100-11
MINERAL WOOL BLANKETS

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

09 9600-01
HIGH-PERFORMANCE COATING FINISH

GALVANIZED WITH

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 1200-01
STRUCTURAL STEEL FRAMING

08 8000-05
GL30 - LOW E CLEAR INSULATED
GLAZING, TEMPERED

08 8000-05
GL30 - LOW E CLEAR INSULATED
GLAZING, TEMPERED

08 4413-07
CUSTOM CLOSURE PANEL

2 1/2" 7 5/8"

2 
1/

2"
7 

5/
8"

10
 1

/8
"

10 1/8"

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING
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A-2.15
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A-4.14

UK-D.4
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 -
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5' - 0"
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6'
 -

 3
 3
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" KB-03

KB-02

KB-H

8' - 2"

8' - 0"

8' - 2"

24' - 4"

1'
 - 

1 
3/

4"

1'
 - 

0"

1'
 - 

0"

1'
 - 

0"

9 
1/

4"
4'

 - 
11

"

A-4.66

1

10 7113-01
EXTERIOR SUN CONTROL DEVICES

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

09 9600-01
HIGH-PERFORMANCE COATING FINISH

GALVANIZED 12x4 HSS WITH

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

10" EXTRUDED ALUMINUM AIRFOIL BLADES, TYP.

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

08 8000-05
GL30 - LOW E CLEAR INSULATED
GLAZING, TEMPERED

08 8000-05
GL30 - LOW E CLEAR INSULATED
GLAZING, TEMPERED

6 1/2"9 1/2"9 1/2"9 1/2"9 1/2"6 1/2"

4' - 11"

1'
 -

 0
"

GALVANIZED 12x4 HSS WITH
10" EXTRUDED ALUMINUM 
AIRFOIL BLADES, TYP.

10 7113-01
EXTERIOR SUN CONTROL DEVICES

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

09 9600-01
HIGH-PERFORMANCE COATING FINISH

KB-03

KB-H

1'
 - 

8"

4"

1'
 - 

8"

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

04 2000-06
MASONRY VENEER ANCHORS

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 4000-05
6" COLD-FORMED METAL FRAMING

05 4000-04
4" COLD-FORMED METAL FRAMING

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

08 8000-05
GL30 - LOW E CLEAR INSULATED
GLAZING, TEMPERED

04 2000-01
FACE BRICK

12x4 HSS BRACE AT
TOP OF HSS COLUMN

4x4 HSS COLUMN

4'
 - 

7"

WELD ALL AROUND 
DRESS W/ GALV. PAINT

4"

4"

3' - 8"

8'
 - 

3"

1' - 4"

2"

1' - 6"

10" EXTRUDED ALUMINUM AIRFOIL 
BLADES IN PRE-MANUFACTURED 
DROP-IN FRAMES

WELD ALL AROUND
DRESS W/ GALV. PAINT

GALVANIZED 12x4 HSS WITH

07 2726-01
FLUID-APPLIED AIR BARRIER

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

09 9600-01
HIGH-PERFORMANCE COATING FINISH

10 7113-01
EXTERIOR SUN CONTROL DEVICES
10 7113-01

EXTERIOR SUN CONTROL DEVICES

GALVANIZED 12x4 HSS WITH

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

09 9600-01
HIGH-PERFORMANCE COATING FINISH

07 2726-04
SELF-ADHERED MEMBRANE FLASHING
07 2726-04

SELF-ADHERED MEMBRANE FLASHING

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 2100-03
GLASS-FIBER BLANKET INSULATION

08 4413-09
EXTRUDED ALUMINIUM CURTAIN WALL
JAMB EXTENSION
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6 SECTION DETAIL
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5 PLAN DETAIL
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4
LOUVRED CANOPY DETAILS - LEVEL 02 AREA E - ATM
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1/2" = 1'-0"A-4.66
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KB-10

AW200

FE211

05 4000-04
4" COLD-FORMED METAL FRAMING

09 2900-01
GYPSUM BOARD

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

07 2100-03
GLASS-FIBER BLANKET INSULATION

5 3/8"

4 5/8"
6"

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

1' - 4"

07 9200-01
JOINT SEALANT AND BACKER ROD

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

CUSTOM ZINC 
CLOSURE PANEL

05 3100-01
STEEL DECKING

05 3100-01
STEEL DECKING

08 4413-07
CUSTOM CLOSURE PANEL

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

1/2" MIN.

VERIFY DIMENSION

RADIUS TRACK TO

4"

UK-E.9

FE211

D31

08 4413-07
CUSTOM CLOSURE PANEL

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

05 4000-04
4" COLD-FORMED METAL FRAMING

AW200

05 4000-07
COLD-FORMED METAL FRAMING CLIP

05 3100-01
STEEL DECKING

09 2900-01
GYPSUM BOARD

05 4000.15-01
CURVED COLD-FORMED METAL
FRAMING

09 2216-22
DRYWALL J REVEAL

05 4000-07
COLD-FORMED METAL FRAMING CLIP

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 2726-01
FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

CUSTOM ZINC 
CLOSURE PANEL

05 3100-01
STEEL DECKING

05 3100-01
STEEL DECKING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

.1
' - 

4"

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.
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**UPDATED DETAIL ON SHEET A-4.73B AS PART OF PCO 175

KB-N

AW200

FE211

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

05 3100-01
STEEL DECKING

05 4000-07
COLD-FORMED METAL FRAMING CLIP

09 2900-01
GYPSUM BOARD

05 4000-05
6" COLD-FORMED METAL FRAMING

09 2216-18
DRYWALL F REVEAL

K60

08 4413-07
CUSTOM CLOSURE PANEL

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS
07 2726-01

FLUID-APPLIED AIR BARRIER

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 9200-01
JOINT SEALANT AND BACKER ROD

07 9200-01
JOINT SEALANT AND BACKER ROD

08 4413-07
CUSTOM CLOSURE PANEL

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

09 2900-01
GYPSUM BOARD

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-04
4" COLD-FORMED METAL FRAMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2900-01
GYPSUM BOARD

CR

CR

2' - 3 1/2"

3'
 -

 9
 3

/8
"

K40

2 PCO 073

FE211

05 3100-01
STEEL DECKING

05 4000.15-01
CURVED COLD-FORMED METAL
FRAMING

AW200

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2900-01
GYPSUM BOARD

09 2900-01
GYPSUM BOARD

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

08 4413-07
CUSTOM CLOSURE PANEL

07 9200-01
JOINT SEALANT AND BACKER ROD

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 2726-01
FLUID-APPLIED AIR BARRIER

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

05 3100-01
STEEL DECKING

CUSTOM ZINC CLOSURE PANEL

UK-12.2

AW142A

07 9200-01
JOINT SEALANT AND BACKER ROD

05 4000-04
4" COLD-FORMED METAL FRAMING

07 9200-01
JOINT SEALANT AND BACKER ROD

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS
07 2726-01

FLUID-APPLIED AIR BARRIER

07 9200-01
JOINT SEALANT AND BACKER ROD

07 9200-01
JOINT SEALANT AND BACKER ROD
09 2900-01

GYPSUM BOARD
09 2216-03

3-5/8" STUDS AND RUNNERS

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

07 2100-03
GLASS-FIBER BLANKET INSULATION

04 2000-06
MASONRY VENEER ANCHORS

09 2900-01
GYPSUM BOARD

09 2216-04
6" STUDS AND RUNNERS

Gb

UK-G

.1' - 4"

2'
 -

 0
"

AW141A

AW200

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

COLD FORMED "L" CLIPS @ 2'-0" O.C.

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 3100-01
STEEL DECKING

05 4000.15-01
CURVED COLD-FORMED METAL
FRAMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

5'
 -

 8
 3

/8
"

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

05 3100-01
STEEL DECKING

5 3/8"

2' - 0 3/8"

UK-13

6"

MIN.

3" 1" MIN.

05 4000-04
4" COLD-FORMED METAL FRAMING

07 5216-11
5/8" COVER BOARD
SEALED JOINTS - ADHERE SBS 
ROOFING PER MANUFACTURER 
STANDARDS

CANT AS REQUIRED BY ROOFING 
MANUF.

ROOFING FINISH PLY

FLASHING BASE PLY

ROOFING BASE PLY

FLASHING FINISH PLY

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

07 5216-09
1/2" COVER BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 2100-02
2" CONTINUOUS MINERAL-WOOL BOARD
INSULATION

RF111

RF111

07 5216-11
5/8" COVER BOARD

06 1053-01
FIRE-TREATED WOOD BLOCKING

FLASHING BASE PLY

CAP PLY

07 6200-02
ALUMINUM SHEET FLASHING AND TRIM
PRIME METAL FLANGE, SET IN MASTIC 
AND FASTEN 3" O.C. STAGGERED

FLASHING BASE PLY

WOOD BLOCKING - NEW CONTINUOUS 
DOUGLAS FIR BLOCKING INFILL 
SECURED METAL DECK

07 5216-01
SBS MODIFIED BITUMINOUS MEMBRANE
ROOFING

2 RFI 673

UK-13

LEVEL ROOF
INTERMEDIATE

998' - 0"

LEVEL PENTHOUSE
992' - 0"

A-4.68

8

2 RFI 673
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1 1/2" = 1'-0"A-4.68

5 METAL PANEL PLAN DETAIL

1 1/2" = 1'-0"A-4.68

1 CURTAINWALL JAMB - DETAIL 2

1 1/2" = 1'-0"A-4.68

2 CURVED WALL DETAILS - LEVEL 02 - CINEMA (W)

1 1/2" = 1'-0"A-4.68

4 CURVED WALL DETAILS - LEVEL 03 - CINEMA (W)

1 1/2" = 1'-0"A-4.68

3 CURVED WALL DETAILS - LEVEL 02 - BBT (NE)

1 1/2" = 1'-0"A-4.68

6 PLAN DETAIL
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UK-A

UK-07

3'
 -

 3
 3

/4
"

1'
 -

 0
 1

/2
"

1'
 -

 7
 1

/2
"

5'
 -

 1
1 

5/
8"

2' - 7 5/8"

1' - 3 7/8" 1' - 3 7/8"

09 2216-03
3-5/8" STUDS AND RUNNERS

04 2000-01
FACE BRICK

04 2000-06
MASONRY VENEER ANCHORS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-05
6" COLD-FORMED METAL FRAMING

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 2100-03
GLASS-FIBER BLANKET INSULATION

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

09 2216-14
2" Z FURRING CHANNEL

A-4.81

4

A-4.81

4

2 PCO 063

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

2 PCO 063

08 3523-01
EXTERIOR PANEL FOLDING DOOR

07 9200-00
JOINT SEALANT

SECURE TO BLOCKING

A-4.80

12

1'
 -

 4
 1

/2
"

3 3/4"

1'
 -

 7
 1

/2
"

UK-A

UK-03

1'
 -

 7
 7

/8
"

1'
 -

 0
 1

/2
"

3'
 -

 3
 3

/4
"

6'
 -

 0
"

CL
1' - 4" 8 3/8"

07 2100-03
GLASS-FIBER BLANKET INSULATION

05 4000-05
6" COLD-FORMED METAL FRAMING 04 2000-11

REINFORCED 8" CONCRETE MASONRY
UNIT

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

04 2000-06
MASONRY VENEER ANCHORS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

04 2000-01
FACE BRICK

05 4000-05
6" COLD-FORMED METAL FRAMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 8100-01
SPRAY-APPLIED FIREPROOFING

09 2900-01
GYPSUM BOARD

09 2900-01
GYPSUM BOARD

05 4000-05
6" COLD-FORMED METAL FRAMING

05 4000-05
6" COLD-FORMED METAL FRAMING

A-4.81

4

3 
1/

2"

1 ADD 4

1 ADD 4

1 ADD 4

UK-A

UK-05

1' - 3 7/8" 1' - 3 7/8"

2' - 7 5/8"

07 8100-02
SPRAY-APPLIED FIREPROOFING

05 4000-03
2-1/2" COLD-FORMED METAL FRAMING

3'
 -

 3
 3

/4
"

1'
 -

 0
 1

/2
"

1'
 -

 7
 1

/2
"

5'
 -

 1
1 

5/
8"

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-05
6" COLD-FORMED METAL FRAMING

05 4000-04
4" COLD-FORMED METAL FRAMING

05 4000-05
6" COLD-FORMED METAL FRAMING

09 2900-01
GYPSUM BOARD

05 4000-05
6" COLD-FORMED METAL FRAMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 2100-03
GLASS-FIBER BLANKET INSULATION

05 4000-05
6" COLD-FORMED METAL FRAMING

04 2000-06
MASONRY VENEER ANCHORS

04 2000-01
FACE BRICK

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-05
6" COLD-FORMED METAL FRAMING

A-4.81

4

A-4.81

4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

UK-A

UK-08
3

A-4.12

4'
 -

 4
 1

/4
"

1'
 -

 7
 1

/2
"

5'
 -

 1
1 

5/
8"

CL

1' - 3 7/8" 1' - 3 7/8"

CL

2' - 7 5/8"

04 2000-01
FACE BRICK

04 2000-06
MASONRY VENEER ANCHORS

05 4000-05
6" COLD-FORMED METAL FRAMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

2 PCO 063

2 PCO 063

2 PCO 063

A-4.81

4
A-4.81

4

1'
 -

 8
"

LEVEL 03
977' - 0"

UK-A

1' - 7 1/2" 10" 1/2" 6 5/8" 2' - 11 1/8"

5' - 11 5/8"

07 2100-03
GLASS-FIBER BLANKET INSULATION

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2100-03
GLASS-FIBER BLANKET INSULATION

05 4000-05
6" COLD-FORMED METAL FRAMING

07 8100-02
SPRAY-APPLIED FIREPROOFING

07 8443-01
FIRE-RESISTIVE JOINT SYSTEM

05 4000-07
COLD-FORMED METAL FRAMING CLIP

07 2100-03
GLASS-FIBER BLANKET INSULATION

04 2000-06
MASONRY VENEER ANCHORS

05 3100-04
COMPOSITE FLOOR DECK

UK-A

UK-AA

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

09 2216-15
7/8" HAT-SHAPED FURRING CHANNEL

9 7/8" 1' - 2 1/8" 04 2000-01
FACE BRICK

04 2000-06
MASONRY VENEER ANCHORS

04 2000-07
MASONRY WEEPS AND VENTS

05 4000-04
4" COLD-FORMED METAL FRAMING

09 2900-01
GYPSUM BOARD

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 1200-01
STRUCTURAL STEEL FRAMING

05 3100-03
STRUCTURAL STEEL ANGLE

04 2000-03
CAVITY DRAINAGE MATERIAL

07 2100-03
GLASS-FIBER BLANKET INSULATION

05 4000-04
4" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

985'-6 1/2"

RD006

7

2 ASI 210

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELSSTANDING SEAM END TRIM, 

FULLY SEATED IN MASTIC

07 4113.16-07

ZINC FASCIA

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

07 4113.16-07

ZINC  FLASHING CLEAT

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

07 4113.16-07

ZINC  SHEET METAL SOFFIT
07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

E.Q. E.Q.

ZINC  END CLEAT

2 ASI 210

2 ASI 210

UK-A

TOP OF BRICK

984' - 4"

09 5133-01
ACOUSTICAL METAL PAN CEILINGS

07 2100-03
GLASS-FIBER BLANKET INSULATION

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 6200-01
STAINLESS STEEL SHEET FLASHING

05 4000-04
4" COLD-FORMED METAL FRAMING

05 4000-05
6" COLD-FORMED METAL FRAMING

04 2000-01
FACE BRICK

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2100-03
GLASS-FIBER BLANKET INSULATION

05 4000-04
4" COLD-FORMED METAL FRAMING

05 1200-01
STRUCTURAL STEEL FRAMING

04 2000-07
MASONRY WEEPS AND VENTS

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

04 2000-06
MASONRY VENEER ANCHORS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-04
4" COLD-FORMED METAL FRAMING

07 6200-01
STAINLESS STEEL SHEET FLASHING

09 2216-16
1-1/2" HAT-SHAPED FURRING CHANNEL

09 2216-15
7/8" HAT-SHAPED FURRING CHANNEL985'-5"

07 4213.13-05
LAP-SEAM ZINC ROOF PANEL

04 2000-07
MASONRY WEEPS AND VENTS

2 PCO 063
04 2000-07

MASONRY WEEPS AND VENTS

2 PCO 063

RD006

7
SIM

2ASI

UK-AUK-AUK-A

1' - 5 1/8" 6 7/8"

1' - 7 1/2" 2' - 0" 2' - 4 1/4"

2' - 2 3/4"

TOP OF BRICK

984' - 4"

7"
6 

1/
4" 06 1600-04

5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-04
4" COLD-FORMED METAL FRAMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 6200-01
STAINLESS STEEL SHEET FLASHING

04 2000-03
CAVITY DRAINAGE MATERIAL

05 4000-01-07

05 4000-04
4" COLD-FORMED METAL FRAMING

05 4000-05
6" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

5' - 11 5/8"

05 1200-01
STRUCTURAL STEEL FRAMING

04 2000-01
FACE BRICK

07 2726-01
FLUID-APPLIED AIR BARRIER

04 2000-07
MASONRY WEEPS AND VENTS

04 2000-06
MASONRY VENEER ANCHORS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

05 4000-05
6" COLD-FORMED METAL FRAMING

09 2216-16
1-1/2" HAT-SHAPED FURRING CHANNEL

09 2216-15
7/8" HAT-SHAPED FURRING CHANNEL

05 3100-03
STRUCTURAL STEEL ANGLE

LEVEL 03
977' - 0"

KB-H

04 2000-01
FACE BRICK

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

04 2000-06
MASONRY VENEER ANCHORS

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2216-16
1-1/2" HAT-SHAPED FURRING CHANNEL

05 4000-04
4" COLD-FORMED METAL FRAMING

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

05 4000-05
6" COLD-FORMED METAL FRAMING

05 4000-05
6" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

10 3/8"

07 4213.13-05
LAP-SEAM ZINC ROOF PANEL

UK-A

UK-08
3

A-4.12
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 -
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1 
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8"

CL

1' - 3 7/8" 1' - 3 7/8"

CL

2' - 7 5/8"

04 2000-01
FACE BRICK

04 2000-06
MASONRY VENEER ANCHORS

05 4000-05
6" COLD-FORMED METAL FRAMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

2 PCO 063
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1 Mock-Up Plan

1/4" = 1'-0"A-4.73A

2 Mock-Up South Elevation

1/4" = 1'-0"A-4.73A

3 Mock-Up North Elevation
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4 Mock-Up Section 1
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6 Mock-Up Section 3
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1 1/2" = 1'-0"A-4.80

9 PLAN DETAIL

1 1/2" = 1'-0"A-4.80

5 PLAN DETAIL

1 1/2" = 1'-0"A-4.80

1 PLAN DETAIL

1 1/2" = 1'-0"A-4.80

7 PLAN DETAIL

1 1/2" = 1'-0"A-4.80

11 PLAN DETAIL

1 1/2" = 1'-0"A-4.80

8 PLAN DETAIL

3" = 1'-0"A-4.80

12 FOLDING GLASS WALL JAMB DETAIL

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

2 PCO 063
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UK-01

AW142B

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

07 2100-03
GLASS-FIBER BLANKET INSULATION

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-04
4" COLD-FORMED METAL FRAMING

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

1 1/2" 1' - 8"6"

3'
 -

 6
"

A-4.81

4

WF812A

N41

D13

WF812A

N41

N41

2 ASI 351

UK-D

UK-D.4

11
"

1'
 -

 0
 1

/2
"

7 
1/

2"
11

"

09 2216-04
6" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

09 2900-01
GYPSUM BOARD

09 2216-04
6" STUDS AND RUNNERS

07 2100-03
GLASS-FIBER BLANKET INSULATION

D81

D71

05 4000-04
4" COLD-FORMED METAL FRAMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

AW142A

07 6200-01
STAINLESS STEEL SHEET FLASHING

ATM MACHINE

AW142A

07 6200-01
STAINLESS STEEL SHEET FLASHING

07 6200-01
STAINLESS STEEL SHEET FLASHING

ATM MACHINE

07 6200-01
STAINLESS STEEL SHEET FLASHING

AW142A

A-4.81

4

1'
 -

 1
 5

/8
"

A-4.81

5

KB-10.9

04 2000-06
MASONRY VENEER ANCHORS

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

04 2000-11
REINFORCED 8" CONCRETE MASONRY
UNIT

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

07 6200-01
STAINLESS STEEL SHEET FLASHING

08 4413-07
CUSTOM CLOSURE PANEL

D31

AW142A

08 8000-03
GL20 - CLEAR LAMINATED GLASS

05 40 00.D2

SS MEATAL PINS

07 9200-01
JOINT SEALANT AND BACKER ROD

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

09 2900-01
GYPSUM BOARD

09 2216-04
6" STUDS AND RUNNERS

07 2100-05
MINERAL-WOOL BOARD INSULATION

07 2100-11
MINERAL WOOL BLANKETS

07 9200-01
JOINT SEALANT AND BACKER ROD

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

3 
1/

2"

08 4413-09
EXTRUDED ALUMINIUM CURTAIN WALL
JAMB EXTENSION

07 9200-01
JOINT SEALANT AND BACKER ROD

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 2100-03
GLASS-FIBER BLANKET INSULATION

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2726-05
FLEXIBLE SILICONE SHEET FLASHING

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

09 2900-01
GYPSUM BOARD

07 2100-05
MINERAL-WOOL BOARD INSULATION

07 2100-11
MINERAL WOOL BLANKETS

07 9200-01
JOINT SEALANT AND BACKER ROD

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

3 
1/

2"

08 4413-09
EXTRUDED ALUMINIUM CURTAIN WALL
JAMB EXTENSION

1-1/2" X 1-1/2" X 1/8" SS ANGLE WELDED 
TO 2" X 2" X 1/4" SS ANGLE (BP#5) 

NEOPRENE TAPE (BP#5)

1" LAMINATED GLASS (BP#3) - REFER TO BP#5 
DOCUMENTS FOR INTERLAYER AND 
ARTWORKWATERPROOF LED LIGHT PANEL (BP#5)

1/4" GALV STL PLATE WITH HPC (BP#5)

3/4" X 3" X 1/4" GALV STL CHANNEL WITH HPC AND 
KEYHOLE SLOTS AT 1'-6" OC WELDED TO ANGLES (BP#5)

4-1/4" X 3" X 1/4" GALV STL ANGLE WITH HPC BOLTED 
TO MASONRY (BP#5)

KEYHOLE BUTTONS WITH HPC WELDED TO PLATE (BP#5)

07 4213.13-03
THERMALLY BROKEN Z-GIRT

OR

07 2726-01
FLUID-APPLIED AIR BARRIER

04 2000-11
REINFORCED 8" CONCRETE MASONRY
UNIT

07 7100-01
ALUMINUM COPING
WRAP OVER CMU AND AIR BARRIER

07 7100-01
ALUMINUM COPING

ALUMINUM COPING AND ENDCAP AT 
MASONRY OPENING BEYOND

ANGLE ATTACHED TO PLATE WITH CONTERSUNK 
FLAT HEAD SCREWS (BP#5) 

KB-10.9

1' - 6 1/8" 4 3/8"

2 ASI 227

1' - 10 1/2"

KB-10.9

1' - 7" 2 5/8"

1-1/2" X 1-1/2" X 1/8" SS ANGLE WELDED 
TO 2" X 2" X 1/4" SS ANGLE (BP#5)

NEOPRENE TAPE (BP#5)

1" LAMINATED GLASS (BP#3) - REFER TO BP#5 
DOCUMENTS FOR INTERLAYER AND ARTWORK

WATERPROOF LED PANEL (BP#5)

1/4" GALV STL PLATE WITH HPC (BP#5)

3/4" X 3" X 1/4" GALV STL CHANNEL WITH HPC AND 
KEYHOLE SLOTS AT 1'-6" OC WELDED TO ANGLES (BP#
5)

4-1/4" X 3" X 1/4" GALV STL ANGLE WITH HPC BOLTED 
TO MASONRY (BP#5)

KEYHOLE BUTTONS WITH HPC WELDED TO PLATE 
(BP#5)

WITH HEMMED EDGE

OR

ATTACH ANGLE TO PLATE WITH CONTERSUNK 
FLAT HEAD SCREWS (BP#5) 

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

07 6200-01
STAINLESS STEEL SHEET FLASHING

07 4213.13-03
THERMALLY BROKEN Z-GIRT

07 6200-01
STAINLESS STEEL SHEET FLASHING

07 9200-01
JOINT SEALANT AND BACKER ROD

04 2000-06
MASONRY VENEER ANCHORS

07 2100-02
2" CONTINUOUS MINERAL-WOOL BOARD
INSULATION

07 2726-01
FLUID-APPLIED AIR BARRIER

2 ASI 227

1' - 9 5/8"

1' - 10 1/2"

4 3/4" 1"

3"

04 2000-15
ANCHORED INDIANA CUT LIMESTONE
MASONRY SILL

OR

1-1/2" X 1-1/2" X 1/8" SS ANGLE WELDED TO 
2" X 2" X 1/4" SS ANGLE (BP#5)

1" LAMINATED GLASS (BP#3) - REFER TO BP#5 
DOCUMENTS FOR INTERLAYER AND ARTWORK

WATERPROOF LED LIGHT PANEL (BP#5)

4-1/4" X 3" X 1/4" GALV STL ANGLE WITH HPC BOLTED 
TO MASONRY (BP#5)

3/4" X 3" X 1/4" GALV STL CHANNEL WITH HPC AND 
KEYHOLE SLOTS AT 1'-6" OC WELDED TO ANGLES 
(BP#5)

1/4" GALV STL PLATE WITH HPC AND KEYHOLE 
BUTTONS WELDED TO PLATE (BP#5)

NEOPRENE TAPE (BP#5)

WITH HEMMED EDGE

ATTACH ANGLE TO PLATE WITH CONTERSUNK 
FLAT HEAD SCREWS (BP#5) 

KB-10.9

1' - 10 1/2"

1' - 7" 2 5/8"

1' - 9 5/8"

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

07 2100-02
2" CONTINUOUS MINERAL-WOOL BOARD
INSULATION

07 2726-01
FLUID-APPLIED AIR BARRIER

04 2000-08
REINFORCED CONCRETE MASONRY
UNITS

07 2726-04
SELF-ADHERED MEMBRANE FLASHING

07 9200-01
JOINT SEALANT AND BACKER ROD

07 6200-01
STAINLESS STEEL SHEET FLASHING

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

07 6200-01
STAINLESS STEEL SHEET FLASHING

07 4213.13-03
THERMALLY BROKEN Z-GIRT

2 ASI 227

1-1/2" X 1-1/2" X 3/16" SS ANGLE ATTACHED TO 
STEEL PLATE WITH CONTERSUNK FLAT HEAD 
SCREWS (BP#5)

1" LAMINATED GLASS (BP#3) - REFER TO BP#5 
DOCUMENTS FOR INTERLAYER AND ARTWORK

WATERPROOF LED PANEL (BP#5)

1/4" GALV STL PLATE WITH HPC (BP#5)

3/4" X 3" X 1/4" GALV STL CHANNEL WITH HPC AND 
KEYHOLE SLOTS AT 1'-6" OC WELDED TO ANGLES (BP#
5)

4-1/4" X 3" X 1/4" GALV STL ANGLE WITH HPC BOLTED 
TO MASONRY (BP#5)

KEYHOLE BUTTONS WITH HPC WELDED TO PLATE 
(BP#5)

OR

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

07 6200-01
STAINLESS STEEL SHEET FLASHING

07 4213.13-03
THERMALLY BROKEN Z-GIRT

2 ASI 227
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1 1/2" = 1'-0"A-4.81

2
ENLARGED 1/8" - LEVEL 02 DIMENSION PARENT - Callout
5

1 1/2" = 1'-0"A-4.81

1 PLAN SECTION DETAIL - ATM

1 1/2" = 1'-0"A-4.81

3 PLAN SECTION DETAIL - VS

3" = 1'-0"A-4.81

4 PLAN DETAIL

3" = 1'-0"A-4.81

5 PLAN DETAIL

3" = 1'-0"A-4.81

6 SECTION DETAIL - VS GLASS PANEL HEAD

3" = 1'-0"A-4.81

7 SECTION DETAIL - VS GLAS PANEL SILL

3" = 1'-0"A-4.81

8 PLAN DETAIL - VS GLASS PANEL

3" = 1'-0"A-4.81

9 SECTION DETAIL - VS GLASS PANEL JOINT
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UP DN

UP

DNUP

BaAa B.5aA.1a
6

A-5.1
____________________________________________

1
2

 E
Q

U
A

L
 R

IS
E

R
S

 @
 6

'-
3

/4
" 

=
6

' -
 9

"
1

2
 E

Q
U

A
L

 R
IS

E
R

S
 @

 6
-3

/4
" 

=
6

' -
 9

"

STAIR M

ST-M

05 5000-02
STEEL LADDER WITH
SAFETY CAGE

NEW CONCRETE CAP
2 HR RATED @ STAIR

______________________

A-7.1a
3

A-5.19C
2

SIM.

4

A-5.19C

SIM
____________________________________________

09 9600-01
HIGH-PERFORMANCE
COATING FINISH

09 9600-01
HIGH-PERFORMANCE
COATING FINISH

05 5213-01
STEEL TUBE
GUARDRAIL

______________________

A-5.1
2

07 6200-02
ALUMINUM SHEET
FLASHING AND TRIM

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

07 7200-06
ROOF HATCH

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

SEE DETAIL 10/A-5.19C 
FOR ROOF LADDER DETAIL

4' - 2 7/8" 4' - 1 1/2"
11 TREADS @ 11" =

10' - 1" 1' - 9 1/8" 3' - 2 7/8"

4' - 1 1/2"

11 TREADS @ 11" =
10' - 1" 5' - 0"

EXISTING CONCRETE 
WALL - PROTECT

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

EXISTING MASONRY WALL

______________________

A-5.19C
15

WITH SAFETY RAILS ______________________

A-7.2
5

SIM

5a4a

Ca

Ba

Aa

B.5a

A.1a

5

A-5.1
____________________________________________

6

A-5.1
____________________________________________

STAIR M

ST-M

N62F

N62FF

N62F

D71
D31D31

1' - 4"

1
' -

 0
"

7 3/8" 1' - 3 3/4"

F
IE

L
D

 V
E

R
IF

Y

2
5

' -
 0

"

INACCESSIBLE SPACE

N60

WF912B

N45F

05 5213-02
STEEL TUBE HANDRAIL
@ 36" A.F.F. - RETURN 
TO WALL

1
' -

 0
"

13' - 0 3/8"

4
' -

 9
 7

/8
"

RETURN HANDRAIL 
TO WALL - (TYP.)

GROUND FACE OF 
CMU ON INTERIOR 
SIDE OF 
STAIRWELL -
(TYP.)

4
' -

 1
0

 1
/2

"

4
' -

 2
 7

/8
"

1
9

' -
 2

 1
/2

"

2

2

2
2

2
2

2
2

2
2

2

2

______________________

RD070
3

SIM.

______________________

RD070
3

SIM.

2 RFI 937 PCO 516

2 RFI 937 PCO 516

5a4a

Ca

Ba

Aa

B.5a

A.1a

5

A-5.1
____________________________________________

A-5.51

6

A-5.1
____________________________________________

STAIR M

ST-M

CLEAR

3' - 6" 1' - 0" 3' - 6"

CLEAR

3' - 6" 1' - 0"

05 5000-02
STEEL LADDER
WITH SAFETY CAGE

N62F

N62FF

N62F

D71

1
' -

 0
"

3
3

3
3

3
3

3
3

3
3

3
3

3
3

3
3

3
3

GATE ON 
ELECTROMAGNETIC 
HOLD OPEN

07 7200-06
ROOF HATCH

1

A-5.1
____________________________________________

1
' -

 0
"

1
' -

 0
"

1' - 0"

1
1
 T

R
E

A
D

S
 @

 1
1
" 

=
1

0
' -

 1
"

N62FF

ABOVE

1' - 6"

13' - 0 3/8"

C
L
E

A
R

3
' -

 8
"1

' -
 0

"
3

' -
 8

"
2

' -
 9

"
1

3
' -

 1
0

"
3

' -
 3

"

A-5.1

7

2

10' - 0"

4
' -

 2
 1

/2
"

3
' -

 8
"

15

A-5.19C
____________________________________________

______________________

RD070
3

SIM.

______________________

RD070
3

SIM.

2 RFI 937 PCO 516

2 RFI 937 PCO 516

11a10a

Ca

Ba

Aa

B.5a

A.1a

10

A-5.1
____________________________________________

11

A-5.1
____________________________________________

STAIR N

ST-N

D71

D71

N62F

N62F

N62FF

N62FF

N40F

F
IE

L
D

 V
E

R
IF

Y

2
5

' -
 0

"
2

' -
 1

0
 1

/2
"

3
3

3
3

3
3

3
3

3
3

3
3

3
3

3
3

3
3

54 LOCKERS

1
' -

 0
"

1
' -

 0
"

1
' -

 0
"

3"

CLEAR

3' - 6" 1' - 0"

CLEAR

3' - 6" 1' - 0"

CLEAR

3' - 6" 3"

1

A-5.1

Sim
____________________________________________

N62FF

RETURN HANDRAIL 
END TO WALL -
(TYP.)

GROUND FACE OF 
CMU ON INTERIOR 
SIDE OF STAIRWELL -
(TYP.)

3
' -

 2
 7

/8
"

1
3

' -
 1

0
"

2
' -

 9
"

3
' -

 7
 1

/2
"

1
' -

 0
"

1' - 0"

ELECTROMAGNETIC 
HOLD OPEN- MOUNTED 
TO TUBE FACE

SAFETY GATE- 1 1/2" X 
1 1/2" SQUARE STEEL 
TUBE FRAME- PAINT

A-5.1

7

15

A-5.19C

Sim
____________________________________________

10' - 0"

4
' -

 2
 1

/2
"

3
' -

 8
"

RD064

1

______________________

RD070
3

______________________

RD070
3

SIM.

2 RFI 937 PCO 516

2 RFI 937 PCO 516

RD070

11

11a10a

Ca

Ba

Aa

B.5a

A.1a

10

A-5.1
____________________________________________

11

A-5.1
____________________________________________

STAIR N

ST-N

1
0
"

1
' -

 0
"

1' - 4"

N62F

N62F

N62FF

D71

D71

D31

D31

F
IE

L
D

 V
E

R
IF

Y

2
5

' -
 0

"
2

' -
 1

0
 1

/2
"

INACCESSIBLE SPACE

4
' -

 9
 7

/8
"

N45F

WF912B

05 5213-02
STEEL TUBE
HANDRAIL
@ 36" A.F.F. -
RETURN TO WALL

1
' -

 0
"

13' - 0 3/8"

F.E. CABINET

1
' -

 0
"

4
' -

 2
 7

/8
"

1
9

' -
 2

 1
/2

"

4
' -

 1
0

 1
/2

"

2
2

2
2

2
2

2
2

2
2

2

______________________

RD070
3

SIM.

2 RFI 937 PCO 516
2 RFI 937 PCO 516

Ba AaB.5a A.1a

11

A-5.1
____________________________________________

STAIR N

ST-N

4' - 0" MAX

NEW CONCRETE CAP
2 HR RATED @ STAIR

A-5.19C
2

SIM.

A-5.19C
2

SIM.

1

A-5.19C

TYP.
____________________________________________

STAIRS IN 
FOREGROUN
D

07 6200-02
ALUMINUM SHEET
FLASHING AND TRIM

EXISTING CONCRETE 
WALL - PROTECT

EXISTING MASONRY WALL

PATCH AND REPAIR EXISTING BRICK

PREPARE & PAINT 
EXISTING TRUSSES

DECORATIVE CMU WITH 8" 
VERTICAL SCORE.  LAY CMU 
IN QUARTER BOND PATTERN

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

REINFORCED CMU
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ALUM - TOP OF
PILASTERS

978' - 7 9/16"
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ALUM - 01
945' - 0"
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____________________________________________

______________________
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7

______________________
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2 ASI 365 PCO 516

2 ASI 365 PCO 516

EX - ALUM - 02
956' - 2 3/4"

Ba B.5a

ALUM - 02
958' - 6"
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____________________________________________

2' - 8 1/4" EQ EQ EQ

2X8 STEEL TUBE 
SUPPORT

2X12 STEEL STAIR 
STRINGER AND 
BRIDGE SUPPORT
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2' - 9"
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ALUM - 02
958' - 6"

1
' - 0"

09 9600-01
HIGH-PERFORMANCE COATING
FINISH - ALL METAL SURFACES

05 5113-03
CONCRETE FILLED STEEL
TREADS

05 1200-01
STRUCTURAL STEEL FRAMING

05 5213-01
STEEL TUBE GUARDRAIL

09 6513-02
RESILIENT ACCESSORY

SEALED CONCRETE

STAIR TREAD

1"

1"

1' - 0"

ALUM - 02
958' - 6"

1
' -

 2
"

1
' -

 6
"

3
"

5"

3 1/2" 3' - 10"  F.V.
3"X3"X3/16" 
CAPPED STEEL 
TUBE- PAINT

SPRING HINGE 
MOUNTED TO TUBE 
SIDE
SPRING HINGE 
MOUNTED TO TUBE 
SIDE

1/4" STEEL PLATE 
STOP, WELDED TO 
GATE

ELECTROMAGNETI
C HOLD OPEN 
MOUNTED TO 
TUBE
3" X 6" 1/4" STEEL 
PLATE WELDED TO 
TUBE, BOLTED TO 
CONCRETE SLAB 
LANDING
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5 STAIR M SECTION

1/4" = 1'-0"A-5.1

3 STAIR M LEVEL 01

1/4" = 1'-0"A-5.1

4 STAIR M LEVEL 02

1/4" = 1'-0"A-5.1

9 STAIR N LEVEL 02
1/4" = 1'-0"A-5.1

8 STAIR N PLAN - LEVEL 01
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05 7100-01
DECORATIVE METAL
STAIR

10' - 11 5/8" 7' - 0 1/8" 9' - 11 5/8"

3
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"

13' - 1 3/4" 3" 12' - 10 1/2" 3" 12' - 10 1/2"

EQ EQ EQ

6' - 10 3/4" 3" 10' - 10"10' - 7" 3"

EQEQ

EQEQEQ

3
' -

 6
"

EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ

3
' -

 0
"

UNDER-STAIR 
STAINLESS STEEL 
GUARDRAIL IN 
FOREGROUND

______________________

A-5.2
14

______________________

A-5.2
13

______________________

A-6.11
6

ANGLE SUPPORT AT 
CENTER OF 
LANDING

ANCHOR HANDRAIL 
BRACKETS TO VERTICAL 
STEEL STANCHIONS - (TYP.)

4' - 0" 4' - 0" 4' - 0" 4' - 0" 4' - 0" 2' - 6 1/2"

3"

09 9600-01
HIGH-PERFORMANCE
COATING FINISH

______________________

RD066
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7a6a5a4a
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____________________________________________
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11 EQUAL TREADS @ 11" =
10' - 1" 7' - 9 3/8"

11 EQUAL TREADS @ 11" =
10' - 1"

05 7100-01
DECORATIVE METAL STAIR

05 7300-01
DECORATIVE
STAINLESS STEEL
HANDRAIL

05 7300-01
DECORATIVE
STAINLESS STEEL
HANDRAILGUARDRAIL

05 7300-01
DECORATIVE
STAINLESS STEEL
HANDRAIL

05 7300-01
DECORATIVE
STAINLESS STEEL
HANDRAILGUARDRAIL

A-5.2

2

4
A-5.2 15

5

FLOOR BOX FOR 
EQUIPMENT -
SEE ELECTRICAL

09 9600-01
HIGH-PERFORMANCE COATING
FINISH             ON HANDRAIL AND 
STEEL SUPPORTS - DO NOT 
PAINT STAINLESS STEEL 
CABLE

09 9600-01
HIGH-PERFORMANCE COATING
FINISH
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____________________________________________
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3" 4' - 6" 3" 6' - 2" 8"

UNDER STAIR 
STAINLESS STEEL 
GUARDRAIL

______________________

A-6.11
1 ______________________

A-6.11
3

EPOXY TOPPING 
ON CONCRETE 
PAN TREADS

DECORATIVE CABLE 
GUARDRAIL 

16X4 STEEL 
TUBE 
STRINGER

ANGLE SUPPORT 
AT LANDING

6' - 0"

4a3a2a1a

Ha

Ga

Fa

G.9a

1.1a

F.5a

1:12 RAMP DOWN
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CLEAR
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______________________

A-5.19C
9

SIM

2.5a

1' - 0"

RETURN RAIL 
TO WALL
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____________________________________________

16

A-5.2
____________________________________________

SIM

EX - S.U. - 01
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12
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____________________________________________

947' - 0"

MULTIPURPOSE
MAT ROOM

B120
948' - 0"

2.5a

CORRIDOR

B100A

______________________
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2

3
' -

 0
"

MAX

4' - 0"

05 7300-01
DECORATIVE STAINLESS STEEL
HANDRAIL

FILL MATERIAL -
SEE STRUCTURAL

______________________

A-6.11
6

______________________

A-6.11
6

11 1/4" 4' - 0" 4' - 0" 4' - 0" 4' - 0" 4' - 0" 3' - 11 1/4"

3

RD066
____________________________________________
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958' - 6"

ALUM - 01
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____________________________________________
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EQ EQ EQ

3" 12' - 7"

3"1' - 4"3"11' - 9 1/8"3"3' - 9 3/8" .

4' - 3 3/8" .

948' - 0"

EQEQEQEQ

MULTIPURPOSE
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B100A
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12' - 7" 3 3/4"

EQ EQ EQ EQ

______________________

A-8.11
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FILL MATERIAL -
SEE STRUCTURAL

______________________

A-6.11
6

______________________

A-5.19C
7

SIM

______________________

A-6.11
8

STAINLESS STEEL CABLE RAIL SYSTEM 
WITH STEEL SUPPORTS - DO NOT PAINT 
CABLE
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Ha Ga Fa
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958' - 6"

ALUM - 01
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G.9a F.5a
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A-5.2
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____________________________________________

947' - 0"

3' - 10 5/8" 3' - 11 3/8" 3' - 11 3/8" 4' - 0" 4' - 0" 4' - 0" 4' - 0" 4' - 0" 4' - 0" 05 7300-01
DECORATIVE STAINLESS STEEL
HANDRAIL - RETURN TO WALL

FILL MATERIAL -
SEE STRUCTURAL

______________________

A-6.11
6

______________________
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8

HIGH PERFORMANCE COATING

EXPOSED STRUCTURAL 
STEEL WITH SPRAY 
APPLIED FIRE PROOFING
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______________________
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"

945' - 0"

STAINLESS STEEL CABLE RAIL SYSTEM WITH 
STEEL SUPPORTS - DO NOT PAINT CABLE

ANCHOR HANDRAIL BRACKETS TO 
VERTICAL STEEL STANCHIONS - (TYP.)

7a6a5a4a

ALUM - 02
958' - 6"

EQEQEQEQ EQEQEQEQ EQEQEQEQ

12' - 10 1/2" 3" 12' - 10 1/2" 3" 12' - 10 1/2"3 1/4" 3 1/4"
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____________________________________________

______________________
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1

______________________
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STAINLESS STEEL 
CABLE RAIL GUARD 
WITH STEEL 
SUPPORTS

10a9a8a

ALUM - 02
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EQEQEQEQ EQEQEQEQ EQEQEQEQ
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____________________________________________
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____________________________________________

2
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____________________________________________

______________________
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3

______________________
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1

STAINLESS STEEL 
CABLE RAIL GUARD 
WITH STEEL 
SUPPORTS

Ea DaD.5a

EQ EQ EQ

3 1/4" 11' - 3 1/2" 3 1/4"

1' - 2"1' - 2"

7a

METAL CLIP RAIL

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.

WOOD LINEAR 
BOARD

L-BRACKET, 4'-0" O.C. 
MAX

1/8" BLACK HARDBOARD SPACER -
INSERT SEQUENTIALLY WITH 
CEILING BOARDS AS 
INSTALLATION PROCEEDS

EPOXY RESIN 
TOPPING ON 
TREADS

RECESS SLAB FOR 
TOP TREAD TO BE 
FLUSH WITH 
ATHLETIC FLOORING

DECORATIVE CABLE 
GUARDRAIL BEYOND -
DO NOT PAINT

16X4 STEEL TUBE 
STRINGER - ATTACH 
TO SUPPORT ANGLE

09 9600-01
HIGH-PERFORMANCE COATING
FINISH

3 5/8" METAL STUDS

3/4" FIRE TREATED PLYWOOD
5/8" GYP BOARD OVER 
3 5/8" METAL FRAMING

07 8100-01
SPRAY-APPLIED
FIREPROOFING

6
 1

/2
"

1' - 0 7/8"
1' - 2"

958' - 6" 3
"

5a

TERRAZZO EPOXY 
TOPPING ON CONCRETE 
PAN TREADS

DECORATIVE CABLE 
GUARDRAIL 
BEYOND - DO NOT 

16X4 STEEL 
TUBE 
STRINGER

ANCHOR STAIR 
ASSEMBLY TO 
FLOOR

THICKENED SLAB -
SEE STRUCTURAL 
DRAWINGS

09 9600-01
HIGH-PERFORMANCE COATING
FINISH

ABRASIVE 
STRIP INSERTS

2 PCO 1

HSS 16X4 STEEL 
TUBE STAIR 
STRINGER ON 
SLOPE

CLOSURE PLATE 
ON ENDS OF 
STRINGER, TYP.

RECLAIMED WOOD TREAD

STEEL ANGLE WITH 
EXPANSION ANCHORS

09 9600-01
HIGH-PERFORMANCE COATING
FINISH

ALUM - 02
958' - 6"

3" 4' - 6" 3"
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' -
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"
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' -
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"

1" x 2" STEEL BAR STOCK 
WELDED TOP RAIL WITH HIGH 
PERFORMANCE COATING

1" x 2" VERTICAL STEEL BAR 
STOCK STANCHIONS SPACED 
AS SHOWN WITH HIGH 
PERFORMANCE COATING

1/4" BRAIDED STAINLESS STEEL
AIRCRAFT CABLES WITH 
CONNECTOR

HOLES DRILLED ON ANGLE

STEEL CHANNEL WITH 
HIGH PERFORMANCE 
COATING

1/2" x 2" STEEL BAR STOCK 
WELDED BOTTOM RAIL WITH 
HIGH PERFORMANCE 
COATING

3
' -
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"

3
"

8
"

03 3543-01
POLISHED CONCRETE FINISHING

STEEL EMBED PLATE

09 2900-01
GYPSUM BOARD

09 9123-01
INTERIOR PAINTED FINISH

09 2216-15
7/8" HAT-SHAPED FURRING
CHANNEL

6
"

09 2216-17
CORNERBEADPULL AWAY PRE-MASK "L" 
BEAD- FINISH FOR MONOLITHIC 
APPEARANCE. DO NOT  
REMOVE MASKING STRIP UNTIL 
PAINTING IS COMPLETE

3
' -

 0
"

3
' -

 6
"

945' - 0"

3" 1' - 0"

03 3543-01
POLISHED CONCRETE FINISHING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

4
"

05 1200-02
EXPOSED-TO-VIEW
STRUCTURAL STEEL
FRAMING

LINE OF FLOOR 
(BEYOND)

EXTEND STEEL MEMBER
INTO CONCRETE SLAB 
(4" MINIMUM) 

2"

TRIM AS REQUIRED TO 
NOT PENETRATE BOTTOM
OF FLOOR SLAB. 
WELD NEW BOTTOM 
STIFFENER FOR RIGIDITY 
(4" MINIMUM)
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BP4 - SLOPE PAVERS 
AND CONCRETE AT 
LANDING 2%

BP4 - PRECAST CONCRETE 
TREADS AND RISERS

07 5216-12
CONCRETE PAVERS

BP4 - COLD FLUID APPLIED PLAZA 
DECK WATERPROOFING WITH 
PROTECTION MEMBRANE

BP3 - EXTERIOR LED HANDRAIL

BP4

A-5.14

9
SIM

2
BP3
ASI 134

1"

1"

VARIES WITH RADIUS

SET PRECAST TREADS AND 
RISERS IN 1/2" BED OF LATEX 
GROUT

LEVEL 02
963' - 0"

07 5216-12
CONCRETE PAVERS

07 5216-13
PAVER PEDESTALS

BP4 - PRECAST CONCRETE  
TREADS AND RISERS

BP3 - SUPPORT CONCRETE SUB 
SLAB WITH IN-PLACE EPS BOARD 
OR REMOVEABLE WOOD SHORING 
& FORMWORK. SEE STRUCTURAL.

BP4 - COLD FLUID APPLIED PLAZA 
DECK WATERPROOFING WITH 
PROTECTION MEMBRANE

A-5.14

10

A-5.14

9

2
BP3
ASI 134

GROUT SOLID

AND COUNTERFLASHING

07 6200-01
STAINLESS STEEL SHEET FLASHING

SBS ROOFING (BP3)
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PRECAST TREADS, RISERS 
AND FLUID APPLIED 
WATERPROOFING
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1"VARIES WITH RADIUS

(BP3)
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SET PRECAST TREADS AND 
RISERS IN 1/2" BED OF LATEX 
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LEVEL 03
977' - 0"

BP4 - COLD FLUID APPLIED PLAZA 
DECK WATERPROOFING WITH 
PROTECTION MEMBRANE

BP4 - PRECAST CONCRETE 
TREADS AND RISERS

SET PRECAST TREADS AND 
RISERS IN 1/2" BED OF LATEX 
GROUT

BP3 - EXTERIOR LED HANDRAIL
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SEE PLAN

VARIES WITH RADIUS

1"

6"
2 

3/
4"
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MASONRY VENEER ANCHORS

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

BP3 - SUPPORT CONCRETE 
SUBFLOOR WITH IN-PLACE EPS 
BOARD OR REMOVEABLE WOOD 
SHORING & FORMWORK

07 9200-00
JOINT SEALANT
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BP4

BP4 - PRECAST CONCRETE TREADS

BP4 - COLD FLUID APPLIED 
WATERPROOFING WITH 
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GROUT SOLID
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DRILL AND SEAMS WITH HANDRAIL INSTALLER (REFER 

TO 3/A-5.3A AND 5/A-5.14 FOR PLAN LOCATIONS).
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LEVEL 02
963' - 0"

LEVEL 03
977' - 0"

UK-11

Finish Floor - 1/2"
STAINLESS STEEL

TRIM

05 7313-01
GLAZED DECORATIVE METAL RAILING

05 3100-01
STEEL DECKING

SCHEDULED FINISH FLOOR

SCHEDULED FINISH FLOOR

05 7313-01
GLAZED DECORATIVE METAL RAILING

A
LI

G
N

05 3100-05
STRUCTURAL STEEL BENT PLATE

09 2216-18
DRYWALL F REVEAL

09 2216-18
DRYWALL F REVEAL

05 3100-05
STRUCTURAL STEEL BENT PLATE

A
LI
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3'
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 0
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A-5.19B

1

PRECAST CEMENTITIOUS 
TERRAZZO TREAD, ETF-1

ABRASIVE STRIP INSERTS

4"x16" STEEL STRINGER, 
PAINT TO MATCH PT-1

6"

3'
 -

 0
"

3'
 -

 6
"

4 
1/

4"
1'

 -
 4

"

11"

7"

05 7300-05
STAINLESS STEEL WALL MOUNTED RAIL

05 7313-01
GLAZED DECORATIVE METAL RAILING

PAINT TO MATCH PT-1

CEMENTITIOUS TERRAZZO 
LANDING, ETF-1

CAST-IN-PLACE CONCRETE

0"
4"

05 3100-05
STRUCTURAL STEEL BENT PLATE

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING
PAINT TO MATCH PT-1

UK-E
1 1/4" SOLID WOOD EDGE WITH BULLNOSE

, TREADS AND RISERS BEYOND

CONTINUOUS RECESSED POWER STRIP

05 3100-03
STRUCTURAL STEEL ANGLE

06 4300-01
WOOD STAIRS

FL110

FL110

09 2900-05
GYPSUM BOARD - TYPE X

K10

09 2116.23-01
GYPSUM BOARD - SHAFT WALL

, VERTICAL WALLS

5"

09 6400-01
WOOD FLOORING

SOUND CONTROL UNDERLAYMENT

3/4" FIRE-TREATED SUBFLOORING

CbUK-E

1 1/4" SOLID WOOD EDGE WITH BULLNOSE

CONTINUOUS RECESSED POWER STRIP

06 4300-01
WOOD STAIRS, TREAD NOSING 

SOUND CONTROL UNDERLAYMENT

5"
FL110

FL110 VOID FORM MATERIAL

CAST-IN-PLACE CONCRETE

06 4300-01
WOOD STAIRS, TREADS AND RISERS

09 2900-05
GYPSUM BOARD - TYPE X

09 2116.23-01
GYPSUM BOARD - SHAFT WALL

05 4000-05
6" COLD-FORMED METAL FRAMING

05 3100-03
STRUCTURAL STEEL ANGLE

05 4000-05
6" COLD-FORMED METAL FRAMING

K10

09 6400-01
WOOD FLOORING

3/4" FIRE-TREATED SUBFLOORING

CL3 3/4"

LEVEL 02
963' - 0"

UK-11.2

1' - 0"

C L
C L

4 
1/

4"
3/

4"

05 7313-01
GLAZED DECORATIVE METAL RAILING

09 2216-18
DRYWALL F REVEAL

09 2900-01
GYPSUM BOARD

09 2900-01
GYPSUM BOARD

09 2216-04
6" STUDS AND RUNNERS

05 3100-05
STRUCTURAL STEEL BENT PLATE

05 3100-01
STEEL DECKING

07 8100-01
SPRAY-APPLIED FIREPROOFING

A
LI

G
N

05 7300-05
STAINLESS STEEL WALL MOUNTED RAIL

LEVEL 02
963' - 0"

Eb UK-F

EX - S.U. - 02
962' - 0"

3'
 -

 0
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3'
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 6
"

ABRASIVE INSERT STRIPS

PRECAST CEMENTITIOUS 
TERRAZZO TREAD, ETF-1`

4"x16" STEEL STRINGER, 
PAINT TO MATCH PT-1

05 7313-01
GLAZED DECORATIVE METAL RAILING

05 7300-05
STAINLESS STEEL WALL MOUNTED RAIL

C L

7"

11"

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

CAST-IN-PLACE CONCRETE

CEMENTITIOUS TERRAZZO 
LANDING, ETF-1

PAINT TO MATCH PT-1

1'
 -

 4
"

CL1' - 6"

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

PAINT TO MATCH PT-1

LEVEL 03
977' - 0"

EX - S.U. - 03
975' - 0"

CL

1' - 6 1/4"

11"

05 7300-05
STAINLESS STEEL WALL MOUNTED RAIL

05 7313-01
GLAZED DECORATIVE METAL RAILING

4"x16" STEEL STRINGER, 
PAINT TO MATCH PT-1

ABRASIVE INSERT STRIPS

PRECAST CEMENTITIOUS 
TERRAZZO TREAD, ETF-1

C L
C L

7"

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING
PAINT TO MATCH PT-1

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

CEMENTITIOUS TERRAZZO 
LANDING, ETF-1

CAST-IN-PLACE CONCRETE
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05 7313-01
GLAZED DECORATIVE METAL RAILING
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STAINLESS STEEL WALL MOUNTED RAIL

05 3100-03
STRUCTURAL STEEL ANGLE

05 4000-05
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09 2116.23-01
GYPSUM BOARD - SHAFT WALL

09 2900-05
GYPSUM BOARD - TYPE X

1 1/4" SOLID WOOD EDGE WITH 
BULLNOSE

06 4300-01
WOOD STAIRS, VERTICAL WALL

K10

5"

SOUND CONTROL UNDERLAYMENT

3/4" FIRE-TREATED SUBFLOORING

CFM Framing

6"3 3/4"

1 7/8"

LEVEL 01
948' - 0"

TO MATCH SCHEDULED FLOOR FINISH BELOW 

05 4000-04
4" COLD-FORMED METAL FRAMING
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4" COLD-FORMED METAL FRAMING

CEMENT BOARD

CEMENT BOARD
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EPOXY RESIN TERRAZZO FLOORING
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EPOXY RESIN TERRAZZO FLOORING

TO MATCH SCHEDULED FLOOR FINISH BELOW 
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11
"

1 
1/

2"
1"

6"
1"

3"

STEEL WELD PLATE BY 
PRECAST TERRAZZO 
MANUFACTURER, 
PAINT TO MATCH PT-1

2"x2" STEEL ANGLE 
SHOP WELDED TO 
STRINGER, 
PAINT TO MATCH PT-1

4"x16" STEEL STRINGER, 
PAINT TO MATCH PT-1

PRECAST CEMENTITIOUS 
TERRAZZO TREAD, ETF-1

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

4"x16" STEEL STRINGER, 
PAINT TO MATCH PT-1

PRECAST CEMENTITIOUS 
TERRAZZO TREAD, ETF-1

2"x2" STEEL ANGLE SHOP 
WELDED TO STRINGER, 
PAINT TO MATCH PT-1

05 7313-01
GLAZED DECORATIVE METAL RAILING

4"

2

A-5.19B

1/4" BLOCK OUT FOR STAIR 
TREAD INSTALLATION

STEEL WELD PLATE BY 
PRECAST TERRAZZO 
MANUFACTURER, 
PAINT TO MATCH PT-1

1"

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

LEVEL 01
948' - 0"

UK-05

LEVEL 01 FOOD
SERVICE

946' - 0"

1 1/2" DIAMETER 
STEEL GUARDRAIL 
W/ PAINTED FINISH 
SYSTEM

1" DIAMETER 
STEEL PICKETS 
W/ PAINTED 
FINISH SYSTEM

1 1/2"

4"
4 

1/
4"

4 
1/

4"

1 1/2" DIAMETER 
VERTICAL SUPPORT 
W/ PAINTED 
FINISH SYSTEM4 

1/
4"

4 
1/

4"
4 

1/
4"

4 
1/

4"
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1/
4"

4 
1/
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 -
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"

05 5213-01
STEEL TUBE GUARDRAIL

LEVEL SERVICE
942' - 0"

LEVEL 01 FOOD
SERVICE

946' - 0"

3'
 -

 0
"

3'
 -

 6
"

1 1/2" DIAMETER 
W/ PAINTED 
FINISH SYSTEM

1 1/2" 
DIAMETER W/ 
PAINTED 
FINISH SYSTEM

1 1/2" 1 1/2" 1 1/2"

4"
4 

1/
4"

4 
1/

4"

1 1/2" DIAMETER 
VERTICAL SUPPORT 
W/ PAINTED 
FINISH SYSTEM4 

1/
4"

4 
1/

4"
4 

1/
4"

4 
1/

4"
4 

1/
4"

4 
1/

4"
4"

05 5213-01
STEEL TUBE GUARDRAILWITH HANDRAIL

1" DIAMETER 
STEEL PICKETS 
W/ PAINTED 
FINISH SYSTEM

1'
 -
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"

4 
1/

4"

11"

C L
C L

7"

PRECAST CEMENTITIOUS 
TERRAZZO TREAD, ETF-1

ABRASIVE STRIP INSERTS

4"x16" STEEL STRINGER, 
PAINT TO MATCH PT-1

05 7313-01
GLAZED DECORATIVE METAL RAILING

05 7300-05
STAINLESS STEEL WALL MOUNTED RAIL

CEMENTITIOUS TERRAZZO 
LANDING, ETF-1

PAINT TO MATCH PT-1

C L
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 -

 6
"

C L
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 -
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"

C L
3"

1"

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

CAST-IN-PLACE CONCRETE

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING
PAINT TO MATCH PT-1
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05 7313-01
GLAZED DECORATIVE METAL RAILING

05 7300-05
STAINLESS STEEL WALL MOUNTED RAIL

PRECAST CONCRETE TREAD

ABRASIVE STRIP INSERTS

GALVANIZED 16"x4" HSS WITH

PRECAST CONCRETE LANDING

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

GALVANIZED 12"x4" HSS WITH

09 9600-01
HIGH-PERFORMANCE COATING FINISH

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING

09 9600-01
HIGH-PERFORMANCE COATING FINISH
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LEVEL 02
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05 7300-05
STAINLESS STEEL WALL MOUNTED RAIL

05 7313-01
GLAZED DECORATIVE METAL RAILING

PRECAST CONCRETE TREAD

C L
C L

7"
11"

ABRASIVE STRIP INSERTS

PRECAST CONCRETE LANDING

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING
GALVANIZED 12"x4" HSS WITH

09 9600-01
HIGH-PERFORMANCE COATING FINISH

05 1213-01
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL FRAMING
GALVANIZED 16"x4" HSS WITH

09 9600-01
HIGH-PERFORMANCE COATING FINISH
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5 TERRAZZO STAIR TREADS @ LANDING 1, TYP.

1 1/2" = 1'-0"A-5.19B

6 AREA D OPEN STAIR - DETAILED SECTION - TOP OF LANDING

1 1/2" = 1'-0"A-5.19B

7 AREA D OPEN STAIR - DETAILED SECTION - BOTTOM OF LANDING

N
o

.
D

e
s
c
ri

p
ti

o
n

D
a
te

3
B

P
3
 -

 A
D

D
E

N
D

U
M

 #
2

D
E

C
 2

0
1

5

5
B

P
3
 -

 A
D

D
E

N
D

U
M

 #
4

D
E

C
 2

0
1

5

E NO.

COMMONWEALTH
OF

STERED

IG

R

TNEK
U C K Y

7481

RF

E

J

AI
RB

EY ST

IHCRA
T E C T

N

E F

R
BA

N
ov

em
be

r 2
01

9



4' - 3" 3" 4' - 3"

1/2"

3
' -

 0
"

3
' -

 0
"

1B

05 5213-02
STEEL TUBE HANDRAIL

05 5113-03
CONCRETE FILLED STEEL
TREADS

05 1200-01

CUSTOM STEEL TUBE STRINGERS 
WITH HIGH PERFORMANCE 
COATING

05 1200-01
STRUCTURAL STEEL FRAMING

STAIRS- PROVIDE PLATE STEEL 
POUR STOP BETWEEN 
STRINGERS, TYP.

PRE-MANUFACTURED LANDING 
WITH POURED-IN-PLACE 
CONCRETE, BEYOND

05 5213-01

05 5213-02

05 5213-01
STEEL TUBE GUARDRAIL

         -
RETURN TO WALL

09 9600-0109 9600-0109 9600-01
HIGH-PERFORMANCE COATING
FINISH

05 5213-02
STEEL TUBE
HANDRAIL

3
' -

 0
"

3
' -

 6
"

1 1/2" DIAMETER W/ 
PAINTED FINISH SYSTEM

1 1/2" DIAMETER W/ 
PAINTED FINISH SYSTEM

1" DIAMETER STEEL PICKETS W/ 
PAINTED FINISH SYSTEM

1 1/2" 1 1/2" 1 1/2"

WELD TUBE TO STRINGER

4
"

4
"

4
"

2
"

1 1/2" DIAMETER VERTICAL SUPPORT 
W/ PAINTED FINISH SYSTEM
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"

4
"

4
"

4
"

4
"

4
"

3
 1

/4
"

WITH PAINTED 
FINISH  SYSTEM

3
' -

 6
"

1 1/2" DIAMETER STEEL GUARDRAIL 
W/ PAINTED FINISH SYSTEM

1" DIAMETER STEEL PICKETS W/ 
PAINTED FINISH SYSTEM

1 1/2"

WELD TUBE TO STRINGER

4
"

4
"

4
"

2
"

1 1/2" DIAMETER VERTICAL SUPPORT W/ 
PAINTED FINISH SYSTEM
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"
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"
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"

4
"

4
"

4
"

3
 1

/4
"

WITH PAINT FINISH 
SYSTEM
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X

.

8
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 0
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M
A

X
.

EX - ALUM - 02

M
A

X
.

1
' -

 0
"

1' - 6" MIN.

1/4" X 4" BOTTOM HOOP

INTERIOR STEEL 
LADDER WITH CAGE

2' - 6" MIN.

EXTEND BRACKETS 
THROUGH VERTICAL JOINTS 
IN ZINC WALL PANELS AND 
ANCHOR TO WALL 
FRAMING, TYPICAL

4
' -

 0
" 

  
T

Y
P

.

ALL RUNGS TO BE EQUALLY 
SPACED

3/16" X 1 1/2" VERTICAL 
BARS

1/4" X 2" INTERMEDIATE 
HOOPS, TYPICAL

1/4" X 4" TOP HOOP

3
"

- ENTIRE LADDER ASSEMBLY

14
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B.O. METAL DECK

SEE STRUCTURAL

2
4

' -
 4

"

1
' -

 0
"

4
"

4
' -

 0
"

4
' -

 0
"

4
' -

 0
"

4
' -

 0
"

7
' -

 4
"

LOCKABLE SECURITY 
DOOR BY LADDER 
MANUFACTURER -
HIDDEN FOR 
CLARITY

3/4" DIA. STEEL BAR 
RUNGS

FLAT STEEL BAR SIDE 
RAILS, SEE SPECIFICATIONS 
FOR SIZE

STEEL MOUNTING BRACKETS -
SIZE AS REQUIRED TO 
SUPPORT LOADS

ANCHORS - SIZE AND TYPE 
AS REQUIRED TO 
SUPPORT LOADS

ADJACENT WALL SURFACE 
VARIES - PROVIDE SOLID 
BLOCKING AS REQUIRED 
FOR PROPER LADDER 
INSTALLATION, TYP.

6
" 

M
IN

.

1' - 6" MIN.

LOCKABLE SECURITY 
DOOR BY LADDER 
MANUFACTURER

3" MAX. WIDTH STANDARD STEEL 
HANDRAIL BRACKET @ 4'-0" O.C. W/ 
ATTACHMENT AS REQUIRED

1 1/2"

3
' 0

" 
A

.F
.F

. 
O

R
 S

T
A

IR
 N

O
S

IN
G

2 1/4"

1 1/2" DIAMETER STEEL PIPE RAIL-
TYPICAL

RETURN RAIL TO WALL BEYOND

SOLID END CAP W/ 1/2" GAP @ 
WALL

TREAD

11"

TYP
2"

#4 REBAR 
CONT. @ EACH 
NOSING.

SLOPE TREAD TO DRAIN

#4 BENT BARS AS 
SHOWN @ 8" O.C.

#4 @ 6" O.C.

#4 AS SHOWN, TYP.

05 5113-01
METAL PAN STAIRS

7
" 

M
A

X
.

EX - ALUM - 02
956' - 2 3/4"

C.I.P. CONCRETE 
WALL

GRADE

1"

3
' -

 4
 3

/4
"

7
 1

/4
"

4
"

2
' -

 8
"

6"

8"

1" X 1" VERTICAL STEEL BAR 
STOCK SPACED AS SHOWN 
WITH HIGH PERFORMANCE 
COATING - PROFILE AND SIZE 
TO MATCH EXISTING BARKER 
HALL EXTERIOR STAIR - F.V. 

BRONZE HANDRAIL @ 3' - 0" 
A.F.F. - PROFILE TO MATCH 
EXISTING BARKER HALL 
EXTERIOR STAIR - F.V. 

1" X 1/2" HORIZONTAL STEEL 
BAR STOCK SPACED AS 
SHOWN WITH HIGH 
PERFORMANCE COATING -
PROFILE AND SIZE TO MATCH 
EXISTING BARKER HALL 
EXTERIOR STAIR - F.V. 

BRONZE POST CAP. PROFILE 
TO MATCH EXISTING BARKER 
HALL EXTERIOR STAIR - F.V.

2" X 2" VERTICAL STEEL BAR 
STOCK SPACED AS SHOWN 
WITH HIGH PERFORMANCE 
COATING - PROFILE AND SIZE 
TO MATCH EXISTING BARKER 
HALL EXTERIOR STAIR - F.V. 

MAX

3"

2" x 1" STEEL BAR STOCK 
WELDED TOP RAIL WITH 
HIGH PERFORMANCE 
COATING

2" x 1" VERTICAL STEEL BAR 
STOCK STANCHIONS 
SPACED AS SHOWN, WITH 
HIGH PERFORMANCE 
COATING

2" x 1/2" STEEL BAR 
STOCK WELDED BOTTOM 
RAIL WITH HIGH 
PERFORMANCE COATING

STEEL C-CHANNEL 
ATTACHED TO FLOOR 
SLAB

5/16" FILLET WELD ON BOTH 
SIDES OF STANCHION

FIELD WELD SMOOTH

BASIS OF DESIGN: WAGNER 
ULTRA-TEC INVISIWIRE 
RECEIVER TENSIONING 
DEVICE AND SWAGING STUD 
(CRR832,CR58)- DO NOT PAINT

PROVIDE BLACK HDPE 
GROMMETS AT EACH UPRIGHT 
PENETRATION AT ENDS AND 
INTERMEDIATE POSTS

3
"

3
' -

 4
"

LINE OF FINISH FLOOR 
BEYOND

BRAIDED S/S TYPE 316 WIRE 
ROPE 7-BY-19 WITH 
CONNECTOR

1" 3" MAX 3/8"

BASIS OF DESIGN: WAGNER 
ULTRA-TEC INVISIWIRE 
RECEIVER TENSIONING 
DEVICE AND SWAGING STUD 
(CRR832,CR58)- DO NOT PAINT

PROVIDE BLACK HDPE 
GROMMETS AT EACH UPRIGHT 
PENETRATION AT ENDS AND 
INTERMEDIATE POSTS

2" x 1" VERTICAL STEEL BAR 
STOCK STANCHIONS SPACED 
AS SHOWN, WITH HIGH 
PERFORMANCE COATING

NEW 3/8" X 7 1/4" PLATE WITH 
HIGH PERFORMANCE 
COATING BEYOND

PROVIDE CONTINUOUS TOP RAIL

3
/8

"
3

" 
M

A
X

1
"

2"

2
"

2" x 1" STEEL BAR STOCK 
WELDED TOP RAIL WITH 
HIGH PERFORMANCE 
COATING

2" x 1" VERTICAL STEEL BAR 
STOCK STANCHIONS 
SPACED AS SHOWN, WITH 
HIGH PERFORMANCE 
COATING

2" x 1/2" STEEL BAR STOCK 
WELDED BOTTOM RAIL 
WITH HIGH 
PERFORMANCE COATING

2" x 1/2" STEEL BAR STOCK 
WITH HIGH PERFORMANCE 
COATING

5/16" FILLET WELD ON BOTH 
SIDES OF STANCHION

FIELD WELD SMOOTH

BASIS OF DESIGN: WAGNER 
ULTRA-TEC INVISIWIRE 
RECEIVER TENSIONING 
DEVICE AND SWAGING STUD 
(CRR832,CR58)- DO NOT PAINT

PROVIDE BLACK HDPE 
GROMMETS AT EACH UPRIGHT 
PENETRATION AT ENDS AND 
INTERMEDIATE POSTS

3
' -

 6
"

EMBED BOLT, GROUND 
HEAD SMOOTH

CONCRETE RAMP

BRAIDED S/S TYPE 316 
WIRE ROPE 7-BY-19 WITH 
CONNECTOR

MAX

3"

5/16" FILLET WELD ON BOTH 
SIDES OF STANCHION

2" 1 1/4" 3/4"

3
/4

"

EMBED BOLT, GROUND 
HEAD SMOOTH

CHAMFER CORNER OF 
CONCRETE ENTRY RAMP

2" x 1/2" STEEL BAR STOCK 
WITH HIGH PERFORMANCE 
COATING

2" x 1/2" STEEL BAR STOCK 
WITH HIGH PERFORMANCE 
COATING

BRAIDED S/S TYPE 316 WIRE 
ROPE 7-BY-19 WITH 
CONNECTOR

2" x 1" VERTICAL STEEL BAR 
STOCK STANCHIONS 
SPACED AS SHOWN, WITH 
HIGH PERFORMANCE 
COATING BEYOND

3
' -

 6
"

1 1/2" DIAMETER STEEL GUARDRAIL 
W/ PAINTED FINISH SYSTEM

1" DIAMETER STEEL PICKETS W/ 
PAINTED FINISH SYSTEM

1 1/2"

4
"

4
"

4
"

1 1/2" DIAMETER VERTICAL SUPPORT W/ 
PAINTED FINISH SYSTEM

4
"

4
"

4
"

4
"

4
"

4
"

EXISTING BARKER HALL 
EXTERIOR STAIR RAILING 
- FIELD VERIFY BRONZE 
HANDRAIL AND POST CAP 
PROFILES FOR NEW RAILING 
SYSTEM ON ALUMNI EX - ALUM - 02

956' - 2 3/4"
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 2

' -
 6

"
1

' -
 6

"

1' - 0" 4' - 7" 4' - 0"

NEW ARCHITECTURAL 
RAILING SYSTEM TO 
MATCH BARKER HALL 
PROFILE AND 
MATERIALS

4 EQ TREADS @ 11" =
3' - 8"

3
' -

 0
"

RAILING SLEEVE EMBED #4 BARS x 2'-0"

1
" 

T
Y

P
.

(4) - 1/2"Ø x 4" LONG STUDS 
WELDED TO THE SLEEVE 
(STAINLESS STEEL OR HOT 
DIPPED GALVANIZED AFTER 
STUDS ARE WELDED) 
COORDINATE WITH 
MANUFACTURER
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3/4" = 1'-0"A-5.19C

5 TYPICAL STAIR SECTION
1 1/2" = 1'-0"A-5.19C

4 GUARDRAIL/HANDRAIL DETAIL - EGRESS STAIR
1 1/2" = 1'-0"A-5.19C

3 GUARDRAIL DETAIL - EGRESS STAIR

3/4" = 1'-0"A-5.19C

10 ELEVATION DETAIL @ LADDERS

1 1/2" = 1'-0"A-5.19C

14 TYPICAL PLAN DETAIL @ STEEL LADDER

3" = 1'-0"A-5.19C

1 TYPICAL DETAIL- STEEL HANDRAIL WALL RETURN

1 1/2" = 1'-0"A-5.19C

11 TYPICAL DETAIL @ MONOLITHIC STAIR

1 1/2" = 1'-0"A-5.19C

13 TYPICAL SECTION @ MONOLITHIC STAIR

1 1/2" = 1'-0"A-5.19C

6

TYPICAL DETAIL @ CABLE GUARDRAIL DOUBLE
STANCHION

3" = 1'-0"A-5.19C

9 TYPICAL DETAIL @ CABLE RAIL INSIDE CORNER

1 1/2" = 1'-0"A-5.19C

7

TYPICAL DETAIL @ CABLE GUARDRAIL DOUBLE
STANCHION AT ENTRY RAMP

6" = 1'-0"A-5.19C

8

TYPICAL DETAIL @ ENTRY RAMP CABLE
GUARDRAIL BASE

1 1/2" = 1'-0"A-5.19C

2 GUARDRAIL DETAIL - EGRESS STAIR1

A-5.19C

12
EXISTING BARKER HALL EXTERIOR RAILING
DETAIL

1/2" = 1'-0"A-5.19C

15 NEW STAIR SECTION @ ALUMNI EXTERIOR
1 1/2" = 1'-0"A-5.19C

16 RAIL EMBED DETAIL

1 ADD. 3

THESE DETAILS FOR THE 

NEW STAIRS ON THE NORTH 

SIDE OF ALUMNI GYM ARE 

APPLICABLE TO BP4
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( 1 ) STANDARD EXISTING RAILING SECTION

NEW GLASS RAILIING (BEYOND)

NEW RAIL BUTTON (BEYOND)

BASIS-OF-DESIGN: 
C.R. LAURENCE COMPANY 
CONTINUOUS STAINLESS STEEL
HANDRAIL W/ BUTTON 
CONNECTION @ 3' - 0" A.F.F.

9/16" CLEAR LAMINATED 
TEMPERED GLASS. ALIGN GLASS
JOINTS WITH EXISTING METAL 
STANCHIONS. STOP GLASS 2" 
FROM PILASTERS.

EXIST4"9/16" .

BASIS-OF-DESIGN: 
C.R. LAURENCE COMPANY 

DRY SET STAINLESS STEEL 
BOTTOM DRILLED BASE SHOE
SECURED TO EXISTING 
SUBSTRATE.

EXISTING CONCRETE SLAB & 
STRUCTURAL FRAMING. 
SEE EXISTING 1937 STUDENT
UNION DRAWINGS FOR 
DETAILS.

3
' -

 0
 3

/4
"

3
' -

 6
"

3
' -

 0
"

EXISTING 37 S.U. RAILING 
TO REMAIN

EXISTING CONCRETE 
FLOOR SLAB

EXISTING PLASTER 
TRIM DETAIL

STAINLESS STEEL CAP 

ALIGN 

ALIGN 

ALIGN 

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

Cb Db

3
' -

 0
"

1' - 0" 1 '- 10"  F.V.

3
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"

3
' -
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______________________
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3" = 1'-0"A-5.19D

3 38 STUDENT UNION RAIL ELEVATION

1" = 1'-0"A-5.19D

1 38 STUDENT UNION RAILING

3" = 1'-0"A-5.19D

4 38 STUDENT UNION RAILING SECTION

EXISTING CONDITIONS

1/2" = 1'-0"A-5.19D

2 38 STUDENT UNION RAILING ELEVATION
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DN

DN

DN

Bb

Cb
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Eb

Fb
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Gb

Hb

3b2b1b

3

A-4.5
____________________________________________

2

A-4.5
____________________________________________

4

A-4.5
____________________________________________

A-2.31 3

1

A-4.31
____________________________________________

STAIR

ST-H

AV EQUIP

A360C

ELEV

EL-D

2A-5.16

3 A-5.16

GLASS RAILING

EXISTING RAILING
TO REMAIN. 
PROTECT FINISH 
DURING ALL PHASES
OF CONSTRUCTION

STAINLESS STEEL
HANDRAIL

STOP RAILING 
GLASS AT 
EDGE OF STEP

A-5.19E

2

A-5.19E

3

STAINLESS STEEL
HANDRAIL

GLASS RAILING

REMOVE AND PROTECT
EXISTING RAILING AS 
NEEDED FOR PILASTER 
RENOVATION/ REPAIR

STORE & PROTECT 
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1/4" = 1'-0"A-5.30

3 ENLARGED RESTROOM PLAN - TYPICAL

3/8" = 1'-0"A-5.30

8 INTERIOR ELEVATION - MENS RESTROOM 3/8" = 1'-0"A-5.30

9 INTERIOR ELEVATION - MENS RESTROOM

3/8" = 1'-0"A-5.30

6 INTERIOR ELEVATION - WOMENS RESTROOM
3/8" = 1'-0"A-5.30

5 INTERIOR ELEVATION - WOMENS RESTROOM

3/8" = 1'-0"A-5.30

2 INTERIOR ELEVATION- MENS RESTROOM

3/8" = 1'-0"A-5.30

7 INTERIOR ELEVATION- SHOWER

3/8" = 1'-0"A-5.30

4 INTERIOR ELEVATION - MENS RESTROOM

TOILET ACCESSORY SCHEDULE
# ITEM MFR MODEL PROVIDER MOUNTING HEIGHT

TA-1 36" STAINLESS STEEL GRAB BAR BOBRICK B5806.99-36 C.F.C.I. 2'-10" (CENTER)

TA-2 42" STAINLESS STEEL GRAB BAR BOBRICK B5806.99-42 C.F.C.I. 2'-10" (CENTER)

TA-3 18" STAINLESS STEEL GRAB BAR BOBRICK B58066.99-18 C.F.C.I. 3' - 4" (BOTTOM)

TA-4 60" STAINLESS STEEL GRAB BAR BOBRICK B6806.99-60 C.F.C.I. 2'-10" (CENTER)

TA-5 24" STAINLESS STEEL GRAB BAR BOBRICK B6806.99-24 C.F.C.I. 2'-10" (CENTER)

TA-6 LAVATORY MIRROR - 18" X 36" BOBRICK B-290-1836 C.F.C.I. 3'-4" (T.B.O. REFLECTIVE SURFACE)

TA-7 BABY CHANGING STATION KOALA KARE KB-110 SSWM C.F.C.I. 3' - 8" (TOP)

TA-8 SHOWER ROD / CURTAIN / HOOKS BOBRICK B-6047 / B-204-3 / B-204-1 C.F.C.I. 7' - 4" (CENTER)

TA-9 FOLDING SHOWER SEAT BOBRICK B-5191 C.F.C.I. 1--5" - 1'-7" (TOP OF SEAT)

TA-10 ROBE HOOK BOBRICK B-76727 C.F.C.I. 5' - 0" (CENTER)

TA-11 FEMININE NAPKIN DISPOSAL BOBRICK B-270 C.F.C.I. 2' - 8" (TOP)

TA-12 UNDER LAVOTORY GUARDS PLUMBEREX HANDY-SHIELD C.F.C.I.

TA-13 SURFACE MOUNTED SEAT COVER DISPENSER BOBRICK B-221 C.F.C.I. 4'-0" (TOP)

TA-14 TOILET TISSUE DISPENSER - - O.F.O.I. -

TA-15 SOAP DISPENSER - - O.F.O.I. -

TA-17 COMBINATION PAPER TOWEL AND WASTE UNIT BOBRICK B-39619 O.F.O.I. 3'-11" (T.C.L. OF DESPENSING MECHANISM)

TA-18 SHOWER SOAP DISPENSER GOJO FXM-12 O.F.C.I. 3'-6" (BOTTOM)

3/8" = 1'-0"A-5.30
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1. REFER TO CONCRETE BASE DETAILS 
FOR LOCKERS  & DIMENSIONS.  
CONFIRM SHOP DRAWINGS WITH FIELD 
DIMENSIONS.

2. ALL LOCKER COMPARTMENT CAPS 
SHALL BE CONTINUOUS & MITERED.

3. PROVIDE CLOSURE STRIPS TO SEAL-OFF 
OPEN LOCKER CORNER.

4. VERIFY COLOR COMBINATIONS WITH 
SHOP DRAWINGS.

5. ALL BENCHES SHALL BE BY LOCKER 
MFR.

6. COMPLY WITH ALL STANDARDS FOR 
ACCESSIBLE RESTROOMS PER ADA 
STANDARDS FOR ACCESSIBLE DESIGN & 
ICC A117.1-2009.  WHEN ARCHITECTURAL 
DRAWINGS ARE IN CONFLICT, 
REGULATIONS SHALL GOVERN.
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3/8" = 1'-0"A-5.31

5 ENLARGED FAMILY LOCKER ROOM PLAN
3/8" = 1'-0"A-5.31

1 INTERIOR ELEVATION
3/8" = 1'-0"A-5.31

2 INTERIOR ELEVATION
3/8" = 1'-0"A-5.31

3 INTERIOR ELEVATION

TOILET ACCESSORY SCHEDULE
# ITEM MFR MODEL PROVIDER MOUNTING HEIGHT

TA-1 36" STAINLESS STEEL GRAB BAR BOBRICK B5806.99-36 C.F.C.I. 2'-10" (CENTER)

TA-2 42" STAINLESS STEEL GRAB BAR BOBRICK B5806.99-42 C.F.C.I. 2'-10" (CENTER)

TA-3 18" STAINLESS STEEL GRAB BAR BOBRICK B58066.99-18 C.F.C.I. 3' - 4" (BOTTOM)

TA-4 60" STAINLESS STEEL GRAB BAR BOBRICK B6806.99-60 C.F.C.I. 2'-10" (CENTER)

TA-5 24" STAINLESS STEEL GRAB BAR BOBRICK B6806.99-24 C.F.C.I. 2'-10" (CENTER)

TA-6 LAVATORY MIRROR - 18" X 36" BOBRICK B-290-1836 C.F.C.I. 3'-4" (T.B.O. REFLECTIVE SURFACE)

TA-7 BABY CHANGING STATION KOALA KARE KB-110 SSWM C.F.C.I. 3' - 8" (TOP)

TA-8 SHOWER ROD / CURTAIN / HOOKS BOBRICK B-6047 / B-204-3 / B-204-1 C.F.C.I. 7' - 4" (CENTER)

TA-9 FOLDING SHOWER SEAT BOBRICK B-5191 C.F.C.I. 1--5" - 1'-7" (TOP OF SEAT)

TA-10 ROBE HOOK BOBRICK B-76727 C.F.C.I. 5' - 0" (CENTER)

TA-11 FEMININE NAPKIN DISPOSAL BOBRICK B-270 C.F.C.I. 2' - 8" (TOP)

TA-12 UNDER LAVOTORY GUARDS PLUMBEREX HANDY-SHIELD C.F.C.I.

TA-13 SURFACE MOUNTED SEAT COVER DISPENSER BOBRICK B-221 C.F.C.I. 4'-0" (TOP)

TA-14 TOILET TISSUE DISPENSER - - O.F.O.I. -

TA-15 SOAP DISPENSER - - O.F.O.I. -

TA-17 COMBINATION PAPER TOWEL AND WASTE UNIT BOBRICK B-39619 O.F.O.I. 3'-11" (T.C.L. OF DESPENSING MECHANISM)

TA-18 SHOWER SOAP DISPENSER GOJO FXM-12 O.F.C.I. 3'-6" (BOTTOM)

3/8" = 1'-0"A-5.31

4 INTERIOR ELEVATION

A-5.31 3/4" = 1'-0"

10 TYPICAL DOUBLE SIDED, DOUBLE TIER LOCKER SECTION
A-5.31 3/4" = 1'-0"

9 TYPICAL SINGLE SIDED, DOUBLE TIER LOCKER SECTION

3" = 1'-0"A-5.31

6 TYPICAL SHOWER BENCH

A-5.31 3/4" = 1'-0"

8 TYPICAL SINGLE SIDED, TRIPLE TIER LOCKER SECTION

3" = 1'-0"A-5.31

7 TYPICAL ACCESSIBLE BENCH
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1/2" = 1'-0"

FLUSH CONTROL 
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OFF CENTER. 
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REF TO PLANS.
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102113.19 SOLID PLASTIC 
TOILET COMPARTMENTS, TYP.

TA1

#

TA2

TA3

TA4

TA
5

TA
7

TA8

TA9

TA10

TA1
1

TA12

TA1
3

TA14

TA20

ITEM

36" STAINLESS STEEL GRAB BAR

42" STAINLESS STEEL GRAB BAR

18" STAINLESS STEEL GRAB BAR

60" STAINLESS STEEL GRAB BAR

24" STAINLESS STEEL GRAB BAR

COMBINATION PAPER TOWEL AND WASTE UNIT

ROBE HOOK

TOILET TISSUE DISPENSER

SOAP DISPENSER

FEMININE NAPKIN DISPENSER

BABY CHANGING STATION

SHOWER ROD / CURTAIN  / HOOKS

FOLDING SHOWER SEAT

SOAP DISH

MFR

BOBRICK

BOBRICK

BOBRICK

BRADLEY

BOBRICK

KOALA KARE

BOBRICK

BOBRICK

BOBRICK

BOBRICK

BOBRICK

B-254

6315

B-4288

B-5806.99 x 36" HORIZONTAL 

B-5806.99 x 42"HORIZONTAL

B-76727 

KB110-SSWM

B-5806.99 x 18" VERTICAL

B-5806.99 x 60"

B-5806.99 x 24"

B-3944

MODEL

2'-10" (CENTER)

2'-10" (CENTER)

3'-4" (BOTTOM)

2'-10" (CENTER)

2'-10" (CENTER)

3'-0" (BOTTOM)

6'-5" (TOP)

5'-0" (CENTER)

3'11" (T.C.L OF DESPENSING MECHANISM)

MOUNTING HEIGHT

TOILET ACCESSORY SCHEDULE

TA1
8

TOILET SEAT COVER DISPENSER BRADLEY 3' - 6" (CENTER)

TA19 SOAP DISPENSER BOBRICK B-2012

BOBRICK B-4380

TA21 FLOOR -STANDING WASTE BOBRICK B-2250

RESTROOM - GENERAL NOTES 

1. FOR TOILET ACCESSORIES MOUNTING
HEIGHTS REFER TO SHEET A-5.32.

2. ALL LOCKERS TO RECEIVE CLOSURE
STRIPS AT SIDES AND TOPS. 

3. REFER TO SHEET A-5.32 FOR TOILET STALL TYPE 
DETAILS.

4. FLOOR TILE JOINTS TO ALIGN WITH WALL TILE 
JOINTS, UNO.

5. NON-TILE WALLS TO HAVE 6" BASE TILE, UNO.
6. FLOOR TILES TO BE CENTERED IN ROOM 

ACCORDING TO CENTER POINT LOCATION, UNO.
7. FLOOR DRAINS TO BE CENTERED IN INDIVIDUAL 

RESTROOMS, UNO.
8. ALL MIRRORS TO BE 24" X 36" POLISHED AND 

BEVELED EDGES WITH CONCEALED 
ATTACHMENTS, UNO. 
9. ALIGN WALL TILE GROUT JOINTS WITH FLOOR 

TILE GROUT JOINTS. 

1/2" = 1'-0"A-5.32

1 MEN TLT A136/WOMEN TLT A137 - ENLARGED FLOOR PLAN

1/4" = 1'-0"A-5.32

2 MEN TLT A136 - N ELEV

1/4" = 1'-0"A-5.32

4 MEN TLT A136 - S ELEV

1/4" = 1'-0"A-5.32

5 MEN TLT A136 - W ELEV

1/4" = 1'-0"A-5.32

3 MEN TLT A136 - E ELEV

1/4" = 1'-0"A-5.32

6 WOMEN TLT A137 - N ELEV

1/4" = 1'-0"A-5.32

7 WOMEN TLT A137 - E ELEV

1/4" = 1'-0"A-5.32

8 WOMEN TLT A137 - S ELEV

1/4" = 1'-0"A-5.32

9 WOMEN TLT A137 - W ELEV
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1. FOR TOILET ACCESSORIES MOUNTING
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DETAILS.
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1. FOR TOILET ACCESSORIES MOUNTING
HEIGHTS REFER TO SHEET A-5.32.
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DETAILS.

4. FLOOR TILE JOINTS TO ALIGN WITH WALL TILE 
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RESTROOMS, UNO.
8. ALL MIRRORS TO BE 24" X 36" POLISHED AND 

BEVELED EDGES WITH CONCEALED 
ATTACHMENTS, UNO. 
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RESTROOM - GENERAL NOTES 

1. FOR TOILET ACCESSORIES MOUNTING
HEIGHTS REFER TO SHEET A-5.32.

2. ALL LOCKERS TO RECEIVE CLOSURE
STRIPS AT SIDES AND TOPS. 

3. REFER TO SHEET A-5.32 FOR TOILET STALL TYPE 
DETAILS.

4. FLOOR TILE JOINTS TO ALIGN WITH WALL TILE 
JOINTS, UNO.

5. NON-TILE WALLS TO HAVE 6" BASE TILE, UNO.
6. FLOOR TILES TO BE CENTERED IN ROOM 

ACCORDING TO CENTER POINT LOCATION, UNO.
7. FLOOR DRAINS TO BE CENTERED IN INDIVIDUAL 

RESTROOMS, UNO.
8. ALL MIRRORS TO BE 24" X 36" POLISHED AND 

BEVELED EDGES WITH CONCEALED 
ATTACHMENTS, UNO. 
9. ALIGN WALL TILE GROUT JOINTS WITH FLOOR 

TILE GROUT JOINTS. 
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RESTROOM - GENERAL NOTES 

1. FOR TOILET ACCESSORIES MOUNTING
HEIGHTS REFER TO SHEET A-5.32.

2. ALL LOCKERS TO RECEIVE CLOSURE
STRIPS AT SIDES AND TOPS. 

3. REFER TO SHEET A-5.32 FOR TOILET STALL TYPE 
DETAILS.

4. FLOOR TILE JOINTS TO ALIGN WITH WALL TILE 
JOINTS, UNO.

5. NON-TILE WALLS TO HAVE 6" BASE TILE, UNO.
6. FLOOR TILES TO BE CENTERED IN ROOM 

ACCORDING TO CENTER POINT LOCATION, UNO.
7. FLOOR DRAINS TO BE CENTERED IN INDIVIDUAL 

RESTROOMS, UNO.
8. ALL MIRRORS TO BE 24" X 36" POLISHED AND 

BEVELED EDGES WITH CONCEALED 
ATTACHMENTS, UNO. 
9. ALIGN WALL TILE GROUT JOINTS WITH FLOOR 

TILE GROUT JOINTS. 
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KB-A

LEVEL SERVICE
942' - 0"

928'-0"

929'-10"

MUD SLAB

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

03 3000-06
LEAN CAST-IN-PLACE 
CONCRETE 

LEAN CAST-IN-PLACE 
CONCRETE 

03 3000-06

PRECAST MANHOLE -
REFER TO SITE DRAWINGS

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

PIPE CONNECTIONG SUMP PUMP TO 
STORM INLET WITH BACK CHECK 
VALVE.  SEE MEP PLANS FOR SIZE 
AND PIPE TYPE.  PROVIDE 24" MIN. 
COVER OVER PIPE TO STORM INLET.

33 4600-01
FOUNDATION DRAIN
LAP SELF-ADHERED WATER-
PROOFING PER 
MANUFACTURER

PIPE CONNECTING FOUNDATION 
DRAIN AROUND ELECTRIC VAULT 
TO SUMP PUMP .  SEE MEP PLANS 
FOR SIZE AND PIPE TYPE.

PRECAST ELECTRIC VAULT
REFER TO MEP DRAWINGS

SUMP PIT 

CAST-IN-PLACE CONCRETE FOOTING -
COORDINATE WITH LOCATION OF SUMP 
PIT

CAST-IN-PLACE CONCRETE 
FOOTING BEYOND

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

MUD SLAB

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

03 3000-03
EXPANSION JOINT & SEALANT

ELECTRICAL DUCT BANK BEYOND. 
REFER TO MEP DRAWINGS.

2 PCO 115

LEVEL SERVICE
942' - 0"

2" / 12"

ALIGN EDGE OF TRENCH 
DRAIN WITH WALL 
BEYOND

TRENCH DRAIN, REFER 
TO PLUMBING SHEETS

EPOXY FILL EXPANDED 
WITH SAND, REFER TO 
STRUCTURAL DRAWING

03 3000-01
CAST-IN-PLACE REINFORCED
CONCRETE

07 1326-01

LAP SELF-ADHERED WATER-
PROOFING PER MANUFACTURER

33 4600-01
FOUNDATION DRAIN

07 1413-02
MOLDED SHEET DRAINAGE PANEL

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

REFER TO STRUCTURAL DRAWINGS 
FOR REINFORCEMENT
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WATERSTOP

939'-0"

2' - 8"

CL

8" 6"

2 PCO 115

PERFORATED FOUNDATION DRAIN

2' - 0" MIN.

EXTERIOR

8' - 0" MIN.

INTERIOR

4' - 0" MIN. 2' - 0" MIN.

6" MUD SLAB WITH CRYSTALLINE WATERPROOFING ADDITIVE

03 3000-06

CONCRETE ELECTRICAL DUCTBANK WITH 
CRYSTALLINE WATERPROOFING ADDITIVE FOR 4' -
0" MINIMUM PAST INTERIOR EDGE OF GRADE BEAM.  

CONCRETE ELECTRICAL DUCTBANK WITH 
CRYSTALLINE WATERPROOFING ADDITIVE FOR 
8' - 0" MINIMUM PAST EXTERIOR EDGE OF GRADE 
BEAM.  

03 3000-06

33 4600-01

FOUNDATION DRAIN.  USE SOLID 
PIPE WHERE CROSSING UTILITIES

GRADE BEAM

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

COMPACTED 
BACKFILL

03 3000-06

COMPLETELY FILL EXCAVATED TRENCH.  
USE REGULAR STRENGTH CONCRETE 
WITH CRYSTALLINE WATERPROOFING 
ADDITIVE.

2 PCO 115

33 4600-01

FOUNDATION DRAIN.  USE SOLID 
PIPE WHERE CROSSING UTILITIES

GRADE BEAM ON ROCK 

07 1326-01
SELF-ADHERING SHEET
WATERPROOFING

COMPACTED 
BACKFILL

07 1326-01

SELF-ADHERING SHEET 
WATERPROOFING 
BOOT

UTILITY (SIZE VARIES)

SLEEVE WHERE UTILITIES 
PENTETRATE.  PACK WITH GROUT

EXTERIOR INTERIOR

GRAVEL

2 PCO 115

- COMPATIBLE WITH 
WATERPROOFING MEMBRANE
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ADJACENT 
WALL

GRAPHIC CONTENT IN FUTURE 
BP

THREE-TIERED LOCKERS

07 8100-01
SPRAY-APPLIED FIREPROOFING

- PAINT, TYP.

EXPOSED TO VIEW MEP ITEMS -
PAINT, TYP.

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 9123-01
INTERIOR PAINTED FINISH

ST-N.1

09 6513-01
RESILIENT BASE

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING

09 9123-01

ALUM - 02
958' - 6"

1' - 6"

3' - 4" GFCI OUTLET

BI-LEVEL WATER FOUNTAIN WITH 
BOTTLE FILLER. INSTALL PER 
MANUFACTURER'S 
INSTRUCTIONS

FIRE EXTINGUISHER CABINET

LEVEL 5 GYPSUM FINISH 
PREPED TO RECIEVE WALL 
GRAPHIC UNDER BP#5

1' - 0"

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 9123-01
INTERIOR PAINTED FINISH

ST-N.3

04 2000-14
DECORATIVE CONCRETE
MASONRY UNITS

09 6513-01
RESILIENT BASE

2 ASI 202

7
' 
- 

8
"

EQ EQ

CLOCK
2 PCO 266

FaEa

ALUM - 02
958' - 6"

F.5a

GRAPHIC 
CONTENT IN 
FUTURE BP

W2 W2

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 9123-01
INTERIOR PAINTED FINISH

GRAPHIC 
CONTENT IN 
FUTURE BP

EXISTING MASONRY WALL AND 
PILASTERS

NEW STRUCTURAL COLUMN

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING

07 8123-01
INTUMESCENT FIREPROOFING

09 9123-01

- PAINT, TYP.

11a 10a 9a 8a

ALUM - 02
958' - 6"

GRAPHIC 
CONTENT IN 
FUTURE BP

GRAPHIC 
CONTENT IN 
FUTURE BP

GRAPHIC 
CONTENT IN 
FUTURE BP

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 9123-01
INTERIOR PAINTED FINISH

EXISTING MASONRY 
WALLS AND PILASTERS

EXISTING INFILL TO REMAIN

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 9123-01
INTERIOR PAINTED FINISH
09 9123-01
INTERIOR PAINTED FINISH

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING

07 8123-01
INTUMESCENT FIREPROOFING

09 9123-01

- PAINT, TYP.

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING

07 8123-01
INTUMESCENT FIREPROOFING

09 9123-01

05 1200-02
EXPOSED-TO-VIEW
STRUCTURAL STEEL
FRAMING

07 8123-01
INTUMESCENT
FIREPROOFING

09 9123-01

PAINT, TYP.

CLOCK

EQ EQ

9
' 
- 

3
"

2 PCO 266

ALUM - 02
958' - 6"

1
' 
- 

7
 1

/2
"

8
' 
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0
"

12' - 7 3/8"

M
A

X

4
' 
- 

0
"

AED  
CABINET

LOUVER

1' - 6"

GRAPHIC CONTENT IN FUTURE 
BP

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 9123-01
INTERIOR PAINTED FINISH

08 3113-01
ACCESS DOOR

09 6513-01
RESILIENT BASE

B217B216

NOTE: USE 5/8" ABUSE 
RESISTANT GYPSUM BOARD 
ON LEVEL 02 OF REC CENTER

2'-0" x 2'-0"

CONTROL 
JOINT

______________________

A-8.5

7

EX - S.U. - 01
948' - 0"

EX - ALUM - 02
956' - 2 3/4"

______________________

A-5.94

1

EXISTING BRICK WALL

EXISTING CONCRETE 
WALL

W5

WOOD BENCH - SEE 
DETAILS ON SHEET 
A-5.94

B100A
W5 W5 W5

WOOD BENCH - SEE 
DETAILS ON SHEET 
A-5.94

WOOD ENTRY - SEE 
DETAILS ON SHEET 
A-5.94

EXISTING BRICK WALL 
AND PILASTERS

EXISTING CONCRETE 
WALL AND PILASTERS

(2) 2'x2' DEDICATION PLAQUES -
CONFIRM LOCATION WITH 
ARCHITECT IN FIELD

______________________

RD068

2

ALUM - 02
958' - 6"

B21809 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 6513-01
RESILIENT BASE

09 9123-01
INTERIOR PAINTED FINISH

ALUM - 02
958' - 6" 25' - 11 1/2" 3 1/4"

5
' 
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3
"

1
' 
- 

4
"

04 2000-14
DECORATIVE CONCRETE
MASONRY UNITS

10 5113-01
METAL LOCKERS
SEE DETAILS ON SHEET A-5.31

ALUM - 01
945' - 0"

04 2000-14
DECORATIVE CONCRETE
MASONRY UNITS

10 5113-01
METAL LOCKERS
SEE SHEET A-5.31 FOR MORE 
INFORMATION

EXPOSED TO VIEW MEP ITEMS -
PAINT, TYP.

1
' 
- 

5
"

5
' 
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3
"

ALUM - 01
945' - 0"

60" TV
(PROVIDE 
BLOCKING AS 
REQ'D)

60" TV
(PROVIDE 
BLOCKING AS 
REQ'D)

B110A B110B

OPEN TO SECOND FLOOR

EXPOSED TO VIEW MEP 
ITEMS - PAINT, TYP.

09 5436-01
WOOD SLAT CEILING

07 8100-01
SPRAY-APPLIED FIREPROOFING

- PAINT, TYP.

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 9123-01
INTERIOR PAINTED FINISH

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

09 6513-01
RESILIENT BASE

CONTROL 
JOINT

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING

09 9123-01

ALUM - 01
945' - 0"
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A-5.51

____________________________________________

09 2900-01
GYPSUM BOARD
- ALIGN BOTTOM OF GYPSUM 
BOARD WITH TOP OF LOCKERS

ALIGN

2 PCO 593

10a

Da

09 2900-01
GYPSUM BOARD

07 9200-00
JOINT SEALANT
- TYP EACH SIDE

09 2216-18
DRYWALL F REVEAL

09 2216-15
7/8" HAT-SHAPED FURRING
CHANNEL

07 8100-01
SPRAY-APPLIED
FIREPROOFING

04 2000-08

REINFORCED
CONCRETE
MASONRY UNITS

04 2000-08
REINFORCED
CONCRETE
MASONRY UNITS

04 2000-08
REINFORCED
CONCRETE
MASONRY UNITS
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1/4" = 1'-0"A-5.51

4

INTERIOR ELEVATION - LEVEL 01 WATERFOUNTAIN
NICHE

1/4" = 1'-0"A-5.51

8

INTERIOR ELEVATION - LEVLE 02 WATERFOUNTAIN
NICHE

1/4" = 1'-0"A-5.51

9 INTERIOR ELEVATION - LEVEL 02 WINDOW INFILL
1/4" = 1'-0"A-5.51

10 INTERIOR ELEVATION - LEVEL 02 WINDOW INFILL

1/4" = 1'-0"A-5.51

7 INTERIOR ELEVATION - CARDIO
1/4" = 1'-0"A-5.51

6 INTERIOR ELEVATION - WEST VESTIBULE

1/4" = 1'-0"A-5.51

5 INTERIOR ELEVATION - LEVEL 02 ELEVATOR DOOR
1/4" = 1'-0"A-5.51

2 INTERIOR ELEVATION - LEVEL 02 LOCKER WALL
1/4" = 1'-0"A-5.51

3 INTERIOR ELEVATION - LEVEL 01 LOCKER WALL

1/4" = 1'-0"A-5.51
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LEVEL 01
948' - 0"

Cb

OPEN TO BEYOND

CC-2SS-1MWB-2RB-2

PT-4

PAINT ABOVE CLG PT-4

LEVEL 01
948' - 0"

8b7b5b 8a6b

SCREEN

LIMESTONE MASONRY WALL W/ ALTERNATING 
HIGH SMOOTH AND HIGH SPLIT-FACES

1
A-6.20

DRAPERY STACKDRAPERY STACK
TYP.

2' - 6"
RB-1, TYP.

PT-4
PT-4

PAINT ABOVE CLG PT-4

T
Y

P
.

1'
 - 

0"

AV WALL BOX

T
Y

P
.

8"

LEVEL 01
948' - 0"

DbCbUK-E
1

A-4.6

RB-2

PAINT ABOVE CLG PT-4

GL11GL11

2 BP#5

SEE BP#5 
DOCUMENTS FOR 

FURTHER 
INFORMATION 
REGARDING 

INDIVIDUAL GLASS 
PANEL DIMENSIONS 

AND GRAPHIC 
PARAMETERS.

8
RD031

EXTENTS OF BP#5 GLASS

28' - 2 3/4"

E
X

TE
N

TS
 O

F 
B

P
#5

 G
LA

S
S

9'
 - 

3"
 +

/-

BP#5 GLASS

2' - 9 3/4"

LEVEL 5 GYPSUM FINISH PREPPED 
TO RECIEVE WALL GRAPHIC UNDER 

BP#5

2 ASI 202

3
RD032

LEVEL 01
948' - 0"

10b 9b 8b 7b 4b 3b5b6b

ETB-1, TYP. ETB-1, TYP.

PT-1, LEVEL 5 FINISH (BEYOND)

GL11GL11 GL11GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11

SCHEDULING MONITOR

GL11GL11 GL11GL11

6

A-8.13

F
E

12
2

F
E

12
2

F
E

12
2

F
E

12
2

F
E

12
2

6

A-8.13

9'
 - 

0"

CLCLEQ EQ 6' - 0" EQ EQ
CLCLEQ A EQ A 6' - 0" EQ A EQ A 6' - 0"

CLEQ B EQ B
CL EQ BEQ B6' - 0"

CL1' - 6"3' - 6"
CL1' - 6"3' - 6"

CLCLEQ C EQ C 6' - 0" EQ C EQ C

GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11GL11

SEE BP#5 
DOCUMENTS FOR 

FURTHER 
INFORMATION 
REGARDING 

INDIVIDUAL ACM 
PANEL DIMENSIONS 

AND GRAPHIC 
PARAMETERS.

PT-1, LEVEL 5 FINISH (BEYOND)

SEE BP#5 
DOCUMENTS FOR 

FURTHER 
INFORMATION 
REGARDING 

INDIVIDUAL ACM 
PANEL DIMENSIONS 

AND GRAPHIC 
PARAMETERS.

2 BP#5 2 BP#5

LEVEL 01
948' - 0"

Cb Bb
TV MONITOR 

RECESSED IN WALL, 
TYP.

20
A-5.83

TYP.

UK-D.4

RB-1

PT-4

PAINT ABOVE CLG PT-4

LEVEL 01
948' - 0"

2b

CL CL CL EQEQEQEQ

INSULATED GYP.

RB-1

F
E

62
2

GL38 GL38 GL38 GL38

13' - 2 1/8"1' - 4"

5'
 - 

10
"

3'
 - 

2"

2 RFI 699

2 RFI 699

9

RD035

2 ASI 238

GENERAL NOTES

1. REFER TO SHEET A.10.0 FOR FINISH LEGEND

2. REFER TO SHEET 8.12 FOR STOREFRONT DETAILS

3. REFER TO SHEET A-5.32 FOR TOILET ACCESSORY SCHEDULE

LEVEL 01
948' - 0"

8b 7bRENLITA DOORS

RB-1, TYP.

HD CAMERA

PT-4, TYP.

PAINT ABOVE CLG PT-4

A/V WALL BOX

LEVEL 01
948' - 0"
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ETB-1, TYP.

PT-1, LEVEL 5 FINISH
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 - 
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6' - 0"
CLEQ EQ

CL EQEQ

GL11 GL11

LEVEL 01
948' - 0"

11
A-5.91

PL-1

MWB-2

(3) EQ DOORS
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LEVEL 01
948' - 0"

UK-18
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16
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1
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OPENING FOR 
FIRE ALARM 
DEVICE. FIELD 
VERIFY EXACT 
LOCATION AND 
DIMENSIONS.
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T ectonic Cop yright 2007

9b

EX - S.U. - 02
962' - 0"

ETB-1

GL11GL11 GL11 GL11

3' - 0" EQ EQ 3' - 0"1' - 7 7/8" 1' - 11 1/2"

F
E

12
2

F
E

12
2

8'
 - 

0"

GL11 GL11

9b8b7b4b3b 5b

EX - S.U. - 02
962' - 0"

6b

ETB-2, TYP.

GL11 GL11 GL11 GL11 GL11GL11 GL11 GL11 GL11 GL11 GL11

CL EQ
CLEQ A

CL EQ A
CLEQ

CLEQ A
CLEQ A

CL EQ A
CL6' - 0" EQ EQ 3' - 0"EQ B 3' - 0" EQ B

GL11 GL11 GL11

6' - 0"
CL EQ A

GL11GL11

SCHEDULING MONITOR TYP.

CL4' - 2"3' - 0"
CL CL4' - 0"

CL 3' - 11 1/4"

GL11GL11

CL CL 3' - 0"4' - 2"4' - 0"3' - 11 1/4"

GL11GL11

F
E

12
2

F
E

12
2

F
E

12
2

F
E

12
2

F
E

12
2

F
E

12
2

8'
 - 

0"

GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11

CbUK-E

EX - S.U. - 02
962' - 0"

PL-1

SS-2

PL-1

(6) EQ DOORS

5
A-5.91

5
A-5.90

TYP.

2'
 - 

10
"

MWB-2

TP-1

1'
 - 

8"
3'

 - 
4"

7
A-5.83

7
A-5.83

6
A-5.83

PL-1 FILLER
PANEL

PL-1 FILLER
PANEL

5
A-5.83

(6) EQ DOORS

RB-1

8a

EX - S.U. - 02
962' - 0"

PL-1

PL-1

SS-2

(7) EQ DOORS

9' - 2 3/4"

2
A-5.91

TYP.

MWB-2

TP-1

11
A-5.91

PL-1 FILLER 
PANEL, 
SCRIBE TO 
WALL

(3) EQ DOORS

3' - 6"

4
A-5.91

TYP.

5
A-5.90

TYP.

6
A-5.83

7
A-5.83

7
A-5.83

PL-1 FILLER PANEL

5
A-5.83

RB-1

FbUK-G

EX - S.U. - 02
962' - 0"

SS-2

PL-1

PL-1

2
A-5.91

TYP.

7
A-5.90

TYP.

SS-2

MWB-2

3'
 - 

4"
1'

 - 
8"

2'
 - 

10
"

7
A-5.83

7
A-5.83

6
A-5.83

9
A-5.90

TYP.

2
A-5.90

TYP.

3
A-5.91

4
A-5.91

TYP.

7
A-5.90

TYP.

10 EQ DOORS 9 EQ DOORS

TP-1

PL-1 FILLER
PANELS WHERE
CABINET MEETS 
WALL, TYP.

PL-1

5
A-5.83

REFER TO EQUIP. SCHEDULE

REFER TO EQUIP. SCHEDULE

DW

RF

MO

REFER TO EQUIP. SCHEDULE

2 ASI 283 RFI 1041

Bb

EX - S.U. - 02
962' - 0"

(8) EQ LOCKERS

11' - 10"

10
A-5.91

TYP.

RB-1, TYP.

GL11

6' - 6"

MWB-2

PT-7 WP-1TP-1 PT-
6

8
A-5.91

F
E

12
2

9b 8b 7b 4b 3b5b

EX - S.U. - 02
962' - 0"

6b

ETB-2, TYP.

GL11GL11GL11GL11GL11GL11GL11 GL11GL11GL11GL11GL11GL11GL11GL11GL11

CLEQ A
CL EQ A

CLEQ A
CL EQ A

CL EQ A
CLEQ A

CL EQ A
CLEQ A6' - 0"

CL EQEQ 6' - 0" EQ B 3' - 0" 3' - 0"

GL11

EQ B 6' - 0"
CL 6' - 0"EQ AEQ A

GL11

CL EQ A
CLEQ A

GL11

CL EQEQ

GL11

SCHEDULING MONITOR TYP.

CLCL3' - 0" 4' - 2" 4' - 0" 3' - 11 1/4"

GL11 GL11

3' - 0"

GL11 GL11

CLCL3' - 11 1/4" 4' - 0" 4' - 2"

F
E

12
2

F
E

12
2

F
E

12
2

F
E

12
2

F
E

12
2

F
E

12
2

F
E

12
2

F
E

12
2

8'
 - 

0"

GL11 GL11GL11GL11 GL11GL11GL11GL11GL11GL11GL11GL11

8b 7b 8a

EX - S.U. - 02
962' - 0"

6b

(10) EQ LOCKERS

14' - 9 5/8"

(5) EQ LOCKERS

7' - 5"

10
A-5.91

TYP.
10

A-5.91

TYP.

OPEN TO 
BEYOND

OPEN TO 
BEYOND

RB-1, TYP. MWB-2

MWB-2

TP-1 PL-7 WP-1 PL-6

TP-1

PL-6

PL-7

WP-1

8
A-5.91

8
A-5.91

Db Cb BbUK-E

EX - S.U. - 02
962' - 0"

WP-1

OPEN TO 
BEYOND

10
A-5.91

TYP.
10

A-5.91

TYP.

(12) EQ LOCKERS

17' - 9 1/8"

RB-1, TYP.

GL11GL11

CL EQ
CLEQ 3' - 0"

PL-6

TP-1

PL-7

MWB-2

MWB-2

TP-1 PL-7 WP-1 PL-6

8
A-5.91

8
A-5.91

F
E

12
2

8'
 - 

0"

(8) EQ LOCKERS

11' - 9 7/8"

FbEbUK-F UK-G

EX - S.U. - 02
962' - 0"

9
A-5.91

TYP.

OPEN TO 
BEYOND

GL11GL11

CLEQ A
CLCL 4' - 0"

GL11GL11 GL11

3' - 0" EQEQ
CL EQ A

(6) EQ LOCKERS

8' - 10 3/4"
MWB-2

TP-1 WP-1 PL-7 PL-6

8
A-5.91 F

E
12

2

F
E

12
2

8'
 - 

0"

EX - S.U. - 02
962' - 0"

(11) EQ LOCKERS

16' - 3 1/2"

10
A-5.91

TYP.

RB-1

MWB-2

TP-1

WP-1

PL-7

PL-6

8
A-5.91

EX - S.U. - 02
962' - 0"

(10) EQ LOCKERS

14' - 9 3/4"

10
A-5.91

TYP.

RB-1

MWB-2

PL-6 TP-1 WP-1 PL-7

8
A-5.91Gb

EX - S.U. - 02
962' - 0"

OPEN TO 
BEYOND

RB-1, TYP.

GL11 GL11GL11

CL EQ
CLEQ 3' - 5 3/4"

F
E

12
2

F
E

12
2

8'
 - 

0"

UK-E

EX - S.U. - 02
962' - 0"

RB-1, TYP.

GL11

6' - 6"

F
E

12
2

8'
 - 

0"

EX - S.U. - 02
962' - 0"

FWP-34
A-5.81

9
A-5.81

RB-1

10
A-5.81

4' - 0" 4' - 0" EQEQ

7
A-5.81

3
A-5.81

TYP. AT 
PANEL 
JOINT

EQ 6' - 0" EQ

3'
 - 

0"
3'

 - 
3"

12
A-5.84

GL-2 WRITABLE SURFACE

2 ASI 394

Eb

EX - S.U. - 02
962' - 0"

FWP-3

TV MONITOR, PROVIDE 
BLOCKING FOR WALL-MOUNTED 
TV

4
A-5.81

9
A-5.81

RB-1

10
A-5.81

RECESSED WALL PLATE 

CONTROL PANEL

EQ 4' - 0"

3
A-5.81

7
A-5.81

EQ

TYP. AT 
PANEL 
JOINT

EX - S.U. - 02
962' - 0"

FWP-3

4
A-5.81

9
A-5.81

RB-1

10
A-5.81

EQ EQ

7
A-5.817

A-5.81

7' - 3 1/2"

EQ 6' - 0" EQ

GL-2 WRITABLE SURFACE

3'
 - 

3"
3'

 - 
0"

2 ASI 394

12
A-5.84

Eb

EX - S.U. - 02
962' - 0"

RB-12 ASI 394

PT-1

Db

EX - S.U. - 02
962' - 0"

RB-1

OPENING IN GLASS PANELS FOR 
65" TV MONITOR, PROVIDE 
BLOCKING FOR WALL-MOUNTED 
TV

GL-1

32 3/8" 32" 53" 12"

66
"

45
 1

/2
"

31
"

19
 1

/2
"

GL-1 GL-1 GL-1

GL-1

5"
96

"

129 3/8"

MODIFIED FOR SUBMITTAL

GENERAL NOTES

1. REFER TO SHEET A.10.0 FOR FINISH LEGEND

2. REFER TO SHEET 8.12 FOR STOREFRONT DETAILS

3. REFER TO SHEET A-5.32 FOR TOILET ACCESSORY SCHEDULE

EX - S.U. - 02
962' - 0"

(6) EQ DOORS

7' - 5"

11
A-5.91

7'
 - 

0"

PL-1 FILLER PANEL

PL-1

MWB-2

EX - S.U. - 02
962' - 0"

ETB-2 

2
A-5.81

1
A-5.81

16
A-5.81

16
A-5.81

GL-18'
 - 

2"

8'
 - 

1"
5"

OPENINGS FOR 
DEVICE 
PENETRATIONS WERE 
APPLICABLE. FIELD 
VERIFY EXACT 
LOCATIONS AND 
DIMENSIONS.
2 ASI 398

EX - S.U. - 02
962' - 0"

4' - 0" 4' - 0" EQEQ

9
A-5.81

4
A-5.81

10
A-5.81

FWP-3

RB-1

7
A-5.81

7
A-5.81

TYP. AT 
PANEL 
JOINT

7b

SS-2

MWB-2

PL-1 FILLER

5
A-5.91

PL-1 

RB-1

2'
 - 

10
"

5b6a 7a

EX - S.U. - 02
962' - 0"

PL-1

SS-2

2
A-5.90

TYP.

PL-1

3
A-5.91

4
A-5.91

TYP.

9
A-5.90

TYP.
7

A-5.90

TYP.

2'
 - 

10
"

5
A-5.91

CLEAR

2' - 6"

3'
 - 

4"
1'

 - 
8"

12 EQ PANELS

PL-1 FILLER PANEL, SCRIBE TO WALL

SS-2 FULL HEIGHT

REFER TO EQUIP. SCHEDULE
REFER TO EQUIP. SCHEDULE

DW

RF

MO

REFER TO EQUIP. SCHEDULE

2 ASI 283 RFI 1041
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W
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1/4" = 1'-0"A-5.59

1 RECEPTION A261 - N ELEV

1/4" = 1'-0"A-5.59

2 CIRC A200K - N1 ELEV

1/4" = 1'-0"A-5.59

18 SAB RESOURCE AREA A262D1 - E ELEV

1/4" = 1'-0"A-5.59

17 SAB RESOURCE AREA A262D1 - N ELEV

1/4" = 1'-0"A-5.59

10 STUDENT ACTIVITIES A252 - W ELEV

1/4" = 1'-0"A-5.59

12 STUDENT ACTIVITIES A265 - E ELEV

1/4" = 1'-0"A-5.59

3 CIRC A200K - S2 ELEV

1/4" = 1'-0"A-5.59

13 STUDENT ACTIVITIES A265 - S ELEV

1/4" = 1'-0"A-5.59

15 STUDENT ACTIVITIES A265 - W ELEV

1/4" = 1'-0"A-5.59

6 STUDENT ACTIVITIES A252 - E ELEV

1/4" = 1'-0"A-5.59

5 GREEK ORGANIZATIONS A252B N ELEV

1/4" = 1'-0"A-5.59

7 CTR COMMUNITY OUTREACH A255D - N ELEV

1/4" = 1'-0"A-5.59

8 STUDENT ACTIVITIES A252 - W2 ELEV

1/4" = 1'-0"A-5.59

9 STUDENT ACTIVITIES A265 - E2 ELEV

1/4" = 1'-0"A-5.59

20 TEAM ROOM LARGE - TYP. BACK WALL

1/4" = 1'-0"A-5.59

21 TEAM ROOM - TYP SIDE WALL W/ MONITOR

1/4" = 1'-0"A-5.59

23 TEAM ROOM SMALL - TYP BACK WALL

1/4" = 1'-0"A-5.59

22 TEAM ROOM - TYP SIDE WALL

1/4" = 1'-0"A-5.59

24 RECEPTION A267 - E ELEV

1/4" = 1'-0"A-5.59

14 DESIGN CENTER A252A - N ELEV

RB-1, TYP.

1/4" = 1'-0"A-5.59

4 CIRC A200K - E W TYPICAL ELEV

1/4" = 1'-0"A-5.59

16
CENTER FOR COMM OUTREACH EXEC WORK AREA
A255C - S ELEV

1/4" = 1'-0"A-5.59

11 A252 - SOUTH

1/4" = 1'-0"A-5.59

19 CSI KITCHENETTE A262B - N ELEV
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LEVEL 02
963' - 0"

UK17 KB-N

CL CL4' - 0"
CL CL4' - 0"

CL 4' - 2"

GL11GL11GL11GL11

GL11
1' - 0 5/8"3' - 0"

CL3' - 1 1/4"

RB-1

HD PTZ CAMERA,
CEILING MOUNT

F
E

12
2

9'
 - 

0"

GL11

LEVEL 02
963' - 0"

ETB-2, TYP.

GL11GL11

EQ EQ 3' - 0"

GL11 GL11

EQ A 6' - 2" EQ A TV MONITOR, PROVIDE 
BLOCKING FOR WALL-MOUNTED 
TV

I/O

F
E

12
2

9'
 - 

0"

GL11 GL11 GL11

114 3/8" 149 1/2"

LEVEL 02
963' - 0"

60" TV - DIGITAL 
INFO BOARD

2
A-5.3A

CONTROL PANEL

TV INPUT/OUTPUT BOX
MOUNTED IN WALL

LEAVE OPENING FOR 
TV MOUNT AND INPUT/OUTPUT

12
A-5.81

2
A-5.81

1
A-5.81

8
A-5.84

8
A-5.84

GL-1

GL-1

GL-1GL-1

8
RD060

12
RD011

1"
1'

 - 
9"

3'
 - 

4"
3'

 - 
5"

1"
4"

66
"

9'
 - 

0"

23 1/2"63 5/8"23 3/8"

LEVEL 02
963' - 0"

GL11GL11

F
E

21
1

GL11GL11GL11

10
' -

 0
"

1' - 11 1/4" EQ EQ EQ 2' - 0 1/2"

3' - 0" 3' - 0" 3' - 0"

GL11 GL11 GL11

LEVEL 02
963' - 0"

KB-M

GL11GL11 GL11 GL11 GL11 GL11

CLEQ
CLEQ A

CLCL EQ A
CL EQ

CL EQ A3' - 0"3' - 0" 3' - 0"

RB-1

4' - 3"

F
E

12
2

9'
 - 

0"

KB-M.4

LEVEL 02
963' - 0"

DbCbBb UK-E

WDB-1

FWP-2

UK-D.4

4
A-5.81

9
A-5.81

A/V PANEL

7
A-5.81

7
A-5.81

4' - 0" 4' - 0" 4' - 0" 4' - 0"4' - 0" 4' - 0"EQ-C EQ-C EQ-A EQ-A EQ-B EQ-B EQ-A EQ-A

23
A-5.83

16
A-5.83

6
A-5.84

13
A-5.84

WD-1 PANELING

UK-D.2

Db Cb BbUK-E

EX - S.U. - 02
962' - 0"

TV MONITOR 
RECESSED IN 
WALL, TYP.

WD-1 PANELING

WDB-1

UK-D.4

6
A-5.91

TYP.

HD CAMERA
4' - 0" 4' - 0"

PODIUM INPUT

INFRARED RECEIVER

12
A-6.12

19
A-5.83

SIM

16
A-5.83

16
A-5.83

15
A-5.81

15
A-5.81

OPEN TO BEYOND

4' - 0" 4' - 0" 4' - 0" 4' - 0" 4' - 0" 4' - 0" 1' - 5 1/4"
PODIUM INPUT

15
A-5.81

GL-12 GL-12 GL-12

6
A-5.91

TYP.

23
A-5.83

23
A-5.83

18
A-5.81

SIM 7'
 - 

4"

8"9 1/4"

LEVEL 02
963' - 0"

10b 13a 13a-bUK-19 UK-18UK-20

WD-1 PANELING

WDB-
1

FWP-
2

4
A-5.81

9
A-5.81

OPEN TO 
BEYOND

WDB-1

EQ-A 4' - 0" 4' - 0" 4' - 0" EQ-A

3'
 - 

4"

4' - 0" 9 1/2"

16
A-5.83

4' - 0"1' - 9 7/8"

21
A-5.83

WD-1 PANELING

WDB-1

A-6.13
4

13
A-5.84

18
A-5.81

SIM

18
A-5.81

SIM
7

A-5.81

UK-18.8

LEVEL 02
963' - 0"

10bUK-19UK-18 UK-20

EX - S.U. - 02
962' - 0"

GL11GL11 GL11 GL11 GL11 GL11

6' - 0"
CL CL CL CL CL4' - 0"4' - 0"4' - 0"4' - 0"4' - 2"

GL11

GL11 GL11

3' - 0"

CL1' - 6 1/2"1' - 2 3/4"

3' - 8 5/8"1' - 11 1/2"

16
A-5.83

F
E

12
2

F
E

12
2

8'
 - 

0"

8'
 - 

0"

UK-18.8

GL11 GL11

GL11

7
RD047

LEVEL 02
963' - 0"

KB-N

TV MONITOR, PROVIDE BLOCKING 
FOR WALL-MOUNTED TV

RB-1

CONTROL PANEL

GENERAL NOTES

1. REFER TO SHEET A.10.0 FOR FINISH LEGEND

2. REFER TO SHEET 8.12 FOR STOREFRONT DETAILS

3. REFER TO SHEET A-5.32 FOR TOILET ACCESSORY SCHEDULE

9b

EX - S.U. - 02
962' - 0"

GL11GL11GL11 GL11

3' - 0"
CL 4' - 2"

CL CL CL4' - 0"4' - 0"2' - 11 1/8"

SCHEDULING MONITOR

F
E

12
2

8'
 - 

0"

Bb

EX - S.U. - 02
962' - 0"

RB-1

GL11GL11

3' - 0"
CLEQ EQ

F
E

12
2

8'
 - 

0"

EX - S.U. - 02
962' - 0"

(2) EQ DOORS

2' - 3 3/4"
RB-1

PL-1

MWB-2

11
A-5.91

EX - S.U. - 02
962' - 0"

GL11

6' - 8 3/8"

(2) EQ DOORS

2' - 3 3/4"

PL-1

MWB-2

RB-1, TYP.

11
A-5.91

F
E

12
2

8'
 - 

0"

9b11a 12a

EX - S.U. - 02
962' - 0"
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LEVEL 02
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977' - 0"

LEVEL ROOF LOW
(990.0)

990' - 0"
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2 ASI 126

FUTURE SIGN (NIC) LOCATION. PROVIDE 
BLOCKING TO FILL EXTENTS SHOWN. SEE 

ELECTRICAL SHEETS FOR POWER 
REQUIREMENTS AND LOCATION.
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SEE BP#5 DOCUMENTS FOR 

FURTHER INFORMATION 
REGARDING 
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DIMENSIONS AND GRAPHIC 

PARAMETERS.

FIRE ANNUNCIATOR 
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SMOKE CONTROL 
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LEVEL 03
977' - 0"

UK17UK-19 UK-18 UK-16KB-N

OPEN TO 
BEYOND

ACCORDIAN FIRE DOOR WALL LATCHRB-1, TYP.

OPEN TO 
BEYOND

CL CL4' - 0"
CL CL4' - 0"

GL11 GL11 GL11GL11GL11GL11GL11 GL11

CL CL CL4' - 0"4' - 0"4' - 0"
CL 2' - 5 3/4"

CLEQ
CL EQ

GL11

3' - 0" 1' - 1"

SCHEDULING MONITOR

OPEN TO 
BEYOND

F
E

12
2

F
E

12
2

9'
 - 

0"

UK-18.8

GL11

LEVEL 03
977' - 0"

DbCbUK-E

CLCL 4' - 0"
CLCL 4' - 0"

CLCL 4' - 0"
CLCL 4' - 0"

GL11 GL11 GL11 GL11GL11GL11GL11GL11

CL4' - 2"
CL1' - 11 1/4" CL 2' - 4 1/2"

SCHEDULING MONITOR TYP.

CL 4' - 2" 3' - 0" 3' - 0"

F
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RB-1

GL11 GL11

Eb Db Cb

WD-1 DOORS W/ SIDELITES; 
VENEER ROTATED 45 DEGREES 
TYP. AT HARRIS BALLROOM 
ENTRY. CHEVRON PATTERN. 

PT-4 WG-2WD-1

EX - S.U. - 03
975' - 0"

23
A-5.81

SIM

WDB-1

2'
 - 

0"

LEVEL 5 FINISH LEVEL 5 FINISH LEVEL 5 FINISHLEVEL 5 
FINISH

2 PCO 6342 PCO 6342 PCO 6342 PCO 634

GENERAL NOTES

1. REFER TO SHEET A.10.0 FOR FINISH LEGEND

2. REFER TO SHEET 8.12 FOR STOREFRONT DETAILS

3. REFER TO SHEET A-5.32 FOR TOILET ACCESSORY SCHEDULE
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LEVEL 03
977' - 0"

UK-14UK-13UK-12UK-11 UK-15 UK-16

OPEN TO 
BEYOND

ACCORDIAN FIRE DOOR WALL LATCH

RB-1, TYP.

CL CL4' - 0"

GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11

CL EQ BEQ B

GL11 GL11 GL11 GL11

CLEQ A
CL CL CL CL CL EQ A4' - 0"4' - 0"4' - 0"4' - 0"

CL EQ
CLEQ

CL 2' - 7 3/8"

GL11

3' - 0"
CL4' - 2"6' - 1" 6' - 0" 2' - 4 1/2" 3' - 0"

SCHEDULING MONITOR TYP.

GL11GL11GL11GL11GL11GL11

CLCLCL3' - 0" EQ C 4' - 0" 4' - 0" EQ C
CL 3' - 0"EQ D

F
E
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 - 

0"

3' - 0" EQ DEQ B EQ B

UK-11.2 UK-12.2

GL11GL11GL11GL11GL11GL11GL11GL11GL11

24' - 0 3/8"

LEVEL 03
977' - 0"

UK-11

UK-10 UK-08 UK-07 UK-06UK-09 UK-08.3

ACCORDIAN FIRE DOOR WALL LATCH RB-1, TYP.GLASS GUARDRAIL

CL CL EQEQEQ
CL4' - 2"
CL CL4' - 0"

CL CL4' - 0"

GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11

CL EQ A
CL1' - 8 1/2"6' - 0"6' - 0"

GL11
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LEVEL 03
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LEVEL 03
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WALL
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2 PCO 141

GENERAL NOTES

1. REFER TO SHEET A.10.0 FOR FINISH LEGEND

2. REFER TO SHEET 8.12 FOR STOREFRONT DETAILS

3. REFER TO SHEET A-5.32 FOR TOILET ACCESSORY SCHEDULE
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SEE BP#5 DOCUMENTS FOR 
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PARAMETERS.
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LEVEL 03
977' - 0"
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A-5.81

TYP. AT 
PANEL 
JOINT

3' - 6" 11' - 4 1/4" 3' - 6"

5"
8'

 - 
7"

2 PCO 594

LEVEL 03
977' - 0"

FWP-2

UK-D.4

4
A-5.81

9
A-5.81

RB-1

10
A-5.81

EQ 4' - 0" 4' - 0" 4' - 0" 4' - 0" 4' - 0" EQ

7
A-5.81

7
A-5.81

TYP. AT 
PANEL 
JOINT

LEVEL 03
977' - 0"

FWP-2

4
A-5.81

9
A-5.81

RB-1

10
A-5.81

4' - 0" 4' - 0" 4' - 0" EQ4' - 0"EQ

7
A-5.81

7
A-5.81

TYP. AT 
PANEL 
JOINT

LEVEL 03
977' - 0"

UK-D

FWP-2

UK-D.4

4
A-5.81

9
A-5.81

10
A-5.81

RB-1

4' - 0"4' - 0" 4' - 0"EQ EQ

7
A-5.81

7
A-5.81

TYP. AT 
PANEL 
JOINT

LEVEL 03
977' - 0"

UK-16

TV MONITOR, PROVIDE 
BLOCKING FOR WALL-MOUNTED 
TV

RB-1

CONTROL PANEL

LEVEL 03
977' - 0"

UK-D

FWP-2

UK-D.4

4
A-5.81

9
A-5.81

RB-1

10
A-5.81

4' - 0" EQ EQ EQ 4' - 0"

GL-2

2
A-5.81

1
A-5.81

6
A-5.81

11
A-5.81

7
A-5.81

TYP. AT 
PANEL 
JOINT

2 PCO 594

2 PCO 594

LEVEL 03
977' - 0"

KB-D.9

CL CL4' - 0"
CL CL4' - 0"

CL CL4' - 0"

GL11 GL11 GL11 GL11 GL11

CLEQ
CL EQ

F
E

12
2

9'
 - 

0"

19' - 7"

LEVEL 03
977' - 0"

UK-15UK-16

7
A-5.81

9
A-5.81

RB-110
A-5.81

4' - 0"4' - 0"4' - 0"EQ EQ4' - 0"

FWP-2

7
A-5.81

7
A-5.81

7
A-5.81

TYP. AT 
PANEL 
JOINT

4' - 0" 4' - 0"

2 PCO 594

NO 
FABRIC 
PANEL 
HERE 

PT-1

LEVEL 03
977' - 0"

UK-12

CL CL3' - 8"
CL CL3' - 8"

CL CL3' - 8"
CL CL3' - 8"

CL CL3' - 8"

GL11GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11 GL11

F
E

12
2

9'
 - 

0"

UK-11.2

CL

6 EQ. PANELS

21' - 8 1/2"
CL3' - 10 1/4"

1 ADD 2

LEVEL 03
977' - 0"

UK-13

CL CL CL CL CL CL CL3' - 8"3' - 8"3' - 8"3' - 8"3' - 8"3' - 8"

GL11 GL11 GL11 GL11GL11GL11GL11GL11

CL CL2' - 2 1/4"3' - 8"

F
E

12
2

3' - 3 5/8"

9'
 - 

0"

GL11

1 ADD 2

LEVEL 03
977' - 0"

15
A-5.81

16
A-5.83

EQ 4' - 0" 4' - 0" 4' - 0" 4' - 0" 4' - 0" EQ

18
A-5.81

SIM

18
A-5.81

SIM

1
A-5.83

WD-1 PANEL

WDB -1

LEVEL 03
977' - 0"

UK-12UK-11

RB-1

CL CL4' - 0"
CL CL4' - 0"

CL CL CL CL4' - 0"4' - 0"4' - 0"

GL11 GL11 GL11GL11GL11GL11GL11 GL11

CL CL CL4' - 0"4' - 0"

GL11

CL CL4' - 0"

GL11

1' - 2"

LIMESTONE

F
E

12
2

9'
 - 

0"

UK-11.2 UK-12.2

LEVEL 03
977' - 0"

UK-CUK-C.2

WD-1 
PANELING SS-1

WDB-1

GL30 GL30

(8) EQ DOORS

7' - 9"

6"

6"

GL-1 GL-1GL-1

OPP

GL11

A
LI

G
N

A
LI

G N

6' - 0"1' - 10 3/8"

16
A-5.83

1'
 - 

2"
2'

 - 
10

"

RECESSED SHADE
EQ 2' - 7" EQ

WD-1

SS-1 CONTINUES TO FINISHED FLOOR

12
A-5.81

3
A-5.90

3
A-5.83

3
A-5.83

DRAPERY STACK

19
A-5.81

19
A-5.81

F
E

12
2

F
E

21
1

9'
 - 

0"

4' - 0" 3' - 4 1/2"

GL30GL30

UK-C.7UK-C.6

GL11 GL11

A
LI

G
N

A
LI

G
N

1
A-5.83

1
A-5.83

7' - 0"

4'
 - 

6"

1 ADD 2

6"

2
ASI 398, PCO
643

LEVEL 03
977' - 0"

UK-16

FWP-2

4
A-5.81

9
A-5.81

RB-1

10
A-5.81

CL CL4' - 0"
CL CL4' - 0"

GL11 GL11GL11GL11

CL EQ
CLEQ3' - 0"1' - 1"

GL11
GL-2

4' - 0"

2
A-5.81

1
A-5.81

6
A-5.81

11
A-5.81

7
A-5.81

4' - 0"4' - 0"4' - 0"

F
E

12
2

9'
 - 

0"

TYP. AT 
PANEL 
JOINT

GL11

17' - 9 5/8"

GENERAL NOTES

1. REFER TO SHEET A.10.0 FOR FINISH LEGEND

2. REFER TO SHEET 8.12 FOR STOREFRONT DETAILS

3. REFER TO SHEET A-5.32 FOR TOILET ACCESSORY SCHEDULE

LEVEL 03
977' - 0"

KB-D.9

LEVEL 5 FINISH

RB-1 GLASS GUARDRAIL

7
A-6.14

1 ADD 2

LEVEL 03
977' - 0"

UK-D.4

4' - 0"

9
A-5.81

4
A-5.81

10
A-5.81

PROJECTION 
SCREEN

RB-1

FWP-2

GL-2

EQ EQ EQ EQ 4' - 0"

6
A-5.81

2
A-5.81

1
A-5.81

11
A-5.81

7
A-5.81

TYP. AT 
PANEL 
JOINT

2 PCO 594

LEVEL 03
977' - 0"

UK-D.4

WDB-1

WD-1 PANEL

PROJECTION 
SCREEN

1
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15
A-5.81

9
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6
A-5.84

7
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7
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4' - 0" 4' - 0"EQ EQ4' - 0" 4' - 0"

6
A-5.84
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A-5.84

16
A-5.83

UK-D.7

FWP-2FWP-2

2 PCO 594

2 PCO 594

LEVEL 03
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SCREEN

DRAPERY STACK
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 2
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1
9

2

A-5.66

L
E
V

E
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 0

3
 I
N

T
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R
IO

R
 E

L
E
V

A
T
IO

N
S

P+
W

P+
W

N
O

V
 2

0
1
5

1
4
0
4
.0

0

1/4" = 1'-0"A-5.66

9 MEETING A330E - W ELEV

1/4" = 1'-0"A-5.66

10 MEETING A330E - E ELEV
1/4" = 1'-0"A-5.66

8 MEETING A330D - E ELEV

1/4" = 1'-0"A-5.66

11 MEETING A330F - E ELEV

1/4" = 1'-0"A-5.66

12 MEETING A330F - S ELEV

1/4" = 1'-0"A-5.66

13 MEETING A330F - W ELEV

1/4" = 1'-0"A-5.66

15 MEETING A331 - E ELEV

1/4" = 1'-0"A-5.66

16 MEETING A331 - N ELEV

1/4" = 1'-0"A-5.66

6 MEETING A330A - S ELEV

1/4" = 1'-0"A-5.66

5 MEETING A330C - S ELEV

1/4" = 1'-0"A-5.66

7 MEETING A330C - W ELEV

1/4" = 1'-0"A-5.66

2 MEETING A375 - S ELEV

1/4" = 1'-0"A-5.66

1 MEETING A375 - W ELEV

1/4" = 1'-0"A-5.66

14 MEETING A331 - S ELEV

1/4" = 1'-0"A-5.66

3 CIRC A300K - E2 ELEV

1/4" = 1'-0"A-5.66

17 MEETING A330D - W ELEV

1/4" = 1'-0"A-5.66

18 MEETING A330C - E ELEV

1/4" = 1'-0"A-5.66

4 MEETING A375 - E ELEV
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LEVEL 03
977' - 0"

UK-19 UK-18

TV MONITOR, PROVIDE 
BLOCKING FOR WALL-MOUNTED 
TV

FWP-2

4
A-5.81

9
A-5.81

RB-1

10
A-5.81

4' - 0"EQ

CONTROL PANEL

3
A-5.81

7
A-5.81

EQ

TYP. AT 
PANEL 
JOINT

4' - 0"

UK-18.8

LEVEL 03
977' - 0"

UK-19

4
A-5.81

FWP-2

9
A-5.81

RB-1

10
A-5.81

4' - 0"4' - 0"EQ EQ

TV MONITOR, PROVIDE BLOCKING 
FOR WALL-MOUNTED TV

3
A-5.81

7
A-5.81

CONTROL PANEL

TYP. AT 
PANEL 
JOINT

UK-18.8

LEVEL 03
977' - 0"

Db

4
A-5.81

9
A-5.81

10
A-5.81

FWP-2

RB-1

4' - 0"4' - 0"4' - 0"EQ EQ

7
A-5.813

A-5.81

TYP. AT 
PANEL 
JOINT

GENERAL NOTES

1. REFER TO SHEET A.10.0 FOR FINISH LEGEND

2. REFER TO SHEET 8.12 FOR STOREFRONT DETAILS

3. REFER TO SHEET A-5.32 FOR TOILET ACCESSORY SCHEDULE

LEVEL 03
977' - 0"

UK-D.4
9

A-5.81

10
A-5.81

4
A-5.81

GL-2

RB-1 FWP-2PROJECTION SCREEN

2
A-5.81

6
A-5.81

1
A-5.81

11
A-5.81

7
A-5.81

GL-2

4' - 0" 4' - 0" 4' - 0" 4' - 0" 4' - 0" EQ

12
A-5.81

TYP. AT 
PANEL 
JOINT

UK-D.7

2 PCO 594

LEVEL 03
977' - 0"

UK-D.4

EQ 4' - 0" 4' - 0" 4' - 0" 4' - 0" 4' - 0" EQ

4
A-5.81

9
A-5.81

10
A-5.81

RB-1FWP-2PROJECTION SCREEN

7
A-5.81

7
A-5.81

TYP. AT 
PANEL 
JOINT

UK-D.7

1 ADD 2
2 PCO 594

2 PCO 594

LEVEL 03
977' - 0"

UK-E.9

MWB-2

PL-3

SS-2

2'
 - 

10
"

2
A-5.91

TYP.
2

A-5.90

TYP.

PL-3 FILLER PANEL, 
SCRIBE TO WALL

9"

4'
 - 

0"

TA20

(6) EQ DOORS

LEVEL 03
977' - 0"

UK-D.4UK-D.7
3

A-6.18

EQ EQ EQ EQ EQ EQ

FWP-2, TYP.

WP-1WP-1WP-1WP-1

LEVEL 03
977' - 0"

UK-19

TV MONITOR, PROVIDE 
BLOCKING FOR WALL-MOUNTED 
TV

RB-1

UK-18.8

LEVEL 03
977' - 0"

CbUK-E

FWP-2

9
A-5.81

4
A-5.81

10
A-5.81

3
A-5.81

7
A-5.81

RB-1

4' - 0" 4' - 0" 4' - 0"

TYP. AT 
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1/4" = 1'-0"A-5.67

1 MTG A350C - N ELEV

1/4" = 1'-0"A-5.67

4 MTG A350D - N ELEV

1/4" = 1'-0"A-5.67

5 MTG A350D - E ELEV

1/4" = 1'-0"A-5.67

7 MTG A330B - W ELEV

1/4" = 1'-0"A-5.67

8 MTG A330A - E ELEV

1/4" = 1'-0"A-5.67

6 MOTHER'S RM A320 - E ELEV

1/4" = 1'-0"A-5.67

9 MTG A330B AND MTG A330A FOLDING PARTITION, TYP.
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1/4" = 1'-0"A-5.67
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DNDN

UK-14 UK-13 UK-12

UK-D

UK-C

UK-B

UK-15

KB-A.9

UK-C.2

A-5.65

1

1

A-2.11

4
A-4.10

2
A-3.3

A-5.65

5

5

A-2.11

4

A-2.11

4
A-4.9

5
A-5.7

6
A-5.14

8
A-5.14

1
A-4.74

3
A-4.74

2
A-5.14

UK-C.7

KB-08.9

UK-C.6

UK-12.2UK-12.6

1
RD030

12
RD002

11
A-5.14

4
RD029

UK-B

UK-C

UK-C.2

9
RD029

1'
 - 

9 
1/

2"

A330C

A330D

XB-F

C81

A
33

0DA
33

0E
.1

A
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0B

A
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0C
.1

A374
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A300B.2

EX370.1

EX371

A375.3

14' - 4 1/8"

10' - 9"

3' - 9" 2' - 5"

15
' -

 9
 1

/2
"

2'
 - 

11
 3

/4
"
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 - 

3 
3/

4"

13
' -

 4
 1

/4
"

CL 2' - 0"

OPEN TO BELOW

977'-0"
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1

A-4.68
1

A-5.85
1 A-5.85

2

A-5.85
1

A375.1

SHELLED SPACE
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A31
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D31

6' - 4 3/4"

5'
 - 

0 
1/
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2"

2 ASI 190

8
RD031

PROVIDE 5/8" T. LAYER 
OF FIRE-TREATED 
PLYWOOD FULL 
HEIGHT AND WALL-TO-
WALL BEHIND 
SCHEDULED TYPE X 
GYPSUM BOARD 

2 PCO 200

AW200

SIM. NOT 
SMOKE 
TIGHT

A300A

4' - 6"

2 RFI 688

R 10'-1
0 3/8"

R 22'-4 1/2"

R 47'-5 3/8"

R
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 3
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"

R
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1 1
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7/
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 - 
10

 1
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"
5'
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5 

3/
4"

2 RFI 741

1'
 - 

9 
1/

2"

13' - 10"

2 RFI 741

2 RFI 741

2 RFI 741

2 RFI 741

2RFI 741

NOTE:
FIELD VERIFY LAYOUT 
DOES NOT INTERFERE 
WITH IN PLACE STEEL.
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06 1600-03
3/4" FIRE-RETARDANT-TREATED
PLYWOOD

4"
4"8"

4"
4"8"

DASHED LINE SHOWS  TYPICAL 
LAYOUT FOR PLYWOOD STRIPS. 
DASH LINE NOT SHOWN ON 
ENTIRE ELEVATION FOR 
CLARITY

2 PCO 549

2 PCO 549

- PAINT ALL EXPOSED PLYWOOD 
TO MATCH THE ADJACENT WALL 

6"

1' - 9"

3' - 8"

3' - 2"

1' - 11"

4' - 0"

6"

1' - 9"

3' - 8"

3' - 2"

1' - 11"

4' - 0"

4' - 0"

ACOUSTIC PANEL

3/4" MDF PANEL

BLOCKING

PINS

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2216-04
6" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

06 1600-03
3/4" FIRE-RETARDANT-TREATED
PLYWOOD HORIZONTAL STRIP2 PCO 549

2 PCO 549

06 1600-03
3/4" FIRE-RETARDANT-TREATED
PLYWOOD HORIZONTAL STRIP

2 PCO 549

- PAINT ALL EXPOSED PLYWOOD 
TO MATCH THE ADJACENT WALL

SCHEDULED PARTITION

HORIZONTAL STRIP

FABRIC WRAPPED AROUND PANEL EDGE

3/4" MDF

09 7723-01
1" FABRIC WRAPPED ACOUSTIC PANEL

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION

06 1600-03
3/4" FIRE-RETARDANT-TREATED
PLYWOOD

2 PCO 549

2 PCO 549

- PAINT ALL EXPOSED 
PLYWOOD TO MATCH THE 
ADJACENT WALL

HORIZONTAL STRIP

08 1113-01
HOLLOW METAL FRAME

SCHEDULED PARTITION

09 7723-01
1" FABRIC WRAPPED ACOUSTIC PANEL

3/4" MDF

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2216-04
6" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

2"

06 1600-03
3/4" FIRE-RETARDANT-TREATED
PLYWOOD

2 PCO 549

2 PCO 549

- PAINT ALL EXPOSED PLYWOOD 
TO MATCH THE ADJACENT WALL

3/4" HIGH DENSITY 
FIBERBOARD - PAINT TO MATCH 
WALL, PT-5. FINISH NAIL IN 
PLACE. TYPICAL AT HEAD AND 3 

1/
4"

 F
.V

.

2 CPMD 01

07 2100-03
GLASS-FIBER BLANKET INSULATION
09 2900-01

GYPSUM BOARD
09 2216-04

6" STUDS AND RUNNERS

08 1113-01
HOLLOW METAL FRAME

09 7723-01
1" FABRIC WRAPPED ACOUSTIC PANEL

3/4" MDF

2"

06 1600-03
3/4" FIRE-RETARDANT-TREATED
PLYWOOD HORIZONTAL STRIP

2 PCO 549

2 PCO 549

- PAINT ALL EXPOSED PLYWOOD 
TO MATCH THE ADJACENT WALL

3/4" HIGH DENSITY FIBERBOARD -
PAINT TO MATCH WALL, PT-5. FINISH 
NAIL IN PLACE. TYPICAL AT HEAD 
AND JAMB OF OPENING.3 

1/
4"

 F
.V

.

2 CPMD 01

SCHEDULED PARTITION

PINS ON WOOD BLOCKING & SHIMMING

FABRIC-WRAPPED ACOUSTICAL PANEL 
ATTACH TO PARTITION WITH PINS

BUTT-JOINT ACOUSTICAL PANELS

SCHEDULED FLOOR FINISH

FABRIC WRAPPED ON ALL EXPOSED 
EDGES OF ACOUSTICAL PANEL

4"

09 6513-01
RESILIENT BASE

4"

09 7723-01
1" FABRIC WRAPPED ACOUSTIC PANEL

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2216-04
6" STUDS AND RUNNERS

2"

4"
4"

8"
 T

Y
P

.

06 1600-03
3/4" FIRE-RETARDANT-TREATED
PLYWOOD HORIZONTAL STRIP 2 PCO 549

2 PCO 549

2 PCO 549

- PAINT ALL EXPOSED PLYWOOD 
TO MATCH THE ADJACENT WALL
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5 Cinema Acoustic Panels 3D View

A-5.79

12 AXON - Cinema Paneling

1/2" = 1'-0"A-5.79

1 Cinema Acoustic Panel Type A Detail

1/2" = 1'-0"A-5.79

2 Cinema Acoustic Panel Type B Detail

1/2" = 1'-0"A-5.79

3 Cinema Acoustic Panel Type C Detail

1/2" = 1'-0"A-5.79

4 Cinema Acoustic Panel Type D Detail

3/8" = 1'-0"A-5.79

11 Cinema Acoustic Elevation Pattern Detail

1" = 1'-0"A-5.79

8 Cinema Acoustic Panel Type B Typical Detail

1" = 1'-0"A-5.79

10 CIMENA ACOUSTIC PANEL AT WALL EDGE

1" = 1'-0"A-5.79

9 CINEMA ACOUSTIC PANEL AT DOOR

1" = 1'-0"A-5.79

7 CINEMA ACOUSTIC PANEL AT CASED OPENING

3" = 1'-0"A-5.79

6 CINEMA ACOUSTICAL PANELS AT WALL BASE
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BOND COAT

GROUT JOINT

CONTROL JOINTS IN TILE WORK SHALL:

1. BE LOCATED WHERE TILE WORK            
ABUTS RESTRAINING SURFACES SUCH AS  
PERIMETER WALLS, DISSIMILAR 
FLOORING MATERIAL, CURBS, AND 
WHERE CHANGES OCCUR IN BACKING 
MATERIALS

2. ALIGN WITH ALL STRUCTURAL JOINTS IN 
CONCRETE

3. BE LOCATED WHERE SHOWN ON 
PLANS, SECTIONS AND ELEVATIONS 

4. BE A MINIMUM OF 6mm IN WIDTH

WALL SUBSTRATE PER 
PLANS

09 3013-01
CERAMIC TILE

09 3013-01
CERAMIC TILE
CRACK ISOLATION 
MEMBRANE

09 3013-05
CERAMIC TILE BASECERAMIC TILE COVE 
BASE

07 9200-01
JOINT SEALANT AND BACKER
ROD

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

CHISEL OUT SLAB AS SHOWN

FLOOR FILLER 
TAPERED OVER 5'-0" 
+/- TO ALIGN FLOOR 
FINISH WITH 
CERAMIC TILE

NOTE:
CONTRACTOR SHALL PROVIDE FLUSH SURFACE 
@ TOP OF FLOOR FINISHES AND SS TRIM

09 6723-01
RESINOUS FLOORING

09 3013-01
CERAMIC TILE

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

09 3013-03
METAL EDGE STRIPSTAINLESS  STEEL  . 
SCHLUTER- ALIGN WITH 
FRONT OF WALL OR 
DOOR FRAME

1
/2

"

1
/4

"

1
"

FLOOR FILLER 
TAPERED OVER 5'-0" 
+/- TO ALIGN FLOOR 
FINISH WITH 
CERAMIC TILE

NOTE:
CONTRACTOR SHALL PROVIDE FLUSH SURFACE 
@ TOP OF FLOOR FINISHES

09 3013-01
CERAMIC TILE

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

WALL BEYOND

2
1

2
"

M
A

X

SETTING BED

EASE ALL SADDLE
EDGES AS SHOWN

-DEPRESSED

CHISEL OUT SLAB AS SHOWN

NOTE:
CONTRACTOR SHALL PROVIDE FLUSH SURFACE 
@ TOP OF FLOOR FINISHES

1
/4

" 3
/4

" 
- 

1
"

4"

SAW CUT CONCRETE SLAB TO 
ACCEPT TOOLED WORK AND 
ADJACENT EPOXY FLOORING

03 3543-01
POLISHED CONCRETE FINISHING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

09 6723-01
RESINOUS FLOORING
FLOORING TAPERED TO 
MEET CONCRETE SLAB

BASIS- OF- DESIGN FOR ALL SATIN ANODIZED ALUMINUM 
FLOOR TRANSITIONS SHALL BE SCHLUTER SYSTEMS OR 
APPROVED EQUAL. 

ALL FLOOR TRANSITIONS SHALL MEET PROFILE 
REQUIREMENTS OF CURRENT AMERICAN DISABILITY ACT.

FLOOR TRANSITIONS SHALL BE PROVIDED BY FLOORING 
TRADE ASSOCIATED WITH ADJACENT MATERIAL. 
INSTALL PER MANUFACTURING INSTRUCTIONS.

PROVIDE TRANSITIONS AT ALL LOCATIONS BETWEEN 
DIFFERENT FLOORS.

FLOOR SYSTEMS THICKNESS WILL VARY BY MANUF. 
COORDINATE ALL RECESSES ACCORDINGLY

GENERAL NOTES

ALUMINUM ADA
COMPLIANT THRESHOLD

SECURELY ANCHOR 
THRESHOLD TO FLOOR

TAPER RESINOUS FLOOR
SYSTEM AS REQUIRED FOR
THRESHOLD TO SIT FLUSH

03 3543-01
POLISHED CONCRETE FINISHING

5 1/2"

1
/4

"

2 1/2"

1
/2

"

09 6723-01
RESINOUS FLOORING

R
 3

/4
"

M
IN

GYPSUM BOARD WITH PAINTED FINISH-
PAINT WALLS BEFORE INSTALLING 
RESINOUS FLOORING

TAPER RESINOUS BASE TIGHT TO WALL
WITH STRAIGHT NEAT EDGE

COVE BASE WITH 3/4" MINIMUM RADIUS
AT JOINT WITH FLOOR

4
"

CAULK JOINT BEFORE 
INSTALLING RESINOUS FLOORING

09 6723-01
RESINOUS FLOORING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

SEE PLANS FOR WALL 
TYPES

FASTEN TO WALL
SURFACE WITH ADHESIVE
RECOMMENDED BY BASE
MANUFACTURER

INSTALL BASE SO CARPET 
SPACER ON BOTTOM 
FORMS TIGHT SEAL WITH 
FLOOR SURFACE

ACOUSTICAL SEALANT
BOTH SIDES OF WALL AT
SOUND-RATED PARTITIONS

09 2900-01
GYPSUM BOARD

09 9123-01
INTERIOR PAINTED FINISH

09 6513-01
RESILIENT BASE

09 6813-01
CARPET TILE

4
" 

 N
O

M
IN

A
L

SETTING BED

COMPLY WITH ADA PROFILE REQUIREMENTS

2
1 2

1

EASE ALL SADDLE
EDGES AS SHOWN

3 3/4"   NOMINAL

1
/2

" 
  

09 3013-01
CERAMIC TILE

07 9200-01
JOINT SEALANT AND BACKER
ROD

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

M
A

X

09 3013-02
SADDLE

07 9200-01
JOINT SEALANT AND BACKER
ROD
03 3543-01
POLISHED CONCRETE FINISHING

CARPET TO RESINOUS 
FLOORING TRANSITION 
STRIP

METAL TRACK BASE -
ANCHOR TO CONCRETE
FLOOR SLAB AS
RECOMMENDED BY
MANUFACTURER

09 6813-01
CARPET TILE

09 6513-02
RESILIENT ACCESSORY

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

09 6723-01
RESINOUS FLOORING

1
"

4" MINIMUM

1
/4

"

2
 1

/2
"

1 1/2"

09 6466-01
WOOD ATHLETIC FLOORING

09 6466-01
WOOD ATHLETIC FLOORING

09 6466-01
WOOD ATHLETIC FLOORING

7"

3"

25/32" THICK BY 2 1/4" WIDE
HARD MAPLE FLOORING

(2) LAYERS OF 15/32" THICK
SHEATHING PLYWOOD

3/4" CUSHION PADS

ALUMINUM THRESHOLD -
1/4" HIGH MAX WITH 
2:1 HORIZONTAL/VERTICAL
SLOPE. MITERED AT 
CORNERS

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

03 3543-01
POLISHED CONCRETE FINISHINGSEALED CONCRETE FINISHING    .

NOTE:
ACTUAL THICKNESS OF FLOOR SYSTEM WILL 
VARY PER MANUFACTURER. COORDINATE 
RECESS ACCORDINGLY

2
 1

/2
"

ALUMINUM THRESHOLD -
1/4" HIGH MAX WITH 
2:1 HORIZONTAL/VERTICAL
SLOPE. MITERED AT 
CORNERS

09 6466-01
WOOD ATHLETIC FLOORING
25/32" THICK BY 2 1/4" WIDE
HARD MAPLE FLOORING

09 6466-01
WOOD ATHLETIC FLOORING
(2) LAYERS OF 15/32" THICK
SHEATHING PLYWOOD

09 6466-01
WOOD ATHLETIC FLOORING
3/4" CUSHION PADS

03 3543-01
POLISHED CONCRETE FINISHING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

NOTE:
ACTUAL THICKNESS OF FLOOR SYSTEM WILL 
VARY PER MANUFACTURER. COORDINATE 
RECESS ACCORDINGLY

1 1/2"

3"

8"

08 4113-01
ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

2
 1

/2
"

11 6623-01
GYMNASIUM EQUIPMENT
2" FLOOR MAT

(1) LAYERS OF 3/4" THICK
SHEATHING PLYWOOD

03 3543-01

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

NOTE:
ACTUAL THICKNESS OF FLOOR SYSTEM WILL 
VARY PER MANUFACTURER. COORDINATE 
RECESS ACCORDINGLY

11 6623-01
GYMNASIUM EQUIPMENT

SEALED  CONCRETE FINISHING

1
/2

" 
M

IN
.

WALL FINISH PER PLAN

2
 1

/2
"

1 1/2"

09 6466-02
VENTED RESILIENT WALL BASE

09 6466-01
WOOD ATHLETIC FLOORING
25/32" THICK  BY 2-1/4" WIDE
HARD MAPLE FLOORING

09 6466-01
WOOD ATHLETIC FLOORING
(2) LAYERS OF 15/32" THICK
SHEATHING PLYWOOD

09 6466-01
WOOD ATHLETIC FLOORING
3/4" CUSHION PADS

NOTE:
ACTUAL THICKNESS OF FLOOR SYSTEM WILL 
VARY PER MANUFACTURER. COORDINATE 
RECESS ACCORDINGLY

WALL FINISH PER PLAN

2
 1

/2
"

11 6623-01
GYMNASIUM EQUIPMENT
2" FLOOR MAT

(1) LAYERS OF 3/4" THICK
SHEATHING PLYWOOD

NOTE:
ACTUAL THICKNESS OF FLOOR SYSTEM WILL 
VARY PER MANUFACTURER. COORDINATE 
RECESS ACCORDINGLY

09 6566-01
RESILIENT ATHLETIC FLOORING

1
/2

" 
M

IN
.

2
 1

/2
"

11 6623-01
GYMNASIUM EQUIPMENT
2" FLOOR MAT

(1) LAYERS OF 3/4" THICK
SHEATHING PLYWOOD

03 3543-01
POLISHED CONCRETE FINISHING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

NOTE:
ACTUAL THICKNESS OF FLOOR SYSTEM WILL 
VARY PER MANUFACTURER. COORDINATE 
RECESS ACCORDINGLY

11 6623-01
GYMNASIUM EQUIPMENT

08 4113-01
ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

3
/4

"

09 6566-01
RESILIENT ATHLETIC
FLOORING03 3543-01

POLISHED CONCRETE FINISHING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

NOTE:
ACTUAL THICKNESS OF FLOOR SYSTEM WILL 
VARY PER MANUFACTURER. COORDINATE 
RECESS ACCORDINGLY

08 4113-01
ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

ALIGN

CARPET TO CONCRETE
TRANSITION STRIP

METAL TRACK BASE -
ANCHOR TO CONCRETE
FLOOR SLAB AS
RECOMMENDED BY
MANUFACTURER

09 6813-01
CARPET TILE

09 6513-02
RESILIENT ACCESSORY

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

03 3543-01
POLISHED CONCRETE FINISHING

TRANSITION STRIP

METAL TRACK BASE -
ANCHOR TO CONCRETE
FLOOR SLAB AS
RECOMMENDED BY
MANUFACTURER

09 6566-01
RESILIENT ATHLETIC FLOORING

09 6513-02
RESILIENT ACCESSORY

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

CMU WALL PER PLANS

07 9200-01
JOINT SEALANT AND BACKER
ROD

09 3013-05
CERAMIC TILE BASE
CERAMIC TILE COVE 
BASE

09 3013-01
CERAMIC TILE
CRACK ISOLATION 
MEMBRANE

BOND COAT

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

4
"

CMU WALL PER PLANS

09 6566-01
RESILIENT ATHLETIC FLOORING
09 6566-01
RESILIENT ATHLETIC FLOORING
AND BASE - 1" RADIUS

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

FLOOR FILLER 
TAPERED OVER 5'-0" 
+/- TO ALIGN FLOOR 
FINISH WITH 
CERAMIC TILE

NOTE:
CONTRACTOR SHALL PROVIDE 
FLUSH 
SURFACE @ TOP OF FLOOR 
FINISHES09 3013-01
CERAMIC TILE

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

WALL 
(BEYOND

)

2
"

M
A

X

1
"

M
A

X

(DEPRESSED)

FLOOR FILLER 
TAPERED OVER 5'-0" 
+/- TO ALIGN FLOOR 
FINISH WITH 
CERAMIC TILE

09 3013-01
CERAMIC TILE

TRENCH DRAIN

1/4" 6" 1/4"

VARIES

NOTE:
CONTRACTOR SHALL PROVIDE 
FLUSH SURFACE @ CORNERS

09 3013-01
CERAMIC TILE

04 2000-08
REINFORCED CONCRETE
MASONRY UNITS

09 3013-03
METAL EDGE STRIPSTAINLESS  STEEL  . 
SCHLUTER- ALIGN WITH 
TILE SURFACE ON BOTH SIDES

1
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3" = 1'-0"A-5.80

21 TYPICAL TILE COVE BASE

6" = 1'-0"A-5.80

12 TYPICAL EPOXY / CERAMIC TILE TRANSITION

6" = 1'-0"A-5.80

17 TYPICAL SADDLE / CERAMIC TILE TRANSITION

6" = 1'-0"A-5.80

11

TYPICAL EPOXY / POLISHED CONCRETE
TRANSITION

12" = 1'-0"A-5.80

15 TYPICAL TRANSITION DETAIL @ RESINOUS FLOOR
6" = 1'-0"A-5.80

14 TYPICAL DETAIL @ RESINOUS FLOOR BASE

12" = 1'-0"A-5.80

18 TYPICAL DETAIL @ RESILIENT CARPET BASE

12" = 1'-0"A-5.80

16 TYPICAL DETAIL @ SOLID SURFACE SADDLE

12" = 1'-0"A-5.80

10 TYPICAL DETAIL @ TRANSITION STRIP

3" = 1'-0"A-5.80

7 AEROBICS WAF TO CONCRETE TRANSITION
3" = 1'-0"A-5.80

8 AEROBICS WAF TO CARPET TRANSITION

3" = 1'-0"A-5.80

3

ATHLETIC MAT TO SEALED CONCRETE
TRANSITION

3" = 1'-0"A-5.80

5 WAF BASE DETAIL
3" = 1'-0"A-5.80

2 ATHLETIC MAT BASE DETAIL
3" = 1'-0"A-5.80

4

ATHLETIC MAT TO POLISHED CONCRETE
TRANSITION

3" = 1'-0"A-5.80

6 RAF TO POLISHED CONCRETE TRANSITION
12" = 1'-0"A-5.80

9 TYPICAL DETAIL @ TRANSITION STRIP

12" = 1'-0"A-5.80

1 RAF TO SEALED TRANSITION

3" = 1'-0"A-5.80

20 CERAMIC TILE COVE BASE @ CMU
3" = 1'-0"A-5.80

19 RESINOUS FLOOR BASE @ CMU
6" = 1'-0"A-5.80

22 TYPICAL DETAIL @ TRENCH DRAIN

6" = 1'-0"A-5.80

13 VERTICAL CERAMIC TILE SCHLUTER STRIP DETAIL
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WALL TILE AS SCHEDULED

5/8" GWB ON METAL STUD 
WALL AS SCHEDULED

09 3013-03
METAL EDGE STRIP

SCHLUTER JOLLY
ALUMINUM TRIM

ALIGN

5/8" GWB

PARTITION AS 
SCHEDULED

WALL TILE AS 
SCHEDULED

SCHEDULED PARTITION

1/4" SST FLATSTOCK ANGLE TRIM PIECE

FRT BLOCKING INSIDE PTN

CEILING AS SCHEDULED

1"

FABRIC WRAPPED PANEL ON 1" THICK 
ACOUSTICAL PANEL. ATTACHED TO PTN 
WITH Z-CLIPS.

09 7723-01
1" FABRIC WRAPPED ACOUSTIC PANEL

A
LI

G
N

1" 1"

07 2100-03
GLASS-FIBER BLANKET INSULATION

WALL TILE AS 
SCHEDULED

SCHLUTER SST 
EDGE PROECTION 
[JOLLY]

PARTITION AS 
NOTED. REFER 
TO PARTITION 
PLANS

ALIGN

FABRIC WRAPPED PANEL ON 1" THICK 
ACOUSTICAL PANEL. ATTACHED TO PTN 
WITH Z-CLIPS.

SCHEDULED PARTITION

1/4" SST FLATSTOCK ANGLE TRIM PIECE

FRT BLOCKING INSIDE PTN

SCHEDULED PARTITION WHERE FABRIC PANEL 
MEETS ADJACENT WALL, REFER TO PLANS

ALIGN
09 7723-01

1" FABRIC WRAPPED ACOUSTIC PANEL

1/2"

07 2100-03
GLASS-FIBER BLANKET INSULATION

BLOCKING AND SHIMMING

FABRIC WRAPPED PANEL ON 1" THICK 
ACOUSTICAL PANEL. ATTACHED TO PTN 
WITH Z-CLIPS

SCHEDULED PARTITION

BUTT JOINT

08 8813-01
DECORATIVE GLASS

09 7723-01
1" FABRIC WRAPPED ACOUSTIC PANEL

WOOD BLOCKING & SHIMMING

1/2" MDF BACKING AT DEC. GLASS, TYP.

07 2100-03
GLASS-FIBER BLANKET INSULATION

FABRIC WRAPPED PANEL ON 1" THICK 
ACOUSTICAL PANEL. ATTACHED TO PTN 
WITH Z-CLIPS

SCHEDULED PARTITION

WRAP PANEL ENDS , BUTT JOINT.  

FRT BLOCKING INSIDE PTN

09 7723-01
1" FABRIC WRAPPED ACOUSTIC PANEL

07 2100-03
GLASS-FIBER BLANKET INSULATION

5b

161.92°

161.92°161.92°

WOOD VENEER PANELING

5b

Gb

1' - 0" 4' - 0" 1' - 0"

3"
3"

2 
1/

2"

LEVEL 02
963' - 0"

4" PLANTING SOIL, 
MATRIX TBD

3/8" SS PLANTER 
BOX MOUNTED ON 

TOP OF CONCRETE 
SLAB 

8"

1/4" SEALANT JOINT, 
ALL SIDES

STRUCTURAL SLAB

FLOOR FINSH AS 
SCHEDULED

INTEGRATED 
DRAINAGE

2"

3/4"
SCHEDULED PARTITION

CONCEALED HANGERS ON WOOD 
BLOCKING & SHIMMING

ALL EDGES TO BE FINISHED WITH SOLID 
STOCK WOOD AND COVERED 
COMPLETELY WITH WOOD VENEER, TYP

PANELING 3/4" WOOD VENEER ON 
SUBSTRATE
ATTACH TO PARTITION WITH CONCEALED 
HANGERS

SCRIBE PANEL TO ADJACENT SURFACE

1/
4"

2"

3/4" 1/4" CLAD REVEALS WITH WOOD VENEER

CONCEALED HANGERS ON WOOD BLOCKING & SHIMMING

FINISH ALL EDGES WITH SOLID STOCK WOOD AND 
COVER COMPLETELY WITH WOOD VENEER, TYP

PANELING 3/4" WOOD VENEER ON SUBSTRATE
ATTACH TO PARTITION WITH CONCEALED HANGERS

SCHEDULED PARTITION
SCRIBE PANEL TO FIT

1/4" x 1/4" QUIRK MITER 
CLAD WITH WOOD VENEER

GWB ON METAL FRAMING

CONCEALED HANGERS ON WOOD 
BLOCKING & SHIMMING

ALL EDGES TO BE FINISHED WITH SOLID STOCK WOOD 
AND COVERED COMPLETELY WITH WOOD VENEER, 
TYP

PANELING 3/4" WOOD VENEER ON 
SUBSTRATE
ATTACH TO PARTITION WITH CONCEALED 
HANGERS

3/4"

2"

3/4"

SCHEDULED PARTITION

CONCEALED HANGERS ON WOOD BLOCKING & SHIMMING

ALL EDGES TO BE FINISHED WITH SOLID STOCK WOOD 
AND COVERED COMPLETELY WITH WOOD VENEER, TYP

PANELING 3/4" WOOD VENEER ON SUBSTRATE
ATTACH TO PARTITION WITH CONCEALED HANGERS

1/4" REVEAL
CLAD REVEAL BOTTOM AND SIDES WITH VENEER

2"

SCHEDULED PARTITION

1/4" SST FLATSTOCK ANGLE TRIM PIECE

FRT BLOCKING INSIDE PTN

FLOOR FINISH AS SCHEDULED

09 6513-01
RESILIENT BASE

1"

FABRIC WRAPPED PANEL ON 1" THICK 
ACOUSTICAL PANEL. ATTACHED TO PTN 
WITH Z-CLIPS.A

LI
G

N

09 7723-01
1" FABRIC WRAPPED ACOUSTIC PANEL

07 2100-03
GLASS-FIBER BLANKET INSULATION

SHIM

PARTITION AS SCHEDULED

A
LI

G
N

A
LI

G
N

12 3661.16-01
SOLID SURFACING COUNTERTOPS

09 2216-18
DRYWALL F REVEAL

06 1053-01
FIRE-TREATED WOOD BLOCKING1 

1/
2"

TO MATCH WALL PAINT COLOR

WALL TILE AS SCHEDULED

BLOCKING

5/8" GWB ON METAL STUD 
WALL AS SCHEDULED

ALIG
N

09 3013-03
METAL EDGE STRIP

SCHEDULED PARTITION

GLASS PANEL , BUTT JOINT.  

FRT BLOCKING INSIDE PTN

WOOD BLOCKING & SHIMMING

08 8813-01
DECORATIVE GLASS

1/2" MDF BACKING AT DEC. GLASS, TYP.

07 2100-03
GLASS-FIBER BLANKET INSULATION

SCHEDULED PARTITION

FRT BLOCKING INSIDE PTN

08 8813-01
DECORATIVE GLASS

WOOD BLOCKING & SHIMMING

1/2" REVEAL

1/2" MDF BACKING AT DEC. GLASS, TYP.

07 2100-03
GLASS-FIBER BLANKET INSULATION

SCHEDULED PARTITION

1/4" SST FLATSTOCK ANGLE TRIM PIECE

FRT BLOCKING INISDE PTN 

A
LI

G
N

08 8813-01
DECORATIVE GLASS

ALIGN

WOOD BLOCKING & SHIMMING

1/2" MDF BACKING AT DEC. GLASS, TYP.

07 2100-03
GLASS-FIBER BLANKET INSULATION

OVERLAPPING JOINT AT FABRIC 
WRAPPED PANEL EDGES

SCHEDULED PARTITION

FABRIC WRAPPED PANEL ON 1" THICK 
ACOUSTICAL PANEL. ATTACHED TO PTN 
WITH Z-CLIPS

09 7723-01
1" FABRIC WRAPPED ACOUSTIC PANEL

BLOCKING AND SHIMMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

SCHEDULED PARTITION

1/4" SST FLATSTOCK ANGLE TRIM PIECE

FRT BLOCKING INSIDE PTN

CEILING AS SCHEDULED

1"

09 2900-01
GYPSUM BOARD

08 8813-01
DECORATIVE GLASS

WOOD BLOCKING AND SHIMMING
A

LI
G

N

1/2" MDF BACKING AT DEC. GLASS, TYP.

07 2100-03
GLASS-FIBER BLANKET INSULATION

SCHEDULED PARTITION

1/4" SST FLATSTOCK ANGLE TRIM PIECE

FRT BLOCKING INISDE PTN

FLOOR FINISH AS SCHEDULED

WOOD BLOCKING & SHIMMING

08 8813-01
DECORATIVE GLASS

1"

1/2" MDF BACKING AT DEC. GLASS, TYP.

WALL BASE AS SCHEDULED

A
LI

G
N

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION2"
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6" = 1'-0"A-5.81

21 INTERIOR DETAIL - TILE @ OUTSIDE CORNER

6" = 1'-0"A-5.81

14 INTERIOR DETAIL - TILE @ GYP. CORNER

3" = 1'-0"A-5.81

9 INTERIOR DETAIL - FABRIC PANEL EDGE @ CLG

3" = 1'-0"A-5.81

8 INTERIOR DETAIL - SST TRIM @ TILE EDGE

3" = 1'-0"A-5.81

7 INTERIOR DETAIL - FABRIC PANEL EDGE

3" = 1'-0"A-5.81

6
INTERIOR DETAIL - FABRIC PANEL AT GL-1 GLASS
PANEL

3" = 1'-0"A-5.81

4 INTERIOR DETAIL - FABRIC PANEL BUTT JOINT

1 1/2" = 1'-0"A-5.81

23 DETAIL AT HARRIS BALLROOM

1 1/2" = 1'-0"A-5.81

22 DETAIL AT HARRIS BALLROOM - PILASTER

1 1/2" = 1'-0"A-5.81

17 INTERIOR PLANTER SECTION

6" = 1'-0"A-5.81

18 WOOD PANEL AT ADJACENT SURFACE

6" = 1'-0"A-5.81

19 WOOD PANEL AT END

6" = 1'-0"A-5.81

20 WOOD PANEL @ EXTERIOR CORNER

6" = 1'-0"A-5.81

15 WOOD PANEL AT REVEAL

3" = 1'-0"A-5.81

10 INTERIOR DETAIL - FABRIC PANEL EDGE @ WALL BASE

3" = 1'-0"A-5.81

5 INTERIOR DETAIL - COUNTER AT HALF HEIGHT WALL

3" = 1'-0"A-5.81

13 INTERIOR DETAIL - TILE @ CORNER_SQUARED

3" = 1'-0"A-5.81

12 INTERIOR DETAIL - GLASS PANEL BUTT JOINT

3" = 1'-0"A-5.81

11 GLASS PANEL INSIDE EDGE DETAIL

3" = 1'-0"A-5.81

16 GLASS PANEL @ WALL EDGE DETAIL

3" = 1'-0"A-5.81

3 FABRIC PANEL @ CORNER

3" = 1'-0"A-5.81

2 INTERIOR DETAIL - GLASS PANEL EDGE @ CEILING

3" = 1'-0"A-5.81

1 INTERIOR DETAIL - GLASS PANEL EDGE @ WALL BASE
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TILE TRANSITION STRIP.  MFR: 
SCHLUTER, MODEL: RENO-
SCHIENE
SCHEDULED 
PORCELAIN TILE

SCHEDULED CARPET

D
O

O
R

SCHEDULED PORCELAIN TILE

SCHLUTER ALUM 
TRANSITION STRIP

SCHEDULED STONE FLOOR 
AS INDICATED

D
O

O
R

TILE DIVIDER STRIP.  MFR: 
SCHLUTER, MODEL: RENO-U

D
O

O
R

SCHEDULED 
PORCELAIN TILE

SCHEDULED RESILIENT 
FLOORING

D
O

O
R

SEALED CONCRETE

RUBBER REDUCER 
STRIP

TERRAZZO 
TERMINATION STRIP

SCHEDULED TERRAZZO 

SCHEDULED CARPET

TERRAZZO 
TERMINATION STRIP

SCHEDULED EPOXY 
TERRAZZO FLOOR

D
O

O
R

SCHEDULED 
PORCELAIN TILE

SCHEDULED EPOXY 
TERRAZZO 

D
O

O
R

SCHEDULED CARPET

SCHEDULED RESILIENT 
FLOOR

TILE DIVIDER STRIP.  MFR: 
SCHLUTER, MODEL: RENO-U

D
O

O
R

D
O

O
R

SCHEDULED EPOXY
TERRAZZO FLOOR

SCHEDULED RESILIENT 
SHEET OR PLANK 
FLOORING
TILE DIVIDER STRIP.  MFR: 
SCHLUTER, MODEL: 
RENO-U

SEALED CONCRETE

RUBBER REDUCER 
STRIP

SCHEDULED RESILIENT 
FLOORING

D
O

O
R

D
O

O
R

SEALED CONCRETE

TILE DIVIDER STRIP.  MFR: 
SCHLUTER, MODEL: RENO-U

SCHEDULED 
PORCELAIN TILE

SCHLUTER ALUM 
TRANSITION STRIP

SCHEDULED INTEGRAL 
COLOR CONCRETE FLOOR

D
O

O
R

SCHEDULED 
RESILIENT FLOOR

SCHLUTER ALUM 
TRANSITION STRIP

SCHEDULED INTEGRAL 
COLOR CONCRETE FLOOR

D
O

O
R

SCHEDULED EPOXY 
TERRAZZO FLOOR

SCHLUTER ALUM 
TRANSITION STRIP

SCHEDULED INTEGRAL 
COLOR CONCRETE FLOOR

D
O

O
R

SCHEDULED CARPET

D
O

O
R

EXISTING SLAB

TILE TRANSITION STRIP.  MFR: 
SCHLUTER, MODEL: RENO-
SCHIENE

SCHEDULED FLOOR TILE

SCHEDULED WOOD FLOOR

D
O

O
R

EXISTING SLAB

WOOD REDUCER STRIP

SCHEDULED WOOD FLOOR

SCHEDULED CARPET

SCHEDULED STONE FLOOR 
AS INDICATED

D
O

O
R SCHLUTER TRANSITION 

STRIP

SCHEDULED TERRAZZO, 
FEATHER UP TO ALIGN 
WITH HEIGHT OF STONE 
OVER 4' MIN. WIDTH

TERRAZZO TERMINATION STRIP

SCHEDULED WOOD FLOOR

SCHEDULED EPOXY 
TERRAZZO FLOOR

D
O

O
R

SEALED CONCRETE

RUBBER REDUCER 
STRIP

SCHEDULED CARPETSCHLUTER ALUM 
TRANSITION STRIP

SCHEDULED STONE FLOOR 
AS INDICATED

D
O

O
R

SCHEDULED CARPET

SCHEDULED EPOXY 
TERRAZZO FLOOR

INTEGRAL 
TERRAZZO BASE

2"

PARTITION AS 
SCHEDULED

INTERIOR SEALANT AT ALL 
EXPOSED JOINTS. MATCH 
SEALANT COLOR TO 
TERRAZZO EPOXY COLOR

4"SCHEDULED 
FLOOR FINISH

SOLID WOOD BASE

PARTITION AS 
SCHEDULED

1'
 - 

0"

LEVEL 02
963' - 0"

1-1/2" THICK TEMPERED,LAMINATED GLASS

- SOLID WOOD TRIM EDGE

3 1/2" 2" 3' - 0" 2" 3 1/2"

1'
 - 

7 
1/

2"

5"

09 6400-01

09 6400-01
WOOD FLOORINGWOOD FLOORING W/ SOUND 
CONTROL UNDERLAYMENT
06 1600-03

3/4" FIRE-RETARDANT-TREATED
PLYWOOD

LED ROPE LIGHT  

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB
05 4000-01

COLD-FORMED METAL FRAMING

WOLF GORDON, LINCOLN 
CENTER ACOUSTICAL 
UPHOLSTERY LNC 6796 INDIGO 
ADHERED TO GYPSUM BOARD

MDF WRAPPED WOLF GORDON, 
LINCOLN CENTER ACOUSTICAL 
UPHOLSTERY LNC 6796 INDIGO 

5"

K10 K10

2-HOUR RATED SHAFT WALL ASSEMBLY

05 4000-01
COLD-FORMED METAL FRAMING

05 4000-01
COLD-FORMED METAL FRAMING

09 2900-01
GYPSUM BOARD(2) LAYERS 1/4"

09 6400-01

SOLID WOOD TRIM EDGE 
TO MATCH HARDWOOD 
FLOOR

09 6400-01
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2 _CPT TO FT
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16 _ST TO FT
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14 _LF TO FT

6" = 1'-0"A-5.82

4 _ETF TO SC

6" = 1'-0"A-5.82

3 _ETF TO CPT

6" = 1'-0"A-5.82

8 _ETF TO FT

6" = 1'-0"A-5.82
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19 _ST TO CPT

3" = 1'-0"A-5.82

21 INTERIOR DETAIL - TERRAZZO BASE
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22 INTERIOR DETAIL - WOOD BASE
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WALL TILE AS SCHEDULED

5/8" GWB ON METAL STUD 
WALL AS SCHEDULED

ALIGN

BLOCKING

09 3013-03
METAL EDGE STRIP

WALL TILE AS SCHEDULED

5/8" GWB ON METAL STUD 
WALL AS SCHEDULED

A
LI

G
N

09 3013-03
METAL EDGE STRIP

UK-18

06 4216-01
FLUSH WOOD PANELING

SCHEDULED PARTITION

10 1146-03
TACKABLE WALL SURFACE WITH J-TRIM

1/
4"

5/8"

FRT BLOCKING INSIDE PTN

07 2100-03
GLASS-FIBER BLANKET INSULATION

FRT BLOCKING INSIDE PTN

SCHEDULED PARTITION

10 1146-03
TACKABLE WALL SURFACE WITH J-TRIM

12 3661.16-01
SOLID SURFACING COUNTERTOPS

1/4"

5/
8"

07 2100-03
GLASS-FIBER BLANKET INSULATION

SCHEDULED PARTITION

TAC WALL , BUTT JOINT.  

FRT BLOCKING INSIDE PTN

10 1146-03
TACKABLE WALL SURFACE WITH J-TRIM

07 2100-03
GLASS-FIBER BLANKET INSULATION

1/
4"

METAL STUDS 
REF WALL TYPE

ACOUSTICAL 
INSULATION

FR BLOCKING 

MTL STUD 
REF SCHEDULED 

WALL FOR SIZE AND 
SPACING

BRACKET FOR LCD

MOUNTING HEIGHT 
TBD. COORDINATE 

POWER/DATA/CABLE. 

DRYWALL RECESS FOR LCD 
(N.I.C.). UK TO CONFIRM CAMPUS 
STANDARDS FOR MOUNTING 
HEIGHT, SCREEN SIZE.

REF PLAN AND 
ELEVATIONS FOR 
SCHEDULED FINISH

3"

S
E

E
 E

LE
V

A
TI

O
N

3"

REFER TO PLAN

VENTILATION FOR MONITOR

09 2900-01
GYPSUM BOARD

SCHEDULED PARTITION

FABRIC WALLCOVERING

04 2000-06
MASONRY VENEER ANCHORS

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

07 2100-03
GLASS-FIBER BLANKET INSULATION

2 ASI 150

09 2900-01
GYPSUM BOARD

06 4216-01
FLUSH WOOD PANELING

SOLID HARDWOOD EDGE

SCHEDULED PARTITION

2"

07 2100-03
GLASS-FIBER BLANKET INSULATION

04 2000-06
MASONRY VENEER ANCHORS

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

2 ASI 150

09 2900-01
GYPSUM BOARD

SCHEDULED PARTITION

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

1/4" QUIRK MITER AT 
OUTSIDE CORNE, TYP.

04 2000-06
MASONRY VENEER ANCHORS

07 2100-03
GLASS-FIBER BLANKET INSULATION

2 ASI 150

09 2900-01
GYPSUM BOARD

SCHEDULED PARTITION

MORTAR AND MASONRY ANCHOR

GROUT JOINT

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

04 2000-06
MASONRY VENEER ANCHORS

2 ASI 150

R
E

V
E

A
L

1/
2"

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

09 2900-01
GYPSUM BOARD

SCHEDULED PARTITION

04 2000-06
MASONRY VENEER ANCHORS

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2900-01
GYPSUM BOARD

SCHEDULED PARTITION

ALIGN
TYP. 08 8813-01

DECORATIVE GLASS

06 4216-01
FLUSH WOOD PANELING

CONCEALED HANGERS ON 
WOOD BLOCKING & SHIMMING

ALL EDGES TO BE FINISHED WITH 
SOLID STOCK WOOD AND COVERED

COMPLETELY WITH WOOD VENEER, TYP
2"

A-5.83
17

1/2" MDF BACKING AT
DEC. GLASS, TYP.

07 2100-03
GLASS-FIBER BLANKET INSULATION

SCHEDULED PARTITION

A
LI

G
N

T
Y

P
.

2"

06 4023-04

1'
 - 

0"

A-5.83
18

BLOCKING AND SHIMMING 

PANELING 3/4" WOOD VENEER 
ON SUBSTRATE ATTACH TO 
PARTITION WITH CONCEALED HANGERS

06 4216-01
FLUSH WOOD PANELING

A
LI

G
NR

E
V

E
A

L
1/

4"

BLOCKING AND SHIMMING 

06 4216-01
FLUSH WOOD PANELING

ALL EDGES TO BE FINISHED WITH 
SOLID STOCK WOOD AND COVERED 
COMPLETELY WITH WOOD VENEER, TYP

1/4" REVEAL CLAD REVEAL 
BOTTOM AND SIDES WITH VENEER

A
LI

G
N

BLOCKING AND SHIMMING 

08 8813-01
DECORATIVE GLASS

R
E

V
E

A
L

1/
4"

ALL EDGES TO BE FINISHED WITH 
SOLID STOCK WOOD AND COVERED 
COMPLETELY WITH WOOD VENEER, TYP

1/4" REVEAL CLAD REVEAL 
BOTTOM AND SIDES WITH VENEER

1/2" MDF BACKING AT DEC. GLASS, TYP.

SCHEDULED PARTITION

A
LI

G
N

T
Y

P
.

2"

1'
 - 

0"

A-5.83
17

BLOCKING AND SHIMMING

08 8813-01
DECORATIVE GLASS

1/2" MDF BACKING AT DEC. GLASS, TYP.

WDB-1

07 2100-03
GLASS-FIBER BLANKET INSULATION

10b UK-20

06 4216-01
FLUSH WOOD PANELING

EXPANSION JOINT COVER 
AT FINISH FLOOR

WOOD WALL PANELS TO 
FLOAT FREE AND OVERLAP,
CONCEAL EXPANSION JOINT.

09 2216-03
3-5/8" STUDS AND RUNNERS

06 1053-01
FIRE-TREATED WOOD BLOCKING

BLOCKING AND SHIMMING, CLEAR OF 
EXPANSION JOINT

06 4216-01
FLUSH WOOD PANELING

5"

5 7/8" 4"

SCHEDULED PARTITION

1/4" SST FLATSTOCK ANGLE TRIM PIECE

FRT BLOCKING INSIDE PTN

CEILING AS SCHEDULED

1"

A
LI

G
N

06 4216-01
FLUSH WOOD PANELING

06 4023-04

2"

BLOCKING AND SHIMMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

SCHEDULED PARTITION

FRT BLOCKING INSIDE PTN

06 4216-01
FLUSH WOOD PANELING

06 4023-04

2"

BLOCKING AND SHIMMING

09 5113-04
AXIOM CEILING TRIM

09 5113-01
ACOUSTICAL PANEL CEILING

09 51 00.B1

4"

6"

09 5113-04
AXIOM CEILING TRIM

07 2100-03
GLASS-FIBER BLANKET INSULATION

SCHEDULED PARTITION

FRT BLOCKING INSIDE PTN

BLOCKING AND SHIMMING

09 5113-04
AXIOM CEILING TRIM

09 5113-01
ACOUSTICAL PANEL CEILING

09 51 00.B1

4"

2"

6"

09 7723-01
1" FABRIC WRAPPED ACOUSTIC PANEL

EXTEND PANEL 6" ABOVE
CEILING PLANE

09 7723-02
Z-CLIPS FOR FABRIC WRAPPED
ACOUSTIC PANEL

09 5113-04
AXIOM CEILING TRIM

07 2100-03
GLASS-FIBER BLANKET INSULATION

A
LI

G
N

06 4216-01
FLUSH WOOD PANELING

12 3661.16-01
SOLID SURFACING COUNTERTOPS

SOLID STOCK AT 
BACK OF REVEAL 

08 8813-01
DECORATIVE GLASS

1/2" MDF BACKING

2"
R

E
FE

R
 T

O
 E

LE
V

A
TI

O
N

1/4" SST FLATSTOCK ANGLE TRIM PIECE

1/4" REVEAL

BLOCKING

A
LI

G
N

07 2100-03
GLASS-FIBER BLANKET INSULATION

SCHEDULED PARTITION

8b

Gb

1'
 - 

0"
1'

 - 
0"

1' - 0" 1' - 0"

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-02
GYPSUM BOARD - ABUSE-RESISTANT

09 2216-17
CORNERBEAD

09 2216-03
3-5/8" STUDS AND RUNNERS

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 4000-09
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3" = 1'-0"A-5.83

9 INTERIOR DETAIL - GYP TO TILE @ INSIDE CORNERS

3" = 1'-0"A-5.83

8 INTERIOR DETAIL - TILE @ INSIDE CORNERS

1 1/2" = 1'-0"A-5.83

2 ENLARGED 1/8" - LEVEL 02 DIMENSION PARENT - Callout 11

3" = 1'-0"A-5.83

7 TAC WALL EDGE DETAIL

3" = 1'-0"A-5.83

5 TAC WALL @ BACKSPLASH

3" = 1'-0"A-5.83

6 INTERIOR DETAIL - TAC WALL BUTT JOINT

1 1/2" = 1'-0"A-5.83

20 DETAIL AT RECESSED LCD SCREEN

1 1/2" = 1'-0"A-5.83

14 INTERIOR DETAIL - LIMESTONE AT FABRIC WALLCOVERING

1 1/2" = 1'-0"A-5.83

12 INTERIOR DETAIL - LIMESTONE AT WOOD PANELING

1 1/2" = 1'-0"A-5.83

13 INTERIOR DETAIL - LIMESTONE CORNER JOINT

1 1/2" = 1'-0"A-5.83

15 INTERIOR DETAIL - LIMESTONE JOINT

1 1/2" = 1'-0"A-5.83

10 INTERIOR DETAIL - LIMESTONE AT GYP. BD. CORNER

1 1/2" = 1'-0"A-5.83

19 INTERIOR DETAIL - WOOD PANELING TO DEC. GLASS

1 1/2" = 1'-0"A-5.83

16 INTERIOR DETAIL - WOOD PANELING AT WOOD BASE

12" = 1'-0"A-5.83

18
INTERIOR DETAIL - WOOD PANELING AT WOOD BASE -
Callout 1

12" = 1'-0"A-5.83

17
INTERIOR DETAIL - DEC. GLASS AT WOOD BASE -
CALLOUT

1 1/2" = 1'-0"A-5.83

11 INTERIOR DETAIL - DEC. GLASS AT WOOD BASE

1 1/2" = 1'-0"A-5.83

21
PLAN DETAIL - WOOD PANEL CORNER OVER EXPANSION
JOINT

3" = 1'-0"A-5.83

1 INTERIOR DETAIL - WOOD PANEL EDGE @ CLG

3" = 1'-0"A-5.83

23
INTERIOR DETAIL - WOOD PANEL EDGE ABOVE CLG.
PLANE

3" = 1'-0"A-5.83

22
INTERIOR DETAIL - FABRIC PANEL EDGE ABOVE CLG.
PLANE

3" = 1'-0"A-5.83

3 PLAN DETAIL AT GLASS AT SOLID SURFACE AND WOOD PANEL

1 1/2" = 1'-0"A-5.83

4 PLAN DETAIL AT SQUARE COLUMN COVERS
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SCHEDULED PARTITION

BLOCKING AND SHIMMING 

BLOCKING AND SHIMMING 

08 8813-01
DECORATIVE GLASS

08 8813-01
DECORATIVE GLASS

1/2" MDF BACKING AT DEC. GLASS, TYP.

1/2" MDF BACKING AT DEC. GLASS, TYP.

07 2100-03
GLASS-FIBER BLANKET INSULATION

SCHEDULED PARTITION

A
LI

G
N

T
Y

P
.

2"

BLOCKING AND SHIMMING 

1'
 - 

0"
1/

4"

1/4" REVEAL AT PANEL 
EDGE AND WOOD BASE

09 7723-01
1" FABRIC WRAPPED ACOUSTIC PANEL

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION

LEVEL 02
963' - 0"

UK-H.7

WALL CAVITY TO CONTAIN SUBWOOFER,
OFFSET TO CLEAR FIREPLACE DUCT

CHRISTIE TILE WALL SCREEN,
RECESS IN POCKET.
COORDINATE WITH AV

05 4000-05
6" COLD-FORMED METAL FRAMING

09 5113-04
AXIOM CEILING TRIM

09 5113-01
ACOUSTICAL PANEL CEILING

6"

05 4000-05
6" COLD-FORMED METAL FRAMING

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

REMOVABLE FABRIC WRAPPED PANELS,
STRETCHED FABRIC TO CONCEAL SPEAKERS 
AND SUBWOOFER CAVITY 

CUSTOM ZINC CLOSURE PANEL BEYOND

1'
 - 

1 
1/

4"

A
LI

G
N

A
LI

G
N

4"

1' - 4"

CUSTOM ZINC CLOSURE PANEL

A-5.86
3

1 ADD 4

1 ADD 4

1 ADD 4
1 ADD 4

3/4" FIRE RATED PLYWOOD 2 PCO 568

2 PCO 568

B
O

TT
O

M
 O

F
 E

C
U

28
 3

/4
"

B
O

TT
O

M
 O

F 
M

IC
R

O
T

IL
E

 S
C

R
E

E
N

37
 3

/4
"

H
E

IG
H

T 
O

F
 O

P
E

N
IN

G

7'
 - 

9"

H
E

IG
H

T
 O

F 
M

IC
R

O
T

IL
E

 S
C

R
E

E
N

52
 3

/4
"

16 3/4"

18"

3"

3'
 - 

0"
4'

 - 
9"

6"

REMOVABLE FABRIC WRAPPED PANELS

GYP ONLY AROUND EDGES OF FRAMED 
OPENINGS TO ALLOW FOR ACCESS TO 
MICROTILES, SPEAKERS, AND SUBWOOFER

WRAP END OF FRAMING WITH FABRIC. 
FABRIC TO MATCH ADJACENT PANELS

GYP ONLY AROUND EDGES OF FRAMED 
OPENINGS TO ALLOW FOR ACCESS TO 
MICROTILES, SPEAKERS, AND SUBWOOFER

WRAP END OF FRAMING WITH FABRIC. 
FABRIC TO MATCH ADJACENT PANELS

6'
 - 

1 
1/

4"

4' - 5 1/4"

SPECIFIED FABRIC

EXTRUDED PANEL 
FRAME

SCHEDULED BASE

2"

1/
8"

09 7713-01

1/8"

2"

SPECIFIED FABRIC

EXTRUDED MIDSEAM FRAME 

09 7713-01

1/2"

2"

SPECIFIED FABRIC

EXTRUDED MIDSEAM FRAME
AT CONTINUOUS PANELS JOINTS,
1/2" REVEAL 

09 7713-01

KB-F

3"

2"

2"

V
A

R
IE

S

2"

WD-1 DOOR (CLOSED)

WD-1 DOOR (OPEN)

HOLLOW METAL JAMBS

ALIGN

2"

2"

06 4216-01
FLUSH WOOD PANELING

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

06 4216-01
FLUSH WOOD PANELING

ALIGN

HONED FINISH

04 2000-06
MASONRY VENEER ANCHORS

UK-07.5

2"

SPECIFIED FABRIC

EXTRUDED PANEL FRAME

2"

1/8"

09 7713-01

06 4216-02
WD-1 VENEER PANEL

2"

09 2900-01
GYPSUM BOARD

1'
 - 

2" 09 2216-03
3-5/8" STUDS AND RUNNERS

SPECIFIED FABRIC

EXTRUDED PANEL FRAME

2"

09 7713-01

06 4216-02
WD-1 VENEER PANEL

07 2100-03
GLASS-FIBER BLANKET INSULATION

2"

LP-1 LACQUER PANEL MOUNTED WITH Z-CLIPS,
BLOCKING AND SHIMMING

09 2900-01
GYPSUM BOARD

1'
 - 

2" 09 2216-03
3-5/8" STUDS AND RUNNERS

EXTRUDED PANEL FRAME

2"

2"

2"

06 4216-02
WD-1 VENEER PANEL

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

SPECIFIED FABRIC

EXTRUDED PANEL FRAME

2"

06 4216-01
FLUSH WOOD PANELING

06 4216-01
FLUSH WOOD PANELING

1/8"

1'
 - 

2"

2"

09 7713-01

BLOCKING AND SHIMMING

07 2100-03
GLASS-FIBER BLANKET INSULATION

SPECIFIED FABRIC

EXTRUDED PANEL FRAME

2"

1/8"06 4216-01
FLUSH WOOD PANELING

09 7713-01

SCHEDULED PARTITION

1/4" SST FLATSTOCK 
ANGLE TRIM PIECE

FRT BLOCKING INISDE PTN

08 8813-01
DECORATIVE GLASS

ALIGN

WOOD BLOCKING & SHIMMING

1/2" MDF BACKING AT 
DEC. GLASS, TYP.

07 2100-03
GLASS-FIBER BLANKET INSULATION

FABRIC WRAPPED PANEL

2"

2 ASI 394

2 ASI 394

UK-D

06 4216-01
FLUSH WOOD PANELING

06 4216-01
FLUSH WOOD PANELING

09 2900-01
GYPSUM BOARD

PARTITION AS SCHEDULED

09 2216-04
6" STUDS AND RUNNERS

08 8813-01
DECORATIVE GLASS

ALIGN

EDGES TO BE FINISHED W/ 
SOLID STOCK WOOD, TYP.

SUBSTRATE AND CONCEALED HANGERS

07 2100-03
GLASS-FIBER BLANKET INSULATION

LEVEL 02
963' - 0"

UK-C.6

LEVEL 02 BOOKSTORE
959' - 0"

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 8100-01
SPRAY-APPLIED FIREPROOFING

FL110

FL110

CIRC

A200B

BOOKSTORE

A285

LOADING DOCK
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DRYWALL F REVEAL
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GYPSUM BOARD - TYPE X
2 LAYERS 
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4" SHAFT WALL METAL STUD
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8 INTERIOR DETAIL - DEC. GLASS AT OUTSIDE CORNER
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INTERIOR DETAIL - ACOUSTIC FABRIC PANEL AT WOOD
BASE
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6" = 1'-0"A-5.84

11 FABRIC PANEL EDGE AT BASE
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10 FABRIC PANEL MIDSEAM
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4 LARGE EVENT DOOR DETAIL

3" = 1'-0"A-5.84

9 FABRIC PANEL EDGE AT FLUSH LACQUER PANEL

3" = 1'-0"A-5.84

5 FABRIC PANEL EDGE AT LACQUER PANEL - SKYFOLD

3" = 1'-0"A-5.84

1 LP-1 TO LP-1 EDGE AT SKYFOLD

3" = 1'-0"A-5.84

2 FABRIC PANEL EDGE AT WOOD PANEL SOFFIT

3" = 1'-0"A-5.84

6 FABRIC PANEL EDGE AT FLUSH WOOD PANEL

3" = 1'-0"A-5.84

12 DEC GLASS WRITEABLE SURFACE EDGE DETAIL
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05 4000-07
COLD-FORMED METAL FRAMING CLIP

09 2900-01
GYPSUM BOARD

05 4000-05
6" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 3100-01
STEEL DECKING

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

05 4000.15-01
CURVED COLD-FORMED METAL
FRAMING

05 3100-01
STEEL DECKING

09 2216-18
DRYWALL F REVEAL

CUSTOM ZINC CLOSURE PANEL

1'
 - 

4"

05 3100-01
STEEL DECKING

05 3100-01
STEEL DECKING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

B80

FE122

05 4000-07
COLD-FORMED METAL FRAMING CLIP

05 4000.15-01
CURVED COLD-FORMED METAL
FRAMING

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

04 2000-06
MASONRY VENEER ANCHORS

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

05 4000-07
COLD-FORMED METAL FRAMING CLIP

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 3100-01
STEEL DECKING

05 4000.15-01
CURVED COLD-FORMED METAL
FRAMING

1/4"

UK-E.9

05 3100-01
STEEL DECKING

05 4000-07
COLD-FORMED METAL FRAMING CLIP

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000.15-01
CURVED COLD-FORMED METAL
FRAMING

05 40 00.A

09 2216-22
DRYWALL J REVEAL

09 2900-01
GYPSUM BOARD

CUSTOM  ZINC CLOSURE PANEL

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

CL

1' 
- 4

"

KB-10

09 2900-01
GYPSUM BOARD

05 4000-07
COLD-FORMED METAL FRAMING CLIP

05 3100-01
STEEL DECKING

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

ALIGN

05 3100-01
STEEL DECKING

05 4000.15-01
CURVED COLD-FORMED METAL
FRAMING

09 2216-18
DRYWALL F REVEAL

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

CUSTOM ZINC CLOSURE PANEL

CL

1' - 4"

KB-L

UK-H.7

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

05 3100-01
STEEL DECKING

05 4000-07
COLD-FORMED METAL FRAMING CLIP

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-05
6" COLD-FORMED METAL FRAMING

05 3100-01
STEEL DECKING

CUSTOM ZINC CLOSURE PANEL 1' - 4"

UK-13

05 3100-01
STEEL DECKING

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

05 4000-07
COLD-FORMED METAL FRAMING CLIP

05 3100-01
STEEL DECKING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000.15-01
CURVED COLD-FORMED METAL
FRAMING
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UK-12

UK-D

SOLID CORE WOOD DOORS 
PTD TO MATCH WALLS

CONTINUOUS CONCEALED 
HINGES

V
E

R
IF

Y
 P

O
C

K
E

T 
D

E
P

T
H

 W
 M

F
R

 R
E

Q
'S

3'
 - 

1 
1/

8"

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

10 2249-01
FOLDING PANEL PARTITION

09 2216-17
CORNERBEAD

2' - 4 1/4" EQ

VERIFY W/ MFR REQ'S

4' - 10 3/4"

ALIGN

KB-F

SCHEDULED PARTITION

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

04 2000-06
MASONRY VENEER ANCHORS

09 2900-01
GYPSUM BOARD

09 2216-19
DRYWALL Z REVEAL

06 1053-01
FIRE-TREATED WOOD BLOCKING

09 2216-03
3-5/8" STUDS AND RUNNERS

A
LI

G
N

2 ASI 150

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

1"

4"

09 6623-01
EPOXY RESIN TERRAZZO FLOORING

EPOXY TERRAZZO BASE, 
EXTEND 1" BEYOND ZINC METAL PANEL,
MATCH COLOR TO ZINC METAL PANEL

OR SCHEDULED FLOOR FINISH

INTERIOR ASSEMBLY WF512

UK-10

KB-D.9

UK-09

BLOCKING

WOODFOLD GUIDE RAIL RECESSED 
IN GYP. WALL

MILLWORK COUNTER
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UK-10

KB-D.9

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 9500-10
EXTERIOR EJ-11 UNRATED
WALL-TO-WALL AND SOFFIT JOINT
ASSEMBLY

4"

UK-10

UK-D

UK-09

4" 2' - 0"

4" 2' - 0"

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 9500-04
INTERIOR EJ-5 NON-RATED
WALL-TO-WALL ASSEMBLY

04 2000-11
REINFORCED 8" CONCRETE MASONRY
UNIT

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 9500-04
INTERIOR EJ-5 NON-RATED
WALL-TO-WALL ASSEMBLY

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2216-03
3-5/8" STUDS AND RUNNERS

10b

Bb

UK-20

UK-D.4

07 9500-04
INTERIOR EJ-5 NON-RATED
WALL-TO-WALL ASSEMBLY

09 2216-03
3-5/8" STUDS AND RUNNERS

07 8100-01
SPRAY-APPLIED FIREPROOFING

09 2900-01
GYPSUM BOARD

09 2216-04
6" STUDS AND RUNNERS

07 9500-04
INTERIOR EJ-5 NON-RATED
WALL-TO-WALL ASSEMBLY

07 8100-01
SPRAY-APPLIED FIREPROOFING

5 7/8" 4"

5 7/8" 4"

13a-b

UK-D

UK-19

4" 5 3/8"

1'
 - 

4"
4"

09 2900-01
GYPSUM BOARD

07 9500-04
INTERIOR EJ-5 NON-RATED
WALL-TO-WALL ASSEMBLY

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 9500-05
INTERIOR EJ-6 NON-RATED
WALL-TO-WALL CORNER JOINT
ASSEMBLY

UK-19.1

13a-b

UK-C.2

1'
 - 

0"
1'

 - 
0"

4" 5 3/8"

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 9500-04
INTERIOR EJ-5 NON-RATED
WALL-TO-WALL ASSEMBLY

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 9500-04
INTERIOR EJ-5 NON-RATED
WALL-TO-WALL ASSEMBLY

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2216-03
3-5/8" STUDS AND RUNNERS

UK-19.1

4" 5 3/8"

LEVEL 02
963' - 0"

KB-08

09 2900-01
GYPSUM BOARD

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 2116.23-01
GYPSUM BOARD - SHAFT WALL

09 2216-08
4" SHAFT WALL METAL STUD

09 22 16.13.M4

WF412A

J40
07 9500-03

INTERIOR EJ-4 FIRE RATED
FLOOR-TO-WALL JOINT ASSEMBLY

4" 2' - 0"

SCHLUTER 
SCHIENE 
TRIM

LEVEL 02
963' - 0"

UK-10

4" 2' - 0"

SCHEDULED PARTITION

07 9500-03
INTERIOR EJ-4 FIRE RATED
FLOOR-TO-WALL JOINT ASSEMBLY

UK-10.2

SCHLUTER SCHIENE TRIM

LEVEL 02
963' - 0"

10b UK-20

EX - S.U. - 02
962' - 0"

4" 7"
07 9500-02

INTERIOR EJ-3 FIRE RATED
FLOOR-TO-FLOOR JOINT ASSEMBLY

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 3100-05
STRUCTURAL STEEL BENT PLATE
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SCHEDULED 
COUNTERTOP

EASED EDGE AT SOLID 
SURFACE/QUARTZ 
COUNTERTOPS, MITER CORNER 

BLOCKING

POLISH ALL EXPOSED EDGES

3/4" PLYWOOD SUBSTRATE

1 
1/

2"

3/4"

3/
4"

SCHEDULED COUNTERTOP.  
FINISH ALL EXPOSED SURFACES

3/4" SUBSTRATE OR BLOCKING

EDGE OF PANEL BEYOND 
WHERE REQUIRED

EASED EDGES AT SOLID SURFACE 
COUNTERTOPS, TYP.
POLISH ALL EXPOSED EDGES

06 4116-02
PLASTIC LAMINATE-FACED
ARCHITECTURAL CABINET

06 4116-04
CONTINUOUS ALUMINUM PULL

1 
1/

2"

3/4"

3/
4"

2' - 7"

C
O

O
R

D
IN

A
TE

 W
/ K

IT
. E

Q
U

IP
M

E
N

T
1'

 - 
10

"

7'
 - 

10
"

REFER TO ELEVATION FOR FINISHES

WHITE PLAM ON ALL INTERIOR 
SURFACES

BLOCKING

PLASTIC LAMINATE BACK PANEL 
ON 3/4" SUBSTRATE

PARTITION AS SCHEDULED

PLASTIC LAMINATE PANEL 
BEYOND

SCHEDULED WALL BASE

FINISH UNDERSIDE WITH PLAM TO 
MATCH VERTICAL CABINET FACE

ADJUSTABLE 3/4" PLAM SHELVES LOCATED ON 
STANDARDS AND BRACKETS (RECESSED INSIDE 
WALLS)

OPENING BEHIND CABINETS FOR
REFRIGERATOR VENTILATION
INTO SOFFIT

06 4116-02
PLASTIC LAMINATE-FACED
ARCHITECTURAL CABINET

06 4116-05
CONCEALED SELF-CLOSING HINGE

09 2216-17
CORNERBEAD

09 5113-03
SHADOW MOLDING

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

06 4116-04
CONTINUOUS ALUMINUM PULL

06 4116-06
ADJUSTABLE SHELF STANDARDS AND
SUPPORTS

3/4"

6"

09 2900-01
GYPSUM BOARD

ACP

8 '- 0"

2 ASI 283 RFI 1041

2 ASI 283 RFI 1041

ADJUSTABLE 3/4" PLAM SHELVES LOCATED ON 
STANDARDS AND BRACKETS (RECESSED INSIDE 
WALLS)

UNO

1' - 0"

SCHEDULED WALL FINISH

BLOCKING

WHITE PLAM ON ALL INTEIOR 
SURFACES

CABINET HT. 20" ABOVE COUNTERTOP UNO
0"

UNDERSIDE FINISHED WITH 
PLAM TO MATCH VERTICAL FACE

REFER TO RCP

R
E

FE
R

 T
O

 E
LE

V
A

TI
O

N

3/
4"

5/8" GYP BD. PAINTED
EXTEND 6" ABOVE
CEILING PLANE, TYP.

SPECIFIED UNDER-CABINET 
LIGHTING

SEE ELEVATION FOR BACKSPLASH 
MATERIAL AND HEIGHT

06 4116-05
CONCEALED SELF-CLOSING HINGE

06 4116-02
PLASTIC LAMINATE-FACED
ARCHITECTURAL CABINET

06 4116-06
ADJUSTABLE SHELF STANDARDS AND
SUPPORTS

06 4116-04
CONTINUOUS ALUMINUM PULL

3/4"

ACP

REFER TO RCP

GYP SOFFIT

7' - 2"

SCHEDULED COUNTERTOP.  REFER 
TO ELEVATION FOR MATERIAL

3/4" PLYWOOD BACKING

FLUSH MTD CONCEALED [RAKKS] 
BRACKET PTD TO MATCH WALL

SCHEDULED BASE

1 
1/

2"

2' - 2"

EASED SQUARE EDGE, VINYL EDGE BAND 
AT PLAM COUNTER MATERIAL AS 
INDICATED

COUNTER HT. 2'-5"
0"

BLOCKING

[DOUG MOCKETT MAX 1/A SATIN ANODIZED 
ALUMINUM] GROMMET WHERE INDICATED. 
FINAL LOCATIONS VERIFIED IN FIELD BY 
OWNER.

COORDINATE OUTLET LOCATIONS, SEE 
ELEVATIONS

SCHEDULED FIXTURES. REFER TO 
PLUMBING DRAWINGS

INSULATED DRAIN AND HOT WATER 
PIPES

SEE ELEVATION FOR BACKSPLASH 
MATERIAL AND HEIGHT

SCHEDULED BASE

SOLID SURFACE COUNTERTOP, 
INTEGRAL BACKSPLASH, ENDSPLASH-
AS INDICATED PER ELEVATION

NOTE: PROVIDE BLOCKING AND 
HEAVY GA STUDS INSIDE WALLS FOR 
COUNTER MOUNTING AS REQD

PLASTIC LAMINATE CLAD
ON 3/4" SUBSTRATE. 

INTEGRAL BASE

A-5.90
12

SIM

4"

06 4116-04
CONTINUOUS ALUMINUM PULL

12 3661.16-01
SOLID SURFACING COUNTERTOPS

06 4116-05
CONCEALED SELF-CLOSING HINGE

05 7500-03
STAINLESS STEEL BASE

3"

1 
1/

2"

3/4"

3/
4"

ADJUSTABLE 3/4" PLAM SHELVES LOCATED ON 
STANDARDS AND BRACKETS (RECESSED INSIDE 
WALLS)

UNO

1' - 0"

BLOCKING

WHITE PLAM ON ALL INTERIOR 
SURFACES

CABINET HT. 20" ABOVE COUNTERTOP UNO

R
E

FE
R

 T
O

 E
LE

V
A

TI
O

N

3/
4"

SCHEDULED PARTITION

UNDERSIDE FINISHED WITH 
PLAM TO MATCH VERTICAL FACE

SPECIFIED UNDER-CABINET 
LIGHTING

SEE ELEVATION FOR BACKSPLASH 
MATERIAL AND HEIGHT

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-03
SHADOW MOLDING

06 4116-02
PLASTIC LAMINATE-FACED
ARCHITECTURAL CABINET

06 4116-06
ADJUSTABLE SHELF STANDARDS AND
SUPPORTS

3/4"

06 4116-04
CONTINUOUS ALUMINUM PULL

06 4116-05
CONCEALED SELF-CLOSING HINGE

6"

09 2900-01
GYPSUM BOARD

ACP

REFER TO RCP

2' - 7"
C

O
O

R
D

IN
A

TE
 W

/ K
IT

. E
Q

U
IP

M
E

N
T

11
"

7'
 - 

0"

WHITE PLAM ON ALL INTERIOR 
SURFACES

BLOCKING

PLASTIC LAMINATE BACK PANEL

PARTITION AS SCHEDULED

PLASTIC LAMINATE PANEL 
BEYOND

SCHEDULED WALL BASE

FINISH UNDERSIDE WITH PLAM TO 
MATCH VERTICAL CABINET FACE

5/8" GYP BD. PAINTED
EXTEND 6" ABOVE
CEILING PLANE, TYP.

REFER TO RCP

6"

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

09 2216-17
CORNERBEAD

06 4116-04
CONTINUOUS ALUMINUM PULL

06 4116-05
CONCEALED SELF-CLOSING HINGE

06 4116-02
PLASTIC LAMINATE-FACED
ARCHITECTURAL CABINET

ACP

SEE RCP

GYP SOFFIT

7' - 2"

2 ASI 283 RFI 1041

2 ASI 283 RFI 1041

2 ASI 283 RFI 1041

ADJUSTABLE 3/4" PLAM SHELVES 
LOCATED ON STANDARDS AND 
BRACKETS (RECESSED INSIDE WALLS)

UNO

1' - 0"

SCHEDULED PARTITION

BLOCKING

WHITE PLAM ON ALL INTEIOR 
SURFACES

CABINET HT. 20" ABOVE COUNTERTOP UNO

UNDERSIDE FINISHED WITH 
PLAM TO MATCH VERTICAL FACE

1' - 2"

R
E

FE
R

 T
O

 E
LE

V
A

TI
O

N

3/
4"

5/8" GYP BD. PAINTED
EXTEND 6" ABOVE
CEILING PLANE, TYP.

SPECIFIED UNDER-CABINET 
LIGHTING

2"

SEE ELEVATION FOR BACKSPLASH 
MATERIAL AND HEIGHT

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-03
SHADOW MOLDING

06 4116-05
CONCEALED SELF-CLOSING HINGE

06 4116-04
CONTINUOUS ALUMINUM PULL

06 4116-06
ADJUSTABLE SHELF STANDARDS AND
SUPPORTS

06 4116-02
PLASTIC LAMINATE-FACED
ARCHITECTURAL CABINET

09 2216-17
CORNERBEAD

3/4"

ACP

REFER TO RCP

GYP SOFFIT

7' - 2"

UNO

1' - 0"

R
E

FE
R

 T
O

 E
LE

V
A

TI
O

N

3/
4"

ADJUSTABLE 3/4" PLAM SHELVES 
LOCATED ON STANDARDS AND 
BRACKETS (RECESSED INSIDE WALLS)

SCHEDULED PARTITION

BLOCKING

WHITE PLAM ON ALL INTEIOR 
SURFACES

CABINET HT. 20" ABOVE COUNTERTOP UNO

UNDERSIDE FINISHED WITH 
PLAM TO MATCH VERTICAL FACE

SPECIFIED UNDER-CABINET 
LIGHTING

SEE ELEVATION FOR BACKSPLASH 
MATERIAL AND HEIGHT

06 4116-05
CONCEALED SELF-CLOSING HINGE

06 4116-02
PLASTIC LAMINATE-FACED
ARCHITECTURAL CABINET

09 2216-17
CORNERBEAD

06 4116-04
CONTINUOUS ALUMINUM PULL

09 5113-03
SHADOW MOLDING

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

06 4116-06
ADJUSTABLE SHELF STANDARDS AND
SUPPORTS

3/4"

ACP

8' - 0"

6"

09 2900-01
GYPSUM BOARD

3/4" SUBSTRATE OR BLOCKING

EDGE OF PANEL BEYOND 
WHERE REQUIRED

EASED EDGES AT SOLID SURFACE 
COUNTERTOPS, TYP.
POLISH ALL EXPOSED EDGES

12 3661.16-01
SOLID SURFACING COUNTERTOPS

1 
1/

2"

3/
4"

ADJUSTABLE 3/4" PLAM SHELVES LOCATED ON 
STANDARDS AND BRACKETS (RECESSED INSIDE WALLS)

UNO

1' - 0"

SCHEDULED WALL FINISH

BLOCKING

WHITE PLAM ON ALL INTEIOR 
SURFACES

CABINET HT. 20" ABOVE COUNTERTOP UNO

UNDERSIDE FINISHED WITH 
PLAM TO MATCH VERTICAL FACE

REFER TO RCP

R
E

FE
R

 T
O

 E
LE

V
A

TI
O

N

2'
 - 

5 
1/

4"

5/8" GYP BD. PAINTED
EXTEND 6" ABOVE
CEILING PLANE, TYP.

SPECIFIED UNDER-CABINET 
LIGHTING

SEE ELEVATION FOR BACKSPLASH 
MATERIAL AND HEIGHT

06 4116-05
CONCEALED SELF-CLOSING HINGE

06 4116-06
ADJUSTABLE SHELF STANDARDS AND
SUPPORTS

06 4116-04
CONTINUOUS ALUMINUM PULL

GL-120

ACP

REFER TO RCP

GYP SOFFIT

7' - 2"

LOCKING HARDWARE AT ALL DOORS

REFER TO RCP

1' - 4 1/2"

1' - 3"

4"
R

E
FE

R
 T

O
 E

LE
V

A
TI

O
N

C L

1/
4"

ADJUSTABLE 3/4" SHELVES, 
PLAM ON ALL FACES

PL-1 ON ALL EXPOSED SURFACES

BLOCKING

06 4116-02
PLASTIC LAMINATE-FACED
ARCHITECTURAL CABINET

06 4116-02
PLASTIC LAMINATE-FACED
ARCHITECTURAL CABINET

LINE OF PARTITION 
BEYOND

A
LI

G
N

MWB-2

CABINET DOOR: WD-1 ON 3/4" 
SUBSTRATE; WD-1 ON ALL 
EXPOSED SURFACES AND EDGES

SCHEDULED FLOORING

PROVIDE LOCKS FOR ALL 
DOORS AND DRAWERS, TYP.

COUNTERTOP, INTEGRAL 
BACKSPLASH, ENDSPLASH- AS 
INDICATED PER ELEVATION

ADJUSTABLE 3/4" PLAM SHELVES 
LOCATED ON STANDARDS AND 
BRACKETS (RECESSED INSIDE WALLS)

06 4116-06
ADJUSTABLE SHELF STANDARDS AND
SUPPORTS

12 3661.16-01
SOLID SURFACING COUNTERTOPS

05 7500-03
STAINLESS STEEL BASE

LEAVE OPEN FOR A/V VENTING

PARTITION AS SCHEDULED

ELECTRICAL OUTLETS AT EACH CABINET, 
SEPARATED BY OPENINGS FOR A/V VENTING

1/4"

SHIMMING

1/4" SST FLATSTOCK 
ANGLE TRIM PIECE

08 8813-01
DECORATIVE GLASS

4"

06 4216-01
FLUSH WOOD PANELING

06 4116-02
PLASTIC LAMINATE-FACED
ARCHITECTURAL CABINET

4"

3"

06 4116-03
STAINLESS STEEL PULL

2"

2" OPENING FOR 
A/V VENTING

2' - 1"

CL2"
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6" = 1'-0"A-5.90

13 COUNTERTOP EDGE - SOLID SURFACE RETURN

6" = 1'-0"A-5.90

12 COUNTERTOP EDGE - W/ PULL BELOW

1 1/2" = 1'-0"A-5.90

9
MILLWORK DETAIL - REF. CABINET SECTION AT 8' - 0"
CEILING

1 1/2" = 1'-0"A-5.90

11 MILLWORK DETAIL - UPPER CABINET

1 1/2" = 1'-0"A-5.90

1 MILLWORK DETAIL - WALL MTD COUNTER

1 1/2" = 1'-0"A-5.90

2 MILLWORK DETAIL - ADA SINK WITH BASE CABINET

1 1/2" = 1'-0"A-5.90

7 MILLWORK DETAIL - UPPER CABINETS AT 8' - 0" CEILING

1 1/2" = 1'-0"A-5.90

8 MILLWORK DETAIL - REF. CABINET SECTION

1 1/2" = 1'-0"A-5.90

4 MILLWORK DETAIL - UPPER CABINET - DROP SOFFIT

1 1/2" = 1'-0"A-5.90

5
MILLWORK DETAIL - UPPER CABINETS AT 8' - 0" CEILING
- FLUSH SOFFIT

6" = 1'-0"A-5.90

14 COUNTERTOP EDGE - SOLID SURFACE

1" = 1'-0"A-5.90

6 MILLWORK DETAIL - UPPER CABINET W GLASS DOOR

1 1/2" = 1'-0"A-5.90

10 DETAIL AT ADJUSTABLE BOOKSHELVES

1 1/2" = 1'-0"A-5.90

3 DETAIL @ MEETING A375 MILLWORK

N
o

.
D

e
s
c
ri

p
ti

o
n

D
a
te

2
R

F
I,
 A

S
I,

 P
C

O
, 
C

O
2

0
1
6
-2

0
1

8

3
B

P
3
 -

 A
D

D
E

N
D

U
M

 #
2

D
E

C
 2

0
1

5

E NO.

COMMONWEALTH
OF

STERED

IG

R

TNEK
U C K Y

7481

RF

E

J

AI
RB

EY ST

IHCRA
T E C T

N

E F

R
BA

N
ov

em
be

r 2
01

9



EQUIPMENT BY OTHERS

A-5.90
14

SIM

SEE ELEVATION FOR BACKSPLASH 
MATERIAL AND HEIGHT

SCHEDULED BASE

COUNTERTOP, INTEGRAL 
BACKSPLASH, ENDSPLASH- AS 
INDICATED PER ELEVATION

NOTE: PROVIDE BLOCKING AND 
HEAVY GA STUDS INSIDE WALLS FOR 
COUNTER MOUNTING AS REQD

PLASTIC LAMINATE CLAD
ON 3/4" SUBSTRATE

INTEGRAL BASE

4"

2' - 1"

1"

12 3661.16-01
SOLID SURFACING COUNTERTOPS

06 4116-04
CONTINUOUS ALUMINUM PULL

05 7500-03
STAINLESS STEEL BASE

3"

06 4116-05
CONCEALED SELF-CLOSING HINGE3/4"

RIGID PLASTIC LIP ATTACHED TO 
INSIDE OF DOOR OPENING, 
COORDINATE WITH TRASH BIN HEIGHT

PLASTIC LAMINATE AT ALL 
EXPOSED INTERIOR PANELS

SCHEDULED FLOORING

A-5.90
12

SIM

CABINET DOOR: PLAM ON 3/4" 
SUBSTRATE; PLAM ON ALL 
EXPOSED SURFACES AND EDGES

SCHEDULED FLOORING

SEE ELEVATION FOR 
BACKSPLASH MATERIAL 
AND HEIGHT

PROVIDE LOCKS FOR ALL DOORS 
AND DRAWERS, TYP.

COUNTERTOP, INTEGRAL 
BACKSPLASH, ENDSPLASH- AS 
INDICATED PER ELEVATION

ADJUSTABLE 3/4" PLAM SHELVES 
LOCATED ON STANDARDS AND 
BRACKETS (RECESSED INSIDE WALLS)

4"

06 4116-06
ADJUSTABLE SHELF STANDARDS AND
SUPPORTS

06 4116-02
PLASTIC LAMINATE-FACED
ARCHITECTURAL CABINET

06 4116-04
CONTINUOUS ALUMINUM PULL

12 3661.16-01
SOLID SURFACING COUNTERTOPS

05 7500-03
STAINLESS STEEL BASE

2' - 1"

3/4"

3"

SCHEDULED FLOORING

ADJUSTABLE 3/4" PLAM SHELVES 
LOCATED ON STANDARDS AND 
BRACKETS (RECESSED INSIDE WALLS)

4"

A-5.90
14

SIM

WOODFOLD DOOR

5/8" GYP BD. ON METAL STUDS

06 4116-06
ADJUSTABLE SHELF STANDARDS AND
SUPPORTS

05 7500-03
STAINLESS STEEL BASE

06 4116-02
PLASTIC LAMINATE-FACED
ARCHITECTURAL CABINET

12 3661.16-01
SOLID SURFACING COUNTERTOPS4 7/8"

2' - 1"
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DENOTES AREA "NOT IN CONTRACT" 

DRYWALL CEILING / SOFFIT

2'X2' ACOUSTICAL CEILING GRID AND TILE

2'X4' ACOUSTICAL CEILING GRID AND TILE

4'x4' ACOUSTICAL CEILING GRID AND TILE

2'X6' ACOUSTICAL CEILING GRID AND TILE

ACP-7 WOOD PANEL GRILLE

MESH TENSILE CEILING SYSTEM

CEILING MOUNTED PROJECTOR

RECESSED PROJECTION SCREEN

CEILING MOUNTED OCCUPANCY SENSOR

EXIT SIGN

HEAT DETECTOR

DOOR HOLDER

FIRE ALARM SMOKE EVAC SYSTEM

SMOKE DETECTOR

FIRE ALARM CEILING SPEAKER

DUAL FIRE ALERT STROBE DEVICE

WAP CEILING MOUNTED

AFF1' - 0"

XXX-X

CEILING MATERIAL

CEILING HEIGHT

2x4 FIXTURE

2X2 FIXTURE

RECESSED ROUND

SURFACE ROUND

PENDANT HUNG DOWNLIGHT

RECESSED WALLWASH

WALL RECTANGULAR

WALL ROUND

DOWNLIGHT PENDANT - GRAND 
BALLROOM

WALL MOUNTED FIXTURE

INDIRECT WALL MOUNTED FIXTURE

RECESSED RECTANGULAR

PENDANT HUNG RECTANGULAR

INDUSTRIAL STRIP

ROLLER SHADE

EXTERIOR SOFFIT PANELS

2'x2' RETURN AIR GRILL

2'x2' SUPPLY DIFFUSER

SLOT DIFFUSER

2'x2' ACCESS PANEL - PROVIDE 
GALVANIZED PANEL IN MOISTURE 
RESISTANT LOCATIONS

OS

VC

S

WAP

SD

FO

DH

HD

REFLECTED CEILING PLAN LEGEND

1. REFER TO M.E.P. DRAWINGS FOR EXACT QTY. AND 
LOCATION  OF MECH, ELEC, AND FIRE-PROTECTION 
WORK.  INCLUDING ACCESS PANELS.

2. CONTRACTOR SHALL PROVIDE ADDITIONAL SPRINKLER 
HEADS AS REQUIRED TO COMPLY WITH NFPA 13 AT NO 
ADDITIONAL COST TO THE OWNER. COORDINATE ALL 
NECESSARY ADDITIONAL HEADS WITH THE ARCHITECT 
FOR APPROVAL. THE ENTIRE BUILDING SHALL BE 
PROTECTED IN ACCORDANCE WITH NFPA (13, 14, 20, 24), 
STATE AND LOCAL CODES.

3. PROVIDE SLOTTED CHANNEL UNI-STRUT SUPPORTS TO 
UNDERSIDE OF ALL EQUIPMENT BRACING INCLUDING 
HOODS, PROJECTOR BRACKETS, SECURITY GRILLES, 
PROJECTION SCREENS, ETC. NOT SHOWN. 

4. PROVIDE WATER-RESISTANT GYPSUM BOARD IN 
SHOWER ROOM.

5. ALL METAL STUD FRAMING TO EXTEND FULL HEIGHT.
6. PAINT STRUCTURE AND MEP ITEMS IN EXPOSED TO VIEW 

CEILINGS.
7. REFER TO A-0.1 FOR GENERAL NOTES.
8. REFER TO A-6.10 SERIES FOR CEILING DETAILS.
9. ALL CEILINGS TO BE ACP-1, 9'-0" AFF, UNO.
10. ALL GYP BD CEILINGS TO BE 9'-0" AFF, UNO.
11. REFER TO SHEET A-6.0 FOR CEILING HEIGHT 

CLARIFICATION.
12. ALL ACP CEILINGS TO RECEIVE SHADOW MOLD AT 

TERMINATIONS WITH WALL, UNO.

FULL HEIGHT DRYWALL
(NON-RATED)

SMOKE TIGHT

1-HR FIRE RATING

2-HR FIRE RATING

3-HR FIRE RATING

RCP GENERAL NOTES

07 2129 SPRAY APPLIED, ACOUSTICAL INSULATION, 2" 
THICKNESS APPLIED TO CONCRETE / METAL DECK
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RCP LEGEND

RCP SHEET KEYNOTES 

RCP GENERAL NOTES
REFER TO A-0.1 FOR GENERAL NOTES.

REFER TO A-6.10 SERIES FOR CEILING DETAILS.

ALL CEILINGS TO BE ACP-1, 9'-0" AFF, UNO

ALL GYP BD CEILINGS TO BE 9'-0" AFF, UNO

ALL ACP CEILINGS TO RECEIVE SHADOW MOLD AT 
TERMINATIONS WITH WALL, U.N.O.

REFER TO ARCHITECTURAL DRAWINGS FOR REQUIRED 
SPRINKLER HEAD LOCATIONS IN FINISHED AREAS. 
CONTRACTOR SHALL PROVIDE ADDITIONAL SPRINKLER 
HEADS AS REQUIRED TO COMPLY WITH NFPA 13 AT NO 
ADDITIONAL COST TO THE OWNER. COORDINATE ALL 
NECESSARY ADDITIONAL HEADS WITH THE ARCHITECT 
FOR APPROVAL. THE ENTIRE BUILDING SHALL BE 
PROTECTED IN ACCORDANCE WITH NFPA (13, 14, 20, 24), 
STATE AND LOCAL CODES.

REFER ALSO TO FOOD SERVICE 6-SERIES SHEETS FOR 
GRID SIZE AND CEILING HEIGHTS

1.

2.

3.

4.

5.

6.

7.

1
07 2129 SPRAY APPLIED, ACOUSTICAL INSULATION, 2" 
THICKNESS APPLIED TO FLOOR/ROOF STRUCTURE, 
BLACK

DENOTES AREA "NOT IN CONTRACT" 

DRYWALL CEILING / SOFFIT

2'X2' ACOUSTICAL CEILING GRID AND TILE

2'X4' ACOUSTICAL CEILING GRID AND TILE

4'x4' ACOUSTICAL CEILING GRID AND TILE

2'X6' ACOUSTICAL CEILING GRID AND TILE

ACP-7 WOOD PANEL GRILLE

MESH TENSILE CEILING SYSTEM

CEILING MOUNTED PROJECTOR

RECESSED PROJECTION SCREEN

CEILING MOUNTED OCCUPANCY SENSOR

EXIT SIGN

HEAT DETECTOR

DOOR HOLDER

FIRE ALARM SMOKE EVAC SYSTEM

SMOKE DETECTOR

FIRE ALARM CEILING SPEAKER

DUAL FIRE ALERT STROBE DEVICE

WAP CEILING MOUNTED

AFF1' - 0"

XXX-X

CEILING MATERIAL

CEILING HEIGHT

2x4 FIXTURE

2X2 FIXTURE

RECESSED ROUND

SURFACE ROUND

PENDANT HUNG DOWNLIGHT

RECESSED WALLWASH

WALL RECTANGULAR

WALL ROUND

DOWNLIGHT PENDANT - GRAND BALLROOM

WALL MOUNTED FIXTURE

INDIRECT WALL MOUNTED FIXTURE

RECESSED RECTANGULAR

PENDANT HUNG RECTANGULAR

INDUSTRIAL STRIP

ROLLER SHADE

EXTERIOR SOFFIT PANELS

2'x2' RETURN AIR GRILL

2'x2' SUPPLY DIFFUSER

SLOT DIFFUSER

2'x2' ACCESS PANEL - PROVIDE GALVANIZED 
PANEL IN MOISTURE RESISTANT LOCATIONS

OS

VC

S

WAP

SD

FO

DH

HD

FULL HEIGHT DRYWALL (NON-RATED)

SMOKE TIGHT

1-HR FIRE RATING

2-HR FIRE RATING

3-HR FIRE RATING

2
PAINT ALL EXPOSED TO VIEW STRUCTURE, 
FIREPROOFING, MECH, ELEC, PLUMBING, AND FIRE 
PROTECTION SYSTEMS

3
07 2129 SPRAY APPLIED, ACOUSTICAL INSULATION, 2.5" 
THICKNESS APPLIED TO WALS AND METAL DECK, BLACK
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A-4.11
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ACP-1
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ACP-1

UK-08.3

UK-D.4

A181A1
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A-4.11
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A-5.84

A130C

SEE FOOD SERVICE RCPS
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GYP BD
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GYP BD

A180D
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SEE FOOD SERVICE RCPSAFF9' - 0"

GYP BD

AFF9' - 0"

GYP BD

2
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2

A-6.22

SIM
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A-6.22

SIM

4

A-6.22

SIM

1

A-4.14
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16
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UK-C.7

UK-10.2
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UK-C.1

UK-C.3

UK-D.7
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17

A-5.84
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RD006

2

A-5.39

1

-
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-

4

RD054

5

RD054

RCP LEGEND

RCP SHEET KEYNOTES 

RCP GENERAL NOTES
REFER TO A-0.1 FOR GENERAL NOTES.

REFER TO A-6.10 SERIES FOR CEILING DETAILS.

ALL CEILINGS TO BE ACP-1, 9'-0" AFF, UNO

ALL GYP BD CEILINGS TO BE 9'-0" AFF, UNO

ALL ACP CEILINGS TO RECEIVE SHADOW MOLD AT 
TERMINATIONS WITH WALL, U.N.O.

REFER TO ARCHITECTURAL DRAWINGS FOR REQUIRED 
SPRINKLER HEAD LOCATIONS IN FINISHED AREAS. 
CONTRACTOR SHALL PROVIDE ADDITIONAL SPRINKLER 
HEADS AS REQUIRED TO COMPLY WITH NFPA 13 AT NO 
ADDITIONAL COST TO THE OWNER. COORDINATE ALL 
NECESSARY ADDITIONAL HEADS WITH THE ARCHITECT 
FOR APPROVAL. THE ENTIRE BUILDING SHALL BE 
PROTECTED IN ACCORDANCE WITH NFPA (13, 14, 20, 24), 
STATE AND LOCAL CODES.

REFER ALSO TO FOOD SERVICE 6-SERIES SHEETS FOR 
GRID SIZE AND CEILING HEIGHTS

1.

2.

3.

4.

5.

6.

7.

1
07 2129 SPRAY APPLIED, ACOUSTICAL INSULATION, 2" 
THICKNESS APPLIED TO FLOOR/ROOF STRUCTURE, 
BLACK

DENOTES AREA "NOT IN CONTRACT" 

DRYWALL CEILING / SOFFIT

2'X2' ACOUSTICAL CEILING GRID AND TILE

2'X4' ACOUSTICAL CEILING GRID AND TILE

4'x4' ACOUSTICAL CEILING GRID AND TILE

2'X6' ACOUSTICAL CEILING GRID AND TILE

ACP-7 WOOD PANEL GRILLE

MESH TENSILE CEILING SYSTEM

CEILING MOUNTED PROJECTOR

RECESSED PROJECTION SCREEN

CEILING MOUNTED OCCUPANCY SENSOR

EXIT SIGN

HEAT DETECTOR

DOOR HOLDER

FIRE ALARM SMOKE EVAC SYSTEM

SMOKE DETECTOR

FIRE ALARM CEILING SPEAKER

DUAL FIRE ALERT STROBE DEVICE

WAP CEILING MOUNTED

AFF1' - 0"

XXX-X

CEILING MATERIAL

CEILING HEIGHT

2x4 FIXTURE

2X2 FIXTURE

RECESSED ROUND

SURFACE ROUND

PENDANT HUNG DOWNLIGHT

RECESSED WALLWASH

WALL RECTANGULAR

WALL ROUND

DOWNLIGHT PENDANT - GRAND BALLROOM

WALL MOUNTED FIXTURE

INDIRECT WALL MOUNTED FIXTURE

RECESSED RECTANGULAR

PENDANT HUNG RECTANGULAR

INDUSTRIAL STRIP

ROLLER SHADE

EXTERIOR SOFFIT PANELS

2'x2' RETURN AIR GRILL

2'x2' SUPPLY DIFFUSER

SLOT DIFFUSER

2'x2' ACCESS PANEL - PROVIDE GALVANIZED 
PANEL IN MOISTURE RESISTANT LOCATIONS

OS

VC

S

WAP

SD

FO

DH

HD

FULL HEIGHT DRYWALL (NON-RATED)

SMOKE TIGHT

1-HR FIRE RATING

2-HR FIRE RATING

3-HR FIRE RATING

2
PAINT ALL EXPOSED TO VIEW STRUCTURE, 
FIREPROOFING, MECH, ELEC, PLUMBING, AND FIRE 
PROTECTION SYSTEMS

3
07 2129 SPRAY APPLIED, ACOUSTICAL INSULATION, 2.5" 
THICKNESS APPLIED TO WALS AND METAL DECK, BLACK
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AV

KB-08

KB-07

KB-06

KB-05

KB-04

KB-03

UK-11 UK-10

KB-E

KB-D

KB-C

KB-B

UK-E

UK-F

UK-G

UK-H

KB-G

KB-02

KB-F

KB-D.9

UK-J

KB-A

KB-H

UK-08 UK-07 UK-06UK-09 UK-01UK-05 UK-03 UK-02

KB-01

KB-E.7

1

A-4.15

2

A-4.15

1

A-4.16

3

A-4.17

2

A-4.17

3

A-4.18

1

A-4.19

UK-04

A130F

A130D

A123

A112A122

A110

UK-G.9

UK-H.7

UK-J.2

1

A-4.25

A130G

A100A

3

A-3.1

4

A-3.1

UK-E.9

1'
 -

 6
"

AFF9' - 0"

ACP-1

A100A

AFF9' - 0"

GYP BD

AFF9' - 0"

ACP-1

AFF9' - 0"

GYP BD

AFF9' - 0"

GYP BD

AFF9' - 0"

GYP BD

2

A-6.15

UK-08.3

5

A-5.3

6

A-5.13

2

A-4.25

1

A-4.18

7

A-5.3
2

A-4.18

ACP-14 ACP-14

SEE FOOD SERVICE RCPS

3

A-6.12

AFF9' - 0"

GYP BD

SPRINKLER ‘DELUGE’
SYSTEM AT RATED WALL: 
SPRINKLER HEADS TO BE 
SPACED AT 6’-0” MAX. AND 
LOCATED 4”MIN-12”MAX 
FROM FACE OF GLAZING

6'
 -

 0
"

6'
 -

 0
"

6'
 -

 0
"

6'
 -

 0
"

6'
 -

 0
"

6'
 -

 0
"

E
Q

ALIGN SPRINKLER 
HEADS ACROSS 
STOREFRONT 
GLASS

2

A-6.22

SIM

2

A-6.22

SIM

2

A-6.22

SIM

6

A-6.22

3

A-6.22

5

A-6.22

4

A-6.22

SIM

2

A-4.16

KB-AA

1

A-4.17

KB-08.2

UK-10.2 UK-07.5

24
' -

 0
"

14
' -

 0
"

24
' -

 0
"

16' - 6" 3' - 6" 4' - 0"

7'
 -

 0
"

21
' -

 0
"

1 2

1 ADD 2

1 ADD 2

7

RD027

8

RD027

4

RD027

ABBRASIVE BLAST FINISH OVER 
C.I.P. CONCRETE COLUMNS, 
TYP.

2 PCO 165

6

RD039

SIM

5

A-6.17

SIM. 2 PCO 257

13

RD035

7

A-4.25

AFF10' - 0"

GYP BD

2' - 3 3/8"

11 1/2"

1' - 8 3/8"

4

RD001

5

RD001

5

RD054

AREA D

AREA C

AREA D

AREA C

AREA E

RCP SHEET KEYNOTES 
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THICKNESS APPLIED TO FLOOR/ROOF STRUCTURE, 
BLACK

2
PAINT ALL EXPOSED TO VIEW STRUCTURE, 
FIREPROOFING, MECH, ELEC, PLUMBING, AND FIRE 
PROTECTION SYSTEMS
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07 2129 SPRAY APPLIED, ACOUSTICAL INSULATION, 2.5" 
THICKNESS APPLIED TO WALS AND METAL DECK, BLACK
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AV

AV
AV

A
VA

VA
V

AV

A
V

10b9b8b7b4b3b2b1b 5b

1a 2a 3a 4a 5a 6a 7a 8a 9a 10a 11a 12a 13a 13a-b

Hb

Gb

Fb

Eb

Db

Cb

Bb
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Aa

Ba
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Fa
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Ga
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Ea

Da

Ca

Ba

Aa

D.5a

B.5a

Ab

5b4b3b2b1b 10b9b8b7b6b

2

A-3.2

____________________________________________

2

A-3.2

____________________________________________

1

A-3.2

____________________________________________

1

A-3.2

____________________________________________

G.9a

1.1a 13.9a

A.1a

F.5a

1

A-4.1

____________________________________________

2

A-4.1

____________________________________________

2

A-4.2

____________________________________________

NO CEILING

STAIR M

ST-M

NO CEILING

STAIR N

ST-N
NO CEILING

FITNESS

LAB /

WELLNESS
CENTER

B214

NO CEILING

STRENGTH

(SELECTORIZED)

B210

NO CEILING

FUNCTIONAL

TRAINING

B212

NO CEILING

FREE

WEIGHTS

B211

REC ELEV.

EL-F

NO CEILING

ELEC

B218

NO CEILING

JAN

B216

1

A-4.3

____________________________________________

1

A-4.4

____________________________________________

1

A-4.4

____________________________________________

2

A-4.3

____________________________________________

3

A-4.1

____________________________________________

NO CEILING

CARDIO

B213

NO CEILING

STORAGE

B217

PAINT ALL STRUCTURE 
AND CROSS-BRACING

1

A-4.7

____________________________________________

1

A-4.2

____________________________________________

AREA A AREA 
C

AREA A

AREA B AREA 
C

AREA B
3

A-4.4

____________________________________________

C.5a

2.5a 13.5a

2

A-4.4

____________________________________________

NO CEILING

MECH

B215

PAINT ALL STRUCTURE 
AND CROSS-BRACING

1

A-3.5

____________________________________________

1

A-3.5

____________________________________________

2

A-3.5

____________________________________________

2

A-3.5

____________________________________________

3

A-4.2

____________________________________________

4

A-4.2

____________________________________________

ROOF HATCH 
ABOVE

______________________

A-4.24

3

1

A-7.7

____________________________________________

2

A-7.7

____________________________________________

7

RD061

____________________________________________

8

RD065

____________________________________________

DENOTES AREA "NOT IN CONTRACT" 

DRYWALL CEILING / SOFFIT

2'X2' ACOUSTICAL CEILING GRID AND TILE

2'X4' ACOUSTICAL CEILING GRID AND TILE

4'x4' ACOUSTICAL CEILING GRID AND TILE

2'X6' ACOUSTICAL CEILING GRID AND TILE

ACP-7 WOOD PANEL GRILLE

MESH TENSILE CEILING SYSTEM

CEILING MOUNTED PROJECTOR

RECESSED PROJECTION SCREEN

CEILING MOUNTED OCCUPANCY SENSOR

EXIT SIGN

HEAT DETECTOR

DOOR HOLDER

FIRE ALARM SMOKE EVAC SYSTEM

SMOKE DETECTOR

FIRE ALARM CEILING SPEAKER

DUAL FIRE ALERT STROBE DEVICE

WAP CEILING MOUNTED

AFF1' - 0"

XXX-X

CEILING MATERIAL

CEILING HEIGHT

2x4 FIXTURE

2X2 FIXTURE

RECESSED ROUND

SURFACE ROUND

PENDANT HUNG DOWNLIGHT

RECESSED WALLWASH

WALL RECTANGULAR

WALL ROUND

DOWNLIGHT PENDANT - GRAND 
BALLROOM

WALL MOUNTED FIXTURE

INDIRECT WALL MOUNTED FIXTURE

RECESSED RECTANGULAR

PENDANT HUNG RECTANGULAR

INDUSTRIAL STRIP

ROLLER SHADE

EXTERIOR SOFFIT PANELS

2'x2' RETURN AIR GRILL

2'x2' SUPPLY DIFFUSER

SLOT DIFFUSER

2'x2' ACCESS PANEL - PROVIDE 
GALVANIZED PANEL IN MOISTURE 
RESISTANT LOCATIONS

OS

VC

S

WAP

SD

FO

DH

HD

REFLECTED CEILING PLAN LEGEND

1. REFER TO M.E.P. DRAWINGS FOR EXACT QTY. AND 
LOCATION  OF MECH, ELEC, AND FIRE-PROTECTION 
WORK.  INCLUDING ACCESS PANELS.

2. CONTRACTOR SHALL PROVIDE ADDITIONAL SPRINKLER 
HEADS AS REQUIRED TO COMPLY WITH NFPA 13 AT NO 
ADDITIONAL COST TO THE OWNER. COORDINATE ALL 
NECESSARY ADDITIONAL HEADS WITH THE ARCHITECT 
FOR APPROVAL. THE ENTIRE BUILDING SHALL BE 
PROTECTED IN ACCORDANCE WITH NFPA (13, 14, 20, 24), 
STATE AND LOCAL CODES.

3. PROVIDE SLOTTED CHANNEL UNI-STRUT SUPPORTS TO 
UNDERSIDE OF ALL EQUIPMENT BRACING INCLUDING 
HOODS, PROJECTOR BRACKETS, SECURITY GRILLES, 
PROJECTION SCREENS, ETC. NOT SHOWN. 

4. PROVIDE WATER-RESISTANT GYPSUM BOARD IN 
SHOWER ROOM.

5. ALL METAL STUD FRAMING TO EXTEND FULL HEIGHT.
6. PAINT STRUCTURE AND MEP ITEMS IN EXPOSED TO VIEW 

CEILINGS.
7. REFER TO A-0.1 FOR GENERAL NOTES.
8. REFER TO A-6.10 SERIES FOR CEILING DETAILS.
9. ALL CEILINGS TO BE ACP-1, 9'-0" AFF, UNO.
10. ALL GYP BD CEILINGS TO BE 9'-0" AFF, UNO.
11. REFER TO SHEET A-6.0 FOR CEILING HEIGHT 

CLARIFICATION.
12. ALL ACP CEILINGS TO RECEIVE SHADOW MOLD AT 

TERMINATIONS WITH WALL, UNO.

FULL HEIGHT DRYWALL
(NON-RATED)

SMOKE TIGHT

1-HR FIRE RATING

2-HR FIRE RATING

3-HR FIRE RATING

RCP GENERAL NOTES

07 2129 SPRAY APPLIED, ACOUSTICAL INSULATION, 2" 
THICKNESS APPLIED TO CONCRETE / METAL DECK

RCP GENERAL NOTES
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AV

AV

10b9b8b7b4b3b2b1b 5b

1a 2a 3a 4a 5a 6a 7a 8a 9a 10a 11a 12a 13a 13a-b

Hb

Gb

Fb

Eb

Db

Cb

Bb

Ab

Ga-d

UK-D

UK-C

UK-E

UK-F

UK-G

UK-19 UK-18

UK-C.2

UK-G.9

A271

A272A

A238

A268A

A268

A267A3

A267A2

A267A

A267A266

A265A

A264A263

A262D

A262

A262C

A261

A260

A262A

A256

A257

A255E

A255

A255C

A255D

A255B

A252D

A255A

A254 A253

A252

A252A

A250A1

A250A2

A251

A250A

A252B
A252C

A258A

A258

A240E

AFF8' - 0"

ACP-1

AFF8' - 0"

ACP-1

AFF8' - 0"

ACP-2

AFF8' - 0"

ACP-2

ST-H

1

A-4.23

2

A-4.23

UK-20

3

A-4.8

1

A-3.4

E
Q

6'
 -

 0
"

E
Q

1

A-3.1

AFF8' - 0"

ACP-2

1

A-4.6

1

A-4.5

2

A-4.5

4

A-4.5

AFF8' - 0"

ACP-2
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6b

A267A1
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UK-E.9

9

A-6.12

2

A-4.8

2

A-4.21

O.T.S.
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ACP-1
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GYP BD
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A255F
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AFF8' - 0"
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AFF8' - 6"

GYP BD
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AFF8' - 0"

ACP-1
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GYP BD

A200K

AFF8' - 4"

ACP-1

AFF8' - 8"
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AFF17' - 2"

ACP-3

AFF17' - 2"

ACP-3

AFF10' - 0"

ACP-1

AFF9' - 0"

ACP-3

TYP. AT 
SOUTH WALL
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A-6.15

SIM

AFF8' - 0"

GYP BD
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GYP BD
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GYP BD
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 -

 8
"

1'
 -

 2
"

1' - 2"

AFF7' - 2"

GYP BD

AFF8' - 0"

GYP BD

1' - 10"

1' - 10"

1' - 10"

1'
 -

 1
0"

1'
 -

 1
0"

AFF8' - 0"

GYP BD

AFF8' - 0"

GYP BD

5' - 4"

5' - 4"

AFF7' - 2"

GYP BD

AFF7' - 2"

GYP BD

AFF7' - 2"

GYP BD

1'
 -

 1
0"

1'
 -

 1
0"

1' - 10"

AFF7' - 2"

GYP BD

4'
 -

 5
"

4' - 5" 4' - 5"

AFF7' - 2"

GYP BD AFF7' - 2"

GYP BD

4'
 -

 5
"

AFF7' - 2"

GYP BD

AFF9' - 0"

ACP-3

AFF9' - 0"

GYP BD

15

A-6.12

15

A-6.12

15

A-6.12

15

A-6.12

15

A-6.12

15

A-6.12

6

A-6.12

15

A-6.12

EQ EQ

EQ EQ

EQ EQ

ALIGN

EQ EQ

E
Q

E
Q

ALIGN

ALIG
N

ALIGN

ALIG
N

EQ EQ

EQ EQ

E
Q

E
Q

7

A-6.12

ALIGN

EQ EQ

ALIGNA
LI

G
N

7

A-6.132

A-6.122

A-6.12

2

A-6.12

2

A-6.12

2

A-6.12

2

A-6.12

2

A-6.12

2

A-6.12

2

A-6.12

2

A-6.12

2

A-6.12

2

A-6.12

EQ EQ

9

A-6.12

9

A-6.12

9

A-6.12

9

A-6.12

9

A-6.12

9

A-6.12

ALIGN

FULL TILE

ALIGN

ALIGN

A252E

ALIG
N

9

A-6.12

9

A-6.12

9

A-6.12

9

A-6.12

9

A-6.12
9

A-6.12

ALIG
N

ALIGN

ALIGN

12

A-6.12

SIM

9

A-6.12

9

A-6.12

4

A-6.13

9

A-6.12

15

A-6.12

15

A-6.12

TYP. AT NORTH EDGES 
OF ACP CEILINGS

TYP. AT SOUTH EDGES 
OF ACP CEILINGS

15

A-6.12

(17) FULL PANELS

5

A-6.22

2

A-6.12

5

A-6.12
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1

A-4.7

AFF10' - 0"

GYP BD

3

A-4.5

6

A-4.7

2

A-4.6

HD PTZ 
CAMERA

3

A-5.77

AFF9' - 0"

ACP-3

UK-D.2

UK-19.1

UK-18.8

(20) FULL PANELS

2' - 11"

15

A-6.12

2

2

RECESSED OVERHEAD 
COILING DOOR

RECESSED OVERHEAD 
COILING DOOR

1'
 -

 6
"

AFF7' - 1 3/4"

GYP BD

2

PNC-1

1 ADD 4

1 ADD 4

2 RFI 345

2 PCO 062

2 ASI 148

AFF10' - 0"

ACP-1

AFF10' - 0"

ACP-1

2 ASI 1832 ASI 1832 ASI 1832 ASI 1832 ASI 1832 ASI 183

2 ASI 183

2 ASI 1832 ASI 1832 ASI 1832 ASI 1832 ASI 183
970'-8"

972'-0"

TYP.

TYP.

9" 2' - 6 3/4"

A
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G
N
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 -
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 3
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"

AFF9' - 0"

ACP-3

AFF9' - 0"

GYP BD

AFF9' - 0"

GYP BDA
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G
N

1' - 0 1/4"
2 ASI 381

2 ASI 389
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RD056

2 ASI 389

RCP LEGEND

RCP SHEET KEYNOTES 

RCP GENERAL NOTES
REFER TO A-0.1 FOR GENERAL NOTES.

REFER TO A-6.10 SERIES FOR CEILING DETAILS.

ALL CEILINGS TO BE ACP-1, 9'-0" AFF, UNO

ALL GYP BD CEILINGS TO BE 9'-0" AFF, UNO

ALL ACP CEILINGS TO RECEIVE SHADOW MOLD AT 
TERMINATIONS WITH WALL, U.N.O.

REFER TO ARCHITECTURAL DRAWINGS FOR REQUIRED 
SPRINKLER HEAD LOCATIONS IN FINISHED AREAS. 
CONTRACTOR SHALL PROVIDE ADDITIONAL SPRINKLER 
HEADS AS REQUIRED TO COMPLY WITH NFPA 13 AT NO 
ADDITIONAL COST TO THE OWNER. COORDINATE ALL 
NECESSARY ADDITIONAL HEADS WITH THE ARCHITECT 
FOR APPROVAL. THE ENTIRE BUILDING SHALL BE 
PROTECTED IN ACCORDANCE WITH NFPA (13, 14, 20, 24), 
STATE AND LOCAL CODES.

REFER ALSO TO FOOD SERVICE 6-SERIES SHEETS FOR 
GRID SIZE AND CEILING HEIGHTS

1.

2.

3.

4.

5.

6.

7.

1
07 2129 SPRAY APPLIED, ACOUSTICAL INSULATION, 2" 
THICKNESS APPLIED TO FLOOR/ROOF STRUCTURE, 
BLACK

DENOTES AREA "NOT IN CONTRACT" 

DRYWALL CEILING / SOFFIT

2'X2' ACOUSTICAL CEILING GRID AND TILE

2'X4' ACOUSTICAL CEILING GRID AND TILE

4'x4' ACOUSTICAL CEILING GRID AND TILE

2'X6' ACOUSTICAL CEILING GRID AND TILE

ACP-7 WOOD PANEL GRILLE

MESH TENSILE CEILING SYSTEM

CEILING MOUNTED PROJECTOR

RECESSED PROJECTION SCREEN

CEILING MOUNTED OCCUPANCY SENSOR

EXIT SIGN

HEAT DETECTOR

DOOR HOLDER

FIRE ALARM SMOKE EVAC SYSTEM

SMOKE DETECTOR

FIRE ALARM CEILING SPEAKER

DUAL FIRE ALERT STROBE DEVICE

WAP CEILING MOUNTED

AFF1' - 0"

XXX-X

CEILING MATERIAL

CEILING HEIGHT

2x4 FIXTURE

2X2 FIXTURE

RECESSED ROUND

SURFACE ROUND

PENDANT HUNG DOWNLIGHT

RECESSED WALLWASH

WALL RECTANGULAR

WALL ROUND

DOWNLIGHT PENDANT - GRAND BALLROOM

WALL MOUNTED FIXTURE

INDIRECT WALL MOUNTED FIXTURE

RECESSED RECTANGULAR

PENDANT HUNG RECTANGULAR

INDUSTRIAL STRIP

ROLLER SHADE

EXTERIOR SOFFIT PANELS

2'x2' RETURN AIR GRILL

2'x2' SUPPLY DIFFUSER

SLOT DIFFUSER

2'x2' ACCESS PANEL - PROVIDE GALVANIZED 
PANEL IN MOISTURE RESISTANT LOCATIONS

OS

VC

S

WAP

SD

FO

DH

HD

FULL HEIGHT DRYWALL (NON-RATED)

SMOKE TIGHT

1-HR FIRE RATING

2-HR FIRE RATING

3-HR FIRE RATING

2
PAINT ALL EXPOSED TO VIEW STRUCTURE, 
FIREPROOFING, MECH, ELEC, PLUMBING, AND FIRE 
PROTECTION SYSTEMS

3
07 2129 SPRAY APPLIED, ACOUSTICAL INSULATION, 2.5" 
THICKNESS APPLIED TO WALS AND METAL DECK, BLACK

1 ADD 2
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4'x4' ACOUSTICAL CEILING GRID AND TILE
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FIRE ALARM SMOKE EVAC SYSTEM
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DUAL FIRE ALERT STROBE DEVICE
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XXX-X

CEILING MATERIAL

CEILING HEIGHT

2x4 FIXTURE

2X2 FIXTURE

RECESSED ROUND

SURFACE ROUND

PENDANT HUNG DOWNLIGHT

RECESSED WALLWASH

WALL RECTANGULAR

WALL ROUND

DOWNLIGHT PENDANT - GRAND BALLROOM

WALL MOUNTED FIXTURE

INDIRECT WALL MOUNTED FIXTURE

RECESSED RECTANGULAR

PENDANT HUNG RECTANGULAR

INDUSTRIAL STRIP

ROLLER SHADE
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2'x2' RETURN AIR GRILL
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SLOT DIFFUSER

2'x2' ACCESS PANEL - PROVIDE GALVANIZED 
PANEL IN MOISTURE RESISTANT LOCATIONS
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HD

FULL HEIGHT DRYWALL (NON-RATED)

SMOKE TIGHT

1-HR FIRE RATING

2-HR FIRE RATING

3-HR FIRE RATING

2
PAINT ALL EXPOSED TO VIEW STRUCTURE, 
FIREPROOFING, MECH, ELEC, PLUMBING, AND FIRE 
PROTECTION SYSTEMS

3
07 2129 SPRAY APPLIED, ACOUSTICAL INSULATION, 2.5" 
THICKNESS APPLIED TO WALS AND METAL DECK, BLACK
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UK-11 UK-10
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UK-E
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UK-08 UK-07 UK-06UK-09 UK-01UK-05 UK-03 UK-02

KB-A.9

UK-C.2

3

A-4.11

4
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4

A-4.13

2

A-4.14

UK-04
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A200B1

A200D2
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A211

A212L A212M

A212M2

A212H
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SH4
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ACP-4
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ACP-4
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SPRINKLER ‘DELUGE’
SYSTEM AT RATED WALL: 
SPRINKLER HEADS TO BE 
SPACED AT 6’-0” AND 
LOCATED 4”MIN-12”MAX 
FROM FACE OF GLAZING

ALIGN

AFF9' - 0"

GYP BD

OPEN TO ABOVE

EQEQ 6' - 0" 6' - 0"

TYP.

1

A-6.22

1

A-6.22

SIM

1

A-4.14

AFF11' - 0"

GYP BD

4' - 0 7/8"

1' - 8 1/2"

8

A-6.14

12

A-6.13

ALIGN

ALIGN9

A-6.12

AFF10' - 0"

GYP BD

SEE FOOD 
SERVICE RCPS

SEE FOOD 
SERVICE RCPS

A200D1

A200D3

AFF9' - 0"

ACP-1

AFF9' - 0"

GYP BD
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6'
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Q

8

A-6.13

ALIGN SPRINKLER HEADS 
ACROSS STOREFRONT 
GLASS, TYP. 

2

A-6.13

2

A-4.13

3

A-4.13

8

A-6.13

8

A-6.13

4' - 0"

1' - 0" 1' - 6"

3

A-6.22

SIM

UK-C.7

UK-10.2

UK-C.6

UK-C.3

UK-D.7

UK-04.5UK-05.4UK-05.6UK-06.3UK-07.5UK-08.5

12

A-6.13

OPP

12

A-6.13

AFF10' - 0"

ACP-3

7

A-6.14

DOCK TRAFFIC LIGHT

14' - 11 3/4"

14' - 11 3/4"

DOCK TRAFFIC LIGHT

4

A-6.17

OPEN TO ABOVE

AFF9' - 0"

ACP-12

AFF8' - 6"

ACP-12

AFF8' - 6"

5

A-6.13

ALIGN

ALIGN

7

A-6.14

6

A-6.12

4 
7/

8"

1

A-4.12a

1

CU-1

2

CU-1

2 PCO 063

2 PCO 063

1 ADD 2

1 ADD 2

1 ADD 4

1 ADD 8

1 ADD 2

2 ASI 086

10

RD006

2 ASI 153

2 ASI 192

NO CEILING

6

RD032

2ASI 22810
"

10" 5' - 3"
2 ASI 214

2 ASI 241

2 PCO 241

14

RD014

O.T.S.

AFF9' - 0"

ACP-1

2 ASI 199

6

RD039

AFF10' - 0"

GYP BD

11

RD059

6

RD019

4

RD050

AFF9' - 0"

GYP BD

2 ASI 241

4

RD054

RCP LEGEND

RCP SHEET KEYNOTES 

RCP GENERAL NOTES
REFER TO A-0.1 FOR GENERAL NOTES.

REFER TO A-6.10 SERIES FOR CEILING DETAILS.

ALL CEILINGS TO BE ACP-1, 9'-0" AFF, UNO

ALL GYP BD CEILINGS TO BE 9'-0" AFF, UNO

ALL ACP CEILINGS TO RECEIVE SHADOW MOLD AT 
TERMINATIONS WITH WALL, U.N.O.

REFER TO ARCHITECTURAL DRAWINGS FOR REQUIRED 
SPRINKLER HEAD LOCATIONS IN FINISHED AREAS. 
CONTRACTOR SHALL PROVIDE ADDITIONAL SPRINKLER 
HEADS AS REQUIRED TO COMPLY WITH NFPA 13 AT NO 
ADDITIONAL COST TO THE OWNER. COORDINATE ALL 
NECESSARY ADDITIONAL HEADS WITH THE ARCHITECT 
FOR APPROVAL. THE ENTIRE BUILDING SHALL BE 
PROTECTED IN ACCORDANCE WITH NFPA (13, 14, 20, 24), 
STATE AND LOCAL CODES.

REFER ALSO TO FOOD SERVICE 6-SERIES SHEETS FOR 
GRID SIZE AND CEILING HEIGHTS

1.

2.

3.

4.

5.

6.

7.

1
07 2129 SPRAY APPLIED, ACOUSTICAL INSULATION, 2" 
THICKNESS APPLIED TO FLOOR/ROOF STRUCTURE, 
BLACK

DENOTES AREA "NOT IN CONTRACT" 

DRYWALL CEILING / SOFFIT

2'X2' ACOUSTICAL CEILING GRID AND TILE

2'X4' ACOUSTICAL CEILING GRID AND TILE

4'x4' ACOUSTICAL CEILING GRID AND TILE

2'X6' ACOUSTICAL CEILING GRID AND TILE

ACP-7 WOOD PANEL GRILLE

MESH TENSILE CEILING SYSTEM

CEILING MOUNTED PROJECTOR

RECESSED PROJECTION SCREEN

CEILING MOUNTED OCCUPANCY SENSOR

EXIT SIGN

HEAT DETECTOR

DOOR HOLDER

FIRE ALARM SMOKE EVAC SYSTEM

SMOKE DETECTOR

FIRE ALARM CEILING SPEAKER

DUAL FIRE ALERT STROBE DEVICE

WAP CEILING MOUNTED

AFF1' - 0"

XXX-X

CEILING MATERIAL

CEILING HEIGHT

2x4 FIXTURE

2X2 FIXTURE

RECESSED ROUND

SURFACE ROUND

PENDANT HUNG DOWNLIGHT

RECESSED WALLWASH

WALL RECTANGULAR

WALL ROUND

DOWNLIGHT PENDANT - GRAND BALLROOM

WALL MOUNTED FIXTURE

INDIRECT WALL MOUNTED FIXTURE

RECESSED RECTANGULAR

PENDANT HUNG RECTANGULAR

INDUSTRIAL STRIP

ROLLER SHADE

EXTERIOR SOFFIT PANELS

2'x2' RETURN AIR GRILL

2'x2' SUPPLY DIFFUSER

SLOT DIFFUSER

2'x2' ACCESS PANEL - PROVIDE GALVANIZED 
PANEL IN MOISTURE RESISTANT LOCATIONS
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SMOKE TIGHT

1-HR FIRE RATING

2-HR FIRE RATING
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2
PAINT ALL EXPOSED TO VIEW STRUCTURE, 
FIREPROOFING, MECH, ELEC, PLUMBING, AND FIRE 
PROTECTION SYSTEMS

3
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KB-08 KB-07 KB-06 KB-05 KB-04 KB-03

UK-11 UK-10

KB-B

UK-D

UK-C

UK-B

UK-A

UK-E

KB-A

UK-08 UK-07 UK-06UK-09 UK-01UK-05 UK-03 UK-02

KB-A.9

UK-C.2

3

A-4.11

4

A-4.12

4

A-4.13

2

A-4.14

UK-04

A323

A324

A325

A380

A380A

A381A

A381

A382

A385

A385B

A310A

A310

A310B

UK-AA

UK-BB

AFF10' - 0"

ACP-4

A385A

AFF35' - 8"

GYP BD

SH10

A380B

A381A1

3

A-3.1

4

A-3.1

1

A-4.12

AFF13' - 2 1/2"

ACP-3

A
LI

G
N

1

A-4.13

3

A-4.12
2

A-4.12

1

A-4.11

AFF7' - 3 7/8"

ACP-13

UK-08.3

UK-D.4

2

A-4.11

AFF7' - 2"

GYP BD

1' - 2"AFF7' - 2"

GYP BD

AFF10' - 0"

GYP BD

AFF9' - 0"

GYP BD

2' - 6"

1' - 0" 1' - 8"

6'
 -

 0
"

6'
 -

 0
"

A
LI

G
N

SPRINKLER ‘DELUGE’
SYSTEM AT RATED WALL: 
SPRINKLER HEADS TO BE 
SPACED AT 6’-0” AND 
LOCATED 4”MIN-12”MAX 
FROM FACE OF GLAZING

1'
 -

 1
0"

AFF9' - 0"

ACP-1

AFF9' - 0"

GYP BD

AFF9' - 0"

ACP-1
AFF9' - 0"

ACP-1

AFF9' - 0"

ACP-1

AFF9' - 0"

ACP-1

2

A-6.12

2

A-6.12

AFF9' - 0"

ACP-1

AFF9' - 6"

ACP-1

AFF10' - 0"

GYP BD

9

A-6.12

AFF31' - 2 1/2"

GYP BD

1

A-6.22

SIM

1

A-6.22

SIM

1

A-6.22

SIM

E
Q

(2
) 

F
U

LL
 T

IL
E

S
E

Q

1

A-4.14

AFF12' - 0"

GYP BD

A
LI

G
N

7

A-6.13

AFF9' - 0"

GYP BD

1

A-6.17

2

A-4.13

3

A-4.13

FULL TILE

8

A-6.13

8

A-6.13

AFF35' - 8"

GYP BD

2'
 -

 6
"

T
Y

P
.

2'
 -

 6
"

TYP

2' - 6"

3' - 1 3/4"

2' - 10 3/4"

3' - 6 1/2"

ALIGN

E
Q

6'
 -

 0
"

E
Q

ALIGN

8

A-6.13

A
LI

G
N

ALIGN

ALIGN

8

A-6.13 8

A-6.13

EQ EQ

2' - 0"

ALIGN

2'
 -

 1
0"

T
Y

P
.

2'
 -

 6
"

TYP.

2' - 6" 1' - 4 1/2"

2'
 -

 1
"

2'
 -

 1
"

2

A-6.17

EQ EQ

7

A-6.22

2'
 -

 0
"

2

A-6.134' - 9 3/8"

UK-C.7

UK-10.2

UK-C.6

UK-D.7

UK-04.5UK-05.4UK-05.6UK-07.5UK-08.5

7

A-6.13

VERIFY IN FIELD
4' - 1 3/8"

3' - 1 5/8"

3

A-6.17

AFF10' - 0"

GYP BD

AFF12' - 0"

GYP BD

1

A-4.12a

1

CU-1

1 ADD 2

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 ADD 4

1 PCO 063

10

RD006

A
LI

G
N

2 ASI 113

2'
 -

 1
 1

/4
"

ALIGN

2 ASI 113

2 ASI 117

2 PCO 141

2' - 0"

2 ASI 181

2 ASI 166

8

RD032

1'
 -

 0
"

2 PCO 232

AFF9' - 0"

GYP BD

10

RD043

2' - 2 3/4"

2 PCO 420

RCP LEGEND

RCP SHEET KEYNOTES 

RCP GENERAL NOTES
REFER TO A-0.1 FOR GENERAL NOTES.

REFER TO A-6.10 SERIES FOR CEILING DETAILS.

ALL CEILINGS TO BE ACP-1, 9'-0" AFF, UNO

ALL GYP BD CEILINGS TO BE 9'-0" AFF, UNO

ALL ACP CEILINGS TO RECEIVE SHADOW MOLD AT 
TERMINATIONS WITH WALL, U.N.O.

REFER TO ARCHITECTURAL DRAWINGS FOR REQUIRED 
SPRINKLER HEAD LOCATIONS IN FINISHED AREAS. 
CONTRACTOR SHALL PROVIDE ADDITIONAL SPRINKLER 
HEADS AS REQUIRED TO COMPLY WITH NFPA 13 AT NO 
ADDITIONAL COST TO THE OWNER. COORDINATE ALL 
NECESSARY ADDITIONAL HEADS WITH THE ARCHITECT 
FOR APPROVAL. THE ENTIRE BUILDING SHALL BE 
PROTECTED IN ACCORDANCE WITH NFPA (13, 14, 20, 24), 
STATE AND LOCAL CODES.

REFER ALSO TO FOOD SERVICE 6-SERIES SHEETS FOR 
GRID SIZE AND CEILING HEIGHTS

1.

2.

3.

4.

5.

6.

7.

1
07 2129 SPRAY APPLIED, ACOUSTICAL INSULATION, 2" 
THICKNESS APPLIED TO FLOOR/ROOF STRUCTURE, 
BLACK

DENOTES AREA "NOT IN CONTRACT" 

DRYWALL CEILING / SOFFIT

2'X2' ACOUSTICAL CEILING GRID AND TILE

2'X4' ACOUSTICAL CEILING GRID AND TILE

4'x4' ACOUSTICAL CEILING GRID AND TILE

2'X6' ACOUSTICAL CEILING GRID AND TILE

ACP-7 WOOD PANEL GRILLE

MESH TENSILE CEILING SYSTEM

CEILING MOUNTED PROJECTOR

RECESSED PROJECTION SCREEN

CEILING MOUNTED OCCUPANCY SENSOR

EXIT SIGN

HEAT DETECTOR

DOOR HOLDER

FIRE ALARM SMOKE EVAC SYSTEM

SMOKE DETECTOR

FIRE ALARM CEILING SPEAKER

DUAL FIRE ALERT STROBE DEVICE

WAP CEILING MOUNTED

AFF1' - 0"

XXX-X

CEILING MATERIAL

CEILING HEIGHT

2x4 FIXTURE

2X2 FIXTURE

RECESSED ROUND

SURFACE ROUND

PENDANT HUNG DOWNLIGHT

RECESSED WALLWASH

WALL RECTANGULAR

WALL ROUND

DOWNLIGHT PENDANT - GRAND BALLROOM

WALL MOUNTED FIXTURE

INDIRECT WALL MOUNTED FIXTURE

RECESSED RECTANGULAR

PENDANT HUNG RECTANGULAR

INDUSTRIAL STRIP

ROLLER SHADE

EXTERIOR SOFFIT PANELS

2'x2' RETURN AIR GRILL

2'x2' SUPPLY DIFFUSER

SLOT DIFFUSER

2'x2' ACCESS PANEL - PROVIDE GALVANIZED 
PANEL IN MOISTURE RESISTANT LOCATIONS

OS

VC

S

WAP

SD

FO

DH

HD

FULL HEIGHT DRYWALL (NON-RATED)

SMOKE TIGHT

1-HR FIRE RATING

2-HR FIRE RATING

3-HR FIRE RATING

2
PAINT ALL EXPOSED TO VIEW STRUCTURE, 
FIREPROOFING, MECH, ELEC, PLUMBING, AND FIRE 
PROTECTION SYSTEMS

3
07 2129 SPRAY APPLIED, ACOUSTICAL INSULATION, 2.5" 
THICKNESS APPLIED TO WALS AND METAL DECK, BLACK
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KB-08

KB-07

KB-06

KB-05

KB-04

KB-03

UK-11 UK-10

KB-E

KB-D

KB-C

KB-B

UK-E

UK-F

UK-G

UK-H

KB-G

KB-02

KB-F

KB-D.9

UK-J

KB-A

KB-H

UK-08 UK-07 UK-06UK-09 UK-01UK-05 UK-03 UK-02

KB-01

KB-E.7

1

A-4.15

2

A-4.17

UK-04

UK-G.9

UK-H.7

UK-J.2

A300B

A321

A322

A323

300CA

A310B

WIDE DISPERSION SCREEN W/ 
15 DEGREE CUT OFF ANGLE, 
TYP.

AFF22' - 0"

WD-1

AFF22' - 0"

WD-1

TYP THIS ROOM

3

A-3.1

4

A-3.1

AFF22' - 0"

WD-1

UK-E.9

LARGE SCALE CUSTOM 
DECORATIVE LINEAR 
LIGHT FIXTURE

1

A-6.18

UK-08.3

1

A-6.15

HD CAMERA

HD CAMERA

HD CAMERA

AFF22' - 0"

ACP-9

AFF22' - 0"

ACP-9

AFF22' - 0"

ACP-9

AFF22' - 0"

ACP-9

1

A-4.18

8' - 4"

8' - 1"

8' - 4"

1

1

1

PAINT OUT ALL EXPOSED TO VIEW 
STRUCTURE, DECK, AND MEP ITEMS 
ABOVE CEILING PLANE (BLACK)

4

A-4.60

AFF9' - 0"

GYP BD

1

A-6.22

SIM

1

A-6.22

SIM

AFF22' - 0"

ACP-9

AFF22' - 0"

ACP-9

2

A-4.16

2

A-6.17

ALIGN

A
LI

G
N

E
Q

E
Q

EQ EQ

E
Q

4'
 -

 0
"

E
Q

EQ EQ
AFF9' - 0"

GYP BD

AFF9' - 0"

GYP BD

E
Q

4'
 -

 0
"

E
Q

EQ 6' - 0" EQ

5

A-6.13

ALIGN

AFF9' - 0"

ACP-3

AFF12' - 0"

GYP BD

8'
 -

 0
"

8'
 -

 0
"

8'
 -

 0
"

VERIFY WITH DIMS. OF WALL PANELS BELOW

24' - 6"
WOOD PANEL JOINTS ALIGN 
WITH WALL PANELS BELOW, 
TYP.

(5) EQUAL PANELS

20' - 0" TYP.

U
N

O

2'
 -

 0
" 

T
Y

P
.

4'
 -

 0
"

4'
 -

 0
"

1

A-6.15

SIM

2' - 1 1/4"

1' - 9 3/8" EQ

6' - 0"

TYP. BETWEEN CLOUDS

6' - 0"
6' - 0"

EQ

A
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G
N

, T
Y

P
.

A
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G
N

, T
Y

P
.

A
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G
N
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Y

P
.
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N
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Y

P
.

A
LI

G
N

, T
Y

P
.
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.
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.
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P
.
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P
.

A
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N
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Y

P
.

A
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G
N
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Y

P
.

A
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G
N
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Y

P
.

1

A-6.15

SIM
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"
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"
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"
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E
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VERIFY WITH DIMS. OF WALL PANELS BELOW

24' - 6"

VERIFY WITH DIMS. OF WALL PANELS BELOW

24' - 6"

2

A-6.13

2

A-6.13

2

A-6.13

2

A-6.13
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16

A-6.12
TYP AT ALL ACP-9 
CEILING EDGES ON 
ALL SIDES, UNO

5

A-6.20

5

A-6.20

SIM

5

A-6.20

SIM

KB-AA

3

A-4.15

1

A-4.17

KB-08.2

UK-10.2 UK-07.5

TYP. 

(5) FULL TILES

2

2

A-6.16

2

A-6.16

SIM

2

A-6.17

SIM

AFF13' - 2 1/2"

ACP-3

1

CU-1

1 ADD 4

1 ADD 4

1 ADD 2

4

RD027

C L

C L

90
' -

 8
 1

/4
"

C L

5'
 -

 0
 1

/4
"
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' -

 0
 1

/2
"

7'
 -

 5
 1

/4
"

2'
 -

 8
"

2 ASI 181

24' - 9"

1' - 8" 28' - 11 1/8"

4' - 1"

24' - 11 1/8"

26' - 5"

2RFI 1384

RCP LEGEND

RCP SHEET KEYNOTES 

RCP GENERAL NOTES
REFER TO A-0.1 FOR GENERAL NOTES.

REFER TO A-6.10 SERIES FOR CEILING DETAILS.

ALL CEILINGS TO BE ACP-1, 9'-0" AFF, UNO

ALL GYP BD CEILINGS TO BE 9'-0" AFF, UNO

ALL ACP CEILINGS TO RECEIVE SHADOW MOLD AT 
TERMINATIONS WITH WALL, U.N.O.

REFER TO ARCHITECTURAL DRAWINGS FOR REQUIRED 
SPRINKLER HEAD LOCATIONS IN FINISHED AREAS. 
CONTRACTOR SHALL PROVIDE ADDITIONAL SPRINKLER 
HEADS AS REQUIRED TO COMPLY WITH NFPA 13 AT NO 
ADDITIONAL COST TO THE OWNER. COORDINATE ALL 
NECESSARY ADDITIONAL HEADS WITH THE ARCHITECT 
FOR APPROVAL. THE ENTIRE BUILDING SHALL BE 
PROTECTED IN ACCORDANCE WITH NFPA (13, 14, 20, 24), 
STATE AND LOCAL CODES.

REFER ALSO TO FOOD SERVICE 6-SERIES SHEETS FOR 
GRID SIZE AND CEILING HEIGHTS

1.

2.

3.

4.

5.

6.

7.

1
07 2129 SPRAY APPLIED, ACOUSTICAL INSULATION, 2" 
THICKNESS APPLIED TO FLOOR/ROOF STRUCTURE, 
BLACK

DENOTES AREA "NOT IN CONTRACT" 

DRYWALL CEILING / SOFFIT

2'X2' ACOUSTICAL CEILING GRID AND TILE

2'X4' ACOUSTICAL CEILING GRID AND TILE

4'x4' ACOUSTICAL CEILING GRID AND TILE

2'X6' ACOUSTICAL CEILING GRID AND TILE

ACP-7 WOOD PANEL GRILLE

MESH TENSILE CEILING SYSTEM

CEILING MOUNTED PROJECTOR

RECESSED PROJECTION SCREEN

CEILING MOUNTED OCCUPANCY SENSOR

EXIT SIGN

HEAT DETECTOR

DOOR HOLDER

FIRE ALARM SMOKE EVAC SYSTEM

SMOKE DETECTOR

FIRE ALARM CEILING SPEAKER

DUAL FIRE ALERT STROBE DEVICE

WAP CEILING MOUNTED

AFF1' - 0"

XXX-X

CEILING MATERIAL

CEILING HEIGHT

2x4 FIXTURE

2X2 FIXTURE

RECESSED ROUND

SURFACE ROUND

PENDANT HUNG DOWNLIGHT

RECESSED WALLWASH

WALL RECTANGULAR

WALL ROUND

DOWNLIGHT PENDANT - GRAND BALLROOM

WALL MOUNTED FIXTURE

INDIRECT WALL MOUNTED FIXTURE

RECESSED RECTANGULAR

PENDANT HUNG RECTANGULAR

INDUSTRIAL STRIP

ROLLER SHADE

EXTERIOR SOFFIT PANELS

2'x2' RETURN AIR GRILL

2'x2' SUPPLY DIFFUSER

SLOT DIFFUSER

2'x2' ACCESS PANEL - PROVIDE GALVANIZED 
PANEL IN MOISTURE RESISTANT LOCATIONS

OS

VC

S

WAP

SD

FO

DH

HD

FULL HEIGHT DRYWALL (NON-RATED)

SMOKE TIGHT

1-HR FIRE RATING

2-HR FIRE RATING

3-HR FIRE RATING

2
PAINT ALL EXPOSED TO VIEW STRUCTURE, 
FIREPROOFING, MECH, ELEC, PLUMBING, AND FIRE 
PROTECTION SYSTEMS

3
07 2129 SPRAY APPLIED, ACOUSTICAL INSULATION, 2.5" 
THICKNESS APPLIED TO WALS AND METAL DECK, BLACK
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PROVIDE ACOUSTICAL BATT
INSULATION WHERE REQUIRED
BY WALL TYPE

@ 16" O.C. TO MATCH WALL 
CONSTRUCTION - 3 5/8" MINIMUM

- BRACE FRAMING AS REQUIRED TO 
PREVENT MOVEMENT - 4'-0" O.C. MAX.

- EXTEND  FULL HEIGHT 
WHERE REQUIRED BY WALL 
TYPE - PAINT AT LEAST 6" 
ABOVE FINISH CEILING, 
TYPICAL

ADJACENT CEILING FINISH

-PAINT TO THE TOP EDGE 
OF THE GYPSUM BOARD,
TYPICAL

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS

ADJACENT CEILING FINISH

6
" 

M
IN

.

6
" 

M
IN

.

09 9113-01

EXTERIOR PAINTED
FINISH

09 9123-01
INTERIOR PAINTED FINISH

09 2900-01
GYPSUM BOARD

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD

- BRACE FRAMING AS REQUIRED TO 
PREVENT MOVEMENT - 4'-0" O.C. 
MAX.

GYPSUM BOARD- EXTEND
FULL HEIGHT WHERE
REQUIRED BY WALL TYPE

FINISH - PAINT TO THE 
TOP EDGE OF THE 
GYPSUM BOARD, 
TYPICAL

ADJACENT
CEILING FINISH

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS PROVIDE ACOUSTICAL BATT

INSULATION WHERE
REQUIRED BY WALL TYPE

ADJACENT CEILING FINISH

VARIES - SEE PLAN

6
" 

M
IN

.

6
" 

M
IN

.

09 9123-01
INTERIOR PAINTED
FINISH

09 2900-01
GYPSUM BOARD

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD

FRAMING @ 16" O.C. TO MATCH WALL 
CONSTRUCTION - 3 5/8" MINIMUM

- PAINT TO THE TOP EDGE OF
THE GYPSUM BOARD, TYPICAL

ADJACENT WALL ASSEMBLY

PROVIDE ACOUSTICAL BATT INSULATION
WHERE REQUIRED BY WALL TYPE

ADJACENT CEILING FINISH

EXTEND GYPSUM BOARD FULL HEIGHT
WHERE REQUIRED BY WALL TYPE - PAINT
AT LEAST 6" ABOVE FINISH CEILING , TYP.

SEE PLANS

VARIES

M
IN

IM
U

M

6
"

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD

09 9113-01
EXTERIOR PAINTED FINISH

09 2900-01
GYPSUM BOARD

09 2216-01
NON-STRUCTURAL METAL
FRAMINGFRAMING -BRACE FRAMING AS 
REQUIRED TO PREVENT MOVEMENT -
4'-0" O.C. MAX.

FRAMING @ 16" O.C. TO MATCH WALL 
CONSTRUCTION - 3 5/8" MINIMUM

- PAINT TO THE TOP EDGE OF
THE GYPSUM BOARD, TYPICAL

EXTEND GYPSUM BOARD FULL HEIGHT
WHERE REQUIRED BY WALL TYPE - PAINT
AT LEAST 6" ABOVE FINISH CEILING , TYP.

-BRACE FRAMING AS REQUIRED TO 
PREVENT MOVEMENT - 4'-0" O.C. 
MAX.

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 9113-01
EXTERIOR PAINTED FINISH

09 2900-01
GYPSUM BOARD

FRAMING @ 16" O.C. TO MATCH WALL 
CONSTRUCTION - 3 5/8" MINIMUM -
EXTEND TO DECK ABOVE

EXTEND TO DECK 
ABOVE AND SEAL

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD

AT 16" O.C. - SECURE TO 
DECK ABOVE

09 5113-01
ACOUSTICAL PANEL CEILING

08 4113-01
ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

09 2216-01
NON-STRUCTURAL METAL
FRAMING
- BRACE FRAMING AS REQUIRED TO 
PREVENT MOVEMENT - 4'-0" O.C. MAX.

6
"

09 2900-01

GYPSUM BOARD

______________________

A-8.12

5

SCRIBE AND NEATLY CUT
ACOUSTICAL PANEL SO PANEL IS 
IN
FIRM CONTACT WITH SUSPENSION
SYSTEM AND ANGLE MOLDING -
PAINT EXPOSED EDGE TO MATCH
PANEL FACE, TYPICAL

ACOUSTICAL PANEL

WALL-MOUNTED ANGLE MOLDING

- APPLY ACOUSTICAL SEALANT TO VERTICAL LEG OF 
MOLDING BEFORE INSTALLATION, TYPICAL

ADJACENT WALL FACE

SEE REFLECTED CEILING 
PLANS
FOR FINISH HEIGHTS

09 5113-01
ACOUSTICAL PANEL CEILING

METAL FRAMING @ 16" O.C. TO MATCH 
WALL CONSTRUCTION - 3 5/8" MINIMUM

                  - BRACE FRAMING 
AS REQUIRED TO PREVENT 
MOVEMENT - 4'-0" O.C. MAX.

GYPSUM BOARD- EXTEND
FULL HEIGHT WHERE
REQUIRED BY WALL TYPE

- PAINT TO THE TOP EDGE 
OF THE GYPSUM BOARD, 
TYP.

WALL BEYOND

SOFFIT HEIGHT
9'-0" A.F.F. PROVIDE ACOUSTICAL BATT

INSULATION WHERE
REQUIRED BY WALL TYPE

SEE PLAN

09 9123-01
INTERIOR PAINTED FINISH

09 2900-01
GYPSUM BOARD

09 2226-01
GYPSUM BOARD METAL
SUSPENSION SYSTEM

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD

WALL BEYONDHANGER ROD BY 
MANUFACTURER

HANGER BRACKET 
BY 
MANUFACTURER

STEEL TRACK 
AND BALL 
BEARINGVINYL TOP SEAL

FINISH FLOOR

BOTTOM SEAL

INDIVIDUAL PANELS -
SEE SPECIFICATION

GUIDE RAIL

07 8100-02
SPRAY-APPLIED FIREPROOFING

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 1200-01
STRUCTURAL STEEL FRAMING
05 1200-01
STRUCTURAL STEEL FRAMING

05 1200-01
STRUCTURAL STEEL FRAMING

05 3100-01
STEEL DECKING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLABALUM - 02

958' - 6"

SOFFIT HEIGHT
9'-0" A.F.F.

EXTEND TO DECK 
ABOVE AND SEAL

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS

09 2216-01
NON-STRUCTURAL
METAL FRAMING

09 9123-01

INTERIOR PAINTED
FINISH

AT 16" O.C. - SECURE 
TO DECK ABOVE

08 4113-01
ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

09 2216-01
NON-STRUCTURAL METAL
FRAMINGFRAMING - BRACE FRAMING AS 
REQUIRED TO PREVENT MOVEMENT -
4'-0" O.C. MAX.

09 2900-01
GYPSUM BOARD

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2216-01
NON-STRUCTURAL METAL
FRAMING

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS

09 2900-01
GYPSUM BOARD

SPECIALTY TRIM AT 
CEILING TRANSITION

09 5113-01
ACOUSTICAL PANEL CEILING

09 2400-01
CEMENT PLASTERING SYSTEM

09 2216-01
NON-STRUCTURAL METAL
FRAMING

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS

09 2400-01
CEMENT PLASTERING SYSTEM

1
/4

"

04 2000-08
REINFORCED CONCRETE
MASONRY UNITS

09 3013-03
METAL EDGE STRIP

09 3013-01
CERAMIC TILE

07 9200-01
JOINT SEALANT AND BACKER
ROD

Ea D.5a

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

PIPE 1 1/2" STD.

SHOWN AS A PIPE 10" STD. 
VERIFY SIZE REQUIRED 

VERIFY SUPPORTS AND BRACING

1
' 
- 

0
"

8
' 
- 

0
"

9
' 
- 

6
"

KEEP SPACE CLEAR FOR DUCT 
WORK

250 lbs DEAD LOAD PER PERSON
1200 lbs WORKING LOAD PER 
PERSON
(SHOWN TO ALLOW FOR 6 PEOPLE 
TO USE STAGGERED)

12' - 0"

13a

ALUM - 02
958' - 6"

ALUM - 01
945' - 0"

1
' 
- 

0
"

8
' 
- 

0
"

PIPE 1 1/2" STD.

SHOWN AS A PIPE 10" STD. 
VERIFY SIZE REQUIRED 

VERIFY SUPPORTS AND BRACING

9
' 
- 

6
"

4
"

CONCEAL DIAGONAL 
BRACE AS REQUIRED TO 
PREVENT MOVEMENT AND 
PAINT, TYPICAL

CEILING GRID TEE SECTION

ACOUSTICAL PANEL

NOTE: PROVIDE AT ALL ACOUSTICAL PANEL 
CEILINGS THAT DO NOT EXTEND TO WALLS

EXTRUDED ALUMINUM EDGE 
TRIM-BASIS OF 
DESIGN:AXIOM CLASSIC 
TRIM BY ARMSTRONG-
PAINT

CONCEAL DIAGONAL 
BRACE AS REQUIRED 
TO PREVENT 
MOVEMENT AND PAINT, 
TYPICAL

       SYSTEM -
BASIS OF DESIGN RULON 
DOWELED PANEL GRILLE 
SYSTEM 6-12-32D

09 5436-01
WOOD SLAT CEILING

PROVIDE END CAPS 
AROUND ENTIRE 
PERIMETER

9/16" BLACK 
DOWEL

FIELD CUT PANEL SIDE

1" WALL ANGLE.  USE SAME 
WALL ANGLE ABOVE AS HOLD 
DOWN FOR CUT PANEL EDGE.

HEAVY DUTY 1-1/2" 
X
1-1/2" CROSS TEE

EXTERIOR TORSION SPRING

VERTICAL SUPPORT 2-1/2" 20 GA 
GALV. STEEL STUD, BY OTHERS

BAC CLIP SECURED WITH (4) 
FOUR #8 X 1/2" HEX HEAD SELF-
DRILLING
SCREWS, BY OTHERS

HEAVY DUTY 1-1/2" X 1-1/2" MAIN TEECLIP ANGLE

BY OTHERS

6" MAX MAIN TEE
OVERHANG

MAX MAIN TEE STRUT SPACING PER
MANUFACTURER'S RECOMENDATIONS

ALLOW 1/4" GAP FOR EXPANSION
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1 TYPICAL SECTION DETAIL @ BULKHEAD
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2 TYPICAL SECTION DETAIL @ CEILING SOFFIT
 1 1/2" = 1'-0"A-6.10

4 TYPICAL SECTION DETAIL @ WALL SOFFIT
 1 1/2" = 1'-0"A-6.10

3 TYPICAL SECTION DETAIL @ WALL SOFFIT

 1 1/2" = 1'-0"A-6.10

7 SECTION DETAIL @ STOREFRONT

 12" = 1'-0"A-6.10

10 TYPICAL SECTION DETAIL @ WALL
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13 TYPICAL SECTION DETAIL @ CEILING SOFFIT
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8 SECTION DETAIL @ STOREFRONT
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5 TYPICAL DETAIL @ MRP-ACP TRANSITION
 3" = 1'-0"A-6.10

6 TYPICAL DETAIL @ MRP-1 IN SHOWER

 3/4" = 1'-0"A-6.10

14 TRX ELEVATION
 3/4" = 1'-0"A-6.10

15 TRX SECTION

 3" = 1'-0"A-6.10

11 ACOUSTIC CEILING PANEL EDGE DETAIL
 3" = 1'-0"A-6.10

12 WOOD CEILING PANEL EDGE DETAIL
 3" = 1'-0"A-6.10

9 TORSION SPRING PANEL EDGE DETAIL
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8a

ALUM - 02
958' - 6"

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS

STEEL ANGLE 
BRACING AT 4'-0" 
O.C. MIN.

09 2216-01
NON-STRUCTURAL METAL
FRAMING

1' - 2" 2"

1" x 2" STEEL BAR STOCK 
WELDED TOP RAIL WITH HIGH 
PERFORMANCE COATING

1" x 2" VERTICAL STEEL BAR 
STOCK STANCHIONS SPACED 
AS SHOWN WITH HIGH 
PERFORMANCE COATING

1/4" BRAIDED STAINLESS STEEL
AIRCRAFT CABLES WITH 
CONNECTOR

HOLES DRILLED ON ANGLE

NEW CONCRETE 
FLOOR SLAB

1' - 2"

3
' 
- 

1
"

3
"

3
"

9
"

3
' 
- 

0
"

METAL CLIP RAIL

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.

WOOD LINEAR 
BOARD

L-BRACKET, 4'-0" O.C. 
MAX

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD
PAINT BLACK.

1/8" BLACK 
HARDBOARD SPACER -
INSERT SEQUENTIALLY 
WITH CEILING BOARDS 
AS INSTALLATION 
PROCEEDS

PLYWOOD SUBSTRATE

SECURE HARDBOARD 
SPACER TO LINEAR 
WOOD BOARD AT 
CORNERS

1/2" x 2" STEEL BAR STOCK 
WELDED BOTTOM RAIL WITH 
HIGH PERFORMANCE 
COATING

09 5436-02
WOOD SLAT WALL GRID

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING

09 9600-01
HIGH-PERFORMANCE COATING
FINISH

1
' 
- 

2
 1

/2
"

Ea

ALUM - 02
958' - 6"

1" x 2" STEEL BAR STOCK 
WELDED TOP RAIL WITH HIGH 
PERFORMANCE COATING

1" x 2" VERTICAL STEEL BAR 
STOCK STANCHIONS SPACED 
AS SHOWN WITH HIGH 
PERFORMANCE COATING

1/4" BRAIDED STAINLESS STEEL
AIRCRAFT CABLES WITH 
CONNECTOR

HOLES DRILLED ON ANGLE

NEW CONCRETE FLOOR SLAB

2" 1' - 2"

3
' 
- 

1
"

3
"

3
"

3
' 
- 

0
"

9
"

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS

STEEL ANGLE BRACING 
AT 4'-0" O.C. MIN.

METAL CLIP RAIL

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.

WOOD SLAT SYSTEM

L-BRACKET, 
4'-0" O.C. MAX

STEEL CHANNEL WITH 
HIGH PERFORMANCE 
COATING

09 2216-01

NON-STRUCTURAL
METAL FRAMING

09 2900-01
GYPSUM BOARD

08 4113-01
ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

1/8" BLACK 
HARDBOARD SPACER -
INSERT SEQUENTIALLY 
WITH CEILING BOARDS 
AS INSTALLATION 
PROCEEDS

PLYWOOD SUBSTRATE

SECURE HARDBOARD 
SPACER TO LINEAR 
WOOD BOARD AT 
CORNERS

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.

1
/2

"

1/2" x 2" STEEL BAR STOCK 
WELDED BOTTOM RAIL WITH 
HIGH PERFORMANCE 
COATING

09 5436-02

WOOD SLAT WALL
GRID

09 9123-01
INTERIOR PAINTED FINISH

Ha

ALUM - 02
958' - 6"

G.9a

11 1/2"

3
"

9
"

2
' 
- 

6
"

6
"

STEEL ANGLE BRACING 
AT 4'-0" O.C. MIN.

METAL CLIP RAIL

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.

WOOD SLAT SYSTEM

L-BRACKET, 
4'-0" O.C. MAX

1/8" BLACK 
HARDBOARD SPACER -
INSERT SEQUENTIALLY 
WITH CEILING BOARDS 
AS INSTALLATION 
PROCEEDS

PLYWOOD SUBSTRATE

SECURE HARDBOARD 
SPACER TO LINEAR 
WOOD BOARD AT 
CORNERS

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.

WOOD TO MATCH 
COLOR AND STAIN OF 
WOOD SLAT SYSTEM

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.

09 2900-01
GYPSUM BOARD

09 5436-02
WOOD SLAT WALL
GRID

09 5436-02
WOOD SLAT WALL GRID

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING  - WITH HIGH 
PERFORMANCE COATING

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS

Da

ALUM - 02
958' - 6"

1" x 2" STEEL BAR STOCK 
WELDED TOP RAIL WITH HIGH 
PERFORMANCE COATING

1" x 2" VERTICAL STEEL BAR 
STOCK STANCHIONS SPACED 
AS SHOWN WITH HIGH 
PERFORMANCE COATING

1/4" BRAIDED STAINLESS STEEL
AIRCRAFT CABLES WITH 
CONNECTOR

HOLES DRILLED ON ANGLE

2" 1' - 2"

3
' 
- 

0
"

9
"

3
"

3
"

3
' 
- 

1
"

1' - 2"

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS

STEEL ANGLE BRACING 
AT 4'-0" O.C. MIN.

METAL CLIP RAIL

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.

WOOD SLAT SYSTEM

L-BRACKET, 
4'-0" O.C. MAX

STEEL CHANNEL WITH 
HIGH PERFORMANCE 
COATING

1/8" BLACK 
HARDBOARD SPACER -
INSERT SEQUENTIALLY 
WITH CEILING BOARDS 
AS INSTALLATION 
PROCEEDS

PLYWOOD SUBSTRATE

SECURE HARDBOARD 
SPACER TO LINEAR 
WOOD BOARD AT 
CORNERS

NEW CONCRETE FLOOR SLAB

09 2900-01
GYPSUM BOARD

08 4113-01
ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

09 2900-01
GYPSUM BOARD

PAINT BLACK

1/2" x 2" STEEL BAR STOCK 
WELDED BOTTOM RAIL WITH 
HIGH PERFORMANCE 
COATING

09 5436-02
WOOD SLAT WALL
GRID

09 9123-01
INTERIOR PAINTED FINISH

Da

ALUM - 02
958' - 6"

1" x 2" STEEL BAR STOCK 
WELDED TOP RAIL WITH HIGH 
PERFORMANCE COATING

1" x 2" VERTICAL STEEL BAR 
STOCK STANCHIONS SPACED 
AS SHOWN WITH HIGH 
PERFORMANCE COATING

1/4" BRAIDED STAINLESS STEEL
AIRCRAFT CABLES WITH 
CONNECTOR

HOLES DRILLED ON ANGLE

3
' 
- 

0
"

9
"

3
"

3
"

3
' 
- 

1
"

2" 1' - 2"

STEEL ANGLE BRACING 
AT 4'-0" O.C. MIN.

METAL CLIP RAIL

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.

WOOD SLAT SYSTEM

L-BRACKET, 
4'-0" O.C. MAX

STEEL CHANNEL 
WITH HIGH 
PERFORMANCE 
COATING

1/8" BLACK 
HARDBOARD SPACER -
INSERT SEQUENTIALLY 
WITH CEILING BOARDS 
AS INSTALLATION 
PROCEEDS

PLYWOOD SUBSTRATE

SECURE HARDBOARD 
SPACER TO LINEAR 
WOOD BOARD AT 
CORNERS

NEW CONCRETE FLOOR SLAB

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS

1' - 2"

09 2900-01
GYPSUM BOARD
- PAINT BLACK

1/2" x 2" STEEL BAR STOCK 
WELDED BOTTOM RAIL WITH 
HIGH PERFORMANCE 
COATING

09 5436-02
WOOD SLAT WALL
GRID

Da

ALUM - 02
958' - 6"

3
' 
- 

0
"

9
"

3
"

3
"

3
' 
- 

1
"

1" x 2" STEEL BAR STOCK 
WELDED TOP RAIL WITH HIGH 
PERFORMANCE COATING

1" x 2" VERTICAL STEEL BAR 
STOCK STANCHIONS SPACED 
AS SHOWN WITH HIGH 
PERFORMANCE COATING

1/4" BRAIDED STAINLESS STEEL
AIRCRAFT CABLES WITH 
CONNECTOR

HOLES DRILLED ON ANGLE

STEEL ANGLE BRACING 
AT 4'-0" O.C. MIN.

METAL CLIP RAIL

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.

WOOD SLAT SYSTEM

L-BRACKET, 
4'-0" O.C. MAX

STEEL CHANNEL WITH 
HIGH PERFORMANCE 
COATING

1/8" BLACK 
HARDBOARD SPACER -
INSERT SEQUENTIALLY 
WITH CEILING BOARDS 
AS INSTALLATION 
PROCEEDS

PLYWOOD SUBSTRATE

SECURE HARDBOARD 
SPACER TO LINEAR 
WOOD BOARD AT 
CORNERS

NEW CONCRETE FLOOR SLAB

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS

1/2" x 2" STEEL BAR STOCK 
WELDED BOTTOM RAIL WITH 
HIGH PERFORMANCE 
COATING

09 5436-02
WOOD SLAT WALL
GRID

1
' 
- 

2
 1

/2
"

Ha

ALUM - 02
958' - 6"

G.9a

11 1/2"

3
"

9
"

2
' 
- 

6
"

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS

STEEL ANGLE BRACING 
AT 4'-0" O.C. MIN.

METAL CLIP RAIL

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.

WOOD SLAT SYSTEM

L-BRACKET, 
4'-0" O.C. MAX

1/8" BLACK 
HARDBOARD SPACER -
INSERT SEQUENTIALLY 
WITH CEILING BOARDS 
AS INSTALLATION 
PROCEEDS

PLYWOOD SUBSTRATE

SECURE HARDBOARD 
SPACER TO LINEAR 
WOOD BOARD AT 
CORNERS

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.09 2900-01
GYPSUM BOARD

WOOD TO MATCH 
COLOR AND STAIN OF 
WOOD SLAT SYSTEM

09 5436-02
WOOD SLAT WALL
GRID

09 5436-02
WOOD SLAT WALL GRID

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING  - WITH HIGH 
PERFORMANCE COATING

09 9123-01
INTERIOR PAINTED FINISH

Ga

ALUM - 02
958' - 6"

STEEL CHANNEL WITH HIGH 
PERFORMANCE COATING

1" x 2" STEEL BAR STOCK 
WELDED TOP RAIL WITH HIGH 
PERFORMANCE COATING

1" x 2" VERTICAL STEEL BAR 
STOCK STANCHIONS SPACED 
AS SHOWN WITH HIGH 
PERFORMANCE COATING

BRAIDED S/S TYPE 316 WIRE ROPE 7-
BY-19

HOLES DRILLED ON ANGLE

2
' 
- 

6
"

9
"

3
"

3
"

3
' 
- 

1
"

1' - 2" 2"

1' - 2"

METAL CLIP RAIL

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.

WOOD LINEAR 
BOARD

L-BRACKET, 4'-0" O.C. 
MAX

1/8" BLACK 
HARDBOARD SPACER -
INSERT SEQUENTIALLY 
WITH CEILING BOARDS 
AS INSTALLATION 
PROCEEDS

PLYWOOD SUBSTRATE

SECURE HARDBOARD 
SPACER TO LINEAR 
WOOD BOARD AT 
CORNERS

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS

STEEL ANGLE 
BRACING AT 4'-0" 
O.C. MIN.

NEW CONCRETE 
FLOOR SLAB

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.

PAINT BLACK.

09 2900-01
GYPSUM BOARD

09 2216-01
NON-STRUCTURAL METAL
FRAMING

1/2" x 2" STEEL BAR STOCK 
WELDED BOTTOM RAIL WITH 
HIGH PERFORMANCE 
COATING

09 5436-02
WOOD SLAT WALL GRID

3a

ALUM - 02
958' - 6"

STEEL CHANNEL - WITH HIGH 
PERFORMANCE COATING

1" x 2" STEEL BAR STOCK 
WELDED TOP RAIL WITH HIGH 
PERFORMANCE COATING

1" x 2" VERTICAL STEEL BAR 
STOCK STANCHIONS SPACED 
AS SHOWN WITH HIGH 
PERFORMANCE COATING

1/4" BRAIDED STAINLESS STEEL
AIRCRAFT CABLES WITH 
CONNECTOR

HOLES DRILLED ON ANGLE

1' - 2" 2"

2
' 
- 

6
"

9
"

3
"

3
"

METAL CLIP RAIL

WOOD PERIMETER TRIM 
PIECE. PAINT BLACK.

WOOD LINEAR 
BOARD

L-BRACKET, 4'-0" O.C. 
MAX

1/8" BLACK 
HARDBOARD SPACER -
INSERT SEQUENTIALLY 
WITH CEILING BOARDS 
AS INSTALLATION 
PROCEEDS

PLYWOOD SUBSTRATE

SECURE HARDBOARD 
SPACER TO LINEAR 
WOOD BOARD AT 
CORNERS

SEE REFLECTED CEILING 
PLANS FOR FINISH HEIGHTS

STEEL ANGLE 
BRACING AT 4'-0" 
O.C. MIN.

NEW CONCRETE 
FLOOR SLAB

WOOD PERIMETER 
TRIM PIECE. PAINT 
BLACK.

PAINT BLACK.

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD

1/2" x 2" STEEL BAR STOCK 
WELDED BOTTOM RAIL WITH 
HIGH PERFORMANCE 
COATING

09 5436-02
WOOD SLAT WALL GRID

3
' 
- 

1
"

09 2900-01
GYPSUM BOARD

09 9123-01
INTERIOR PAINTED FINISH
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1 RAIL AND BULKHEAD DETAIL AT FLOOR OPENING
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3 RAIL AND BULKHEAD DETAIL AT FLOOR OPENING

 1 1/2" = 1'-0"A-6.11

9 BULKHEAD DETAIL AT FLOOR OPENING

 1 1/2" = 1'-0"A-6.11

2 RAIL AND BULKHEAD DETAIL AT FLOOR OPENING
 1 1/2" = 1'-0"A-6.11

4 RAIL AND BULKHEAD DETAIL AT FLOOR OPENING
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8 BULKHEAD DETAIL AT FLOOR OPENING
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METAL STUD SECURED TO 
DECK, BRACE

ALIGN

REFER TO RCP

6"

09 2216-17
CORNERBEAD

09 2900-01
GYPSUM BOARD

6"

09 2216-03
3-5/8" STUDS AND RUNNERS

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-03
SHADOW MOLDING

SCHEDULED CLG

REFER TO RCP

METAL STUD TO DECK, BRACE

09 2216-17
CORNERBEAD

09 2216-17
CORNERBEAD

09 2900-01
GYPSUM BOARD

REFER TO RCP
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09 2216-03
3-5/8" STUDS AND RUNNERS

GWB CLG

REFER TO RCP

GWB CLG

REFER TO RCP

METAL STUD SECURED TO 
DECK, BRACE AS REQ D

09 2216-17
CORNERBEAD

09 5113-03
SHADOW MOLDING

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

6"

R
E
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R
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S

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

ACP CLG

REFER TO RCP

GWB CLG

REFER TO RCP

ALIGN

09 5113-01
ACOUSTICAL PANEL CEILING

09 2216-17
CORNERBEAD

09 5113-03
SHADOW MOLDING

SCHEDULED CLG

REFER TO RCP

METAL STUD TO DECK, BRACE

09 2900-01
GYPSUM BOARD

6"

09 2216-03
3-5/8" STUDS AND RUNNERS

METAL STUD BRACED AND 
SECURED TO DECK

ALIGN
09 2216-17

CORNERBEAD

09 5113-03
SHADOW MOLDING

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD6"

SCHEDULED CLG

REFER TO RCP

METAL STUD, 
SECURE TO DECK

ACP

REFER TO RCP

SEE RCP

VARIES
09 2216-17

CORNERBEAD

09 5113-03
SHADOW MOLDING

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING6"

6"

ACP CLG

REFER TO RCP

GWB CLG

REFER TO RCP

ALIGN

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-03
SHADOW MOLDING

09 51 00.B1

09 2216-17
CORNERBEAD

CEILING AS 
SCHEDULED 
REFER TO FOOD 
SERVICE RCPS

ALIGN WHERE SAME 
HEIGHTS 

INDICATED,
REFER TO RCPS

SCHEDULED CLG

REFER TO FOOD
SERVICE RCP

SCHEDULED CLG

REFER TO RCP

09 2900-01
GYPSUM BOARD

6"

09 5113-01
ACOUSTICAL PANEL CEILING

09 51 00.B1

09 5113-04
AXIOM CEILING TRIM

SCHEDULED CLG

REFER TO RCP

SPECS FOR REQ'D SPACING
REFER TO EQUIPMENT

DOWEL ROD BEYOND

LIGHTING AS SPECIFIED, 
REFER TO ELECTRICAL DWGS

EXISTING FLOOR SLAB

SCHEDULED CLG

REFER TO RCP

WOOD SLAT CEILING

10b UK-20

6"

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-01
ACOUSTICAL PANEL CEILING

06 1053-01
FIRE-TREATED WOOD BLOCKING

09 51 00.B1

09 51 00.B1

CUSTOM WOOD PANEL 
ATTACHED WITH Z CLIPS

2'
 -

 7
 3

/4
"

EXPANSION JOINT BEYOND
ACOUSTIC CEILING AND WOOD PANEL TO 
FLOAT FREE OF EACH OTHER AT 
EXPANSION JOINT 

135.00°

4"

09 5113-04
AXIOM CEILING TRIM

SCHEDULED CLG

REFER TO RCP

SCHEDULED CLG

REFER TO RCP

5 7/8" 4"

09 2900-01
GYPSUM BOARD

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-03
SHADOW MOLDING

SCHEDULED CLG

REFER TO RCP

ALIGN

6"

METAL STUD TO DECK, BRACE

07 2100-03
GLASS-FIBER BLANKET INSULATION

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-04
AXIOM CEILING TRIM

05 4000-05
6" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

1 1/2"

05 3100-01
STEEL DECKING

05 3100-01
STEEL DECKING

COLD FORMED "L" CLIPS @ 2'-0" O.C.

5/8" 3/4"

1' - 1 1/2"

,5/8"

6"

09 51 00.B1

,1-1/2

SCHEDULED CLG

REFER TO RCP

1'
 -

 0
"

05 4000-05
6" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

1 1/2"

05 3100-01
STEEL DECKING

05 3100-01
STEEL DECKING

COLD FORMED "L" CLIPS @ 2'-0" O.C.

5/8" 3/4"

1' - 1 1/2"

,1-1/2

SCHEDULED CLG

REFER TO RCP

09 2216-03
3-5/8" STUDS AND RUNNERS

6"

6"

1'
 -

 0
"

09 2900-01
GYPSUM BOARD

09 2216-17
CORNERBEAD

09 5113-01
ACOUSTICAL PANEL CEILING

05 4000-05
6" COLD-FORMED METAL FRAMING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

1 1/2"

05 3100-01
STEEL DECKING

05 3100-01
STEEL DECKING

COLD FORMED "L" CLIPS @ 2'-0" O.C.5/8" 3/4"

1' - 1 1/2"

, 5/8"

09 51 00.B1

,1-1/2

SCHEDULED CLG

REFER TO RCP

8"

SCHEDULED LED GRAZER, MFR TO 
VERIFY PLACEMENT IN POCKET

6"

09 5113-04
AXIOM CEILING TRIM

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

PTD TO MATCH ZINC WALL PANEL

2ASI 166

METAL STUD TO DECK, BRACE

09 2216-17
CORNERBEAD

09 2216-17
CORNERBEAD

09 2900-01
GYPSUM BOARD

REFER TO RCP

R
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F
E

R
 T

O
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C
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A

R
IE

S

09 2216-03
3-5/8" STUDS AND RUNNERS

SCHEDULED CLG

REFER TO RCP

GWB CLG

REFER TO RCP

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-03
SHADOW MOLDING

09 5123-01
ACOUSTICAL TILE CEILING

09 51 00.B1

09 5123-02
EDGELINE CHANNEL TRIM

SCHEDULED CLG

REFER TO RCP

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-03
SHADOW MOLDING

09 51 00.B1

09 2216-17
CORNERBEAD

SCHEDULED CLG

REFER TO FOOD
SERVICE RCP

09 2900-01
GYPSUM BOARD

6"6"

SCHEDULED CLG

REFER TO FOOD
SERVICE RCP

SCHEDULED CLG

REFER TO RCP

THREADED ROD TO DECK WITH DIAGONAL 
BRACING, SEE STRUCTURAL DRAWINGS

05 4000-04
4" COLD-FORMED METAL FRAMING

05 4000-03
2-1/2" COLD-FORMED METAL FRAMING

ALIGN TRACK WITH 
FACE OF GYP CEILING

TO DECK ABOVE

UNISTRUT OR STEEL CHANNEL SUPPORT,
REFER TO STRUCTURAL DRAWINGS

FOLDING GRILLE RECESSED TRACK BY MNFR
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LEVEL 02
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ACOUSTICAL PANEL CEILING
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09 5113-03
SHADOW MOLDING

1/2" DIA. THREADED 
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WASHERS
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1 1/2" = 1'-0"A-6.14

3 LEVEL 2 GUARDRAIL AT SOCIAL STAIR

1 1/2" = 1'-0"A-6.14

5 FIRE RATED DOOR HEAD @ SOCIAL STAIR

1 1/2" = 1'-0"A-6.14

7 SOFFIT AT GUARDRAIL

1 1/2" = 1'-0"A-6.14

8 FIRE DOOR A200B.1 HEADER

1 1/2" = 1'-0"A-6.14

1 CEILING TO FASCIA TRANSITION AT SOCIAL STAIR

1 1/2" = 1'-0"A-6.14

2
WS - SOUTH CURTAIN WALL AT MULTI-PURPOSE ENTRY
- Callout 3

1 1/2" = 1'-0"A-6.14

4 FIRE RATED DOOR HEADER

1 1/2" = 1'-0"A-6.14

9 SOFFIT AT

FIRE DOOR POCKET GENERAL NOTE:

CONTRACTOR'S OPTION AS TO 
WHICH SIDE TO RECIEVE SHAFT 
WALL (WALL TYPE J30) CONSIDERING 
CONSTRUCTABILITY AND SEQUENCE. 
DESIGN INTENT IS TO MAINTAINE A 
FIRE-RATED POCKET IN COMPLIANCE 
WITH DIMENSIONS SHOWN.

2 PCO 337

4
VIEW 1 - revised
slab and guardrail
connection detail
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UK-G.9

SCHEDULED CLG

REFER TO RCP

6"

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-03
SHADOW MOLDING

09 51 00.B1

09 2216-17
CORNERBEAD

09 3013-04
TILE BACKER PANEL

ALIGN

EXTEND BEYOND 
COLUMN COVER 2 1/2"

COLUMN COVER BEYOND, 
REFER TO PLANS

BRACE TO STRUCTURE

EXTERIOR METAL 
CEILING AS 
SPECIFIED

CURTAIN WALL

09 2216-18
DRYWALL F REVEAL

UK-10
05 4000-07

COLD-FORMED METAL FRAMING CLIP

07 8100-02
SPRAY-APPLIED FIREPROOFING

05 4000-05
6" COLD-FORMED METAL FRAMING

05 4000-05
6" COLD-FORMED METAL FRAMING

05 4000-05
6" COLD-FORMED METAL FRAMING

05 4000-04
4" COLD-FORMED METAL FRAMING

09 2900-05
GYPSUM BOARD - TYPE X

09 51 00.B1

09 2216-17
CORNERBEAD

05 4000-04
4" COLD-FORMED METAL FRAMING

09 2900-05
GYPSUM BOARD - TYPE X

ALIGN

09 5113-03
SHADOW MOLDING

09 5113-01
ACOUSTICAL PANEL CEILING

RECESSED CLOSELY 
SPACED SPRINKLER HEADS 
WITH FLEXIBLE 
CONNECTIONS. SEE FIRE 
PROTECTION. 

UK-10.2

CLCL

2' - 1 3/8"

REFER TO FS DRAWINGS

ALIGN

2 RFI 1122

VENEER AT ALL EXPOSED 
EDGES. ATTACH TO 
PARTITION WITH CONCEALED 
HANGERS

1/2"x1/2" SOLID STOCK 
REVEAL

09 2900-01
GYPSUM BOARD

09 2216-04
6" STUDS AND RUNNERS

DOOR AS SCHEDULED

GYP CEILING AS SCHEDULED

09 2900-01
GYPSUM BOARD

06 4216-01
FLUSH WOOD PANELING

1"

09 2216-03
3-5/8" STUDS AND RUNNERS

06 4216-01
FLUSH WOOD PANELING

VENEER AT ALL EXPOSED 
EDGES. ATTACH TO 
PARTITION WITH CONCEALED 
HANGERS

WALL SCONCE BEYOND

09 2216-03
3-5/8" STUDS AND RUNNERS

06 1053-01
FIRE-TREATED WOOD BLOCKING

1/2"

1/
2"

2"

RCP

REFER TO

A
LI

G
N

2 RFI 929

LEVEL ROOF LOW
(990.0)

990' - 0"

KB-F

LEVEL PENTHOUSE
992' - 0"

06 4216-01
FLUSH WOOD PANELING

06 1600-02
PLYWOOD SHEATHING

09 2216-03
3-5/8" STUDS AND RUNNERS

BRACE

PARTITION AS 
SCHEDULED

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

C L
1'

 -
 0

"

ALIGN

1/2" REVEAL WITH 
SOLID STOCK WOOD

09 5123-02
EDGELINE CHANNEL TRIM

1/2" REVEAL WITH 
SOLID STOCK WOOD

8' - 0" 2' - 4 5/8"

10 3/8"

ALIGN

09 5113-04
AXIOM CEILING TRIM

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

1'
 -

 0
"

1' - 4"

05 3100-01
STEEL DECKING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-05
6" COLD-FORMED METAL FRAMING

6"

09 2216-18
DRYWALL F REVEAL

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

CUSTOM ZINC ENCLOSURE PANEL

A
LI

G
N

A
LI

G
N

10b UK-20

ALIGN

6"

09 2900-01
GYPSUM BOARD

09 2216-17
CORNERBEAD

09 2216-03
3-5/8" STUDS AND RUNNERS

12 2413-01
MANUAL SINGLE-ROLLER WINDOW
SHADE

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-03
SHADOW MOLDING

09 51 00.B1

09 2216-22
DRYWALL J REVEAL

EXISTING WALL

BLOCKING

Hb

CONTINUOUS SLOT WITH SHADE 
LOCATIONS AS INDICATED PER 
RCP.  PTD BRAKE MTL TO MATCH 
SHADE HOUSING WHERE SHADE 
NOT REQ'D

5/8" GWB PTD TO MATCH 
WALL

ALIGN

6"

12 2413-03
MOTOR-OPERATED SINGLE ROLLER
SHADE

09 2216-22
DRYWALL J REVEAL

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2216-17
CORNERBEAD

09 5113-01
ACOUSTICAL PANEL CEILING

09 51 00.B1

EXISTING WALL

ALIGN

09 2216-03
3-5/8" STUDS AND RUNNERS

6"

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-03
SHADOW MOLDING

09 2900-01
GYPSUM BOARD

09 2216-17
CORNERBEAD

ALIGN
REFER TO RCP

R
E

F
E

R
 T

O
 R

C
P

09 2216-19
DRYWALL Z REVEAL

LEVEL PENTHOUSE
992' - 0"

09 5113-01
ACOUSTICAL PANEL CEILING

09 51 00.B1

09 5113-03
SHADOW MOLDING

09 2216-03
3-5/8" STUDS AND RUNNERS

12 2413-03
MOTOR-OPERATED SINGLE ROLLER
SHADE

21 0100-01
SPRINKLER HEAD

09 2900-01
GYPSUM BOARD

CL
1 1/2"

A
LI

G
N

09 2216-19
DRYWALL Z REVEAL

09 2900-05
GYPSUM BOARD - TYPE X

05 4000-05
6" COLD-FORMED METAL FRAMING
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0

1 1/2" = 1'-0"A-6.15

4 CEILING PERIMETER IN SOUTH RETAIL DINING

1 1/2" = 1'-0"A-6.15

2 SOFFIT AT AYCE DINING ENTRY

1 1/2" = 1'-0"A-6.15

3 BALLROOM WOOD SOFFIT 1

1 1/2" = 1'-0"A-6.15

1 CEILING DETAIL - BALLROOM WOOD PANEL CLG

1 1/2" = 1'-0"A-6.15

5 FLUSH CLG AT METAL PANEL

1 1/2" = 1'-0"A-6.15

7 SHADE POCKET AT L1 EXISTING WALL

1 1/2" = 1'-0"A-6.15

6
CEILING DETAIL - SHADE POCKET AT EXISTING EXT.
WALL

1 1/2" = 1'-0"A-6.15

8 CEILING DETAIL - TYPICAL SOFFIT AT CURTAINWALL

1 1/2" = 1'-0"A-6.15

9 GLAZING AT L3 MEETING ROOM
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LEVEL 02
963' - 0"

KB-G

LEVEL 02 (963.0)
963' - 0"

LEVEL 02 BOOKSTORE
959' - 0"

1'
 -

 0
"

A
LI

G
N

08 4113-01
ALUMINUM-FRAMED ENTRANCES AND
STOREFRONTS

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2216-18
DRYWALL F REVEAL

09 2900-01
GYPSUM BOARD

09 5113-03
SHADOW MOLDING

05 5813-01
COLUMN COVERS

07 8100-02
SPRAY-APPLIED FIREPROOFING

SCHEDULED CLG SYSTEM,
SEE FOOD SERVICE DWGS

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2216-17
CORNERBEAD

LEVEL ROOF LOW
(990.0)

990' - 0"

KB-04

LEVEL ROOF
(992.0)

992' - 0"
LEVEL PENTHOUSE

992' - 0"

09 2900-01
GYPSUM BOARD

09 5123-02
EDGELINE CHANNEL TRIM

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

09 2216-17
CORNERBEAD

ALIGN ALIGN

09 2216-03
3-5/8" STUDS AND RUNNERS

07 2100-04
SOUND-ATTENUATION INSULATION

09 2900-01
GYPSUM BOARD

PTD TO MATCH WALLS (PT-8)

        
OF POCKET, PTD TO MATCH WALLS

10 2239-01
VERTICALLY FOLDING PANEL PARTITION

TO DECK ABOVE

TO DECK ABOVE

SWAY BRACING

SUPPORTING STRUCTURE,
SEE STRUCTURAL DWGS

LINING INSIDE

09 9123-01
INTERIOR PAINTED FINISH
- PT-8 ON VERTICAL 
AND HORIZONTAL 
FACES OF SOFFIT

09 9123-01
INTERIOR PAINTED FINISH
- PT-8 ON VERTICAL 
AND HORIZONTAL 
FACES OF SOFFIT

09 9123-01
INTERIOR PAINTED FINISH

09 9123-01
INTERIOR PAINTED FINISH
- PT-8 ON VERTICAL 
AND HORIZONTAL 
FACES OF SOFFIT

09 9123-01
INTERIOR PAINTED FINISH

- PT-8 ON VERTICAL AND 
HORIZONTAL FACES OF 
SOFFIT

09 9123-01
INTERIOR PAINTED FINISH

2 ASI 371

2 ASI 371

2 ASI 371

2 ASI 371

AIR SPACE

04 2000-06
MASONRY VENEER ANCHORS

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

SCHEDULED PARTITION

09 2900-01
GYPSUM BOARD

SCHEDULED CLG

REFER TO RCP

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

6"

09 2216-19
DRYWALL Z REVEAL

UK-C

09 2216-19
DRYWALL Z REVEAL

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

ALIGN

09 2900-01
GYPSUM BOARD

COLD FORMED "L" CLIPS 

SCHEDULED CLG

REFER TO RCP

09 2900-01
GYPSUM BOARD

05 3100-01
STEEL DECKING

07 2100-03
GLASS-FIBER BLANKET INSULATION

05 3100-01
STEEL DECKING

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

1' - 4"

A
LI

G
N

CUSTOM ZINC CLOSURE PANEL

A
LI

G
N

6"

SCHEDULED CLG

REFER TO RCP

09 5113-04
AXIOM CEILING TRIM

09 5113-01
ACOUSTICAL PANEL CEILING

1'
 -

 0
"

LEVEL 03
977' - 0"

T
O

 S
T

R
U

C
T

U
R

E

E
X

T
E

N
D

 G
Y

P
.

ALIGN REFER TO RCP

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

09 2216-17
CORNERBEAD

07 8100-01
SPRAY-APPLIED FIREPROOFING

09 5113-01
ACOUSTICAL PANEL CEILING

09 5113-03
SHADOW MOLDING

A
LI

G
N

09 2216-19
DRYWALL Z REVEAL

09 2216-02
2-1/2" STUDS AND RUNNERS
SECURED TO STRUCTURE

09 51 00.B1

UK-G.9

6"

SCHEDULED CLG

REFER TO RCP

09 2900-01
GYPSUM BOARD

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

09 2216-17
CORNERBEAD

09 5113-03
SHADOW MOLDING

09 5113-01
ACOUSTICAL PANEL CEILING

09 51 00.B1

09 2216-03
3-5/8" STUDS AND RUNNERS

05 4000-06
8" COLD-FORMED METAL FRAMING

REFER TO RCP
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1 1/2" = 1'-0"A-6.16

1 SOFFIT AT DOUBLE HEIGHT OPENING

1 1/2" = 1'-0"A-6.16

2 HEADER AT VERTICALLY FOLDING PARTITION

1 1/2" = 1'-0"A-6.16

3 LIMESTONE AT FLUSH GWB CEILING

1 1/2" = 1'-0"A-6.16

4 FLUSH GWB CEILING AT CW MULLION

1 1/2" = 1'-0"A-6.16

5 CAP DETAIL AT METAL PANEL

1 1/2" = 1'-0"A-6.16

7 Detail 22

1 1/2" = 1'-0"A-6.16

6 Section 294
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LEVEL ROOF LOW
(990.0)

990' - 0"

UK-11

1' - 6"

REFER TO RCP

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

08 3513-01
INTERIOR FIRE-RATED FOLDING DOOR

09 5113-03
SHADOW MOLDING

09 5113-03
SHADOW MOLDING

09 5113-01
ACOUSTICAL PANEL CEILING

09 51 00.B1

BRACE TO DECK ABOVE

6"

SCHEDULED CLG

REFER TO RCP

LEVEL ROOF LOW
(990.0)

990' - 0"

UK-11

6"

6"

09 2216-03
3-5/8" STUDS AND RUNNERS

BRACE TO DECK

09 2900-01
GYPSUM BOARD

09 2216-17
CORNERBEAD

09 5113-03
SHADOW MOLDING

09 5113-01
ACOUSTICAL PANEL CEILING

SCHEDULED CLG

REFER TO RCP

09 5113-03
SHADOW MOLDING

09 5113-01
ACOUSTICAL PANEL CEILING

09 51 00.B1

09 51 00.B1

A
LI

G
N

 W
IT

H
 

W
A

LL
 B

E
Y

O
N

D

R
E

F
E

R
 T

O
 R

C
P

LEVEL ROOF LOW
(990.0)

990' - 0"

UK-11

LEVEL PENTHOUSE
992' - 0"

ALIGN

09 2216-19
DRYWALL Z REVEAL

SCHEDULED CLG

REFER TO RCP

BRACE TO STRUCTURE

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

6"

ALIGN

09 5113-03
SHADOW MOLDING

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

REFER TO RCP

09 2216-17
CORNERBEAD

SCHEDULED CLG

REFER TO RCP

LEVEL 03
977' - 0"

UK-01

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 4000-03
2-1/2" COLD-FORMED METAL FRAMING

09 2900-01
GYPSUM BOARD

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

09 2216-17
CORNERBEAD

05 3100-03
STRUCTURAL STEEL ANGLE

09 2216-03
3-5/8" STUDS AND RUNNERS

2 ASI 228

2' - 0 3/4"

LEVEL 03
977' - 0"

UK-10

07 8100-01
SPRAY-APPLIED FIREPROOFING

09 2900-01
GYPSUM BOARD

05 4000-03
2-1/2" COLD-FORMED METAL FRAMING

05 3100-03
STRUCTURAL STEEL ANGLE

2'
 -

 2
"

8 1/4" 8 1/4"

LEVEL 03
977' - 0"

UK-AA

8 1/4" 8 1/4"

2'
 -

 7
"

05 4000-03
2-1/2" COLD-FORMED METAL FRAMING

07 8100-01
SPRAY-APPLIED FIREPROOFING

09 2900-01
GYPSUM BOARD

05 3100-03
STRUCTURAL STEEL ANGLE

LEVEL 02
963' - 0"

UK-12

EQ EQ

2'
 -

 4
"

9" 9"

07 8100-01
SPRAY-APPLIED FIREPROOFING

05 4000-03
2-1/2" COLD-FORMED METAL FRAMING

09 2900-01
GYPSUM BOARD

05 3100-03
STRUCTURAL STEEL ANGLE

05 5813-01
COLUMN COVERS

BEYONDALIGN

1' - 4" 6"

CUSTOM ZINC CLOSURE PANEL

09 2216-18
DRYWALL F REVEAL

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

05 3100-01
STEEL DECKING

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 4000-05
6" COLD-FORMED METAL FRAMING

05 4000-04
4" COLD-FORMED METAL FRAMING

09 5113-04
AXIOM CEILING TRIM

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

SCHEDULED LIGHT FIXTURE

1'
 -

 0
"

A
LI

G
N

A
LI

G
N

1' - 2"

09 2900-01
GYPSUM BOARD

05 4000-03
2-1/2" COLD-FORMED METAL FRAMING

05 3100-03
STRUCTURAL STEEL ANGLE

07 8123-01
INTUMESCENT FIREPROOFING

09 2900-01
GYPSUM BOARD
HOLD TIGHT TO BEAM
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1 1/2" = 1'-0"A-6.17

1 FIRE RATED DOOR HEADER AT L3

1 1/2" = 1'-0"A-6.17

2 L3 ACP TO ACP

1 1/2" = 1'-0"A-6.17

3 L3 ACT TO GYP POCKET

1 1/2" = 1'-0"A-6.17

4 BEAM WRAP AT CURTAIN WALL

1 1/2" = 1'-0"A-6.17

7 BEAM WRAP 26"

1 1/2" = 1'-0"A-6.17

8 BEAM WRAP 31"

1 1/2" = 1'-0"A-6.17

5 BEAM WRAP AT ATRIUM

1 1/2" = 1'-0"A-6.17

6 Detail 31

1 1/2" = 1'-0"A-6.17

9 BEAM WRAP - CUSTOM SIZE
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LEVEL 03
977' - 0"

LEVEL 03 (977.0)
977' - 0"

FULL LENGTH DRAPERY ON 
CONTINUOUS MOTORIZED SLIDING 
TRACK SYSTEM
BASIS OF DESIGN: SILENT GLISS
FABRIC: CARNEGIE SEQUENZA 301

2'
 -

 0
"

09 2216-03
3-5/8" STUDS AND RUNNERS

09 5123-01
ACOUSTICAL TILE CEILING

09 5123-02
EDGELINE CHANNEL TRIM

11 5200-01
PROJECTION SCREENS

EQ EQ

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

12 2413-04
MOTOR-OPERATED SINGLE BLACKOUT
SHADE

09 2216-17
CORNERBEAD

09 2216-22
DRYWALL J REVEAL

, CONTINUOUS ALONG GLAZING

05 5813-01
COLUMN COVERS

CLEAR

5 5/8"

MIN
1 1/2"

09 2216-22
DRYWALL J REVEAL

6"

09 5123-01
ACOUSTICAL TILE CEILING

09 5113-03
SHADOW MOLDING

09 5113-03
SHADOW MOLDING

09 2216-17
CORNERBEAD

05 4000-05
6" COLD-FORMED METAL FRAMING

09 2900-01
GYPSUM BOARD

09 2216-19
DRYWALL Z REVEAL

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

05 5813-01
COLUMN COVERS

MIN

3"

ALIGN

ALIGN

7 1/8"

6 5/8"

LEVEL ROOF LOW
(990.0)

990' - 0"

UK-C

LEVEL ROOF
(992.0)

992' - 0"
LEVEL PENTHOUSE

992' - 0"

             , CONTINUOUS SLOT WITH 
SHADE LOCATIONS AS INDICATED 
PER RCP

ALIGN

REFER TO RCP

ALIGN

6"

FULL LENGTH DRAPERY ON 
CONTINUOUS RECESSED 
MOTORIZED TRACK SYSTEM
BASIS OF DESIGN: SILENT 
GLISS
FABRIC: CARNEGIE 
GAMMACOUSTIC 100885 41

12 2413-03
MOTOR-OPERATED SINGLE ROLLER
SHADE

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2216-17
CORNERBEAD

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

LIMESTONE BEYOND

09 5113-03
SHADOW MOLDING

09 5123-01
ACOUSTICAL TILE CEILING

09 51 00.B1

09 2216-22
DRYWALL J REVEAL

2ASI 285

LEVEL PENTHOUSE
992' - 0"

EQEQ

ACP CLG

REFER TO RCP

ALIGN

REFER TO RCP

ALIGN

ACP CLG

REFER TO RCP

M
IN

.

1'
 -

 0
"

6" 6"

09 2900-01
GYPSUM BOARD

05 4000-04
4" COLD-FORMED METAL FRAMING

09 5113-01
ACOUSTICAL PANEL CEILING

09 51 00.B1

09 5113-03
SHADOW MOLDING

09 2216-17
CORNERBEAD

09 2216-02
2-1/2" STUDS AND RUNNERS

SWAY BRACING

STEEL CHANNEL STRUCTURAL 
SUPPORT, SEE STRUCT. DWGS

SUSPENSION BRACKET BY MFR.

CAULK TRACK AT 
GYP, TYP. 

HORIZONTAL FOLDING PARTITION
WITH RECESSED TRACK

3/8" HANGER RODS

07 2100-04
SOUND-ATTENUATION INSULATION
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1 1/2" = 1'-0"A-6.18

1 SOFFIT AT MULTIPURPOSE

1 1/2" = 1'-0"A-6.18

2 CEILING DETAIL - A375 DRAPERY/SHADE POCKET

1 1/2" = 1'-0"A-6.18

3 HEADER AT HORIZONTAL FOLDING PARTITION
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EX - S.U. - 02
962' - 0"

LEVEL 02 BOOKSTORE
959' - 0"

BRACE TO STRUCTURE

PARTITION AS SCHEDULED

STRUCTURE BEYOND

SCHEDULED LIGHT GRAZER 
AT LIMESTONE FEATURE WALL

FULL HEIGHT LIMESTONE 
(ALTERNATING SMOOTH AND 
SPLIT FACE FINISH) MASONRY 
WALL TO STRUCTURE ABOVE

09 2900-01
GYPSUM BOARD

09 2216-03
3-5/8" STUDS AND RUNNERS

11 5200-01
PROJECTION SCREENS

11 6143-01
STAGE CURTAINS
FULL LENGTH DRAPERY ON 
CONTINUOUS MOTORIZED SLIDING 
TRACK SYSTEM
BASIS OF DESIGN: SILENT GLISS
FABRIC: CUSTOM VELOUR BY MAHARAM
TO MATCH ARCHITECT'S COLOR SAMPLE

09 5436-01
WOOD SLAT CEILING

09 2216-17
CORNERBEAD

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

04 4313.13-04
ANCHORED CUSTOM INDIANA CUT
LIMESTONE MASONRY VENEER, SPLIT
FACE FINISH

SCHEDULED LIGHT TO WASH 
DRAPERY

ALIGN PROJECTION SCREEN TO
UNDERSIDE OF STEEL

1' - 1 1/2"

MECHANICAL DUCT 
ABOVE

PANEL EXTENDS BEYOND CLG

M
IN6"

09 5113-04
AXIOM CEILING TRIM

09 5113-01
ACOUSTICAL PANEL CEILING

09 2216-02
2-1/2" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

LIGHTING AS SPECIFIED, 
REFER TO ELECTRICAL DWGS

9"

1' - 0"

VERIFY WITH FIXTURE
CUT SHEET

09 2900-01
GYPSUM BOARD

PTD TO MATCH CLG

09 7723-01
1" FABRIC WRAPPED ACOUSTIC PANEL2"

LEVEL PENTHOUSE
992' - 0"

11 5200-01
PROJECTION SCREENS

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

09 2216-03
3-5/8" STUDS AND RUNNERS

985'-10"

1'
 -

 0
"

2
PCO 540, PCO
641

FIXED SCREEN WITH LACE & 
GROMMET, REFER TO AV DRAWINGS

2' - 0 3/4"

FULL LENGTH DRAPERY ON 
CONTINUOUS MOTORIZED SLIDING 
TRACK SYSTEM
BASIS OF DESIGN: SILENT GLISS
FABRIC: CUSTOM VELOUR BY MAHARAM
TO MATCH ARCHITECT'S COLOR SAMPLE

11 6143-01
STAGE CURTAINS

VERIFY DISTANCE OF FIXED 
PROJECTION SCREEN OFF OF WALL 
WITH PRODUCT REQUIREMENTS. 
RETRACTABLE SCREEN MUST MISS 
FIXED SCREEN WHEN PULLED 
DOWN.

VERIFY DEPTH OF RETRACTABLE 
PROJECTION SCREEN OFF OF WALL 

WITH PRODUCT REQUIREMENTS. 
RETRACTABLE SCREEN MUST MISS 

FIXED SCREEN BELOW WHEN PULLED 
DOWN.

F.V.

APPROX. 2' - 3"

6'
 -

 8
 3

/4
"

2' - 11 3/8"

1" 3"
CLEQ EQ

DEAD LOAD OF EACH 2 
CURTAINS IS 150 LBS

CONFIRM THICKNESS OF 
DOUBLE UNISTRUT, APPROX 3 
1/4"

5 1/2" X 5 1/2" X 1 1/2" BLOCKING. 
LOCATIONS AS REQ. BY 
CURTAIN MANUFACTURER. 
CURTAIN MUST CLEAR 2 
UNISTRUT SCREEN SUPPORTS. 
PAINT BLACK.

RELOCATED PROJECTION 
SCREEN PER PCO 641

CONTINUOUS NEW 2"X6" F.T. WOOD 
BLOCKING FULL LENGTH OF 
RECESSED OPENING PER PCO 641. 
PAINT BLACK.

EXISTING 3 5/8" (25 GA.) METAL 
STUDS AT 16" O.C. PER PCO 540.

A
P

P
R

O
X

. 
22

' 8
"

EXISTING THREADED ROD 
BEYOND

6

A-6.20

3 
1/

4"

PROVIDE 3 GRK-R4 MULTIPURPOSE 
STAR/TORX SCREWS #9X, 3 1/8" LONG 
THROUGH CONTINUOUS 2"X6" BLOCKING 
INTO EXISTING 3 5/8" STUDSEVERY 16" 
O.C.

2 ASI 415

SCHEDULED LIGHT FIXTURE

FULL LENGTH DRAPERY ON 
CONTINUOUS MOTORIZED SLIDING 
TRACK SYSTEM
BASIS OF DESIGN: SILENT GLISS
FABRIC: CUSTOM VELOUR BY MAHARAM
TO MATCH ARCHITECT'S COLOR SAMPLE

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

1' - 0"

9"

09 2216-03
3-5/8" STUDS AND RUNNERS

06 1053-01
FIRE-TREATED WOOD BLOCKING

09 5113-04
AXIOM CEILING TRIM

VERIFY WITH LIGHT 
FIXTURE SPECS

2' - 2 1/2"

11 6143-01
STAGE CURTAINS

KB-07

09 51 00.B1

09 5113-01
ACOUSTICAL PANEL CEILING

09 5123-02
EDGELINE CHANNEL TRIM

PROJECTOR SUSPENDED 
FROM ABOVE

EQ EQ

ALIGN

TOP OF LIGHT ALIGNS TO 
CEILING HEIGHT, TYP.

CUSTOM PENDANT FIXTURE, 
VERIFY FINAL DIMENSIONS WITH 
ARCHITECT, TYP.

1' - 8"

MIN. CLEAR

11"

MIN. CLEAR

11"

CLCL EXISTING STUDS AT 16" O.C.
UTILIZE 3 GRK-R4 MULTIPURPOSE 
STAR/TORX SCREWS #9X, 3 1/8" 
PER STUD INTO EXISTING METAL 
STUDS

CURTAIN TRACK FASTENED TO 
BLOCKING AS REQUIRED. 

EXISTING DOUBLE 
UNISTRUT SECURED TO 
DECK ABOVE WITH 
THREADED ROD

CONTINUOUS 2"X6" F.T. 
BLOCKING. PAINT BLACK.

5 1/2" X 5 1/2" X 1 1/2" BLOCKING. 
LOCATIONS AS REQ. BY CURTAIN 
MANUFACTURER. BLOCKING AND 
STUDS ABOVE MAY NOT 
NECESSARILY ALIGN. PAINT BLACK. 
USE 4 GRK-R4 MULTIPURPOSE 
STAR/TORX SCREWS #9X, 3 1/8".

1/
4"

1 
1/

2"
1 

1/
2"

5/
8"

3 
1/

4"

CONTRACTOR TO 
CONFIRM REQUIRED 
CLEARANCE PRIOR 
TO CONSTRUCTING

5 1/2" X 5 1/2" X 1 1/2" BLOCKING. 
LOCATIONS AS REQ. BY 
CURTAIN MANUFACTURER. 
BLOCKING AND STUDS ABOVE 
MAY NOT NECESSARILY ALIGN. 
PAINT BLACK. USE 4 GRK-R4 
MULTIPURPOSE STAR/TORX 
SCREWS #9X, 3 1/8".

PER CURTAIN MANUFACTURER REQUIREMENTS

MAX 36" O.C.

2 ASI 415

METAL STUDS AT 
16" O.C. ABOVE

3 FASTENERS FOR 
CONTINUOUS 2"X6"

CONTINUOUS 2"X6"

5 1/2" X 5 1/2" X 1 1/2"  
BLOCKING. LOCATION 
VARIES.

4 FASTENERS FOR 
INTERMITANT 5 1/2" X 
5 1/2" X 1 1/2" 
BLOCKING

2 ASI 415
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1 1/2" = 1'-0"A-6.20

1
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09 51 00.B1
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09 2216-02
2-1/2" STUDS AND RUNNERS
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3-5/8" STUDS AND RUNNERS
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SPRAY-APPLIED FIREPROOFING
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6" COLD-FORMED METAL FRAMING
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GYPSUM BOARD
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09 5113-01
ACOUSTICAL PANEL CEILING

07 9500-07
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SHADOW MOLDING
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1. WORK INCLUDES NEW SBS MODIFIED ROOFING 
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SPECIFICATION SECTIONS 07 5216, 07 2100, 07 
6200, 07 7100, 07 7129

2. WORK INCLUDES STANDING SEAM METAL ROOF 
ON EXISTING 1938 STUDENT UNION AND ALUMNI 
GYM. PER SPECIFICATION SECTIONS 07 4113.16, 
07 6200, 07 7100

3. WORK INCLUDES SELECTIVE ROOF DEMOLITION 
ON EXISTING BUILDING AS INDICATED ON BP NO. 
1 ROOF PLANS ISSUED MARCH 2015 AND SPEC 
SECTIONS 02 4119 AND 07 0150.19

4. WORK INCLUDES NEW ROOFING OVER EXISTING 
BUILDING INCLUDING ALL SPEC SECTIONS 
LISTED ABOVE.

5. MAINTAIN A WATER-TIGHT BUILDING ENVELOPE 
AT ALL TIMES AND ONLY REMOVE AND REPLACE 
WORK THAT CAN BE ACCOMPLISHED IN ONE 
DAY.

6. COORDINATE ROOF DEMOLITION ACTIVITIES 
WITH SCOPE OF WORK IN PRIOR BID PACKAGE 
NO. 1 FOR TEMPORARY WALLS AND BARRIERS 
AND RELOCATED MEP ITEMS INCLUDING ROOF 
DRAINS.

7. REFER TO ROOF DEMOLITION DRAWINGS 
ISSUED MARCH 2015 FOR FULL SCOPE OF ROOF 
DEMOLITION ON EXISTING STRUCTURES.

8. CONTRACTOR SHALL REVIEW EXISTING 
DRAWING FOR EXISTING ROOF CONDITIONS. 
1938 STUDENT UNION DRAWINGS WERE 
PREPARED BY E.V. JOHNSON, DATED 1937. 
THERE IS NO ORIGINAL DRAWINGS SET FOR 
ALUMNI GYM. INFORM CONSTRUCTION 
MANAGER OF CONCEALED CONDITIONS THAT 
DIFFER SUBSTANTIALLY FROM THESE 
DOCUMENTS.

9. ALL DRAINS IN EXISTING ROOF ARE NEW TWO-
PIECE ROOF DRAINS WITH OVERFLOW 
CAPABILITIES. REFER TO SPECIFICATION 220100.

10. REFER TO HAZARDOUS MATERIAL REPORT (BP1) 
FOR GALBESTOS ROOF DECK ON 1938 STUDENT 
UNION.

11. PROVIDE ROOF FLASHING FOR ALL NEW AND 
EXISTING PLUMBING VENTILATION STACKS. 
REFER TO PLUMBING SHEETS FOR QUANTITY 
AND LOCATIONS OF THESE NEW ITEMS.

12. A NEW LIGHTNING PROTECTION SYSTEM IS TO 
BE INSTALLED ON THE ENTIRE ROOF. REFER TO 
ELECTRICAL DRAWINGS FOR EXTENT OF THIS 
WORK. 

13. PROVIDE MITERED CORNERS FOR ALL COPINGS. 
PROVIDE SHOP DRAWINGS FOR ALL COPING 
CONDITIONS INCLUDING NEW AND EXISTING 
CONDITIONS AT VERTICAL WALLS.

14. FILL-IN ALL EXISTING ROOF OPENINGS AS A 
RESULT OF ABANDONED ROOF TOP UNITS, 
ROOF HATCHES, VENTS, AND ROOF DRAINS.

15. ALL COLD-FORMED METAL FRAMING SHOWN IN 
DRAWINGS IN MINIMUM SIZES (16 GAUGE AT 16" 
O.C.). REFER TO DELEGATED DESIGN 
RESPONSIBILITY AND SUBMIT SHOP DRAWINGS 
FOR FRAMING REQUIREMENTS.

16. REFER TO MEP DRAWINGS FOR FULL EXTENT 
OF ROOF PLUMBING VENTS, MECH EQUIPMENT 
CURBS, LIGHTNING PROTECTION 
PENETRATIONS, ETC.

17. WHERE METAL ROOFING & SIDING DETAILS ARE 
NOT SHOWN, UTILIZE DETAILING PER SMACNA 
MANUAL.

18. CONSTRUCTION MANAGER TO SEQUENCE 
DEMOLITION WITH NEW CONSTRUCTION IN 
ORDER TO MAINTAIN WEATHER TIGHT 
ENVELOPE THROUGHOUT THE DURATION OF 
CONSTRUCTION ACTIVITIES.

19. PROVIDE ADDITIONAL DEMOLITION ACTIVITIES 
NOT EXECUTED IN BP NO. 1 BUT THAT ARE 
REQUIRED BEFORE NEW WORK MAY BEGIN.  

20. PROTECT ALL EXISTING MATERIALS TO REMAIN.
21. COMPLY WITH PROVISIONS OF SPECIFICATION 

070150.19 FOR PREPARATION FOR RE-ROOFING.  

GENERAL ROOF PLAN NOTES

EaDa D.5a

14' - 2"

7' - 1" 7' - 1"

______________________

A-7.2

6

08 4433-01
SLOPED GLAZING ASSEMBLIES

08 8000-09
GL37 - LOW E CLEAR INSULATED
SLOPED GLAZING, TEMPERED,
LAMINATED WITH FRIT PATTERN

PAINT 
EXISTING 
TRUST

______________________

A-7.2

6

1
' 
- 

6
"

EXTEND BASE AND CAP 
PLY FLASHING UP AND 
END WITH TERMINATION 
BAR

- 36" X 36" ROOF HATCH - VERIFY R.O. 
WITH MFR. - PROVIDE PADLOCK 
MECHANISM

CANT MATERIAL PER 
MFR.

- COUNTERFLASHING AND RECEPTOR 
AROUND PERIMETER - SECURE 
COUNTERFLASHING TO RECEPTOR W/ 
STAINLESS STEEL SCREWS @ 12" O.C.

AT PERIMETER OF OPENING- SEE 
TYP. ROOF FRAME OPENING ON 
STRUCTURAL DWGS

MFR.'S STANDARD RIGID 
INSULATION CURB - 12" 
HIGH MIN. ABOVE ROOF 
SURFACE

PRESSURE TREATED WOOD BLOCK 
SECURED TO DECK

1
' 
- 

0
" 

M
IN

.

07 5216-03
ROOF INSULATION OVER SLOPED
STRUCTURE

07 5216-09
1/2" COVER BOARD

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHINGFLASHING FINISH PLY

FLASHING BASE PLY. FULLY ADHERE TO 
ROOFING BASE PLY PER ROOFING 
MANUFACTURER.

SBS BASE PLY - FULLY ADHERE TO COVER 
BOARD PER ROOFING MANUFACTURER

07 7200-06
ROOF HATCH

07 4113.16-07
ZINC SHEET FLASHING AND TRIM

05 3100-02
ACOUSTICAL ROOF DECK

05 3100-03
STRUCTURAL STEEL ANGLE

05 5000-01
STEEL LADDER

ROOF HATCH SAFETY RAIL 
(TYPICAL EACH ROOF HATCH 
UNLESS OTHERWISE NOTED)

REFER TO 
LOCATIONS FOR 
LADDER.  PROVIDE 
SAFETY CAGES 
WHERE REQUIRED 
BY HEIGHT

07 7200-06
ROOF HATCH

GENERAL ROOF PLAN NOTES

ROOF LEGEND

1. PROVIDE MITERED CORNERS FOR ALL COPINGS. 

PROVIDE SHOP DRAWINGS FOR ALL COPING CONDITIONS 

INCLUDING NEW AND EXISTING CONDITIONS AT VERTICAL 

WALLS.

2.THE MINIMUM ROOF SLOPE SHALL BE 1/4" / 12" AND MIN. 

1/2" / 12" AT CRICKETS.

3. PROVIDE WALK OFF PADS AS SPECIFIED FROM ALL ROOF 

HATCHES TO ALL ROOF TOP EQUIPMENT AND AROUND THE 

PERIMETER OF EACH UNIT.

4. ALL ROOF TOP MECHANICAL EQUIPMENT SHALL HAVE 

ROOF CRICKETS TO DIVERT WATER

ROOF SLOPE BY INSULATION

T.A

ROOF TIE-OFF ANCHOR

ROOF DRAIN

RFxxx
ROOF ASSEMBLY TAG - REFER TO 

SHEETS A-0.4 THROUGH A-0.8 FOR 

ASSEMBLY INFORMATION
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 1" = 1'-0"A-7.1a

2 ROOF SECTION @ SKYLIGHT
 1 1/2" = 1'-0"A-7.1a
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ROOF HATCH DETAIL @ FOIL CLAD, MODIFIED
BITUMEN FLASHING
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SLOPESLOPE
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A-3.2

____________________________________________

2

A-3.2

____________________________________________

NEW COOL WHITE 2-PLY 
SBS MODIFIED ROOF

1

A-4.3

____________________________________________

1

A-4.4

____________________________________________

3

A-4.5

____________________________________________

2

A-4.5

____________________________________________

1

A-4.5

____________________________________________

4

A-4.5

____________________________________________

1

A-4.6

____________________________________________

2

A-4.6

____________________________________________

2

A-4.3

____________________________________________

2

A-7.3

____________________________________________

3

A-7.3

____________________________________________

07 7100-01
ALUMINUM COPING

07 7100-01
ALUMINUM COPING

07 7100-01
ALUMINUM COPING

07 7100-01
ALUMINUM COPING

ZINC RIDGE CAP

ZINC RIDGE CAP

ZINC RIDGE CAP

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

NEW COOL WHITE 2-PLY 
SBS MODIFIED ROOF

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

NEW 
ROOF 
HATCH

1

A-7.3

____________________________________________

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

FILL IN 
EXISTING ROOF 
HATCH WITH 
METAL DECK

1

A-4.7

____________________________________________

07 7253-01
ZINC SNOW RAILS

07 7253-01
ZINC SNOW RAILS

07 7253-01
ZINC SNOW RAILS 07 7253-01

ZINC SNOW RAILS

07 7253-01
ZINC SNOW RAILS

07 4113.16-03
FORMED METAL FLASHING ZINC
BOX GUTTER-ANCHORED TO
WOOD BLOCKING AS REQUIRED
FOR PROPER PERFORMANCE

07 7253-01
ZINC SNOW RAILS
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AREA A

AREA B AREA B AREA 
C

AREA B AREA 
D

3

A-4.4
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2.5a 13.5a
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07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

NEW ROOF HATCH IN EXISTING ROOF 
HATCH OPENING (NO ROOF HATCH 
SAFETY RAILS WILL BE INSTALLED) -
F.V. SIZE OF EXISTING HATCH 
OPENING
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A-7.4

____________________________________________

2

A-4.4

____________________________________________

ROOF DRAIN (TYP.)

07 7253-01
ZINC SNOW RAILS
07 7253-01
ZINC SNOW RAILS

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

ROOF DRAIN 
(TYP.)

ROOF DRAIN 
(TYP.)

07 7253-01
ZINC SNOW RAILS

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

EXPANSION 
JOINT BELOW

EXPANSION 
JOINT COVER

S
L
O

P
E

S
L
O

P
E

S
L
O

P
E

SLOPE SLOPESLOPE SLOPE

SLOPE

CUT OUT AND REPLACE 
DEGRADED ROOF DECK AND 
GALBESTOS - THIS AREA

SHOP FABRICATED 
COPING SLIP JOINT 
AT EXPANSION 
JOINT
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____________________________________________
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____________________________________________
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____________________________________________

7

A-7.4

____________________________________________
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A-7.3

____________________________________________
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13

A-7.4

____________________________________________
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____________________________________________
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____________________________________________13

A-7.4

____________________________________________
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A-7.3

____________________________________________

4

A-7.3

____________________________________________

8

A-7.5

____________________________________________

7

A-7.5

____________________________________________

6

A-7.5

____________________________________________

07 7100-01
ALUMINUM COPING

07 7100-01
ALUMINUM COPING

05 5000-05
PREFABRICATED CROSS-OVER
SHIPS LADDER

05 5000-05
PREFABRICATED CROSS-OVER
SHIPS LADDER

05 5000-05
PREFABRICATED CROSS-OVER
SHIPS LADDER

07 7100-01
ALUMINUM COPING

07 7100-01
ALUMINUM COPING

1
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0
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Y
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22 0100-01
2-PIECE DUAL FUNCTION ROOF
DRAIN WITH 4" HIGH OVERFLOW,
REFER TO PLUMBING DRAWINGS

22 0100-01
2-PIECE DUAL FUNCTION ROOF
DRAIN WITH 4" HIGH OVERFLOW,
REFER TO PLUMBING DRAWINGS

1/4" / 1'-0" (TYP.) 1/4" / 1'-0" (TYP.)

AND SPLASH BLOCK
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CRICKET
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____________________________________________
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1

A-7.5
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2

A-3.5
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2
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07 9500-11
EXTERIOR EJ-12 FIRE RATED
WALL-TO-WALL AND SOFFIT
JOINT ASSEMBLY

07 7129-02
EJ-2 ALUMINIUM ROOF
EXPANSION JOINT

EXPANSION 
JOINT COVER

EXPANSION 
JOINT COVER

1/2" / 1'-0" 1/2" / 1'-0"
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07 7253-01
ZINC SNOW RAILS
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1/4" / 1'-0" (TYP.)

3

A-7.2

SIM

____________________________________________

3

A-7.2

SIM

____________________________________________

1

A-7.5

____________________________________________

T.A. T.A.

T.A. T.A.

STRUCTURAL 
HIGH POINT

T.A.

EXTEND NEW METAL 
ROOF DECK IN THIS 
AREA - MATCHING 
EXISTING ROOF 
DECK DEPTH AND 
PROFILE. PROVIDE 
CLOSURE ANGLE 
AND DECK 
TERMINATION

8' - 7"

2 ASI 063

2 ASI 063

2 ASI 063

2 ASI-154

2 ASI-154

7

RD061

____________________________________________

2
RFI 1405
PCO 558

2
RFI 1405
PCO 558

2
RFI 1405
PCO 558

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

1. WORK INCLUDES NEW SBS MODIFIED ROOFING 
WORK ON BUILDING EXPANSION PER BUILDING 
SPECIFICATION SECTIONS 07 5216, 07 2100, 07 
6200, 07 7100, 07 7129

2. WORK INCLUDES STANDING SEAM METAL ROOF 
ON EXISTING 1938 STUDENT UNION AND ALUMNI 
GYM. PER SPECIFICATION SECTIONS 07 4113.16, 
07 6200, 07 7100

3. WORK INCLUDES SELECTIVE ROOF DEMOLITION 
ON EXISTING BUILDING AS INDICATED ON BP NO. 
1 ROOF PLANS ISSUED MARCH 2015 AND SPEC 
SECTIONS 02 4119 AND 07 0150.19

4. WORK INCLUDES NEW ROOFING OVER EXISTING 
BUILDING INCLUDING ALL SPEC SECTIONS 
LISTED ABOVE.

5. MAINTAIN A WATER-TIGHT BUILDING ENVELOPE 
AT ALL TIMES AND ONLY REMOVE AND REPLACE 
WORK THAT CAN BE ACCOMPLISHED IN ONE 
DAY.

6. COORDINATE ROOF DEMOLITION ACTIVITIES 
WITH SCOPE OF WORK IN PRIOR BID PACKAGE 
NO. 1 FOR TEMPORARY WALLS AND BARRIERS 
AND RELOCATED MEP ITEMS INCLUDING ROOF 
DRAINS.

7. REFER TO ROOF DEMOLITION DRAWINGS 
ISSUED MARCH 2015 FOR FULL SCOPE OF ROOF 
DEMOLITION ON EXISTING STRUCTURES.

8. CONTRACTOR SHALL REVIEW EXISTING 
DRAWING FOR EXISTING ROOF CONDITIONS. 
1938 STUDENT UNION DRAWINGS WERE 
PREPARED BY E.V. JOHNSON, DATED 1937. 
THERE IS NO ORIGINAL DRAWINGS SET FOR 
ALUMNI GYM. INFORM CONSTRUCTION 
MANAGER OF CONCEALED CONDITIONS THAT 
DIFFER SUBSTANTIALLY FROM THESE 
DOCUMENTS.

9. ALL DRAINS IN EXISTING ROOF ARE NEW TWO-
PIECE ROOF DRAINS WITH OVERFLOW 
CAPABILITIES. REFER TO SPECIFICATION 220100.

10. REFER TO HAZARDOUS MATERIAL REPORT (BP1) 
FOR GALBESTOS ROOF DECK ON 1938 STUDENT 
UNION.

11. PROVIDE ROOF FLASHING FOR ALL NEW AND 
EXISTING PLUMBING VENTILATION STACKS. 
REFER TO PLUMBING SHEETS FOR QUANTITY 
AND LOCATIONS OF THESE NEW ITEMS.

12. A NEW LIGHTNING PROTECTION SYSTEM IS TO 
BE INSTALLED ON THE ENTIRE ROOF. REFER TO 
ELECTRICAL DRAWINGS FOR EXTENT OF THIS 
WORK. 

13. PROVIDE MITERED CORNERS FOR ALL COPINGS. 
PROVIDE SHOP DRAWINGS FOR ALL COPING 
CONDITIONS INCLUDING NEW AND EXISTING 
CONDITIONS AT VERTICAL WALLS.

14. FILL-IN ALL EXISTING ROOF OPENINGS AS A 
RESULT OF ABANDONED ROOF TOP UNITS, 
ROOF HATCHES, VENTS, AND ROOF DRAINS.

15. ALL COLD-FORMED METAL FRAMING SHOWN IN 
DRAWINGS IN MINIMUM SIZES (16 GAUGE AT 16" 
O.C.). REFER TO DELEGATED DESIGN 
RESPONSIBILITY AND SUBMIT SHOP DRAWINGS 
FOR FRAMING REQUIREMENTS.

16. REFER TO MEP DRAWINGS FOR FULL EXTENT 
OF ROOF PLUMBING VENTS, MECH EQUIPMENT 
CURBS, LIGHTNING PROTECTION 
PENETRATIONS, ETC.

17. WHERE METAL ROOFING & SIDING DETAILS ARE 
NOT SHOWN, UTILIZE DETAILING PER SMACNA 
MANUAL.

18. CONSTRUCTION MANAGER TO SEQUENCE 
DEMOLITION WITH NEW CONSTRUCTION IN 
ORDER TO MAINTAIN WEATHER TIGHT 
ENVELOPE THROUGHOUT THE DURATION OF 
CONSTRUCTION ACTIVITIES.
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ROOF TOP RAILING AROUND SMOKE 

EVACUATION FAN. BASIS OF 

DESIGN: NON-PENETRATING ROOF 

GUARDRAIL FROM DIVERSIFIED FALL 

PROTECTION. COLOR: STANDARD 

GREY. FIELD VERIFY EQUIPMENT 

LOCATION AND RAIL DIMENSIONS.  

DO NOT BLOCK OR COVER ROOF 

DRAIN ASSEMBLY.

WEST AND SOUTH 

GUARDRAILS TO BE AS 

CLOSE TO ROOF EDGE 

AS POSSIBLE. ALLOW 

FOR CIRCULATION ON 

EAST SIDE OF 

GUARDRAIL

2 PCO 639

GENERAL ROOF PLAN NOTES

ROOF LEGEND

1. PROVIDE MITERED CORNERS FOR ALL COPINGS. 

PROVIDE SHOP DRAWINGS FOR ALL COPING CONDITIONS 

INCLUDING NEW AND EXISTING CONDITIONS AT VERTICAL 

WALLS.

2.THE MINIMUM ROOF SLOPE SHALL BE 1/4" / 12" AND MIN. 

1/2" / 12" AT CRICKETS.

3. PROVIDE WALK OFF PADS AS SPECIFIED FROM ALL ROOF 

HATCHES TO ALL ROOF TOP EQUIPMENT AND AROUND THE 

PERIMETER OF EACH UNIT.

4. ALL ROOF TOP MECHANICAL EQUIPMENT SHALL HAVE 

ROOF CRICKETS TO DIVERT WATER

ROOF SLOPE BY INSULATION

T.A

ROOF TIE-OFF ANCHOR

ROOF DRAIN

RFxxx ROOF ASSEMBLY TAG - REFER TO 

SHEETS A-0.4 THROUGH A-0.8 FOR 

ASSEMBLY INFORMATION
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LOCATE ALL LAP SEAMS 
WITHIN  SUMPED AREA TO 
ELIMINATE STANDING WATER, 
TYP.

05 3100-02
ACOUSTICAL ROOF DECK

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING
ROOFING CAP PLY, ADHERE 
CAP PLY FLASHING FINISH 
PLY WITH MASTIC AS 
RECOMMENDED BY MANUF.

FLASHING BASE PLY -
EXTEND 4" BEYOND
LEAD FLASHING

LEAD FLASHING - PRIME 
AND SET IN MASTIC

FLASHING CAP 
PLY

07 5216-09
1/2" COVER BOARD

07 5216-03
ROOF INSULATION OVER SLOPED
STRUCTURE

SEE PLUMBING DRAWINGS 
FOR PIPING CONTINUATION

ROOF DRAIN MOUNTING 
PLATE SECURE TO ROOF 
DECK PER MANUF. 
RECOMMENDATION
PROVIDE R-19 BATT 
INSULATION
WITH STICK PINS BELOW ALL
NEW DRAINS 4'x4' WIDE

1' - 4" LEAD FLASHING

2' - 0" SUMP AT ALL DRAINS 2' - 0" SUMP AT ALL DRAINS

LEAD FLASHING - PRIME 
AND SET IN MASTIC

FLASHING CAP 
PLY

22 0100-01
2-PIECE DUAL FUNCTION ROOF
DRAIN WITH 4" HIGH OVERFLOW,
REFER TO PLUMBING DRAWINGS

09 9123-01
INTERIOR PAINTED FINISH

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

EXISTING ROOF TRUSS
- REFER TO G-1.2, G-2.2, G-3.2, 
AND G-4.2 FOR FIRE-PROOFING 
LOCATIONS

EXISTING STEEL ROOF TRUSS

05 3100-02
ACOUSTICAL ROOF DECK

07 5216-03
ROOF INSULATION OVER SLOPED
STRUCTURE

07 5216-09
1/2" COVER BOARD

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

PANEL CLIP

PANEL SEAM CAP

VENT STRIP, PER 
MANUFACTURER 
REQUIREMENTS

(2) ROWS OF NON-
CURING BUTYL 
SEALANT APPLIED 
BETWEEN VERTICAL 
PANEL LEGS

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

09 9123-01
INTERIOR PAINTED FINISH

09 0190.52-01
MAINTENANCE REPAINTING

07 7253-01
ZINC SNOW RAILS

EXISTING STEEL ROOF TRUSS

FOLD END OF STANDING 
SEAM ZINC PANEL, PER 
MANUFACTURER - RIDGE CAP

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

05 3100-02
ACOUSTICAL ROOF DECK

PANEL CLIP

PANEL CAP

PANEL CLIP

EXPANSION CLEAT

VENT STRIP, PER MANUFACTURER 
REQUIREMENTS

07 4113.16-07
ZINC SHEET FLASHING AND TRIM

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

HEAD CLOSURE WITH 
SEALANT CONTINUOUS

FIELD VERIFY EXISTING 

CONDITIONS FOR PANEL 

LENGTH REQUIREMENTS

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

09 9123-01
INTERIOR PAINTED FINISH

09 0190.52-01
MAINTENANCE REPAINTING

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

05 4000-01
COLD-FORMED METAL FRAMING

ZINC FORMED METAL HEAD TRIM

VENT STRIP PER 
MANUFACTURER 

06 1600-03
3/4" FIRE-RETARDANT-TREATED
PLYWOOD

05 3100-02
ACOUSTICAL ROOF DECK

EXISTING STEEL ROOF TRUSS

07 9200-01
JOINT SEALANT AND BACKER
ROD

08 4433-01
SLOPED GLAZING ASSEMBLIES

06 1053-01
WOOD BLOCKING

08 4433-01
SLOPED GLAZING ASSEMBLIES
- EXTRUDED ALUMINUM 
PURLIN

EXTRUDED 
ALUMINUM RAFTER

09 2900-01
GYPSUM BOARD

09 9123-01
INTERIOR PAINTED FINISH

07 2100-03
GLASS-FIBER BLANKET
INSULATION

2
0
°.

EXPANSION CLEAT

PANEL CAP

PANEL CLIP

FOLD END OF STANDING SEAM 
ZINC PANEL, PER 
MANUFACTURER HEAD CLOSURE WITH 
SEALANT CONTINUOUS

05 3100-03
STRUCTURAL STEEL ANGLE

09 9123-01
INTERIOR PAINTED FINISH

09 0190.52-01
MAINTENANCE REPAINTING

08 4433-01
SLOPED GLAZING ASSEMBLIES
- EXTRUDED ALUMINUM CAP

08 8000-08
GL33 - LOW E CLEAR INSULATED
GLAZING, TEMPERED,
LAMINATED WITH FRIT PATTERN

05 1200-01
STRUCTURAL STEEL FRAMING

1
' 
- 

6
"

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

05 4000-01
COLD-FORMED METAL FRAMING

06 1600-03
3/4" FIRE-RETARDANT-TREATED
PLYWOOD

07 2726-01
FLUID-APPLIED AIR BARRIER

08 8000-09
GL37 - LOW E CLEAR INSULATED
SLOPED GLAZING, TEMPERED,
LAMINATED WITH FRIT PATTERN- EXTRUDED ALUMINUM CAP

- EXTRUDED ALUMINUM MULLION

09 2900-01
GYPSUM BOARD

09 9123-01
INTERIOR PAINTED FINISH

NEOPRENE CLOSURE

07 4113.16-07
ZINC SHEET FLASHING AND TRIM

- JAMB TRIM

08 4433-01
SLOPED GLAZING ASSEMBLIES

08 4433-01
SLOPED GLAZING ASSEMBLIES

05 3100-02
ACOUSTICAL ROOF DECK

09 9123-01
INTERIOR PAINTED FINISH

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING

09 9123-01
INTERIOR PAINTED FINISH

07 5216-09
1/2" COVER BOARD

CANT AS REQUIRED BY 
ROOFING MANUF.

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

07 5216-11
5/8" COVER BOARD
ADHERE SBS ROOFING PER 
MANUFACTURER STANDARDS

07 5216-03
ROOF INSULATION OVER SLOPED
STRUCTURE

07 7100-01
ALUMINUM COPING

EXISTING STRUCTURAL 
DECK

EXISTING MASONRY WALL -
PROTECT DURING 
CONSTRUCTION

ROOFING FINISH PLY

FLASHING BASE PLY

ROOFING BASE PLY

FLASHING FINISH PLY

EXISTING STONE COPING -
PROTECT DURING 
CONSTRUCTION

MIN.

3"

1" MIN.

04 0110-01
MASONRY CLEANING

04 0120.63-01
BRICK MASONRY REPAIR

04 0120.64-01
BRICK MASONRY REPOINTING

06 1053-01
WOOD BLOCKING
DOUGLAS-FIR

EXISTING STEEL ROOF TRUSS

- TRANSITION TRIM 

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

05 3100-02
ACOUSTICAL ROOF DECK

FIXED PANEL 
CLIP

PANEL CAP

GABLE CLIP, PER 
MANUFACTURER

VENT STRIP

COL

FIELD VERIFY

9 5/8"

6 1/4"

NEOPRENE CLOSURE, 
PER MANUFACTURER

07 4113.16-07
ZINC SHEET FLASHING AND TRIM

FOLD END OF STANDING SEAM 
ZINC PANEL, PER MANUFACTURER 

HEAD CLOSURE WITH SEALANT 
CONTINUOUS

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS
07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

07 6200-01
STAINLESS STEEL SHEET
FLASHING
- SEAL CONTINUOUS AT INTERSECTION 
OF NAILABLE BASE ICE AND WATER 
SHIELD SHALL BE INSTALLED OVER 
FLASHING

05 3100-02
ACOUSTICAL ROOF DECK

- REFER TO STRUCTURAL 
DRAWINGS FOR FRAMING AND 
CONNECTION TO EXISTING STEEL 
ROOF JOIST

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING

05 3100-03
STRUCTURAL STEEL ANGLE

09 9123-01
INTERIOR PAINTED FINISH

09 0190.52-01
MAINTENANCE REPAINTING

COL

M
IN

.1' -
 0

"

PANEL CLIP

PANEL SEAM CAP

VENT STRIP, PER 
MANUFACTURER 
REQUIREMENTS

(2) ROWS OF NON-
CURING BUTYL 
SEALANT APPLIED 
BETWEEN VERTICAL 
PANEL LEGS

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS
07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT
07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

- SEAL CONTINUOUS AT 
INTERSECTION OF NAILABLE BASE 
ICE AND WATER SHIELD SHALL BE 
INSTALLED OVER FLASHING

07 6200-01
STAINLESS STEEL SHEET
FLASHING

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

07 5216-11
5/8" COVER BOARD

07 5216-03
ROOF INSULATION OVER SLOPED
STRUCTURE

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

- REFER TO STRUCTURAL 
DRAWINGS FOR FRAMING AND 
CONNECTION

STEEL TUBE, REFER TO 
STRUCTURAL DRAWINGS

05 3100-03
STRUCTURAL STEEL ANGLE

05 1200-01
STRUCTURAL STEEL FRAMING

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING

05 3100-02
ACOUSTICAL ROOF DECK

09 9123-01
INTERIOR PAINTED FINISH

09 9123-01
INTERIOR PAINTED FINISH

09 9123-01
INTERIOR PAINTED FINISH

07 7253-01
ZINC SNOW RAILS

EXISTING MASONRY 
PARAPET WALL

07 5216-09
1/2" COVER BOARD

EXISTING STEEL ROOF 
TRUSS

1' - 4" 1' - 6" 1' - 6"

05 3100-02
ACOUSTICAL ROOF DECK

05 3100-02
ACOUSTICAL ROOF DECK

05 3100-02
ACOUSTICAL ROOF DECK

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

07 5216-03
ROOF INSULATION OVER SLOPED
STRUCTURE

CANT AS 
REQUIRED BY 
ROOFING MANUF.

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

07 7100-01
ALUMINUM COPING

LOCATE ALL LAP SEAMS 
WITHIN SUMPED AREA TO 
ELIMINATE STANDING 
WATER (TYP.)

07 5216-10
FOIL CLAD, MODIFIED BITUMEN
FLASHING

LEAD FLASHING -
PRIME AND SET IN 
MASTIC

07 5216-11
5/8" COVER BOARD
SEALED JOINTS - ADHERE SBS 
ROOFING PER MANUFACTURER 
STANDARDS

CANT AS REQUIRED BY ROOFING 
SYSTEM MANUFACTURER04 0110-01

MASONRY CLEANING

04 0120.63-01
BRICK MASONRY REPAIR

04 0120.64-01
BRICK MASONRY REPOINTING

22 0100-01
2-PIECE DUAL FUNCTION ROOF
DRAIN WITH 4" HIGH OVERFLOW,
REFER TO PLUMBING DRAWINGS

09 9123-01
INTERIOR PAINTED FINISH

09 9123-01
INTERIOR PAINTED FINISH

09 9123-01
INTERIOR PAINTED FINISH

05 3100-03
STRUCTURAL STEEL ANGLE

05 3100-03
STRUCTURAL STEEL ANGLE

09 0190.52-01
MAINTENANCE REPAINTING

06 1053-01
WOOD BLOCKING

DOUGLAS-FIR

TOP OF PARAPET

TOP OF STEEL

989'-3 1/2"

987'-3"

05 3100-03
STRUCTURAL STEEL ANGLE

06 1600-03
3/4" FIRE-RETARDANT-TREATED
PLYWOOD

05 4000-05
6" COLD-FORMED METAL
FRAMING

05 1200-01
STRUCTURAL STEEL FRAMING

FRAMING. ALIGN WITH 
EDGE OF STEEL FRAMING.

6
"

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

07 5216-11
5/8" COVER BOARD

R
E

C
O

R
D

 D
O

C
U

M
E

N
T

S

T
h
e
s
e
 R

e
c
o
rd

 D
o
c
u
m

e
n
ts

 h
a
v
e
 b

e
e
n
 p

re
p
a
re

d
 b

a
s
e
d
 o

n
 

in
fo

rm
a
ti
o
n
 p

ro
v
id

e
d
 b

y
 o

th
e
rs

. 
T

h
e
 C

o
n
s
u
lt
a
n
t 
h
a
s
 n

o
t 
v
e
ri
fi
e
d
 t
h
e
 

a
c
c
u
ra

c
y
 a

n
d
/o

r 
c
o
m

p
le

te
n
e
s
s
 o

f 
th

is
 i
n
fo

rm
a
ti
o
n
 a

n
d
 s

h
a
ll 

n
o
t 
b
e
 

re
s
p
o
n
s
ib

le
 f
o
r 

a
n
y
 e

rr
o
rs

 o
r 

o
m

is
s
io

n
s
 t
h
a
t 
m

a
y
 b

e
 i
n
c
o
rp

o
ra

te
d
 

a
s
 a

 r
e
s
u
lt
 o

f 
e
rr

o
n
e
o
u
s
 i
n
fo

rm
a
ti
o
n
 p

ro
v
id

e
d
 b

y
 o

th
e
rs

.

D
A

T
E

Jo
b
 N

um
b
er

:
R
ev

is
io

n:
C

he
ck

ed
 B

y:
D

ra
w

n 
B
y:

Le
xi

ng
to

n,
 K

en
tu

ck
y

1
3
1
5
 P

ea
ch

tr
ee

 S
tr
ee

t
A

tla
nt

a
, 

G
eo

rg
ia

 3
0

3
0
9

p
 4

0
4
.8

3
7
.2

3
0
0

w
w

w
.p

er
ki

ns
w

ill
.c

o
m

RECORD DRAWINGS

U
K

 -
 S

T
U

D
E
N

T
 C

E
N

T
E
R
 R

E
N

O
V

A
T
IO

N
 A

N
D

 E
X

P
A

N
S
IO

N
 B

P
#
3

J
a
n

u
a
ry

 2
0
1
9

1

A-7.2

R
O

O
F
 D

E
T
A

IL
S

M
W

J
D

R
S

N
O

V
 2

0
1
5

1
4
0
4
.0

0

 3" = 1'-0"A-7.2

3 ROOF DRAIN DETAIL @ LEVEL STRUCTURE

 3" = 1'-0"A-7.2

5 ROOF DETAIL METAL ROOF TO SBS
 3" = 1'-0"A-7.2

4 RIDGE DETAIL - ZINC SSM

 3" = 1'-0"A-7.2

6 ROOF - SKYLIGHT SILL DETAIL
 3" = 1'-0"A-7.2

9 ROOF - SKYLIGHT GABLE END HEAD AND SILL

 1 1/2" = 1'-0"A-7.2

1 TYPICAL DETAIL @ BRICK VENEER PARAPET - 1938

 3" = 1'-0"A-7.2

8 RIDGE DETAIL - ZINC SSM HIP TRANSITION

 3" = 1'-0"A-7.2

7 RIDGE DETAIL - ZINC SSM HIP AT BASE

 1" = 1'-0"A-7.2
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TYPICAL ROOF DRAIN DETAIL @ ALUMNI BRICK
PARAPET
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5b

______________________

A-7.3

4

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

07 4113.16-03
FORMED METAL FLASHING ZINC
BOX GUTTER-ANCHORED TO
WOOD BLOCKING AS REQUIRED
FOR PROPER PERFORMANCE

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING
07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

EXISTING 
STEEL TRUSS

EXISTING MASONRY 
WALL

EXISTING 
METAL DECK

07 5216-03
ROOF INSULATION OVER SLOPED
STRUCTURE

______________________

A-7.3

6

09 2400-01
CEMENT PLASTERING SYSTEM

09 2410-01
CEMENT PLASTER REPAIR

07 7253-01
ZINC SNOW RAILS

9b

EX - S.U. - MECH
984' - 0 1/4"

EX - S.U. - LOW
PARAPET

991' - 0"

______________________

A-7.3

5
SIM

07 4113.16-03
FORMED METAL FLASHING ZINC
BOX GUTTER-ANCHORED TO
WOOD BLOCKING AS REQUIRED
FOR PROPER PERFORMANCE

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

PRECAST CONCRETE 
SPLASHBLOCK, TYPICAL EACH 
DOWNSPOUT

CANT AS REQUIRED BY ROOFING 
SYSTEM MANUFACTURER

07 5216-04
TAPERED ROOF INSULATION AT
1/4" PER FOOT SLOPE

05 3100-01
STEEL DECKING

EXISTING 
STEEL TRUSS

EXISTING STEEL 
STRUCTURE - TO 
REMAIN

EXISTING 
METAL DECK

(BEYOND)

8

A-7.3

____________________________________________

07 8100-02
SPRAY-APPLIED
FIREPROOFING

05 1200-01
STRUCTURAL STEEL FRAMING

08 1113-01
HOLLOW METAL FRAME

09 2900-01
GYPSUM BOARD

INFILL WALL 
BEYOND

PENTHOUSE

PH-450

PH-451

EXISTING CONCRETE 
CASEMENT  -
DEMOLISHED PER BP #3

EXISTING MASONRY 
WALL - DEMOLISHED 
PER BP #3

FIELD VERIFY 
EXISTING CONDITIONS

05 5000-03
METAL FABRICATION
05 5000-03
METAL FABRICATION
-GALVANIZED STAIR AND 
GUARDRAIL PER 2012 KBC 
(HIDDEN FOR CLARITY)

5' - 0"

1' - 0"

M
A

X
.

7
".

1' - 4"

Bb Ab

EX - S.U. - LOW
PARAPET

991' - 0"

2

A-7.3

____________________________________________

2 1/2" 8' - 9" 11' - 0 1/2"

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

07 4113.16-03
FORMED METAL FLASHING ZINC
BOX GUTTER-ANCHORED TO
WOOD BLOCKING AS REQUIRED
FOR PROPER PERFORMANCE

07 4113.16-03
FORMED METAL FLASHING ZINC
BOX GUTTER-ANCHORED TO
WOOD BLOCKING AS REQUIRED
FOR PROPER PERFORMANCE

07 7200-06
ROOF HATCH

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

07 5216-04
TAPERED ROOF INSULATION AT
1/4" PER FOOT SLOPE

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

08 1113-02

08 1113-01

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

07 4113.16-03
FORMED METAL FLASHING ZINC
BOX GUTTER-ANCHORED TO
WOOD BLOCKING AS REQUIRED
FOR PROPER PERFORMANCE

6' - 0"

-NO INTEGRAL HAND RAILS 
NEEDED AT THIS LOCATION

______________________

A-4.7

2
SIM

T
O

P
 O

F
 F

R
A

M
IN

G

2
' 
- 

1
0

 1
/4

"

T
O

 S
IL

L

1
' 
- 

8
" 

.

GALVANIZED HOLLOW 
METAL INSULATED DOOR

GALVANIZED 
HOLLOW METAL 
FRAME

07 5216-09
1/2" COVER BOARD
07 5216-03
ROOF INSULATION OVER SLOPED
STRUCTURE

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

CANT AS REQUIRED BY 
ROOFING SYSTEM 
MANUFACTURER

07 5216-11
5/8" COVER BOARD

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

PERFORATED 
LEAF GUARD

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

CONTINUOUS EDGE STIFFENER

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

EXTEND NEW METAL 
ROOF DECK -
MATCHING EXISTING 
ROOF DECK DEPTH 
AND PROFILE. 
PROVIDE CLOSURE 
ANGLE AND DECK 
TERMINATION

EXISTING METAL ROOF DECK

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

FIELD VERIFY EXISTING 
MASONRY LEDGE. SAW CUT 
AND REMOVE AS REQUIRED 
FOR PARAPET INSTALLATION

EXISTING STEEL 
STRUCTURE

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

05 4000-01
COLD-FORMED METAL FRAMING

EXISTING MASONRY WALL

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

07 4113.16-03
FORMED METAL FLASHING ZINC
BOX GUTTER-ANCHORED TO
WOOD BLOCKING AS REQUIRED
FOR PROPER PERFORMANCE

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

PANEL CLIP

PANEL SEAM CAP

VENT STRIP

(2) ROWS OF NON-CURING 
BUTYL SEALANT APPLIED 
BETWEEN VERTICAL PANEL 
LEGS

F.V.

07 2100-03
GLASS-FIBER BLANKET
INSULATION

05 4000-01
COLD-FORMED METAL FRAMING

07 7253-01
ZINC SNOW RAILS

METAL SPLASH PAN -
TYPICAL EACH 
DOWNSPOUT

DOWNSPOUT STRAP, TYP.

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

05 4000-01
COLD-FORMED METAL FRAMING

CONTINUOUS 
SUPPORT ANGLE

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

05 1200-01
STRUCTURAL STEEL FRAMING

05 3100-01
STEEL DECKING07 4213.13-04

LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

07 4213.13-03
THERMALLY BROKEN Z-GIRT

07 2726-01
FLUID-APPLIED AIR BARRIER

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

VERTICAL 7/8" HAT CHANNEL 
GALVANIZED FASTENED TO 
FRAMING AS REQUIRED BY 
ENGINEERING CALCULATIONS

07 4113.16-07
ZINC SHEET FLASHING AND TRIM

GABLE CLIP

- RAKE TRIM

NEOPRENE 
CLOSURE

05 4000-01
COLD-FORMED METAL FRAMING

07 2726-01
FLUID-APPLIED AIR BARRIER

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

07 4213.13-03
THERMALLY BROKEN Z-GIRT

VERTICAL 7/8" HAT CHANNEL 
GALVANIZED FASTENED TO 
FRAMING AS REQUIRED BY 
ENGINEERING CALCULATIONS

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIMTRIM - CONTINUOUS WITH 
DRIP EDGE

NEOPRENE CLOSURE

07 4113.16-07
ZINC SHEET FLASHING AND TRIM

07 5216-11
5/8" COVER BOARD

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

CENTER FRAMING ON 
STRUCTURAL BEAM BELOW

3" 3"

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 5216-09
1/2" COVER BOARD

07 5216-04
TAPERED ROOF INSULATION AT
1/4" PER FOOT SLOPE

CANT AS REQUIRED BY 
ROOFING SYSTEM 
MANUFACTURER

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

07 5216-11
5/8" COVER BOARD

07 2726-01
FLUID-APPLIED AIR BARRIER

05 4000-01
COLD-FORMED METAL FRAMING

05 4000-01
COLD-FORMED METAL FRAMING

09 2900-01
GYPSUM BOARD

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

07 7253-01
ZINC SNOW RAILS

05 3100-01
STEEL DECKING

06 1053-01
WOOD BLOCKING

05 3100-03
STRUCTURAL STEEL ANGLE

05 3100-01
STEEL DECKING

05 3100-03
STRUCTURAL STEEL ANGLE

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

08 1113-01
HOLLOW METAL FRAME

08 1113-02
HOLLOW METAL DOOR
08 1113-02
HOLLOW METAL DOOR

07 9200-01
JOINT SEALANT AND BACKER
ROD

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIM

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

07 4213.13-03
THERMALLY BROKEN Z-GIRT

07 4113.16-03
FORMED METAL FLASHING ZINC
BOX GUTTER-ANCHORED TO
WOOD BLOCKING AS REQUIRED
FOR PROPER PERFORMANCE

07 7100-02
ALUMINUM REGLET AND
COUNTER FLASHING

PERFORATED 
LEAF GUARD

CONTINUOUS EDGE STIFFENER

PANEL CLIP

PANEL SEAM CAP

VENT STRIP

(2) ROWS OF NON-CURING 
BUTYL SEALANT APPLIED 
BETWEEN VERTICAL PANEL 
LEGS

VERTICAL 7/8" HAT CHANNEL 
FASTENED TO FRAMING AS 
REQUIRED BY ENGINEERING 
CALCULATIONS

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

TRIM - WITH DRIP EDGE, EXTEND 
INTO JAMB & SET IN 
CONTINUOUS SEALANT

-NOTCH 2" FRAMING @ MAX 16" O.C. 
AROUND BEAM AND CLIP TO STRUCTURE

06 1053-01

WOOD BLOCKING - DOUGLAS 
FIR, ATTACHED TO 
STRUCTURAL STEEL FRAMING

05 1200-01
STRUCTURAL STEEL FRAMING

-GALVANIZED AND INSULATED 

-GALVANIZED 

3" 3"

CENTER WALL ON BEAM 
CENTERLINE

05 1200-02
EXPOSED-TO-VIEW STRUCTURAL
STEEL FRAMING

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

EXTEND ONTO WALL FRAMING

2
"

6
' 
- 

8
" 

D
O

O
R

 H
E

IG
H

T
2

"
1

' -
 8

" 
T

O
 F

R
A

M
E

EXTEND FLUID APPLIED AIR 
BARRIER INTO OPENING

07 8100-02
SPRAY-APPLIED FIREPROOFING

07 8100-01
SPRAY-APPLIED FIREPROOFING

EXTEND AIR BARRIER ONTO 
ROOF AND UNDER 
UNDERLAYMENT

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

KNEE PLATE - FIELD NOTCH 
AND BEND PANEL IN FIELD 
PER MANUFACTURER. FORM 
KNEE PLATE TO FIT ANGLE

CONTINUOUS SEALANT
SEAM CAP

FIXED PANEL CLIP

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS
FIXED PANEL CLIP

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

EXISTING METAL ROOF DECK

07 6200-01
STAINLESS STEEL SHEET
FLASHINGFLASHING - CONTINUOUS OVER 
ICE AND WATER SHIELD AT 
TRANSITION

EXISTING METAL DECK

CONTINUOUS SEAL ALONG 
THE PERIMETER 
INTERSECTION INCLUDING 
PANEL SEAMS

- RIDGE CAP

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

PANEL CLIP PANEL CLIP

EXPANSION CLEAT

ROOF PANELS- RIDGE 
CAP 
VENT PER MANUF. 
REQUIREMENTS

HEAD CLOSURE WITH 
SEALANT CONTINUOUS

FIELD VERIFY EXISTING 
CONDITIONS FOR PANEL 
LENGTH REQUIREMENTS

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

PANEL CAP

RIDGE SUPPORT

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

6
"

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS07 2726-01
FLUID-APPLIED AIR BARRIER

07 4213.13-03
THERMALLY BROKEN Z-GIRT

07 2726-01
FLUID-APPLIED AIR BARRIER

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT
- CORNER FLASHING

STAINLESS 
STEEL 'Z' BAR

05 4000-05
6" COLD-FORMED METAL
FRAMING

R
E

C
O

R
D

 D
O

C
U

M
E

N
T

S

T
h
e
s
e
 R

e
c
o
rd

 D
o
c
u
m

e
n
ts

 h
a
v
e
 b

e
e
n
 p

re
p
a
re

d
 b

a
s
e
d
 o

n
 

in
fo

rm
a
ti
o
n
 p

ro
v
id

e
d
 b

y
 o

th
e
rs

. 
T

h
e
 C

o
n
s
u
lt
a
n
t 
h
a
s
 n

o
t 
v
e
ri
fi
e
d
 t
h
e
 

a
c
c
u
ra

c
y
 a

n
d
/o

r 
c
o
m

p
le

te
n
e
s
s
 o

f 
th

is
 i
n
fo

rm
a
ti
o
n
 a

n
d
 s

h
a
ll 

n
o
t 
b
e
 

re
s
p
o
n
s
ib

le
 f
o
r 

a
n
y
 e

rr
o
rs

 o
r 

o
m

is
s
io

n
s
 t
h
a
t 
m

a
y
 b

e
 i
n
c
o
rp

o
ra

te
d
 

a
s
 a

 r
e
s
u
lt
 o

f 
e
rr

o
n
e
o
u
s
 i
n
fo

rm
a
ti
o
n
 p

ro
v
id

e
d
 b

y
 o

th
e
rs

.

D
A

T
E

Jo
b
 N

um
b
er

:
R
ev

is
io

n:
C

he
ck

ed
 B

y:
D

ra
w

n 
B
y:

Le
xi

ng
to

n,
 K

en
tu

ck
y

1
3
1
5
 P

ea
ch

tr
ee

 S
tr
ee

t
A

tla
nt

a
, 

G
eo

rg
ia

 3
0

3
0
9

p
 4

0
4
.8

3
7
.2

3
0
0

w
w

w
.p

er
ki

ns
w

ill
.c

o
m

RECORD DRAWINGS

U
K

 -
 S

T
U

D
E
N

T
 C

E
N

T
E
R
 R

E
N

O
V

A
T
IO

N
 A

N
D

 E
X

P
A

N
S
IO

N
 B

P
#
3

J
a
n

u
a
ry

 2
0
1
9

A-7.3

R
O

O
F
 D

E
T
A

IL
S

M
W

J
D

R
S

N
O

V
 2

0
1
5

1
4
0
4
.0

0

 1/2" = 1'-0"A-7.3

1 TYPICAL SECTION @ 38 S.U. PARAPET

A-7.3  1/2" = 1'-0"

2 TYPICAL SECTION @ 38 S.U. MECHANICAL PENTHOUSE

A-7.3  1/2" = 1'-0"

3 TYPICAL ELEVATION @ 38 S.U. MECHANICAL PENTHOUSE

 3" = 1'-0"A-7.3

4 TYPICAL ROOF DETAIL @ 38 STUDENT UNION
 3" = 1'-0"A-7.3

8 TYPICAL ROOF DETAIL @ 38 STUDENT UNION
 3" = 1'-0"A-7.3

5 TYPICAL ROOF DETAIL @ 38 STUDENT UNION

 3" = 1'-0"A-7.3

6 TYPICAL DETAIL @ 38 STUDENT UNION

 3" = 1'-0"A-7.3

7 TYPICAL ROOF DETAIL @ 38 STUDENT UNION

 3" = 1'-0"A-7.3

9 TYPICAL PLAN DETAIL @ 38 S.U. WALL PANEL
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SEALANT JOINT PER
ROOF MEMBRANE SYSTEM
MANUFACTURERS 
RECOMMENDATIONS

CAP PLY

BASE PLY

COVER BOARD AS
REQUIRED PER ROOFING 
SYSTEM MANUFACTURER

- SEE ROOF PLAN 
FOR TAPERED
INSULATION LOCATIONS

WELD PRE-MANUFACTURED
ANCHOR ASSEMBLY AND
BASEPLATE TO STRUCTURAL
STEEL PER ANCHOR
MANUFACTURER'S
REQUIREMENTS

PRE-MANUFACTURED
TIEBACK ANCHOR ASSEMBLY
WITH GALVANIZED STEEL
FORGED EYE, TUBE AND 
BASE
PLATE

SET ANCHOR FLASHING
IN FULL BED OF MASTIC

SEE STRUCTURAL DRAWINGS 
FOR MEMBER SIZE-
CONTRACTOR TO COORDINATE
EXACT ANCHOR LOCATION
WITH STRUCTURAL STEEL
MEMBERS, TYP.

(FILL CAVITY) 

07 5216-05
LIQUID-APPLIED FLASHING
SYSTEM

07 5216-05
LIQUID-APPLIED FLASHING
SYSTEM

05 3100-01
STEEL DECKING

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

05 1200-01
STRUCTURAL STEEL FRAMING

11 1200-01
SAFETY TIE BACK ANCHORS
11 1200-01
SAFETY TIE BACK ANCHORS

07 8100-02
SPRAY-APPLIED FIREPROOFING

07 5216-02
POLYISOCYANURATE BOARD
INSULATION

6
"

07 2100-03
GLASS-FIBER BLANKET
INSULATION

SEALANT JOINT PER
ROOF MEMBRANE SYSTEM
MANUFACTURERS 
RECOMMENDATIONS

CAP PLY

BASE PLY

COVER BOARD AS
REQUIRED PER ROOFING 
SYSTEM MANUFACTURER

-SEE ROOF PLAN FOR 
TAPERED INSULATION LOCATIONS

PRE-MANUFACTURED TIEBACK 
ANCHOR ASSEMBLY WITH 
GALVANIZED STEEL FORGED EYE, 
TUBE AND BASE PLATE

(FILL 
CAVITY)

PRE-MANUFACTURED
ANCHOR ASSEMBLY TO BE CAST
IN PLACE- ADHESIVE ANCHORING
WILL NOT BE ACCEPTED

TIEBACK ANCHOR
STUDS WELDED TO
ANCHOR BASEPLATE

TIE ANCHOR ASSEMBLY TO
CONCRETE REINFORCING
AS REQUIRED BY ANCHOR 
MANUFACTURER

07 5216-05
LIQUID-APPLIED FLASHING
SYSTEM

07 5216-05
LIQUID-APPLIED FLASHING
SYSTEM

11 1200-01
SAFETY TIE BACK ANCHORS
11 1200-01
SAFETY TIE BACK ANCHORS

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

03 3000-01
CAST-IN-PLACE REINFORCED
CONCRETE

11 1200-01
SAFETY TIE BACK ANCHORS

6
"

07 5216-02
POLYISOCYANURATE BOARD
INSULATION

03 3000-01
CAST-IN-PLACE REINFORCED
CONCRETE

07 2100-03
GLASS-FIBER BLANKET
INSULATION

CONCRETE - SEE STRUCTURAL 
DRAWINGS FOR 
REINFORCEMENT 

CAP PLY

 BASE PLY

SEALANT AT JOINT AS 
RECOMMENDED BY 
ROOFING MANUFACTURER

FORMED ZINC FLASHING
WITH SOLDERED JOINTS

CLAMPING RING
FORMED ZINC
WATERTIGHT UMBRELLA

PROVIDE SEALANT AT COLLAR 
PERIMETER

ZINC FLASHING FLANGE
MECHANICALLY FASTENED 
@ 3" O.C. - PRIME AND SET 
IN MASTIC

COVER BOARD AS REQUIRED 
PER ROOFING SYSTEM 
MANUFACTURER

SEE ROOF PLAN FOR 
TAPERED INSULATION 
LOCATIONS

APPLY COATING
BEFORE INSTALLING
UMBRELLA SO COATING
EXTENDS UNDERNEATH
UMBRELLA, TYP.

STEEL SLEEVE - SEE 
MECHANICAL DRAWINGS

4
" 

M
IN

.

1/2"
MAINTAIN AIR SPACES AS 
INDICATED ON 
MECHANICAL DRAWINGS

8"

8
"

07 4113.16-07
ZINC SHEET FLASHING AND TRIM

07 6200-01

6
"

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

07 5216-09
1/2" COVER BOARD

07 5216-02
POLYISOCYANURATE BOARD
INSULATION

05 3100-01
STEEL DECKING

05 3100-03
STRUCTURAL STEEL ANGLE

LIGHTNING SUPPRESSION AIR TERMINAL

AIR TERMINAL MOUNTING BASE
ADHERED TO MOUNTING PAD- DO NOT
ADHERE DIRECTLY TO ROOFING
SYSTEM, TYP.

SBS MODIFIED CAP PLY-
PROTECT FROM DAMAGE
DURING LIGHTNING
SUPPRESSION INSTALLATION

NOTE:  DO NOT PENETRATE
ROOFING SYSTEM WITH
FASTENERS OF ANY KIND, 
TYP.

LIGHTNING SUPPRESSION SYSTEM
CONDUCTOR - DO NOT ADHERE
DIRECTLY TO ROOFING SYSTEM, TYP.

SBS-MODIFIED MOUNTING PAD
ADHERED TO ROOFING CAP PLY WITH
ADHESIVE RECOMMENDED BY 
ROOFING
MANUFACTURER

AIR TERMINAL LOCATIONS TO
BE DETERMINED BY 
LIGHTNING
SUPPRESSION SYSTEM
DESIGNER/INSTALLER, TYP.

PROTECTION BOARD AS
REQUIRED PER ROOFING 
SYSTEM
MANUFACTURER

RIGID INSULATION- SEE
ROOF PLAN FOR 
TAPERED
INSULATION LOCATIONS

SBS MODIFIED BASE PLY

9"  TYP.

SBS MODIFIED CAP PLY-
PROTECT FROM DAMAGE
DURING LIGHTNING
SUPPRESSION 
INSTALLATION

NOTE:  DO NOT PENETRATE
ROOFING SYSTEM WITH
FASTENERS OF ANY KIND,
TYP.

SBS-MODIFIED MOUNTING PAD
ADHERED TO ROOFING CAP 
PLY
WITH ADHESIVE 
RECOMMENDED
BY ROOFING MANUFACTURERPROTECTION BOARD AS
REQUIRED PER ROOFING
SYSTEM MANUFACTURER

SBS MODIFIED BASE PLY

LIGHTNING SUPPRESSION 
SYSTEM
CONDUCTOR AND CLAMP

9" TYP.

L
A

P

4
" 

M
IN

.

L
A

P

4
" 

M
IN

.

LIGHTNING SUPPRESSION AIR TERMINAL

SBS MODIFIED FLASHING FINISH PLY

OFFSET SIDE MOUNT AIR TERMINAL
MOUNT- ANCHOR TO PARAPET WITH
STAINLESS STEEL FASTENERS AND
APPLY SEALANT

PROTECT METAL COPING FROM 
DAMAGE DURING LIGHTNING
SUPPRESSION INSTALLATION

REFER TO PARAPET DETAILS AND 
SPECIFICATIONS FOR ADDITIONAL 
INFORMATION AND NOTES REGARDING 
WALL/PARAPET CONSTRUCTION AND 
COORDINATE INSTALLATION WITH 
ELECTRIC DRAWINGS FOR GROUNDING 
AND TERMINATION

L
A

P

4
" 

M
IN

.

L
A

P

4
" 

M
IN

.

AIR TERMINAL MOUNTING BASE 
ADHERED TO COPING- DO NOT 
PENETRATE COPING WITH 
FASTENERS,TYP.

LIGHTNING 
SUPPRESSION AIR 
TERMINAL

PROTECT METAL COPING 
FROM DAMAGE DURING 
LIGHTNING SUPPRESSION 
INSTALLATION

LIGHTNING SUPPRESSION 
SYSTEM CONDUCTOR AND 
CLAMP- DO NOT PENETRATE 
COPING WITH FASTENERS, 
TYP.

REFER TO PARAPET 
DETAILS AND 
SPECIFICATIONS FOR 
ADDITIONAL 
INFORMATION AND 
NOTES REGARDING 
WALL/PARAPET 
CONSTRUCTION AND 
COORDINATE 
INSTALLATION WITH 
ELECTRIC DRAWINGS 
FOR GROUNDING AND 
TERMINATION

Hb

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

09 2216-15
7/8" HAT-SHAPED FURRING
CHANNEL

07 5216-04

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

07 5216-03
ROOF INSULATION OVER SLOPED
STRUCTURE

EXISTING METAL DECK

ROOF CANT AS REQUIRED BY MANUF.

07 7100-01
ALUMINUM COPING

A-7.4

11

A-7.4

12

TAPERED ROOF INSULATION 
AT 1/2" PER FOOT SLOPE 07 5216-01

SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING
ROOF CANT AS REQUIRED BY 
MANUF.07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

EXISTING 
MASONRY 
WALL

07 5216-04
TAPERED ROOF INSULATION AT
1/4" PER FOOT SLOPE

EXISTING METAL DECK

07 5216-04
TAPERED ROOF INSULATION AT
1/4" PER FOOT SLOPE

______________________

A-7.2

1
SIM

2
RFI 1405
PCO 558

2
RFI 1405
PCO 558

07 5216-04

07 5216-11
5/8" COVER BOARD

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

05 3100-01
STEEL DECKING

03 3000-01
CAST-IN-PLACE REINFORCED
CONCRETE

04 2100-01
REINFORCED UNIT MASONRY

07 5216-09
1/2" COVER BOARD

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

FLASHING BASE PLY

CAP PLY

07 6200-02
ALUMINUM SHEET FLASHING AND
TRIM

TAPERED ROOF INSULATION 
AT 1/2" PER FOOT SLOPE

FLASHING- PRIME METAL 
FLANGE, SET IN MASTIC AND 
FASTEN 3" O.C. STAGGERED

SEALANT CONTINUOUS

VERTICAL 7/8" HAT CHANNEL 
FASTENED TO FRAMING AS 
REQUIRED BY ENGINEERING 
CALCULATIONS

07 2726-01
FLUID-APPLIED AIR BARRIER

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

06 1053-01
WOOD BLOCKING
NEW CONTINUOUS DOUGLAS 
FIR BLOCKING INFILL SECURED
TO CONCRETE

09 2216-01
NON-STRUCTURAL METAL
FRAMING

05 3100-03
STRUCTURAL STEEL ANGLE

STRUCTURAL STEEL DECKING

REINFORCED 

MASONRY

2
RFI 1405
PCO 558

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

SELF-ADHERING 
NEOPRENE CLOSURE

GABLE CLIP

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

07 7100-01
ALUMINUM COPING

07 4113.16-07
ZINC SHEET FLASHING AND TRIM

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

06 1600-03
3/4" FIRE-RETARDANT-TREATED
PLYWOOD

EXISTING PARAPET 
MASONRY WALL

07 4113.16-07
ZINC SHEET FLASHING AND TRIM

SEALANT (CONTINUOUS)

07 5216-02
POLYISOCYANURATE BOARD
INSULATION

EXISTING STRUCTURE (BEYOND)

05 3100-01
STEEL DECKING

05 3100-03
STRUCTURAL STEEL ANGLE

EXISTING PARAPET 
MASONRY WALL

BITUMINOUS SEPARATION SHEET 
BETWEEN ZINC FLASHING AND 
ALUMINUM COPING 

06 1053-01

WOOD BLOCKING - DOUGLAS-FIR, 
ANCHORED INTO EXISTING STONE 
COPING

2a

7 1/2" 2' - 1"

3" MIN. 1"

05 1200-01
STRUCTURAL STEEL FRAMING

05 3100-01
STEEL DECKING

05 3100-03
STRUCTURAL STEEL ANGLE

4"

989' -  3 1/2"

ALUM. TOP OF PARAPET

05 4000-01
COLD-FORMED METAL FRAMING

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

07 5216-11
5/8" COVER BOARD

07 2726-01
FLUID-APPLIED AIR BARRIER

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

07 7100-01
ALUMINUM COPING

07 2726-02
MODIFIED BITUMINOUS STRIP

06 1053-01

FIRE TREATED WOOD BLOCKING

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

08 8000-07
GL32 - LOW E CLEAR INSULATED
GLAZING SPANDREL PANEL

S
E

E
 R

O
O

F
 P

L
A

N

V
A

R
IE

S

07 5216-04
TAPERED ROOF INSULATION AT
1/4" PER FOOT SLOPE

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 5216-09
1/2" COVER BOARD

ALIGN WITH NEW COPING AT 
ALUMNI PARAPET

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

07 5216-09
1/2" COVER BOARD

07 5216-04

TAPERED ROOF INSULATION 
AT 1/2" PER FOOT SLOPE

FLASHING BASE PLY

CAP PLY

SEALANT CONTINUOUS

07 5216-01
SBS MODIFIED BITUMINOUS
MEMBRANE ROOFING

07 5216-11
5/8" COVER BOARD

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

07 2726-01
FLUID-APPLIED AIR BARRIER

VERTICAL 7/8" HAT CHANNEL 
FASTENED TO FRAMING AS 
REQUIRED BY ENGINEERING 
CALCULATIONS

09 2216-01
NON-STRUCTURAL METAL
FRAMING

06 1053-01
WOOD BLOCKING
06 1053-01
WOOD BLOCKING

NEW CONTINUOUS DOUGLAS 
FIR BLOCKING INFILL SECURED
TO CONCRETE

2
RFI 1405
PCO 558

2
RFI 1405
PCO 558

EXISTING 
METAL ROOF 
DECK

07 4113.16-05
¾” FIRE-RETARDANT TREATED
PLYWOOD NAIL BASE
POLYISOCYANURATE
INSULATION BOARD

EXISTING STEEL 
STRUCTURE

PANEL CLIP

PANEL SEAM CAP

07 7253-01
ZINC SNOW RAILS

EXISTING STEEL 
TRUSS BEYOND

07 2100-03
GLASS-FIBER BLANKET
INSULATION

05 4000-05
6" COLD-FORMED METAL
FRAMING

07 4113.16-01
STANDING-SEAM ZINC METAL
ROOF PANELS

(2) ROWS OF NON-CURING 
BUTYL SEALANT APPLIED 
BETWEEN VERTICAL PANEL 
LEGSVENT STRIP

CONTINUOUS EDGE 
STIFFENER

PERFORATED 
LEAF GUARD

07 4113.16-03
FORMED METAL FLASHING ZINC
BOX GUTTER-ANCHORED TO
WOOD BLOCKING AS REQUIRED
FOR PROPER PERFORMANCE

DOWNSPOUT STRAP, 
TYP.

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

07 2726-01
FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

07 5216-11
5/8" COVER BOARD

CANT AS REQUIRED BY ROOFING 
SYSTEM MANUFACTURER

07 4113.16-04
FORMED METAL FLASHING ZINC
DOWNSPOUT

07 5216-00
SBS MODIFIED BITUMINOUS
MEMBRANE ROOF ASSEMBLY

METAL SPLASH PAN -
TYPICAL EACH 
DOWNSPOUT

05 3100-01
STEEL DECKING

07 5216-09
1/2" COVER BOARD

07 5216-04
TAPERED ROOF INSULATION AT
1/4" PER FOOT SLOPE

05 1200-01
STRUCTURAL STEEL
FRAMING

07 8100-02

SPRAY-APPLIED
FIREPROOFING

EXISTING 
STRUCTURE

ALIGN NEW WALL WITH 
CENTERLINE OF 
EXISTING STRUCTURE

07 4113.16-03
FORMED METAL FLASHING ZINC
BOX GUTTER-ANCHORED TO
WOOD BLOCKING AS REQUIRED
FOR PROPER PERFORMANCE

07 4113.16-02
SELF-ADHERING,
HIGH-TEMPERATURE
UNDERLAYMENT

EXTEND ONTO ROOF AND UNDER  
HIGH TEMPERATURE 
UNDERLAYMENT
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1

DETAIL @ ROOF EXPANSION JOINT - ALUMNI
PARAPET

 1 1/2" = 1'-0"A-7.5

2 DETAIL @ ROOF EXPANSION JOINT
 1 1/2" = 1'-0"A-7.5

3 DETAIL @ ROOF EXPANSION JOINT
 1 1/2" = 1'-0"A-7.5

4 DETAIL @ ROOF EXPANSION JOINT

 3/4" = 1'-0"A-7.5

7 DETAIL @ ROOF LADDER
 3/4" = 1'-0"A-7.5

8 DETAIL @ ROOF LADDER

 3/4" = 1'-0"A-7.5

6 DETAIL @ ROOF LADDER

 1 1/2" = 1'-0"A-7.5

5

DETAIL @ ROOF EXPANSION JOINT - CURTAIN
WALL PARAPET

 1 1/2" = 1'-0"A-7.5

9

TYPICAL DETAIL @ ROOF PARAPET EXPANSION
JOINT

 1 1/2" = 1'-0"A-7.5

10 DETAIL @ GREEN ROOF TO PAVER TRANSITION

 1 1/2" = 1'-0"A-7.5

11 DETAIL @ BASE OF CROSS-OVER SHIPS LADDER
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+/- 2 1/2"

1' - 10"

2a

Ha

2
' 
- 

2
"

- PROVIDE DOUBLE STUDS ON SIDE 
OF EXPANSION JOINT

ANGLE TO STIFFEN SIDE OF 
EXPANSION JOINT

VERTICAL 7/8" HAT CHANNEL FASTENED 
TO FRAMING AS REQUIRED BY 
ENGINEERING 
CALCULATIONS

CLOSURE TRIM- EXTEND 
INTO EXPANSION JOINT AND FLASH 
EDGE WITH MEMBRANE AIR BARRIER

- WRAP INTO OPENING

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

07 4213.13-03
THERMALLY BROKEN Z-GIRT

07 2726-01
FLUID-APPLIED AIR BARRIER
07 2726-01
FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

05 4000-01
COLD-FORMED METAL FRAMING

- EXTEND ONTO EXISTING WALL 
SURFACE

1' - 6 7/8"  F.V.

1
' 
- 

0
"

8
 3

/4
"

RETURN GYPSUM TO PILASTER, 
EXTEND TO WATER TABLE ABOVE

COLD-FORMED METAL FRAMING BOX 
COLUMN, ANCHOR INTO EXISTING 
PILASTER

WALL - FIRE RATED

07 9500-11
EXTERIOR EJ-12 FIRE RATED
WALL-TO-WALL AND SOFFIT
JOINT ASSEMBLY

4
"EJ-12 COVER

BREAK METAL SLIP COVER ANCHORED 
INTO COLD FORMED FRAMING - FINISH TO 
MATCH CURTAIN WALL.
ALLOW FOR MOVEMENT AT CURTAIN WALL 

05 1200-01
STRUCTURAL STEEL FRAMING
-EMBED IN CURTAIN FRAMING. SIZE 
PER DELEGATED DESIGN 
REQUIREMENTS

05 4000-01
COLD-FORMED METAL FRAMING

05 4000-01

09 2216-23

07 2726-01
FLUID-APPLIED AIR BARRIER

E
X

IS
T

IN
G

 P
IL

A
S

T
E

R
E

X
IS

T
IN

G
 W

A
L

L

PULL AWAY PRE-MASK "L" BEAD

EXISTING WALL ABOVE SECOND 
FLOOR

-ANCHOR NEW COLD FORMED 
FRAMING INTO EXISTING MASONRY 
WALL

05 0020-01
ADHESIVE (CHEMICAL) ANCHORS
AND EXPANSION ANCHORS

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

-RUN HORIZONTALLY AND ANCHOR 
INTO COLD FORMED FRAMING

07 2726-05
FLEXIBLE SILICONE SHEET
FLASHING

1 ADD-4

7 1/2" 2' - 1"

2a

Ha

2
' 
- 

2
"

- CONTINOUS TO WATER TABLE 
BLEOW. DO NOT BEAR 
FRAMING ON CORNICE.

ANGLE TO STIFFEN SIDE OF 
EXPANSION JOINT

CLOSURE TRIM- EXTEND 
INTO EXPANSION JOINT AND 
FLASH EDGE WITH MEMBRANE 
AIR BARRIER

WRAP INTO OPENING

EXISTING WALL ABOVE SECOND 
FLOOR

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

05 4000-01
COLD-FORMED METAL FRAMING

-ANCHOR NEW COLD FORMED 
FRAMING INTO EXISTING MASONRY 
WALL

- EXTEND ONTO EXISTING WALL 
SURFACE AND CORNICE BELOW

1' - 1" 1' - 9"

CUT EXISTING CORNICE BELOW - SHORE 
BOTH SIDES DURING DEMOLITION. EXTEND 
CURTAIN WALL AND EXPANSION JOINT 
THROUGH DEMOLISHED SECTION OF 
CORNICE. PORTION OF CORNICE WILL BE 
ON THE INTERIOR OF ATRIUM A100C. ADD 
FIRE BLOCKING AT EXPOSED ENDS OF 
CORNICE.

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

VERTICAL 7/8" HAT CHANNEL 
FASTENED TO FRAMING AS REQUIRED 
BY ENGINEERING 
CALCULATIONS

6" 1' - 10"

WALL - FIRE RATED

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

BREAK METAL SLIP COVER ANCHORED INTO 
COLD FORMED FRAMING - FINISH TO MATCH 
CURTAIN WALL.
ALLOW FOR MOVEMENT AT CURTAIN WALL 

05 1200-01
STRUCTURAL STEEL FRAMING
-EMBED IN CURTAIN FRAMING. SIZE 
PER DELEGATED DESIGN 
REQUIREMENTS

EJ-12 COVER

07 9500-11
EXTERIOR EJ-12 FIRE RATED
WALL-TO-WALL AND SOFFIT
JOINT ASSEMBLY

07 6200-02

EXISTING CORNICE - CONCEALED 
CONDITION: CONTRACTOR TO VERIFY 
SUBSTRATES, PRIOR TO ORDERING ANY 
MATERIALS. REPAIR ANY DAMAGE CAUSED 
BY DEMOLITION

07 2726-01
FLUID-APPLIED AIR BARRIER

05 4000-01
COLD-FORMED METAL FRAMING

B
E

L
O

W

E
X

IS
T

IN
G

 C
O

R
N

IC
E

E
X

IS
T

IN
G

 W
A

L
L

08 8000-07
GL32 - LOW E CLEAR INSULATED
GLAZING SPANDREL PANEL

05 0020-01
ADHESIVE (CHEMICAL) ANCHORS
AND EXPANSION ANCHORS

07 4213.13-03
THERMALLY BROKEN Z-GIRT
-RUN HORIZONTALLY AND ANCHOR 
INTO COLD FORMED FRAMING

07 2726-05
FLEXIBLE SILICONE SHEET
FLASHING

1 ADD-4

2a

Ha

2
' 
- 

2
"

- PROVIDE DOUBLE STUDS ON SIDE 
OF EXPANSION JOINT

COLD FORMED ANGLE TO STIFFEN 
SIDE OF EXPANSION JOINT

VERTICAL 7/8" HAT CHANNEL 
FASTENED TO FRAMING AS 
REQUIRED BY ENGINEERING 
CALCULATIONS

CLOSURE TRIM- EXTEND 
INTO EXPANSION JOINT AND FLASH 
EDGE WITH MEMBRANE AIR BARRIER

EJ-12 COVER

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

05 4000-01
COLD-FORMED METAL FRAMING

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

07 2726-01
FLUID-APPLIED AIR BARRIER

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER
BARRIER - EXTEND ONTO 
EXISTING WALL SURFACE

CUT WIDTH

10" 1' - 9"CUT EXISTING WATER TABLE BELOW -
SHORE BOTH SIDES  OF WATER TABLE 
DURING DEMOLITION. EXTEND 
CONTINUOUS SHEATHING AND INSULATION 
THROUGH DEMOLISHED SECTION OF 
WATER TABLE. COPE METAL WALL PANEL 
AROUND WATER TABLE PROFILE AND SEAL 
ENTIRE JOINT BETWEEN EXISTING 
BUILDING AND METAL WALL PANEL, TYP.

CUT EXISTING WATER TABLE BELOW -
SHORE BOTH SIDES  OF WATER TABLE 
DURING DEMOLITION. EXTEND 
CONTINUOUS SHEATHING AND INSULATION 
THROUGH DEMOLISHED SECTION OF 
WATER TABLE. 

1
' 
- 

3
"

EXISTING PILASTER

EXISTING ORNAMENTAL 
PILASTER BASE -
BELOW

EXISTING WALL

EXISTING WATER 
TABLE - BELOW

RETURN GYPSUM TO PILASTER

COLD FORMED FRAMING BRACE, 
ANCHOR INTO EXISTING PILASTER

LINE OF GYPSUM BOARD BELOW WATER 
TABLE

BACKER ROD AND SEALANT, TOP OF WALL 
BELOW WATER TABLE

1' - 10"

WALL - FIRE RATED

07 9500-11
EXTERIOR EJ-12 FIRE RATED
WALL-TO-WALL AND SOFFIT
JOINT ASSEMBLY

- WRAP INTO OPENING

BREAK METAL SLIP COVER 
ANCHORED INTO COLD FORMED 
FRAMING - FINISH TO MATCH 
CURTAIN WALL. 

05 1200-01
STRUCTURAL STEEL FRAMING
-EMBED IN CURTAIN FRAMING. SIZE 
PER DELEGATED DESIGN 
REQUIREMENTS

STRUCTURAL FRAMING MEMBER -  BRACING 
BACK TO STRUCTURAL STEEL FRAME

07 8123-01
INTUMESCENT FIREPROOFING
07 8123-01
INTUMESCENT FIREPROOFING

1/4" NEOPRENE SPACER

ANCHOR PLATE INTO STEEL 
INSIDE COLUMN MULLION

07 2726-01
FLUID-APPLIED AIR BARRIER

05 4000-01

03 0130-03
PROVIDE MAINTENANCE OF
CAST-IN-PLACE CONCRETE
WATER TABLE, CONTINUOUSLY
ON ALL SIDES
- REPAIR ANY DAMAGE 
CAUSED BY DEMOLITION

05 1200-01

09 2216-23

PULL AWAY PRE-MASK "L" BEAD

09 2216-17
CORNERBEAD

EXISTING WALL ABOVE SECOND 
FLOOR

-ANCHOR NEW COLD FORMED 
FRAMING INTO EXISTING MASONRY 
WALL

05 0020-01
ADHESIVE (CHEMICAL) ANCHORS
AND EXPANSION ANCHORS

07 2726-05
FLEXIBLE SILICONE SHEET
FLASHING

1 ADD-4

TO BE CONTINUOUS AND 
WATERTIGHT WITHOUT BREAKS, 
TYP.

1
'- 0

" P
A

N
E

L
 M

O
D

U
L
E

6" STUDS @ 16" O.C. MAXIMUM

FORM PANELS WITH
MINIMUM CORNER RADIUS
RECOMMENDED BY 
MANUFACTURER, TYP.

CONCEALED STAINLESS 
STEEL FASTENERS AS 
REQUIRED BY ENGINEERING
CALCULATIONS, TYP.

5/8"6"5/8"2"7/8"1"

1
/4

"
1

/4
"

1
/4

"
1

/4
"

1
/2

"

7/8" VERTICAL HAT 
CHANNEL FASTEN TO 
HORIZTONAL THERMALLY 
BROKEN Z-GIRT AS 
REQUIRED BY 
ENGINEERING 
CALCULATIONS, TYP.

TOP OF PANEL TO INTERLOCK 
WITH PANEL ABOVE

1
/2

"

06 1600-04
5/8" GLASS-MAT GYPSUM
SHEATHING WITH SEALED
JOINTS

07 2726-01
FLUID-APPLIED AIR BARRIER

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

07 4213.13-03
THERMALLY BROKEN Z-GIRT
LOCATED @ MAX 16" O.C. - ANCHORED 
TO COLD FORMED FRAMING AS 
REQUIRED BY ENGINEERING 
CALCULATIONS

07 2726-01
FLUID-APPLIED AIR BARRIER

05 4000-01
COLD-FORMED METAL FRAMING

07 2100-03
GLASS-FIBER BLANKET
INSULATION

09 2900-01
GYPSUM BOARD
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 3" = 1'-0"A-7.6

1

EXPANSION JOINT DETAIL @ FIRST FLOOR
PILASTER

 3" = 1'-0"A-7.6

2 EXPANSION JOINT DETAIL @ CORNICE

 3" = 1'-0"A-7.6

3 EXPANSION JOINT DETAIL @ WATER TABLE

 6" = 1'-0"A-7.6

4

TYPICAL SECTION THROUGH LAP-SEAM METAL
WALL PANEL

1 BP 3 - ADD 4
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ALUM - TOP OF
PILASTERS

978' - 7 9/16"

14a

ALUM - TOP OF
PARAPET

989' - 3 1/2"

ALUM - ROOF
983' - 0 5/8"

UK-18.813.9a

LEVEL 02 (963.0)
963' - 0"

LEVEL 03 (977.0)
977' - 0"

2

A-7.7

____________________________________________

07 7129-02
EXPANSION JOINT AND COVER 
(EJ-2) SECURE TO SUBSTRATES 
WITH FASTENERS RECOMMENDED 
BY MANUFACTURER AND SEAL AIR 
AND WATERTIGHT

07 7129-02

07 9500-07
INTERIOR EJ-8 CEILING TO
CORNER COVER

05 1200-01
STRUCTURAL STEEL FRAMING

07 9500-11
EXTERIOR EJ-12 FIRE RATED
WALL-TO-WALL AND SOFFIT
JOINT ASSEMBLY-BEYOND

08 4410-01
FIRE RATED ALUMINUM CURTAIN
WALL -BEYOND

______________________

A-9.22

12
SIM.

______________________

A-7.5

1

SIM.
OPP.

09 2900-01
GYPSUM BOARD

05 4000-05
6" COLD-FORMED METAL
FRAMING

07 2100-03
GLASS-FIBER BLANKET
INSULATION

PORTION OF EXISTING 
CORNICE WILL BE 
DEMOLISHED INISIDE OF 
STAIR P

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

07 7100-01
ALUMINUM COPING

______________________

RD074

5
SIM

07 8100-01
SPRAY-APPLIED FIREPROOFING

EXISTING 
MASONRY WALL

AW211C

4"2' - 0 1/2"

4"2' - 0 1/2"

2 3/4"

4"2' - 0 1/2"

05 4000-04
4" COLD-FORMED METAL
FRAMING

7/8" HAT CHANNEL (16 
GA. MIN.) AT 2'-0" O.C.

05 4000-04
4" COLD-FORMED METAL
FRAMING

2 PCO 234

2 PCO 234

2
PCO 234
3/29/2017

EX - ALUM - 03
967' - 7 9/16"

ALUM - TOP OF
PILASTERS

978' - 7 9/16"

Ha

ALUM - TOP OF
PARAPET

989' - 3 1/2"

ALUM - ROOF
983' - 0 5/8"

G.9a

LEVEL 02 (963.0)
963' - 0"

LEVEL 03 (977.0)
977' - 0"

LEVEL ROOF
(992.0)

992' - 0"

EX - S.U. - 02
962' - 0"

EX - S.U. - 03
975' - 0"

1

A-7.7

____________________________________________

2' - 2" 4" 07 7129-0207 7129-02

EXPANSION JOINT AND COVER 
(EJ-2) SECURE TO SUBSTRATES 
WITH FASTENERS 
RECOMMENDED BY 
MANUFACTURER AND SEAL AIR 
AND WATERTIGHT

______________________

A-7.5

1

SIM.
OPP.

05 1200-01
STRUCTURAL STEEL FRAMING

07 8100-01
SPRAY-APPLIED FIREPROOFING

07 9500-04
INTERIOR EJ-5 NON-RATED
WALL-TO-WALL ASSEMBLY
-BEYOND

OUTLINE OF FOREGROUND 
ROOFING CONDITION -
OMITTED FOR CLARITY

PORTION OF EXISTING 
CORNICE WILL BE 
DEMOLISHED INISIDE OF 
STAIR P

______________________

A-9.22

12
SIM.

09 2900-01
GYPSUM BOARD

05 4000-05
6" COLD-FORMED METAL
FRAMING

07 2100-03
GLASS-FIBER BLANKET
INSULATION

07 7100-01
ALUMINUM COPING
07 7100-01
ALUMINUM COPING

07 4213.13-04
LAP-SEAM METAL WALL PANEL,
ALUMINUM REVEAL JOINT

07 7100-01
ALUMINUM COPING
07 7100-01
ALUMINUM COPING

EXISTING 
MASONRY WALL

AW211C

14a

Ha

G.9a

13.9a

1

A-7.7

____________________________________________

2

A-7.7

____________________________________________

22 0100-01
2-PIECE DUAL FUNCTION ROOF
DRAIN WITH 4" HIGH OVERFLOW,
REFER TO PLUMBING DRAWINGS

SHOP FABRICATED 
COPING SLIP JOINT 
AT EXPANSION 
JOINT

SHOP FABRICATED 
COPING SLIP JOINT 
AT EXPANSION 
JOINT

1

A-7.5

____________________________________________

4

A-7.5

____________________________________________

EXISTING CORNICE BELOW

07 7129-02
EXPANSION JOINT AND COVER 
(EJ-2) SECURE TO 
SUBSTRATES WITH 
FASTENERS RECOMMENDED 
BY MANUFACTURER AND SEAL 
AIR AND WATERTIGHT

EXPANSION JOINT AND COVER 
(EJ-2) SECURE TO 
SUBSTRATES WITH 
FASTENERS RECOMMENDED 
BY MANUFACTURER AND SEAL 
AIR AND WATERTIGHT

07 7129-02

07 6200-02

EXISTING CORNICE - CONCEALED 
CONDITION: CONTRACTOR TO VERIFY 
SUBSTRATES, PRIOR TO ORDERING ANY 
MATERIALS. REPAIR ANY DAMAGE CAUSED 
BY DEMOLITION

EXPANSION JOINT BEYOND
2' - 0 1/2" 4"

2
' 
- 

2
"

4
"

AW211C

AW211C

AW211E

14a

Ha

3
' 
- 

4
"

PORTION OF EXISTING 
CORNICE TO BE 
DEMOLISHED WITHIN STAIR P 
- REFER TO PCO 149

CUT EXISTING CORNICE BELOW - SHORE BOTH 
SIDES DURING DEMOLITION. EXTEND CURTAIN 
WALL AND EXPANSION JOINT THROUGH 
DEMOLISHED SECTION OF CORNICE. PORTION 
OF CORNICE WILL BE ON THE INTERIOR OF 
ATRIUM A100C. ADD FIRE BLOCKING AT 
EXPOSED ENDS OF CORNICE

EXISTING CONCRETE CAP AND 
MASONRY PARAPET WALL TO REMAIN.  
TEMPORARILY BRACE DURING 
SELECTIVE DEMOLITION OF EXISTING 
CORNICE
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 1/2" = 1'-0"A-7.7

1

WALL SECTION, EXPANSION JOINT DETAIL
@ STAIR P, AREA A/C

 1/2" = 1'-0"A-7.7

2

WALL SECTION, EXPANSION JOINT DETAIL
@ STAIR P, AREA A/C

 1/2" = 1'-0"A-7.7

4 ENLARGED ROOF PLAN - AREA A

 1/2" = 1'-0"A-7.7

3 ENLARGED ROOF DEMOLITION PLAN - AREA A

A-7.7

5 AREA A/C EXPANSION JOINT AXON - NORTH VIEW
A-7.7

6 AREA A/C EXPANSION JOINT AXON - SOUTH VIEW
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THE FOLLOWING DOORS HAVE BEEN DELETED FROM 
LEVEL 01:

A131A1
A131A2

DELETED DOORS
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DOOR SCHEDULE-L01

LEVEL

DOOR INFO FIRE

RATING

DOOR SIZE DOOR PANEL FRAME

HDWR REMARKSTAG ROOM NAME WIDTH HEIGHT TYPE MATERIAL TYPE MATERIAL

LEVEL 01 A100C CIRC 45 MINUTE 6' - 0" 7' - 10" F2 HM HM2 HM CE02 Removable center hollow metal mullion

LEVEL 01 A100C1.1 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM ACEK01A ADA Operator

LEVEL 01 A100C1.2 VESTIBULE 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM A01 ADA Operator

LEVEL 01 A100F BOH CIRC 6' - 0" 8' - 10" F2 WD HM1 HM CE03D

LEVEL 01 A100J1.1 VESTIBULE 01A 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM E02A

LEVEL 01 A100J1.2 VESTIBULE 01A 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM ACEK01C ADA Operator

LEVEL 01 A100J1.3 VESTIBULE 01A 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM 08

LEVEL 01 A100J1.4 VESTIBULE 01A 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM A01A ADA Operator

LEVEL 01 A100K1.2 CIRC 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM E02 ADA Operator

LEVEL 01 A100L CIRC 6' - 0" 7' - 10" F2 WD HM1 HM CE11

LEVEL 01 A110.1 AYCE DINING 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM E02F

LEVEL 01 A122 HK 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM CL01E

LEVEL 01 A123 MEN'S TLT 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM A03B

LEVEL 01 A124 WOMEN'S TLT 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM A03B

LEVEL 01 A125.1 STORAGE 3' - 0" 7' - 10" F HM HM1 HM CL01E

LEVEL 01 A125.2 STORAGE 3' - 0" 7' - 10" F HM HM1 HM CL01E

LEVEL 01 A126 IDF 3' - 0" 7' - 10" F HM HM1 HM CL01F

LEVEL 01 A130.1 RETAIL DINING / LOUNGE 3' - 9 1/2" 8' - 7 1/2" FG ALUM/GL CW ALUM AES01 Smoke Evac

LEVEL 01 A130.2 RETAIL DINING / LOUNGE 3' - 9 1/2" 8' - 7 1/2" FG ALUM/GL CW ALUM AES01 Smoke Evac

LEVEL 01 A130.3 RETAIL DINING / LOUNGE 3' - 9 1/2" 8' - 7 1/2" FG ALUM/GL CW ALUM AES01 Smoke Evac

LEVEL 01 A130.4 RETAIL DINING / LOUNGE 3' - 9 1/2" 8' - 7 1/2" FG ALUM/GL CW ALUM AES01 Smoke Evac

LEVEL 01 A130.5 RETAIL DINING / LOUNGE 3' - 9 1/2" 8' - 7 1/2" FG ALUM/GL CW ALUM AES01 Smoke Evac

LEVEL 01 A130A CATERING STORAGE 6' - 0" 7' - 10" F2 HM HM1 HM CL02K

LEVEL 01 A130B CATERING DIRECTOR 3' - 0" 7' - 10" F HM HM1 HM CL01E

LEVEL 01 A130C CATERING CONFERENCE 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM CL01Q

LEVEL 01 A130D.1 CIRC 3' - 0" 8' - 9 3/4" F WD SF ALUM CL01V

LEVEL 01 A130D.2 CATERING CONFERENCE 45 MINUTE 3' - 0" 7' - 10" F WD HM1 HM CL01M

LEVEL 01 A130F MOTHERS ROOM 3' - 0" 8' - 10" F WD HM1 HM 01E

LEVEL 01 A130G GENDER INCLUSIVE TLT 3' - 0" 8' - 10" F WD HM1 HM A03A

LEVEL 01 A131A PANDA EXPRESS 3' - 0" 7' - 10" F HM HM1 HM CL01F

LEVEL 01 A131D.2 PANDA EXPRESS STORAGE 3' - 0" 7' - 10" F HM HM1 HM CL01D

LEVEL 01 A132B.1 CHICKFILA 3' - 0" 7' - 10" F HM HM1 HM 05

LEVEL 01 A132B.2 CHICKFILA 3' - 0" 7' - 10" F HM HM1 HM 05

LEVEL 01 A132B.3 CHICKFILA 3' - 0" 7' - 10" F HM HM1 HM CL01F

LEVEL 01 A133 STORAGE 3' - 0" 7' - 10" F HM HM1 HM CL03

LEVEL 01 A134 CIRC 3' - 0" 7' - 10" F HM HM1 HM CEK02

LEVEL 01 A135 HK 3' - 0" 7' - 10" F HM HM1 HM CL01E

LEVEL 01 A136 MEN'S TLT 3' - 0" 8' - 10" F WD HM1 HM A04

LEVEL 01 A137 WOMEN'S TLT 3' - 0" 8' - 10" F WD HM1 HM A04

LEVEL 01 A138 MDF 3' - 0" 7' - 10" F HM HM1 HM CL01F

LEVEL 01 A139 STOR 3' - 0" 7' - 10" F HM HM1 HM CL01D

LEVEL 01 A140 SOUTH RETAIL DINING 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM E02B

LEVEL 01 A140A.1 POS 6' - 0" 9' - 9 3/4" FG ALUM/GL SF ALUM E06 Overhead closer with hold open, Door Gasketing, Self-Closing Door per IBC
404.6 Exception 1

LEVEL 01 A140A.2 POS 6' - 0" 9' - 9 3/4" FG ALUM/GL SF ALUM E06 Overhead closer with hold open, Door Gasketing, Self-Closing Door per IBC
404.6 Exception 1

LEVEL 01 A140A.3 POS 6' - 0" 9' - 9 3/4" FG ALUM/GL SF ALUM E06 Overhead closer with hold open, Door Gasketing, Self-Closing Door per IBC
404.6 Exception 1

LEVEL 01 A140A.4 POS 3' - 0" 9' - 9 3/4" FG ALUM/GL SF ALUM CE07 Overhead closer with hold open, Door Gasketing, Self-Closing Door per IBC
404.6 Exception 1

LEVEL 01 A141 3' - 0" 8' - 10" F WD HM1 HM CL01F

LEVEL 01 A142.2 SUBWAY 3' - 4" 6' - 8" --- SS --- SS 05 08 3815 Foodservice Double-Acting Doors with vision panel

LEVEL 01 A142A SUBWAY PREP 3' - 0" 8' - 10" F HM HM1 HM CL05

LEVEL 01 A150 SC ADMIN RECEPTION 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL02E

LEVEL 01 A150A STORAGE 3' - 0" 8' - 10" F WD HM1 HM CL03

LEVEL 01 A150B ASSOC DIR (ACTIVITES MGR) 3' - 0" 8' - 9 3/4" F WD SF ALUM CL03E

LEVEL 01 A150C ASSOC  DIR (BUSINESS) 3' - 0" 8' - 9 3/4" F WD SF ALUM CL03E

LEVEL 01 A150D EXEC DIRECTOR 3' - 0" 8' - 9 3/4" F WD SF ALUM CL03E

LEVEL 01 A150E1 PRIVACY 3' - 0" 8' - 10" F WD HM1 HM CL03

LEVEL 01 A150E.1 SHARED BREAK AREA / GRAPHICS /
STORAGE

3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL01X

LEVEL 01 A150E.2 SHARED BREAK AREA / GRAPHICS /
STORAGE

3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL04A

LEVEL 01 A150F PRIVACY 3' - 0" 8' - 10" F WD HM1 HM CL03

LEVEL 01 A150G BUSINESS SECURE AREA 3' - 0" 8' - 10" F WD HM1 HM CL03

LEVEL 01 A150H ASST DIR (SEC&OPS) 3' - 0" 8' - 9 3/4" F WD SF ALUM CL03E

LEVEL 01 A151.1 EVENTS 3' - 0" 8' - 10" F WD HM1 HM CL04

LEVEL 01 A151.2 EVENTS 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL02E

LEVEL 01 A151A EVENTS 6' - 0" 7' - 0" S ALUM/GL --- ALUM 02

LEVEL 01 A152.1 CONFERENCE 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL02E

LEVEL 01 A152.2 CONFERENCE 3' - 0" 8' - 9 3/4" F WD SF ALUM CL04D

LEVEL 01 A152.3 CONFERENCE 3' - 0" 8' - 9 3/4" F WD SF ALUM CL04D

LEVEL 01 A153.1 CATERING 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL02E

LEVEL 01 A153.2 CATERING 3' - 0" 8' - 10" F WD HM1 HM CL04

LEVEL 01 A153A CATERING DIRECTOR 3' - 0" 8' - 9 3/4" F WD SF ALUM CL03E

LEVEL 01 A154 OSI RECEPTION 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL02E

LEVEL 01 A154A CLOSET 6' - 0" 8' - 10" F2 WD HM1 HM CL02B

LEVEL 01 A154B DOC STORAGE/FILE 3' - 0" 8' - 10" F WD HM1 HM CL03

LEVEL 01 A154C.1 SUPPLIES / FILE STOR 3' - 0" 8' - 10" F WD HM1 HM CL04B

LEVEL 01 A154C.2 SUPPLIES / FILE STOR 3' - 0" 8' - 10" F WD HM1 HM CL01L

LEVEL 01 A154D OSI DIRECTOR 3' - 0" 8' - 9 3/4" F WD SF ALUM CL03E

LEVEL 01 A154E OSI ASSOC DIRECTOR 3' - 0" 8' - 9 3/4" F WD SF ALUM CL03E

LEVEL 01 A154R.1 OFFICE OF STUDENT INVOLVEMENT 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL01W

LEVEL 01 A154R.2 OFFICE OF STUDENT INVOLVEMENT 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL02M

LEVEL 01 A160 WRFL 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL02M

LEVEL 01 A160B WRFL BROADCAST STUDIO 3' - 0" 8' - 10" F --- --- --- CL01D 08 34 73.1 Metal Sound Control Door Assemblies

LEVEL 01 A160C PRODUCTION 3' - 0" 8' - 10" F WD HM1 HM CL01E

LEVEL 01 A160D MEDIA STOR 3' - 0" 8' - 10" F WD HM1 HM CL01E

LEVEL 01 A160E TLT 3' - 0" 8' - 10" F WD HM1 HM 01B

LEVEL 01 A160F CLOSET 3' - 0" 8' - 10" F WD HM1 HM CL03B

LEVEL 01 A161 MARKETING & ACTIVITIES 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL02E

LEVEL 01 A161A.1 MARKETING & ACTIVITIES STORAGE 3' - 0" 8' - 10" F WD HM1 HM CL01E

LEVEL 01 A161A.2 MARKETING & ACTIVITIES STORAGE 3' - 0" 8' - 10" F WD HM1 HM CL01E

LEVEL 01 A162.1 SUBWAY DINING 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CE01A

LEVEL 01 A162C1 GREEN ROOM 3' - 0" 8' - 10" F WD HM1 HM 01C

LEVEL 01 A162C.1 GREEN ROOM 3' - 0" 8' - 10" F WD HM1 HM CL01D

LEVEL 01 A162C.2 GREEN ROOM 3' - 0" 8' - 10" F WD HM1 HM CL01F

LEVEL 01 A162D1 BACKSTAGE 4' - 0" 8' - 10" F WD HM1 HM CL01H

LEVEL 01 A162D2 IDF 3' - 0" 8' - 10" F WD HM1 HM CL01G

LEVEL 01 A162E.2 PRODUCTION 4' - 0" 8' - 10" F WD HM1 HM CL04E

LEVEL 01 A164 CUST. STORAGE 3' - 0" 8' - 10" F WD HM1 HM CL01E

LEVEL 01 A165 STORAGE 3' - 0" 7' - 10" F HM HM1 HM CL01F

LEVEL 01 A170A CIRC 3' - 0" 7' - 10" F HM HM1 HM CL01D

LEVEL 01 A170B VESTIBULE 3' - 0" 7' - 10" F HM HM1 HM CL01E

LEVEL 01 A170C RAMP 6' - 0" 7' - 10" F2 HM HM1 HM CE03

LEVEL 01 A171 SUB. ELECTRIC 90 MINUTE 6' - 0" 7' - 10" F2 HM HM1 HM CEK01

LEVEL 01 A172A STORAGE 6' - 0" 7' - 10" F2 HM HM1 HM CL02G

LEVEL 01 A172B RETAIL DINING OFFICE 3' - 0" 7' - 10" HM HM5 HM CL01E

LEVEL 01 A172C RETAIL DINING OFFICE 3' - 0" 7' - 10" F HM HM1 HM CL03

LEVEL 01 A172D RETAIL DINING OFFICE 3' - 0" 7' - 10" F HM HM1 HM CL03

LEVEL 01 A172E RETAIL DINING BOH 3' - 0" 7' - 10" F HM HM1 HM CL01E

LEVEL 01 A173 MAIN MECH 6' - 0" 7' - 10" F2 HM HM1 HM CKL02

LEVEL 01 A173A FIRE PUMP 90 MINUTE 6' - 0" 7' - 10" F2 HM HM1 HM CKL02A

LEVEL 01 A174.1 BOH CIRC 3' - 0" 7' - 10" HM HM5 HM CL01F

LEVEL 01 A174.2 S.C. HOUSE KPG 3' - 0" 7' - 10" F HM HM1 HM CL01D

LEVEL 01 A174A MEN'S WASHROOM 3' - 0" 7' - 10" F HM HM1 HM 01D

LEVEL 01 A174B WOMEN'S WASHROOM 3' - 0" 7' - 10" F HM HM1 HM 01D

LEVEL 01 A175.1 SC STOR 6' - 0" 7' - 10" F2 HM HM1 HM CL02H

LEVEL 01 A175.2 SC STOR 6' - 0" 7' - 10" F2 HM HM1 HM CL02H

LEVEL 01 A175A CAGED STORAGE 3' - 0" 7' - 10" F WM --- WM 07 10 22 13 Wire Mesh Partitions

LEVEL 01 A175B CAGED STORAGE 3' - 0" 7' - 10" F WM --- WM 07 10 22 13 Wire Mesh Partitions

LEVEL 01 A175C CAGED STORAGE 3' - 0" 7' - 10" F WM --- WM 07 10 22 13 Wire Mesh Partitions

LEVEL 01 A175D CAGED STORAGE 3' - 0" 7' - 10" F WM --- WM 07

LEVEL 01 A175E CAGED STORAGE 3' - 0" 7' - 10" F WM --- WM 07

LEVEL 01 A175G CAGED STORAGE 3' - 0" 7' - 10" F WM --- WM 07

LEVEL 01 A175H CAGED STORAGE 3' - 0" 7' - 10" F WM --- WM 07

LEVEL 01 A175J CAGED STORAGE 3' - 0" 7' - 10" F WM --- WM 07

LEVEL 01 A175K CAGED STORAGE 3' - 0" 7' - 10" F WM --- WM 07

LEVEL 01 A175L CAGED STORAGE 3' - 0" 7' - 10" F WM --- WM 07

LEVEL 01 A176.1 TECH ROOM 6' - 0" 7' - 10" F2 HM HM1 HM CL02J

LEVEL 01 A176.2 TECH ROOM 6' - 0" 7' - 10" F2 HM HM1 HM CL02J

LEVEL 01 A181B BOOKSTORE RECEIVING 45 MINUTE 6' - 0" 7' - 10" F2 HM HM1 HM CL02P

LEVEL 01 A181D.4 LOADING DOCK 3' - 0" 3' - 0" F

LEVEL 01 EL-E.1 VESTIBULE 3' - 6" 7' - 0" F

LEVEL 01 ST-D1.1 STAIR 90 MINUTE 3' - 6" 8' - 9 1/2" FG ALUM/GL FR CW ALUM 03A 08 1116 Fire Rated Entrances and Storefronts

LEVEL 01 ST-D1.2 STAIR 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM E03A

LEVEL 01 ST-E1 STAIR 90 MINUTE 3' - 0" 6' - 10" F WD HM1 HM CE04

LEVEL 01 ST-F1 STAIR 90 MINUTE 3' - 0" 6' - 10" F WD HM1 HM CE04

LEVEL 01 ST-H1.1 STAIR 90 MINUTE 6' - 0" 7' - 10" F2 WD HM1 HM CE05

LEVEL 01 ST-P1.1 STAIR 90 MINUTE 3' - 0" 7' - 10" F HM HM1 HM 03

LEVEL 01 ST-P1.2 STAIR 90 MINUTE 3' - 0" 7' - 10" F HM HM1 HM CKL01B

LEVEL 01 XA143 90 MINUTE 8' - 0" 8' - 10" F2 HM HM1 HM CEK01C

LEVEL 01 XA-110 ST. VAULT 4' - 0" 8' - 10" F HM HM1 HM CEK02A

DOOR SCHEDULE-L01

LEVEL

DOOR INFO FIRE

RATING

DOOR SIZE DOOR PANEL FRAME

HDWR REMARKSTAG ROOM NAME WIDTH HEIGHT TYPE MATERIAL TYPE MATERIAL

A340B4 MTG 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL SERVICE A181B1 45 MINUTE 6' - 0" 7' - 10" F2 HM HM1 HM CKL02B

LEVEL SERVICE A181D.1 90 MINUTE 6' - 0" 7' - 10" F2 HM HM1 HM CEK01A

LEVEL SERVICE A181D.2 3' - 0" 7' - 10" F HM HM1 HM D04

LEVEL SERVICE A181D.3 2' - 0" 7' - 10" F2

LEVEL SERVICE ST-T1 STAIR 90 MINUTE 3' - 0" 7' - 10" F HM HM1 HM E01A

LEVEL 01 FOOD SERVICE A100B.2 AYCE BOH 6' - 0" 7' - 10" F2 HM HM1 HM CE03

LEVEL 01 FOOD SERVICE A110.2 AYCE DINING 3' - 0" 7' - 10" --- SS --- SS 05 08 3815 Foodservice Double-Acting Doors

LEVEL 01 FOOD SERVICE A110.3 AYCE DINING 3' - 0" 7' - 10" --- SS --- SS 05 08 3815 Foodservice Double-Acting Doors

LEVEL 01 FOOD SERVICE A110.4 AYCE BREAKFAST 6' - 0" 7' - 10" --- SS --- SS 05A 08 3815 Foodservice Double-Acting Doors

LEVEL 01 FOOD SERVICE A110H1 AYCE WALK-IN 3' - 0" 7' - 10" --- SS --- SS 05 08 3815 Foodservice Double-Acting Doors

LEVEL 01 FOOD SERVICE A110K AYCE DINING 3' - 0" 7' - 10" --- SS --- SS 05 08 3815 Foodservice Double-Acting Doors

LEVEL 01 FOOD SERVICE A111A AYCE DISHWASH 3' - 0" 7' - 10" F HM HM1 HM CL01D

LEVEL 01 FOOD SERVICE A111B AYCE BOH 3' - 0" 7' - 10" F WD HM1 HM CL01D

LEVEL 01 FOOD SERVICE A111F AYCE BOH 3' - 0" 7' - 10" F HM HM1 HM CL03

LEVEL 01 FOOD SERVICE A111G AYCE BOH 3' - 0" 7' - 10" F HM HM1 HM CL03

LEVEL 01 FOOD SERVICE A111G1 AYCE BOH 2' - 6" 7' - 10" F2 HM HM1 HM 06

LEVEL 01 FOOD SERVICE A111K AYCE BOH 3' - 0" 7' - 10" F HM HM1 HM CL03

LEVEL 01 FOOD SERVICE A111P TLT 3' - 0" 7' - 10" F HM HM1 HM 01B

LEVEL 01 FOOD SERVICE A111Q TLT 3' - 0" 7' - 10" F HM HM1 HM 01B

LEVEL 01 FOOD SERVICE A112 ELEC 3' - 0" 7' - 10" F HM HM1 HM CEK02

LEVEL 01 FOOD SERVICE A173D PPD OFFICE 3' - 0" 7' - 10" F HM HM1 HM CL01F

LEVEL 01 FOOD SERVICE A173E MAIN MECH 6' - 0" 7' - 10" F2 HM HM1 HM CKL02

LEVEL 01 FOOD SERVICE A180.1 CATERING 6' - 0" 7' - 2" F2 HM HM1 HM CL02R

LEVEL 01 FOOD SERVICE A180.2 CATERING 45 MINUTE 6' - 0" 7' - 10" F2 HM HM1 HM CL02P

LEVEL 01 FOOD SERVICE A180A CATERING OFFICE 3' - 0" 7' - 0" F HM HM1 HM CL03

LEVEL 01 FOOD SERVICE A180D CATERING 3' - 0" 7' - 10" F HM HM1 HM 01B

LEVEL 01 FOOD SERVICE A180E CATERING 3' - 0" 7' - 10" F HM HM1 HM 01B

LEVEL 01 FOOD SERVICE A180Q CATERING DRY STORAGE 3' - 0" 7' - 10" F HM HM1 HM CL01E

LEVEL 01 FOOD SERVICE A181A1 ELEVATOR MACHINE ROOM 90 MINUTE 3' - 8" 7' - 0" F HM HM1 HM CKL01A

LEVEL 01 FOOD SERVICE A181A2 TLT 3' - 0" 7' - 0" F HM HM1 HM 01F

LEVEL 01 FOOD SERVICE A181A3 RECEIVING OFFICE 3' - 0" 7' - 10" F HM HM1 HM CL01P

LEVEL 01 FOOD SERVICE A181A.1 LOADING DOCK 45 MINUTE 6' - 0" 7' - 10" F2 HM HM1 HM CL02P

LEVEL 01 FOOD SERVICE A181A.2 LOADING DOCK 45 MINUTE 6' - 0" 7' - 10" F2 HM HM1 HM CL02P

LEVEL 01 FOOD SERVICE XE-110.1 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM E04

LEVEL 01 FOOD SERVICE XE-110.2 AYCE DINING 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM E04

LEVEL 01 FOOD SERVICE XE-110.3 3' - 0" 2' - 10" E05

LEVEL 01 FOOD SERVICE XE-110.4 3' - 0" 2' - 10" E05

LEVEL 01 A100A CIRC 45 MINUTE 6' - 0" 8' - 10" F2 WD HM1 HM CE03A

LEVEL 01 A100A1.1 VESTIBULE 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM ACEKS01 ADA Operator, Smoke Evac

LEVEL 01 A100A1.2 VESTIBULE 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM AS01 ADA Operator, Smoke Evac

LEVEL 01 A100B-T BOH CIRC 45 MINUTE 6' - 0" 7' - 10" F2

LEVEL 01 A100B.1 BOH CIRC 6' - 0" 7' - 10" F2 HM HM1 HM CE03

DOOR SCHEDULE - EXISTING STUDENT CENTER AND EXISTING ALUMNI GYM

LEVEL

DOOR INFO

FIRE

RATING

DOOR SIZE DOOR FRAME

HDWR REMARKSTAG ROOM NAME WIDTH HEIGHT TYPE MATERIAL TYPE

MATERIA

L JAMB HEAD

ALUM - 01 B100A CORRIDOR 5' - 9" 7' - 0" FG2 ALUM SF15 ALUM 7/A-8.12 8/A-8.12 ACE01 NEW DOOR / FRAME IN EXISTING WALL. FIELD VERIFY ALL
DIMENSIONS. ADA OPERATOR. PAIR OF DOORS: 2'-8" AND 3'-0" WIDE

ALUM - 01 B100B CORRIDOR 2' - 0" 7' - 0" F HMTL HM1 HMTL 21/A-8.28 20/A-8.28 CKL01

ALUM - 01 B100C CORRIDOR 6' - 0" 7' - 0" F2 HMTL HM1 HMTL 2/A-8.28 17/A-8.27 CE01 NEW DOOR / FRAME IN EXISTING WALL. FIELD VERIFY ALL
DIMENSIONS.

ALUM - 01 B110A IDF 3' - 0" 7' - 0" F WD HM1 HMTL 8/A-8.28 7/A-8.28 CL01

ALUM - 01 B110B JAN / HKG 3' - 0" 7' - 0" F WD HM1 HMTL 8/A-8.28 7/A-8.28 CL01A

ALUM - 01 B111 OFFICES 3' - 0" 7' - 0" FG ALUM SF1 ALUM 3/A-8.12 1/A-8.12 CL01T

ALUM - 01 B112 CONTROL DESK 6' - 0" 7' - 0" F2 WD HM1 HMTL 8/A-8.28 7/A-8.28 CL02

ALUM - 01 B112A EQUIPMENT STORAGE 6' - 0" 7' - 0" F2 WD HM1 HMTL 8/A-8.28 7/A-8.28 CL02

ALUM - 01 B112C BREAK / CLOCK IN ROOM 3' - 0" 7' - 0" N WD HM1 HMTL 8/A-8.28 7/A-8.28 CL01A

ALUM - 01 B115 GROUP FITNESS A 6' - 0" 7' - 0" FG2 ALUM SF4 ALUM 3/A-8.12 1/A-8.12 CL02A

ALUM - 01 B115A STORAGE 6' - 0" 7' - 0" F2 WD HM1 HMTL 8/A-8.28 7/A-8.28 CL02T

ALUM - 01 B116 GROUP FITNESS B 6' - 0" 7' - 0" FG2 ALUM SF6 ALUM 3/A-8.12 1/A-8.12 CL02A

ALUM - 01 B116A STORAGE 6' - 0" 7' - 0" F2 WD HM1 HMTL 8/A-8.28 7/A-8.28 CL02T

ALUM - 01 B117 ELEC 3' - 0" 7' - 0" F HMTL HM1 HMTL 8/A-8.28 7/A-8.28 CEK02C

ALUM - 01 B118.1 GROUP FITNESS CYCLING 6' - 0" 7' - 0" FG2 ALUM SF10 ALUM 3/A-8.12 1/A-8.12 CL02A

ALUM - 01 B118.2 GROUP FITNESS CYCLING 6' - 0" 7' - 0" FG2 ALUM SF8 ALUM 3/A-8.12 1/A-8.12 L01

ALUM - 01 B118A.2 STORAGE 3' - 0" 7' - 0" F WD HM1 HMTL 19/A-8.28 18/A-8.28 CL01S

ALUM - 01 B118A.1 STORAGE 3' - 0" 7' - 0" F WD HM1 HMTL 21/A-8.28 20/A-8.28 CL01S

ALUM - 01 B119 FAMILY       LOCKER 3' - 0" 7' - 0" F WD HM1 HMTL 21/A-8.28 20/A-8.28 A03

ALUM - 01 B119A FAMILY 3' - 0" 7' - 0" F WD HM1 HMTL 21/A-8.28 20/A-8.28 A03A

ALUM - 01 B120.1 MULTIPURPOSE MAT ROOM 6' - 0" 7' - 0" FG2 ALUM SF12 ALUM 3/A-8.12 1/A-8.12 CL02A

ALUM - 01 B120.2 MULTIPURPOSE MAT ROOM 3' - 0" 7' - 0" FG ALUM SF11 ALUM 3/A-8.12 1/A-8.12 L02 ACCESS CONTROL WITH DOOR POSITION SWITCH AND REX.

ALUM - 01 B121 FIRST AID 3' - 0" 7' - 0" N WD HM1 HMTL 8/A-8.28 7/A-8.28 CL01A

ALUM - 01 ST-M.1 STAIR M 90 MINUTE 3' - 0" 7' - 0" N HMTL HM1 HMTL 21/A-8.28 20/A-8.28 E01

ALUM - 01 ST-N.1 STAIR N 90 MINUTE 3' - 0" 7' - 0" N HMTL HM1 HMTL 21/A-8.28 20/A-8.28 E01

ALUM - 02 B214.1 FITNESS LAB / WELLNESS CENTER 6' - 0" 7' - 0" FG2 ALUM SF14 ALUM 3/A-8.12 1/A-8.12 L03

ALUM - 02 B214.2 FITNESS LAB / WELLNESS CENTER 6' - 0" 7' - 0" FG2 ALUM SF14 ALUM 3/A-8.12 1/A-8.12 CL02A

ALUM - 02 B216 JAN 3' - 0" 7' - 0" F WD HM1 HMTL 8/A-8.28 7/A-8.28 CL01

ALUM - 02 B217 STORAGE 6' - 0" 7' - 0" F2 WD HM1 HMTL 8/A-8.28 7/A-8.28 CL02T

ALUM - 02 B218 ELEC 3' - 0" 7' - 0" F WD HM1 HMTL 8/A-8.28 7/A-8.28 CL01

ALUM - 02 ST-M.3 STAIR M 90 MINUTE 3' - 0" 7' - 0" N HMTL HM1 HMTL 21/A-8.28 20/A-8.28 03

ALUM - 02 ST-N.3 STAIR N 90 MINUTE 3' - 0" 7' - 0" N HMTL HM1 HMTL 21/A-8.28 20/A-8.28 03

EX - ALUM - 01 EL-F.1 REC ELEV. 3' - 6" 7' - 0" F

EX - ALUM - 02 ST-M.2 STAIR M 5' - 10" 7' - 0" FG2 ALUM CW5 ALUM 5/A-8.27 4/A-8.27 E03B NEW DOOR / FRAME IN EXISTING WALL. FIELD VERIFY ALL
DIMENSIONS.

EX - ALUM - 02 ST-N.2 STAIR N 5' - 10" 7' - 0" FG2 ALUM CW5 ALUM 5/A-8.27 4/A-8.27 EO3B NEW DOOR / FRAME IN EXISTING WALL. FIELD VERIFY ALL
DIMENSIONS.

EX - S.U. - 01 A100K1 VEST 6' - 0" 7' - 0" H ALUM CW13 ALUM 7/A-8.27 1/A-8.27 ACEK01 NEW DOOR / FRAME IN EXISTING WALL. FIELD VERIFY ALL
DIMENSIONS. ACCESS CONTROL WITH DOOR POSITION SWITCH AND
REX. ADA OPERATOR.

EX - S.U. - 01 A162D ADMIN ASST 6' - 0" 7' - 0" F2 HMTL HM1 HMTL 5/A-8.28 4/A-8.28 CL02D NEW DOOR / FRAME IN EXISTING WALL. FIELD VERIFY ALL
DIMENSIONS. ACCESS CONTROL WITH DOOR POSITION SWITCH AND
REX.

EX - S.U. - 01 A162E.1 PRODUCTION 3' - 0" 7' - 0" F HMTL HM1 HMTL 5/A-8.28 4/A-8.28 CL01D NEW DOOR / FRAME IN EXISTING WALL. FIELD VERIFY ALL
DIMENSIONS.

EX - S.U. - 01 A162F UNIVERSITY SOUND & LIGHT
STORAGE

4' - 0" 8' - 0" F HMTL HM1 HMTL 5/A-8.28 4/A-8.28 CL01C NEW DOOR / FRAME IN EXISTING WALL. FIELD VERIFY ALL
DIMENSIONS.

EX - S.U. - 01 A162G S.C. COMMUNICATION STORAGE 4' - 0" 8' - 0" F HMTL HM1 HMTL 5/A-8.28 4/A-8.28 CL01C NEW DOOR / FRAME IN EXISTING WALL. FIELD VERIFY ALL
DIMENSIONS.

EX - S.U. - 01 A162H BOH STORAGE 6' - 0" 8' - 0" F2 HMTL HM1 HMTL 5/A-8.28 4/A-8.28 CL02B NEW DOOR / FRAME IN EXISTING WALL. FIELD VERIFY ALL
DIMENSIONS.

EX - S.U. - 01 ST-H1.2 STAIR H 90 MINUTE 6' - 0" 7' - 0" F2 HMTL HM1 HMTL 5/A-8.28 4/A-8.28 E03 NEW DOOR / FRAME IN EXISTING WALL. FIELD VERIFY ALL
DIMENSIONS.

EX - S.U. - 02 A258.1 GREAT HALL 6' - 0" 7' - 0" H ALUM SF16 ALUM 10/A-8.11 4/A-8.12 08C NEW DOOR / FRAME IN EXISTING WALL. FIELD VERIFY ALL
DIMENSIONS.

EX - S.U. - 02 A258.2 GREAT HALL 6' - 0" 7' - 0" H ALUM SF16 ALUM 10/A-8.11 4/A-8.12 08C NEW DOOR / FRAME IN EXISTING WALL. FIELD VERIFY ALL
DIMENSIONS.

EX - S.U. - 02 A258A.1 VESTIBULE 5' - 7" 7' - 0" H ALUM CW12 ALUM 7/A-8.27 1/A-8.27 E02H NEW DOOR / FRAME IN EXISTING WALL. FIELD VERIFY ALL
DIMENSIONS.

EX - S.U. - 02 A258A.2 VESTIBULE 5' - 7" 7' - 0" H ALUM CW12 ALUM 7/A-8.27 1/A-8.27 CE01D NEW DOOR / FRAME IN EXISTING WALL. FIELD VERIFY ALL
DIMENSIONS.
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DOOR SCHEDULE-L02

LEVEL

DOOR INFO FIRE

RATING

DOOR SIZE DOOR PANEL FRAME

HDWR REMARKSTAG ROOM NAME WIDTH HEIGHT TYPE MATERIAL TYPE MATERIAL

LEVEL 02 A237 WOMEN'S TLT 3' - 0" 8' - 6" F WD HM1 HM A04

LEVEL 02 A238 IDF 3' - 0" 8' - 10" F WD HM1 HM CL01F

LEVEL 02 A239A CIRC 3' - 0" 8' - 10" F WD HM1 HM CL03C

LEVEL 02 A239A1 STOR 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM CL03

LEVEL 02 A239B TICKET COUNTER 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM CL03

LEVEL 02 A240 CINEMA 45 MINUTE 6' - 0" 8' - 10" F2 WD HM1 HM E02G

LEVEL 02 A240A.1 VESTIBULE 6' - 0" 8' - 10" F2 WD HM1 HM 08A

LEVEL 02 A240A.2 VESTIBULE 6' - 0" 8' - 10" F2 WD HM1 HM 08A

LEVEL 02 A240A.3 VESTIBULE 45 MINUTE 6' - 0" 8' - 10" F2 WD HM1 HM CE03C

LEVEL 02 A240A.4 VESTIBULE 45 MINUTE 6' - 0" 8' - 10" F2 WD HM1 HM E02C

LEVEL 02 A240B STORAGE 6' - 0" 8' - 10" F2 WD HM1 HM CL02W Door Gasketing

LEVEL 02 A240C CIRC 3' - 0" 6' - 10" F WD HM1 HM CL01N

LEVEL 02 A240D.1 CINEMA 6' - 0" 6' - 10" F2 WD HM1 HM CL02W

LEVEL 02 A240D.2 STORAGE 3' - 0" 6' - 10" F HM HM1 HM CL01E

LEVEL 02 A240E GREEN RM 3' - 0" 6' - 10" F WD HM1 HM CL01B

LEVEL 02 A240E1 TLT 3' - 0" 8' - 10" F WD HM1 HM 01D

LEVEL 02 A240E2 TLT 3' - 0" 8' - 10" F WD HM1 HM 01D

LEVEL 02 A241.1 PRESENTATION LOUNGE 6' - 2" 8' - 9 3/4" FG ALUM/GL SF ALUM CE01B Door Gasketing, Self-Closing Door per IBC 404.6
Exception 1

LEVEL 02 A241.2 PRESENTATION LOUNGE 2' - 8 1/2" 8' - 9 3/4" FG

LEVEL 02 A241.5 PRESENTATION LOUNGE 3' - 0" 8' - 10" F WD HM1 HM CE09

LEVEL 02 A242.1 RECEPTION/ GREETING 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CE08A Door Gasketing, Self-Closing Door per IBC 404.6
Exception 1

LEVEL 02 A242.3 VISITOR CENTER 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL03A

LEVEL 02 A242A MEETING ROOM 3' - 0" 8' - 10" F WD HM1 HM CL03

LEVEL 02 A242A1 MEETING ROOM 3' - 0" 8' - 10" F WD HM1 HM CL03B

LEVEL 02 A242B ASSOC. DIRECTOR 3' - 0" 8' - 9 3/4" F WD SF ALUM CL03A

LEVEL 02 A242C DIRECTOR 3' - 0" 8' - 9 3/4" F WD SF ALUM CL03A

LEVEL 02 A242D STUDENT WORKERS 3' - 0" 8' - 9 3/4" F WD SF ALUM CL03A

LEVEL 02 A250 ADMIN ASST 6' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL02U

LEVEL 02 A250A1 OUTSOURCE STUDENT
OFFICE

3' - 0" 7' - 9 3/4" F WD SF ALUM CL03A

LEVEL 02 A250A2 OUTSOURCE OFFICES 3' - 0" 7' - 9 3/4" F WD SF ALUM CL03A

LEVEL 02 A251 TEAM 3' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 02 A252 STUDENT ACTIVITIES 6' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL02U

LEVEL 02 A252A DESIGN CENTER / PROD. & SERVICE/
BANNER ROOM

3' - 0" 7' - 9 3/4" F WD SF ALUM CL03A

LEVEL 02 A253 TEAM 3' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 02 A254 TEAM 3' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 02 A255 CENTER FOR COMMUNITY OUTREACH
FLEX WORK AREA

6' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL02U

LEVEL 02 A255A CENTER FOR COMMUNITY OUTREACH
RESOURCE AREA

3' - 0" 7' - 9 3/4" F WD SF ALUM CL03E

LEVEL 02 A255B CENTER FOR COMMUNITY OUTREACH
FLEX WORK AREA

3' - 0" 7' - 10" F WD HM1 HM CL03A

LEVEL 02 A255C CENTER FOR COMMUNITY OUTREACH
EXEC WORK AREA

3' - 0" 7' - 9 3/4" F WD SF ALUM CL03E

LEVEL 02 A255E (i.e BLACK STUDENT UNION) SHARED
ASSIGNMENT#4

3' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 02 A255F.2 HONOR SOCIETIES (i.e OMICRON
DELTA KAPPA, PHI BETA KAPPA, PHI
KAPPA PHI)  SHARED ASSIGNMENT#3

3' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 02 A256 TEAM 3' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 02 A257.1 LEADERSHIP EXCHANGE 6' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL02U

LEVEL 02 A257.2 LEADERSHIP EXCHANGE 3' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL03A

LEVEL 02 A258 CIRC 45 MINUTE 6' - 0" 6' - 9 1/2" F WD HM5 HM CE03A

LEVEL 02 A260.1 INNOV INCUBATOR / EVENT SPACE 6' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL02U

LEVEL 02 A260.2 INNOV INCUBATOR / EVENT SPACE 3' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL04F

LEVEL 02 A261 CIRC 3' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 02 A262 STUDENT ORGS WORKSPACE 6' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL02U

LEVEL 02 A262A.1 (i.e STUDENT SUSTAINABILITY
COUNCIL) SHARED ASSIGNMENT#2

3' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL03A

LEVEL 02 A262A.2 (i.e STUDENT SUSTAINABILITY
COUNCIL) SHARED ASSIGNMENT#2

3' - 0" 7' - 10" F WD HM1 HM CL03C

LEVEL 02 A262C IDF 3' - 0" 7' - 10" F WD HM1 HM CL01F

LEVEL 02 A262D.1 SAB PROMOTIONS 3' - 0" 7' - 9 3/4" F WD SF ALUM CL03A

LEVEL 02 A262D.2 SAB PROMOTIONS 3' - 0" 7' - 9 3/4" F WD SF ALUM CL03A

LEVEL 02 A263 TEAM 3' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 02 A264 TEAM 3' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 02 A265 STUDENT ACTIVITIES 6' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL02U

LEVEL 02 A265A SAB EXEC WORKSPACE 3' - 0" 7' - 9 3/4" F WD SF ALUM CL03A

LEVEL 02 A266 CIRC 3' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 02 A267A SGA 3' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CL01W

LEVEL 02 A267A1 OFFICE 3' - 0" 7' - 9 3/4" F WD SF ALUM CL03E

LEVEL 02 A267A2.1 SGA CONF RM 3' - 0" 7' - 9 3/4" F WD SF ALUM CL03E

LEVEL 02 A267A2.2 SGA CONF RM 3' - 0" 7' - 9 3/4" F WD SF ALUM CL04F

LEVEL 02 A267A3 SGA PRES 3' - 0" 7' - 9 3/4" F WD SF ALUM CL03E

LEVEL 02 A268.1 SENATE 6' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CE01B

LEVEL 02 A268.2 SENATE 3' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CE08

LEVEL 02 A268.3 SENATE 3' - 0" 7' - 10" F WD HM1 HM CL03

LEVEL 02 A268.4 CIRC 6' - 0" 7' - 9 3/4" FG ALUM/GL SF ALUM CE01B

LEVEL 02 A268A AV 3' - 0" 8' - 10" F WD HM1 HM CL01E

LEVEL 02 A270 SHELLED RETAIL 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CE01B

LEVEL 02 A270A SHELLED RETAIL 3' - 0" 8' - 10" F WD HM1 HM CL01F

LEVEL 02 A271 SHELLED RETAIL 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CE01B

LEVEL 02 A272 POLICE 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL01W

LEVEL 02 A272A STORAGE 2' - 6" 7' - 10" F2 WD HM1 HM CL03

LEVEL 02 A273 AUNTIE ANNE'S DINING 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM E04

LEVEL 02 A273A1.1 AUNTIE ANNE'S 3' - 0" 8' - 10" --- SS --- SS 05 08 3815 Foodservice Double-Acting Doors

LEVEL 02 A273A1.2 AUNTIE ANNE'S 3' - 0" 8' - 10" F WD HM1 HM CL01D

LEVEL 02 A274.1 CIRC 45 MINUTE 6' - 0" 8' - 10" F2 WD HM1 HM CE03C

LEVEL 02 A274.2 THEATER 45 MINUTE 6' - 0" 8' - 10" F2 WD HM1 HM CE03C

LEVEL 02 A274.3 3' - 9 1/2" 8' - 7 1/2" FG ALUM/GL CW ALUM CE08

LEVEL 02 A278B.1 3' - 1 9/16" 8' - 0" AGP GL SF ALUM 02

LEVEL 02 A278B.2 2' - 11 5/16" 8' - 0" AGP GL SF ALUM 02

LEVEL 02 A278B.3 2' - 11 5/16" 8' - 0" AGP GL SF ALUM 02

LEVEL 02 A278B.4 3' - 1 9/16" 8' - 0" AGP GL SF ALUM 02

LEVEL 02 A285.1 BOOKSTORE 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CE01C Door Gasketing, Self-Closing Door per IBC 404.6
Exception 1

LEVEL 02 A285.2 BOOKSTORE 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM E02D Door Gasketing, Self-Closing Door per IBC 404.6
Exception 1

LEVEL 02 A285.3 BOOKSTORE 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CE01B

LEVEL 02 A285.6 BOOKSTORE 7' - 1" 7' - 0" FG ALUM/GL CW ALUM CE12 One leaf to open 80 degrees, other leaf to open 180
degrees

LEVEL 02 A285.7 BOOKSTORE 7' - 1" 7' - 0" FG ALUM/GL CW ALUM CE12 One leaf to open 80 degrees, other leaf to open 180
degrees

LEVEL 02 ST-D2 STAIR 90 MINUTE 3' - 6" 8' - 9 1/2" FG ALUM/GL FR CW ALUM 03C 08 1116 Fire Rated Entrances and Storefronts

LEVEL 02 ST-H2 STAIR 90 MINUTE 3' - 0" 8' - 10" F WD HM1 HM CE04

LEVEL 02 ST-P2.1 STAIR 90 MINUTE 6' - 0" 7' - 10" F2 WD HM1 HM AE01

LEVEL 02 ST-P2.2 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM ACEK01B

LEVEL 02 ST-R2 STR 90 MINUTE 3' - 0" 8' - 10" F WD HM1 HM 03D

LEVEL 02 ST-T2 STAIR 90 MINUTE 3' - 0" 7' - 10" F HM HM1 HM CE04A

DOOR SCHEDULE-L02

LEVEL

DOOR INFO FIRE

RATING

DOOR SIZE DOOR PANEL FRAME

HDWR REMARKSTAG ROOM NAME WIDTH HEIGHT TYPE MATERIAL TYPE MATERIAL

LEVEL 02 BOOKSTORE A100B-U As Specified in
08 36 00

24' - 8" 16' - 0"

LEVEL 02 BOOKSTORE A285.4 3' - 6" 6' - 10" FG ALUM/GL CW ALUM D02 EXTERIOR FOLDING PANEL DOOR

LEVEL 02 BOOKSTORE A285.5 3' - 6" 6' - 10" FG ALUM/GL CW ALUM D02 EXTERIOR FOLDING PANEL DOOR

LEVEL 02 BOOKSTORE ST-Q2 3' - 5 1/8" 8' - 7 1/2" FG ALUM/GL CW ALUM E11

EX - S.U. - 02 A250A LGBTQ* RESOURCES 3' - 0" 7' - 10" F WD HM1 HM CL04C

EX - S.U. - 02 A255F.1 HONOR SOCIETIES (i.e OMICRON
DELTA KAPPA, PHI BETA KAPPA, PHI
KAPPA PHI)  SHARED ASSIGNMENT#3

3' - 0" 8' - 10" F WD HM1 HM CL04F

EX - S.U. - 02 A255F.3 HONOR SOCIETIES (i.e OMICRON
DELTA KAPPA, PHI BETA KAPPA, PHI
KAPPA PHI)  SHARED ASSIGNMENT#3

3' - 0" 7' - 10" F WD HM1 HM CL04H

LEVEL 02 A172G 12' - 1 7/8" 6' - 2"

LEVEL 02 A181C.2 3' - 6" 8' - 10" F HM HM1 HM CE04A

LEVEL 02 A200A1.1 VESTIBULE 6' - 8" 8' - 7 1/2" FG2 ALUM/GL CW ALUM ACEKS01A ADA Operator, Smoke Evac

LEVEL 02 A200A1.2 VESTIBULE 6' - 8" 8' - 7 1/2" FG2 ALUM/GL CW ALUM AES03 Smoke Evac

LEVEL 02 A200A1.3 6' - 8" 8' - 7 1/2" FG2 ALUM/GL CW ALUM AS04 ADA Operator, Smoke Evac

LEVEL 02 A200A1.4 6' - 8" 8' - 7 1/2" FG2 ALUM/GL CW ALUM AS01 Smoke Evac

LEVEL 02 A200A4.1 VESTIBULE 6' - 8" 8' - 7 1/2" FG2 ALUM/GL CW ALUM AES03 Smoke Evac

LEVEL 02 A200A4.2 VESTIBULE 6' - 8" 8' - 7 1/2" FG2 ALUM/GL CW ALUM ACEKS01 ADA Operator, Smoke Evac

LEVEL 02 A200A4.3 VESTIBULE 6' - 8" 8' - 7 1/2" FG2 ALUM/GL CW ALUM AS01 Smoke Evac

LEVEL 02 A200A4.4 VESTIBULE 6' - 8" 8' - 7 1/2" FG2 ALUM/GL CW ALUM AS04A ADA Operator, Smoke Evac

LEVEL 02 A200B1.1 VESTIBULE 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM E02A

LEVEL 02 A200B1.2 VESTIBULE 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM ACEK01A ADA Operator

LEVEL 02 A200B1.3 CIRC 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM 08B

LEVEL 02 A200B1.4 CIRC 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM A01B ADA Operator

LEVEL 02 A200D1 ATMS 3' - 0" 8' - 10" F WD HM1 HM CL01E

LEVEL 02 A200D1.1 VESTIBULE 6' - 8" 8' - 7 1/2" FG2 ALUM/GL CW ALUM E02A ADA Operator

LEVEL 02 A200D1.2 VESTIBULE 6' - 8" 8' - 7 1/2" FG2 ALUM/GL CW ALUM ACEK01A

LEVEL 02 A200D1.3 CIRCULATION 6' - 8" 8' - 7 1/2" FG2 ALUM/GL CW ALUM 08 ADA Operator

LEVEL 02 A200D1.4 CIRCULATION 6' - 8" 8' - 7 1/2" FG2 ALUM/GL CW ALUM A01

LEVEL 02 A200D2 ATMS 3' - 0" 8' - 10" F WD HM1 HM CL01E

LEVEL 02 A200D3 STORAGE 3' - 0" 8' - 10" F WD HM1 HM CL01E

LEVEL 02 A200E CIRCULATION 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM E03A

LEVEL 02 A200F.1 MP BOH 6' - 0" 8' - 10" F2 WD HM1 HM CL02X

LEVEL 02 A200F.2 MP BOH 6' - 0" 7' - 10" F2 WD HM1 HM CE03

LEVEL 02 A200G MP BOH 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM CE04

LEVEL 02 A200J1.1 VEST 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM ACEKS02 ADA Operator, Smoke Evac

LEVEL 02 A200J1.2 VEST 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM AES02 Smoke Evac

LEVEL 02 A200J1.3 VEST 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM AES02 Smoke Evac

LEVEL 02 A200J1.4 VEST 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM AS03 ADA Operator, Smoke Evac

LEVEL 02 A200J1.5 CIRC 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM AS02 Smoke Evac

LEVEL 02 A200J1.6 CIRC 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM AS02 Smoke Evac

LEVEL 02 A211 MOTHER'S RM 3' - 0" 8' - 10" F WD HM1 HM 01E

LEVEL 02 A212A.1 MULTI- PURPOSE 45 MINUTE 3' - 6" 8' - 0" E WD HM3 HM CE04

LEVEL 02 A212A.2 MULTI- PURPOSE 45 MINUTE 3' - 6" 8' - 0" E WD HM3 HM E09A

LEVEL 02 A212A.3 MULTI- PURPOSE 45 MINUTE 3' - 6" 8' - 0" E WD HM3 HM E09A

LEVEL 02 A212A.4 MULTI- PURPOSE 45 MINUTE 3' - 6" 8' - 0" E WD HM3 HM E09A

LEVEL 02 A212A.5 MULTI- PURPOSE 45 MINUTE 3' - 6" 8' - 0" E WD HM3 HM E09A

LEVEL 02 A212A.6 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM CE04B

LEVEL 02 A212A.7 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212A.8 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212A.9 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212A.10 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212A.11 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212A.12 MULTI- PURPOSE 6' - 0" 7' - 10" F2 WD HM1 HM E08

LEVEL 02 A212A.13 MULTI- PURPOSE 6' - 0" 7' - 10" F2 WD HM1 HM CE10

LEVEL 02 A212B.1 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM CE04B

LEVEL 02 A212B.2 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212B.3 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212B.4 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212B.5 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212B.6 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212B.7 MULTI- PURPOSE 6' - 0" 7' - 10" F2 WD HM1 HM E08

LEVEL 02 A212B.8 MULTI- PURPOSE 6' - 0" 7' - 10" F2 WD HM1 HM CE10

LEVEL 02 A212C.1 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM CE04B

LEVEL 02 A212C.2 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212C.3 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212C.4 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212C.5 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212C.6 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212C.7 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212C.8 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212C.9 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212C.10 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212C.11 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM E09

LEVEL 02 A212C.12 MULTI- PURPOSE 3' - 6" 7' - 10" E WD HM3 HM CE04B

LEVEL 02 A212C.13 MULTI- PURPOSE 6' - 0" 7' - 10" F2 WD HM1 HM CE10

LEVEL 02 A212E.1 CIRC 45 MINUTE 3' - 0" 7' - 10" F HM HM1 HM CL01R

LEVEL 02 A212F AV EQUIP / SECURE 3' - 0" 7' - 10" F HM HM1 HM CL01R

LEVEL 02 A212H.1 FINISHING KITCHEN 6' - 0" 7' - 10" F2 HM HM1 HM CL02X

LEVEL 02 A212H.2 FINISHING KITCHEN 6' - 0" 7' - 10" --- SS --- SS D06 08 3815 Foodservice Double-Acting Doors

LEVEL 02 A212J STORAGE 3' - 6" 7' - 10" F HM HM1 HM CL01C

LEVEL 02 A212K STORAGE 6' - 0" 7' - 10" F2 HM HM1 HM CL02X

LEVEL 02 A212L HK 3' - 0" 7' - 10" F HM HM1 HM CL01D

LEVEL 02 A212M GREEN RM 3' - 0" 7' - 10" F HM HM1 HM CL01D

LEVEL 02 A212M1 TLT 3' - 0" 7' - 10" F HM HM1 HM 01D

LEVEL 02 A212M2 TLT 3' - 0" 7' - 10" F HM HM1 HM 01D

LEVEL 02 A212N IDF 3' - 0" 7' - 10" F HM HM1 HM CL01F

LEVEL 02 A221 MP BOH 3' - 0" 8' - 10" F WD HM1 HM CEK02

LEVEL 02 A222 HK 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM CL01Q

LEVEL 02 A223 MEN'S TLT 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM A03B

LEVEL 02 A224 WOMEN'S TLT 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM A03B

LEVEL 02 A225 IDF 3' - 0" 8' - 10" F WD HM1 HM CL01F

LEVEL 02 A226 MP BOH 3' - 0" 7' - 10" F HM HM1 HM CL01F

LEVEL 02 A230.1 MLK SUITE 3' - 0" 8' - 9 3/4" F WD SF ALUM CL04C

LEVEL 02 A230.2 MLK SUITE 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 02 A230.3 MLK SUITE 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 02 A230A RECEPTION 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL02C Door Gasketing, Self-Closing Door per IBC 404.6
Exception 1

LEVEL 02 A230A2 GROUP STUDY 3' - 0" 8' - 9 3/4" F WD SF ALUM CL03E

LEVEL 02 A230B1 OFFICE 3' - 0" 8' - 9 3/4" F WD SF ALUM CL03E

LEVEL 02 A230C1 OFFICE 3' - 0" 8' - 9 3/4" F WD SF ALUM CL03A

LEVEL 02 A230C2 GROUP STUDY 3' - 0" 8' - 9 3/4" F WD SF ALUM CL03E

LEVEL 02 A231 MEETING 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL01U Door Gasketing, Self-Closing Door per IBC 404.6
Exception 1

LEVEL 02 A231A STOR 3' - 0" 8' - 10" F WD HM1 HM CL03

LEVEL 02 A233 ELEC 3' - 0" 8' - 6" F WD HM1 HM CEK02

LEVEL 02 A234 GENDER INCLUSIVE TLT 3' - 0" 8' - 6" F WD HM1 HM A03A

LEVEL 02 A235 HK 3' - 0" 8' - 6" F HM HM1 HM CL01E

LEVEL 02 A236 MEN'S TLT 3' - 0" 8' - 6" F WD HM1 HM A04
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DOOR SCHEDULE-L03

LEVEL

DOOR INFO FIRE

RATING

DOOR SIZE DOOR PANEL FRAME

HDWR REMARKSTAG ROOM NAME WIDTH HEIGHT TYPE MATERIAL TYPE MATERIAL

EX - S.U. - 03 ART GALLERY 3' - 4 1/16" 7' - 0" AGP

EX - S.U. - 03 A350A.1 CHAIR & TABLE STOR 6' - 0" 8' - 10" F2 WD HM1 HM CL02B Door Gasketing

EX - S.U. - 03 A351C GREEN RM 3' - 0" 8' - 10" F WD HM1 HM CL01E

EX - S.U. - 03 A360.1 STAIR F 6' - 0" 7' - 10" F2 WD HM1 HM CE03A

EX - S.U. - 03 ST-H3 STAIR 90 MINUTE 3' - 0" 7' - 10" F WD HM1 HM CE06A

EX - S.U. - 03 ST-K1 STAIR 3' - 0" 6' - 10" F WD HM1 HM CE04

LEVEL 03 ART GALLERY 3' - 3 7/8" 7' - 0" AGP

LEVEL 03 PREFUNCTION LOUNGE 3' - 3 1/16" 7' - 0" AGP

LEVEL 03 ART GALLERY 3' - 4 1/16" 7' - 0" AGP

LEVEL 03 ART GALLERY 3' - 4 1/16" 7' - 0" AGP

LEVEL 03 ART GALLERY 3' - 4 1/16" 7' - 0" AGP

LEVEL 03 ART GALLERY 3' - 4 1/16" 7' - 0" AGP

LEVEL 03 PREFUNCTION LOUNGE 3' - 2 3/4" 7' - 0" AGP

LEVEL 03 PREFUNCTION LOUNGE 3' - 2 3/4" 7' - 0" AGP

LEVEL 03 PREFUNCTION LOUNGE 3' - 2 3/4" 7' - 0" AGP

LEVEL 03 PREFUNCTION LOUNGE 3' - 2 11/16" 7' - 0" AGP

LEVEL 03 A300B.1 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM ACEK01A ADA Operator

LEVEL 03 A300J1.1 VESTIBULE 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM ACEK02 ADA Operator

LEVEL 03 A300J1.2 VESTIBULE 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM E04B

LEVEL 03 A300J1.3 VESTIBULE 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM E04B

LEVEL 03 A300J1.4 VESTIBULE 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM A02 ADA Operator

LEVEL 03 A300J1.5 VESTIBULE 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM 10

LEVEL 03 A300J1.6 VESTIBULE 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM 10

LEVEL 03 A310.1 MAIN ELEC 90 MINUTE 6' - 0" 8' - 10" F2 WD HM1 HM CEK01B

LEVEL 03 A310.2 MAIN ELEC 90 MINUTE 8' - 0" 8' - 10" F2 HM HM1 HM D03

LEVEL 03 A310.3 MAIN ELEC 90 MINUTE 3' - 0" 7' - 10" F HM HM1 HM CEK02B

LEVEL 03 A310.4 STORAGE 3' - 0" 7' - 10" F WD HM1 HM CL01F

LEVEL 03 A310B.1 ELECTRICAL PANEL ROOM 90 MINUTE 5' - 0" 7' - 10" F2 HM HM2 HM 11

LEVEL 03 A310B.2 ELECTRICAL PANEL ROOM 90 MINUTE 4' - 0" 8' - 0" F HM HM1 HM 03D

LEVEL 03 A311 STORAGE 6' - 0" 8' - 10" F2 WD HM1 HM CL02N

LEVEL 03 A311A.1 STORAGE 3' - 0" 7' - 10" F HM HM1 HM CL01F

LEVEL 03 A311A.2 CIRC 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM CL01M

LEVEL 03 A320 MOTHER'S RM 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM 01G

LEVEL 03 A321 ELEC 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM CEK02B

LEVEL 03 A322 HK 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM CL01Q

LEVEL 03 A323 MEN'S TLT 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM A03B

LEVEL 03 A324 WOMEN'S TLT 45 MINUTE 3' - 0" 8' - 10" F WD HM1 HM A03B

LEVEL 03 A325 IDF 3' - 0" 8' - 10" F WD HM1 HM CL01F

LEVEL 03 A330A MTG 6' - 1 1/16" 8' - 9 3/4" FG ALUM/GL SF ALUM CE01A

LEVEL 03 A330B MTG 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CE01A

LEVEL 03 A330C.1 MTG 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 03 A330D MTG 3' - 0" 8' - 7 3/8" FG ALUM/GL SF ALUM CL03A

LEVEL 03 A330E.1 MTG 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM L04

LEVEL 03 A330E.2 MTG 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 03 A330F MTG 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 03 A331.1 MTG 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL03A Door Gasketing, Self-Closing Door per IBC 404.6
Exception 1

LEVEL 03 A331.2 MTG 3' - 0" 8' - 10" F WD HM1 HM CL03

LEVEL 03 A331A.1 STOR 3' - 0" 8' - 10" F WD HM1 HM CL04J

LEVEL 03 A331A.2 STOR 3' - 0" 8' - 10" F WD HM1 HM CL04J

LEVEL 03 A331A.3 MTG 3' - 0" 8' - 10" F WD HM1 HM CL03C

LEVEL 03 A332 GENDER INCLUSIVE TLT 3' - 0" 8' - 10" F WD HM1 HM A03A

LEVEL 03 A333 ELEC 3' - 0" 8' - 10" F WD HM1 HM CEK02

LEVEL 03 A334 HK 3' - 0" 8' - 10" F WD HM1 HM CL01D

LEVEL 03 A336 MEN'S TLT 3' - 0" 8' - 10" F WD HM1 HM A04

LEVEL 03 A337 WOMEN'S TLT 3' - 0" 8' - 10" F WD HM1 HM A04

LEVEL 03 A338 IDF 3' - 0" 8' - 10" F WD HM1 HM CL01F

LEVEL 03 A340A.1 CINEMA VESTIBULE 6' - 0" 8' - 10" F2 WD HM1 HM 08A

LEVEL 03 A340A.2 CINEMA VESTIBULE 6' - 0" 8' - 10" F2 WD HM1 HM 08A

LEVEL 03 A340A.3 CINEMA VESTIBULE 45 MINUTE 6' - 0" 8' - 10" F2 WD HM1 HM CE03C

LEVEL 03 A340A.4 CINEMA VESTIBULE 45 MINUTE 6' - 0" 8' - 10" F2 WD HM1 HM E02C

LEVEL 03 A340B1 PROJECTION 3' - 0" 8' - 10" F WD HM1 HM CL03D

LEVEL 03 A340B2 PROJECTION 3' - 0" 8' - 10" F WD HM1 HM CL03

LEVEL 03 A340B3 PROJECTION 3' - 0" 6' - 8" F WD HM1 HM CL03D

LEVEL 03 A350.1 HARRIS BALLROOM 7' - 0" 7' - 10" F2 WD HM1 HM E02E

LEVEL 03 A350.2 HARRIS BALLROOM 7' - 0" 7' - 10" F2 WD HM1 HM CE03B

LEVEL 03 A350.3 HARRIS BALLROOM 7' - 0" 7' - 10" F2 WD HM1 HM E02E

LEVEL 03 A350C MTG 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 03 A350D MTG 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 03 A351.1 FINISHING KITCHEN 6' - 0" 8' - 10" F2 WD HM1 HM CL02X

LEVEL 03 A351.2 FINISHING KITCHEN 3' - 0" 8' - 10" F WD HM1 HM CL01G

LEVEL 03 A351C1 TLT 3' - 0" 8' - 10" F WD HM1 HM 01C

LEVEL 03 A372 CIRC 3' - 0" 8' - 10" F WD HM1 HM CL01E

LEVEL 03 A374 THEATER 3' - 0" 8' - 10" F WD HM1 HM CE06B

LEVEL 03 A375.1 CIRC 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CE01A

LEVEL 03 A375.3 MTG 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM CE08B

LEVEL 03 A380.1 WILDCARD SERVICE CENTER 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL02U

LEVEL 03 A380.2 WILDCARD SERVICE CENTER 6' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM L03

LEVEL 03 A380B STOR/PRINT 3' - 0" 8' - 10" F WD HM1 HM CL03

LEVEL 03 A381 UK DINING CENTER 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 03 A381A1 SECURE STOR 3' - 0" 8' - 10" F WD HM1 HM CL03

LEVEL 03 A381A.1 STOR/PRINT 3' - 0" 8' - 10" F WD HM1 HM CL03

LEVEL 03 A381A.2 STOR/PRINT 3' - 0" 8' - 10" F WD HM1 HM CL03

LEVEL 03 A382 PLUS ACCT MGR 3' - 0" 8' - 9 3/4" FG ALUM/GL SF ALUM CL03E

LEVEL 03 EX370.1 CIRC 6' - 0" 8' - 7 1/2" FG2 ALUM/GL CW ALUM D01

LEVEL 03 EX370.2 CIRC 3' - 5 3/4" 8' - 7 1/2" FG ALUM/GL CW ALUM AE02 ADA Operator

LEVEL 03 EX371 TERRACE 3' - 0" 8' - 7 1/2" FG ALUM/GL CW ALUM ACEK02A ADA Operator

LEVEL 03 ST-D3 STAIR 90 MINUTE 3' - 6" 8' - 9 1/2" FG ALUM/GL FR CW ALUM 03E 08 1116 Fire Rated Entrances and Storefronts

LEVEL 03 ST-PA3 STAIR 90 MINUTE 6' - 0" 8' - 10" F2 WD HM1 HM E10

LEVEL 03 ST-R3.1 STR 90 MINUTE 3' - 0" 8' - 10" F WD HM1 HM 03B

LEVEL 03 ST-R3.2 STR 90 MINUTE 3' - 0" 8' - 10" F WD HM1 HM CE04C

DOOR SCHEDULE - PENTHOUSE

Level

OPENING FIRE

RATING

DOOR SIZE DOOR FRAME

HDWR REMARKSTAG ROOM NAME WIDTH HEIGHT TYPE MATERIAL TYPE MATERIAL

LEVEL PENTHOUSE PH-411 ROOF 6' - 0" 7' - 10" F2 HM HM1 HM D01A

LEVEL PENTHOUSE PH-430.1 PENTHOUSE 6' - 0" 7' - 10" F2 HM HM1 HM D01A

LEVEL PENTHOUSE PH-430.2 PENTHOUSE 3' - 0" 7' - 10" F HM HM1 HM D07

LEVEL PENTHOUSE PH-451 ROOF 6' - 0" 7' - 10" F2 HM HM1 HM D01A

LEVEL PENTHOUSE PH-480 PENTHOUSE 6' - 0" 7' - 10" F2 HM HM1 HM D01B

LEVEL PENTHOUSE ST-RP STR 3' - 0" 7' - 10" F

EXTERIOR PANEL FOLDING DOOR SCHEDULE

Type Mark Description Model Keynote Base Constraint Length
Unconnected

Height

OVERHEAD COILING DOOR SCHEDULE

Level

DOOR INFO

FIRE RATING

DOOR SIZE

HARDWARE REMARKSTAG ROOM NAME WIDTH HEIGHT

LEVEL 01 FOOD
SERVICE

A180.3 CATERING 8' - 0" 8' - 0" O01

EX - S.U. - 02 ST-E2 4' - 6" 8' - 0"

EX - S.U. - 02 ST-F2 GREAT HALL 4' - 6" 8' - 0"

LEVEL 02 A212E.2 CIRC 12' - 4" 6' - 2" 02 08 3323 Wood Overhead Coiling Doors

OVERHEAD SECTIONAL DOOR SCHEDULE

Level

DOOR INFO

FIRE RATING

DOOR SIZE

HARDWARE REMARKSTAG ROOM NAME WIDTH HEIGHT

LEVEL 01 A162.2 O01

LEVEL 01 A162.3 O01

LEVEL 01 A162.4 O01

LEVEL 01 A162.5 O01

FIRE-RATED FOLDING DOOR SCHEDULE

Level

DOOR INFO

FIRE RATING

DOOR SIZE

HARDWARE REMARKSTAG ROOM NAME WIDTH HEIGHT

LEVEL 01 A130 SOUTH RETAIL DINING 60 MINUTE 19' - 2" 10' - 0" 08 3513 Moveable Fire Wall Without
Egress

LEVEL 02 A200B.1 CIRC 60 MINUTE 13' - 0 3/4" 9' - 0" 02 08 3513 Cross Corridor with Egress

LEVEL 02 A200B.3 CIRC 60 MINUTE 9' - 5 5/8" 9' - 0" D05 08 3513 Moveable Fire Wall Without
Egress

LEVEL 02 A212D PRE-FUNCTION /LOUNGE 60 MINUTE 14' - 2 1/8" 9' - 0" 02 08 3513 Cross Corridor with Egress

LEVEL 02 A252B CIRC 60 MINUTE 15' - 9 1/8" 9' - 0" 02 08 3513 Moveable Fire Wall Without
Egress

LEVEL 03 A300A.1 CIRC 60 MINUTE 10' - 0" 9' - 0" 02 08 3513 Cross Corridor with Egress

LEVEL 03 A300A.2 CIRC 60 MINUTE 13' - 0 3/4" 10' - 0" 02 08 3513 Cross Corridor with Egress

LEVEL 03 A300B.2 CIRC 60 MINUTE 18' - 4 1/4" 9' - 0" 02 08 3513 Moveable Fire Wall Without
Egress

LEVEL 03 A300J CIRC 60 MINUTE 17' - 10 13/16" 9' - 0" 02 08 3513 Moveable Fire Wall Without
Egress

FOLDING GRILLE DOOR SCHEDULE

Level

DOOR INFO

FIRE RATING

DOOR SIZE

HARDWARE REMARKSTAG ROOM NAME WIDTH HEIGHT

LEVEL 01 A131B FIELD VERIFY 9' - 0" 08 3516 Folding Grille - Chick-fil-a manual
sliding security door

LEVEL 01 A132A FIELD VERIFY 8' - 0" 08 3516 Folding Grille - Panda Express
manual sliding security door

LEVEL 01 A142.1 FIELD VERIFY 9' - 0" 08 3516 Folding Grille - Subway manual
sliding security door
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FG

FULL GLASS

S

SINGLE SLIDING 
DOOR

E

LARGE EVENT DOOR 
KENTUCKY

AFD

ACCORDIAN FIRE 
DOOR

OCD

OVERHEAD COILING 
DOOR

5" 5"

7"
10

"

N

NARROW LITE

6"

2'
 -

 9
"

1'
 -

 0
"

OSD

OVERHEAD 
SECTIONAL DOOR

F2F

FLUSH DOOR DOUBLE 
FLUSH DOOR
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AS SCHEDULED

HM1 HM2 SFHM5HM3

SCHEDULED

AS

LOCATIONS PER ELEVATIONS, TYP.

GLASS TYPE, SIZE & MULLION

HM4 FR CW

SCHEDULED

AS

LOCATIONS PER ELEVATIONS, TYP.

GLASS SIZE & MULLION
CW

SCHEDULED

AS

GL GL

GL GL

GL

GL

GLGLGL3

A-8.4

4

A-8.4

11

A-8.4
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A-8.4

5

A-8.4
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A-8.4

4

A-5.84

3

A-6.15
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A-8.4
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A-8.4
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A-8.4
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A-8.4
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A-8.4
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GL

GL GLGLGL
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A-8.4

SIM. OPP.

LOCATIONS PER ELEVATIONS, TYP.

GLASS TYPE, SIZE & MULLION
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AS

ELEVATIONS

PER

REFER TO SHEET A 8.13 FOR TYPICAL DETAILS

GROUT CMU AT 
JAMB SOLID

SEALANT @ BOTH
SIDES

JAMB ANCHORS

1/2" 1/2"

GROUT FRAME 
SOLID

SCHEDULED 
PARTITION

2"

SCHEDULED PARTITION

SEALANT AT BOTH SIDES

GROUT FRAME SOLID

04 2000-02
BOND BEAM

1/2" 1/2"

2"

SCHEDULED PARTITION

SEALANT (BOTH SIDES)

GROUT FRAME SOLID

JAMB ANCHORS

SCHEDULED DOOR

1/2" 1/2"

GROUT CMU AT JAMB SOLID

2"

JOINT SEALANT BOTH SIDES 

GROUT FRAME SOLID

SCHEDULED DOOR

1/2" 1/2"

SCHEDULED PARTITION

04 2000-02
BOND BEAM

2"

SCHEDULED PARTITION

DOUBLE 6" METAL STUD
BOX HEADER

JOINT SEALANT BOTH SIDES

METAL TRACK 
RUNNER

HM FRAME

SCHEDULED DOOR

SCHEDULED PARTITION

DOUBLE METAL STUD

JOINT SEALANT BOTH
SIDES

HM FRAME

JAMB ANCHORS

SCHEDULED DOOR

2"

1/2" 1/2"

SCHEDULED 
PARTITION 

DOUBLE METAL STUD

JOINT SEALANT 
(BOTH SIDES) 

HM FRAME

JAMB ANCHORS

1/2" 1/2"

SCHEDULED PARTITION

DOUBLE 6" METAL STUD
BOX HEADER

JOINT SEALANT BOTH SIDES

METAL TRACK 
RUNNER

HM FRAME

SCHEDULED DOOR

2"

5/8" 1/2"

08 4113-01
ALUMINUM-FRAMED ENTRANCES AND
STOREFRONTS

1/
8"

2"

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

08 4113-01
ALUMINUM-FRAMED ENTRANCES AND
STOREFRONTS

7 
1/

2"

PROVIDE STEEL REINFORCEMENT AS
DEMONSTRATED BY DELEGATED
DESIGN ENGINEERING PER
PERFORMANCE CRITERIA

08 4413-01
GLAZED ALUMINUM CURTAIN WALL

8" 08 1116-01
FIRE RATED ENTRANCES AND
STOREFRONTS

08 4410-01
FIRE RATED ALUMINUM CURTAIN WALL

08 4410-02
FIRE RATED GLAZING (120MIN)

LOCATE HINGE SIDE OF DOOR FRAME 4" FROM 
PERPENDICULAR WALL UNLESS NOTED OTHERWISE.

FIRE-RATING GLAZING IN DOORS SHALL MEET THE 
FIRE RATING REQUIREMENT OF THE DOORS TO 
WHICH THEY ARE INSTALLED.

CONTRACTOR TO COORDINATE DOOR JAMB DEPTH 
WITH WALL CONSTRUCTION TYPE.

FIELD VERIFY AND COORDINATE FRAME OPENING 
DIMENSIONS PRIOR TO MANUFACTURING DOORS AND 
FRAMES.

PAINT ALL INTERIOR HOLLOW METAL DOORS AND 
FRAMES TO MATCH ADJACENT WALL FINISH.

ALL EXTERIOR DOORS AND FRAMES INDICATED AS 
HOLLOW METAL SHALL BE GALVANIZED HOLLOW 
METAL AND SHALL BE PAINTED WITH HIGH 
PERFORMANCE PAINT. 

COORDINATE DOOR CONTACT REQUIREMENTS WITH 
ELECTRICAL AND COMMUNICATIONS CONTRACTORS. 

CONFIRM, COORDINATE, SITE MEASURE FRAME 
OPENING DIMENSIONS ON SITE PRIOR TO 
MANUFACTURING DOORS AND FRAMES. 

CONTRACTOR TO COORDINATE DOOR JAMB DEPTH 
WITH WALL CONSTRUCTION TYPE. 

EXTERIOR HOLLOW METAL DOORS ARE TO BE 
INSULATED. 

GLAZING IN SMOKE, 20 MINUTE, 45 MINUTE, OR 90 
MINUTE DOORS TO BE FIRE-RATED GLAZING PER 
SPECIFICATION, LIMITED TO 1,296 SQ. INCHES. 

ALL GLASS IN DOORS AND SIDE LIGHTS SHALL BE 
TEMPERED SAFETY GLASS UNLESS NOTED 
OTHERWISE. 

GENERAL NOTES
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1/4" = 1'-0"A-8.4

2 DOOR TYPE ELEVATIONS

1/4" = 1'-0"A-8.4

1 FRAME TYPES

3" = 1'-0"A-8.4

3 JAMB DETAIL @ CMU WALLS

3" = 1'-0"A-8.4

10 HEAD DETAIL @ CMU WALLS

3" = 1'-0"A-8.4

5 JAMB DETAIL @ DOUBLE EGRESS DOORS

3" = 1'-0"A-8.4

12 HEAD DETAIL @ DOUBLE EGRESS DOORS

3" = 1'-0"A-8.4

11 HEAD DETAIL @ TYP. RATED/NON-RATED DOORS

3" = 1'-0"A-8.4

4 JAMB DETAIL @ TYP. RATED/NON-RATED DOORS

3" = 1'-0"A-8.4

6
JAMB DETAIL @ DOUBLE ACTING DOOR AND CASED
OPENING

3" = 1'-0"A-8.4

13
HEAD DETAIL @ DOUBLE ACTING DOOR AND CASED
OPENING

3" = 1'-0"A-8.4

14 HEAD DETAIL @ CURTAIN WALL

3" = 1'-0"A-8.4

7 JAMB DETAIL @ CURTAIN WALL

3" = 1'-0"A-8.4

15 HEAD DETAIL @ FIRE RATED CURTAIN WALL
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USE TEMPERED GLASS WHERE REQUIRED BY THE 2013 KENTUCKY BUILDING 
CODE. 

COORDINATE VERTICAL MULLION PLACEMENT WITH INTERIOR WALL LOCATIONS.

SEE WALL TYPE SCHEDULE FOR WALL CONSTRUCTION.

OVERALL DIMENSIONS FOR EXTERIOR FRAMES INDICATE ROUGH OPENING 
DIMENSIONS. FIELD VERIFY PRIOR TO FABRICATION.

GENERAL NOTES
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"

WIDE STYLE 
STOREFRONT DOOR W/ 
INSULATED GLAZING

DOOR STOP

GLAZING OR 
METAL PANEL 
INSERTED INTO 
GLAZING POCKET

2 1/2"

FIBERGLASS 
PRESSURE PLATE

08 4413-01
GLAZED ALUMINUM
CURTAIN WALL

08 8000-02
GL11 - CLEAR
MONOLITHIC
GLASS(10MM)

PROVIDE STEEL 
REINFORCEMENT AS 
DEMONSTRATED BY 
DELEGATED DESIGN 
ENGINEERING PER 
PERFORMANCE 
CRITERIA

2
 1

/2
"

6"

GLAZING OR 
METAL PANEL 
INSERTED INTO 
GLAZING POCKET

FIBERGLASS 
PRESSURE PLATE

08 4413-01
GLAZED ALUMINUM
CURTAIN WALL

08 8000-02
GL11 - CLEAR
MONOLITHIC
GLASS(10MM)

6
"

2 1/2"

GLAZING OR 
METAL PANEL 
INSERTED INTO 
GLAZING POCKET

FIBERGLASS 
PRESSURE PLATE

08 4413-01
GLAZED ALUMINUM
CURTAIN WALL

08 8000-02
GL11 - CLEAR
MONOLITHIC
GLASS(10MM)

PROVIDE STEEL 
REINFORCEMENT AS 
DEMONSTRATED BY 
DELEGATED DESIGN 
ENGINEERING PER 
PERFORMANCE 
CRITERIA

EX - S.U. - 01
948' - 0"

TYPICAL

CW13

EQ 6' - 2 1/2" EQ

11' - 4" + / -  R.O. ( F.V.)

D
O
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R

7
' -

 0
"

9
' -

  
1

0
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 /
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R
.O

. 
 (

 F
.V

.)
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A-8.25
____________________________________________

9

A-8.25
____________________________________________

EX - S.U. - 02
962' - 0"

6' - 0"  + / -  R.O. ( F.V.)

TYPICAL

CW12
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 3
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F
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2 1/2"

7
' -

 0
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O

O
R
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A-8.27
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____________________________________________

EX - S.U. - 02
962' - 0"

E
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E
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E
Q

E
Q

E
Q

E
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E
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E
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Q

E
Q

E
Q

E
Q

F
.V

.
1

8
' -

 1
0

" 
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 /
 -

  
R

.O
. 

( 
F

.V
.)

EQ 2' - 8" EQ

CW14

TYPICAL

( FIRE RATED )

3

A-8.26
____________________________________________

9

A-8.26
____________________________________________

6

A-8.26
____________________________________________

08 4410-01

2 1/2"

120 MIN. RATED 
EXTERIOR 
GLAZING

ALUM - 02
958' - 6"

1
' -

 6
"

R
O

U
G

H
 O

P
E

N
IN

G

8
' -

 0
" 

.

ROUGH OPENING

8' - 0"  .

EQEQ

6

A-8.27
____________________________________________

8

A-8.27
____________________________________________

21

A-8.27
____________________________________________

21

A-8.27

Sim
____________________________________________
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" 
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2
"

1
2
 E

Q
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A
L
 P

A
N

E
L
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2
"

1' - 5 1/2" 2" 2' - 5 3/4" 2" 1' - 5 1/2"

6' - 0 3/4" F.V. M.O.

2"2"

SQUARE GLAZING UNIT

084413 - GLAZED ALUMINUM 
CURTAIN WALL. BASIS OF 
DESIGN:KAWNEER CURTAIN 
WALL SYSTEM 1620 WITH HIGH 
PERFORMANCE ORGANIC 
FINISH.

088000-1 - GLAZING. BASIS OF 
DESIGN: PPG INDUSTRIES 
SOLARBAN 70XL LOW-E CLEAR 
INSULATED GLAZING. OVERALL 
THICKNESS: 1" (25MM) WITH 
LOW-E COATING SPUTTERED 
ON SECOND SURFACE. 
MINIMUM THICKNESS OF EACH 
GLASS LITE: 6MM. INTERSPACE 
CONTENT: ARGON.

9

A-8.26
____________________________________________

6

A-8.26
____________________________________________

3

A-8.26
____________________________________________

1
' -

 5
 1

/2
"

CW9

F.V. M.O.

R 3' - 1"

6' - 2" F.V. M.O.

EQ EQ EQ EQ EQ

6' - 2"

E
Q

E
Q

E
Q

1
 1

/4
"

6
' -

 7
"

9
 3

/4
"

6
' -

 7
"

SIMULATED DIVIDED LITES WITH MUNTINS (7/8")

E
Q

E
Q

E
Q

088000-1 - GLAZING. BASIS OF 
DESIGN: PPG INDUSTRIES 
SOLARBAN 70XL LOW-E CLEAR 
INSULATED GLAZING. OVERALL 
THICKNESS: 1" (25MM) WITH 
LOW-E COATING SPUTTERED 
ON SECOND SURFACE. 
MINIMUM THICKNESS OF EACH 
GLASS LITE: 6MM. INTERSPACE 
CONTENT: ARGON.

085123.13 - HOT ROLLED STEEL 
FRAMED HISTORIC 
REPRODUCTION FIXED 
WINDOW SYSTEM WITH HIGH 
PERFORMANCE ORGANIC 
FINISH CONTAINING NOT LESS 
THAN 70%PVDF RESIN BY 
COLOR AND WEIGHT. 

HOT ROLLED STEEL PANNING

10

A-8.6
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6

A-8.6
____________________________________________

3

A-8.6
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1
4
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 1

" 
F

.V
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M

.O
.

R
 1

' -
 7

"
R 0' - 6"

7

A-8.6
____________________________________________

1
 3

/4
"

AW1

DIMENSIONS ARE BASED UPON 
EXISTING HISTORIC 
DOCUMENTATION AND FIELD 
MEASUREMENT. EACH OPENING 
VARIES. CONTRACTOR SHALL FIELD 
VERIFY ALL MASONRY OPENINGS 
PRIOR TO FABRICATING UNITS AND 
ADJUST DIMENSIONS AT NO 
ADDITIONAL COST. EXECUTION BY 
USING ESTABLISHED DIMENSIONS 
NOT PERMITTED. PANNING SHALL BE 
UTILIZED TO ADJUST HORIZONTAL 
AND VERTICAL VARIATIONS.

DASHED LINE INDICATES 
EXISTING STEEL ANGLE 
EMBEDDED INTO 
MASONRY JAMB THAT IS 
TO REMAIN

COVER OVER STEEL PLATE

DELEGATED DESIGN  STEEL
PLATE AS REQUIRED BY 
WINDOW MANUFACTURER FOR  
WIND LOADING, EMBEDDED & 
SECURED TO BRICK BEYOND 

CONTINUOUS 
HORIZONTAL BRACING -
C9x13.4

DELEGATED DESIGN: CLOSELY SPACED 
SPRINKLER SYSTEM REQUIRED PER 
KBC 404.6 EXCEPTION 1. MINIMIZE 
SPRINKER PIPE IN FRONT OF WINDOW. 
REFER TO G SERIES FOR LOCATIONS, 
SPRINKLERS TO BE ON BOTH SIDES OF 
WINDOW.  TYP. 

DELEGATED DESIGN: CLOSELY SPACED 
SPRINKLER SYSTEM REQUIRED PER 
KBC 404.6 EXCEPTION 1. MINIMIZE 
SPRINKER PIPE IN FRONT OF WINDOW. 
REFER TO G SERIES FOR LOCATIONS, 
SPRINKLERS TO BE ON BOTH SIDES OF 
WINDOW.  TYP. 
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3' - 0 1/2" 3' - 0 1/2"

TYPICAL

2 1/2"

CW8A

18

A-8.27
____________________________________________

19

A-8.27
____________________________________________

20

A-8.27
____________________________________________

LV-1

F.V. EXISTING OPENING

6' - 0"

F
.V

. 
E

X
IS

T
IN

G
 O

P
E

N
IN

G

6
' -

 0
"

IN EXISTING LOUVER OPENING 

08 9119-01
FIXED LOUVER

PATCH AND REPAIR MASONRY 
AROUND EXISTING LOUVER 
OPENING
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LV-2

F.V. EXISTING OPENING

10' - 0"
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X
IS
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G
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' -
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"

08 9119-01
FIXED LOUVER
IN EXISTING LOUVER OPENING 
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PROTECT 
EXISTING 
BRICK ARCH 
AND 
KEYSTONE 

PROFILED STEEL 
PANNING

061053 - MISCELLANEOUS 
ROUGH CARPENTRY. NEW 
CONTINUOUS DOUGLAS 
FIR BLOCKING INFILL 
SECURED TO EXISTING 
MASONRY

SECURE ANCHORAGE 
INTO BLOCKING AND 
EXISTING MASONRY.

PROVIDE 
CONTINUOUS 
PROFILED 
GALVANIZED STEEL 
PANNING AND TRIM 
INSTALLATION 
PROVIDED BY 
WINDOW 
MANUFACTURER. 
EXACT PROFILE MAY 
CHANGE BASED ON 
STANDARDS OF THE 
MANUFACTURER. 
COLOR TO MATCH 
WINDOW SYSTEM.

PERIMETER 
SEALANT

MINERAL WOOL 
INSULATION

1" 1 3/8" 7/8"

1
 1

/2
"

1
"

V
A

R
IE

S

BACKER ROD AND 
SEALANT

SEALANT

PROVIDE ADDITIONAL ALUMINUM 
TRIM ANGLE TO COMPENSATE 
FOR VARYING HEAD (RADIUS) 
DIMENSIONS.  ANGLE LEG MAY BE 
NOTCHED TO ACCOMODATE 
VARYING DIMENSION.  PROVIDE 
SEALANT AS NECESSARY.  MATCH 
WINDOW FRAME PAINT FINISH

2 ASI

2 ASI

1
 3

/8
"

1
"

1
 1

/4
"

1
"

5
 1

/8
" 

F
.V

.

(VARIES)
2" - 4" 2" F.V

EXTERIOR 

INTERIOR

PROTECT 
EXISTING 
BRICK 

BP1 SEE ADDENDUM FOR 
LOCATIONS WHERE 
SILL IS REMOVED. 
PROTECT SILLS THAT 
ARE INDICATED TO 
REMAIN.VARIES 1" 1 1/2"

079200 JOINT SEALANT: 
SINGLE COMPONENT, NON 
SAG, NEUTRAL CURING, 
CLASS 50 EXTERIOR JOINT 
SEALANT. COLOR AS 
SELECTED BY ARCHITECT 
FROM MANUFACTURER'S 
FULL RANGE. VOC 
CONTENT OF 250 G/L OR 
LESS. BASIS OF DESIGN: 
TREMCO INCORPORATED. 

PERIMETER SEALANT

1
"

BACKER ROD AND 
SEALANT

SECURE 
ANCHORAGE INTO 
EXISTING STEEL 
ANGLE

VARIES 1 3/4"

MINERAL WOOL 
INSULATION

BACK SEAL JAMB TO SILL 
CORNER JOINT

VARIES

SELF ADHERED 
WATERPROOFING. BASIS 
OF DESIGN: W.R. GRACE 
ICE AND WATER SHIELD

PAINT OVER PCB FLUID 
APPLIED ENCAPSULATION 
COATING TO MATCH 
BRICK AND MORTAR 
COLOR

KEEP FACE OF BRICK 
OUTSIDE OF JAMB FREE 
OF PCB 
ENCAPSULATION AND 
PAINT

PROVIDE PROFILED 
GALVANIZED STEEL PANNING 
AND TRIM INSTALLATION 
PROVIDED BY WINDOW 
MANUFACTURER. EXACT 
PROFILE MAY CHANGE 
BASED ON STANDARDS OF 
THE MANUFACTURER. COLOR 
TO MATCH WINDOW SYSTEM.

7
 7

/8
"

CAVITY PACKED 
WITH GROUT IN 
BP 1

SECURE EXISTING 
STEEL ANGLE TO BRICK, 
WITH KWIK HUS-EZ 
SCREW ANCHOR KH-EZ 
(OR EQUAL) 1/4" x 3" AT 
2'-0" O.C. IN MORTAR 
JOINTS. ANGLE 
SECURED IN BP 1.

1
" 

M
IN

.

PROVIDE ADDITIONAL 
ALUMINUM TRIM ANGLE TO 
COMPENSATE FOR VARYING 
JAMB DIMENSIONS.  ANGLE LEG 
MAY BE NOTCHED TO 
ACCOMODATE VARYING 
DIMENSION.  PROVIDE SEALANT 
AS NECESSARY.  MATCH 
WINDOW FRAME PAINT FINISH.

SEALANT 2 ASI

2 ASI

5
"

1 1/4"1"

EXTERIOR INTERIOR

NEW CUT LIMESTONE 
SILL

PAINT OVER PCB FLUID 
APPLIED ENCAPSULATION 
COATING TO MATCH BRICK 
AND MORTAR COLOR

1
 1

/4
"

1
 3

/4
"

5
/8

"

1/2" SOLID SURFACING 
MATERIAL

061053 - MISCELLANEOUS 
ROUGH CARPENTRY. 
NEW WOOD BLOCKING 
INFILL SECURED TO 
EXISTING BRICK

061053 - MISCELLANEOUS 
ROUGH CARPENTRY. NEW 
CONTINUOUS DOUGLAS 
FIR BLOCKING INFILL 
SECURED TO SILL

SECURE ANCHORAGE 
INTO BLOCKING AND 
NEW SILL

PERIMETER SEALANT

PROTECT EXISTING 
BRICK

MINERAL WOOL 
INSULATION

SELF ADHERED 
WATERPROOFING FLASHING 
WITH SEALED END DAMS. 
BASIS OF DESIGN: W.R. GRACE 
ICE AND WATER SHIELD.

1 3/4"

SET PANNING INTO 
BEAD OF SEALANT. 
ADD SEALANT ON 
EXTERIOR AFTER 
INSTALLING.

PROVIDE PROFILED 
GALVANIZED STEEL PANNING 
AND TRIM INSTALLATION 
PROVIDED BY WINDOW 
MANUFACTURER. EXACT 
PROFILE MAY CHANGE BASED 
ON STANDARDS OF THE 
MANUFACTURER. COLOR TO 
MATCH WINDOW SYSTEM.

BACKER ROD AND 
SEALANT

BREAK METAL END DAM

F
IE

L
D

 V
E

R
IF

Y

EXACT DIMENSIONS VARY, FIELD MEASURE EACH 
OPENING 
TO VALIDATE ACTUAL ROUGH OPENINGS. 

PROTECT ALL SUBSTRATES. DO NOT ALTER 
SUBSTRATES
UNTIL WEATHER PROTECTION MEASURES ARE IN 
PLACE
& BP # 2 PATCH & REPAIR MEASURES ARE TIMELY 
FOLLOWED.

PCB'S HAVE BEEN IDENTIFIED ON SEALANTS. STRICTLY 
FOLLOW ABATEMENT MEASURES.

REFER TO SIERRA ENVIRONMENTAL ADDENDUM FOR 
PCB CAULK REMOVAL AND ENCAPSULATION AT 
WINDOWS IN 1938 STUDENT UNION AND ALUMNI GYM.

PROVIDE A WEATHER TIGHT INSTALLATION.

PROVIDE SHOP DRAWINGS FOR REVIEW AND 
APPROVAL

PROVIDE PRICING FOR MOCK-UP AND ENTIRE 
INSTALLATION OF NEW WINDOWS

CONDITIONS VARY. EXAMINE IN FIELD

GENERAL NOTES

5 1/8"7 1/4"

1 7/8"2 3/4"7/8"

PROTECT 
EXISTING 
BRICK / 
STONE 
ARCH

DEMOLISH & 
REMOVE 
EXIST. 
WINDOW 
SYSTEM & 
METAL FRAME

1
 7

/8
"

2
 3

/4
"

7
/8

"
1

"

5
 1

/8
"

7
 1

/4
"

(VARIES)
2" - 4" 2"

EXTERIOR 

INTERIOR

EXISTING BRICK 
JAMB

EXISTING STEEL 
ANGLE

EXISTING WINDOW 
SYSTEM & METAL 
FRAME

1
 7

/8
"

2
 3

/4
"

7
/8

"
1

"

5
 1

/8
"

7
 1

/4
"

(VARIES)
2" - 4" 2"

EXTERIOR 

INTERIOR

DEMOLISH & REMOVE 
EXISTING WINDOW 
SYSTEM & METAL 
FRAME

PROTECT EXISTING 
BRICK 

SEE BP1 ADDENDUM FOR 
LOCATIONS WHERE 
SILL IS REMOVED. 
PROTECT SILLS THAT 
ARE INDICATED TO 
REMAIN.

5
"

5 1/8"7 1/4"

1 7/8"2 3/4"7/8"1"

4 1/4"

DEMOLISH EXISTING
WINDOW SYSTEM 
AND METAL FRAME

EXTERIOR INTERIOR

SILL TO REMAIN.

1' - 2 1/4"

5
"

5 1/8"7 1/4"

1 7/8"2 3/4"7/8"1"

4 1/4"

1' - 2 1/4"

EXTERIOR INTERIOR

EXISTING 
BRICK WALL

EXISTING BRICK 
JAMB (BEYOND)

EXISTING 
WINDOW FRAME EXISTING 

WINDOW SYSTEM
& METAL FRAME

EXISTING STONE 
WINDOW SILL

5 1/8"7 1/4"

1 7/8"2 3/4"7/8"

EXISTING BRICK 
WALL (BEYOND)

EXISTING 
WINDOW FRAME EXISTING 

WINDOW SYSTEM
& METAL FRAME
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STONE ARCH
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WELDED STEEL PLATE 
WITH SAME HIGH 
PERFORMANCE ORGANIC 
COATING. 1/8" MIN.

HOPE'S JAMESTOWN 
175 SERIES FIXED 
WINDOW SILL PROFILE

HOPE'S JAMESTOWN 
175 SERIES FIXED 
WINDOW HEAD 
PROFILE

MINERAL WOOL
INSULATION
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DELEGATED DESIGN STEEL 
PLATE AS REQUIRED BY 
WINDOW MANUFACTURER FOR 
WIND LOADING, WELD TO 
EXISTING STEEL ANGLE BEYOND

DELEGATED DESIGN: CLOSELY 
SPACED SPRINKLER SYSTEM 
REQUIRED PER KBC 404.6 
EXCEPTION 1. MINIMIZE SPRINKER 
PIPE IN FRONT OF WINDOW. 
REFER TO G SERIES FOR 
LOCATIONS, SPRINKLERS TO BE 
ON BOTH SIDES OF WINDOW.  TYP. 

SEAL ALL PENETRATIONS

TYP

4" - 12"

STRUCTURAL BRACING BEYOND

1 ADD-3

1 ADD-3
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TYPICAL STEEL WINDOW /
ARCHED BRICK HEAD - ALUMNI GYM
LEVEL 02

6" = 1'-0"A-8.6

10

TYPICAL STEEL WINDOW /
BRICK JAMB- ALUMNI GYM
LEVEL 02

6" = 1'-0"A-8.6
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TYPICAL STEEL WINDOW /
STONE SILL - ALUMNI GYM
LEVEL 02

6" = 1'-0"A-8.6

2

TYPICAL STEEL WINDOW /
ARCHED BRICK HEAD- ALUMNI GYM
LEVEL 02- DEMOLITION BP#1

6" = 1'-0"A-8.6

8

TYPICAL STEEL WINDOW /
BRICK JAMB- ALUMNI GYM
LEVEL 02- EXISTING BP#1

6" = 1'-0"A-8.6
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TYPICAL STEEL WINDOW /
BRICK JAMB - ALUMNI GYM
LEVEL 02- DEMOLITION BP#1

6" = 1'-0"A-8.6
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TYPICAL STEEL WINDOW /
STONE SILL- ALUMNI GYM
LEVEL 02- DEMOLITION BP#1

6" = 1'-0"A-8.6

4

TYPICAL STEEL WINDOW /
STONE SILL- ALUMNI GYM
LEVEL 02- EXISTING BP#1
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TYPICAL STEEL WINDOW /
ARCHED BRICK HEAD- ALUMNI GYM
LEVEL 02- EXISTING BP#1

6" = 1'-0"A-8.6
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TYPICAL STEEL SPANDREL DETAIL - ALUMNI GYM
LEVEL 02

6" = 1'-0"A-8.6
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09 2216
1 5/8" STUDS AND RUNNERS

09 2900-05
GYPSUM BOARD - TYPE X

STRIKER BY WON 
DOOR

09 2216-17
CORNERBEAD

4 1/8"
CAULKING AT STRIKER JAMB

2 PCO 337

09 2900-05
GYPSUM BOARD - TYPE X

09 2216

09 2216-17
CORNERBEAD

1 5/8" STUDS AND RUNNERS

2 PCO 337

SOLID CORE WOOD POCKET COVER DOOR, 
PTD TO MATCH WALLS

CONTINUOUS SPRING ACTION HINGE

MAGNETIC CATCH

ALIGN

SLIDING JAMB STOPS BY WON DOOR

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-05
GYPSUM BOARD - TYPE X

08 3513-01
INTERIOR FIRE-RATED FOLDING DOOR

09 2900-05
GYPSUM BOARD - TYPE X

09 2216-04
6" STUDS AND RUNNERS

09 2216-02
2-1/2" STUDS AND RUNNERS

09 2900-05
GYPSUM BOARD - TYPE X

09 2216-03
3-5/8" STUDS AND RUNNERS
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0"

DOOR BUMPER AS REQ'D5"

KB-08.9

10"
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09 2216-08
4" SHAFT WALL METAL STUD

09 2116.23-01
GYPSUM BOARD - SHAFT WALL
09 2116.23-01
GYPSUM BOARD - SHAFT WALL

J30

2 PCO 337

1-HR CONTINUOUS 
RATED ENCLOSURE
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4 1/8"

4 
1/

4"

STRIKER BY WON-DOOR

CAULKING

MAGNETIC CATCH NOT TO 
EXCEED 30 LBS RESISTANCE

FLOATING JAMB BY WON-DOOR

JAMB STOPS BY WON-DOOR

09 2216-04
6" STUDS AND RUNNERS

09 2900-05
GYPSUM BOARD - TYPE X

09 2900-05
GYPSUM BOARD - TYPE X

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2216-04
6" STUDS AND RUNNERS

08 3513-01
INTERIOR FIRE-RATED FOLDING DOOR
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Y
 I
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 F
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LD

ALIGN

SOLID CORE WOOD POCKET COVER DOOR, 
PTD TO MATCH WALLS

CONTINUOUS SPRING 
ACTION HINGE

DOOR BUMPER AS REQ'D

A-5.85

6

J30

09 2216-08
4" SHAFT WALL METAL STUD

09 2116.23-01
GYPSUM BOARD - SHAFT WALL
09 2116.23-01
GYPSUM BOARD - SHAFT WALL

2 PCO 337

1-HR CONTINUOUS RATED ENCLOSURE

4 1/8"
09 2900-05

GYPSUM BOARD - TYPE X

09 2216-09
6" SHAFT WALL METAL STUD

09 2116.23-01
GYPSUM BOARD - SHAFT WALL

09 2216-17
CORNERBEAD

SOLID CORE WOOD 
POCKET COVER DOOR, 
PTD TO MATCH 
ADJACENT WALL

CONTINUOUS SPRING ACTION HINGE

MAGNETIC CATCH PER WON DOOR 
REQ'S

SLIDING JAMB STOPS BY WON DOOR

DOOR BUMPER AS REQ'D

5"

08 3513-01
INTERIOR FIRE-RATED FOLDING DOOR

09 2216-19
DRYWALL Z REVEAL

04 2000-01
FACE BRICK

09 2216-04
6" STUDS AND RUNNERS

1' - 6"

9" 9"
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 F
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STRIKER BY WON DOOR

CAULKING AT STRIKER JAMB

09 2216-20
DRYWALL REVEAL MOLDING

09 2900-05
GYPSUM BOARD - TYPE X

09 2216-03
3-5/8" STUDS AND RUNNERS

2 ASI 190

2 ASI 190

2 ASI 190

2 ASI 190

2 ASI 190
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09 2900-05
GYPSUM BOARD - TYPE X

09 2216-08
4" SHAFT WALL METAL STUD

09 2116.23-01
GYPSUM BOARD - SHAFT WALL
09 2116.23-01
GYPSUM BOARD - SHAFT WALL

J30

2 PCO 337

09 2216-02
2-1/2" STUDS AND RUNNERS
09 2216-02

2-1/2" STUDS AND RUNNERS

09 2216-03
3-5/8" STUDS AND RUNNERS

1-HR CONTINUOUS RATED 
ENCLOSURE

2 PCO 337
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1/

8"

10
"
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1'
 -

 8
"

STRIKER BY WON DOOR

CAULKING AT STRIKER JAMB

09 2900-05
GYPSUM BOARD - TYPE X

09 2216-04
6" STUDS AND RUNNERS

09 2216-04
6" STUDS AND RUNNERS

08 3513-01
INTERIOR FIRE-RATED FOLDING DOOR

09 2900-05
GYPSUM BOARD - TYPE X

SOLID CORE WOOD POCKET 
COVER DOOR, 
PTD TO MATCH WALL

CONTINUOUS SPRING 
ACTION HINGE

SLIDING JAMB STOPS 
BY WON DOOR

DOOR BUMPER AS REQ'D

REINFORCED CORNER

MAGNETIC CATCH

8' - 10 3/8" 18' - 4"

VERIFY IN FIELDMFR TO FIELD VERIFY DOOR SIZE AND POCKET DEPTH REQ'S

REINFORCED 
CORNER
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J30

09 2216-08
4" SHAFT WALL METAL STUD

09 2116.23-01
GYPSUM BOARD - SHAFT WALL
09 2116.23-01
GYPSUM BOARD - SHAFT WALL

2 PCO 337

2 PCO 337

2 PCO 337

2 PCO 337

1-HR CONTINUOUS RATED 
ENCLOSURE

1-HR CONTINUOUS RATED 
ENCLOSURE
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1 1/2" = 1'-0"A-8.7

2 LEVEL 01 - FIRE DOOR AT CURTAINWALL

1 1/2" = 1'-0"A-8.7

3 LEVEL 01 - FIRE DOOR AT CURTAINWALL1

1 1/2" = 1'-0"A-8.7

1 LEVEL 01 FIRE DOOR POCKET AT SOCIAL STAIR

1 1/2" = 1'-0"A-8.7

5 PLAN DETAIL @ L2 THEATER WON DOOR POCKET - A200B.3

1 1/2" = 1'-0"A-8.7

4 PLAN DETAIL @ L2 WEST WON DOOR POCKET - A200B.1

1 1/2" = 1'-0"A-8.7

6 L3 WEST WON DOOR POCKET - A300B.2

2 ASI 190 2 ASI 190

FIRE DOOR POCKET GENERAL NOTE:

CONTRACTOR'S OPTION AS TO 
WHICH SIDE TO RECIEVE SHAFT 
WALL (WALL TYPE J30) CONSIDERING 
CONSTRUCTABILITY AND SEQUENCE. 
DESIGN INTENT IS TO MAINTAINE A 
FIRE-RATED POCKET IN COMPLIANCE 
WITH DIMENSIONS SHOWN.
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UK-C.6

SOLID CORE WOOD 
POCKET COVER DOOR, 
PTD TO MATCH 
ADJACENT WALL

CONTINUOUS SPRING ACTION HINGE

MAGNETIC CATCH
PER WON DOOR REQ'S

SLIDING JAMB STOPS BY WON DOOR

DOOR BUMPER AS REQ'D

STRIKER BY WON DOOR

CAULKING AT STRIKER JAMB
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08 3513-01
INTERIOR FIRE-RATED FOLDING DOOR

09 2216-19
DRYWALL Z REVEAL

09 2216-17
CORNERBEAD

09 2216-09
6" SHAFT WALL METAL STUD

09 2900-05
GYPSUM BOARD - TYPE X

09 2116.23-01
GYPSUM BOARD - SHAFT WALL
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09 2216-04
6" STUDS AND RUNNERS

5"

1' - 6"

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-05
GYPSUM BOARD - TYPE X

09 2216-20
DRYWALL REVEAL MOLDING

04 2000-01
FACE BRICK

09 2900-05
GYPSUM BOARD - TYPE X

2 ASI 190

2 ASI 190

2 ASI 190

2 ASI 190

2 ASI 190

J30

2 PCO 337

09 2216-08
4" SHAFT WALL METAL STUD

09 2116.23-01
GYPSUM BOARD - SHAFT WALL
09 2116.23-01
GYPSUM BOARD - SHAFT WALL

09 2216-05
8" STUDS AND RUNNERS

2 PCO 337

1-HR CONTINUOUS RATED 
ENCLOSURE

1-HR CONTINUOUS RATED 
ENCLOSURE
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1/4"

COLUMN COVER MEETS 
GYP. AT REVEAL
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4 
7/

8"
5"

STRIKER BY WON-DOOR

CAULKING

JAMB STOPS BY WON-DOOR,
CENTER 5" FROM FACE OF WALL

MAGNETIC CATCH NOT TO
EXCEED 30 LBS RESISTANCE

FLOATING JAMB BY WON-DOOR

09 2900-05
GYPSUM BOARD - TYPE X

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-05
GYPSUM BOARD - TYPE X

08 3513-01
INTERIOR FIRE-RATED FOLDING DOOR

09 2216-04
6" STUDS AND RUNNERS

09 2900-05
GYPSUM BOARD - TYPE X

ALIGN

09 2216-03
3-5/8" STUDS AND RUNNERS

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

04 2000-06
MASONRY VENEER ANCHORS

1/
2"

09 2216-04
6" STUDS AND RUNNERS

2 PCO 337

J30

09 2216-08
4" SHAFT WALL METAL STUD

09 2116.23-01
GYPSUM BOARD - SHAFT WALL
09 2116.23-01
GYPSUM BOARD - SHAFT WALL 1-HR CONTINUOUS RATED 

ENCLOSURE

1-HR CONTINUOUS RATED 
ENCLOSURE

2 PCO 337

2 PCO 337
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10" 10"

1' - 8"

FLOATING JAMB BY WON-DOOR 

JAMB STOPS BY WON-DOOR

MAGNETIC CATCH NOT TO EXCEED 30 
LBS RESISTANCE 

ALIGN

STRIKER BY WON-DOOR

CAULKING

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

05 3100-01
STEEL DECKING

05 4000-07
COLD-FORMED METAL FRAMING CLIP

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

05 3100-01
STEEL DECKING

4 1/8"

4 
1/

4"

09 2216-04
6" STUDS AND RUNNERS

09 2900-05
GYPSUM BOARD - TYPE X

09 2216-04
6" STUDS AND RUNNERS

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-05
GYPSUM BOARD - TYPE X

08 3513-01
INTERIOR FIRE-RATED FOLDING DOOR

09 2216-04
6" STUDS AND RUNNERS
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2 PCO 337

1-HR CONTINUOUS RATED 
ENCLOSURE

1-HR CONTINUOUS RATED 
ENCLOSURE

R
E

C
O

R
D

 D
O

C
U

M
E

N
T

S

T
h
e
s
e
 R

e
c
o
rd

 D
o
c
u
m

e
n
ts

 h
a
v
e
 b

e
e
n
 p

re
p
a
re

d
 b

a
s
e
d
 o

n
 

in
fo

rm
a
ti
o
n
 p

ro
v
id

e
d
 b

y
 o

th
e
rs

. 
T

h
e
 C

o
n
s
u
lt
a
n
t 
h
a
s
 n

o
t 
v
e
ri
fi
e
d
 t
h
e
 

a
c
c
u
ra

c
y
 a

n
d
/o

r 
c
o
m

p
le

te
n
e
s
s
 o

f 
th

is
 i
n
fo

rm
a
ti
o
n
 a

n
d
 s

h
a
ll 

n
o
t 
b
e
 

re
s
p
o
n
s
ib

le
 f
o
r 

a
n
y
 e

rr
o
rs

 o
r 

o
m

is
s
io

n
s
 t
h
a
t 
m

a
y
 b

e
 i
n
c
o
rp

o
ra

te
d
 

a
s
 a

 r
e
s
u
lt
 o

f 
e
rr

o
n
e
o
u
s
 i
n
fo

rm
a
ti
o
n
 p

ro
v
id

e
d
 b

y
 o

th
e
rs

.

D
A

T
E

Jo
b
 N

um
b
er

:
R
ev

is
io

n:
C

he
ck

ed
 B

y:
D

ra
w

n 
B
y:

Le
xi

ng
to

n,
 K

en
tu

ck
y

1
3
1
5
 P

ea
ch

tr
ee

 S
tr
ee

t
A

tla
nt

a
, 

G
eo

rg
ia

 3
0
3
0
9

p
 4

0
4
.8

3
7
.2

3
0
0

w
w

w
.p

er
ki

ns
w

ill
.c

o
m

RECORD DRAWINGS

U
K

 -
S
T
U

D
E
N

T
 C

E
N

T
E
R
 R

E
N

O
V

A
T
IO

N
 A

N
D

 E
X

P
A

N
S
IO

N
 B

P
#
3

J
a
n

u
a
ry

 2
0
1
9

3

A-8.8

R
A

T
E
D

 A
C
C
O

R
D

IA
N

 D
O

O
R
 D

E
T
A

IL
S

P+
W

P+
W

N
O

V
 2

0
1
5

1
4
0
4
.0

0

1 1/2" = 1'-0"A-8.8

3 PLAN DETAIL @ L3 EAST WON DOOR POCKET - A300A.2

1 1/2" = 1'-0"A-8.8

2 PLAN DETAIL @ L3 EAST WON DOOR POCKET - A300A.1

1 1/2" = 1'-0"A-8.8

1 PLAN DETAIL @ L3 CINEMA WON DOOR POCKET - A300J

FIRE DOOR POCKET GENERAL NOTE:

CONTRACTOR'S OPTION AS TO 
WHICH SIDE TO RECIEVE SHAFT 
WALL (WALL TYPE J30) CONSIDERING 
CONSTRUCTABILITY AND SEQUENCE. 
DESIGN INTENT IS TO MAINTAINE A 
FIRE-RATED POCKET IN COMPLIANCE 
WITH DIMENSIONS SHOWN.
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1/4" QUIRK MITER AT 
OUTSIDE CORNE, TYP.
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 3
 1

/8
"

9"9"

1' - 6"

CONTINUOS SPRING ACTION HINGE

04 4313.13-01
ANCHORED INDIANA CUT LIMESTONE
MASONRY VENEER, SMOOTH FINISH

04 2000-06
MASONRY VENEER ANCHORS

09 2900-05
GYPSUM BOARD - TYPE X

09 2216-08
4" SHAFT WALL METAL STUD

09 2216-033-5/8" STUDS AND RUNNERS

STRIKER BY WON-DOOR

CAULKING

09 2116.23-01
GYPSUM BOARD - SHAFT WALL

ALIGN
ALIGN

SOLID CORE WOOD POCKET COVER
DOOR, PTD TO MATCH WALL

08 3513-01
INTERIOR FIRE-RATED FOLDING DOOR

09 2216-03
3-5/8" STUDS AND RUNNERS

SLIDING JAMB STOPS BY WON-DOOR

BRICK VENEER TO MATC BRICK WALL

04 2000-01
FACE BRICK

MAGNETIC CATCH PER WON-DOOR REQ'S

09 2216-04
6" STUDS AND RUNNERS

09 2216-19
DRYWALL Z REVEAL

4 1/8"

4 
7/

8"

A-5.83

14

J30

09 2216-08
4" SHAFT WALL METAL STUD

09 2116.23-01
GYPSUM BOARD - SHAFT WALL
09 2116.23-01
GYPSUM BOARD - SHAFT WALL

2 PCO 337

1-HR CONTINUOUS 
RATED ENCLOSURE

2 PCO 337

VERIFY DIM. W/ MANUFACTURER

1' - 6"

RATED 
PARTITION 

AS 
SCHEDULED

THREADED RODS 
BY 

MANUFACTURER

PREFINISHED 
TRACK ASSEMBLY 

BY 
MANUFACTURER

C L

3 
1/

4"

SEE RCP

1-HR CONTINUOUS 
RATED 

ENCLOSURE

2 PCO 337 2 PCO 337

RATED PARTITION 
AS SCHEDULED

(2) RECESSED J-
BOXES

TEMPERATURE RISE  
ACCORDION TYPE FIRE 

DOOR

SLIDING JAMB BY 
MANUFACTURER

LINE OF HEADER 
ABOVE

DOOR COVER BY 
MANUFACTURER

STRIKER JAMBS BY 
MANUFACTURER

RATED PARTITION 
AS SCHEDULED
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VERIFY DIM. W/ MANUFACTURER

1' - 6"  CLEAR OPENING

J30

2 PCO 337

1-HR CONTINUOUS 
RATED ENCLOSURE

2 PCO 337

05 4000-07
COLD-FORMED METAL FRAMING CLIP

05 3100-01
STEEL DECKING

05 3100-01
STEEL DECKING

07 4213.13-01
LAP-SEAM METAL WALL PANEL, ZINC
DIAMOND CONFIG.

06 1600-04
5/8" GLASS-MAT GYPSUM SHEATHING
WITH SEALED JOINTS

10" 10"

1' - 8"

4 1/8"

4 
1/

4"

5"
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 5
 1

/8
"

09 2900-01
GYPSUM BOARD

09 2216-04
6" STUDS AND RUNNERS

09 2216-04
6" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

08 3513-01
INTERIOR FIRE-RATED FOLDING DOOR

FLOATING JAMB BY WON-DOOR 

JAMB STOPS BY WON-DOOR

MAGNETIC CATCH NOT TO EXCEED 30 
LBS RESISTANCE 

STRIKER BY WON-DOOR 

CAULKING

ALIGN

EXTEND GYP BD. 6" 
BEYOND BASE OF
RADIUSED WALL

6"

05 4000-05
6" COLD-FORMED METAL FRAMING

SOLID CORE WOOD POCKET COVER DOOR, 
PTD TO MATCH WALLS

CONTINUOUS SPRING 
ACTION HINGE

DOOR BUMPER AS REQ'D

09 2216-08
4" SHAFT WALL METAL STUD

09 2216-08
4" SHAFT WALL METAL STUD

09 2116.23-01
GYPSUM BOARD - SHAFT WALL
09 2116.23-01
GYPSUM BOARD - SHAFT WALL

J30

2 PCO 337

2 PCO 337

2 PCO 337

2 PCO 337

1-HR CONTINUOUS RATED 
ENCLOSURE

1-HR CONTINUOUS RATED 
ENCLOSURE
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1 1/2" = 1'-0"A-8.9

1 PLAN DETAIL @ L2 BALLROOM WON DOOR POCKET - A212D

1 1/2" = 1'-0"A-8.9

3 TYP. ACCORDIN FIRE DOOR HEAD DETAIL

1 1/2" = 1'-0"A-8.9

4 TYP. ACCORDIAN FIRE DOOR - PLAN DETAIL

1 1/2" = 1'-0"A-8.9

2
METAL PANEL AND FIRE DOOR LATCH AT L02 CINEMA
ENTRY WEST

FIRE DOOR POCKET GENERAL NOTE:

CONTRACTOR'S OPTION AS TO 
WHICH SIDE TO RECIEVE SHAFT 
WALL (WALL TYPE J30) CONSIDERING 
CONSTRUCTABILITY AND SEQUENCE. 
DESIGN INTENT IS TO MAINTAINE A 
FIRE-RATED POCKET IN COMPLIANCE 
WITH DIMENSIONS SHOWN.
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A-8.11
____________________________________________ UK LOGO -

PROPOSED 
LOCATION

3
' -

 0
"

9
' -

 0
"

D
O

O
R

7
' -

 0
"

DOOR

3' - 0"1' - 5"

5

A-8.11
____________________________________________

GL-10GL-10GL-10

GL-10

GL-10 GL-10

GL-24

CUSTOM LOGO TO BE 
UNDER FUTURE BID 
PACK

ALUM - 01
945' - 0"

O
P

E
N

IN
G

7
' -

 0
"9
' -

 0
"

16' - 0"

3
' -

 0
"

SF2

5

A-8.12
____________________________________________

9

A-8.11
____________________________________________

9

A-8.11
____________________________________________

6' - 7 1/8" 4' - 6"

6

A-8.12
____________________________________________

GL-22 GL-22

GL-22

GL-22 GL-22

GL-22

GL-22

ALUM - 01
945' - 0"

3
' -

 0
"

9
' -

 0
"

4' - 6" 6' - 6 7/8"

15' - 11 7/8"

O
P

E
N

IN
G

7
' -

 0
"

SF3

5

A-8.12
____________________________________________

9

A-8.11
____________________________________________

9

A-8.11
____________________________________________

6

A-8.12
____________________________________________

GL-22 GL-22 GL-22

GL-22GL-22

GL-22 GL-22

FaEaDaCa D.5a

ALUM - 01
945' - 0"

F.5a

9
' -

 0
"

53' - 3"

SF7

4

A-8.12
____________________________________________

3

A-8.11
____________________________________________ UK LOGO -

PROPOSED 
LOCATION

SF6SF5SF4

4

A-8.12
____________________________________________

4

A-8.12
____________________________________________

4

A-8.12
____________________________________________

12' - 7"

DOOR

6' - 0"

3

A-8.11
____________________________________________

3

A-8.11
____________________________________________

7' - 3"

DOOR

6' - 0"

12' - 7"

D
O

O
R

7
' -

 0
"

3
' -

 0
"

D
O

O
R

7
' -

 0
"

3
' -

 0
"

3
' -

 0
"

4
' -

 0
"

19' - 8" 3' - 8"

3

A-8.11
____________________________________________

3

A-8.11
____________________________________________

3

A-8.11
____________________________________________

3

A-8.11
____________________________________________

3

A-8.11
____________________________________________

C.5a

GL-22

GL-10

GL-10

GL-10 GL-10

GL-23

GL-10

GL-10

GL-22

GL-10

GL-10

CUSTOM LOGO TO BE 
UNDER FUTURE BID 
PACK

GL-10

GL-10

GL-22

GL-10

GL-22

GL-10

1 ADD-2

Ga Fa Ea

ALUM - 01
945' - 0"

G.9a F.5a

9
' -

 0
"

35' - 3"

SF9

4

A-8.12
____________________________________________

SF8

DOOR

6' - 0"

4

A-8.12
____________________________________________

D
O

O
R

7
' -

 0
"

3
' -

 0
"

14' - 0" 19' - 8 7/8"

6' - 3" 6' - 2 7/8" 6' - 3"

3

A-8.11
____________________________________________

3

A-8.11
____________________________________________

4

A-8.11
____________________________________________

3

A-8.11
____________________________________________

GL-10

GL-22

GL-10GL-10

GL-22

GL-10GL-10

GL-22

GL-10

GL-10

GL-22

GL-10GL-10

GL-22

GL-10GL-10

2 ASI 228

9a 8a

ALUM - 01
945' - 0"

9
' -

 0
"

DOOR

6' - 0"

25' - 10 1/2"

SF10

4

A-8.12
____________________________________________

D
O

O
R

7
' -

 0
"

6

A-8.11
____________________________________________

6' - 5" 6' - 6"

3
' -

 0
"

3

A-8.11
____________________________________________

GL-10

GL-22

GL-10

GL-10GL-10

GL-22

GL-10GL-10

GL-22

GL-10

7a 6a 5a 4a

ALUM - 01
945' - 0"

4

A-8.12
____________________________________________

DOOR

6' - 0"

3

A-8.11
____________________________________________

3

A-8.11
____________________________________________

12' - 5 3/4"

4

A-8.12
____________________________________________

3

A-8.11
____________________________________________

9

A-8.11
____________________________________________

SF12

39' - 11 1/4"

DOOR

3' - 0" 5' - 8"5' - 8"6' - 4 1/2"

25' - 10 1/2"

9
' -

 0
"

D
O

O
R

7
' -

 0
"

3
' -

 0
"

SF11

GL-10GL-10

GL-22

GL-20GL-20

GL-22

GL-10GL-10

GL-22

GL-20GL-20

GL-22

GL-10GL-10

GL-22

GL-20

GL-10

ALUM - 01
945' - 0"

4

A-8.12
____________________________________________

4

A-8.11
____________________________________________

9
' -

 0
"

4
' -

 0
"

3
' -

 1
"

5' - 8"

SF13

6

A-8.11
____________________________________________

2

A-8.11
____________________________________________

GL-10

GL-22

GL-22

13a12a

ALUM - 02
958' - 6"

9
' -

 0
"

DOOR

6' - 0"

SF14

4

A-8.12
____________________________________________

10

A-8.11
____________________________________________

3
' -

 0
"

75" TV 
MOUNTED 
REFER TO BP4

13.5a

GL-10 GL-10

GL-22

GL-10

TYP.

12' - 10" 6' - 0" 3' - 2 1/4" 9' - 7 3/4"

75" TV

6' - 0"4

A-8.12
____________________________________________

GL-10 GL-10

GL-22

GL-10

2 PCO 259

USE TEMPERED GLASS WHERE REQUIRED BY THE 2013 KENTUCKY BUILDING 
CODE. 

COORDINATE VERTICAL MULLION PLACEMENT WITH INTERIOR WALL LOCATIONS.

SEE WALL TYPE SCHEDULE FOR WALL CONSTRUCTION.

OVERALL DIMENSIONS FOR EXTERIOR FRAMES INDICATE ROUGH OPENING 
DIMENSIONS. FIELD VERIFY PRIOR TO FABRICATION.

GENERAL NOTES

4
 1

/2
"

07 9200-01
JOINT SEALANT AND BACKER
ROD

07 9200-01
JOINT SEALANT AND BACKER
ROD

08 4113-01
ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

09 9123-01
INTERIOR PAINTED FINISH

HIGH STRENGTH 
ALUMINUM CORNER

09 2900-01
GYPSUM BOARD

09 2216-01
NON-STRUCTURAL METAL
FRAMING

07 2100-03
GLASS-FIBER BLANKET
INSULATION

09 2216-01
NON-STRUCTURAL METAL
FRAMING
COLD FORMED DOUBLE STUDS 
AND TRACK RUNNER AT 
ALL JAMBS

09 2900-01
GYPSUM BOARD

09 9123-01
INTERIOR PAINTED FINISH

1
/2

"

V
A

R
IE

S

VARIES

VARIES

4
 1

/2
"

NOTE:
REFER TO WALL TYPES  SCHEDULE 
FOR LOCATIONS

09 9123-01
INTERIOR PAINTED FINISH

07 9200-01
JOINT SEALANT AND BACKER
ROD

08 4113-01
ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

09 2900-01
GYPSUM BOARD

09 2216-01
NON-STRUCTURAL METAL
FRAMING

07 2100-03
GLASS-FIBER BLANKET
INSULATION

07 9200-01
JOINT SEALANT AND BACKER
ROD

COLD FORMED DOUBLE STUDS 
AND TRACK RUNNER AT 
ALL JAMBS

07 9200-01
JOINT SEALANT AND
BACKER ROD

07 9200-01
JOINT SEALANT AND
BACKER ROD

08 4113-01
ALUMINUM-FRAMED
ENTRANCES AND
STOREFRONTS

09 9123-01
INTERIOR PAINTED FINISH

09 2900-01
GYPSUM BOARD

09 2900-01
GYPSUM BOARD

09 2900-01
GYPSUM BOARD

09 9123-01
INTERIOR PAINTED FINISH

HIGH STRENGTH 
ALUMINUM CORNER

STRUCTURAL STEEL

4
 1

/2
"

HIGH STRENGTH 
ALUMINUM CORNER

09 2216-01
NON-STRUCTURAL METAL
FRAMING

VARIES

09 9123-01
INTERIOR PAINTED
FINISH

1
/2

"

4
 1

/2
"

7
 5

/8
"

08 4113-01
ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

07 9200-01
JOINT SEALANT AND BACKER
ROD

07 9200-01
JOINT SEALANT AND BACKER
ROD

04 2000-08
REINFORCED CONCRETE
MASONRY UNITS

PULL AWAY PRE-MASK "L" 
BEAD- FINISH FOR MONOLITHIC 
APPEARANCE. DO NOT  
REMOVE MASKING STRIP 
UNTIL PAINTING IS COMPLETE

09 2900-01
GYPSUM BOARD

09 9123-01
INTERIOR PAINTED FINISH

09 2216-01
NON-STRUCTURAL METAL
FRAMING

VARIES

1
/2

"

09 2216-17

4
 1

/2
"

07 9200-01
JOINT SEALANT AND BACKER
ROD

07 9200-01
JOINT SEALANT AND BACKER
ROD

04 2000-08
REINFORCED CONCRETE
MASONRY UNITS

08 4113-01
ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

4
 1

/2
"

7
 5

/8
"

08 4113-01
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USE TEMPERED GLASS WHERE REQUIRED BY THE 2013 KENTUCKY BUILDING 
CODE. 

COORDINATE VERTICAL MULLION PLACEMENT WITH INTERIOR WALL LOCATIONS.

SEE WALL TYPE SCHEDULE FOR WALL CONSTRUCTION.

OVERALL DIMENSIONS FOR EXTERIOR FRAMES INDICATE ROUGH OPENING 
DIMENSIONS. FIELD VERIFY PRIOR TO FABRICATION.
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SCHEDULED PARTITION 

S
E

E
  E

LE
V

A
T

I O
N

R
E

F
E

R
 T

O
 S

C
H

E
D

U
LE

D
 P

A
R

T
IT

IO
N

08 4113-01
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6" STUDS AND RUNNERS
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GLASS-FIBER BLANKET INSULATION

LINE OF WALL BEYOND

SEALANT

EXTRUDED CLOSURE PIECE

09 2900-01
GYPSUM BOARD

09 2216-04
6" STUDS AND RUNNERS

08 4113-01
ALUMINUM-FRAMED ENTRANCES AND
STOREFRONTS
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3 SF - JAMB MULLION 2

3" = 1'-0"A-8.13

4 SF - JAMB MULLIONS AT PARTITION

3" = 1'-0"A-8.13

8 SF - DOOR/ PARTITION TRANSITION

3" = 1'-0"A-8.13

7 SF - HEAD AND SILL, TYP.
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9 SF - GLASS CORNER JOINT
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5 SF - GLASS BUTT JOINT
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1 INTERIOR STOREFRONT
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3 1/4"1 3/4"1 1/8"

1' - 1 1/4"

CONCRETE LINTEL

EXISTING WINDOW
SYSTEM & METAL 
FRAME

EXISTING WINDOW
FRAME 

EXISTING JAMB
(BEYOND)

1' - 1 1/8"1"

3 1/4"1 7/8"1"

4 1/4"

3
 1

/2
"

5
 1

/8
"

EXTERIOR INTERIOR

EXISTING WINDOW
SYSTEM & METAL 
FRAME

EXISTING 
STONE SILL

EXISTING  WINDOW 
FRAME

EXISTING WALL
(BEYOND)

1
' -

 1
 1

/8
"

1
"

5
 1

/8
"

1
 7

/8
"

1"

EXTERIOR 

INTERIOR

EXISTING WINDOW
SYSTEM & METAL 
FRAME

EXISTING WINDOW
FRAME

EXISTING CONCRETE
JAMB

EXISTING STONE
SILL 

3 3/8"1 7/8"1"

1' - 1 1/8"

PROTECT EXISTING 
CONCRETE LINTEL

DEMOLISH 
EXISTING 
WINDOW SYSTEM 
& METAL FRAME

1' - 1 1/8"1"

3 1/4"1 7/8"1"

4 1/4"

3
 1

/2
"

DEMOLISH EXISTING
WINDOW SYSTEM 
& METAL FRAME

5
 1

/8
"

EXTERIOR INTERIOR

SEE BP1 ADDENDUM FOR 
LOCATIONS WHERE 
SILL IS REMOVED. 
PROTECT SILLS THAT 
ARE INDICATED TO 
REMAIN.

1
' -

 1
 1

/8
"

1
"

5
 1

/8
"

1
 7

/8
"

1"

EXTERIOR 

INTERIOR

DEMOLISH & REMOVE 
EXISTING WINDOW 
SYSTEM & METAL 
FRAME

PROTECT EXISTING 
CONCRETE JAMB

PROTECT EXISTING
CONCRETE

PROTECT EXISTING
CONCRETE JAMB
(BEYOND)

SECURE ANCHORAGE INTO 
BLOCKING AND EXISTING 
CONCRETE

PROVIDE PROFILED 1/8" MIN.  
ALUMINUM PANNING AND TRIM 
INSTALLATION PROVIDED BY WINDOW 
MANUFACTURER. EXACT PROFILE 
MAY CHANGE BASED ON STANDARDS 
OF THE MANUFACTURER. COLOR TO 
MATCH WINDOW SYSTEM. 

PAINT OVER PCB FLUID 
APPLIED ENCAPSULATION 
COATING TO MATCH 
CONCRETE COLOR

1"

07 9200-01
JOINT SEALANT AND BACKER
ROD

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

06 1053-01
WOOD BLOCKING

09 2900-01
GYPSUM BOARD

09 2216-01
NON-STRUCTURAL METAL
FRAMING
2” METAL STUDS  @ 
16” O.C. MAXIMUM 

09 2900-01
GYPSUM BOARD

WOOD BLOCKING-
MISCELLANEOUS ROUGH 
CARPENTRY. NEW CONTINUOUS
DOUGLAS FIR BLOCKING INFILL 
SECURED TO EXISTING MASONRY

09 9123-01
INTERIOR PAINTED FINISH

09 2216-17
CORNERBEAD

09 2216-18
DRYWALL F REVEAL(ALUMINUM)

06 1600-02
PLYWOOD SHEATHING

07 2100-05
MINERAL-WOOL BOARD
INSULATION

2
 3

/4
"

05 0020-01
ADHESIVE (CHEMICAL) ANCHORS
AND EXPANSION ANCHORS

07 9200-00
JOINT SEALANT

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

1
/2

"

2 ASI 136, RFI 423

EXTERIOR INTERIOR

PROVIDE PROFILED 1/8" MIN.  
ALUMINUM PANNING AND TRIM 
INSTALLATION PROVIDED BY 
WINDOW MANUFACTURER. 
EXACT PROFILE MAY CHANGE 
BASED ON STANDARDS OF THE 
MANUFACTURER. COLOR TO 
MATCH WINDOW SYSTEM. 

2
 3

/4
"

1 3/4"

2
"

1
 3

/8
"

1
/2

"

3
 5

/8
"

5
 1

/2
"

04 2000-14
DECORATIVE CONCRETE
MASONRY UNITS

NEW CUT LIMESTONE SILL

PERIMETER SEALANT

SECURE ANCHORAGE INTO 
BLOCKING AND LIMESTONE 
SILL

07 2100-05
MINERAL-WOOL BOARD
INSULATION

06 1053-01
WOOD BLOCKING
NEW CONTINUOUS DOUGLAS 
FIR BLOCKING INFILL SECURED
TO SILL

SELF ADHERED WATERPROOFING.
BASIS OF DESIGN: W.R. GRACE 
ICE AND WATER SHIELD 

05 0020-01
ADHESIVE (CHEMICAL) ANCHORS
AND EXPANSION ANCHORS

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

07 9200-01
JOINT SEALANT AND BACKER
ROD

07 9200-01
JOINT SEALANT AND BACKER
ROD

06 1053-01
WOOD BLOCKING

BREAK METAL END DAM

12 3661.16-02
SOLID SURFACING SILLS

06 1600-02
PLYWOOD SHEATHING

09 9123-01
INTERIOR PAINTED FINISH

09 2900-01
GYPSUM BOARD

09 2216-01
NON-STRUCTURAL METAL
FRAMING
2" METAL STUDS @
16" O.C. MAXIMUM

07 9200-00
JOINT SEALANT

PAINT OVER PCB FLUID 
APPLIED ENCAPSULATION 
COATING TO MATCH 
CONCRETE COLOR

SELF ADHERED WATERPROOFING.
BASIS OF DESIGN: W.R. GRACE 
ICE AND WATER SHIELD 

SIMULATED DIVIDED 
LITE MUNTIN

7
/8

"

1"

11 5/8"

FIELD VERIFY EXISTING THICKNESS

1' - 1 1/8" 2" 5/8"

1" 11 5/8" 1 1/2"

DECORATIVE CMU WITH 
INTEGRAL WATERPROOFING 
AT EXTERIOR CONDITIONS. 
RAKE JOINTS AND APPLY 
SEALANT AT PERIMETER.

04 2000-14
DECORATIVE CONCRETE
MASONRY UNITS

3 1/8" 6 1/4"

2 ASI 136, RFI 423

1
' -

 5
 3

/8
"

EXTERIOR 

INTERIOR

PROVIDE PROFILED 1/8" MIN.  
ALUMINUM PANNING AND TRIM 
INSTALLATION PROVIDED BY 
WINDOW MANUFACTURER. 
EXACT PROFILE MAY CHANGE 
BASED ON STANDARDS OF THE 
MANUFACTURER. COLOR TO 
MATCH WINDOW SYSTEM. 

PAINT OVER PCB FLUID APPLIED 
ENCAPSULATION COATING TO 
MATCH CONCRETE COLOR

1
"

2"

1
' -

 1
 1

/8
"

2
"

5
/8

"

6
 1

/2
"

1
"

1
"

1
 3

/4
"

PROTECT EXISTING CONCRETE

08 5123.13-01
HOT-ROLLED STEEL WINDOWS

06 1053-01
WOOD BLOCKING

07 2100-05
MINERAL-WOOL BOARD
INSULATION

07 9200-00
JOINT SEALANT
SINGLE COMPONENT, NON SAG, 
NEUTRAL CURING, CLASS 50 
EXTERIOR JOINT SEALANT. 
COLOR AS SELECTED BY 
ARCHITECT FROM MANUF. FULL 
RANGE. VOC CONTENT OF 250 
G/L OR LESS. BASIS OF DESIGN: 
TREMCO INCORPORATED. 

05 0020-01
ADHESIVE (CHEMICAL) ANCHORS
AND EXPANSION ANCHORS
SECURE ANCHORAGE INTO 
BLOCKING AND EXISTING 
CONCRETE

06 1600-02
PLYWOOD SHEATHING

NEW CONTINUOUS DOUGLAS 
FIR BLOCKING INFILL SECURED
TO SILL

09 2216-01
NON-STRUCTURAL METAL
FRAMING
2" METAL Z FURRING @ 
16" O.C. MAXIMUM

09 2900-01
GYPSUM BOARD

09 9123-01
INTERIOR PAINTED FINISH

07 9200-01
JOINT SEALANT AND BACKER
ROD
08 5123.13-01
HOT-ROLLED STEEL WINDOWS

NEW CUT LIMESTONE SILL

09 2216-18
DRYWALL F REVEAL(ALUMINUM)

12 3661.16-02
SOLID SURFACING SILLS

09 2216-17
CORNERBEAD

5
/8

"

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

06 1053-01
WOOD BLOCKING
NEW CONTINUOUS DOUGLAS 
FIR BLOCKING INFILL SECURED
TO SILL

SIMULATED DIVIDED LITE 
MUNTIN

7/8"

EXACT DIMENSIONS VARY, FIELD MEASURE EACH 
OPENING 
TO VALIDATE ACTUAL ROUGH OPENINGS. 

PROTECT ALL SUBSTRATES. DO NOT ALTER 
SUBSTRATES
UNTIL WEATHER PROTECTION MEASURES ARE IN 
PLACE
& BP # 2 PATCH & REPAIR MEASURES ARE TIMELY 
FOLLOWED.

PCB'S HAVE BEEN IDENTIFIED ON SEALANTS. STRICTLY 
FOLLOW ABATEMENT MEASURES.

REFER TO SIERRA ENVIRONMENTAL ADDENDUM FOR 
PCB CAULK REMOVAL AND ENCAPSULATION AT 
WINDOWS IN 1938 STUDENT UNION AND ALUMNI GYM.

PROVIDE A WEATHER TIGHT INSTALLATION.

PROVIDE SHOP DRAWINGS FOR REVIEW AND 
APPROVAL

PROVIDE PRICING FOR MOCK-UP AND ENTIRE 
INSTALLATION OF NEW WINDOWS

CONDITIONS VARY. EXAMINE IN FIELD

GENERAL NOTES
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6" = 1'-0"A-8.24

1

TYPICAL CURTAINWALL/
CONCRETE HEAD - ALUMNI GYM
LEVEL 01- EXISTING BP#1

6" = 1'-0"A-8.24

4

TYPICAL CURTAINWALL/
CONCRETE SILL- ALUMNI GYM
LEVEL 01- EXISTING BP#1

6" = 1'-0"A-8.24

7

TYPICAL CURTAINWALL/
CONCRETE JAMB- ALUMNI GYM
LEVEL 01- EXISTING BP#1

6" = 1'-0"A-8.24

2

TYPICAL CURTAINWALL/
CONCRETE HEAD- ALUMNI GYM
LEVEL 01- DEMOLITION BP#1

6" = 1'-0"A-8.24

5

TYPICAL CURTAINWALL/
CONCRETE SILL- ALUMNI GYM
LEVEL O1- DEMOLITION BP#1

6" = 1'-0"A-8.24

8

TYPICAL CURTAINWALL/
CONCRETE JAMB- ALUMNI GYM
LEVEL O1- DEMOLITION BP#1

6" = 1'-0"A-8.24

3

TYPICAL LEVEL 01 CURTAINWALL /
CONCRETE HEAD - ALUMNI GYM
LEVEL 01 - BP#2

6" = 1'-0"A-8.24

6

TYPICAL LEVEL 01 CURTAINWALL /
CONCRETE SILL- ALUMNI GYM
LEVEL 01 - BP#2

6" = 1'-0"A-8.24

9

TYPICAL LEVEL 01 CURTAINWALL /
CONCRETE JAMB - ALUMNI GYM
LEVEL 01 - BP#2
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1"

EXISTING WINDOW 
SYSTEM & METAL 
FRAME

EXISTING INTERIOR 
MASONRY LINTELEXISTING EXTERIOR

BRICK WALL

EXISTING STEEL 
LINTEL 

EXISTING BRICK 
JAMB (BEYOND)

JAMB 
(BEYOND)

CAVIT
Y

VARIES

EXTERIOR INTERIOR

EXISTING BRICK 
JAMB (BEYOND)

EXISTING STONE 
WINDOW SILL

EXISTING WINDOW
SYSTEM & METAL 
FRAME

EXISTING STONE
WINDOW SILL

VARIES

VARIES

CLAY MASONRY UNIT

MASONRY CAVITY-
DIMENSION VARIES,
REVIEW IN FIELD

EXISTING CLAY TILE UNITS

EXISTING BRICK

2
 5

/8
"

8
"

1
' -

 5
 7

/8
"

1
"

7 7/8"

3
/4

"

EXISTING
BRICK HEAD (ABOVE)

EXISTING CLAY 
MASONRY UNIT

EXISTING 
STONE
WINDOW SILL

EXISTING MASONRY 
JAMB

EXISTING WINDOW 
SYSTEM & METAL 
FRAME

EXTERIOR

INTERIOR

V
A

R
IE

S

MASONRY CAVITY-
DIMENSION VARIES,
REVIEW IN FIELD

EXISTING CLAY TILE UNITS

EXISTING SILL

1"

PROTECT 
EXISTING 
BRICK 

EXISTING 
STEEL 
LINTEL TO 
REMAIN

PROTECT
EXISTING 
BRICK 
JAMB 
(BEYOND)

REMOVE SUBFRAME ANGLE & 
GRIND LINTEL SURFACE SMOOTH
TO RECEIVE NEW FRAME

DEMOLISH & REMOVE EXISTING
WINDOW SYSTEM, METAL FRAME
& SUBFRAME

PROTECT EXISTING 
INTERIOR MASONRY

JAMB 
(BEYOND)

VARIES

CAVIT
Y

EXTERIOR INTERIOR

PROTECT EXISTING
BRICK JAMB 
(BEYOND)

DEMOLISH & REMOVE EXISTING
WINDOW SYSTEM, METAL FRAME
& SUB FRAME

REMOVE & DEMOLISH 
WINDOW SILLPROTECT EXISTING 

STONE WINDOW 
SILL
TO REMAIN

VARIES

VARIES

CLAY MASONRY UNIT

MASONRY CAVITY-
DIMENSION VARIES,
REVIEW IN FIELD

EXISTING CLAY TILE UNITS

EXISTING BRICK

2
 5

/8
"

8
"

1
' -

 5
 7

/8
"

1
"

7 7/8"

3
/4

"

EXISTING BRICK 
HEAD (ABOVE)

PROTECT EXISTING 
CLAY MASONRY 
JAMB

PROTECT EXISTING
STONE WINDOW 
SILL TO REMAIN

PROTECT EXISTING
MASONRY JAMB

DEMOLISH & REMOVE
EXISTING WINDOW 
SYSTEM & METAL 
FRAME

EXTERIOR

INTERIOR

REMOVE & 
DEMOLISH WINDOW 
SILL

V
A

R
IE

S MASONRY CAVITY-
DIMENSION VARIES,
REVIEW IN FIELD

EXIST. CLAY 
TILE UNITS

EXISTING CLAY 
MASONRY UNIT

PROTECT 
EXISTING 
BRICK 

EXISTING 
STEEL 
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WINDOW SYSTEM & METAL 
FRAME

REMOVE PLASTER AS 
NECESSARY FOR PCB CAULK
REMOVAL / ENCAPSULATION

FLUID APPLIED PCB 
ENCAPSULATION  
COATING

EXISTING EXTERIOR 
BRICK WALL

EXISTING BRICK 
JAMB (BEYOND)

EXISTING STEEL 
LINTEL

EXISTING WINDOW SYSTEM
& METAL FRAME

INTERIOR PLASTER WALL

PROTECT EXISTING
BRICK

PROTECT EXISTING
BRICK JAMB
(BEYOND)

EXISTING STEEL 
LINTEL TO REMAIN

2
"

6"

SECURE ANCHORAGE INTO 
BLOCKING AND EXISTING 
MASONRY

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

07 9200-01
JOINT SEALANT AND BACKER
ROD

PAINT OVER PCB 
FLUID APPLIED 
ENCAPSULATION 
COATING TO MATCH 
BRICK COLOR

2 1/2" METAL STUDS 
@ 16" O.C. MAXIMUM

COLD FORMED 
DOUBLE STUDS 
AND TRACK 
RUNNER AT 
HEAD

07 9200-00
JOINT SEALANT

05 4000-05
6" COLD-FORMED
METAL FRAMING

09 2216-01
NON-STRUCTURAL
METAL FRAMING

09 2900-01
GYPSUM BOARD

09 9123-01
INTERIOR PAINTED
FINISH

1 ADD - 3

8 3/8"

5
 1

/4
"

3
 1

/2
"

6
 1

/2
"

1
' -

 3
 1

/4
"

2
 1

/4
"

EXISTING MORTAR 
JOINT

PROTECT 
EXISTING 
STONE SILL

PROTECT 
EXISTING 
MASONRY 
BULLNOSE 
JAMB

DEMOLISH & 
REMOVE 
EXISTING 
WINDOW 
SYSTEM & 
METAL FRAME

WATER DAMAGED 
PLASTER

REMOVE 
PLASTER AS 
NECESSARY 
FOR 
EXISTING PCB 
CAULK 
REMOVAL / 
ENCAPSULATIO
N

EXTERIO
R

INTERIOR

FLUID APPLIED PCB 
ENCAPSULATION  
COATING. TINT TO 
MATCH BRICK 
COLOR

8 3/8"

5
 1

/4
"

3
 1

/2
"

6
 1

/2
"

1
' -

 3
 1

/4
"

2
 1

/4
"

EXISTING MORTAR 
JOINT

EXISTING STONE 
WINDOW SILL

EXISTING 
MASONRY 
BULLNOSE 
JAMB

EXISTING 
WINDOW 
SYSTEM & 
METAL 
FRAME

INTERIOR 
PLASTER
JAMB

EXTERIO
R

INTERIOR

PROTECT EXISTING
BRICK

PROTECT EXISTING
BRICK JAMB 
(BEYOND)

PROTECT EXISTING
STONE WINDOW 
SILL

EXTERIOR INTERIOR

DEMOLISH & REMOVE 
EXISTING WINDOW 
SYSTEM & METAL FRAME

REMOVE PLASTER AS
NECESSARY FOR PCB
CAULK REMOVAL / 
ENCAPSULATION

FLUID APPLIED PCB 
ENCAPSULATION  
COATING

EXISTING EXTERIOR 
BRICK WALL

EXISTING BRICK 
JAMB (BEYOND)

EXISTING STONE 
WINDOW SILL

EXTERIOR INTERIOR

EXISTING WINDOW 
SYSTEM & METAL
FRAME

INTERIOR PLASTER
WINDOW SILL

PROTECT EXISTING
BRICK

PROTECT EXISTING
BRICK JAMB 
(BEYOND)

PROTECT EXISTING
STONE WINDOW 
SILL

EXTERIOR INTERIOR

SECURE ANCHORAGE 
INTO BLOCKING AND 
EXISTING SILL

6"

2
"

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

12 3661.16-02
SOLID SURFACING SILLS

PAINT OVER PCB FLUID 
APPLIED 
ENCAPSULATION 
COATING TO MATCH 
STONE SILL COLOR

07 9200-01
JOINT SEALANT AND
BACKER ROD

2
"

EXTERIOR INTERIOR

09 2216-01
NON-STRUCTURAL METAL
FRAMING
2 1/2” METAL STUDS 
@ 16” O.C. MAXIMUM

09 2900-01
GYPSUM BOARD

09 9123-01
INTERIOR PAINTED FINISH

1/2"

OVER 1/2" EXTERIOR 
GRADE PLYWOOD

07 9200-00
JOINT SEALANT

07 9200-00
JOINT SEALANT

SHIM AS REQUIRED

1 ADD - 3

EXACT DIMENSIONS VARY, FIELD MEASURE EACH 
OPENING 
TO VALIDATE ACTUAL ROUGH OPENINGS. 

PROTECT ALL SUBSTRATES. DO NOT ALTER 
SUBSTRATES
UNTIL WEATHER PROTECTION MEASURES ARE IN 
PLACE
& BP # 2 PATCH & REPAIR MEASURES ARE TIMELY 
FOLLOWED.

PCB'S HAVE BEEN IDENTIFIED ON SEALANTS. STRICTLY 
FOLLOW ABATEMENT MEASURES.

REFER TO SIERRA ENVIRONMENTAL ADDENDUM FOR 
PCB CAULK REMOVAL AND ENCAPSULATION AT 
WINDOWS IN 1938 STUDENT UNION AND ALUMNI GYM.

PROVIDE A WEATHER TIGHT INSTALLATION.

PROVIDE SHOP DRAWINGS FOR REVIEW AND 
APPROVAL

PROVIDE PRICING FOR MOCK-UP AND ENTIRE 
INSTALLATION OF NEW WINDOWS

CONDITIONS VARY. EXAMINE IN FIELD

GENERAL NOTES

8 3/8"

1
' -

 3
 1

/4
" 

F
.V

.
2

 1
/4

"

EXISTING MORTAR 
JOINT

PROTECT 
EXISTING 
STONE SILL

PROTECT EXISTING 
MASONRY BULLNOSE 
JAMB

EXTERIO
R

INTERIOR

6
"

2"

PAINT OVER PCB FLUID 
APPLIED ENCAPSULATION 
COATING TO MATCH BRICK 
AND MORTAR COLOR

12 3661.16-02
SOLID SURFACING SILLS

07 9200-01
JOINT SEALANT AND
BACKER ROD

07 9200-01
JOINT SEALANT AND
BACKER ROD

07 9200-01
JOINT SEALANT AND
BACKER ROD

08 4413-01
GLAZED ALUMINUM
CURTAIN WALL

1
/2

"
5

/8
"

2
 1

/2
"

1
' -

 5
 1

/4
"

REMOVE EXISTING 
PLASTER AS REQUIRED
TO FLUSH MOUNT 
GYPSUM BOARD TO 
EXISTING CLAY 
MASONRY BLOCK

09 2216-01
NON-STRUCTURAL METAL
FRAMING
2 1/2” METAL STUDS @ 16” O.C. MAXIMUM

09 2900-01
GYPSUM BOARD

09 9123-01
INTERIOR PAINTED FINISH

1 1/2"

FASTEN TO STUDS. 
TAPE AND SPACKLE.

1 1/2" RADIUS 
FLEXIBLE ALUMINUM 
PROFILE WITH 
CONTINUOUS FINS 
ON EACH SIDE

R 0' - 1 1/2"

7
/8

"

1 ADD-3

R
E

C
O

R
D

 D
O

C
U

M
E

N
T

S

T
h
e
s
e
 R

e
c
o
rd

 D
o
c
u
m

e
n
ts

 h
a
v
e
 b

e
e
n
 p

re
p
a
re

d
 b

a
s
e
d
 o

n
 

in
fo

rm
a
ti
o
n
 p

ro
v
id

e
d
 b

y
 o

th
e
rs

. 
T

h
e
 C

o
n
s
u
lt
a
n
t 
h
a
s
 n

o
t 
v
e
ri
fi
e
d
 t
h
e
 

a
c
c
u
ra

c
y
 a

n
d
/o

r 
c
o
m

p
le

te
n
e
s
s
 o

f 
th

is
 i
n
fo

rm
a
ti
o
n
 a

n
d
 s

h
a
ll 

n
o
t 
b
e
 

re
s
p
o
n
s
ib

le
 f
o
r 

a
n
y
 e

rr
o
rs

 o
r 

o
m

is
s
io

n
s
 t
h
a
t 
m

a
y
 b

e
 i
n
c
o
rp

o
ra

te
d
 

a
s
 a

 r
e
s
u
lt
 o

f 
e
rr

o
n
e
o
u
s
 i
n
fo

rm
a
ti
o
n
 p

ro
v
id

e
d
 b

y
 o

th
e
rs

.

D
A

T
E

Jo
b
 N

um
b
er

:
R
ev

is
io

n:
C

he
ck

ed
 B

y:
D

ra
w

n 
B
y:

Le
xi

ng
to

n,
 K

en
tu

ck
y

1
3
1
5
 P

ea
ch

tr
ee

 S
tr
ee

t
A

tla
nt

a
, 

G
eo

rg
ia

 3
0

3
0
9

p
 4

0
4
.8

3
7
.2

3
0
0

w
w

w
.p

er
ki

ns
w

ill
.c

o
m

RECORD DRAWINGS

U
K

 -
S
T
U

D
E
N

T
 C

E
N

T
E
R
 R

E
N

O
V

A
T
IO

N
 A

N
D

 E
X

P
A

N
S
IO

N
 B

P
#
3

J
a
n

u
a
ry

 2
0
1
9

1

A-8.26

C
U

R
T
A

IN
W

A
L
L
 F

R
A

M
E
 D

E
T
A

IL
S

M
W

J
K
TV

, 
ER

D
EC

 2
0
1
5

1
4
0
4
.0

0

6" = 1'-0"A-8.26

2

TYPICAL CURTAINWALL /
BRICK HEAD - 1938 STUDENT UNION
LEVEL 02- DEMOLITION BP#1

6" = 1'-0"A-8.26

1

TYPICAL CURTAINWALL /
BRICK HEAD - 1938 STUDENT UNION
LEVEL 02- EXISTING BP#1

6" = 1'-0"A-8.26

3

TYPICAL CURTAINWALL /
BRICK HEAD - 1938 STUDENT UNION
LEVEL 02

6" = 1'-0"A-8.26

8

TYPICAL CURTAINWALL /
BRICK JAMB- 1938 STUDENT UNION
LEVEL 02- DEMOLITION BP#2

6" = 1'-0"A-8.26

7

TYPICAL CURTAINWALL /
BRICK JAMB- 1938 STUDENT UNION
LEVEL 02- EXISTING BP#1

6" = 1'-0"A-8.26

5

TYPICAL CURTAINWALL /
BRICK SILL- 1938 STUDENT UNION
LEVEL 02- DEMOLITION BP#1

6" = 1'-0"A-8.26

4

TYPICAL CURTAINWALL /
BRICK SILL- 1938 STUDENT UNION
LEVEL 02-EXISTING BP#2

6" = 1'-0"A-8.26

6

TYPICAL CURTAINWALL /
BRICK SILL- 1938 STUDENT UNION
LEVEL 02

6" = 1'-0"A-8.26

10

TYPICAL CURTAINWALL /
BRICK JAMB- 1938 STUDENT UNION
LEVEL 02

1 ADD-3
1 BP 3 - ADD 3

N
o

.
D

e
s
c
ri

p
ti

o
n

D
a
te

1
A

d
d

e
n

d
a

D
e

c
 2

0
1
5

R
E

C
O

R
D

 D
O

C
U

M
E

N
T

S

T
h
e
s
e
 R

e
c
o
rd

 D
o
c
u
m

e
n
ts

 h
a
v
e
 b

e
e
n
 p

re
p
a
re

d
 b

a
s
e
d
 o

n
 

in
fo

rm
a
ti
o
n
 p

ro
v
id

e
d
 b

y
 o

th
e
rs

. 
T

h
e
 C

o
n
s
u
lt
a
n
t 
h
a
s
 n

o
t 
v
e
ri
fi
e
d
 t
h
e
 

a
c
c
u
ra

c
y
 a

n
d
/o

r 
c
o
m

p
le

te
n
e
s
s
 o

f 
th

is
 i
n
fo

rm
a
ti
o
n
 a

n
d
 s

h
a
ll 

n
o
t 
b
e
 

re
s
p
o
n
s
ib

le
 f
o
r 

a
n
y
 e

rr
o
rs

 o
r 

o
m

is
s
io

n
s
 t
h
a
t 
m

a
y
 b

e
 i
n
c
o
rp

o
ra

te
d
 

a
s
 a

 r
e
s
u
lt
 o

f 
e
rr

o
n
e
o
u
s
 i
n
fo

rm
a
ti
o
n
 p

ro
v
id

e
d
 b

y
 o

th
e
rs

.

D
A

T
E

J
a
n

u
a
ry

 2
0
1
9

E
N

O
.

C
O

M
M

O
N

W
E

A
LT

H

O
F

S
T

E
R

ED

I
G

R

T
N

E
K

U
C

K
Y

23
68

J
W

.

S

L E
HCI M

AC
OB

I
H

C
RA

T
E

C
T

A

N
ov

em
be

r 
20

19



2
"

1
/8

"
2

 1
/2

"
S

E
E

 E
L
E

V
A

T
IO

N
S

 F
O

R
 D

E
P

T
H

2
 1

/2
"

ALUMINUM BREAK METAL BY 
CURTAIN WALL INSTALLER

4” THICK INSULATION (CW225)
INSTALLED WITH ADHESIVE

ATTACH OVERHEAD CLOSER 
TO TRANSOM BAR

LOW E CLEAR INSULATED GLAZING AT
EXTERIOR STOREFRONT DOORS

FIELD VERIFY 6"

7
' -

0
"

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

08 4113-01
ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

08 8000-07
GL32 - LOW E CLEAR INSULATED
GLAZING SPANDREL PANEL

DOOR STOP

EXISTING WALL

EXTERIOR INTERIOR

WIDE STYLE DOOR

SPANDREL METAL IS TO BE 
CONTINUOUSLY SEALED , 
INCLUDING ANCHOR 
PENETRATIONS AND FRAME 
CORNERS

CONTINUOUSLY SEAL 
CONNECTION BETWEEN 
CURTAINWALL AND DOOR FRAME 
WITH MANUFACTURER'S 
RECOMMENDED MASTIC

STOP

6
"

2 1/2"

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

LOW E CLEAR 
INSULATED 
GLAZING
AT EXTERIOR 
STOREFRONT 
DOORS

F
IE

L
D

 V
E

R
IF

Y

E
X

IS
T

IN
G

 W
A

L
L

07 9200-01
JOINT SEALANT AND BACKER
ROD

PROVIDE STEEL 
REINFORCEMENT AS 
DEMONSTRATED BY 
DELEGATED DESIGN 
ENGINEERING PER 
PERFORMANCE CRITERIA

IN
T

E
R

IO
R

E
X

T
E

R
IO

R

WIDE STYLE

EX - ALUM - 03
967' - 7 9/16"

09 9123-01
INTERIOR PAINTED FINISH

09 2900-01
GYPSUM BOARD

09 2216-01
NON-STRUCTURAL METAL
FRAMINGFRAMING - 6" STUDS @ 16" O.C. 
MAXIMUM- PROVIDE HEADER 
WHERE REQUIRED BY 
ENGINEERING CALCULATIONS

07 2100-03
GLASS-FIBER BLANKET
INSULATION

FINISH EDGE WITH PULL AWAY 
PRE-MASH BEAD

08 9119-01
FIXED LOUVER

09 2900-01
GYPSUM BOARD

1.5" x 1.5” x 1/8" ALUM
CLIP ANGLES & MIN 1/4" DIAMETER
FASTENERS @ 16" O.C. MAXIMUM

MECH

B215

CARDIO

B213

JAMB
(BEYOND)

ANCHOR LOUVER TO METAL WALL 
FRAMING AS REQUIRED BY 
ENGINEERING CALCULATIONS-
PROVIDE SUPPLEMENTAL 
STRUCTURAL SUPPORTS AS 
REQUIRED BY ENGINEERING 
CALCULATIONS

6"

4"

1"

JAMB 
(BEYOND)

09 9123-01
INTERIOR PAINTED FINISH

09 2900-01
GYPSUM BOARD

09 2216-01
NON-STRUCTURAL METAL
FRAMINGFRAMING  - 6” METAL STUDS @ 
16” O.C. MAXIMUM

07 2100-03
GLASS-FIBER BLANKET
INSULATION

08 9119-01
FIXED LOUVER

4"

1.5" x 1.5" x 1/8" ALUM
CLIP ANGLES & MIN 1/4" DIAMETER
FASTENERS @ 16" O.C. MAXIMUM

ANCHOR LOUVER TO METAL WALL 
FRAMING AS REQUIRED BY 
ENGINEERING CALCULATIONS-
PROVIDE SUPPLEMENTAL 
STRUCTURAL SUPPORTS AS 
REQUIRED BY ENGINEERING 
CALCULATIONS

MECH

B215

CARDIO

B213

09 2900-01
GYPSUM BOARD
09 2900-01
GYPSUM BOARD

6"

FINISH EDGE WITH PULL AWAY 
PRE-MASH BEAD

1"

SILL
(BEYOND)

09 9123-01
INTERIOR PAINTED FINISH

09 2900-01
GYPSUM BOARD

FINISH EDGE WITH PULL AWAY 
PRE-MASH BEAD

ANCHOR LOUVER TO METAL WALL 
FRAMING AS REQUIRED BY 
ENGINEERING CALCULATIONS-
PROVIDE SUPPLEMENTAL 
STRUCTURAL SUPPORTS AS 
REQUIRED BY ENGINEERING 
CALCULATIONS

08 9119-01
FIXED LOUVER

1
"

6
"

CARDIO

B213

MECH

B215
09 2216-01
NON-STRUCTURAL METAL
FRAMINGFRAMING - 6” METAL STUDS @ 
16” O.C. MAXIMUM

09 2900-01
GYPSUM BOARD

EXISTING WALL

ATTACH OVERHEAD CLOSER TO 
EXISTING PLASTER WALL.
PATCH AND REPAIR EXISTING
CONDITIONS AS NECESSARY

LOW E CLEAR INSULATED 
GLAZING AT EXTERIOR 
STOREFRONT DOORS

7
' -

0
"

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

08 4113-01
ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

DOOR STOP

2
"

1
/8

"
2

 1
/2

"

FIELD VERIFY 6"
07 9200-01
JOINT SEALANT AND BACKER
ROD

EXTERIOR INTERIOR

WIDE STYLE DOOR

E
X

IS
T

IN
G

 W
A

L
L

PATCH AND REPAIR EXISTING PLASTER 
CONDITIONS AS NECESSARY 

DOOR STOP

6
"

F
IE

L
D

 V
E

R
IF

Y

2 1/2"

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

LOW E CLEAR 
INSULATED 
GLAZING
AT EXTERIOR 
STOREFRONT 
DOORS

PROVIDE STEEL 
REINFORCEMENT AS 
DEMONSTRATED BY 
DELEGATED DESIGN 
ENGINEERING PER 
PERFORMANCE CRITERIA

E
X

T
E

R
IO

R
 

IN
T

E
R

IO
R

WIDE STYLE

INTERIOR AND 
EXTERIOR
FACE OF LOUVER

07 9200-01
JOINT SEALANT AND BACKER
ROD

08 9119-01
FIXED LOUVER

1
" 

M
IN

.

EXTEND AIR BARRIER 
TO INTERIOR STUD 
FACE

LOUVER CONTRACTOR TO 
PROVIDE SILL FLASHING WITH 
END DAMS - TEST FOR 
WATER TIGHTNESS BEFORE 
INSTALLING LOUVER. EXTEND 
SILL FLASHING TO EXTERIOR 
FACE OF WALL

07 9200-01
JOINT SEALANT AND BACKER
ROD

END DAMS BEYOND- SET IN 
CONTINUOUS SEALANT

LAP AIR BARRIER FLASHING 
OVER END DAM AT JAMB 
BEYOND

ANCHOR LOUVER TO COLD-FORMED 
WALL FRAMING AS REQUIRED BY 
ENGINEERING CALCULATIONS-
PROVIDE SUPPLEMENTAL STRUCTURAL 
STEEL SUPPORTS AS REQUIRED BY 
ENGINEERING CALCULATIONS 

SET SILL FLASHING IN 
CONTINUOUS BEADS 
OF SEALANT

07 2726-01
FLUID-APPLIED AIR BARRIER

WALL TYPE GENERALIZED FOR 
CLARITY. THIS DIAGRAM 
REPRESENTS THE SEPARATION 
OF THE WALL AT THE FLUID 
APPLIED AIR BARRIER. EXTEND 
AIR BARRIER INTO OPENING.  
REFERENCE WALL SCHEDULE 
FOR ELEMENTS, DIMENSIONS, 
AND AIR BARRIER LOCATION

SHIM SPACE

PROVIDE STEEL 
REINFORCEMENT AS 
DEMONSTRATED BY 
DELEGATED DESIGN 
ENGINEERING PER 
PERFORMANCE CRITERIA

08 4413-01
GLAZED ALUMINUM
CURTAIN WALL

CONCRETE WALL

07 9200-01
JOINT SEALANT AND
BACKER ROD

SEALANT

09 2900-01
GYPSUM BOARD

09 2216-15
7/8" HAT-SHAPED
FURRING CHANNEL

09 2216-22
DRYWALL J REVEAL

7
 1

/2
"

7
 1

/2
"

ADJUST SPACING 
AS REQUIRED FOR 
INSTALLATION

1/8" THICK CLOSURE 
PANEL W/ SAME COLOR 
FINISH AS CURTAIN WALL

0
' -

 3
"

0
' -

 7
 1

/2
"

2 1/2"

CAST-IN-PLACE 
CONCRETE OR 
STEEL STRUCTURE 
EMBEDS

ANCHORS

CLIP ANGLES AS 
REQUIRED BY 
ENGINEERING 
CALCULATIONS

2 1/2"

7
 1

/2
"

7
 1

/2
"

STOREFRONT 
DOOR W/ 
INSULATED 
GLAZING

STOP

GLAZING OR 
METAL PANEL 
INSERTED INTO 
GLAZING POCKET

WIDE STYLE

0
' -

 7
 1

/2
"

0' - 7 1/2"

08 4413-01
GLAZED ALUMINUM
CURTAIN WALL

1/8" THICK BREAK 
METAL CLOSURE 
STRIP - COLOR TO 

7 1/2"

7
 1

/2
"

7 1/2"

08 4413-01
GLAZED ALUMINUM
CURTAIN WALL

1/8" THICK BREAK 
METAL CLOSURE 
STRIP - COLOR TO 
MATCH

ANCHOR TO SUBSTRATE AS
RECOMMENDED BY WIRE MESH 
PARTITION MANUFACTURER

10 2213-01
WIRE MESH
PARTITION

03 3000-06
CAST-IN-PLACE
CONCRETE WALL

ANCHOR TO 
SUBSTRATE
AS 
RECOMMENDED 
BY WIRE MESH 
PARTITION
MANUFACTURER

10 2213-01
WIRE MESH
PARTITION

04 2100-01
REINFORCED UNIT
MASONRY

3' - 0"

7
' -

 0
"

P
A

R
T

IT
IO

N
 T

O
 D

E
C

K

E
X

T
E

N
D

 W
IR

E
 M

E
S

H

10 2213-01
WIRE MESH
PARTITION

PROVIDE 
HORIZONTAL PANEL 
STIFFENING AS 
RECOMMENDED BY 
MANUFACTURER

MANUFACTURER'S 
STANDARD DOOR

AND DOOR LOCATIONS

REFER TO PLAN FOR PARTITION

1' - 3 7/8"

08 1113-01
HOLLOW METAL FRAME

07 9200-01
JOINT SEALANT AND BACKER
ROD

5 7/8"

DOOR - SEE 
SCHEDULE FOR TYPE 
AND SIZE

2
"

09 2216-03
3-5/8" STUDS AND RUNNERS

09 2900-01
GYPSUM BOARD

HIGH STRENGTH 
ALUMINUM CORNER

09 9123-01
INTERIOR PAINTED FINISH

TO BE CONTINUOUS AND 
WATERTIGHT WITHOUT 
BREAKS   (TYPICAL)

07 2726-01
FLUID-APPLIED AIR BARRIER

04 2000-01
FACE BRICK

04 2000-04
MASONRY THRU-WALL FLASHING

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

07 9200-01
JOINT SEALANT AND BACKER
ROD

6" 8"

6" MATCH CW8

FRP PLATE INSTALLED 
BETWEEN COLD 
FORMED AND STEEL 
PLATE

6 X 6 GALVANIZED STRUCTURAL 
STEEL LINTEL WITH HIGH 
PERFORMANCE COATING

CURTAIN WALL ANCHOR 
BEYOND- FASTEN TO WALL 
FRAMING AS REQUIRED BY 
ENGINEERING 
CALCULATIONS

COLD FORMED 
DOUBLE STUDS AND 
TRACK RUNNER BOX 
HEADER

GYPSUM 
WALL 
BOARD

REFER TO RCP 
PLANS FOR 
ADJACENT CEILING 
OR WINDOW 
SHADES

07 9200-01
JOINT SEALANT AND BACKER
ROD

04 2000-03
CAVITY DRAINAGE MATERIAL

04 2000-07
MASONRY WEEPS AND VENTS

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

ROD - BOTH INTERIOR AND 
EXTERIOR FACE OF CURTAIN WALL

6" MATCH CW8

TO BE CONTINUOUS AND 
WATERTIGHT WITHOUT 
BREAKS   (TYPICAL)

6" 8"

12 3661.16-02
SOLID SURFACING SILLS

09 2900-01
GYPSUM BOARD

08 4413-01
GLAZED ALUMINUM
CURTAIN WALL

07 9200-01
JOINT SEALANT AND BACKER
ROD

07 2726-01
FLUID-APPLIED AIR
BARRIER

04 2000-06
MASONRY VENEER ANCHORS

EXTEND AIR BARRIER 
TO INSIDE STUD FACE

07 2100-02
2" CONTINUOUS
MINERAL-WOOL
BOARD INSULATION

04 2000-07
MASONRY WEEPS AND VENTS

COLD FORMED 
DOUBLE STUDS AND 
TRACK RUNNER

NEW CUT LIMESTONE SILL -
EXTERIOR PROFILE  TO 
MATCH EXISTING ON CW8

04 4313.13-01

04 2000-04
MASONRY THRU-WALL FLASHING

04 2000-01
FACE BRICK

  SAW CUT BRICK TO FIT 
TIGHT TO FACE OF AIR BARRIER, 
TYPICAL

TO BE CONTINUOUS AND WATERTIGHT 
WITHOUT BREAKS   (TYPICAL)

6" STUDS AT 16" O.C. MAXIMUM

BOTH INTERIOR AND EXTERIOR
FACE OF CURTAIN WALL

FINISH EDGE WITH PULL AWAY 
PRE-MASK BEAD

6
"

M
A

T
C

H
 C

W
8

09 2900-01
GYPSUM BOARD

07 9200-01
JOINT SEALANT AND BACKER
ROD

07 9200-01
JOINT SEALANT AND BACKER
ROD

05 4000-01
COLD-FORMED METAL FRAMING

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

04 2000-01
FACE BRICK

07 2726-01
FLUID-APPLIED AIR BARRIER

PROVIDE STEEL REINFORCING 
WHERE REQUIRED BY 
ENGINEERING CALCULATIONS

EXTEND AIR BARRIER TO 
INTERIOR FACE OF STUDS
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0

6" = 1'-0"A-8.27

4 TYPICAL DETAIL @ CURTAINWALL HEAD

6" = 1'-0"A-8.27

5 TYPICAL DETAIL @ CURTAINWALL JAMB
6" = 1'-0"A-8.27

6 INTERIOR LOUVER HEAD DETAIL @ CARDIO

6" = 1'-0"A-8.27

8 INTERIOR LOUVER SILL DETAIL @ CARDIO

6" = 1'-0"A-8.27

21 INTERIOR LOUVER JAMB DETAIL @ CARDIO

6" = 1'-0"A-8.27

1 TYPICAL DETAIL @ CURTAINWALL HEAD

6" = 1'-0"A-8.27

7 TYPICAL DETAIL @ CURTAINWALL JAMB

6" = 1'-0"A-8.27

22 END DAM DETAIL @ EXTERIOR FIXED LOUVER

3" = 1'-0"A-8.27

11 CW JAMB @ CONCRETE WALL

3" = 1'-0"A-8.27

2

JAMB DETAIL @ CURTAIN WALL
90° INSIDE CORNER

3" = 1'-0"A-8.27

3

TYPICAL PLAN DETAIL @ 0-5° SPLAYED
OUTSIDE CORNER

3" = 1'-0"A-8.27

12 TYP. PLAN DETAIL @ CURTAIN WALL
3" = 1'-0"A-8.27

13 TYPICAL DOOR JAMB DETAIL @ CURTAIN WALL
3" = 1'-0"A-8.27

10

JAMB DETAIL @ CURTAIN WALL 90° INSIDE
CORNER

3" = 1'-0"A-8.27

9

JAMB DETAIL @ CURTAIN WALL 90° INSIDE
CORNER

1 1/2" = 1'-0"A-8.27

14 WIRE MESH PARTITION JAMB
1 1/2" = 1'-0"A-8.27

15 WIRE MESH PARTITION JAMB @ CMU
1/4" = 1'-0"A-8.27

16 TYPICAL WIRE MESH PARTITION ELEVATION
3" = 1'-0"A-8.27

17 DETAIL @ HOLLOW METAL FRAME HEAD

3" = 1'-0"A-8.27

18 CURTAINWALL HEAD DETAIL - 1938 NEW WALL
3" = 1'-0"A-8.27

19 CURTAINWALL SILL DETAIL - 1938 NEW WALL
3" = 1'-0"A-8.27

20 TYPICAL CURTAINWALL JAMB DETAIL @ BRICK
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FINISHED FACE OF 
INTERSECTING PARTITION

SEALANT (TYP.)

GROUT 
FRAME SOLID 
(TYP.)

GYP. PARTITION, WHERE 
OCCURS - REF. FLOOR 
PLANS FOR PARTITION TYPE

PTD. H.M. 
FRAME

R
E

F
. 
S

C
H

E
D

U
L

E

P
A

R
T

IT
IO

N
 T

H
IC

K
N

E
S

S

R
E

F
. 
S

C
H

E
D

U
L

E

P
A

R
T

IT
IO

N
 T

H
IC

K
N

E
S

S

1
' -

 0
 1

/4
"

3
"

1
 1

5
/1

6
"

8
 3

/8
"

1
 1

5
/1

6
"GROUT FRAME 

SOLID (TYP.)

GYP. PARTITION, 
WHERE OCCURS -
REF. FLOOR PLANS 
FOR PARTITION 
TYPE

PTD. H.M. FRAME

REF. SCHEDULE
PARTITION THICKNESS

REF. SCHEDULE

PARTITION THICKNESS

1' - 0 1/4" 3"

1 15/16" 8 3/8" 1 15/16"

C.I.P. CONCRETE 
WALL

THICKNESS

PARTITION

C.I.P. CONCRETE WALL

08 1113-01
HOLLOW METAL FRAME

07 9200-01
JOINT SEALANT AND BACKER
ROD

5 7/8"

2
"

T
H

IC
K

N
E

S
S

P
A

R
T

IT
IO

N

07 9200-01
JOINT SEALANT AND BACKER
ROD

C.I.P. CONCRETE WALL

DOOR - SEE 
SCHEDULE FOR TYPE 
AND SIZE

08 1113-01
HOLLOW METAL FRAME

SEE FLOOR PLANS FOR 
PARTITION TYPE

PTD. H.M. FRAME -
PROFILE AS SCHEDULED

SEAL ALL EDGES ABUTTING 
PARTITIONS EA. SIDE

ALT. FRAMING AT OPENING 
OVER 4'-0" WIDE : 
DOUBLE STUD BOX HEADER 
W/ STL TRACK

TYP. HEAD FRAMING 
STEEL TRACK

0
' -

 2
"

1/2"

THICKNESS

PARTITION 1/2"

TYP.

2"

FINISH FACE OF 
INTERSECTING PARTITION

SEE FLOOR PLANS 
FOR PARTITION 
TYPE

PTD. H.M. FRAME -
PROFILE AS SCHEDULED

SEAL ALL EDGES ABUTTING 
PARTITIONS EA. SIDE

1
/2

"

T
H

IC
K

N
E

S
S

P
A

R
T

IT
IO

N
1

/2
"

2"

FINISHED FACE OF 
INTERSECTING PARTITION

SEALANT (TYP.)

JAMB 
ANCHOR

GROUT 
FRAME SOLID 
(TYP.)

8" OR 12" CMU WALL
REF. FLOOR PLANS 
FOR PARTITION 
TYPES

#5 STEEL REINF. PER 
PARTITION SCHEDULE

R
E

F
. 
S

C
H

E
D

U
L
E

P
A

R
T

IT
IO

N
 T

H
IC

K
N

E
S

S

GYP. PARTITION, WHERE 
OCCURS - REF. FLOOR 
PLANS FOR PARTITION TYPE

1
4
 1

/4
" 

@
 1

2
" 

C
M

U

1
0
 1

/4
" 

@
 8

" 
C

M
U

1
 1

5
/1

6
"

V
A

R
IE

S
1

 1
5

/1
6
"

PTD. H.M. 
FRAME

TYP.

2" 2"

TYP.

2" 2"

PTD. H.M. 
FRAME

JAMB 
ANCHOR

GROUT 
FRAME SOLID 
(TYP.)

8" OR 12" CMU WALL
- REF. FLOOR PLANS 
FOR PARTITION 
TYPES

R
E

F
. 
S

C
H

E
D

.

P
A

R
T

IT
IO

N
 T

H
IC

K
N

E
S

S

#5 STEEL REINF. PER 
PARTITION 
SCHEDULE

1
 1

5
/1

6
"

1
2
 3

/4
" 

@
 1

2
" 

C
M

U

8
 3

/4
" 

@
 8

" 
C

M
U

1
 1

5
/1

6
"

V
A

R
IE

S

TYP.

2"

FINISH FACE OF 
INTERSECTING PARTITION

SEE FLOOR PLANS 
FOR PARTITION 
TYPE
PTD. H.M. FRAME -
PROFILE AS SCHEDULED

SEAL ALL EDGES ABUTTING 
PARTITIONS EA. SIDE

1
/2

"

T
H

IC
K

N
E

S
S

P
A

R
T

IT
IO

N
1

/2
"

2"

#5 STEEL REINF.
PER PARTITION 
SCHEDULE

8" OR 12" CMU WALL
W/ BOND BEAM HEADER
- REF. PARTITION TYPES
8'' MINIMUM BEARING

GROUT FRAME 
SOLID (TYP.)

GYP. PARTITION, WHERE 
OCCURS -REF. FLOOR 
PLANS FOR PARTITION TYPE

PTD. H.M. FRAME

1 15/16" 0' - 6 3/8" 1 15/16"

14 1/4" @ 12" CMU WALL

10 1/4" @ 8" CMU WALL

REF. SCHED.

PARTITION THICKNESS

4
"

#5 STEEL REINF.
PER PARTITION 
SCHEDULE

8" OR 12" CMU WALL
W/ BOND BEAM HEADER
- REF. PARTITION TYPES
8'' MINIMUM BEARING

1/4" SEALANT JT. 
OV/
BACKER ROD -TYP.
AROUND DR. 
FRAME
EA. SIDEGROUT FRAME 
SOLID (TYP.)

REF. SCHED.

PARTITION THICKNESS

PTD. H.M. FRAME 

1 15/16" VARIES 1 15/16"

12 3/4" @ 12" CMU WALL

8 3/4" @ 8" CMU WALL

4
"

SEE FLOOR PLANS 
FOR PARTITION 
TYPE

PTD. H.M. FRAME PROFILE 
AS SCHEDULED

SEAL ALL EDGES 
ABUTTING PARTITIONS, 
BOTH SIDES OF 
PARTITION.

1
/2

"

T
H

IC
K

N
E

S
S

P
A

R
T

IT
IO

N
1

/2
"

DOUBLE STUD AT JAMB 
TO EXTEND INTO 
ADJACENT PARTITION 
THICKNESS

EXTEND & PROVIDE GYP. BD. 
AT END OF STUD WALL FOR
RATED PARTITION

TYP.

4"

SEE FLOOR PLANS FOR 
PARTITION TYPE

PTD. H.M. FRAME -
PROFILE AS SCHEDULED

SEAL ALL EDGES ABUTTING 
PARTITIONS EA. SIDE

ALT. FRAMING AT OPENING 
OVER 4'-0" WIDE : 
DOUBLE STUD BOX HEADER 
W/ STL TRACK

TYP. HEAD FRAMING 
STEEL TRACK

0
' -

 2
"

1/2"

THICKNESS

PARTITION 1/2"

THICKNESS

PARTITION

08 1113-01
HOLLOW METAL FRAME

07 9200-01
JOINT SEALANT AND BACKER
ROD

5 7/8" DOOR - SEE 
SCHEDULE FOR TYPE 
AND SIZE

07 9200-01
JOINT SEALANT AND BACKER
ROD
08 1113-01
HOLLOW METAL FRAME

2
"

T
H

IC
K

N
E

S
S

P
A

R
T

IT
IO

N

07 9200-01
JOINT SEALANT AND BACKER
ROD

DOOR - SEE 
SCHEDULE FOR TYPE 
AND SIZE

08 1113-01
HOLLOW METAL FRAME

2"

1
 1

5
/1

6
"

1
 1

5
/1

6
"

1
/2

"
1

/2
"

5/8"

@
 S

T
U

D
 W

A
L

L

T
H

IC
K

N
E

S
S

@
 M

A
S

O
N

R
Y

/ 
C

O
N

C
. 

W
A

L
L

T
H

IC
K

N
E

S
S

P
A

R
T

IT
IO

N

P
A

R
T

IT
IO

N

T
H

R
O

A
T

 D
IM

. 
E

Q
U

A
L
S

P
A

R
T

IT
IO

N
 

T
H

IC
K

N
E

S
S

 
P

L
U

S
 1

/8
" 

(T
Y

P
)

1
/2

"

2"
5/8"

1
 1

5
/1

6
'.

V
A

R
IE

S
1

 1
5

/1
6
".

 PARTITION (TYP) U.N.O.
4" @ PERPENDICULAR

T
H

R
O

A
T

 D
IM

. 
E

Q
U

A
L
S

P
A

R
T

IT
IO

N
 

T
H

IC
K

N
E

S
S

 
P

L
U

S
 1

/8
" 

(T
Y

P
)

2"

1
3
1

/2
5

6
"

1
3
1

/2
5

6
"

T
H

R
O

A
T

 D
IM

. 
E

Q
U

A
L
S

P
A

R
T

IT
IO

N
 

T
H

IC
K

N
E

S
S

 
P

L
U

S
 1

/8
" 

(T
Y

P
)

2 5/8"

E
Q

.
1

 1
5

/1
6

''.
E

Q
.

5/8"

5/8"1 3/8"

1
/2

"
1

/2
"2"

1
 1

5
/1

6
''.

V
A

R
IE

S

1
 1

5
/1

6
''.

5/8"

HOLLOW METAL NOTES
1. REFER TO PARTITION TYPES SHOWN ON PLANS TO DETERMINE OUTSIDE 

DIMENSIONS OF HOLLOW METAL FRAMES.
2. PROVIDE THROAT-FILLERS ONLY AS REQUIRED TO ACCOMMODATE 

ATYPICAL WALL THICKNESS.
3. PROVIDE FIELD PAINTED FINISH SYSTEM ON ALL HOLLOW METAL DOORS 

AND FRAMES.
4. ALL GYPSUM WALL BOARD IS 5/8" THICK TYPE X.  REFER TO WALL TYPES 

FOR DOUBLE-LAYER CONDITIONS.
5. REFER TO WALL-TYPES FOR ABUSE-RESISTANT AND WATER RESISTANT 

GYPSUM PRODUCTS.
6. PATCH AND REPAIR EXISTING WALLS WHERE FRAMES ARE INSTALLED IN 

EXISTING CONSTRUCTION.
7. REFER TO A-8 SERIES FRAME-TYPES FOR DOORS INTERIOR WITH SIDE-

LITES.

THICKNESS

PARTITION

5 7/8"

4
"

FRAME -- FASTEN
TO WALL 
FRAMING
AS REQUIRED BY
MANUFACTURER

HOOD

- DOOR CURTAIN

- DOOR OPERATOR

FRAME WITH
GUIDE 
GROOVE

SEE  FINISH SCHEDULE 
AND WALL TYPES

SEE  FINISH SCHEDULE
& WALL TYPES

INTEGRAL SILL

HSS 4" x 4" x 5/16", BEYOND --  
SEE 33/A-8.28 FOR STEEL 
ANCHORING DETAILS

D
O

O
R

 O
P

E
N

IN
G

09 2216-01
NON-STRUCTURAL METAL
FRAMINGFRAMING - PROVIDE 
HEADER AS REQUIRED

09 2900-01
GYPSUM BOARD

08 3326-01
OVERHEAD COILING DOOR

08 3326-01
OVERHEAD COILING
DOOR

08 3326-01
OVERHEAD COILING
DOOR

08 3326-01
OVERHEAD COILING
DOOR

08 3326-01
OVERHEAD COILING
DOOR

08 3326-01
OVERHEAD COILING
DOOR

05 1200-01
STRUCTURAL STEEL FRAMING

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD

34

A-8.28
____________________________________________

FRAME WITH
GUIDE 
GROOVE

DOOR CURTAIN

SECURE PER
COUNTER DOOR
MANUFACTURER'S
RECOMMENDATIO
N

HSS 4" x 4" x 5/16" BOTH SIDES
OF OPENING -- PROVIDE 
FLOOR AND OVERHEAD STEEL 
ANCHORING DETAILS

6
"

L6 x 6 x 5/16 FRAME WITH (8) 1/4"Ø 
HILTI KWIK-CON II CONCRETE 
ANCHORS EMBED 1 3/4" INTO 
CONCRETE

PLATE 5/16" x 5" x 12" WITH (8) 
1/4"Ø HILTI KWIK - CON II 
CONCRETE ANCHORS EMBED 1 
3/4" USE COUNTER SUNK SCREWS

HSS 4 x 4 x 5/16

NOTE: COUNTER DOOR 
AND FINISHES NOT 
SHOWN FOR CLARITY

2
 3

/8
"

6 7/8"

9
/1

6
"

FOR WALL DEPTH

REFER TO WALL TYPE SCHEDULE

2
 3

/8
"

9
/1

6
"

2
 3

/8
"

HORIZONTAL MULLION -
FACTORY FILLED, FIRE-
RATED CONCRETE 
CORE

120 MIN. RATED 
EXTERIOR GLAZING

UL LISTED CAULKING

MINERAL WOOL FILLER 
AT PERIMETER PER 
MANUFACTURER'S 
STANDARD, TYPICAL

UL LISTED CAULKING

MINERAL WOOL FILLER 
AT PERIMETER, TYPICAL

08 4410-01
FIRE RATED
ALUMINUM CURTAIN
WALL

9/16" 2 3/8"

7
"

2 3/8" 2 3/8" 9/16"

F
O

R
 W

A
L

L
 D

E
P

T
H

R
E

F
E

R
 T

O
 W

A
L

L
 T

Y
P

E
 S

C
H

E
D

U
L

E

UL LISTED CAULKING

MINERAL WOOL FILLER AT 
PERIMETER, TYPICAL

VERTICAL MULLION - FACTORY 
FILLED, FIRE-RATED CONCRETE 
CORE

120 MIN FIRE-
RATED EXTERIOR 
GLAZING

08 4410-01
FIRE RATED
ALUMINUM CURTAIN
WALL

UL LISTED CAULKING

MINERAL WOOL FILLER AT 
PERIMETER, TYPICAL

VERTICAL MULLION - FACTORY 
FILLED, FIRE-RATED CONCRETE 
CORE

120 MIN FIRE-
RATED INTERIOR 
GLAZING

6
 1

/4
"

9/16" 2 3/8" 2 3/8" 2 3/8" 9/16"

F
O

R
 W

A
L

L
 D

E
P

T
H

R
E

F
E

R
 T

O
 W

A
L

L
 T

Y
P

E
 S

C
H

E
D

U
L

E

08 4410-01
FIRE RATED ALUMINUM CURTAIN
WALL

FOR WALL DEPTH

REFER TO WALL TYPE SCHEDULE

HORIZONTAL 
MULLION -
FACTORY FILLED, 
FIRE-RATED 
CONCRETE CORE

120 MIN. 
RATED 
INTERIOR 
GLAZING

UL LISTED 
CAULKING

MINERAL WOOL 
FILLER AT 
PERIMETER PER 
MANUFACTURER'S 
STANDARD, TYPICAL

UL LISTED 
CAULKING

MINERAL 
WOOL FILLER 
AT PERIMETER, 
TYPICAL

2
 3

/8
"

9
/1

6
"

2
 3

/8
"

9
/1

6
"

2
 3

/8
"

08 4410-01
FIRE RATED
ALUMINUM CURTAIN
WALL

60 MIN. FIRE-
RATED INTERIOR 
GLAZING

UL LISTED 
CAULKING

MINERAL WOOL 
FILL AT PERIMETER, 
TYPICAL INTERMEDIATE MULLION 

JOINT PER 
MANUFACTURER'S 
STANDARD

08 1116-01
FIRE RATED ENTRANCES AND
STOREFRONTS

FACTORY FILLED, 
FIRE-RATED 
CONCRETE CORE

08 1116-01
FIRE RATED
ENTRANCES AND
STOREFRONTS

60 MIN. FIRE-RATED 
INTERIOR GLAZING

MANUFACTURER'S 
STANDARD MULLION 
CONNECTION AT 
DOOR HINGE

FACTORY FILLED, 
FIRE-RATED 
CONCRETE CORE

HORIZONTAL 
MULLION -
FACTORY 
FILLED, FIRE-
RATED 
CONCRETE 
CORE

DOOR SILL

UL LISTED 
CAULKING, 
MINERAL WOOL 
FILL

DOOR CLOSER, 
PER 
SPECIFICATIONS

MANUFACTURER'S 
STANDARD 
MULLION 
CONNECTION AT 
DOOR HEAD

FOR WALL DEPTH

SEE WALL TYPE SCHEDULE

5
/1

6
"

BOTTOM 
DOOR 
CLEARANCE

3
 3

/4
" 

T
Y

P
.

3 5/8" TYP.

7
 7

/8
" 

T
Y

P
.

9
/1

6
"

2
 7

/1
6

"

60 MIN. FIRE-RATED 
GLAZING

08 1116-01
FIRE RATED
ENTRANCES AND
STOREFRONTS
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3" = 1'-0"A-8.28

17 H.M. FRAME JAMB

3" = 1'-0"A-8.28

16 H.M. FRAME HEAD

3" = 1'-0"A-8.28

1 H.M. FRAME HEAD
3" = 1'-0"A-8.28

2 H.M. JAMB DETAIL

3" = 1'-0"A-8.28

6 H.M. FRAME HEAD
3" = 1'-0"A-8.28

9 H.M. FRAME JAMB

3" = 1'-0"A-8.28

19 H.M. FRAME JAMB
3" = 1'-0"A-8.28

21 H.M. FRAME JAMB

3" = 1'-0"A-8.28

8 H.M. FRAME JAMB

3" = 1'-0"A-8.28

18 H.M. FRAME HEAD
3" = 1'-0"A-8.28

20 H.M. FRAME HEAD

3" = 1'-0"A-8.28

10 H.M. FRAME JAMB
3" = 1'-0"A-8.28

7 H.M. FRAME HEAD

3" = 1'-0"A-8.28

3 H.M. FRAME HEAD
3" = 1'-0"A-8.28

5 H.M. JAMB DETAIL

3" = 1'-0"A-8.28

11 H.M. PROFILE

3" = 1'-0"A-8.28

14 HM PROFILE

3" = 1'-0"A-8.28

12 H.M. PROFILE

3" = 1'-0"A-8.28

15 H.M. PROFILE

3" = 1'-0"A-8.28

13 H.M. PROFILE

3" = 1'-0"A-8.28

4 H.M. FRAME 4" HEAD

3" = 1'-0"A-8.28

32 COUNTER DOOR HEAD AND SILL DETAIL
3" = 1'-0"A-8.28

34 COUNTER DOOR JAMB DETAIL

1" = 1'-0"A-8.28

33 COUNTER DOOR STEEL DETAIL

3" = 1'-0"A-8.28

22

2 HR. FIRE-RATED EXTERIOR-
CURTAIN WALL DETAILS

3" = 1'-0"A-8.28

23

2 HR. FIRE-RATED EXTERIOR -
CURTAIN WALL JAMB DETAILS

3" = 1'-0"A-8.28

24

2 HR. FIRE-RATED INTERIOR -
CURTAIN WALL JAMB DETAILS

3" = 1'-0"A-8.28

25

2 HR. FIRE-RATED INTERIOR -
CURTAIN WALL DETAILS

3" = 1'-0"A-8.28

26

60 MIN FIRE-RATED INTERIOR -
STOREFRONT DETAILS

3" = 1'-0"A-8.28

27

60 MIN FIRE-RATED INTERIOR -
STOREFRONT DOOR HINGE DETAIL

3" = 1'-0"A-8.28

28

60 MIN FIRE-RATED INTERIOR -
STOREFRONT DOOR DETAILS
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M
A

X
 H

E
IG

H
T

 4
'-
0

"

OBSTRUCTION OUTLINE

SEALANT

5/8" GYPSUM 
PANELS

1/2" TYPE S PAN HEAD SCREW 
AT 12" O.C. (ATTACH BOTH 
SIDES OF EACH C-H STUD & J-
RUNNER AT TOP AND BOTTOM 
OF STUD)FASTENER 24" O.C. MAX 
(SHEAR AND WITHDRAW 
RESISTANCE AS REQ. BY 
SPECIFIC DESIGN 
CONSIDERATIONS)

1" GYPSUM LINER

BRACE AS REQUIRED 
TO MAINTAIN LATERAL 
STABILITY, 4'-0" O.C. 
MAX.

OFFSET RATED WALL AS REQUIRED TO ACCOMMODATE OBSTRUCTIONS

ALUMINUM HIGH 
STRENGTH 
CORNER 

M
A

X
 H

E
IG

H
T

 4
'-
0

"

DUCT OUTLINE

SEALANT

MAX. SPAN 11'-8" W/ 20 GA. STUDS

MAX. SPAN 8'-11" W/ 25 GA. STUDS
5/8" GYPSUM 
PANELS

1/2" TYPE S PAN HEAD SCREW AT 
12" O.C. (ATTACH BOTH SIDES OF 
EACH C-H STUD & J-RUNNER AT 
TOP AND BOTTOM OF STUD)

FASTENER 24" O.C. MAX (SHEAR 
AND WITHDRAW RESISTANCE 
AS REQ. BY SPECIFIC DESIGN 
CONSIDERATIONS)

1" GYPSUM LINER

C-H STUD ALUMINUM 
HIGH 
STRENGTH 
CORNER

HIGHER 
PRIORITY

LOWER 
PRIORITY

CONSTRUCTION PRIORITY

TWO HOUR FIRE & SMOKE WALL 1

TWO HOUR FIRE & SHAFT WALL 2

ONE HOUR FIRE & SMOKE WALL 3

ONE HOUR FIRE WALL 4

CORRIDOR WALL 5

NON-RATED WALL 6

LOWER 
PRIORITY

JOINT STABILIZING 
ANCHOR 16" O.C. 
VERTICALLY - BEND 
TO 90 DEGREE 
CONFIGURATION

FILL CELLS @ 
ANCHOR 
LOCATIONS SOLID 
WITH GROUT
BACKER ROD 
AND SEALANT, 
EACH SIDE

COMPRESSIBL
E FILLER

1
/2

"

SASH BLOCK
TERMINATE 
HORIZONTAL 
REINFORCEMENT AT 
ISOLATION JOINT

PROVIDE FIRE 
RESISTIVE JOINT 
SYSTEM AT 
RATED WALLS

FILL CELLS @ 
ANCHOR 
LOCATIONS 
SOLID WITH 
GROUT

BACKER ROD AND 
SEALANT, EACH SIDE

COMPRESSIBLE FILLER

SASH BLOCK, 
EACH SIDE

TERMINATE HORIZONTAL 
REINFORCEMENT AT 
CONTROL JOINT

1/2"

VERTICAL 
REINFORCEMENT

PREFORMED SHEAR KEY

PROVIDE FIRE 
RESISTIVE JOINT 
SYSTEM AT RATED 
WALLS

GYPSUM PARTITION. 
DO NOT SPAN 
CONTROL JOINT 
WITH STUD 
FRAMING OR 
FINISHES.

1/2"

SOUND ATTENUATION 
INSULATION

CONTROL JOINT

SOUND 
ATTENUATION 
BLANKETS 
WHERE 
INDICATED

1/2"

CONTROL JOINT

FIRE BARRIER SEALANT

MINERAL WOOL 
INSULATION

SHAFTWALL PARTITION. DO 
NOT SPAN CONTROL JOINT 
WITH STUD  FRAMING OR 
FINISHES

FIRE RESISTIVE JOINT 
SYSTEM

5/8" TYPE X GWB AT 1 
HOUR SHOWN, 2 LAYERS 
AT 2 HOUR, SHOWN 
DASHED

SOUND ATTENUATION 
BLANKETS WHERE 
INDICATED

CONTROL JOINT

2 LAYERS 5/8" TYPE-X 
GYPSUM BOARD

1/2"

GYPSUM PARTITION. DO 
NOT SPAN CONTROL JOINT 
WITH STUD FRAMING OR 
FINISHES.

5/8" GAP

5/8" TYPE X GWB AT 1 
HOUR SHOWN, 2 LAYERS 
AT 2 HOUR, SHOWN 
DASHED

SOUND ATTENUATION 
BLANKETS WHERE 
INDICATED

LOCATIONS: STAIR "C" 244S AND MECH 244M

P-1000

W937

P-1000

P-1000 
STAGGER

LINE OF CONCRETE

W937

P-1000
STAGGER

P-1000

LINE OF CONCRETE

NOTES: PROVIDE AS REQUIRED TO SUPPORT MISCELLANEOUS ITEMS, INCLUDE BUT 
NOT LIMITED TO OVERHEAD T.V. MONITOR BRACKETS, PROJECTOR LOCATIONS, 
SPEAKERS, DRAPERY TRACKS, PROJECTION SCREENS, SHADES

F
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FIELD VERIFY DIMENSIONS
FIELD VERIFY DIMENSIONS

F
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Y
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N
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5/8" GYPSUM WALL BOARD 
WITH PAINTED FINISH-  SEE 
FINISH SCHEDULE FOR 
COLORS

FASTEN ALUMINUM REVEAL 
TO WALL FRAMING AND 
TAPE AND FINISH JOINTS

USE SEALANT AT THIS JOINT 
WHEN REQUIRED AT ROUGH OR 
UNEVEN WALL SURFACES

METAL WALL FRAMING

L-SHAPED REVEAL

ADJACENT WALL SURFACE

THIS DETAIL TO BE USED 

WHEREVER GYPSUM 

BOARD INTERSECTS A 

DIFFERENT FINISH WALL 
MATERIAL @ EXISTING 

CONSTRUCTION

MITER ALL 

JOINTS IN 
REVEAL

VERTICAL RUNNER 
CHANNEL SECURED TO 
MASONRY PARTITION

MASONRY PARTITION

GWB PARTITION
GWB TO BE SECURED TO 
VERTICAL STUDS NOT 
RUNNER TRACK

5/8" TYPE X GWB AT 1 HOUR 
SHOWN, 2 LAYERS AT 2 
HOUR, SHOWN DASHED

PRE  MAST L BEAD

GYPSUM BOARD ON METAL
STUDS

ALUMINUM CURTAIN 
WALL
SYSTEM

ALUMINUM BREAK METAL TO 
MATCH STOREFRONT 
SYSTEM - SECURE WITH 
MASTIC TO BLOCKING

SOUND ATTENUATION BATTS

"J" TRIM

SOUND ATTENUATION CAULK
BETWEEN BREAK METAL AND
STOREFRONT FRAMING

NOTE:  BREAK METAL TO BE
INSTALLED PRIOR TO GYPSUM
BOARD INSTALLATION

E
Q

E
Q

ADHESIVE
MASTIC

HINGE

CORNER BEAD

PLASTIC 
GROMMET

1/4" MOUNTING
HOLE

KEY OPERATED
CAM LATCH

5/8" GYPSUM
BOARD

STEEL STUD

NOTE: LOCATE AS REQUIRED PER MEP DRAWINGS AND SHOWN 
ON ARCHITECTURAL, MECHANICAL, ELECTRICAL, PLUMBING & 
FIRE-PROTECTION.  PROVIDE FIRE RATED JAMBS AS RATED 
LOCATIONS. PROVIDE MASONRY-TYPE DOOR AT CMU WALLS.

2
 1

/2
"

ROUGH OPENING (DOOR SIZE PLUS 1/4")

PROVIDE 2'-0" X 2'-0" PANEL 
UNLESS NOTED OTHERWISE

1' - 0"

1
' -

 0
" 1 5/8" METAL 

STUDS BRACE 
BACK TO COLUMN 
AT 10' -0" MIN A.F.F.

1 LAYER 5/8" 
ABUSE 
RESISTANT 
GYPSUM BOARD

COL.

COL.

ALUMINUM HIGH 
STRENGTH 
CORNER

DEPTH OF SEALANT 
TO BE 1/2 THE WIDTH 
OF THE JOINT

BACKER ROD TO BE 
ONE SIZE LARGER 
THAN THE SIZE OF THE 
JOINT

EXPANSION 
JOINT MATERIAL

VARIES

UTILIZE BETWEEN DISSIMILAR & 
SIMILAR MATERIALS

EXTENDED BRACKET

SHIM AS REQUIRED3"

3 1/8'' F.V.

3
"

5
'' 

F
.V

.

NOTE: 
PROVIDE ELECTRICAL UNITS 

PROVIDE VALENCE

5/8" GYPSUM WALL BOARD 
WITH PAINTED FINISH-  SEE 
FINISH SCHEDULE FOR 
COLORS

PROVIDE CONTINUOUS 
SOLID BLOCKING @ REVEAL

HORIZONTAL EXTRUDED 
ALUMINUM WALL REVEAL WITH 
PAINTED FINISH

FASTEN ALUMINUM REVEAL TO 
WALL FRAMING AND TAPE AND 
FINISH JOINTS

5/8" GYPSUM WALL BOARD WITH 
PAINTED FINISH-  SEE FINISH 
SCHEDULE FOR COLORS

NOTE:

MITER ALL CORNER JOINTS IN 
WALL REVEAL

BASE - SEE SCHEDULE OR INTERIOR
ELEVATIONS FOR TYPES AND
MATERIALS -  PROVIDE RESILIENT
BASE WHERE NOT OTHERWISE
INDICATED

STEEL TUBE LOW WALL 
BRACES @ 5'-0" O.C. AND AT 
ENDS OF LOW WALL - HEIGHT 
TO MATCH HEIGHT OF LOW 
WALLS (PITTCON "SKB")

SECURE METAL FRAMING 
TO STEEL BRACING 
MEMBERS

EXTRUDED ALUMINUM WALL CAP ON 
TOP OF LOW WALL AND VERTICAL 
ENDS OF LOW WALL

SEE WALL TYPES FOR DIMENSION

ANCHOR WALL BRACES TO
STRUCTURE WITH BASE PLATE BY
MANUFACTURER

FLOOR STRUCTURE

PLAN DETAIL-A

STEEL BRACE BASE PLATE BY
MANUFACTURER - ANCHOR TO
FLOOR WITH FOUR (4)
EXPANSION ANCHORS

EXTRUDED ALUMINUM WALL CAP
ON VERTICAL ENDS OF LOW 
WALLS

V
A

R
IE

S

*

5/8" 5/8"

A

BID PACKAGE #3:
EXTRA #3 BAR @ 9"
O.C. x 5'-8" LONG

BID PACKAGE #3: 
4x4 - W4xW4

BID PACKAGE #3:
#5 @ 2'-0" O.C.

BID PACKAGE #3:
3 - #5 x CONTINUOUS

BID PACKAGE #3:
#4 DOWELS @ 
4'-0" O.C.

BID PACKAGE #4 
CMU

1' - 8"

REFER TO DETAIL 4/S-3.2B IN BP#3

MASONRY 
REINFORCEMENT PER 
STRUCTURAL 
DRAWINGS.

5
"

7
"

05 1200-01
STRUCTURAL STEEL
FRAMING

07 8100-02
SPRAY-APPLIED
FIREPROOFING

BASIS OF DESIGN:  
PITTCON SERIES 
1500 
ARCHITECTURAL 
COLUMN COVERS 

FIELD PAINT

PROVIDE 4" HIGH 
REVEAL BASE

ANCHOR NEW HORIZONTAL 
MEMBERS TO STRUCTURE 
WITH FASTENERS 
APPROVED BY 
STRUCTURAL ENGINEER

NEW VERTICAL SLOTTED 
CHANNEL FRAMING 
SUPPORTS ON BOTH 
SIDES OF SUSPENDED 
ASSEMBLY - BRACE AS 
REQUIRED TO PREVENT 
MOVEMENT

NEW HORIZONTAL 
SLOTTED CHANNEL 
FRAMING MEMBERS WITH 
GUSSETED CONNECTORS -
BRACE AS REQUIRED TO 
PREVENT MOVEMENT

AS REQUIRED

(SEE RCP FOR CEILING HEIGHT)

DIAGONAL BRACE 
MOUNT AS REQUIRED 
TO PREVENT 
MOVEMENT OF 
MOUNTING BRACKET

MOUNTING HEIGHT

05 3100-01
STEEL DECKING

05 5000-04
SLOTTED CHANNEL FRAMING

CEILING MOUNTED EQUIPMENT 
INCLUDING A/V MOUNTS IN BP#
3

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

FACTORY FINISH

05 1200-01
STRUCTURAL STEEL
FRAMING

05 5813-01
COLUMN COVERS
6MM COMPOSITE 
METAL PANEL  
ALUMINUM

CONTRACTOR TO VERIFY 
SIZE OF COLUMN AND 
FIREPROOFING BEFORE 
PROVIDING COLUMN 
COVER
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1 1/2" = 1'-0"A-9.21

1 OFFSET RATED WALL CONSTRUCTION
1 1/2" = 1'-0"A-9.21

2 HORIZONTAL RATED CONSTRUCTION
1 1/2" = 1'-0"A-9.21

3 INTERSECTION PRIORITY

1 1/2" = 1'-0"A-9.21

12 ISOLATION JOINT AT CMU WALLS

1 1/2" = 1'-0"A-9.21

8 CONTROL JOINT AT CMU WALLS
1 1/2" = 1'-0"A-9.21

9 CONTROL JOINT AT NON-RATED WALL
1 1/2" = 1'-0"A-9.21

6 CONTROL JOINT AT RATED SHAFTWALL
1 1/2" = 1'-0"A-9.21

7 CONTROL JOINT AT RATED GYPSUM WALL
1/8" = 1'-0"A-9.21

11 EXISTING ROOF 1-HR EQUIPMENT

6" = 1'-0"A-9.21

16

DETAIL- SLOTTED STRUCTURAL FRAMING
CHANNEL

12" = 1'-0"A-9.21

14 SECTION DETAIL- TYPICAL EDGE REVEAL
1 1/2" = 1'-0"A-9.21

13 DETAIL- ISOLATION JOINT
3" = 1'-0"A-9.21

15 DETAIL- TYPICAL CW/ WALL

6" = 1'-0"A-9.21

22 DETAIL- TYPICAL ACCESS PANEL

1 1/2" = 1'-0"A-9.21

17 DETAIL- TYPICAL COLUMN WRAP
12" = 1'-0"A-9.21

18 DETAIL- TYPICAL CONTROL JOINT

6" = 1'-0"A-9.21

10 DETAIL- TYPICAL ROLLER SHADE

12" = 1'-0"A-9.21

20 DETAIL- TYPICAL EDGE REVEAL

1 1/2" = 1'-0"A-9.21

23 DETAIL- TYPICAL KNEE WALL BRACING

1" = 1'-0"A-9.21

19 DETAIL- TYPICAL SLAB ON GRADE

3" = 1'-0"A-9.21

4 TYPICAL DETAIL@ COLUMN COVER (INTERIOR)

1 1/2" = 1'-0"A-9.21

21 TYPICAL DETAIL @ A/V EQUIPMENT

3" = 1'-0"A-9.21

5 TYPICAL DETAIL @ COLUMN COVER (EXTERIOR)

THE CLOUDED DRAWINGS 

ON THIS SHEET ARE 

APPLICABLE TO BP4
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4 1/2" 1' - 2 7/8"

E
Q

E
Q

1
' -

 6
 7

/8
"

1' - 6 7/8"

11a

F.5a
1' - 2"

1
' -

 2
"

1 1/8"

1
"

08 4113-01
ALUMINUM-FRAMED
ENTRANCES AND
STOREFRONTS

07 9200-01
JOINT SEALANT AND
BACKER ROD

08 4113-01
ALUMINUM-FRAMED
ENTRANCES AND
STOREFRONTS

07 9200-01
JOINT SEALANT AND
BACKER ROD

05 1200-01
STRUCTURAL STEEL
FRAMING

07 8100-02
SPRAY-APPLIED
FIREPROOFING

09 2900-01
GYPSUM BOARD

1/2"

07 9200-01
JOINT SEALANT AND
BACKER ROD

1/2"

07 9200-01
JOINT SEALANT AND
BACKER ROD

5a

Ea

1
' -

 2
"

1 1/8"

1' - 2"

1
' -

 6
 7

/8
"

4
 1

/2
"

1
' -

 2
 7

/8
"

EQ EQ

1' - 6 7/8"

08 4113-01
ALUMINUM-FRAMED
ENTRANCES AND
STOREFRONTS

07 9200-01
JOINT SEALANT AND
BACKER ROD

07 8100-02
SPRAY-APPLIED
FIREPROOFING

05 1200-01
STRUCTURAL STEEL
FRAMING

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

1
/2

"

1
/2

"

07 9200-01
JOINT SEALANT AND
BACKER ROD

10a

Ea

EQ EQ

1' - 6 7/8"

1
' -

 6
 7

/8
"

4
 1

/2
"

1
' -

 2
 7

/8
"

1 1/8"

5 1/4" 8 7/8"

8
 7

/8
"

5
 1

/4
"

08 4113-01
ALUMINUM-FRAMED
ENTRANCES AND
STOREFRONTS

07 9200-01
JOINT SEALANT AND
BACKER ROD

07 8100-02
SPRAY-APPLIED
FIREPROOFING

05 1200-01
STRUCTURAL STEEL
FRAMING

09 2900-02
GYPSUM BOARD -
ABUSE-RESISTANT

07 9200-01
JOINT SEALANT AND
BACKER ROD

1
/2

"

1/2"

11a

Ca

4 1/2" 5 7/16" 10 1/16"

1 1/8"

1
' -

 0
"

2
' -

 7
 3

/8
"

1' - 0 3/8"

08 4113-01
ALUMINUM-FRAMED
ENTRANCES AND
STOREFRONTS

07 9200-01
JOINT SEALANT AND
BACKER ROD

04 2000-09
REINFORCED 4"
CONCRETE
MASONRY UNIT

1' - 4"

05 1200-01
STRUCTURAL STEEL FRAMING

07 8100-02
SPRAY-APPLIED FIREPROOFING

D31

D71

D71

D31

07 9200-01
JOINT SEALANT AND
BACKER ROD

1/2"

2 PCO 257

2 PCO 257

5a

Da

05 1200-01
STRUCTURAL STEEL
FRAMING

07 8123-01
INTUMESCENT
FIREPROOFING

SET FINISH FACE OF
FLOOR BOX FLUSH WITH
FLOOR SURFACE, TYP.

SET TILE/CARPET IN BOX
COVER AND SET FLUSH
WITH ADJACENT FLOOR
FINISH, TYP.

FLOOR BOX OR OTHER
FLOOR PENETRATION

033000-02

053000-01

OBJECT FULLY
PENETRATES
FLOOR SLAB

OBJECT PARTIALLY
PENETRATES

FLOOR SLAB OR
REDUCES

CONCRETE COVER
TO LESS THAN 2"

THIS DETAIL ONLY APPLIES WHEN THE COMBINED AREA OF
FLOOR PENETRATIONS EXCEEDS THAT ALLOWED BY THE 2013
KENTUCKY BUILDING CODE, OR WHERE REQUIRED BY THE
CODE OFFICIALS - CONTRACTOR TO COORDINATE LOCATIONS

- INTUMESCENT PUTTY PAD

07 8413-01
PENETRATION FIREPROOFING
07 8413-01
PENETRATION FIREPROOFING

4a

ALUM - 01
945' - 0"

5 1/4"1' - 1 1/2"

10"

______________________

A-9.22
9

SIM

WASHER

WASHER TRENCH DRAIN

05 5313-01
ALUMINUM BAR
GRATING

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

09 6723-01
RESINOUS FLOORING
09 6723-01
RESINOUS FLOORING

LAUNDRY EQUIPMENT 
PAD  

NOTE: SLOPE LAUNDRY 
EQUIPMENT PAD 1/4"/FT 
TOWARDS TRENCH DRAIN

4
"

1' - 9"6' - 1"

DETERGEN
T 
DISPENSER 
O.F.O.I.

2 RFI 0251

7' - 10"

4"

4
"

.

. .

FRAME SIZE AND LIP 
PROJECTION TO BE 
DETERMINED BY GRATING 
FABRICATOR

CONTINUOUS GALVANIZED 
GRATING FRAME 
EMBEDDED IN CONCRETE

GALVANIZED STEEL BAR 
GRATING - SIZE TO BE 
DETERMINED BY 
ENGINEERING 
CALCULATIONS

ALIGN TOP OF GRATING 
WITH ADJACENT FLOOR 
SURFACE TYP.

LOAD BANDING AT 
GRATING ENDS TYP.

SADDLE CLIPS AS 
REQUIRED BY 
MANUFACTURER

COORDINATE SIZE 
OF FRAME RECESS

(CONTINUOUS)

3
"

1
' -

 0
"

05 5313-01
ALUMINUM BAR GRATING

05 5313-01
ALUMINUM BAR GRATING

03 3000-04
WATERSTOP

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

Da

13.5a

05 1200-01
STRUCTURAL STEEL FRAMING

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD

10 2249-01
FOLDING PANEL PARTITION

Ha

LEVEL 02

963' - 0"

05 3100-01
STEEL DECKING

05 1200-01

07 8100-02
SPRAY-APPLIED
FIREPROOFING

03 3000-02
CAST-IN-PLACE
REINFORCED
CONCRETE FLOOR
SLAB

09 6723-01

RESINOUS FLOORING
REFER TO FINISH PLANS

05 1200-01

STRUCTURAL STEEL 
FRAMING - REFER TO 
STRUCTURAL DRAWINGS

07 8100-02
SPRAY-APPLIED
FIREPROOFING

07 9500-02
INTERIOR EJ-3 FIRE
RATED
FLOOR-TO-FLOOR
JOINT ASSEMBLY

EXISTING MASONRY WALL

4"

ALIGN WITH 
PILASTER 
BEYOND

1' - 0"

VERTICAL RUNNER 
CHANNEL SECURED TO 
MASONRY PARTITION

MASONRY PARTITION

FIRE BARRIER SEALANT 
AND BACKER ROD, 
EACH SIDE

1
/2

"

GWB PARTITION

GWB TO BE SECURED TO 
VERTICAL STUDS NOT 
RUNNER TRACK

5/8" TYPE X GWB AT 1 HOUR 
SHOWN, 2 LAYERS AT 2 
HOUR, SHOWN DASHED

REFER TO UL R4024-7-8 
(FOR RELIEF DETAILS)

10b UK-20

4" 7"

11 5/8"

7
 1

/2
"

K60

D31

K60A71

ALIGN

07 9500-11
EXTERIOR EJ-12 FIRE RATED
WALL-TO-WALL AND SOFFIT
JOINT ASSEMBLY

BREAK METAL (20 ga. MIN.) SLIP 
COVER ANCHORED INTO COLD 
FORMED FRAMING - FINISH TO 
MATCH CURTAIN WALL. 

08 4413-01
GLAZED ALUMINUM CURTAIN
WALL

04 2000-01
FACE BRICK

07 2100-02
2" CONTINUOUS MINERAL-WOOL
BOARD INSULATION

07 2726-01
FLUID-APPLIED AIR BARRIER

AW101

2HR FIRE-
RATED

07 9200-01
JOINT SEALANT AND BACKER
ROD

2 ASI

4a

EQ EQ

1
1

°

11"

ALIGN WITH 
SOFFIT ABOVE

CONTROL DESK

09 2900-01
GYPSUM BOARD

05 1200-01
STRUCTURAL STEEL
FRAMING

07 8100-02
SPRAY-APPLIED
FIREPROOFING

C.5a

09 2216-01
NON-STRUCTURAL
METAL FRAMING
-PROVIDE BLOCKING AS 
NEEDED TO CREATE 
DESIRED ANGLE
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4 COLUMN WRAP DETAIL
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9 WASHER TRENCH DRAIN
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10 COLUMN DETAIL BEHIND OPERABLE PARTITION

3" = 1'-0"A-9.22

12
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RUSTICATION JOINT 
AT
EACH FLOOR LINE,
TYPICAL

FORM TIE - SPACING 16" O.C.

CONCRETE FORM
PANEL CONFIGURATION

BEGIN PANEL LAYOUT
WITH A FULL PANEL 
AT
OUTSIDE CORNERS,
TYPICAL

RUSTICATION JOINT AT
EACH FLOOR LINE,
TYPICAL

TYP.

TYP.

TYP.

TYP.

ELEVATION

FINISH FLOOR

ELEVATION

FINISH FLOOR

8
' -
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"
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4' - 0" 4' - 0"

2' - 0" 2' - 0" 2' - 0"

A-9.23
2

2

A-9.23
____________________________________________

2

A-9.23
____________________________________________

A-9.23
4

3

A-9.23
____________________________________________

TYP.
3

A-9.23
____________________________________________

03 3300-01
CAST-IN-PLACE ARCHITECTURAL
CONCRETE

AND ALL INSIDE CORNERS

MAXIMUM DISTANCE
OF 40'-0" O.C.

07 1900-01
WATER REPELLENTS

LOCATION OF CONSTRUCTION JOINT -
DO NOT LOCATE COLD JOINTS
OR STOP POURS EXCEPT AT 
RUSTICATION JOINTS, TYPICAL

SAW CUT AS REQUIRED
TO ENSURE EDGES 
ARE
TIGHT TO FORM
SHEATHING

FORM SHEATHING -
HIGH DENSITY 
OVERLAY

WALL PROFILE FORM PROFILE

1
6
'-
0
"

1
6
'-
0
"

1
/4

"
1

 1
/2

"
1

/4
"

2
"

3/4"

FINISH FLOOR

ELEVATION

03 3000-01
CAST-IN-PLACE REINFORCED
CONCRETE

RESULTING JOINTS
TO BE SMOOTH WITH
VERY LITTLE
EVIDENCE OF JOINT

CAULK JOINTS TO
PREVENT ROUGH 
JOINTS
IN CONCRETE FACE

FORM
SHEATHING 
(HDD)

WOOD BLOCKING AS REQUIRED 
TO
MAINTAIN TIGHT FORM PANEL
ALIGNMENT

REDUCE BEARING
AREA AT POINTS OF
CONTACT BETWEEN
FORM PANELS TO
IMPROVE 
TIGHTNESS
OF JOINT

WALL PROFILEFORM PROFILE

03 3300-01
CAST-IN-PLACE
ARCHITECTURAL
CONCRETE

PERMANENTLY
SEAL ALL FORM
TIE HOLES
WATERTIGHT 
PER
SPECIFICATIONS

1"

1/4" 1/2"

M
IN1
"

03 3300-01
CAST-IN-PLACE
ARCHITECTURAL
CONCRETE

WATERPROOFING AND CRACK
SUPPRESSION MEMBRANE -- EXTEND
1" MINIMUM UP WALL SURFACE

CERAMIC FLOOR TILE

ROD - CONTINUOUS AT BASE OF 
TILE BACKER PANELS

09 3013-04
TILE BACKER PANEL

09 3013-01

09 2216-01
NON-STRUCTURAL METAL
FRAMING

07 9200-01
JOINT SEALANT AND BACKER
ROD

09 3013-01

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

CERAMIC WALL TILE

WATERPROOFING AND CRACK
SUPPRESSION MEMBRANE -- EXTEND
1" MINIMUM UP WALL SURFACE

CERAMIC FLOOR TILE

W/ BULLNOSE AT TOP

ROD - CONTINUOUS AT BASE 
OF TILE BACKER PANELS
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09 3013-04
TILE BACKER PANEL

07 9200-01
JOINT SEALANT AND BACKER
ROD

09 3013-05
CERAMIC TILE BASE

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

09 3013-01

09 2216-01
NON-STRUCTURAL METAL
FRAMING

07 9200-01
JOINT SEALANT AND BACKER
ROD

SEE PLANS FOR WALL 
TYPES

FASTEN TO WALL 
SURFACE WITH ADHESIVE 
RECOMMENDED BY
BASE MANUFACTURER

INSTALL BASE SO LIP ON
BOTTOM FORMS TIGHT
SEAL WITH FLOOR
SURFACE

ACOUSTICAL SEALANT BOTH 
SIDES OF WALL AT SOUND-
RATED
PARTITIONS

HARD FLOOR 
SURFACE - SEE FINISH 
SCHEDULES
FOR TYPE

3
 1

/4
"

09 2900-01
GYPSUM BOARD

09 9123-01
INTERIOR PAINTED FINISH

09 6513-01
RESILIENT BASE

STAIR NOSING - ANCHOR NOSING TO 
CONCRETE PER MANUFACTURER

SCRIBE RISER TO
ADJACENT SURFACES
FOR TIGHT FIT
WITHOUT VISIBLE
GAPS

INSTALL RISER
BEFORE INSTALLING
CARPET  TILE AT
LOCATIONS WITH
CARPET TILE

4
" 

  
T

Y
P

IC
A

L

03 3000-02
CAST-IN-PLACE REINFORCED
CONCRETE FLOOR SLAB

09 6513-01
RESILIENT BASERESILIENT RISER -
ANCHOR TO
CONCRETE PER
MANUFACTURER

09 6813-01
CARPET TILE

09 6513-02
RESILIENT ACCESSORY

FILL ALL VOIDS IN CONCRETE WITH 
RISER FILLER AS REQUIRED

4
"

CONCRETE FLOOR SLAB

4"

6"  TYPICAL

F
L
O

O
R

 P
E

N
E

T
R

A
T

IO
N

PROVIDE THICKNESS REQUIRED 
TO PREVENT MOVEMENT OF 
COVE BASE

STAINLESS STEEL ANGLE ON 
ALL SIDES OF FLOOR 
PENETRATION

ANCHOR TO FLOOR 
AS REQUIRED TO 
PREVENT 
MOVEMENT

COVE BASE WITH 3/4" MINIMUM
RADIUS AT JOINT WITH FLOOR

FIRESTOP ALL FLOOR PENETRATIONS

09 6723-01
RESINOUS FLOORING

1' - 4"

BEGIN WALL FRAMING
LAYOUT FOR ALL WALLS
WITH FULL STUD CAVITY
AT STRIKE SIDE OF 
DOOR OPENING

MAXIMIZE OPEN AREA FOR 
LIGHT SWITCHES AND 
OTHER DEVICES ADJACENT
TO DOOR

DOOR FRAME

LATCH SIDE OF OPENING

THIS DETAIL TO BE USED 
AT DOOR OPENINGS

09 2216-01
NON-STRUCTURAL METAL
FRAMING

09 2900-01
GYPSUM BOARD
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1/4" = 1'-0"A-9.23

1 TYPICAL ELEVATION @ CONCRETE WALLS
6" = 1'-0"A-9.23

2

TYPICAL DETAIL @ RUSTICATION JOINT
(HORIZONTAL OR VERTICAL)

6" = 1'-0"A-9.23

3 TYPICAL DETAIL @ FORM PANEL JOINT
6" = 1'-0"A-9.23

4 TYPICAL DETAIL @ FORM TIES

6" = 1'-0"A-9.23

8 TYPICAL DETAIL @ CERAMIC TILE BASE
6" = 1'-0"A-9.23

9 TYPICAL DETAIL @ CERMIC TILE BASE
12" = 1'-0"A-9.23

7 TYPICAL DETAIL @ RESILIENT BASE

12" = 1'-0"A-9.23

11 TYPICAL DETAILS @ RISER NOSING

6" = 1'-0"A-9.23

5

TYPICAL DETAIL @ PENETRATION THROUGH
RESINOUS FLOOR

3" = 1'-0"A-9.23

10 TYPICAL DETAIL @ DOOR FRAMING
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B112

PT-1

RB-1

CPT-1

CONTROL
DESK

B112C

PT-1

RB-1

CPT-1

BREAK / CLOCK IN ROOM

B112B

PT-1

ERB-1

ERF-1

LAUNDRY

B112A

PT-1

ERB-1

ERF-1

EQUIPMENT
STORAGE

B113

-

ERB-1

ERF-1

MEN'S
LOCKER

B113B

-

TB-1

FT-6

MEN'S
RESTROOM

B100B

PT-1

RB-1

PC-1

CORRIDOR

B100B

PT-1

RB-1

PC-1

CORRIDOR

10/A-5.80

9/A-5.80

9/A-5.80

11/A-5.80

11/A-5.80

11/A-5.80

12/A-5.80 12/A-5.80

8/A-5.80

8/A-5.80

7/A-5.80

7/A-5.80

11/A-5.80

12/A-5.80

4/A-5.80 4/A-5.80

3/A-5.80

2/A-5.80

6/A-5.80

6/A-5.80

6/A-5.80

17/A-5.80

B113A

WT-2

TB-1

FT-6

MEN'S
SHOWERS

B114A

WT-2

TB-1

FT-6

WOMEN'S
SHOWERS

TYP.

PT-1

ST-N

PT-1

RB-1

SC-1

STAIR N

ST-M

PT-1

RB-1

SC-1

STAIR M

22/A-5.80 22/A-5.80

B119

-

ERB-1

ERF-1

FAMILY
LOCKER

TYPE 1 FLOOR MAT

TYPE 2 FLOOR MAT

B115A

PT-1

RB-1

SC-1

STORAGE

B116A

PT-1

RB-1

SC-1

STORAGE

B110B

PT-1

RB-1

SC-1

JAN / HKG

B121

PT-1

RB-1

ERF-1

FIRST AID

B111

PT-1

RB-1

CPT-1

OFFICES

B114B

-

TB-1

FT-6

WOMEN'S
RESTROOM

B117

PT-1

RB-1

SC-1

ELEC

AREA A AREA 
C

AREA A

AREA B AREA 
C

AREA B

WT-4 WT-4 WT-4

B116B

PT-1

-

SC-1

MECH

C.5a

2.5a 13.5a

WT-2

WT-2

PROVIDE 
TERRAZZ
O FLOOR 

IN 
ELEVATO

R
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03 3000-02

PROVIDE SAW-CUT CONSTRUCTION 
JOINTS PER DIMENSIONS, FIELD VERIFY 
COLUMN DIMENSIONS.

PROVIDE SAW-CUT 
CONSTRUCTION 
JOINTS PER 
DIMENSIONS, FIELD 
VERIFY COLUMN 
DIMENSIONS.

03 3000-02

PC-1

COEFFICIENT 
OF FRICTION 

MIN 0.6

1 ADD-2

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

1. ALL EXISTING BRICK WALLS HAVE BEEN CLEANED UNDER 
SCOPE OF BP#1. THESE ARE CONSIDERED TO BE FINISHED 
SURFACES. BP#2 AND BP#3 CONTRACTORS ARE TO PROTECT 
BRICK WALLS DURING CONSTRUCTION ACTIVITIES. CLEAN 
WALLS OF DUST AT THE END OF THE PROJECT.

2. ALL EXPOSED TO VIEW ROOF TRUSSES, STEEL BRACING, AND 
SKYLIGHT FRAME ARE TO RECEIVE PAINTED FINISH. COLOR AS 
SELECTED BY ARCHITECT.

3. ALL EXPOSED TO VIEW STEEL WALL BRACES (COLUMNS AND 
BEAMS) ARE TO RECEIVE PAINTED FINISH. COLOR AS SELECTED 
BY ARCHITECT.

4. CONTRACT TO ASSUME DEEP TONE PRIMERS MAY BE UTILIZED.
5. ACOUSTIC METAL DECK TO RECEIVE POWDER COAT FINISH IN 

LIGHT COLORS AS SELECT BY ARCHITECT.
6. PAINT ALL EXPOSED TO VIEW MECHANICAL, ELECTRICAL, 

PLUMBING, FIRE-PROTECTION, SECURITY AND AV CONDUITS, 
AND OTHER NON-PAINTED MEP ITEMS.

7. PROVIDE FLOOR TRANSITIONS BETWEEN ALL DISSIMILAR FLOOR 
FINISHES AND TRANSITIONS. WHERE NOT INDICATED, PROVIDE 
BASIS-OF-DESIGN PRODUCTS BY SCHLUTER-SYSTEMS IN SATIN 
ANODIZED ALUMINUM.

8. UTILIZE PITTCON OR EQUAL HIGH-STRENGTH CORNERS (SO-
HSN-90) ON OUTSIDE CORNERS OF GYPSUM BOARD WALLS. 
UTILIZE PITTCON OR EQUAL METAL CAPS ON WALLS THAT DO 
NOT EXTEND FULL HEIGHT OR MEET STOREFRONT, CURTAIN 
WALL, OR EXISTING CONSTRUCTION.

9. PAINT ALL EXPOSED TO VIEW STEEL.
10. DO NOT PAINT EXPOSED TO VIEW CONCRETE COLUMNS, 

WALLS, OR CEILING. CONFIRM WITH ARCHITECT THE AREAS 
THAT ARE TO RECEIVE ABRASIVE BLAST FINISH.

11. PROVIDE 10'-0"x10'-0" SAW-CUT JOINTS IN NEW CONCRETE TO 
RECEIVE POLISHED TREATMENT. SEE PLAN.

12. FINISHES ARE BASIS-OF-DESIGN MATERIALS. REFER TO 
SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS AND 
ACCEPTABLE PRODUCTS. CONFIRM COLORS INDICATED WITH 
ARCHITECT PRIOR TO ORDERING ANY MATERIALS.

13. WHERE SEALED CONCRETE IS SCHEDULED FOR EXISTING 
CONCRETE FLOORS, REMOVE ALL CONSTRUCTION DEBRIS AND 
CLEAN FLOORS PRIOR TO SEALER APPLICATION.

14. PROVIDE TERRAZZO FLOOR IN ELEVATOR.
15. REFER TO SHEET A-10.0 FOR ROOM FINISH SCHEDULE LEGEND.

FINISH FLOOR PLAN GENERAL NOTES
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Name ROOM NAME

ROOM NUMBER

WALL FINISH

BASE FINISH

FLOOR FINISH

FINISH FLOOR PLAN LEGEND
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RH

LH

C
L

F
R

J

J
+103"

J

J
+103"

DIRECT

WIRED

DIRECT

WIRED

47

46

48

49A

49A

49A

49A

49A49A

DN

UPUPUP

UP

UP

10b

10b

9b

9b

8b

8b

7b

7b

4b

4b

3b

3b

2b

2b

1b

1b

5b

5b

1a 2a 3a 4a 5a 6a 7a 8a 9a 10a 11a 12a 13a 13a-b

Hb

Gb

Fb

Eb

Db

Cb

Bb

Ab

Ga-d

UK-D

UK-C

UK-E

UK-F

UK-G

UK-19

UK-18

UK-C.2

A154R

PT-1

RB-1

CPT-1

OSI

A162

PT-4,WG-1

RB-2

CPT-2

CATS DEN

EL-G

SSP-2

MWB-1

ETF-1

ELEV

A160D

PT-1

RB-1

LF-1

MEDIA
STOR

A152

PT-1

RB-1

CPT-1

CONFERENCE

A154E

PT-1

RB-1

CPT-1

OSI AD

A154D

PT-1

RB-1

CPT-1

OSI
DIRECTOR

A151A

PT-1

RB-1

CPT-1

EVENT
MGR AD

A153A

PT-1

RB-1

CPT-1

CATERING
DIRECTOR

A154B

PT-1

RB-1

CPT-1

STOR/FILES

A162B

PT-4,WG-1

RB-2

CPT-2

GAMES
LOUNGE

A162F

PT-3

RB-1

SC-1

SOUND&LIGHT
STOR

A162C

PT-1

RB-1

CPT-2

GREEN
ROOM

A162E

PT-3

RB-1

SC-1

PRODUCTION

A162D1

PT-3

RB-1

SC-1

BACKSTAGE

A150H

PT-1

RB-1

CPT-1

SEC &
OPS AD

A160B

PT-1

RB-1

CPT-1

BROADCAST
STUDIO

A160

PT-1

RB-1

CPT-1

WRFL

A160C

PT-1

RB-1

CPT-1

PRODUCTION

A160A

PT-1

RB-1

CPT-1

MEDIA
WORK/PREP

A161A

PT-1

RB-1

LF-1

MKTG
STOR

A161

PT-1

RB-1

CPT-1

MKTG &
ACTIVITIES

A150E

PT-1

RB-1

LF-1

BREAK/
STOR

A150

PT-1

RB-1

CPT-1

SC ADMIN
RECEPTION

A150F

PT-1

RB-1

CPT-1

PRIVACY

A150E1

PT-1

RB-1

CPT-1

PRIVACY

A150G

PT-1

RB-1

CPT-1

BIZ
SECURE

A150A

PT-1

RB-1

CPT-1

STORAGE

A150D

PT-1

RB-1

CPT-1

EXEC
DIRECTOR

A154

PT-1

RB-1

CPT-1

OSI
RECEPTION

A150J

PT-1

RB-1

CPT-1

SC ADMIN

A165

PT-3

RB-1

SC-1

STORAGE

EL-E

SSP-1,
PL-3

MWB-1

ETF-1

ELEV

A100C

PT-1,
WG-1

ETB-1

ETF-1

CIRC

A171

PT-3

RB-1

SC-1

SUB.
ELECTRIC

A172A

PT-3

RB-1

SC-1

A150B

PT-1

RB-1

CPT-1

ACTIVITIES
AD

A153

PT-1

RB-1

CPT-1

CATERING

A151

PT-1

RB-1

CPT-1

EVENTS

UK-G.9

A162H

PT-3

RB-1

SC-1

BOH STOR

A163

PT-1

ETB-1

ETF-1

SUBWAY
DINING

A100K

PT-1

ETB-1

ETF-1

CIRC

ST-H

PT-1

MWB-1

RST-1

STAIR

ST-F

PT-1

RB-1

RST-1

STAIR

ST-E

PT-1

RB-1

RST-1

STAIR

A154C

PT-1

RB-1

CPT-1

SUPPLIES/
STOR

A150C

PT-1

RB-1

CPT-1

BUSINESS
AD

UK-20

A160E

WT-2,WT-4

TB-1

FT-1

TLT

A162G

PT-3

RB-1

SC-1

COMM
STOR

A170B

PT-3

RB-1

SC-1

VESTIBULE

6b

6b

UK-E.9

3

A-5.82

3

A-5.82

3

A-5.82

ST-D

PT-1

MWB-1

CPT-3

STAIR

A100B

SSP-1,P-3

RB-1

SC-1

BOH CIRC

CG-1

CG-1

LEVEL 5 FINISH 
AT GYP. WALL

LEVEL 5 FINISH 
AT GYP. WALL

CG-2

CG-1

CG-1

CG-1

3

A-5.82

CG-2

18

A-5.82

3

A-5.82 5

A-5.82

LEVEL 5 FINISH 
AT GYP. WALL

3

A-5.82

3

A-5.82

3

A-5.82

3

A-5.82 LEVEL 5 FINISH 
AT GYP. WALL

CG-1

CG-1

CG-1

CG-1

CG-1

3

A-5.82

CG-1

CG-2

100F

PT-1

ETB-1

ETF-1

CIRC

CG-1

CG-1

CG-1

CG-1

8

A-5.82

4

A-5.82

4

A-5.82

CG-1

A141

PT-3

RB-1

SC-1

IDF

UK-D.4

A100C1

PT-1

MWB-1

CPT-3

VESTIBULE

3

A-5.82

A162D2

PT-3

RB-1

SC-1

IDF

A162D

PT-3

RB-1

SC-1

4

A-5.82

A170C

PT-1

RB-1

SC-1

RAMP

A162C1

WT-2,WT-4

TB-3

FT-3

W
T

-4

W
T

-4

A100K1

PT-1

RB-1

CPT-3

A164

PT-3

RB-1

SC-1

CUST
STOR

TEXTURED LIMESTONE

CG-2

3

A-5.82

3

A-5.82

W
G

-1

3

A-5.82

4

A-5.82

A133

PT-3

RB-1

SC-1

CG-1

CG-1

2

A-5.82

5

A-5.82

CG-1

CG-1

3

A-5.82

3

A-5.82

CG-2

8

A-5.82

4

A-5.82

6

A-5.82

GL-1

P
T

-3

CG-1

W
G

-1

UK-D.2

UK-19.1

UK-18.8

5

A-5.82
5

A-5.82

CG-1

ACC-1, TYP.

E
T

B
-3

P
T

-2

3'
 -

 5
 5

/8
"

UK-C

UK-C.2

2 ASI 323

2 PCO 647

2 PCO 647

2 PCO 647

2 PCO 647

2 PCO 647

2 PCO 647

2 PCO 647

2 PCO 647

2 PCO 647

2 PCO 647

PLAN LEGEND

FINISH PLAN GENERAL NOTES

UTILIZE PITTICON OR EQUAL HIGH STRENGTH CORNERS (50-
HSN-90) ON OUTSIDE CORNERS OF GYPSUM BOARD WALLS. 
UTILIZE PITTICON OR EQUAL METAL CAPS ON WALLS THAT DO 
NOT EXTEND FULL HEIGHT OR MEET STOREFRONT CURTAIN 
WALL OR EXISTING CONSTRUCTION.

PAINT ALL EXPOSED TO VIEW STEEL.

DO NOT PAINT EXPOSED TO VIEW CONCRETE FOR AREAS TO 
RECEIVE ABRASIVE BLAST FINISH.

PROVIDE 10' X 10' SAW-CUT JOINTS IN NEW CONCRETE TO 
RECEIVE POLISHED TREATMENT.

FINISHES ARE BASIS-OF-DESIGN MATERIALS. REFER TO 
SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS AND 
ACCEPTABLE PRODUCTS. CONFIRM COLORS INDICATED W/ 
ARCHITECT PRIOR TO ORDERING MATERIALS.

REFER TO SHEET A-5.82 FOR FLOOR TRANSITIONS. PROVIDE 
TRANSITIONS AT ALL LOCATIONS WHERE FLOOR TYPES 
CHANGE.

WHERE SEALED CONCRETE IS SCHEDULED FOR EXISTING 
CONCRETE FLOORS, REMOVE ALL CONSTRUCTION DEBRIS 
AND CLEAN FLOORS PRIOR TO SEALER APPLICATION.

WHEN PATCHING EXISTING CERAMIC TILE FLOOR AND BASE, 
MATCH COLOR AND FINISH AS CLOSE AS POSSIBLE TO 
EXISTING TILE.

1.

NEW WALL CONSTRUCTION

EXISTING PARTITION TO REMAIN

ROOM FINISH TAG

ACCENT WALL FINISH

FLOOR FINISH TRANSITION

FLOOR FINISH MATERIAL 
PATTERN DIRECTION

INSTALL CONTROL JOINT IN THIS 
LOCATION

FLOOR FINISH TAG
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Name

ROOM NUMBER

XX

CPT

X

X-X.XX

VIEW NUMBER

SHEET NUMBER

2.

3.

4.

5.

6.

7.

8.

WALL FINISH

BASE FINISH

FLOOR FINISH

AREA A

AREA A AREA C

AREA C

AREA C

AREA D

CPT-2 CARPET TILE LEGEND

A. Interface Walk the Plank - 109356 Magnolia

B. Interface Walk the Plank - 103955 Laurel

C. Interface Super Flor - 609162 Primavera

D. Interface Urban Retreat - 100639 Ivy

C

C

C

A

A

A

B

B

D

D

P
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R
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NOTE: QUARTER TURN INSTALLATION FOR WHOLE PATTERN 
MODULE THROUGHOUT CATS DEN AND GAMES LOUNGE
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WALL OR EXISTING CONSTRUCTION.

PAINT ALL EXPOSED TO VIEW STEEL.
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PROVIDE 10' X 10' SAW-CUT JOINTS IN NEW CONCRETE TO 
RECEIVE POLISHED TREATMENT.

FINISHES ARE BASIS-OF-DESIGN MATERIALS. REFER TO 
SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS AND 
ACCEPTABLE PRODUCTS. CONFIRM COLORS INDICATED W/ 
ARCHITECT PRIOR TO ORDERING MATERIALS.

REFER TO SHEET A-5.82 FOR FLOOR TRANSITIONS. PROVIDE 
TRANSITIONS AT ALL LOCATIONS WHERE FLOOR TYPES 
CHANGE.

WHERE SEALED CONCRETE IS SCHEDULED FOR EXISTING 
CONCRETE FLOORS, REMOVE ALL CONSTRUCTION DEBRIS 
AND CLEAN FLOORS PRIOR TO SEALER APPLICATION.

WHEN PATCHING EXISTING CERAMIC TILE FLOOR AND BASE, 
MATCH COLOR AND FINISH AS CLOSE AS POSSIBLE TO 
EXISTING TILE.
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SC-1

DOCK

A123
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MEN'S TLT

UK-AA

UK-BB

A181B

SC-1

BOOKSTORE
RECEIVING

A181A2
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TB-1

FT-1

TLT

A181A3

PT-1

RB-1

LF-1

RECEIVING
OFFICE

A181B1

PT-3

RB-1

SC-1

PUMP
ROOM

EL-H

SSP-2

MWB-1

CPT-3

SERVICE

A100B

SSP-1,P-3

RB-1

SC-1

BOH CIRC
A125

SSP-1,P-3

RB-1

SC-1

STORAGE

CG-2

CG-2

CG-2

CG-2

CG-2

1

A-5.82

CG-1

8

A-5.82

8

A-5.82

CG-2

CG-1

4

A-5.82

CG-2

UK-08.3

UK-D.4

A124

WT-1,WT-2

TB-1

FT-1

WOMEN'S
TLT

WT-1

WT-4

7

A-5.82

6

A-5.82

CG-2

A181A1

WP-1,P-3

RB-1

SC-1

CG-2

CG-2

A111A

SSP-1,P-3

RB-1

SC-1

3

A-5.82

A180E

WT-2,WT-4

TB-1

FT-1

A180D

WT-2,WT-4

TB-1

FT-1

WT-4

WT-4

REFER TO FOOD SERVICE DOCUMENTS

REFER TO 
FOOD 

SERVICE 
DOCUMENTS

A181A

TC-1

UK-C.7

UK-10.2

UK-C.1

UK-C.3

UK-D.7

UK-04.5

UK-05.4UK-05.6UK-06.3

UK-07.5

UK-08.5

ACC-1, TYP.

UK-05

UK-B

UK-C

KB-01UK-11

UK-10

UK-08

UK-07

UK-06UK-09

UK-C.2

A130D

PT

RB-1

CPT-1

FOOD
SERVICE
OFFICE

A130C

PT-1

RB-1

CPT-1

CATERING
CONFERENCE

A130B

PT-1

RB-1

CPT-1

CATERING
DIRECTOR

2 PCO 647

2 PCO 647 AREA F

AREA D

AREA C

AREA F

PLAN LEGEND

FINISH PLAN GENERAL NOTES

UTILIZE PITTICON OR EQUAL HIGH STRENGTH CORNERS (50-
HSN-90) ON OUTSIDE CORNERS OF GYPSUM BOARD WALLS. 
UTILIZE PITTICON OR EQUAL METAL CAPS ON WALLS THAT DO 
NOT EXTEND FULL HEIGHT OR MEET STOREFRONT CURTAIN 
WALL OR EXISTING CONSTRUCTION.

PAINT ALL EXPOSED TO VIEW STEEL.

DO NOT PAINT EXPOSED TO VIEW CONCRETE FOR AREAS TO 
RECEIVE ABRASIVE BLAST FINISH.

PROVIDE 10' X 10' SAW-CUT JOINTS IN NEW CONCRETE TO 
RECEIVE POLISHED TREATMENT.

FINISHES ARE BASIS-OF-DESIGN MATERIALS. REFER TO 
SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS AND 
ACCEPTABLE PRODUCTS. CONFIRM COLORS INDICATED W/ 
ARCHITECT PRIOR TO ORDERING MATERIALS.

REFER TO SHEET A-5.82 FOR FLOOR TRANSITIONS. PROVIDE 
TRANSITIONS AT ALL LOCATIONS WHERE FLOOR TYPES 
CHANGE.

WHERE SEALED CONCRETE IS SCHEDULED FOR EXISTING 
CONCRETE FLOORS, REMOVE ALL CONSTRUCTION DEBRIS 
AND CLEAN FLOORS PRIOR TO SEALER APPLICATION.

WHEN PATCHING EXISTING CERAMIC TILE FLOOR AND BASE, 
MATCH COLOR AND FINISH AS CLOSE AS POSSIBLE TO 
EXISTING TILE.

1.

NEW WALL CONSTRUCTION

EXISTING PARTITION TO REMAIN

ROOM FINISH TAG

ACCENT WALL FINISH

FLOOR FINISH TRANSITION

FLOOR FINISH MATERIAL 
PATTERN DIRECTION

INSTALL CONTROL JOINT IN THIS 
LOCATION

FLOOR FINISH TAG
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KB-08

KB-07

KB-06

KB-05

KB-04

KB-03

UK-11
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UK-10

UK-10

KB-E

KB-D

KB-C

KB-B

UK-E

UK-F

UK-G

UK-H

KB-G

KB-02

KB-F

KB-D.9

UK-J

KB-A

KB-H

UK-08

UK-08

UK-07

UK-07

UK-06

UK-06

UK-09

UK-09 UK-01

UK-05

UK-05 UK-03

UK-02

UK-02

KB-01

KB-E.7

AYCE DINING

A110

A130F

P-1

RB-1

CPT-1

MOTHER'S
RM

A122

PT-3

RB-1

SC-1

HK

UK-04

UK-04

A123

WT-1,WT-2

TB-1

FT-1

MEN'S TLT

A112

PT-3

RB-1

SC-1

ELEC

UK-G.9

UK-H.7

UK-J.2

A130G

WT-2,WT-4

TB-1

FT-1

GI TLT

UK-E.9

A100A

PT-1

ETB-1

ETF-1

CIRC

4

A-5.82

8

A-5.82

CG-1

CG-1

CG-1

UK-08.3

UK-08.3

A111Q

WT-2,WT-4

TB-1

FT-1

TLT

A111P

WT-2,WT-4

TB-1

FT-1

TLT

WT-4

WT-1

CG-1

CG-1

A111A

SSP-1,P-3

RB-1

SC-1

3

A-5.82

8

A-5.82

ST-T

PT-1

ETB-2

RST-1

W
T
-4

W
T
-4

GL-1

REFER TO FOOD SERVICE DOCUMENTS

KB-AA

KB-08.2

UK-10.2 UK-07.5

ACC-1, TYP.

UK-05

KB-01UK-11

UK-10

UK-08

UK-07

UK-06UK-09

A140A

ETB-1

ETF-1

2 PCO 369

A130D

PT

RB-1

CPT-1

FOOD
SERVICE
OFFICE

2 PCO 647
2 PCO 647

AREA D

AREA C

AREA D

AREA C

AREA E

PLAN LEGEND

FINISH PLAN GENERAL NOTES

UTILIZE PITTICON OR EQUAL HIGH STRENGTH CORNERS (50-
HSN-90) ON OUTSIDE CORNERS OF GYPSUM BOARD WALLS. 
UTILIZE PITTICON OR EQUAL METAL CAPS ON WALLS THAT DO 
NOT EXTEND FULL HEIGHT OR MEET STOREFRONT CURTAIN 
WALL OR EXISTING CONSTRUCTION.

PAINT ALL EXPOSED TO VIEW STEEL.

DO NOT PAINT EXPOSED TO VIEW CONCRETE FOR AREAS TO 
RECEIVE ABRASIVE BLAST FINISH.

PROVIDE 10' X 10' SAW-CUT JOINTS IN NEW CONCRETE TO 
RECEIVE POLISHED TREATMENT.

FINISHES ARE BASIS-OF-DESIGN MATERIALS. REFER TO 
SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS AND 
ACCEPTABLE PRODUCTS. CONFIRM COLORS INDICATED W/ 
ARCHITECT PRIOR TO ORDERING MATERIALS.

REFER TO SHEET A-5.82 FOR FLOOR TRANSITIONS. PROVIDE 
TRANSITIONS AT ALL LOCATIONS WHERE FLOOR TYPES 
CHANGE.

WHERE SEALED CONCRETE IS SCHEDULED FOR EXISTING 
CONCRETE FLOORS, REMOVE ALL CONSTRUCTION DEBRIS 
AND CLEAN FLOORS PRIOR TO SEALER APPLICATION.

WHEN PATCHING EXISTING CERAMIC TILE FLOOR AND BASE, 
MATCH COLOR AND FINISH AS CLOSE AS POSSIBLE TO 
EXISTING TILE.

1.

NEW WALL CONSTRUCTION

EXISTING PARTITION TO REMAIN

ROOM FINISH TAG

ACCENT WALL FINISH

FLOOR FINISH TRANSITION

FLOOR FINISH MATERIAL 
PATTERN DIRECTION

INSTALL CONTROL JOINT IN THIS 
LOCATION

FLOOR FINISH TAG
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DN DN

14a13a12a11a10a9a8a7a6a5a4a3a2a1a

Ha

Ga

Fa

Ea

Da

Ca

Ba

Aa

D.5a

B.5a

G.9a

1.1a 13.9a

A.1a

F.5a

1/A-5.80 1/A-5.80

1/A-5.801/A-5.80

B212

RAF-1

FUNCTIONAL
TRAINING

B211

RAF-1

FREE
WEIGHTS

B213

-

-

RAF-1

CARDIO

B210

RAF-1

STRENGTH
(SELECTORIZED)

B214

RAF-1

FITNESS LAB / WELLNESS
CENTER

B217

PT-1

RB-1

SC-1

STORAGE

B216

PT-1

RB-1

SC-1

JAN

B218

PT-1

RB-1

SC-1

ELEC

ST-M

PT-1

RB-1

SC-1

STAIR M

RB-1

RB-1

ST-N

PT-1

RB-1

SC-1

STAIR N

RB-1

RB-1 RB-1

RB-1

3

A-6.11
____________________________________________

5

A-6.11
____________________________________________

4

A-6.11
____________________________________________

2

A-6.11
____________________________________________

AREA A AREA 
C

AREA A

AREA B AREA 
C

AREA B

B215

PT-1

-

SC-1

MECH

C.5a

2.5a 13.5a

RB-1

1/A-5.80

RB-1

PROVIDE 
TERRAZZ
O FLOOR 

IN 
ELEVATO

R

09 9600-01
HIGH-PERFORMANCE COATING
FINISH             ON RAIL AND STEEL 
SUPPORTS - DO NOT PAINT 
STAINLESS STEEL CABLE

09 9600-01
HIGH-PERFORMANCE COATING
FINISH             ON RAIL AND STEEL 
SUPPORTS - DO NOT PAINT 
STAINLESS STEEL CABLE

OPEN TO BELOWOPEN TO BELOW

TERRAZZO 
TREADS

09 9600-01
HIGH-PERFORMANCE COATING
FINISH             ON STEEL STAIRS

09 9600-01
HIGH-PERFORMANCE COATING
FINISH             ON STEEL STAIRS

PT-1

PT-1

PT-1

TYPICAL AT 
EXISTING 
OPENING 
INFILL

1

A-7.7
____________________________________________

2

A-7.7
____________________________________________

8

RD065
____________________________________________

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

1. ALL EXISTING BRICK WALLS HAVE BEEN CLEANED UNDER 
SCOPE OF BP#1. THESE ARE CONSIDERED TO BE FINISHED 
SURFACES. BP#2 AND BP#3 CONTRACTORS ARE TO PROTECT 
BRICK WALLS DURING CONSTRUCTION ACTIVITIES. CLEAN 
WALLS OF DUST AT THE END OF THE PROJECT.

2. ALL EXPOSED TO VIEW ROOF TRUSSES, STEEL BRACING, AND 
SKYLIGHT FRAME ARE TO RECEIVE PAINTED FINISH. COLOR AS 
SELECTED BY ARCHITECT.

3. ALL EXPOSED TO VIEW STEEL WALL BRACES (COLUMNS AND 
BEAMS) ARE TO RECEIVE PAINTED FINISH. COLOR AS SELECTED 
BY ARCHITECT.

4. CONTRACT TO ASSUME DEEP TONE PRIMERS MAY BE UTILIZED.
5. ACOUSTIC METAL DECK TO RECEIVE POWDER COAT FINISH IN 

LIGHT COLORS AS SELECT BY ARCHITECT.
6. PAINT ALL EXPOSED TO VIEW MECHANICAL, ELECTRICAL, 

PLUMBING, FIRE-PROTECTION, SECURITY AND AV CONDUITS, 
AND OTHER NON-PAINTED MEP ITEMS.

7. PROVIDE FLOOR TRANSITIONS BETWEEN ALL DISSIMILAR FLOOR 
FINISHES AND TRANSITIONS. WHERE NOT INDICATED, PROVIDE 
BASIS-OF-DESIGN PRODUCTS BY SCHLUTER-SYSTEMS IN SATIN 
ANODIZED ALUMINUM.

8. UTILIZE PITTCON OR EQUAL HIGH-STRENGTH CORNERS (SO-
HSN-90) ON OUTSIDE CORNERS OF GYPSUM BOARD WALLS. 
UTILIZE PITTCON OR EQUAL METAL CAPS ON WALLS THAT DO 
NOT EXTEND FULL HEIGHT OR MEET STOREFRONT, CURTAIN 
WALL, OR EXISTING CONSTRUCTION.

9. PAINT ALL EXPOSED TO VIEW STEEL.
10. DO NOT PAINT EXPOSED TO VIEW CONCRETE COLUMNS, 

WALLS, OR CEILING. CONFIRM WITH ARCHITECT THE AREAS 
THAT ARE TO RECEIVE ABRASIVE BLAST FINISH.

11. PROVIDE 10'-0"x10'-0" SAW-CUT JOINTS IN NEW CONCRETE TO 
RECEIVE POLISHED TREATMENT. SEE PLAN.

12. FINISHES ARE BASIS-OF-DESIGN MATERIALS. REFER TO 
SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS AND 
ACCEPTABLE PRODUCTS. CONFIRM COLORS INDICATED WITH 
ARCHITECT PRIOR TO ORDERING ANY MATERIALS.

13. WHERE SEALED CONCRETE IS SCHEDULED FOR EXISTING 
CONCRETE FLOORS, REMOVE ALL CONSTRUCTION DEBRIS AND 
CLEAN FLOORS PRIOR TO SEALER APPLICATION.

14. PROVIDE TERRAZZO FLOOR IN ELEVATOR.
15. REFER TO SHEET A-10.0 FOR ROOM FINISH SCHEDULE LEGEND.

FINISH FLOOR PLAN GENERAL NOTES
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FINISH PLAN GENERAL NOTES

UTILIZE PITTICON OR EQUAL HIGH STRENGTH CORNERS (50-
HSN-90) ON OUTSIDE CORNERS OF GYPSUM BOARD WALLS. 
UTILIZE PITTICON OR EQUAL METAL CAPS ON WALLS THAT DO 
NOT EXTEND FULL HEIGHT OR MEET STOREFRONT CURTAIN 
WALL OR EXISTING CONSTRUCTION.

PAINT ALL EXPOSED TO VIEW STEEL.

DO NOT PAINT EXPOSED TO VIEW CONCRETE FOR AREAS TO 
RECEIVE ABRASIVE BLAST FINISH.

PROVIDE 10' X 10' SAW-CUT JOINTS IN NEW CONCRETE TO 
RECEIVE POLISHED TREATMENT.

FINISHES ARE BASIS-OF-DESIGN MATERIALS. REFER TO 
SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS AND 
ACCEPTABLE PRODUCTS. CONFIRM COLORS INDICATED W/ 
ARCHITECT PRIOR TO ORDERING MATERIALS.

REFER TO SHEET A-5.82 FOR FLOOR TRANSITIONS. PROVIDE 
TRANSITIONS AT ALL LOCATIONS WHERE FLOOR TYPES 
CHANGE.

WHERE SEALED CONCRETE IS SCHEDULED FOR EXISTING 
CONCRETE FLOORS, REMOVE ALL CONSTRUCTION DEBRIS 
AND CLEAN FLOORS PRIOR TO SEALER APPLICATION.

WHEN PATCHING EXISTING CERAMIC TILE FLOOR AND BASE, 
MATCH COLOR AND FINISH AS CLOSE AS POSSIBLE TO 
EXISTING TILE.
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PLAN LEGEND

FINISH PLAN GENERAL NOTES

UTILIZE PITTICON OR EQUAL HIGH STRENGTH CORNERS (50-
HSN-90) ON OUTSIDE CORNERS OF GYPSUM BOARD WALLS. 
UTILIZE PITTICON OR EQUAL METAL CAPS ON WALLS THAT DO 
NOT EXTEND FULL HEIGHT OR MEET STOREFRONT CURTAIN 
WALL OR EXISTING CONSTRUCTION.

PAINT ALL EXPOSED TO VIEW STEEL.

DO NOT PAINT EXPOSED TO VIEW CONCRETE FOR AREAS TO 
RECEIVE ABRASIVE BLAST FINISH.

PROVIDE 10' X 10' SAW-CUT JOINTS IN NEW CONCRETE TO 
RECEIVE POLISHED TREATMENT.

FINISHES ARE BASIS-OF-DESIGN MATERIALS. REFER TO 
SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS AND 
ACCEPTABLE PRODUCTS. CONFIRM COLORS INDICATED W/ 
ARCHITECT PRIOR TO ORDERING MATERIALS.

REFER TO SHEET A-5.82 FOR FLOOR TRANSITIONS. PROVIDE 
TRANSITIONS AT ALL LOCATIONS WHERE FLOOR TYPES 
CHANGE.
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CONCRETE FLOORS, REMOVE ALL CONSTRUCTION DEBRIS 
AND CLEAN FLOORS PRIOR TO SEALER APPLICATION.

WHEN PATCHING EXISTING CERAMIC TILE FLOOR AND BASE, 
MATCH COLOR AND FINISH AS CLOSE AS POSSIBLE TO 
EXISTING TILE.
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PLAN LEGEND

FINISH PLAN GENERAL NOTES

UTILIZE PITTICON OR EQUAL HIGH STRENGTH CORNERS (50-
HSN-90) ON OUTSIDE CORNERS OF GYPSUM BOARD WALLS. 
UTILIZE PITTICON OR EQUAL METAL CAPS ON WALLS THAT DO 
NOT EXTEND FULL HEIGHT OR MEET STOREFRONT CURTAIN 
WALL OR EXISTING CONSTRUCTION.

PAINT ALL EXPOSED TO VIEW STEEL.

DO NOT PAINT EXPOSED TO VIEW CONCRETE FOR AREAS TO 
RECEIVE ABRASIVE BLAST FINISH.

PROVIDE 10' X 10' SAW-CUT JOINTS IN NEW CONCRETE TO 
RECEIVE POLISHED TREATMENT.

FINISHES ARE BASIS-OF-DESIGN MATERIALS. REFER TO 
SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS AND 
ACCEPTABLE PRODUCTS. CONFIRM COLORS INDICATED W/ 
ARCHITECT PRIOR TO ORDERING MATERIALS.

REFER TO SHEET A-5.82 FOR FLOOR TRANSITIONS. PROVIDE 
TRANSITIONS AT ALL LOCATIONS WHERE FLOOR TYPES 
CHANGE.

WHERE SEALED CONCRETE IS SCHEDULED FOR EXISTING 
CONCRETE FLOORS, REMOVE ALL CONSTRUCTION DEBRIS 
AND CLEAN FLOORS PRIOR TO SEALER APPLICATION.

WHEN PATCHING EXISTING CERAMIC TILE FLOOR AND BASE, 
MATCH COLOR AND FINISH AS CLOSE AS POSSIBLE TO 
EXISTING TILE.
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NEW WALL CONSTRUCTION

EXISTING PARTITION TO REMAIN

ROOM FINISH TAG

ACCENT WALL FINISH

FLOOR FINISH TRANSITION
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INSTALL CONTROL JOINT IN THIS 
LOCATION

FLOOR FINISH TAG
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SEE 

DETAIL 
7/A-5.77

ERF-2
SEE DETAIL 8/A-5.77
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RB-3 BASE AT HALF 
HEIGHT WALLS 
ONLY

PLAN LEGEND

FINISH PLAN GENERAL NOTES

UTILIZE PITTICON OR EQUAL HIGH STRENGTH CORNERS (50-
HSN-90) ON OUTSIDE CORNERS OF GYPSUM BOARD WALLS. 
UTILIZE PITTICON OR EQUAL METAL CAPS ON WALLS THAT DO 
NOT EXTEND FULL HEIGHT OR MEET STOREFRONT CURTAIN 
WALL OR EXISTING CONSTRUCTION.

PAINT ALL EXPOSED TO VIEW STEEL.

DO NOT PAINT EXPOSED TO VIEW CONCRETE FOR AREAS TO 
RECEIVE ABRASIVE BLAST FINISH.

PROVIDE 10' X 10' SAW-CUT JOINTS IN NEW CONCRETE TO 
RECEIVE POLISHED TREATMENT.

FINISHES ARE BASIS-OF-DESIGN MATERIALS. REFER TO 
SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS AND 
ACCEPTABLE PRODUCTS. CONFIRM COLORS INDICATED W/ 
ARCHITECT PRIOR TO ORDERING MATERIALS.

REFER TO SHEET A-5.82 FOR FLOOR TRANSITIONS. PROVIDE 
TRANSITIONS AT ALL LOCATIONS WHERE FLOOR TYPES 
CHANGE.

WHERE SEALED CONCRETE IS SCHEDULED FOR EXISTING 
CONCRETE FLOORS, REMOVE ALL CONSTRUCTION DEBRIS 
AND CLEAN FLOORS PRIOR TO SEALER APPLICATION.

WHEN PATCHING EXISTING CERAMIC TILE FLOOR AND BASE, 
MATCH COLOR AND FINISH AS CLOSE AS POSSIBLE TO 
EXISTING TILE.
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LOCATION
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PLAN LEGEND

FINISH PLAN GENERAL NOTES

UTILIZE PITTICON OR EQUAL HIGH STRENGTH CORNERS (50-
HSN-90) ON OUTSIDE CORNERS OF GYPSUM BOARD WALLS. 
UTILIZE PITTICON OR EQUAL METAL CAPS ON WALLS THAT DO 
NOT EXTEND FULL HEIGHT OR MEET STOREFRONT CURTAIN 
WALL OR EXISTING CONSTRUCTION.

PAINT ALL EXPOSED TO VIEW STEEL.

DO NOT PAINT EXPOSED TO VIEW CONCRETE FOR AREAS TO 
RECEIVE ABRASIVE BLAST FINISH.

PROVIDE 10' X 10' SAW-CUT JOINTS IN NEW CONCRETE TO 
RECEIVE POLISHED TREATMENT.

FINISHES ARE BASIS-OF-DESIGN MATERIALS. REFER TO 
SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS AND 
ACCEPTABLE PRODUCTS. CONFIRM COLORS INDICATED W/ 
ARCHITECT PRIOR TO ORDERING MATERIALS.

REFER TO SHEET A-5.82 FOR FLOOR TRANSITIONS. PROVIDE 
TRANSITIONS AT ALL LOCATIONS WHERE FLOOR TYPES 
CHANGE.

WHERE SEALED CONCRETE IS SCHEDULED FOR EXISTING 
CONCRETE FLOORS, REMOVE ALL CONSTRUCTION DEBRIS 
AND CLEAN FLOORS PRIOR TO SEALER APPLICATION.

WHEN PATCHING EXISTING CERAMIC TILE FLOOR AND BASE, 
MATCH COLOR AND FINISH AS CLOSE AS POSSIBLE TO 
EXISTING TILE.
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PLAN LEGEND

FINISH PLAN GENERAL NOTES

UTILIZE PITTICON OR EQUAL HIGH STRENGTH CORNERS (50-
HSN-90) ON OUTSIDE CORNERS OF GYPSUM BOARD WALLS. 
UTILIZE PITTICON OR EQUAL METAL CAPS ON WALLS THAT DO 
NOT EXTEND FULL HEIGHT OR MEET STOREFRONT CURTAIN 
WALL OR EXISTING CONSTRUCTION.

PAINT ALL EXPOSED TO VIEW STEEL.

DO NOT PAINT EXPOSED TO VIEW CONCRETE FOR AREAS TO 
RECEIVE ABRASIVE BLAST FINISH.

PROVIDE 10' X 10' SAW-CUT JOINTS IN NEW CONCRETE TO 
RECEIVE POLISHED TREATMENT.

FINISHES ARE BASIS-OF-DESIGN MATERIALS. REFER TO 
SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS AND 
ACCEPTABLE PRODUCTS. CONFIRM COLORS INDICATED W/ 
ARCHITECT PRIOR TO ORDERING MATERIALS.

REFER TO SHEET A-5.82 FOR FLOOR TRANSITIONS. PROVIDE 
TRANSITIONS AT ALL LOCATIONS WHERE FLOOR TYPES 
CHANGE.

WHERE SEALED CONCRETE IS SCHEDULED FOR EXISTING 
CONCRETE FLOORS, REMOVE ALL CONSTRUCTION DEBRIS 
AND CLEAN FLOORS PRIOR TO SEALER APPLICATION.

WHEN PATCHING EXISTING CERAMIC TILE FLOOR AND BASE, 
MATCH COLOR AND FINISH AS CLOSE AS POSSIBLE TO 
EXISTING TILE.
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LOCATION

FLOOR FINISH TAG
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PLAN LEGEND

FINISH PLAN GENERAL NOTES

UTILIZE PITTICON OR EQUAL HIGH STRENGTH CORNERS (50-
HSN-90) ON OUTSIDE CORNERS OF GYPSUM BOARD WALLS. 
UTILIZE PITTICON OR EQUAL METAL CAPS ON WALLS THAT DO 
NOT EXTEND FULL HEIGHT OR MEET STOREFRONT CURTAIN 
WALL OR EXISTING CONSTRUCTION.

PAINT ALL EXPOSED TO VIEW STEEL.

DO NOT PAINT EXPOSED TO VIEW CONCRETE FOR AREAS TO 
RECEIVE ABRASIVE BLAST FINISH.

PROVIDE 10' X 10' SAW-CUT JOINTS IN NEW CONCRETE TO 
RECEIVE POLISHED TREATMENT.

FINISHES ARE BASIS-OF-DESIGN MATERIALS. REFER TO 
SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS AND 
ACCEPTABLE PRODUCTS. CONFIRM COLORS INDICATED W/ 
ARCHITECT PRIOR TO ORDERING MATERIALS.

REFER TO SHEET A-5.82 FOR FLOOR TRANSITIONS. PROVIDE 
TRANSITIONS AT ALL LOCATIONS WHERE FLOOR TYPES 
CHANGE.

WHERE SEALED CONCRETE IS SCHEDULED FOR EXISTING 
CONCRETE FLOORS, REMOVE ALL CONSTRUCTION DEBRIS 
AND CLEAN FLOORS PRIOR TO SEALER APPLICATION.

WHEN PATCHING EXISTING CERAMIC TILE FLOOR AND BASE, 
MATCH COLOR AND FINISH AS CLOSE AS POSSIBLE TO 
EXISTING TILE.
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FLOOR FINISH TAG
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KB-01UK-11

UK-10

UK-08

UK-07

UK-06UK-09

PLAN LEGEND

FINISH PLAN GENERAL NOTES

UTILIZE PITTICON OR EQUAL HIGH STRENGTH CORNERS (50-
HSN-90) ON OUTSIDE CORNERS OF GYPSUM BOARD WALLS. 
UTILIZE PITTICON OR EQUAL METAL CAPS ON WALLS THAT DO 
NOT EXTEND FULL HEIGHT OR MEET STOREFRONT CURTAIN 
WALL OR EXISTING CONSTRUCTION.

PAINT ALL EXPOSED TO VIEW STEEL.

DO NOT PAINT EXPOSED TO VIEW CONCRETE FOR AREAS TO 
RECEIVE ABRASIVE BLAST FINISH.

PROVIDE 10' X 10' SAW-CUT JOINTS IN NEW CONCRETE TO 
RECEIVE POLISHED TREATMENT.

FINISHES ARE BASIS-OF-DESIGN MATERIALS. REFER TO 
SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS AND 
ACCEPTABLE PRODUCTS. CONFIRM COLORS INDICATED W/ 
ARCHITECT PRIOR TO ORDERING MATERIALS.

REFER TO SHEET A-5.82 FOR FLOOR TRANSITIONS. PROVIDE 
TRANSITIONS AT ALL LOCATIONS WHERE FLOOR TYPES 
CHANGE.

WHERE SEALED CONCRETE IS SCHEDULED FOR EXISTING 
CONCRETE FLOORS, REMOVE ALL CONSTRUCTION DEBRIS 
AND CLEAN FLOORS PRIOR TO SEALER APPLICATION.

WHEN PATCHING EXISTING CERAMIC TILE FLOOR AND BASE, 
MATCH COLOR AND FINISH AS CLOSE AS POSSIBLE TO 
EXISTING TILE.

1.

NEW WALL CONSTRUCTION

EXISTING PARTITION TO REMAIN

ROOM FINISH TAG

ACCENT WALL FINISH

FLOOR FINISH TRANSITION

FLOOR FINISH MATERIAL 
PATTERN DIRECTION

INSTALL CONTROL JOINT IN THIS 
LOCATION

FLOOR FINISH TAG

101

VWC

RB

VCT

Name

ROOM NUMBER

XX

CPT

X

X-X.XX

VIEW NUMBER

SHEET NUMBER

2.

3.

4.

5.

6.

7.

8.

WALL FINISH

BASE FINISH

FLOOR FINISH
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1 LEVEL 03 FINISH PLAN - AREA F
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EQUIPMENT SCHEDULE

Level ROOM NUMBER ROOM NAME
TYPE MARK EQUIPMENT DESCRIPTION DEPTH WIDTH HEIGHT

ELECTRICA
L

MECHANICAL PLUMBING COMMENTS

LEVEL 01 FOOD
SERVICE

DL DOCK LEVELER 6' - 0" 6' - 0" Yes No No

LEVEL 01 DL DOCK LEVELER 6' - 0" 6' - 0" Yes No No

LEVEL 01 A150E SHARED BREAK AREA / GRAPHICS / STORAGE RF REFRIGERATOR 2' - 0" 2' - 6" 5' - 9" Yes No Yes

LEVEL 01 A150E SHARED BREAK AREA / GRAPHICS / STORAGE DW DISHWASHER 2' - 2 1/4" 2' - 0" 2' - 8 1/2" Yes No Yes

LEVEL 01 A150E SHARED BREAK AREA / GRAPHICS / STORAGE MO MICROWAVE OVEN 1' - 10" 2' - 3" 1' - 3" Yes No No

LEVEL 01 A162A RECEPTION UC UNDERCABINET REFRIGERATOR 2' - 0" 1' - 3 1/2" 2' - 2 1/2" Yes No No

LEVEL 01 A162A RECEPTION UC UNDERCABINET REFRIGERATOR 2' - 0" 1' - 3 1/2" 2' - 2 1/2" Yes No No

LEVEL 01 A162A RECEPTION UC UNDERCABINET REFRIGERATOR 2' - 0" 1' - 3 1/2" 2' - 2 1/2" Yes No No

LEVEL 01 A162A RECEPTION UC UNDERCABINET REFRIGERATOR 2' - 0" 1' - 3 1/2" 2' - 2 1/2" Yes No No

LEVEL 01 A174 S.C. HOUSE KPG RF REFRIGERATOR 2' - 0" 2' - 6" 5' - 9" Yes No Yes

LEVEL 01 A174 S.C. HOUSE KPG DW DISHWASHER 2' - 2 1/4" 2' - 0" 2' - 8 1/2" Yes No Yes

EX - S.U. - 02 DW DISHWASHER 2' - 2 1/4" 2' - 0" 2' - 8 1/2" Yes No Yes

EX - S.U. - 02 DW DISHWASHER 2' - 2 1/4" 2' - 0" 2' - 8 1/2" Yes No Yes

EX - S.U. - 02 A252E KITCHENETTE RF REFRIGERATOR 2' - 0" 2' - 6" 5' - 9" Yes No Yes

EX - S.U. - 02 A252E KITCHENETTE MO MICROWAVE OVEN 1' - 10" 2' - 3" 1' - 3" Yes No No

EX - S.U. - 02 A262B CSI               KITCHENETTE RF REFRIGERATOR 2' - 0" 2' - 6" 5' - 9" Yes No Yes

LEVEL 02 A262B CSI               KITCHENETTE MO MICROWAVE OVEN 1' - 10" 2' - 3" 1' - 3" Yes No No

LEVEL 03 EX371 TERRACE
GF2

SINGLE-SIDED CUSTOM LINEAR
GAS FIREPLACE

1' - 8" 4' - 0" 3' - 0" Yes Yes Yes
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STAIR M

ST-M

STAIR N

ST-N

IDF

B110A

FAMILY

B119A

REC ELEV.

EL-F

GROUP FITNESS
B

B116

CONTROL DESK

B112

LOUNGE

B110

MEN'S LOCKER

B113

MEN'S
RESTROOM

B113B

WOMEN'S
LOCKER

B114

GROUP FITNESS
A

B115

MULTIPURPOSE
MAT ROOM

B120

STORAGE

B118A

GROUP FITNESS
CYCLING

B118

CORRIDOR

B100B

EQUIPMENT
STORAGE

B112A

BREAK / CLOCK
IN ROOM

B112C

LAUNDRY

B112B WOMEN'S
SHOWERS

B114A

MEN'S
SHOWERS

B113A

FAMILY
LOCKER

B119

F1F1

F1F1

F2

F2F2
F2

F3

F4

F5F5

F5

F5 F5

F5

F1

F6F6

F7

F8F8

F8F8

F9

FIRST AID

B121

JAN / HKG

B110B

ELEC

B117

STORAGE

B116A

MECH

B116B

STORAGE

B115A

WOMEN'S
RESTROOM

B114B

OFFICES

B111

STAIR L

ST-L

CORRIDOR

B100A

CORRIDOR

B100C

AREA A AREA 
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AREA B AREA 
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HEAVY BAG
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FLOOR BOX 
UNDER MASTER 
TURNSTILE

1' - 0"

E8
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E2
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E2

E4

E2

E2

E2

E2

E6

E6

E6

E7E7

E7

E7

MOUNTED

MOUNTED

MOVABLE

E10E10E10

E9E9

1 ADD-2

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

ALL WORKOUT EQUIPMENT IS TO BE OWNER FURNISHED, 
OWNER INSTALLED. NUMBERS AND LOCATIONS SHOWN ARE 
FOR REFERENCE ONLY.

O.F.O.I. - OWNER FURNISHED / OWNER INSTALLED

O.F.C.I. - OWNER FURNISHED / CONTRACTOR INSTALLED

C.F.C.I. - CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

DIMENSIONS ILLUSTRATE LOCATING OF POWER AND DATA 
FLOOR BOXES

GENERAL NOTES:
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1 LEVEL 01 FURNITURE / EQUIPMENT PLAN - AREA A

EQUIPMENT SCHEDULE
TAG ITEM O.F.O.I. O.F.C.I. C.F.C.I. REMARKS MOUNTING INSTRUCTIONS

E1 REFRIGERATOR C.F.C.I.

E2 80" WALL M0UNTED (WM) TV &
UNIVERSAL BRACKET

BP#4 PROVIDE BLOCKING IN BP#3

E3 80" CEILING MOUNTED (CM) TV
& UNIVERSAL BRACKET

BP#4 PROVIDE BLOCKING IN BP#3

E4 65" WALL M0UNTED (WM) TV &
UNIVERSAL BRACKET

BP#4 PROVIDE BLOCKING IN BP#3

E5 55" CEILING MOUNTED (CM) TV
DISPLAY

BP#4 - ARRAY OF (3) UNITS WIDES X
(3) UNITS TALL X (4) WALLS = (36)

STRUCTURAL FRAME ROUGH-IN SCOPE OF BP#3

E6 A.V. RACK BP#4 CABINET IS SCOPE OF BP#3

E7 SCHEDULING MONITOR BP#4 PROVIDE BLOCKING IN BP#3

E8 SCANNER C.F.C.I. BP#3 MOUNT TO TURNSTILES

E9 ATHLETIC EQUIPMENT O.F.O.I. PROVIDE ELECTRIC AND DATA
 CONNECTIONS IN BP#3

E10 WASHER AND DRYER C.F.C.I. SOAP DISPENSER IS O.F.O.I. CONFIRM PAD REQUIREMENTS

FURNITURE SCHEDULE
TAG ITEM SPECIFICATION

F1 TABLE AND (4) CHAIRS O.F.O.I.

F2 ARM CHAIR O.F.O.I.

F3 END TABLE O.F.O.I.

F4 COFFEE TABLE O.F.O.I.

F5 CHAIR O.F.O.I.

F6 CHAIR O.F.O.I.

F7 DESK O.F.O.I.

F8 DESK O.F.O.I.

F9 TABLE AND (4) CHAIRS O.F.O.I.
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ORIENTATION 
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EQUIPMENT
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OF 

EQUIPMENT

ORIENTATION 
OF 
EQUIPMENT

ORIENTATION 
OF 
EQUIPMENT
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E5

FREE WEIGHTS

B211

FUNCTIONAL
TRAINING

B212

STRENGTH
(SELECTORIZED)

B210

FITNESS LAB /
WELLNESS

CENTER

B214

REC ELEV.

EL-F

STAIR M

ST-M

STAIR N

ST-N

ELEC

B218

JAN

B216

STORAGE
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CARDIO
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AREA A AREA 
C

AREA A

AREA B AREA 
C

AREA B

1
' -

 4
"

1
' -

 0
"

5' - 0" 4' - 4" 5' - 8" 5' - 0" 5' - 8" 4' - 4" 5' - 0" 3' - 6"

5' - 0" 4' - 4" 5' - 8" 5' - 0" 5' - 8" 4' - 4" 5' - 0" 3' - 6"

5' - 0" 4' - 4" 5' - 8" 5' - 0" 5' - 8" 4' - 4" 5' - 0" 3' - 6"

1
' -

 4
"

1
' -

 3
"

3' - 6" 3' - 6" 3' - 6" 3' - 6" 3' - 6"

1' - 9" 1' - 9" 1' - 9" 1' - 9"

3' - 6" 3' - 6" 3' - 6" 3' - 6" 3' - 6"

1
' -

 3
"

3' - 6" 3' - 6" 3' - 6" 3' - 6" 3' - 6"

1' - 9" 1' - 9"

2
' -

 3
"

2
' -

 3
"

1' - 9" 1' - 9"

3' - 6" 3' - 6" 3' - 6" 3' - 6" 3' - 6"

8
' -

 6
"

1' - 9" 1' - 9"

3' - 6" 3' - 6" 3' - 6" 3' - 6" 3' - 6"

8
' -

 6
"

3' - 6" 3' - 6" 3' - 6" 3' - 6" 3' - 6"

1' - 9" 1' - 9"

3' - 6" 5' - 0" 4' - 4" 5' - 8" 5' - 0" 5' - 8" 4' - 4" 5' - 0"

3' - 6" 5' - 0" 4' - 4" 5' - 8" 5' - 0" 5' - 8" 4' - 4" 5' - 0"

1
' -

 4
"

1
' -

 0
"

1
' -

 4
"

3' - 6" 5' - 0" 4' - 4" 5' - 8" 5' - 0" 5' - 8" 4' - 4" 5' - 0"

STAIR L

ST-L

MECH

B215

1
' -

 8
"

1
' -

 1
0

"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

4
' -

 0
"

2' - 6" 6' - 6" 3' - 6"

4
' -

 0
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

1
' -

 1
0

"
1

' -
 8

"

4
' -

 0
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

3
' -

 6
"

1
' -

 1
0

"
1

' -
 8

"C.5a

2.5a 13.5a

E3

E3

E5E5E5

E6

E6

E9E9E9

E9E9E9

E9E9E9E9

E9E9

E9E9E9
E9

E9E9E9E9

AREA C

AREA B

AREA F

AREA A

AREA D

AREA 
E

ALL WORKOUT EQUIPMENT IS TO BE OWNER FURNISHED, 
OWNER INSTALLED. NUMBERS AND LOCATIONS SHOWN ARE 
FOR REFERENCE ONLY.

O.F.O.I. - OWNER FURNISHED / OWNER INSTALLED

O.F.C.I. - OWNER FURNISHED / CONTRACTOR INSTALLED

C.F.C.I. - CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

DIMENSIONS ILLUSTRATE LOCATING OF POWER AND DATA 
FLOOR BOXES
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1 LEVEL 02 FURNITURE / EQUIPMENT PLAN - AREA A

EQUIPMENT SCHEDULE
TAG ITEM O.F.O.I. O.F.C.I. C.F.C.I. REMARKS MOUNTING INSTRUCTIONS

E1 REFRIGERATOR C.F.C.I.

E2 80" WALL M0UNTED (WM) TV &
UNIVERSAL BRACKET

BP#4 PROVIDE BLOCKING IN BP#3

E3 80" CEILING MOUNTED (CM) TV
& UNIVERSAL BRACKET

BP#4 PROVIDE BLOCKING IN BP#3

E4 65" WALL M0UNTED (WM) TV &
UNIVERSAL BRACKET

BP#4 PROVIDE BLOCKING IN BP#3

E5 55" CEILING MOUNTED (CM) TV
DISPLAY

BP#4 - ARRAY OF (3) UNITS WIDES X
(3) UNITS TALL X (4) WALLS = (36)

STRUCTURAL FRAME ROUGH-IN SCOPE OF BP#3

E6 A.V. RACK BP#4 CABINET IS SCOPE OF BP#3

E7 SCHEDULING MONITOR BP#4 PROVIDE BLOCKING IN BP#3

E8 SCANNER C.F.C.I. BP#3 MOUNT TO TURNSTILES

E9 ATHLETIC EQUIPMENT O.F.O.I. PROVIDE ELECTRIC AND DATA
 CONNECTIONS IN BP#3

E10 WASHER AND DRYER C.F.C.I. SOAP DISPENSER IS O.F.O.I. CONFIRM PAD REQUIREMENTS

FURNITURE SCHEDULE
TAG ITEM SPECIFICATION

F1 TABLE AND (4) CHAIRS O.F.O.I.

F2 ARM CHAIR O.F.O.I.

F3 END TABLE O.F.O.I.

F4 COFFEE TABLE O.F.O.I.

F5 CHAIR O.F.O.I.

F6 CHAIR O.F.O.I.

F7 DESK O.F.O.I.

F8 DESK O.F.O.I.

F9 TABLE AND (4) CHAIRS O.F.O.I.
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